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Hydrology Study

ATTACHMENT D

50 Year Pre Development Calculations

Steps Taken To Analyze This Condition

The Rational Method as outlined in section 3 of the June 2003 San Diego County
Hydrology Manual is followed here. The software that we are using is the “Rational
Hydrology Method, San Diego County (2003 Manual)” module of the
CIVILCADD/CIVIL DESIGN Engineering software version 7.9.

Please see the subsequent pages for the calculations. These calculations are for the Q100.
The results are outlined/summarized in Section 8.



San Diego County Rational Hydrology Program
CIVILCADD/CIVILDESIGN Engineering Software,(c)1991-2014 Version 9.0
Rational method hydrology program based on

San Diego County Flood Control Division 2003 hydrology manual
Rational Hydrology Study Date: 09/24/18

17046 Nutmeg Development
Pre-Development Pocl 50 Year
17046predevpocl.rd3

FExxExA*X Hydrology Study Control Information ** %%k

Program License Serial Number 6332

Rational hydrology study storm event yearis 50.0
English (in-Ib) input data Units used

Map data precipitation entered:

6 hour, precipitation(inches) = 3.000

24 hour precipitation(inches) = 6.000
P6/P24= 50.0%

San Diego hydrology manual 'C' values used

A o o L B

Process from Point/Station ~ 401.000 to Point/Station ~ 402.000
**%% INITIAL AREA EVALUATION ****

Decimal fraction soil group A = 0.000

Decimal fraction soil group B = 0.000

Decimal fraction soil group C = 1.000

Decimal fraction soil group D = 0.000

[UNDISTURBED NATURAL TERRAIN ]

(Permanent Open Space )

Impervious value, Ai = 0.000

Sub-Area C Value = 0.300

Initial subarea total flow distance = 201.000(Ft.)

Highest elevation = 889.120(Ft.)

Lowest elevation = 881.370(Ft.)

Elevation difference = 7.750(Ft.) Slope = 3.856 %

INITIAL AREA TIME OF CONCENTRATION CALCULATIONS:

The maximum overland flow distance is 100.00 (Ft)

for the top area slope value of 3.86 %, in a development type of
Permanent Open Space

In Accordance With Figure 3-3

Initial Area Time of Concentration = 9.18 minutes

TC = [1.8%(1.1-C)*distance(Ft.)*.5)/(% slope”(1/3)]

TC =[1.8%(1.1-0.3000)*( 100.000.5)/( 3.856”(1/3)]= 9.18

The initial area total distance of 201.00 (Ft.) entered leaves a

remaining distance of 101.00 (Ft.)

Using Figure 3-4, the travel time for this distance is 0.96 minutes

for a distance of 101.00 (Ft.) and a slope of 3.86 %

with an elevation difference of 3.89(Ft.) from the end of the top area

Tt = [11.9*length(Mi)*3)/(elevation change(Ft.))]*.385 *60(min/hr)
= 0.956 Minutes

Tt=[(11.9*0.019173)/( 3.89)]*.385= 0.96

Total initial area Ti = 9.18 minutes from Figure 3-3 formula plus
0.96 minutes from the Figure 3-4 formula = 10.14 minutes

17046 Nutmeg Development
Pre-Development Pocl 50 Year
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Rainfall intensity (I) =  5.010(In/Hr) fora 50.0 year storm
Effective runoff coefficient used for area (Q=KCIA) is C = 0.300
Subarea runoff = 0.977(CFS)

Total initial stream area = 0.650(Ac.)

FH
Process from Point/Station ~ 402.000 to Point/Station ~ 402.000
**** SUBAREA FLOW ADDITION ****

Rainfall intensity (I) =  5.010(In/Hr) fora 50.0 year storm
Decimal fraction soil group A = 0.000

Decimal fraction soil group B = 0.000

Decimal fraction soil group C = 1.000

Decimal fraction soil group D = 0.000

[HIGH DENSITY RESIDENTIAL ]

(43.0DU/Aor Less )

Impervious value, Ai = 0.800

Sub-Area C Value = 0.780

Time of concentration = 10.14 min.

Rainfall intensity = 5.010(In/Hr) fora 50.0 year storm
Effective runoff coefficient used for total area
(Q=KCIA)isC=0.441 CA= 0.406

Subarea runoff = 1.055(CFS) for  0.270(Ac.)

Total runoff = 2.032(CFS) Totalarea=  0.920(Ac.)

e
Process from Point/Station ~ 402.000 to Point/Station ~ 402.000
**** SUBAREA FLOW ADDITION ****

Rainfall intensity (I) = 5.010(In/Hr) for a 50.0 year storm
Decimal fraction soil group A = 0.000

Decimal fraction soil group B = 0.000

Decimal fraction soil group C = 1.000

Decimal fraction soil group D = 0.000

[HIGH DENSITY RESIDENTIAL ]

(43.0DU/Aor Less )

Impervious value, Ai = 0.800

Sub-Area C Value = 0.780

Time of concentration = 10.14 min.

Rainfall intensity = 5.010(In/Hr) for a 50.0 year storm
Effective runoff coefficient used for total area

(Q=KCIA)is C=0.474 CA= 0.484

Subarea runoff = 0.391(CFS) for  0.100(Ac.)

Total runoff = 2.423(CFS) Totalarea=  1.020(Ac.)

F
Process from Point/Station ~ 402.000 to Point/Station ~ 402.000
**** SUBAREA FLOW ADDITION ****

Rainfall intensity (I) =  5.010(In/Hr) fora 50.0 year storm
Decimal fraction soil group A = 0.000

Decimal fraction soil group B = 0.000

Decimal fraction soil group C = 0.000

Decimal fraction soil group D = 1.000

[LOW DENSITY RESIDENTIAL ]

(1.0 DU/AorLess )

Impervious value, Ai = 0.100

Sub-Area C Value = 0.410

Time of concentration = 10.14 min.

Rainfall intensity = 5.010(In/Hr) fora 50.0 year storm
Effective runoff coefficient used for total area
(Q=KCIA)isC=0.463 CA= 0.573

Subarea runoff = 0.448(CFS) for  0.218(Ac.)

17046 Nutmeg Development
Pre-Development Pocl 50 Year
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Total runoff = 2.871(CFS) Totalarea=  1.238(Ac.)

FH
Process from Point/Station ~ 402.000 to Point/Station ~ 403.000

**** IRREGULAR CHANNEL FLOW TRAVEL TIME ****

Estimated mean flow rate at midpoint of channel = 5.594(CFS)
Depth of flow = 0.474(Ft.), Average velocity = 2.487(Ft/s)
*AEEXEXX |rregular Channel Data *** ¥ xxdkkx

Information entered for subchannel number 1 :
Point number  'X' coordinate 'Y' coordinate

1 0.00 3.00
2 30.00 0.00
3 60.00 3.00

Manning's 'N' friction factor = 0.045

Sub-Channel flow =  5.594(CFS)

o flow top width = 9.485(Ft.)
' ' velocity= 2.487(Ft/s)

area=  2.249(Sq.Ft)
Froude number = 0.900

Upstream point elevation = 881.370(Ft.)

Downstream point elevation = 864.410(Ft.)

Flow length = 436.000(Ft.)

Travel time = 2.92 min.

Time of concentration = 13.06 min.

Depth of flow = 0.474(Ft.)

Average velocity = 2.487(Ft/s)

Total irregular channel flow =  5.594(CFS)

Irregular channel normal depth above invert elev. = 0.474(Ft.)
Average velocity of channel(s) = 2.487(Ft/s)

Adding area flow to channel

Rainfall intensity (I) =  4.255(In/Hr) fora 50.0 year storm
Decimal fraction soil group A = 0.000

Decimal fraction soil group B = 0.000

Decimal fraction soil group C = 0.840

Decimal fraction soil group D = 0.160

[UNDISTURBED NATURAL TERRAIN ]

(Permanent Open Space )

Impervious value, Ai = 0.000

Sub-Area C Value = 0.308

Rainfall intensity = 4.255(In/Hr) for a  50.0 year storm
Effective runoff coefficient used for total area
(Q=KCIA)isC=0.342 CA= 1.934

Subarea runoff = 5.360(CFS) for  4.420(Ac.)

Total runoff = 8.231(CFS) Totalarea=  5.658(Ac.)
Depth of flow = 0.548(Ft.), Average velocity = 2.739(Ft/s)

B E G o i S R 1
Process from Point/Station ~ 403.000 to Point/Station ~ 403.000

**x*x SUBAREA FLOW ADDITION ****

Rainfall intensity (I) = 4.255(In/Hr) fora 50.0 year storm
Decimal fraction soil group A = 0.000

Decimal fraction soil group B = 0.000

Decimal fraction soil group C =0.700

Decimal fraction soil group D = 0.300

[UNDISTURBED NATURAL TERRAIN ]

(Permanent Open Space )

Impervious value, Ai = 0.000

Sub-Area C Value = 0.315

Time of concentration = 13.06 min.

17046 Nutmeg Development
Pre-Development Pocl 50 Year
Page 3 of 4



Rainfall intensity = 4.255(In/Hr) fora 50.0 year storm
Effective runoff coefficient used for total area

(Q=KCIA)is C=0.336 CA= 2.407

Subarea runoff = 2.010(CFS) for ~ 1.500(Ac.)

Total runoff = 10.241(CFS) Totalarea=  7.158(Ac.)

B o o o S RS e
Process from Point/Station ~ 403.000 to Point/Station ~ 305.000
***% PIPEFLOW TRAVEL TIME (User specified size) ¥***

Upstream point/station elevation = 864.410(Ft.)
Downstream point/station elevation = 855.620(Ft.)
Pipe length = 444.00(Ft.) Slope = 0.0198 Manning's N = 0.013
No. of pipes =1 Required pipe flow = 10.241(CFS)
Given pipe size = 36.00(In.)

Calculated individual pipe flow = 10.241(CFS)

Normal flow depth in pipe = 8.03(In.)

Flow top width inside pipe = 29.97(In.)

Critical Depth = 12.15(In.)

Pipe flow velocity =  8.71(Ft/s)

Travel time through pipe = 0.85 min.

Time of concentration (TC) = 13.91 min.

End of computations, total study area = 7.158 (Ac.)

17046 Nutmeg Development
Pre-Development Pocl 50 Year
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San Diego County Rational Hydrology Program
CIVILCADD/CIVILDESIGN Engineering Software,(c)1991-2014 Version 9.0
Rational method hydrology program based on

San Diego County Flood Control Division 2003 hydrology manual
Rational Hydrology Study Date: 09/25/18

17046 Nutmeg Development
Pre-Development Poc2 50 Year
17046predevpoc250.rd3

FExxExA*X Hydrology Study Control Information ** %%k

Program License Serial Number 6332

Rational hydrology study storm event yearis 50.0
English (in-Ib) input data Units used

Map data precipitation entered:

6 hour, precipitation(inches) = 3.000

24 hour precipitation(inches) = 6.000
P6/P24= 50.0%

San Diego hydrology manual 'C' values used

A o o L B

Process from Point/Station ~ 101.000 to Point/Station =~ 102.000
**%% INITIAL AREA EVALUATION ****

Decimal fraction soil group A = 0.000

Decimal fraction soil group B = 0.000

Decimal fraction soil group C = 0.000

Decimal fraction soil group D = 1.000

[UNDISTURBED NATURAL TERRAIN ]

(Permanent Open Space )

Impervious value, Ai = 0.000

Sub-Area C Value = 0.350

Initial subarea total flow distance = 157.000(Ft.)

Highest elevation = 1080.000(Ft.)

Lowest elevation = 1070.000(Ft.)

Elevation difference = 10.000(Ft.) Slope = 6.369 %

INITIAL AREA TIME OF CONCENTRATION CALCULATIONS:

The maximum overland flow distance is 100.00 (Ft)

for the top area slope value of 6.37 %, in a development type of
Permanent Open Space

In Accordance With Figure 3-3

Initial Area Time of Concentration = 7.28 minutes

TC = [1.8%(1.1-C)*distance(Ft.)*.5)/(% slope”(1/3)]

TC =[1.8%(1.1-0.3500)*( 100.0007.5)/( 6.369/(1/3)]= 7.28

The initial area total distance of 157.00 (Ft.) entered leaves a

remaining distance of 57.00 (Ft.)

Using Figure 3-4, the travel time for this distance is 0.51 minutes

for a distance of 57.00 (Ft.) and a slope of 6.37 %

with an elevation difference of 3.63(Ft.) from the end of the top area

Tt = [11.9*length(Mi)*3)/(elevation change(Ft.))]*.385 *60(min/hr)
= 0.507 Minutes

Tt=[(11.9*0.0108"3)/( 3.63)]*.385= 0.51

Total initial area Ti = 7.28 minutes from Figure 3-3 formula plus
0.51 minutes from the Figure 3-4 formula = 7.79 minutes

17046 Nutmeg Development
Pre-Development Poc2 50 Year
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Rainfall intensity (I) =  5.938(In/Hr) fora 50.0 year storm
Effective runoff coefficient used for area (Q=KCIA) is C = 0.350
Subarea runoff = 0.769(CFS)

Total initial stream area = 0.370(Ac.)

FH
Process from Point/Station ~ 102.000 to Point/Station =~ 103.000
**** IRREGULAR CHANNEL FLOW TRAVEL TIME ****

Estimated mean flow rate at midpoint of channel = 2.954(CFS)
Depth of flow = 0.142(Ft.), Average velocity = 2.019(Ft/s)
*EEXEEX |rregular Channel Data **** ¥ %k ¥k

Information entered for subchannel number 1 :
Point number  'X' coordinate 'Y' coordinate

1 0.00 1.00

2 12.00 0.00
3 21.00 0.00
4 27.00 1.00

Manning's 'N' friction factor = 0.090

Sub-Channel flow =  2.954(CFS)

o flow top width = 11.562(Ft.)
' ' velocity= 2.019(Ft/s)

area=  1.463(Sq.Ft)
Froude number = 1.000

Upstream point elevation = 1070.000(Ft.)

Downstream point elevation = 884.150(Ft.)

Flow length = 788.000(Ft.)

Travel time = 6.50 min.

Time of concentration = 14.29 min.

Depth of flow = 0.142(Ft.)

Average velocity = 2.019(Ft/s)

Total irregular channel flow = 2.954(CFS)

Irregular channel normal depth above invert elev. = 0.142(Ft.)
Average velocity of channel(s) = 2.019(Ft/s)

Adding area flow to channel

Rainfall intensity (I) =  4.014(In/Hr) fora 50.0 year storm
Decimal fraction soil group A = 0.000

Decimal fraction soil group B = 0.000

Decimal fraction soil group C = 0.200

Decimal fraction soil group D = 0.800

[UNDISTURBED NATURAL TERRAIN ]

(Permanent Open Space )

Impervious value, Ai = 0.000

Sub-Area C Value = 0.340

Rainfall intensity = 4.014(In/Hr) fora 50.0 year storm
Effective runoff coefficient used for total area
(Q=KCIA)isC=0.341 CA= 1.265

Subarea runoff = 4.309(CFS) for  3.340(Ac.)

Total runoff = 5.078(CFS) Totalarea=  3.710(Ac.)
Depth of flow = 0.194(Ft.), Average velocity = 2.430(Ft/s)

S
Process from Point/Station ~ 103.000 to Point/Station ~ 103.000
**** CONFLUENCE OF MINOR STREAMS ****

Along Main Stream number: 1 in normal stream number 1
Stream flow area=  3.710(Ac.)

Runoff from this stream =  5.078(CFS)

Time of concentration = 14.29 min.

Rainfall intensity =  4.014(In/Hr)

17046 Nutmeg Development
Pre-Development Poc2 50 Year
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e
Process from Point/Station  201.000 to Point/Station ~ 202.000
**** INITIAL AREA EVALUATION ****

Decimal fraction soil group A = 0.000

Decimal fraction soil group B = 0.000

Decimal fraction soil group C = 0.000

Decimal fraction soil group D = 1.000

[UNDISTURBED NATURAL TERRAIN ]

(Permanent Open Space )

Impervious value, Ai = 0.000

Sub-Area C Value = 0.350

Initial subarea total flow distance = 788.000(Ft.)

Highest elevation = 974.970(Ft.)

Lowest elevation = 925.370(Ft.)

Elevation difference = 49.600(Ft.) Slope = 6.294 %

INITIAL AREA TIME OF CONCENTRATION CALCULATIONS:

The maximum overland flow distance is 100.00 (Ft)

for the top area slope value of 6.29 %, in a development type of
Permanent Open Space

In Accordance With Figure 3-3

Initial Area Time of Concentration = 7.31 minutes

TC = [1.8*(1.1-C)*distance(Ft.)".5)/(% slope”(1/3)]

TC =[1.8%(1.1-0.3500)*( 100.0007.5)/( 6.2947(1/3)]= 7.31

The initial area total distance of 788.00 (Ft.) entered leaves a

remaining distance of 688.00 (Ft.)

Using Figure 3-4, the travel time for this distance is 3.47 minutes

for a distance of 688.00 (Ft.) and a slope of 6.29 %

with an elevation difference of 43.30(Ft.) from the end of the top area

Tt = [11.9*length(Mi)*3)/(elevation change(Ft.))]*.385 *60(min/hr)
= 3.467 Minutes

Tt=[(11.9*0.130373)/( 43.30)]*.385= 3.47

Total initial area Ti = 7.31 minutes from Figure 3-3 formula plus
3.47 minutes from the Figure 3-4 formula = 10.78 minutes

Rainfall intensity (I) =  4.816(In/Hr) fora 50.0 year storm

Effective runoff coefficient used for area (Q=KCIA) is C = 0.350

Subarea runoff = 0.337(CFS)

Total initial stream area = 0.200(Ac.)

S S ST SE Y ST ST ST SY BTSSR N S S S S S W W T TS
Process from Point/Station ~ 202.000 to Point/Station =~ 103.000
**** IRREGULAR CHANNEL FLOW TRAVEL TIME ****

Estimated mean flow rate at midpoint of channel =  1.044(CFS)
Depth of flow = 0.134(Ft.), Average velocity = 0.722(Ft/s)
*EEXEXX |rregular Channel Data **** ¥ %k ¥k

Information entered for subchannel number 1 :
Point number  'X' coordinate 'Y' coordinate

1 0.00 1.00
2 80.00 0.00
3 160.00 1.00

Manning's 'N' friction factor = 0.090

Sub-Channel flow =  1.044(CFS)
v flow top width = 21.500(Ft.)
' ' velocity= 0.722(Ft/s)
v area = 1.445(Sq.Ft)
v Froude number = 0.491

Upstream point elevation = 925.370(Ft.)
Downstream point elevation = 884.150(Ft.)
Flow length = 588.000(Ft.)

Travel time = 13.56 min.

17046 Nutmeg Development
Pre-Development Poc2 50 Year
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Time of concentration = 24.34 min.

Depth of flow = 0.134(Ft.)

Average velocity = 0.722(Ft/s)

Total irregular channel flow = 1.044(CFS)

Irregular channel normal depth above invert elev. = 0.134(Ft.)
Average velocity of channel(s) = 0.722(Ft/s)

Adding area flow to channel

Rainfall intensity (I) =  2.848(In/Hr) fora 50.0 year storm
Decimal fraction soil group A = 0.000

Decimal fraction soil group B = 0.000

Decimal fraction soil group C = 0.600

Decimal fraction soil group D = 0.400

[UNDISTURBED NATURAL TERRAIN ]

(Permanent Open Space )

Impervious value, Ai = 0.000

Sub-Area C Value = 0.320

Rainfall intensity =  2.848(In/Hr) fora 50.0 year storm
Effective runoff coefficient used for total area
(Q=KCIA)isC=0.323 CA= 0.595

Subarea runoff = 1.357(CFS) for  1.640(Ac.)

Total runoff = 1.694(CFS) Totalarea=  1.840(Ac.)
Depth of flow = 0.161(Ft.), Average velocity = 0.815(Ft/s)

S
Process from Point/Station ~ 103.000 to Point/Station =~ 103.000
**** SUBAREA FLOW ADDITION ****

Rainfall intensity (I) = 2.848(In/Hr) fora 50.0 year storm
Decimal fraction soil group A = 0.000

Decimal fraction soil group B = 0.000

Decimal fraction soil group C = 1.000

Decimal fraction soil group D = 0.000

[HIGH DENSITY RESIDENTIAL ]

(43.0DU/Aor Less )

Impervious value, Ai = 0.800

Sub-Area C Value = 0.780

Time of concentration = 24.34 min.

Rainfall intensity =  2.848(In/Hr) fora 50.0 year storm
Effective runoff coefficient used for total area
(Q=KCIA)isC=0.403 CA= 0.899

Subarea runoff = 0.866(CFS) for  0.390(Ac.)

Total runoff = 2.560(CFS) Totalarea=  2.230(Ac.)

B n G r o e S R 1
Process from Point/Station  103.000 to Point/Station =~ 103.000
**** SUBAREA FLOW ADDITION ****

Rainfall intensity (I) =  2.848(In/Hr) fora 50.0 year storm
Decimal fraction soil group A = 0.000

Decimal fraction soil group B = 0.000

Decimal fraction soil group C = 1.000

Decimal fraction soil group D = 0.000

[HIGH DENSITY RESIDENTIAL ]

(43.0DU/Aor Less )

Impervious value, Ai = 0.800

Sub-Area C Value = 0.780

Time of concentration = 24.34 min.

Rainfall intensity = 2.848(In/Hr) for a 50.0 year storm
Effective runoff coefficient used for total area
(Q=KCIA)isC=0.450 CA= 1.149

Subarea runoff = 0.711(CFS) for  0.320(Ac.)

Total runoff = 3.271(CFS) Totalarea=  2.550(Ac.)

17046 Nutmeg Development
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B G B e 1
Process from Point/Station ~ 103.000 to Point/Station ~ 103.000
**** SUBAREA FLOW ADDITION ****

Rainfall intensity (I) =  2.848(In/Hr) fora 50.0 year storm
Decimal fraction soil group A = 0.000

Decimal fraction soil group B = 0.000

Decimal fraction soil group C = 1.000

Decimal fraction soil group D = 0.000

[HIGH DENSITY RESIDENTIAL ]

(43.0DU/Aor Less )

Impervious value, Ai = 0.800

Sub-Area C Value =0.780

Time of concentration = 24.34 min.

Rainfall intensity = 2.848(In/Hr) for a 50.0 year storm
Effective runoff coefficient used for total area
(Q=KCIA)isC=0.462 CA= 1.219

Subarea runoff = 0.200(CFS) for ~ 0.090(Ac.)

Total runoff = 3.471(CFS) Totalarea=  2.640(Ac.)

S S ST ST SY ST SY BTSSR S S S S S S S U W T TS
Process from Point/Station ~ 103.000 to Point/Station =~ 103.000
**** CONFLUENCE OF MINOR STREAMS ****

Along Main Stream number: 1 in normal stream number 2
Stream flow area=  2.640(Ac.)

Runoff from this stream = 3.471(CFS)

Time of concentration = 24.34 min.

Rainfall intensity =  2.848(In/Hr)

Summary of stream data:

Stream Flowrate TC Rainfall Intensity
No. (CFS)  (min) (In/Hr)

1 5.078 14.29 4.014

2 3.471 24.34 2.848

Qmax(1) =

1.000 * 1.000 * 5.078)+

1.000* 0.587* 3.471)+= 7.116
Qmax(2) =

0.709 * 1.000 * 5.078)+

1.000 * 1.000* 3.471)+=  7.073

Total of 2 streams to confluence:
Flow rates before confluence point:
5.078 3.471
Maximum flow rates at confluence using above data:
7.116 7.073
Area of streams before confluence:
3.710 2.640
Results of confluence:
Total flow rate=  7.116(CFS)
Time of concentration = 14.295 min.
Effective stream area after confluence =  6.350(Ac.)
End of computations, total study area = 6.350 (Ac.)

17046 Nutmeg Development
Pre-Development Poc2 50 Year
Page 5 of 5



San Diego County Rational Hydrology Program
CIVILCADD/CIVILDESIGN Engineering Software,(c)1991-2014 Version 9.0
Rational method hydrology program based on

San Diego County Flood Control Division 2003 hydrology manual
Rational Hydrology Study Date: 09/25/18

17046 Nutmeg Development
Pre-Development Poc3 50 Year
17046predevpoc350.rd3

FExxExA*X Hydrology Study Control Information ** %%k

Program License Serial Number 6332

Rational hydrology study storm event yearis 50.0
English (in-Ib) input data Units used

Map data precipitation entered:

6 hour, precipitation(inches) = 3.000

24 hour precipitation(inches) = 6.000
P6/P24= 50.0%

San Diego hydrology manual 'C' values used

R
Process from Point/Station  301.000 to Point/Station ~ 302.000
**%% INITIAL AREA EVALUATION ****

Decimal fraction soil group A = 0.000

Decimal fraction soil group B = 0.000

Decimal fraction soil group C = 0.000

Decimal fraction soil group D = 1.000

[UNDISTURBED NATURAL TERRAIN ]

(Permanent Open Space )

Impervious value, Ai = 0.000

Sub-Area C Value = 0.350

Initial subarea total flow distance = 170.000(Ft.)

Highest elevation = 974.970(Ft.)

Lowest elevation = 919.930(Ft.)

Elevation difference = 55.040(Ft.) Slope = 32.376 %

INITIAL AREA TIME OF CONCENTRATION CALCULATIONS:

The maximum overland flow distance is 100.00 (Ft)

for the top area slope value of 32.38 %, in a development type of
Permanent Open Space

In Accordance With Figure 3-3

Initial Area Time of Concentration = 4.24 minutes

TC = [1.8%(1.1-C)*distance(Ft.)*.5)/(% slope”(1/3)]

TC =[1.8%(1.1-0.3500)*( 100.000.5)/( 32.3767(1/3)]= 4.24

The initial area total distance of 170.00 (Ft.) entered leaves a

remaining distance of 70.00 (Ft.)

Using Figure 3-4, the travel time for this distance is 0.32 minutes

for a distance of 70.00 (Ft.) and a slope of 32.38 %

with an elevation difference of 22.66(Ft.) from the end of the top area

Tt = [11.9*length(Mi)*3)/(elevation change(Ft.))]*.385 *60(min/hr)
= 0.318 Minutes

Tt=[(11.9*0.013373)/( 22.66)]*.385= 0.32

Total initial area Ti = 4.24 minutes from Figure 3-3 formula plus
0.32 minutes from the Figure 3-4 formula = 4.55 minutes

17046 Nutmeg Development
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Calculated TC of 4.553 minutes is less than 5 minutes,
resetting TC to 5.0 minutes for rainfall intensity calculations
Rainfall intensity (I) = 7.904(In/Hr) for a 50.0 year storm
Effective runoff coefficient used for area (Q=KCIA) is C = 0.350
Subarea runoff = 1.273(CFS)

Total initial stream area = 0.460(Ac.)

S S TS ST SY ST BTSSR N S S S S S S U W AT TS
Process from Point/Station  302.000 to Point/Station ~ 303.000
**** IRREGULAR CHANNEL FLOW TRAVEL TIME ****

Estimated mean flow rate at midpoint of channel = 1.745(CFS)
Depth of flow = 0.143(Ft.), Average velocity = 0.970(Ft/s)
*EEXEEX |rregular Channel Data **** ¥ %k ¥k

Information entered for subchannel number 1 :
Point number  'X' coordinate 'Y' coordinate

1 0.00 1.00
2 80.00 0.00
3 175.00 1.00

Manning's 'N' friction factor = 0.090

Sub-Channel flow =  1.745(CFS)
v flow top width =  25.088(Ft.)
' ' velocity= 0.970(Ft/s)
o area=  1.798(Sq.Ft)
v Froude number=0.639

Upstream point elevation = 919.930(Ft.)

Downstream point elevation = 903.230(Ft.)

Flow length = 144.000(Ft.)

Travel time = 2.47 min.

Time of concentration = 7.03 min.

Depth of flow = 0.143(Ft.)

Average velocity = 0.970(Ft/s)

Total irregular channel flow = 1.745(CFS)

Irregular channel normal depth above invert elev. = 0.143(Ft.)
Average velocity of channel(s) = 0.970(Ft/s)

Adding area flow to channel

Rainfall intensity (I) = 6.346(In/Hr) fora 50.0 year storm
Decimal fraction soil group A = 0.000

Decimal fraction soil group B = 0.000

Decimal fraction soil group C = 0.800

Decimal fraction soil group D = 0.200

[UNDISTURBED NATURAL TERRAIN ]

(Permanent Open Space )

Impervious value, Ai = 0.000

Sub-Area C Value = 0.310

Rainfall intensity = 6.346(In/Hr) fora 50.0 year storm
Effective runoff coefficient used for total area
(Q=KCIA)isC=0.328 CA= 0.335

Subarea runoff = 0.851(CFS) for  0.560(Ac.)

Total runoff = 2.123(CFS) Totalarea=  1.020(Ac.)
Depth of flow = 0.154(Ft.), Average velocity = 1.019(Ft/s)

S S TS ST SY ST BTSSR S S S S S W W AT TS
Process from Point/Station  303.000 to Point/Station ~ 304.000
**** IRREGULAR CHANNEL FLOW TRAVEL TIME ****

Estimated mean flow rate at midpoint of channel =  2.748(CFS)
Depth of flow = 0.335(Ft.), Average velocity = 8.165(Ft/s)
*EEXAXX |rregular Channel Data **** ¥ %k ¥k

Information entered for subchannel number 1 :

17046 Nutmeg Development
Pre-Development Poc3 50 Year
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Point number X' coordinate 'Y' coordinate

1 0.00 0.50
2 0.00 0.00
3 3.00 0.50

Manning's 'N' friction factor = 0.013

Sub-Channel flow =  2.748(CFS)

v flow top width = 2.010(Ft.)
' ' velocity= 8.165(Ft/s)

v area=  0.337(Sq.Ft)

v Froude number=3.516

Upstream point elevation = 903.230(Ft.)

Downstream point elevation = 893.300(Ft.)

Flow length = 144.000(Ft.)

Travel time = 0.29 min.

Time of concentration = 7.32 min.

Depth of flow = 0.335(Ft.)

Average velocity = 8.165(Ft/s)

Total irregular channel flow = 2.748(CFS)

Irregular channel normal depth above invert elev. = 0.335(Ft.)
Average velocity of channel(s) = 8.165(Ft/s)

Adding area flow to channel

Rainfall intensity (I) =  6.181(In/Hr) fora 50.0 year storm
Decimal fraction soil group A = 0.000

Decimal fraction soil group B = 0.000

Decimal fraction soil group C = 1.000

Decimal fraction soil group D = 0.000

[HIGH DENSITY RESIDENTIAL ]

(43.0DU/Aor Less )

Impervious value, Ai = 0.800

Sub-Area C Value = 0.780

Rainfall intensity =  6.181(In/Hr) fora 50.0 year storm
Effective runoff coefficient used for total area

(Q=KCIA)is C=0.428 CA= 0.561

Subarea runoff = 1.343(CFS) for  0.290(Ac.)

Total runoff = 3.466(CFS) Totalarea=  1.310(Ac.)
Depth of flow = 0.365(Ft.), Average velocity = 8.653(Ft/s)

e
Process from Point/Station  304.000 to Point/Station ~ 304.000

*#%% SUBAREA FLOW ADDITION ****

Rainfall intensity (I) = 6.181(In/Hr) fora 50.0 year storm
Decimal fraction soil group A = 0.000

Decimal fraction soil group B = 0.000

Decimal fraction soil group C = 1.000

Decimal fraction soil group D = 0.000

[HIGH DENSITY RESIDENTIAL ]

(43.0DU/Aor Less )

Impervious value, Ai = 0.800

Sub-Area C Value = 0.780

Time of concentration= 7.32 min.

Rainfall intensity = 6.181(In/Hr) for a 50.0 year storm
Effective runoff coefficient used for total area

(Q=KCIA)is C=0.471 CA= 0.701

Subarea runoff = 0.868(CFS) for  0.180(Ac.)

Total runoff = 4.334(CFS) Totalarea=  1.490(Ac.)
End of computations, total study area = 1.490 (Ac.)

17046 Nutmeg Development
Pre-Development Poc3 50 Year
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San Diego County Rational Hydrology Program
CIVILCADD/CIVILDESIGN Engineering Software,(c)1991-2014 Version 9.0
Rational method hydrology program based on

San Diego County Flood Control Division 2003 hydrology manual
Rational Hydrology Study Date: 09/25/18

1746 Nutmeg Development
Post-Development Detention Poc 1 50 Year
17046postdevpocl3det.rd3

¥ExxExA*X  Hydrology Study Control Information **¥ %% kx

Program License Serial Number 6332

Rational hydrology study storm event yearis 50.0
English (in-Ib) input data Units used

Map data precipitation entered:

6 hour, precipitation(inches) = 3.000

24 hour precipitation(inches) = 6.000
P6/P24= 50.0%

San Diego hydrology manual 'C' values used

A o o L

Process from Point/Station ~ 606.000 to Point/Station =~ 606.000
**x* USER DEFINED FLOW INFORMATION AT A POINT ****

User specified 'C' value of 0.760 given for subarea

Rainfall intensity (I) = 0.618(In/Hr) fora 50.0 year storm
User specified values are as follows:

TC =259.80 min. Rainintensity= 0.62(In/Hr)

Total area = 7.076(Ac.) Total runoff = 6.035(CFS)

End of computations, total study area = 7.076 (Ac.)

1746 Nutmeg Development
Post-Development Detention Poc 1 100 Year
Page 1of 1



San Diego County Rational Hydrology Program
CIVILCADD/CIVILDESIGN Engineering Software,(c)1991-2014 Version 9.0
Rational method hydrology program based on

San Diego County Flood Control Division 2003 hydrology manual
Rational Hydrology Study Date: 09/25/18

17046 Nutmeg Development
Post-Development Poc2 50 Year
17046postpoc250.rd3

FExxExA*X Hydrology Study Control Information ** %%k

Program License Serial Number 6332

Rational hydrology study storm event yearis 50.0
English (in-Ib) input data Units used

Map data precipitation entered:

6 hour, precipitation(inches) = 3.000

24 hour precipitation(inches) = 6.000
P6/P24= 50.0%

San Diego hydrology manual 'C' values used

A o o L B

Process from Point/Station ~ 101.000 to Point/Station =~ 102.000
**%% INITIAL AREA EVALUATION ****

Decimal fraction soil group A = 0.000

Decimal fraction soil group B = 0.000

Decimal fraction soil group C = 0.000

Decimal fraction soil group D = 1.000

[UNDISTURBED NATURAL TERRAIN ]

(Permanent Open Space )

Impervious value, Ai = 0.000

Sub-Area C Value = 0.350

Initial subarea total flow distance = 157.000(Ft.)

Highest elevation = 1080.000(Ft.)

Lowest elevation = 1070.000(Ft.)

Elevation difference = 10.000(Ft.) Slope = 6.369 %

INITIAL AREA TIME OF CONCENTRATION CALCULATIONS:

The maximum overland flow distance is 100.00 (Ft)

for the top area slope value of 6.37 %, in a development type of
Permanent Open Space

In Accordance With Figure 3-3

Initial Area Time of Concentration = 7.28 minutes

TC = [1.8%(1.1-C)*distance(Ft.)*.5)/(% slope”(1/3)]

TC =[1.8%(1.1-0.3500)*( 100.0007.5)/( 6.369/(1/3)]= 7.28

The initial area total distance of 157.00 (Ft.) entered leaves a

remaining distance of 57.00 (Ft.)

Using Figure 3-4, the travel time for this distance is 0.51 minutes

for a distance of 57.00 (Ft.) and a slope of 6.37 %

with an elevation difference of 3.63(Ft.) from the end of the top area

Tt = [11.9*length(Mi)*3)/(elevation change(Ft.))]*.385 *60(min/hr)
= 0.507 Minutes

Tt=[(11.9*0.0108"3)/( 3.63)]*.385= 0.51

Total initial area Ti = 7.28 minutes from Figure 3-3 formula plus
0.51 minutes from the Figure 3-4 formula = 7.79 minutes

17046 Nutmeg Development
Post-Development Poc2 50 Year
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Rainfall intensity (I) =  5.938(In/Hr) fora 50.0 year storm
Effective runoff coefficient used for area (Q=KCIA) is C = 0.350
Subarea runoff = 0.769(CFS)

Total initial stream area = 0.370(Ac.)

FH
Process from Point/Station ~ 102.000 to Point/Station =~ 103.000
**** IRREGULAR CHANNEL FLOW TRAVEL TIME ****

Estimated mean flow rate at midpoint of channel = 2.953(CFS)
Depth of flow = 0.142(Ft.), Average velocity = 2.016(Ft/s)
*EEXEEX |rregular Channel Data **** ¥ %k ¥k

Information entered for subchannel number 1 :
Point number  'X' coordinate 'Y' coordinate

1 0.00 1.00

2 12.00 0.00
3 21.00 0.00
4 27.00 1.00

Manning's 'N' friction factor = 0.090

Sub-Channel flow =  2.953(CFS)

o flow top width = 11.564(Ft.)
' ' velocity= 2.016(Ft/s)

area = 1.464(Sq.Ft)
Froude number = 0.999

Upstream point elevation = 1070.000(Ft.)

Downstream point elevation = 884.810(Ft.)

Flow length = 788.000(Ft.)

Travel time = 6.51 min.

Time of concentration = 14.30 min.

Depth of flow = 0.142(Ft.)

Average velocity = 2.016(Ft/s)

Total irregular channel flow = 2.953(CFS)

Irregular channel normal depth above invert elev. = 0.142(Ft.)
Average velocity of channel(s) = 2.016(Ft/s)

Adding area flow to channel

Rainfall intensity (I) =  4.013(In/Hr) fora 50.0 year storm
Decimal fraction soil group A = 0.000

Decimal fraction soil group B = 0.000

Decimal fraction soil group C = 0.200

Decimal fraction soil group D = 0.800

[UNDISTURBED NATURAL TERRAIN ]

(Permanent Open Space )

Impervious value, Ai = 0.000

Sub-Area C Value = 0.340

Rainfall intensity = 4.013(In/Hr) fora 50.0 year storm
Effective runoff coefficient used for total area
(Q=KCIA)isC=0.341 CA= 1.265

Subarea runoff = 4.308(CFS) for  3.340(Ac.)

Total runoff = 5.077(CFS) Totalarea=  3.710(Ac.)
Depth of flow = 0.195(Ft.), Average velocity = 2.427(Ft/s)

S
Process from Point/Station ~ 103.000 to Point/Station ~ 103.000
**** SUBAREA FLOW ADDITION ****

Rainfall intensity (I) = 4.013(In/Hr) fora 50.0 year storm
Decimal fraction soil group A = 0.000

Decimal fraction soil group B = 0.000

Decimal fraction soil group C = 0.000

Decimal fraction soil group D = 1.000

[UNDISTURBED NATURAL TERRAIN ]

17046 Nutmeg Development
Post-Development Poc2 50 Year
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(Permanent Open Space )

Impervious value, Ai = 0.000

Sub-Area C Value = 0.350

Time of concentration = 14.30 min.

Rainfall intensity = 4.013(In/Hr) fora 50.0 year storm
Effective runoff coefficient used for total area
(Q=KCIA)isC=0.342 CA= 1.342

Subarea runoff = 0.309(CFS) for  0.220(Ac.)

Total runoff = 5.385(CFS) Totalarea=  3.930(Ac.)

e
Process from Point/Station ~ 103.000 to Point/Station =~ 103.000
**** CONFLUENCE OF MINOR STREAMS ****

Along Main Stream number: 1 in normal stream number 1
Stream flow area=  3.930(Ac.)

Runoff from this stream =  5.385(CFS)

Time of concentration = 14.30 min.

Rainfall intensity =  4.013(In/Hr)

FH
Process from Point/Station ~ 201.000 to Point/Station =~ 202.000
**%% INITIAL AREA EVALUATION ****

Decimal fraction soil group A = 0.000

Decimal fraction soil group B = 0.000

Decimal fraction soil group C = 1.000

Decimal fraction soil group D = 0.000

[HIGH DENSITY RESIDENTIAL ]

(24.0DU/A or Less )

Impervious value, Ai = 0.650

Sub-Area C Value = 0.690

Initial subarea total flow distance = 107.000(Ft.)

Highest elevation = 906.050(Ft.)

Lowest elevation = 905.330(Ft.)

Elevation difference = 0.720(Ft.) Slope = 0.673 %

Top of Initial Area Slope adjusted by User to 1.364 %

Bottom of Initial Area Slope adjusted by User to 1.364 %

INITIAL AREA TIME OF CONCENTRATION CALCULATIONS:

The maximum overland flow distance is 65.00 (Ft)

for the top area slope value of 1.36 %, in a development type of
24.0 DU/A or Less

In Accordance With Figure 3-3

Initial Area Time of Concentration = 5.37 minutes

TC = [1.8%(1.1-C)*distance(Ft.)*.5)/(% slope”(1/3)]

TC =[1.8%(1.1-0.6900)*( 65.0007.5)/( 1.3647(1/3)]= 5.37

The initial area total distance of 107.00 (Ft.) entered leaves a

remaining distance of 42.00 (Ft.)

Using Figure 3-4, the travel time for this distance is 0.73 minutes

for a distance of 42.00 (Ft.) and a slope of 1.36 %

with an elevation difference of 0.57(Ft.) from the end of the top area

Tt = [11.9*length(Mi)*3)/(elevation change(Ft.))]*.385 *60(min/hr)
= 0.725 Minutes

Tt=[(11.9*0.008073)/( 0.57)]*.385= 0.73

Total initial area Ti = 5.37 minutes from Figure 3-3 formula plus
0.73 minutes from the Figure 3-4 formula = 6.09 minutes

Rainfall intensity (I) =  6.960(In/Hr) fora 50.0 year storm

Effective runoff coefficient used for area (Q=KCIA) is C = 0.690

Subarea runoff = 1.297(CFS)

Total initial stream area = 0.270(Ac.)

FH
Process from Point/Station ~ 202.000 to Point/Station =~ 203.000

17046 Nutmeg Development
Post-Development Poc2 50 Year
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***% PIPEFLOW TRAVEL TIME (Program estimated size) ****

Upstream point/station elevation = 892.900(Ft.)
Downstream point/station elevation = 892.300(Ft.)
Pipe length = 157.00(Ft.) Slope = 0.0038 Manning's N = 0.013
No. of pipes =1 Required pipe flow = 1.297(CFS)
Nearest computed pipe diameter = 12.00(In.)
Calculated individual pipe flow = 1.297(CFS)
Normal flow depth in pipe = 6.62(In.)

Flow top width inside pipe = 11.94(In.)

Critical Depth = 5.77(In.)

Pipe flow velocity = 2.92(Ft/s)

Travel time through pipe = 0.90 min.

Time of concentration (TC) =  6.99 min.

B o o o o o oL L 1
Process from Point/Station ~ 203.000 to Point/Station ~ 203.000
**x* SUBAREA FLOW ADDITION ****

Rainfall intensity (I) =  6.370(In/Hr) fora 50.0 year storm
Decimal fraction soil group A = 0.000

Decimal fraction soil group B = 0.000

Decimal fraction soil group C = 1.000

Decimal fraction soil group D = 0.000

[HIGH DENSITY RESIDENTIAL ]

(24.0DU/A or Less )

Impervious value, Ai = 0.650

Sub-Area C Value = 0.690

Time of concentration = 6.99 min.

Rainfall intensity = 6.370(In/Hr) for a  50.0 year storm
Effective runoff coefficient used for total area
(Q=KCIA)isC=0.690 CA= 0.359

Subarea runoff = 0.989(CFS) for  0.250(Ac.)

Total runoff = 2.285(CFS) Totalarea=  0.520(Ac.)

e
Process from Point/Station  203.000 to Point/Station =~ 204.000
***% PIPEFLOW TRAVEL TIME (User specified size) ¥***

Upstream point/station elevation = 892.300(Ft.)
Downstream point/station elevation = 891.500(Ft.)
Pipe length = 166.00(Ft.) Slope = 0.0048 Manning's N =0.013
No. of pipes =1 Required pipe flow = 2.285(CFS)
Given pipe size = 18.00(In.)

Calculated individual pipe flow = 2.285(CFS)
Normal flow depth in pipe = 6.92(In.)

Flow top width inside pipe = 17.51(In.)

Critical Depth = 6.85(In.)

Pipe flow velocity = 3.65(Ft/s)

Travel time through pipe = 0.76 min.

Time of concentration (TC) =  7.75 min.

B n G r o B o 1
Process from Point/Station ~ 204.000 to Point/Station ~ 204.000
**** SUBAREA FLOW ADDITION ****

Rainfall intensity (I) = 5.960(In/Hr) for a 50.0 year storm
Decimal fraction soil group A = 0.000

Decimal fraction soil group B = 0.000

Decimal fraction soil group C = 1.000

Decimal fraction soil group D = 0.000

[HIGH DENSITY RESIDENTIAL ]

(24.0DU/A or Less )

17046 Nutmeg Development
Post-Development Poc2 50 Year
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Impervious value, Ai = 0.650

Sub-Area C Value = 0.690

Time of concentration = 7.75 min.

Rainfall intensity =  5.960(In/Hr) fora 50.0 year storm
Effective runoff coefficient used for total area
(Q=KCIA)isC=0.690 CA= 0.690

Subarea runoff = 1.827(CFS) for  0.480(Ac.)

Total runoff = 4.113(CFS) Totalarea=  1.000(Ac.)

B I o o L L T S o e e e e e
Process from Point/Station ~ 204.000 to Point/Station ~ 205.000
**%* PIPEFLOW TRAVEL TIME (User specified size) ****

Upstream point/station elevation = 891.500(Ft.)
Downstream point/station elevation = 891.200(Ft.)
Pipe length = 46.00(Ft.) Slope = 0.0065 Manning's N =0.013
No. of pipes =1 Required pipe flow = 4.113(CFS)
Given pipe size = 18.00(In.)

Calculated individual pipe flow = 4.113(CFS)
Normal flow depth in pipe = 8.84(In.)

Flow top width inside pipe = 18.00(In.)

Critical Depth = 9.32(In.)

Pipe flow velocity =  4.76(Ft/s)

Travel time through pipe = 0.16 min.

Time of concentration (TC) =  7.91 min.

S S ST ST ST TS SUBTBBSSSS SBUS  S  S U W ATATAY
Process from Point/Station ~ 205.000 to Point/Station =~ 206.000
**** SUBAREA FLOW ADDITION ****

Rainfall intensity (I) =  5.882(In/Hr) fora 50.0 year storm
Decimal fraction soil group A = 0.000

Decimal fraction soil group B = 0.000

Decimal fraction soil group C = 1.000

Decimal fraction soil group D = 0.000

[MEDIUM DENSITY RESIDENTIAL ]

(14.5DU/A or Less )

Impervious value, Ai = 0.500

Sub-Area C Value = 0.600

Time of concentration = 7.91 min.

Rainfall intensity =  5.882(In/Hr) fora 50.0 year storm
Effective runoff coefficient used for total area

(Q=KCIA)is C=0.676 CA= 0.803

Subarea runoff = 0.613(CFS) for  0.189(Ac.)

Total runoff = 4.725(CFS) Totalarea=  1.189(Ac.)

B E G o i S R 1
Process from Point/Station ~ 206.000 to Point/Station =~ 206.000
**** SUBAREA FLOW ADDITION ****

Rainfall intensity (I) = 5.882(In/Hr) fora 50.0 year storm
Decimal fraction soil group A = 0.000

Decimal fraction soil group B = 0.000

Decimal fraction soil group C = 1.000

Decimal fraction soil group D = 0.000

[HIGH DENSITY RESIDENTIAL ]

(43.0DU/Aor Less )

Impervious value, Ai = 0.800

Sub-Area C Value = 0.780

Time of concentration = 7.91 min.

Rainfall intensity = 5.882(In/Hr) for a 50.0 year storm
Effective runoff coefficient used for total area
(Q=KCIA)isC=0.702 CA= 1.115

17046 Nutmeg Development
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Subarea runoff = 1.835(CFS) for  0.400(Ac.)
Total runoff = 6.561(CFS) Totalarea=  1.589(Ac.)

B b o o o i T B o 1
Process from Point/Station  206.000 to Point/Station ~ 103.000
***% PIPEFLOW TRAVEL TIME (User specified size) ¥***

Upstream point/station elevation = 891.200(Ft.)
Downstream point/station elevation = 884.810(Ft.)
Pipe length = 10.00(Ft.) Slope = 0.6390 Manning's N =0.013
No. of pipes =1 Required pipe flow = 6.561(CFS)
Given pipe size = 24.00(In.)

Calculated individual pipe flow = 6.561(CFS)
Normal flow depth in pipe = 3.13(In.)

Flow top width inside pipe = 16.16(In.)

Critical Depth = 10.89(In.)

Pipe flow velocity =  27.26(Ft/s)

Travel time through pipe = 0.01 min.

Time of concentration (TC) =  7.91 min.

FH
Process from Point/Station ~ 103.000 to Point/Station =~ 103.000
**** SUBAREA FLOW ADDITION ****

Rainfall intensity (I) =  5.879(In/Hr) fora 50.0 year storm
Decimal fraction soil group A = 0.000

Decimal fraction soil group B = 0.000

Decimal fraction soil group C = 1.000

Decimal fraction soil group D = 0.000

[HIGH DENSITY RESIDENTIAL ]

(43.0DU/Aor Less )

Impervious value, Ai = 0.800

Sub-Area C Value = 0.780

Time of concentration = 7.91 min.

Rainfall intensity =  5.879(In/Hr) fora 50.0 year storm
Effective runoff coefficient used for total area
(Q=KCIA)isC=0.715 CA= 1.367

Subarea runoff = 1.473(CFS) for  0.322(Ac.)

Total runoff = 8.034(CFS) Totalarea=  1.911(Ac.)

e
Process from Point/Station ~ 103.000 to Point/Station ~ 103.000
**** CONFLUENCE OF MINOR STREAMS ****

Along Main Stream number: 1 in normal stream number 2
Stream flow area= 1.911(Ac.)

Runoff from this stream = 8.034(CFS)

Time of concentration = 7.91 min.

Rainfall intensity =  5.879(In/Hr)

Summary of stream data:

Stream Flowrate TC Rainfall Intensity
No. (CFS)  (min) (In/Hr)

1 5.385 14.30 4.013

2 8.034 791 5.879

Qmax(1) =

1.000 * 1.000 * 5.385)+

0.683 * 1.000* 8.034)+= 10.869
Qmax(2) =

1.000 * 0.553* 5.385)+

1.000* 1.000* 8.034)+= 11.013

17046 Nutmeg Development
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Total of 2 streams to confluence:
Flow rates before confluence point:
5.385 8.034
Maximum flow rates at confluence using above data:
10.869  11.013
Area of streams before confluence:
3.930 1.911
Results of confluence:
Total flow rate = 11.013(CFS)
Time of concentration = 7.912 min.
Effective stream area after confluence =  5.841(Ac.)
End of computations, total study area = 5.841 (Ac.)

17046 Nutmeg Development
Post-Development Poc2 50 Year
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Hydrology Study

ATTACHMENT E
50 Year POST DEVELOPED Q CALCULATIONS

Steps Taken To Analyze This Condition

The Rational Method as outlined in section 3 of the June 2003 San Diego County
Hydrology Manual is followed here. The software that we are using is the “Rational
Hydrology Method, San Diego County (2003 Manual)” module of the
CIVILCADD/CIVIL DESIGN Engineering software version 7.9.

Please see the subsequent pages for the calculations. These calculations are for the Q100.
The results are outlined/summarized in Section 8.



San Diego County Rational Hydrology Program
CIVILCADD/CIVILDESIGN Engineering Software,(c)1991-2014 Version 9.0
Rational method hydrology program based on

San Diego County Flood Control Division 2003 hydrology manual
Rational Hydrology Study Date: 09/25/18

1746 Nutmeg Development
Post-Development Poc 1 50 Year
17046postdevpocl.rd3

FExxExA*X Hydrology Study Control Information ** %%k

Program License Serial Number 6332

Rational hydrology study storm event yearis 50.0
English (in-Ib) input data Units used

Map data precipitation entered:

6 hour, precipitation(inches) = 3.000

24 hour precipitation(inches) = 6.000
P6/P24= 50.0%

San Diego hydrology manual 'C' values used

A o o L B

Process from Point/Station ~ 601.000 to Point/Station =~ 602.000
**%% INITIAL AREA EVALUATION ****

Decimal fraction soil group A = 0.000

Decimal fraction soil group B = 0.000

Decimal fraction soil group C = 1.000

Decimal fraction soil group D = 0.000

[HIGH DENSITY RESIDENTIAL ]

(24.0DU/A or Less )

Impervious value, Ai = 0.650

Sub-Area C Value = 0.690

Initial subarea total flow distance = 105.000(Ft.)

Highest elevation = 905.220(Ft.)

Lowest elevation = 903.290(Ft.)

Elevation difference = 1.930(Ft.) Slope = 1.838 %

Top of Initial Area Slope adjusted by User to 1.619 %

Bottom of Initial Area Slope adjusted by User to 1.619 %

INITIAL AREA TIME OF CONCENTRATION CALCULATIONS:

The maximum overland flow distance is 75.00 (Ft)

for the top area slope value of 1.62 %, in a development type of
24.0 DU/A or Less

In Accordance With Figure 3-3

Initial Area Time of Concentration = 5.44 minutes

TC = [1.8%(1.1-C)*distance(Ft.)*.5)/(% slope”(1/3)]

TC = [1.8%(1.1-0.6900)*( 75.0007.5)/( 1.6197(1/3)]= 5.44

The initial area total distance of 105.00 (Ft.) entered leaves a
remaining distance of 30.00 (Ft.)

Using Figure 3-4, the travel time for this distance is 0.52 minutes
for a distance of 30.00 (Ft.) and a slope of 1.62 %

with an elevation difference of 0.49(Ft.) from the end of the top area
Tt = [11.9*length(Mi)*3)/(elevation change(Ft.))]*.385 *60(min/hr)
= 0.524 Minutes

Tt=[(11.9*0.005773)/( 0.49)]*.385= 0.52
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Total initial area Ti = 5.44 minutes from Figure 3-3 formula plus
0.52 minutes from the Figure 3-4 formula = 5.97 minutes

Rainfall intensity (I) = 7.052(In/Hr) for a  50.0 year storm

Effective runoff coefficient used for area (Q=KCIA) is C = 0.690

Subarea runoff = 1.168(CFS)

Total initial stream area = 0.240(Ac.)

S S TS ST SY ST BTSSR N S S S S S S U W AT TS
Process from Point/Station  602.000 to Point/Station =~ 603.000
**** IRREGULAR CHANNEL FLOW TRAVEL TIME ****

Estimated mean flow rate at midpoint of channel = 4.246(CFS)
Depth of flow = 0.334(Ft.), Average velocity = 2.518(Ft/s)
*EEXEEX |rregular Channel Data **** ¥ %k ¥k

Information entered for subchannel number 1 :
Point number  'X' coordinate 'Y' coordinate

1 0.00 0.50
2 0.00 0.00
3 1.50 0.13
4 23.50 0.50

Manning's 'N' friction factor = 0.013

Sub-Channel flow =  4.246(CFS)

v flow top width = 13.752(Ft.)
' ' velocity= 2.518(Ft/s)

area=  1.686(Sq.Ft)
Froude number=1.267

Upstream point elevation = 903.290(Ft.)

Downstream point elevation = 899.990(Ft.)

Flow length = 401.000(Ft.)

Travel time = 2.65 min.

Time of concentration = 8.62 min.

Depth of flow = 0.334(Ft.)

Average velocity = 2.518(Ft/s)

Total irregular channel flow = 4.246(CFS)

Irregular channel normal depth above invert elev. = 0.334(Ft.)
Average velocity of channel(s) = 2.518(Ft/s)

Adding area flow to channel

Rainfall intensity (I) = 5.562(In/Hr) fora 50.0 year storm
Decimal fraction soil group A = 0.000

Decimal fraction soil group B = 0.000

Decimal fraction soil group C = 1.000

Decimal fraction soil group D = 0.000

[HIGH DENSITY RESIDENTIAL ]

(24.0DU/A or Less )

Impervious value, Ai = 0.650

Sub-Area C Value = 0.690

Rainfall intensity = 5.562(In/Hr) for a 50.0 year storm
Effective runoff coefficient used for total area
(Q=KCIA)isC=0.690 CA= 1.304

Subarea runoff = 6.086(CFS) for  1.650(Ac.)

Total runoff = 7.254(CFS) Totalarea=  1.890(Ac.)
Depth of flow = 0.389(Ft.), Average velocity = 2.870(Ft/s)

B b G o B o ]
Process from Point/Station  603.000 to Point/Station =~ 603.000
**** SUBAREA FLOW ADDITION ****

Rainfall intensity (I) =  5.562(In/Hr) fora 50.0 year storm
Decimal fraction soil group A = 0.000
Decimal fraction soil group B = 0.000
Decimal fraction soil group C = 1.000

1746 Nutmeg Development
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Decimal fraction soil group D = 0.000

[HIGH DENSITY RESIDENTIAL ]

(24.0DU/A or Less )

Impervious value, Ai = 0.650

Sub-Area C Value = 0.690

Time of concentration = 8.62 min.

Rainfall intensity =  5.562(In/Hr) fora 50.0 year storm
Effective runoff coefficient used for total area
(Q=KCIA)is C=0.690 CA= 1.525

Subarea runoff = 1.228(CFS) for  0.320(Ac.)

Total runoff = 8.482(CFS) Totalarea=  2.210(Ac.)

B o o N S S ST n e e
Process from Point/Station  603.000 to Point/Station =~ 603.000
**x* SUBAREA FLOW ADDITION ****

Rainfall intensity (I) = 5.562(In/Hr) fora 50.0 year storm
Decimal fraction soil group A = 0.000

Decimal fraction soil group B = 0.000

Decimal fraction soil group C = 1.000

Decimal fraction soil group D = 0.000

[HIGH DENSITY RESIDENTIAL ]

(24.0 DU/A or Less )

Impervious value, Ai = 0.650

Sub-Area C Value = 0.690

Time of concentration = 8.62 min.

Rainfall intensity = 5.562(In/Hr) for a 50.0 year storm
Effective runoff coefficient used for total area
(Q=KCIA)isC=0.690 CA= 1.863

Subarea runoff = 1.881(CFS) for  0.490(Ac.)

Total runoff = 10.362(CFS) Totalarea=  2.700(Ac.)

S
Process from Point/Station  603.000 to Point/Station =~ 604.000
***% PIPEFLOW TRAVEL TIME (User specified size) ¥***

Upstream point/station elevation = 892.500(Ft.)

Downstream point/station elevation = 891.600(Ft.)

Pipe length = 185.00(Ft.) Slope = 0.0049 Manning's N =0.013

No. of pipes =1 Required pipe flow = 10.362(CFS)

Given pipe size = 18.00(In.)

NOTE: Normal flow is pressure flow in user selected pipe size.

The approximate hydraulic grade line above the pipe invert is
1.701(Ft.) at the headworks or inlet of the pipe(s)

Pipe friction loss =  1.800(Ft.)

Minor friction loss = 0.801(Ft.) K-factor = 1.50

Pipe flow velocity =  5.86(Ft/s)

Travel time through pipe = 0.53 min.

Time of concentration (TC) = 9.15 min.

S
Process from Point/Station ~ 604.000 to Point/Station =~ 604.000
**** CONFLUENCE OF MINOR STREAMS ****

Along Main Stream number: 1 in normal stream number 1
Stream flow area=  2.700(Ac.)

Runoff from this stream = 10.362(CFS)

Time of concentration = 9.15 min.

Rainfall intensity =  5.354(In/Hr)

F
Process from Point/Station ~ 701.000 to Point/Station ~ 702.000
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*EX% INITIAL AREA EVALUATION ****

Decimal fraction soil group A = 0.000

Decimal fraction soil group B = 0.000

Decimal fraction soil group C = 1.000

Decimal fraction soil group D = 0.000

[HIGH DENSITY RESIDENTIAL ]

(24.0DU/A or Less )

Impervious value, Ai = 0.650

Sub-Area C Value = 0.690

Initial subarea total flow distance = 36.000(Ft.)

Highest elevation = 902.120(Ft.)

Lowest elevation = 901.580(Ft.)

Elevation difference = 0.540(Ft.) Slope = 1.500 %

Top of Initial Area Slope adjusted by User to 1.472 %
INITIAL AREA TIME OF CONCENTRATION CALCULATIONS:
The maximum overland flow distance is 65.00 (Ft)

for the top area slope value of 1.47 %, in a development type of
24.0 DU/A or Less

In Accordance With Figure 3-3

Initial Area Time of Concentration = 5.23 minutes

TC = [1.8%(1.1-C)*distance(Ft.)*.5)/(% slope”(1/3)]

TC =[1.8%(1.1-0.6900)*( 65.0007.5)/( 1.4727(1/3)]= 5.23
Rainfall intensity (I) =  7.678(In/Hr) fora 50.0 year storm
Effective runoff coefficient used for area (Q=KCIA) is C = 0.690
Subarea runoff = 0.424(CFS)

Total initial stream area = 0.080(Ac.)

B L o o o S ST e
Process from Point/Station ~ 702.000 to Point/Station ~ 703.000
**** IRREGULAR CHANNEL FLOW TRAVEL TIME ****

Estimated mean flow rate at midpoint of channel =  2.863(CFS)
Depth of flow = 0.247(Ft.), Average velocity = 4.003(Ft/s)
*AEEXXXX |rregular Channel Data *** ¥ xxdkkx

Information entered for subchannel number 1 :
Point number  'X'coordinate 'Y' coordinate

1 0.00 0.50
2 0.00 0.00
3 1.50 0.13
4 23.50 0.50

Manning's 'N' friction factor = 0.013

Sub-Channel flow =  2.863(CFS)
v flow top width = 8.670(Ft.)
' ' velocity= 4.003(Ft/s)
v area=  0.715(Sq.Ft)
v Froude number = 2.456

Upstream point elevation = 901.580(Ft.)

Downstream point elevation = 896.860(Ft.)

Flow length = 133.000(Ft.)

Travel time = 0.55 min.

Time of concentration = 5.78 min.

Depth of flow = 0.247(Ft.)

Average velocity = 4.003(Ft/s)

Total irregular channel flow = 2.863(CFS)

Irregular channel normal depth above invert elev. = 0.247(Ft.)
Average velocity of channel(s) = 4.003(Ft/s)

Adding area flow to channel

Rainfall intensity (I) =  7.195(In/Hr) fora 50.0 year storm
Decimal fraction soil group A = 0.000

Decimal fraction soil group B = 0.000

Decimal fraction soil group C = 1.000
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Decimal fraction soil group D = 0.000

[HIGH DENSITY RESIDENTIAL ]

(24.0DU/A or Less )

Impervious value, Ai = 0.650

Sub-Area C Value = 0.690

Rainfall intensity = 7.195(In/Hr) for a  50.0 year storm
Effective runoff coefficient used for total area
(Q=KCIA)isC=0.690 CA= 0.724

Subarea runoff = 4.789(CFS) for  0.970(Ac.)

Total runoff = 5.213(CFS) Totalarea=  1.050(Ac.)
Depth of flow = 0.289(Ft.), Average velocity = 4.607(Ft/s)

B o o o o S L S ST r e
Process from Point/Station ~ 703.000 to Point/Station =~ 604.000
**** CONFLUENCE OF MINOR STREAMS ****

Along Main Stream number: 1 in normal stream number 2
Stream flow area=  1.050(Ac.)

Runoff from this stream = 5.213(CFS)

Time of concentration = 5.78 min.

Rainfall intensity = 7.195(In/Hr)

Summary of stream data:

Stream Flowrate TC Rainfall Intensity
No. (CFS)  (min) (In/Hr)

1 10.362 9.15 5.354

2 5213 5.78 7.195

Qmax(1) =

1.000 * 1.000 * 10.362) +

0.744* 1.000* 5.213)+= 14.241
Qmax(2) =

1.000* 0.632* 10.362) +

1.000* 1.000* 5.213)+= 11.766

Total of 2 streams to confluence:
Flow rates before confluence point:
10.362  5.213
Maximum flow rates at confluence using above data:
14.241 11.766
Area of streams before confluence:
2.700 1.050
Results of confluence:
Total flow rate = 14.241(CFS)
Time of concentration = 9.147 min.
Effective stream area after confluence =  3.750(Ac.)

e
Process from Point/Station  604.000 to Point/Station =~ 605.000
***% PIPEFLOW TRAVEL TIME (User specified size) ¥***

Upstream point/station elevation = 891.600(Ft.)
Downstream point/station elevation = 890.300(Ft.)
Pipe length = 267.00(Ft.) Slope = 0.0049 Manning's N =0.013
No. of pipes =1 Required pipe flow = 14.241(CFS)
Given pipe size = 24.00(In.)

Calculated individual pipe flow = 14.241(CFS)
Normal flow depth in pipe = 17.84(In.)

Flow top width inside pipe = 20.97(In.)

Critical Depth = 16.31(In.)

Pipe flow velocity = 5.69(Ft/s)

Travel time through pipe = 0.78 min.

Time of concentration (TC) = 9.93 min.
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S S ST SE ST SY ST ST STSBSTSSSSSUS  S  S S S U W UT AT S
Process from Point/Station  605.000 to Point/Station =~ 605.000
**** CONFLUENCE OF MINOR STREAMS ****

Along Main Stream number: 1 in normal stream number 1
Stream flow area=  3.750(Ac.)

Runoff from this stream = 14.241(CFS)

Time of concentration = 9.93 min.

Rainfall intensity =  5.078(In/Hr)

B R o o o o o o oL T 1
Process from Point/Station ~ 801.000 to Point/Station =~ 802.000
*¥*%% INITIAL AREA EVALUATION ****

Decimal fraction soil group A = 0.000

Decimal fraction soil group B = 0.000

Decimal fraction soil group C = 0.000

Decimal fraction soil group D = 1.000

[HIGH DENSITY RESIDENTIAL ]

(24.0 DU/A or Less )

Impervious value, Ai = 0.650

Sub-Area C Value =0.710

Initial subarea total flow distance = 144.000(Ft.)

Highest elevation = 906.460(Ft.)

Lowest elevation = 902.870(Ft.)

Elevation difference = 3.590(Ft.) Slope = 2.493 %

Top of Initial Area Slope adjusted by User to 2.451 %

Bottom of Initial Area Slope adjusted by Userto 2.451 %

INITIAL AREA TIME OF CONCENTRATION CALCULATIONS:

The maximum overland flow distance is 75.00 (Ft)

for the top area slope value of 2.45 %, in a development type of
24.0 DU/A or Less

In Accordance With Figure 3-3

Initial Area Time of Concentration = 4.51 minutes

TC = [1.8%(1.1-C)*distance(Ft.)*.5)/(% slope”(1/3)]

TC =[1.8%(1.1-0.7100)*( 75.0007.5)/( 2.4517(1/3)]= 4.51

The initial area total distance of 144.00 (Ft.) entered leaves a

remaining distance of 69.00 (Ft.)

Using Figure 3-4, the travel time for this distance is 0.85 minutes

for a distance of 69.00 (Ft.) and a slope of 2.45 %

with an elevation difference of 1.69(Ft.) from the end of the top area

Tt = [11.9*length(Mi)*3)/(elevation change(Ft.))]*.385 *60(min/hr)
= 0.848 Minutes

Tt=[(11.9*0.013173)/( 1.69)]*.385= 0.85

Total initial area Ti = 4.51 minutes from Figure 3-3 formula plus
0.85 minutes from the Figure 3-4 formula = 5.36 minutes

Rainfall intensity (I) =  7.560(In/Hr) fora 50.0 year storm

Effective runoff coefficient used for area (Q=KCIA) is C =0.710

Subarea runoff = 1.557(CFS)

Total initial stream area = 0.290(Ac.)

B L o o o AT e
Process from Point/Station ~ 802.000 to Point/Station ~ 803.000
**** IRREGULAR CHANNEL FLOW TRAVEL TIME ****

Estimated mean flow rate at midpoint of channel = 5.796(CFS)
Depth of flow = 0.317(Ft.), Average velocity = 3.979(Ft/s)
FHXXXEX Irregular Channel Data ***###xxkx

Information entered for subchannel number 1 :
Point number  'X'coordinate 'Y' coordinate
1 0.00 0.50
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2 0.00 0.00
3 1.50 0.13
4 23.50 0.50

Manning's 'N' friction factor = 0.013

Sub-Channel flow =  5.796(CFS)

v flow top width = 12.735(Ft.)
' ' velocity= 3.979(Ft/s)

area=  1.457(Sq.Ft)
Froude number = 2.073

Upstream point elevation = 902.870(Ft.)

Downstream point elevation = 898.990(Ft.)

Flow length = 172.000(Ft.)

Travel time = 0.72 min.

Time of concentration = 6.08 min.

Depth of flow = 0.317(Ft.)

Average velocity = 3.979(Ft/s)

Total irregular channel flow = 5.796(CFS)

Irregular channel normal depth above invert elev. = 0.317(Ft.)
Average velocity of channel(s) = 3.979(Ft/s)

Adding area flow to channel

Rainfall intensity (I) =  6.969(In/Hr) fora 50.0 year storm
Decimal fraction soil group A = 0.000

Decimal fraction soil group B = 0.000

Decimal fraction soil group C = 0.500

Decimal fraction soil group D = 0.500

[HIGH DENSITY RESIDENTIAL ]

(24.0DU/A or Less )

Impervious value, Ai = 0.650

Sub-Area C Value = 0.700

Rainfall intensity = 6.969(In/Hr) for a 50.0 year storm
Effective runoff coefficient used for total area
(Q=KCIA)isC=0.701 CA= 1.431

Subarea runoff = 8.415(CFS) for ~ 1.750(Ac.)

Total runoff = 9.972(CFS) Totalarea=  2.040(Ac.)
Depth of flow = 0.368(Ft.), Average velocity = 4.540(Ft/s)

B o o S RS TEne
Process from Point/Station  803.000 to Point/Station =~ 803.000
**x* SUBAREA FLOW ADDITION ****

Rainfall intensity (I) = 6.969(In/Hr) fora  50.0 year storm
Decimal fraction soil group A = 0.000

Decimal fraction soil group B = 0.000

Decimal fraction soil group C = 0.800

Decimal fraction soil group D = 0.200

[LOW DENSITY RESIDENTIAL ]

(1.0 DU/AorLess )

Impervious value, Ai = 0.100

Sub-Area C Value = 0.370

Time of concentration = 6.08 min.

Rainfall intensity = 6.969(In/Hr) for a 50.0 year storm
Effective runoff coefficient used for total area
(Q=KCIA)isC=0.573 CA= 1.907

Subarea runoff = 3.316(CFS) for ~ 1.286(Ac.)

Total runoff = 13.288(CFS) Totalarea=  3.326(Ac.)

S S ST ST SY ST SY BTSSR S S S S S W U W TS
Process from Point/Station  803.000 to Point/Station =~ 605.000
**** CONFLUENCE OF MINOR STREAMS ****

Along Main Stream number: 1 in normal stream number 2
Stream flow area=  3.326(Ac.)
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Runoff from this stream =  13.288(CFS)
Time of concentration = 6.08 min.
Rainfall intensity = 6.969(In/Hr)
Summary of stream data:

Stream Flowrate TC Rainfall Intensity
No. (CFS)  (min) (In/Hr)

1 14241 9.93 5.078

2 13.288 6.08 6.969

Qmax(1) =

1.000 * 1.000 * 14.241)+

0.729 * 1.000* 13.288)+= 23.923
Qmax(2) =

1.000 * 0.612 * 14.241)+

1.000 * 1.000* 13.288)+= 22.005

Total of 2 streams to confluence:
Flow rates before confluence point:
14.241 13.288
Maximum flow rates at confluence using above data:
23.923  22.005
Area of streams before confluence:
3.750 3.326
Results of confluence:
Total flow rate = 23.923(CFS)
Time of concentration = 9.929 min.
Effective stream area after confluence =  7.076(Ac.)
End of computations, total study area = 7.076 (Ac.)
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San Diego County Rational Hydrology Program
CIVILCADD/CIVILDESIGN Engineering Software,(c)1991-2014 Version 9.0
Rational method hydrology program based on

San Diego County Flood Control Division 2003 hydrology manual
Rational Hydrology Study Date: 09/25/18

17046 Nutmeg Development
Post-Development Poc2 50 Year
17046postpoc2det50.rd3

FExxExA*X Hydrology Study Control Information ** %%k

Program License Serial Number 6332

Rational hydrology study storm event yearis 50.0
English (in-Ib) input data Units used

Map data precipitation entered:

6 hour, precipitation(inches) = 3.000

24 hour precipitation(inches) = 6.000
P6/P24= 50.0%

San Diego hydrology manual 'C' values used

A o o L B

Process from Point/Station ~ 103.000 to Point/Station ~ 103.000
**** USER DEFINED FLOW INFORMATION AT A POINT ****

User specified 'C' value of 0.700 given for subarea

Rainfall intensity (I) = 0.624(In/Hr) fora 50.0 year storm
User specified values are as follows:

TC = 256.20 min. Rainintensity= 0.62(In/Hr)

Total area = 6.350(Ac.) Total runoff = 3.364(CFS)

End of computations, total study area = 6.350 (Ac.)

17046 Nutmeg Development
Post-Development Poc2 50 Year
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San Diego County Rational Hydrology Program
CIVILCADD/CIVILDESIGN Engineering Software,(c)1991-2014 Version 9.0
Rational method hydrology program based on

San Diego County Flood Control Division 2003 hydrology manual
Rational Hydrology Study Date: 09/25/18

17046 Nutmeg Development
Post-Development Poc 3 50 Year
postdevpoc1350.rd3

FExxExA*X Hydrology Study Control Information ** %%k

Program License Serial Number 6332

Rational hydrology study storm event yearis 50.0
English (in-Ib) input data Units used

Map data precipitation entered:

6 hour, precipitation(inches) = 3.000

24 hour precipitation(inches) = 6.000
P6/P24= 50.0%

San Diego hydrology manual 'C' values used

A o o L B

Process from Point/Station  301.000 to Point/Station ~ 302.000
**%% INITIAL AREA EVALUATION ****

Decimal fraction soil group A = 0.000

Decimal fraction soil group B = 0.000

Decimal fraction soil group C = 1.000

Decimal fraction soil group D = 0.000

[HIGH DENSITY RESIDENTIAL ]

(24.0DU/A or Less )

Impervious value, Ai = 0.650

Sub-Area C Value = 0.690

Initial subarea total flow distance = 122.000(Ft.)

Highest elevation = 903.520(Ft.)

Lowest elevation = 903.220(Ft.)

Elevation difference = 0.300(Ft.) Slope = 0.246 %

INITIAL AREA TIME OF CONCENTRATION CALCULATIONS:

The maximum overland flow distance is 50.00 (Ft)

for the top area slope value of 0.25 %, in a development type of
24.0 DU/A or Less

In Accordance With Figure 3-3

Initial Area Time of Concentration = 8.33 minutes

TC = [1.8%(1.1-C)*distance(Ft.)*.5)/(% slope”(1/3)]

TC =[1.8%(1.1-0.6900)*( 50.0007.5)/( 0.246"(1/3)]= 8.33

The initial area total distance of 122.00 (Ft.) entered leaves a

remaining distance of 72.00 (Ft.)

Using Figure 3-4, the travel time for this distance is 2.12 minutes

for a distance of 72.00 (Ft.) and a slope of 0.25 %

with an elevation difference of 0.18(Ft.) from the end of the top area

Tt = [11.9*length(Mi)*3)/(elevation change(Ft.))]*.385 *60(min/hr)
= 2.124 Minutes

Tt=[(11.9*0.0136"3)/( 0.18)]*.385= 2.12

Total initial area Ti = 8.33 minutes from Figure 3-3 formula plus
2.12 minutes from the Figure 3-4 formula = 10.45 minutes

17046 Nutmeg Development
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Rainfall intensity (I) =  4.912(In/Hr) fora 50.0 year storm
Effective runoff coefficient used for area (Q=KCIA) is C = 0.690
Subarea runoff = 0.746(CFS)

Total initial stream area = 0.220(Ac.)

FH
Process from Point/Station  302.000 to Point/Station ~ 303.000
**** IRREGULAR CHANNEL FLOW TRAVEL TIME ****

Estimated mean flow rate at midpoint of channel = 1.631(CFS)
Depth of flow = 0.149(Ft.), Average velocity = 3.129(Ft/s)
*EEXEEX |rregular Channel Data **** ¥ %k ¥k

Information entered for subchannel number 1 :
Point number  'X' coordinate 'Y' coordinate

1 0.00 0.50
2 0.00 0.00
3 23.50 0.50

Manning's 'N' friction factor = 0.013

Sub-Channel flow =  1.631(CFS)

o flow top width = 6.999(Ft.)
' ' velocity= 3.129(Ft/s)

v area= 0.521(Sq.Ft)

v Froude number=2.021

Upstream point elevation = 903.220(Ft.)

Downstream point elevation = 899.480(Ft.)

Flow length = 152.000(Ft.)

Travel time = 0.81 min.

Time of concentration = 11.26 min.

Depth of flow = 0.149(Ft.)

Average velocity = 3.129(Ft/s)

Total irregular channel flow = 1.631(CFS)

Irregular channel normal depth above invert elev. = 0.149(Ft.)
Average velocity of channel(s) = 3.129(Ft/s)

Adding area flow to channel

Rainfall intensity (I) =  4.682(In/Hr) fora 50.0 year storm
Decimal fraction soil group A = 0.000

Decimal fraction soil group B = 0.000

Decimal fraction soil group C = 1.000

Decimal fraction soil group D = 0.000

[HIGH DENSITY RESIDENTIAL ]

(24.0DU/Aor Less )

Impervious value, Ai = 0.650

Sub-Area C Value = 0.690

Rainfall intensity = 4.682(In/Hr) for a 50.0 year storm
Effective runoff coefficient used for total area
(Q=KCIA)isC=0.690 CA= 0.524

Subarea runoff = 1.709(CFS) for  0.540(Ac.)

Total runoff = 2.455(CFS) Totalarea=  0.760(Ac.)
Depth of flow = 0.174(Ft.), Average velocity = 3.466(Ft/s)

B o o L T R S R h p o o T W SRS
Process from Point/Station  303.000 to Point/Station ~ 304.000
**%X PIPEFLOW TRAVEL TIME (User specified size) ****

Upstream point/station elevation = 895.700(Ft.)

Downstream point/station elevation = 895.600(Ft.)

Pipe length = 41.00(Ft.) Slope = 0.0024 Manning's N =0.013
No. of pipes = 1 Required pipe flow = 2.455(CFS)

Given pipe size = 18.00(In.)

Calculated individual pipe flow = 2.455(CFS)

Normal flow depth in pipe = 8.72(In.)

17046 Nutmeg Development
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Flow top width inside pipe = 17.99(In.)
Critical Depth = 7.12(In.)

Pipe flow velocity = 2.90(Ft/s)

Travel time through pipe = 0.24 min.
Time of concentration (TC) = 11.50 min.

B o o o S RS e
Process from Point/Station  304.000 to Point/Station ~ 305.000
**** IRREGULAR CHANNEL FLOW TRAVEL TIME ****

Estimated mean flow rate at midpoint of channel = 3.294(CFS)
Depth of flow = 0.229(Ft.), Average velocity = 3.930(Ft/s)
FHXXXEX Irregular Channel Data ***###xkkx

Information entered for subchannel number 1 :
Point number  'X'coordinate 'Y' coordinate

1 0.00 0.50
2 0.00 0.00
3 1.50 0.13
4 42.00 0.50

Manning's 'N' friction factor = 0.013

Sub-Channel flow =  3.294(CFS)
v flow top width = 12.768(Ft.)
' ' velocity= 3.930(Ft/s)
o area= 0.838(Sq.Ft)
v Froude number = 2.703

Upstream point elevation = 895.600(Ft.)

Downstream point elevation = 891.940(Ft.)

Flow length = 80.000(Ft.)

Travel time = 0.34 min.

Time of concentration = 11.84 min.

Depth of flow = 0.229(Ft.)

Average velocity = 3.930(Ft/s)

Total irregular channel flow = 3.294(CFS)

Irregular channel normal depth above invert elev. = 0.229(Ft.)
Average velocity of channel(s) = 3.930(Ft/s)

Adding area flow to channel

Rainfall intensity (I) = 4.534(In/Hr) fora 50.0 year storm
Decimal fraction soil group A = 0.000

Decimal fraction soil group B = 0.000

Decimal fraction soil group C = 1.000

Decimal fraction soil group D = 0.000

[HIGH DENSITY RESIDENTIAL ]

(24.0DU/Aor Less )

Impervious value, Ai = 0.650

Sub-Area C Value = 0.690

Rainfall intensity = 4.534(In/Hr) fora 50.0 year storm
Effective runoff coefficient used for total area
(Q=KCIA)isC=0.690 CA= 0.897

Subarea runoff = 1.612(CFS) for  0.540(Ac.)

Total runoff = 4.067(CFS) Totalarea=  1.300(Ac.)
Depth of flow = 0.240(Ft.), Average velocity = 4.128(Ft/s)

S S TS ST SY ST BTSSR S S S S S W W AT TS
Process from Point/Station  305.000 to Point/Station ~ 305.000
**** SUBAREA FLOW ADDITION ****

Rainfall intensity (I) =  4.534(In/Hr) fora 50.0 year storm
Decimal fraction soil group A = 0.000
Decimal fraction soil group B = 0.000
Decimal fraction soil group C = 1.000
Decimal fraction soil group D = 0.000

17046 Nutmeg Development
Post-Development Poc 3 50 Year
Page 3 of 4



[HIGH DENSITY RESIDENTIAL ]

(24.0DU/A or Less )

Impervious value, Ai = 0.650

Sub-Area C Value = 0.690

Time of concentration = 11.84 min.

Rainfall intensity = 4.534(In/Hr) for a 50.0 year storm
Effective runoff coefficient used for total area
(Q=KCIA)isC=0.690 CA= 0.959

Subarea runoff = 0.282(CFS) for  0.090(Ac.)

Total runoff = 4.348(CFS) Totalarea=  1.390(Ac.)

S S TS ST ST BTSSR S S S S S U W T TS
Process from Point/Station ~ 305.000 to Point/Station ~ 305.000
**** SUBAREA FLOW ADDITION ****

Rainfall intensity (I) =  4.534(In/Hr) fora 50.0 year storm
Decimal fraction soil group A = 0.000

Decimal fraction soil group B = 0.000

Decimal fraction soil group C = 1.000

Decimal fraction soil group D = 0.000

[HIGH DENSITY RESIDENTIAL ]

(24.0 DU/A or Less )

Impervious value, Ai = 0.650

Sub-Area C Value = 0.690

Time of concentration = 11.84 min.

Rainfall intensity = 4.534(In/Hr) fora 50.0 year storm
Effective runoff coefficient used for total area

(Q=KCIA)is C=0.690 CA= 1.063

Subarea runoff = 0.469(CFS) for  0.150(Ac.)

Total runoff = 4.817(CFS) Totalarea=  1.540(Ac.)

B G r o B R 1
Process from Point/Station  305.000 to Point/Station ~ 305.000
**** SUBAREA FLOW ADDITION ****

Rainfall intensity (I) = 4.534(In/Hr) fora 50.0 year storm
Decimal fraction soil group A = 0.000

Decimal fraction soil group B = 0.000

Decimal fraction soil group C =0.100

Decimal fraction soil group D = 0.900

[UNDISTURBED NATURAL TERRAIN ]

(Permanent Open Space )

Impervious value, Ai = 0.000

Sub-Area C Value = 0.345

Time of concentration = 11.84 min.

Rainfall intensity = 4.534(In/Hr) for a 50.0 year storm
Effective runoff coefficient used for total area
(Q=KCIA)isC=0.574 CA= 1.332

Subarea runoff = 1.220(CFS) for ~ 0.780(Ac.)

Total runoff = 6.037(CFS) Totalarea=  2.320(Ac.)
End of computations, total study area = 2.320 (Ac.)

17046 Nutmeg Development
Post-Development Poc 3 50 Year
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San Diego County Rational Hydrology Program
CIVILCADD/CIVILDESIGN Engineering Software,(c)1991-2014 Version 9.0
Rational method hydrology program based on

San Diego County Flood Control Division 2003 hydrology manual
Rational Hydrology Study Date: 09/25/18

17046 Nutmeg Development
Post-Development Poc 3 50 Year
postdevpoc1350det.rd3

¥ExxExA*X Hydrology Study Control Information **¥*x¥sxkx

Program License Serial Number 6332

Rational hydrology study storm event yearis 50.0
English (in-Ib) input data Units used

Map data precipitation entered:

6 hour, precipitation(inches) = 3.000

24 hour precipitation(inches) = 6.000
P6/P24= 50.0%

San Diego hydrology manual 'C' values used

A o o L B

Process from Point/Station  305.000 to Point/Station ~ 305.000
**** USER DEFINED FLOW INFORMATION AT A POINT ****

User specified 'C' value of 0.760 given for subarea

Rainfall intensity (I) = 0.612(In/Hr) fora 50.0 year storm
User specified values are as follows:

TC = 264.00 min. Rainintensity= 0.61(In/Hr)

Total area = 2.320(Ac.) Total runoff = 2.033(CFS)

End of computations, total study area = 2.320 (Ac.)

17046 Nutmeg Development
Post-Development Poc 3 50 Year
Page 1of 1



Hydrology Study

ATTACHMENT F
100 Year Pre Development Calculations and Map

Steps Taken To Analyze This Condition

The Rational Method as outlined in section 3 of the June 2003 San Diego County
Hydrology Manual is followed here. The software that we are using is the “Rational
Hydrology Method, San Diego County (2003 Manual)” module of the
CIVILCADD/CIVIL DESIGN Engineering software version 7.9.

Please see the subsequent pages for the calculations. These calculations are for the Q100.
The results are outlined/summarized in Section 8.



San Diego County Rational Hydrology Program
CIVILCADD/CIVILDESIGN Engineering Software,(c)1991-2014 Version 9.0
Rational method hydrology program based on

San Diego County Flood Control Division 2003 hydrology manual
Rational Hydrology Study Date: 09/24/18

17046 Nutmeg Development
Pre-Development Pocl 100 Year
17046predevpocl.rd3

FExxExA*X Hydrology Study Control Information ** %%k

Program License Serial Number 6332

Rational hydrology study storm event yearis 100.0
English (in-Ib) input data Units used

Map data precipitation entered:

6 hour, precipitation(inches) = 3.500

24 hour precipitation(inches) = 7.000
P6/P24= 50.0%

San Diego hydrology manual 'C' values used

a8 o o L

Process from Point/Station  401.000 to Point/Station ~ 402.000
**%% INITIAL AREA EVALUATION ****

Decimal fraction soil group A = 0.000

Decimal fraction soil group B = 0.000

Decimal fraction soil group C = 1.000

Decimal fraction soil group D = 0.000

[UNDISTURBED NATURAL TERRAIN ]

(Permanent Open Space )

Impervious value, Ai = 0.000

Sub-Area C Value = 0.300

Initial subarea total flow distance = 201.000(Ft.)

Highest elevation = 889.120(Ft.)

Lowest elevation = 881.370(Ft.)

Elevation difference = 7.750(Ft.) Slope = 3.856 %

INITIAL AREA TIME OF CONCENTRATION CALCULATIONS:

The maximum overland flow distance is 100.00 (Ft)

for the top area slope value of 3.86 %, in a development type of
Permanent Open Space

In Accordance With Figure 3-3

Initial Area Time of Concentration = 9.18 minutes

TC = [1.8%(1.1-C)*distance(Ft.)*.5)/(% slope”(1/3)]

TC =[1.8%(1.1-0.3000)*( 100.0007.5)/( 3.856”(1/3)]= 9.18

The initial area total distance of 201.00 (Ft.) entered leaves a

remaining distance of 101.00 (Ft.)

Using Figure 3-4, the travel time for this distance is 0.96 minutes

for a distance of 101.00 (Ft.) and a slope of 3.86 %

with an elevation difference of 3.89(Ft.) from the end of the top area

Tt = [11.9*length(Mi)*3)/(elevation change(Ft.))]*.385 *60(min/hr)
= 0.956 Minutes

Tt=[(11.9*0.019173)/( 3.89)]*.385= 0.96

Total initial area Ti = 9.18 minutes from Figure 3-3 formula plus
0.96 minutes from the Figure 3-4 formula = 10.14 minutes

17046 Nutmeg Development
Pre-Development Pocl 100 Year

Page 1 of 4



Rainfall intensity (I) =  5.845(In/Hr) fora 100.0 year storm
Effective runoff coefficient used for area (Q=KCIA) is C = 0.300
Subarea runoff = 1.140(CFS)

Total initial stream area = 0.650(Ac.)

FH
Process from Point/Station  402.000 to Point/Station ~ 402.000
**** SUBAREA FLOW ADDITION ****

Rainfall intensity (I) =  5.845(In/Hr) fora 100.0 year storm
Decimal fraction soil group A = 0.000

Decimal fraction soil group B = 0.000

Decimal fraction soil group C = 1.000

Decimal fraction soil group D = 0.000

[HIGH DENSITY RESIDENTIAL ]

(43.0DU/Aor Less )

Impervious value, Ai = 0.800

Sub-Area C Value = 0.780

Time of concentration = 10.14 min.

Rainfall intensity =  5.845(In/Hr) for a 100.0 year storm
Effective runoff coefficient used for total area
(Q=KCIA)isC=0.441 CA= 0.406

Subarea runoff = 1.231(CFS) for  0.270(Ac.)

Total runoff = 2.371(CFS) Totalarea=  0.920(Ac.)

e
Process from Point/Station ~ 402.000 to Point/Station ~ 402.000
**** SUBAREA FLOW ADDITION ****

Rainfall intensity (I) = 5.845(In/Hr) for a 100.0 year storm
Decimal fraction soil group A = 0.000

Decimal fraction soil group B = 0.000

Decimal fraction soil group C = 1.000

Decimal fraction soil group D = 0.000

[HIGH DENSITY RESIDENTIAL ]

(43.0DU/Aor Less )

Impervious value, Ai = 0.800

Sub-Area C Value = 0.780

Time of concentration = 10.14 min.

Rainfall intensity = 5.845(In/Hr) for a 100.0 year storm
Effective runoff coefficient used for total area

(Q=KCIA)is C=0.474 CA= 0.484

Subarea runoff = 0.456(CFS) for  0.100(Ac.)

Total runoff = 2.827(CFS) Totalarea=  1.020(Ac.)

FH
Process from Point/Station ~ 402.000 to Point/Station ~ 402.000
**** SUBAREA FLOW ADDITION ****

Rainfall intensity (I) =  5.845(In/Hr) fora 100.0 year storm
Decimal fraction soil group A = 0.000

Decimal fraction soil group B = 0.000

Decimal fraction soil group C = 0.000

Decimal fraction soil group D = 1.000

[LOW DENSITY RESIDENTIAL ]

(1.0 DU/AorLess )

Impervious value, Ai = 0.100

Sub-Area C Value = 0.410

Time of concentration = 10.14 min.

Rainfall intensity =  5.845(In/Hr) for a 100.0 year storm
Effective runoff coefficient used for total area
(Q=KCIA)isC=0.463 CA= 0.573

Subarea runoff = 0.522(CFS) for  0.218(Ac.)

17046 Nutmeg Development
Pre-Development Pocl 100 Year
Page 2 of 4



Total runoff = 3.349(CFS) Totalarea=  1.238(Ac.)

FH
Process from Point/Station ~ 402.000 to Point/Station ~ 403.000

**** IRREGULAR CHANNEL FLOW TRAVEL TIME ****

Estimated mean flow rate at midpoint of channel =  6.552(CFS)
Depth of flow = 0.503(Ft.), Average velocity = 2.587(Ft/s)
*AEEXEXX |rregular Channel Data *** ¥ xxdkkx

Information entered for subchannel number 1 :
Point number  'X' coordinate 'Y' coordinate

1 0.00 3.00
2 30.00 0.00
3 60.00 3.00

Manning's 'N' friction factor = 0.045

Sub-Channel flow =  6.552(CFS)

o flow top width = 10.065(Ft.)
' ' velocity= 2.587(Ft/s)

area=  2.533(Sq.Ft)
Froude number = 0.909

Upstream point elevation = 881.370(Ft.)

Downstream point elevation = 864.410(Ft.)

Flow length = 436.000(Ft.)

Travel time = 2.81 min.

Time of concentration = 12.95 min.

Depth of flow = 0.503(Ft.)

Average velocity = 2.587(Ft/s)

Total irregular channel flow =  6.552(CFS)

Irregular channel normal depth above invert elev. = 0.503(Ft.)
Average velocity of channel(s) = 2.587(Ft/s)

Adding area flow to channel

Rainfall intensity (I) = 4.992(In/Hr) fora 100.0 year storm
Decimal fraction soil group A = 0.000

Decimal fraction soil group B = 0.000

Decimal fraction soil group C = 0.840

Decimal fraction soil group D = 0.160

[UNDISTURBED NATURAL TERRAIN ]

(Permanent Open Space )

Impervious value, Ai = 0.000

Sub-Area C Value = 0.308

Rainfall intensity = 4.992(In/Hr) for a 100.0 year storm
Effective runoff coefficient used for total area
(Q=KCIA)isC=0.342 CA= 1.934

Subarea runoff = 6.307(CFS) for  4.420(Ac.)

Total runoff = 9.657(CFS) Totalarea=  5.658(Ac.)
Depth of flow = 0.582(Ft.), Average velocity = 2.851(Ft/s)

B E G o i S R 1
Process from Point/Station ~ 403.000 to Point/Station ~ 403.000

**x*x SUBAREA FLOW ADDITION ****

Rainfall intensity (I) = 4.992(In/Hr) for a 100.0 year storm
Decimal fraction soil group A = 0.000

Decimal fraction soil group B = 0.000

Decimal fraction soil group C =0.700

Decimal fraction soil group D = 0.300

[UNDISTURBED NATURAL TERRAIN ]

(Permanent Open Space )

Impervious value, Ai = 0.000

Sub-Area C Value = 0.315

Time of concentration = 12.95 min.

17046 Nutmeg Development
Pre-Development Pocl 100 Year
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Rainfall intensity = 4.992(In/Hr) for a 100.0 year storm
Effective runoff coefficient used for total area

(Q=KCIA)is C=0.336 CA= 2.407

Subarea runoff = 2.359(CFS) for ~ 1.500(Ac.)

Total runoff = 12.015(CFS) Totalarea=  7.158(Ac.)

B o o S L SRS e
Process from Point/Station ~ 403.000 to Point/Station ~ 305.000
***% PIPEFLOW TRAVEL TIME (User specified size) ¥***

Upstream point/station elevation = 864.410(Ft.)
Downstream point/station elevation = 855.620(Ft.)
Pipe length = 444.00(Ft.) Slope = 0.0198 Manning's N = 0.013
No. of pipes =1 Required pipe flow = 12.015(CFS)
Given pipe size = 36.00(In.)

Calculated individual pipe flow = 12.015(CFS)

Normal flow depth in pipe = 8.70(In.)

Flow top width inside pipe = 30.82(In.)

Critical Depth = 13.19(In.)

Pipe flow velocity = 9.12(Ft/s)

Travel time through pipe = 0.81 min.

Time of concentration (TC) = 13.76 min.

End of computations, total study area = 7.158 (Ac.)

17046 Nutmeg Development
Pre-Development Pocl 100 Year
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San Diego County Rational Hydrology Program
CIVILCADD/CIVILDESIGN Engineering Software,(c)1991-2012 Version 7.9
Rational method hydrology program based on

San Diego County Flood Control Division 2003 hydrology manual
Rational Hydrology Study Date: 06/10/18

17046 Nutmeg Development
Pre-Development Poc2 100 Year
17046predevpoc2.rd3

FExxExA*X Hydrology Study Control Information ** %%k

Program License Serial Number 6312

Rational hydrology study storm event yearis 100.0
English (in-Ib) input data Units used

Map data precipitation entered:

6 hour, precipitation(inches) = 3.500

24 hour precipitation(inches) = 7.000
P6/P24= 50.0%

San Diego hydrology manual 'C' values used

a8 o o L

Process from Point/Station  101.000 to Point/Station =~ 102.000
**%% INITIAL AREA EVALUATION ****

Decimal fraction soil group A = 0.000

Decimal fraction soil group B = 0.000

Decimal fraction soil group C = 0.000

Decimal fraction soil group D = 1.000

[UNDISTURBED NATURAL TERRAIN ]

(Permanent Open Space )

Impervious value, Ai = 0.000

Sub-Area C Value = 0.350

Initial subarea total flow distance = 157.000(Ft.)

Highest elevation = 1080.000(Ft.)

Lowest elevation = 1070.000(Ft.)

Elevation difference = 10.000(Ft.) Slope = 6.369 %

INITIAL AREA TIME OF CONCENTRATION CALCULATIONS:

The maximum overland flow distance is 100.00 (Ft)

for the top area slope value of 6.37 %, in a development type of
Permanent Open Space

In Accordance With Figure 3-3

Initial Area Time of Concentration = 7.28 minutes

TC = [1.8%(1.1-C)*distance(Ft.)*.5)/(% slope”(1/3)]

TC =[1.8%(1.1-0.3500)*( 100.000.5)/( 6.369/(1/3)]= 7.28

The initial area total distance of 157.00 (Ft.) entered leaves a

remaining distance of 57.00 (Ft.)

Using Figure 3-4, the travel time for this distance is 0.51 minutes

for a distance of 57.00 (Ft.) and a slope of 6.37 %

with an elevation difference of 3.63(Ft.) from the end of the top area

Tt = [11.9*length(Mi)*3)/(elevation change(Ft.))]*.385 *60(min/hr)
= 0.507 Minutes

Tt=[(11.9*0.0108"3)/( 3.63)]*.385= 0.51

Total initial area Ti = 7.28 minutes from Figure 3-3 formula plus
0.51 minutes from the Figure 3-4 formula = 7.79 minutes

17046 Nutmeg Development
Pre-Development Poc2 100 Year
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Rainfall intensity (I) =  6.928(In/Hr) fora 100.0 year storm
Effective runoff coefficient used for area (Q=KCIA) is C = 0.350
Subarea runoff = 0.897(CFS)

Total initial stream area = 0.370(Ac.)

FH
Process from Point/Station ~ 102.000 to Point/Station =~ 103.000
**** IRREGULAR CHANNEL FLOW TRAVEL TIME ****

Estimated mean flow rate at midpoint of channel =  3.495(CFS)
Depth of flow = 0.157(Ft.), Average velocity = 2.140(Ft/s)
*EEXEEX |rregular Channel Data **** ¥ %k ¥k

Information entered for subchannel number 1 :
Point number  'X' coordinate 'Y' coordinate

1 0.00 1.00

2 12.00 0.00
3 21.00 0.00
4 27.00 1.00

Manning's 'N' friction factor = 0.090

Sub-Channel flow =  3.495(CFS)

o flow top width = 11.823(Ft.)
' ' velocity= 2.140(Ft/s)

area= 1.633(Sq.Ft)
Froude number = 1.015

Upstream point elevation = 1070.000(Ft.)

Downstream point elevation = 884.150(Ft.)

Flow length = 788.000(Ft.)

Travel time = 6.14 min.

Time of concentration = 13.93 min.

Depth of flow = 0.157(Ft.)

Average velocity = 2.140(Ft/s)

Total irregular channel flow = 3.495(CFS)

Irregular channel normal depth above invert elev. = 0.157(Ft.)
Average velocity of channel(s) = 2.140(Ft/s)

Adding area flow to channel

Rainfall intensity (I) =  4.763(In/Hr) fora 100.0 year storm
Decimal fraction soil group A = 0.000

Decimal fraction soil group B = 0.000

Decimal fraction soil group C = 0.200

Decimal fraction soil group D = 0.800

[UNDISTURBED NATURAL TERRAIN ]

(Permanent Open Space )

Impervious value, Ai = 0.000

Sub-Area C Value = 0.340

Rainfall intensity = 4.763(In/Hr) for a 100.0 year storm
Effective runoff coefficient used for total area
(Q=KCIA)isC=0.341 CA= 1.265

Subarea runoff = 5.128(CFS) for  3.340(Ac.)

Total runoff = 6.025(CFS) Totalarea=  3.710(Ac.)
Depth of flow = 0.214(Ft.), Average velocity = 2.573(Ft/s)

S
Process from Point/Station ~ 103.000 to Point/Station ~ 103.000
**** CONFLUENCE OF MINOR STREAMS ****

Along Main Stream number: 1 in normal stream number 1
Stream flow area=  3.710(Ac.)

Runoff from this stream = 6.025(CFS)

Time of concentration = 13.93 min.

Rainfall intensity =  4.763(In/Hr)

17046 Nutmeg Development
Pre-Development Poc2 100 Year
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e
Process from Point/Station  201.000 to Point/Station ~ 202.000
**** INITIAL AREA EVALUATION ****

Decimal fraction soil group A = 0.000

Decimal fraction soil group B = 0.000

Decimal fraction soil group C = 0.000

Decimal fraction soil group D = 1.000

[UNDISTURBED NATURAL TERRAIN ]

(Permanent Open Space )

Impervious value, Ai = 0.000

Sub-Area C Value = 0.350

Initial subarea total flow distance = 788.000(Ft.)

Highest elevation = 974.970(Ft.)

Lowest elevation = 925.370(Ft.)

Elevation difference = 49.600(Ft.) Slope = 6.294 %

INITIAL AREA TIME OF CONCENTRATION CALCULATIONS:

The maximum overland flow distance is 100.00 (Ft)

for the top area slope value of 6.29 %, in a development type of
Permanent Open Space

In Accordance With Figure 3-3

Initial Area Time of Concentration = 7.31 minutes

TC = [1.8*(1.1-C)*distance(Ft.)".5)/(% slope”(1/3)]

TC =[1.8%(1.1-0.3500)*( 100.0007.5)/( 6.2947(1/3)]= 7.31

The initial area total distance of 788.00 (Ft.) entered leaves a

remaining distance of 688.00 (Ft.)

Using Figure 3-4, the travel time for this distance is 3.47 minutes

for a distance of 688.00 (Ft.) and a slope of 6.29 %

with an elevation difference of 43.30(Ft.) from the end of the top area

Tt = [11.9*length(Mi)*3)/(elevation change(Ft.))]*.385 *60(min/hr)
= 3.467 Minutes

Tt=[(11.9*0.130373)/( 43.30)]*.385= 3.47

Total initial area Ti = 7.31 minutes from Figure 3-3 formula plus
3.47 minutes from the Figure 3-4 formula = 10.78 minutes

Rainfall intensity (I) =  5.619(In/Hr) fora 100.0 year storm

Effective runoff coefficient used for area (Q=KCIA) is C = 0.350

Subarea runoff = 0.393(CFS)

Total initial stream area = 0.200(Ac.)

S S ST SE Y ST ST ST SY BTSSR N S S S S S W W T TS
Process from Point/Station ~ 202.000 to Point/Station =~ 103.000
**** IRREGULAR CHANNEL FLOW TRAVEL TIME ****

Estimated mean flow rate at midpoint of channel = 1.232(CFS)
Depth of flow = 0.143(Ft.), Average velocity = 0.753(Ft/s)
*EEXEXX |rregular Channel Data **** ¥ %k ¥k

Information entered for subchannel number 1 :
Point number  'X' coordinate 'Y' coordinate

1 0.00 1.00
2 80.00 0.00
3 160.00 1.00

Manning's 'N' friction factor = 0.090

Sub-Channel flow =  1.232(CFS)
v flow top width = 22.878(Ft.)
' ' velocity= 0.753(Ft/s)
v area= 1.636(Sq.Ft)
v Froude number = 0.496

Upstream point elevation = 925.370(Ft.)
Downstream point elevation = 884.150(Ft.)
Flow length = 588.000(Ft.)

Travel time = 13.02 min.

17046 Nutmeg Development
Pre-Development Poc2 100 Year
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Time of concentration = 23.79 min.

Depth of flow = 0.143(Ft.)

Average velocity = 0.753(Ft/s)

Total irregular channel flow = 1.232(CFS)

Irregular channel normal depth above invert elev. = 0.143(Ft.)
Average velocity of channel(s) = 0.753(Ft/s)

Adding area flow to channel

Rainfall intensity (I) =  3.371(In/Hr) fora 100.0 year storm
Decimal fraction soil group A = 0.000

Decimal fraction soil group B = 0.000

Decimal fraction soil group C = 0.600

Decimal fraction soil group D = 0.400

[UNDISTURBED NATURAL TERRAIN ]

(Permanent Open Space )

Impervious value, Ai = 0.000

Sub-Area C Value = 0.320

Rainfall intensity = 3.371(In/Hr) for a 100.0 year storm
Effective runoff coefficient used for total area
(Q=KCIA)isC=0.323 CA= 0.595

Subarea runoff = 1.612(CFS) for  1.640(Ac.)

Total runoff = 2.005(CFS) Totalarea=  1.840(Ac.)
Depth of flow = 0.172(Ft.), Average velocity = 0.851(Ft/s)

e
Process from Point/Station ~ 103.000 to Point/Station =~ 103.000
**** SUBAREA FLOW ADDITION ****

Rainfall intensity (I) = 3.371(In/Hr) fora 100.0 year storm
Decimal fraction soil group A = 0.000

Decimal fraction soil group B = 0.000

Decimal fraction soil group C = 1.000

Decimal fraction soil group D = 0.000

[HIGH DENSITY RESIDENTIAL ]

(43.0DU/Aor Less )

Impervious value, Ai = 0.800

Sub-Area C Value = 0.780

Time of concentration = 23.79 min.

Rainfall intensity = 3.371(In/Hr) for a 100.0 year storm
Effective runoff coefficient used for total area
(Q=KCIA)isC=0.403 CA= 0.899

Subarea runoff = 1.026(CFS) for  0.390(Ac.)

Total runoff = 3.031(CFS) Totalarea=  2.230(Ac.)

B n G r o e S R 1
Process from Point/Station  103.000 to Point/Station =~ 103.000
**** SUBAREA FLOW ADDITION ****

Rainfall intensity (I) =  3.371(In/Hr) fora 100.0 year storm
Decimal fraction soil group A = 0.000

Decimal fraction soil group B = 0.000

Decimal fraction soil group C = 1.000

Decimal fraction soil group D = 0.000

[HIGH DENSITY RESIDENTIAL ]

(43.0DU/Aor Less )

Impervious value, Ai = 0.800

Sub-Area C Value = 0.780

Time of concentration = 23.79 min.

Rainfall intensity = 3.371(In/Hr) for a 100.0 year storm
Effective runoff coefficient used for total area
(Q=KCIA)isC=0.450 CA= 1.149

Subarea runoff = 0.842(CFS) for  0.320(Ac.)

Total runoff = 3.872(CFS) Totalarea=  2.550(Ac.)

17046 Nutmeg Development
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B E G o o S e 1
Process from Point/Station ~ 103.000 to Point/Station ~ 103.000
**** SUBAREA FLOW ADDITION ****

Rainfall intensity (I) =  3.371(In/Hr) fora 100.0 year storm
Decimal fraction soil group A = 0.000

Decimal fraction soil group B = 0.000

Decimal fraction soil group C = 1.000

Decimal fraction soil group D = 0.000

[HIGH DENSITY RESIDENTIAL ]

(43.0DU/Aor Less )

Impervious value, Ai = 0.800

Sub-Area C Value =0.780

Time of concentration = 23.79 min.

Rainfall intensity = 3.371(In/Hr) for a 100.0 year storm
Effective runoff coefficient used for total area
(Q=KCIA)isC=0.462 CA= 1.219

Subarea runoff = 0.237(CFS) for  0.090(Ac.)

Total runoff = 4.109(CFS) Totalarea=  2.640(Ac.)

S S ST ST ST ST SUSTBBSTSSSSBUS  S S  W UTATAY
Process from Point/Station ~ 103.000 to Point/Station =~ 103.000
**** CONFLUENCE OF MINOR STREAMS ****

Along Main Stream number: 1 in normal stream number 2
Stream flow area=  2.640(Ac.)

Runoff from this stream = 4.109(CFS)

Time of concentration = 23.79 min.

Rainfall intensity =  3.371(In/Hr)

Summary of stream data:

Stream Flowrate TC Rainfall Intensity
No. (CFS)  (min) (In/Hr)

1 6.025 13.93 4.763

2 4.109 23.79 3.371

Qmax(1) =

1.000 * 1.000 * 6.025)+

1.000* 0.585* 4.109)+= 8.431
Qmax(2) =

0.708 * 1.000 * 6.025) +

1.000 * 1.000* 4.109)+= 8.374

Total of 2 streams to confluence:
Flow rates before confluence point:
6.025  4.109
Maximum flow rates at confluence using above data:
8.431 8.374
Area of streams before confluence:
3.710 2.640
Results of confluence:
Total flow rate =  8.431(CFS)
Time of concentration = 13.927 min.
Effective stream area after confluence =  6.350(Ac.)
End of computations, total study area = 6.350 (Ac.)

17046 Nutmeg Development
Pre-Development Poc2 100 Year
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San Diego County Rational Hydrology Program
CIVILCADD/CIVILDESIGN Engineering Software,(c)1991-2014 Version 9.0
Rational method hydrology program based on

San Diego County Flood Control Division 2003 hydrology manual
Rational Hydrology Study Date: 09/24/18

17046 Nutmeg Development
Pre-Development Poc3 100 Year
17046predevpoc3.rd3

FExxExA*X Hydrology Study Control Information ** %%k

Program License Serial Number 6332

Rational hydrology study storm event yearis 100.0
English (in-Ib) input data Units used

Map data precipitation entered:

6 hour, precipitation(inches) = 3.500

24 hour precipitation(inches) = 7.000
P6/P24= 50.0%

San Diego hydrology manual 'C' values used

FH
Process from Point/Station  301.000 to Point/Station ~ 302.000
**%% INITIAL AREA EVALUATION ****

Decimal fraction soil group A = 0.000

Decimal fraction soil group B = 0.000

Decimal fraction soil group C = 0.000

Decimal fraction soil group D = 1.000

[UNDISTURBED NATURAL TERRAIN ]

(Permanent Open Space )

Impervious value, Ai = 0.000

Sub-Area C Value = 0.350

Initial subarea total flow distance = 170.000(Ft.)

Highest elevation = 974.970(Ft.)

Lowest elevation = 919.930(Ft.)

Elevation difference = 55.040(Ft.) Slope = 32.376 %

INITIAL AREA TIME OF CONCENTRATION CALCULATIONS:

The maximum overland flow distance is 100.00 (Ft)

for the top area slope value of 32.38 %, in a development type of
Permanent Open Space

In Accordance With Figure 3-3

Initial Area Time of Concentration = 4.24 minutes

TC = [1.8%(1.1-C)*distance(Ft.)*.5)/(% slope”(1/3)]

TC =[1.8%(1.1-0.3500)*( 100.000.5)/( 32.3767(1/3)]= 4.24

The initial area total distance of 170.00 (Ft.) entered leaves a

remaining distance of 70.00 (Ft.)

Using Figure 3-4, the travel time for this distance is 0.32 minutes

for a distance of 70.00 (Ft.) and a slope of 32.38 %

with an elevation difference of 22.66(Ft.) from the end of the top area

Tt = [11.9*length(Mi)*3)/(elevation change(Ft.))]*.385 *60(min/hr)
= 0.318 Minutes

Tt=[(11.9*0.013373)/( 22.66)]*.385= 0.32

Total initial area Ti = 4.24 minutes from Figure 3-3 formula plus
0.32 minutes from the Figure 3-4 formula = 4.55 minutes

17046 Nutmeg Development
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Calculated TC of 4.553 minutes is less than 5 minutes,
resetting TC to 5.0 minutes for rainfall intensity calculations
Rainfall intensity (I) = 9.222(In/Hr) for a 100.0 year storm
Effective runoff coefficient used for area (Q=KCIA) is C = 0.350
Subarea runoff = 1.485(CFS)

Total initial stream area = 0.460(Ac.)

S S TS ST SY ST BTSSR N S S S S S S U W AT TS
Process from Point/Station  302.000 to Point/Station ~ 303.000
**** IRREGULAR CHANNEL FLOW TRAVEL TIME ****

Estimated mean flow rate at midpoint of channel = 2.019(CFS)
Depth of flow = 0.151(Ft.), Average velocity = 1.006(Ft/s)
*EEXEEX |rregular Channel Data **** ¥ %k ¥k

Information entered for subchannel number 1 :
Point number  'X' coordinate 'Y' coordinate

1 0.00 1.00
2 80.00 0.00
3 175.00 1.00

Manning's 'N' friction factor = 0.090

Sub-Channel flow =  2.019(CFS)
v flow top width = 26.498(Ft.)
' ' velocity= 1.006(Ft/s)
o area=  2.006(Sq.Ft)
v Froude number= 0.644

Upstream point elevation = 919.930(Ft.)

Downstream point elevation = 903.230(Ft.)

Flow length = 144.000(Ft.)

Travel time = 2.39 min.

Time of concentration = 6.94 min.

Depth of flow = 0.151(Ft.)

Average velocity = 1.006(Ft/s)

Total irregular channel flow = 2.019(CFS)

Irregular channel normal depth above invert elev. = 0.151(Ft.)
Average velocity of channel(s) = 1.006(Ft/s)

Adding area flow to channel

Rainfall intensity (I) = 7.465(In/Hr) for a 100.0 year storm
Decimal fraction soil group A = 0.000

Decimal fraction soil group B = 0.000

Decimal fraction soil group C = 0.800

Decimal fraction soil group D = 0.200

[UNDISTURBED NATURAL TERRAIN ]

(Permanent Open Space )

Impervious value, Ai = 0.000

Sub-Area C Value = 0.310

Rainfall intensity = 7.465(In/Hr) for a 100.0 year storm
Effective runoff coefficient used for total area
(Q=KCIA)isC=0.328 CA= 0.335

Subarea runoff = 1.013(CFS) for  0.560(Ac.)

Total runoff = 2.498(CFS) Totalarea=  1.020(Ac.)
Depth of flow = 0.164(Ft.), Average velocity = 1.061(Ft/s)

S S TS ST SY ST BTSSR S S S S S W W AT TS
Process from Point/Station  303.000 to Point/Station ~ 304.000
**** IRREGULAR CHANNEL FLOW TRAVEL TIME ****

Estimated mean flow rate at midpoint of channel =  3.261(CFS)
Depth of flow = 0.357(Ft.), Average velocity = 8.522(Ft/s)
*EEXAXX |rregular Channel Data **** ¥ %k ¥k

Information entered for subchannel number 1 :

17046 Nutmeg Development
Pre-Development Poc3 100 Year
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Point number X' coordinate 'Y' coordinate

1 0.00 0.50
2 0.00 0.00
3 3.00 0.50

Manning's 'N' friction factor = 0.013

Sub-Channel flow =  3.261(CFS)

v flow top width = 2.143(Ft.)
' ' velocity= 8.522(Ft/s)

v area= 0.383(Sq.Ft)

v Froude number = 3.554

Upstream point elevation = 903.230(Ft.)

Downstream point elevation = 893.300(Ft.)

Flow length = 144.000(Ft.)

Travel time = 0.28 min.

Time of concentration = 7.22 min.

Depth of flow = 0.357(Ft.)

Average velocity = 8.522(Ft/s)

Total irregular channel flow = 3.261(CFS)

Irregular channel normal depth above invert elev. = 0.357(Ft.)
Average velocity of channel(s) = 8.522(Ft/s)

Adding area flow to channel

Rainfall intensity (I) =  7.276(In/Hr) fora 100.0 year storm
Decimal fraction soil group A = 0.000

Decimal fraction soil group B = 0.000

Decimal fraction soil group C = 1.000

Decimal fraction soil group D = 0.000

[HIGH DENSITY RESIDENTIAL ]

(43.0DU/Aor Less )

Impervious value, Ai = 0.800

Sub-Area C Value = 0.780

Rainfall intensity = 7.276(In/Hr) for a 100.0 year storm
Effective runoff coefficient used for total area

(Q=KCIA)is C=0.428 CA= 0.561

Subarea runoff = 1.583(CFS) for  0.290(Ac.)

Total runoff = 4.080(CFS) Totalarea=  1.310(Ac.)
Depth of flow = 0.388(Ft.), Average velocity = 9.013(Ft/s)

S
Process from Point/Station  304.000 to Point/Station ~ 304.000

*#%% SUBAREA FLOW ADDITION ****

Rainfall intensity (I) = 7.276(In/Hr) for a 100.0 year storm
Decimal fraction soil group A = 0.000

Decimal fraction soil group B = 0.000

Decimal fraction soil group C = 1.000

Decimal fraction soil group D = 0.000

[HIGH DENSITY RESIDENTIAL ]

(43.0DU/Aor Less )

Impervious value, Ai = 0.800

Sub-Area C Value = 0.780

Time of concentration = 7.22 min.

Rainfall intensity = 7.276(In/Hr) for a 100.0 year storm
Effective runoff coefficient used for total area

(Q=KCIA)is C=0.471 CA= 0.701

Subarea runoff = 1.022(CFS) for  0.180(Ac.)

Total runoff = 5.102(CFS) Totalarea=  1.490(Ac.)
End of computations, total study area = 1.490 (Ac.)
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Hydrology Study

ATTACHMENT G
100 Year POST DEVELOPED Q CALCULATIONS

Steps Taken To Analyze This Condition

The Rational Method as outlined in section 3 of the June 2003 San Diego County
Hydrology Manual is followed here. The software that we are using is the “Rational
Hydrology Method, San Diego County (2003 Manual)” module of the
CIVILCADD/CIVIL DESIGN Engineering software version 7.9.

Please see the subsequent pages for the calculations. These calculations are for the Q100.
The results are outlined/summarized in Section 8.



San Diego County Rational Hydrology Program
CIVILCADD/CIVILDESIGN Engineering Software,(c)1991-2014 Version 9.0
Rational method hydrology program based on

San Diego County Flood Control Division 2003 hydrology manual
Rational Hydrology Study Date: 09/24/18

1746 Nutmeg Development
Post-Development Poc 1 100 Year
17046postdevpocl.rd3

¥ExxExA*X Hydrology Study Control Information **¥ %% kx

Program License Serial Number 6332

Rational hydrology study storm event yearis 50.0
English (in-Ib) input data Units used

Map data precipitation entered:

6 hour, precipitation(inches) = 3.000

24 hour precipitation(inches) = 6.000
P6/P24= 50.0%

San Diego hydrology manual 'C' values used

A o o L

Process from Point/Station  601.000 to Point/Station =~ 602.000
**%% INITIAL AREA EVALUATION ****

Decimal fraction soil group A = 0.000

Decimal fraction soil group B = 0.000

Decimal fraction soil group C = 1.000

Decimal fraction soil group D = 0.000

[HIGH DENSITY RESIDENTIAL ]

(24.0DU/A or Less )

Impervious value, Ai = 0.650

Sub-Area C Value = 0.690

Initial subarea total flow distance = 105.000(Ft.)

Highest elevation = 905.220(Ft.)

Lowest elevation = 903.290(Ft.)

Elevation difference = 1.930(Ft.) Slope = 1.838 %

Top of Initial Area Slope adjusted by User to 1.619 %

Bottom of Initial Area Slope adjusted by User to 1.619 %

INITIAL AREA TIME OF CONCENTRATION CALCULATIONS:

The maximum overland flow distance is 75.00 (Ft)

for the top area slope value of 1.62 %, in a development type of
24.0 DU/A or Less

In Accordance With Figure 3-3

Initial Area Time of Concentration = 5.44 minutes

TC = [1.8%(1.1-C)*distance(Ft.)*.5)/(% slope”(1/3)]

TC = [1.8%(1.1-0.6900)*( 75.0007.5)/( 1.6197(1/3)]= 5.44

The initial area total distance of 105.00 (Ft.) entered leaves a
remaining distance of 30.00 (Ft.)

Using Figure 3-4, the travel time for this distance is 0.52 minutes
for a distance of 30.00 (Ft.) and a slope of 1.62 %

with an elevation difference of 0.49(Ft.) from the end of the top area
Tt = [11.9*length(Mi)"3)/(elevation change(Ft.))]*.385 *60(min/hr)
= 0.524 Minutes

Tt=[(11.9*0.005773)/( 0.49)]*.385= 0.52

1746 Nutmeg Development
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Total initial area Ti = 5.44 minutes from Figure 3-3 formula plus
0.52 minutes from the Figure 3-4 formula = 5.97 minutes

Rainfall intensity (I) = 7.052(In/Hr) for a  50.0 year storm

Effective runoff coefficient used for area (Q=KCIA) is C = 0.690

Subarea runoff = 1.168(CFS)

Total initial stream area = 0.240(Ac.)

S S ST ST ST ST ST BTSSR S S S S S S S U W ST TS
Process from Point/Station ~ 602.000 to Point/Station =~ 603.000
**** IRREGULAR CHANNEL FLOW TRAVEL TIME ****

Estimated mean flow rate at midpoint of channel = 4.246(CFS)
Depth of flow = 0.334(Ft.), Average velocity = 2.518(Ft/s)
*EEXEEX |rregular Channel Data **** ¥ %k ¥k

Information entered for subchannel number 1 :
Point number  'X' coordinate 'Y' coordinate

1 0.00 0.50
2 0.00 0.00
3 1.50 0.13
4 23.50 0.50

Manning's 'N' friction factor = 0.013

Sub-Channel flow =  4.246(CFS)

vt flow top width = 13.752(Ft.)
' ' velocity= 2.518(Ft/s)

area=  1.686(Sq.Ft)
Froude number=1.267

Upstream point elevation = 903.290(Ft.)

Downstream point elevation = 899.990(Ft.)

Flow length = 401.000(Ft.)

Travel time = 2.65 min.

Time of concentration = 8.62 min.

Depth of flow = 0.334(Ft.)

Average velocity = 2.518(Ft/s)

Total irregular channel flow = 4.246(CFS)

Irregular channel normal depth above invert elev. = 0.334(Ft.)
Average velocity of channel(s) = 2.518(Ft/s)

Adding area flow to channel

Rainfall intensity (I) = 5.562(In/Hr) fora 50.0 year storm
Decimal fraction soil group A = 0.000

Decimal fraction soil group B = 0.000

Decimal fraction soil group C = 1.000

Decimal fraction soil group D = 0.000

[HIGH DENSITY RESIDENTIAL ]

(24.0DU/A or Less )

Impervious value, Ai = 0.650

Sub-Area C Value = 0.690

Rainfall intensity = 5.562(In/Hr) for a 50.0 year storm
Effective runoff coefficient used for total area
(Q=KCIA)isC=0.690 CA= 1.304

Subarea runoff = 6.086(CFS) for ~ 1.650(Ac.)

Total runoff = 7.254(CFS) Totalarea=  1.890(Ac.)
Depth of flow = 0.389(Ft.), Average velocity = 2.870(Ft/s)

B b G r o B e 1
Process from Point/Station  603.000 to Point/Station =~ 603.000
**** SUBAREA FLOW ADDITION ****

Rainfall intensity (I) =  5.562(In/Hr) fora 50.0 year storm
Decimal fraction soil group A = 0.000
Decimal fraction soil group B = 0.000
Decimal fraction soil group C = 1.000

1746 Nutmeg Development
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Decimal fraction soil group D = 0.000

[HIGH DENSITY RESIDENTIAL ]

(24.0DU/A or Less )

Impervious value, Ai = 0.650

Sub-Area C Value = 0.690

Time of concentration = 8.62 min.

Rainfall intensity =  5.562(In/Hr) fora 50.0 year storm
Effective runoff coefficient used for total area
(Q=KCIA)is C=0.690 CA= 1.525

Subarea runoff = 1.228(CFS) for  0.320(Ac.)

Total runoff = 8.482(CFS) Totalarea=  2.210(Ac.)

B R R T o o o T SRS
Process from Point/Station  603.000 to Point/Station =~ 603.000
**x* SUBAREA FLOW ADDITION ****

Rainfall intensity (I) = 5.562(In/Hr) fora 50.0 year storm
Decimal fraction soil group A = 0.000

Decimal fraction soil group B = 0.000

Decimal fraction soil group C = 1.000

Decimal fraction soil group D = 0.000

[HIGH DENSITY RESIDENTIAL ]

(24.0 DU/A or Less )

Impervious value, Ai = 0.650

Sub-Area C Value = 0.690

Time of concentration = 8.62 min.

Rainfall intensity = 5.562(In/Hr) for a 50.0 year storm
Effective runoff coefficient used for total area
(Q=KCIA)isC=0.690 CA= 1.863

Subarea runoff = 1.881(CFS) for  0.490(Ac.)

Total runoff = 10.362(CFS) Totalarea=  2.700(Ac.)

e
Process from Point/Station  603.000 to Point/Station =~ 604.000
***% PIPEFLOW TRAVEL TIME (User specified size) ¥***

Upstream point/station elevation = 892.500(Ft.)

Downstream point/station elevation = 891.600(Ft.)

Pipe length = 185.00(Ft.) Slope = 0.0049 Manning's N =0.013

No. of pipes =1 Required pipe flow = 10.362(CFS)

Given pipe size = 18.00(In.)

NOTE: Normal flow is pressure flow in user selected pipe size.

The approximate hydraulic grade line above the pipe invert is
1.701(Ft.) at the headworks or inlet of the pipe(s)

Pipe friction loss = 1.800(Ft.)

Minor friction loss = 0.801(Ft.) K-factor = 1.50

Pipe flow velocity =  5.86(Ft/s)

Travel time through pipe = 0.53 min.

Time of concentration (TC) = 9.15 min.

e
Process from Point/Station ~ 604.000 to Point/Station =~ 604.000
**** CONFLUENCE OF MINOR STREAMS ****

Along Main Stream number: 1 in normal stream number 1
Stream flow area=  2.700(Ac.)

Runoff from this stream = 10.362(CFS)

Time of concentration = 9.15 min.

Rainfall intensity =  5.354(In/Hr)

FH
Process from Point/Station ~ 701.000 to Point/Station ~ 702.000

1746 Nutmeg Development
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*EX% INITIAL AREA EVALUATION ****

Decimal fraction soil group A = 0.000

Decimal fraction soil group B = 0.000

Decimal fraction soil group C = 1.000

Decimal fraction soil group D = 0.000

[HIGH DENSITY RESIDENTIAL ]

(24.0DU/A or Less )

Impervious value, Ai = 0.650

Sub-Area C Value = 0.690

Initial subarea total flow distance = 36.000(Ft.)

Highest elevation = 902.120(Ft.)

Lowest elevation = 901.580(Ft.)

Elevation difference = 0.540(Ft.) Slope = 1.500 %

Top of Initial Area Slope adjusted by User to 1.472 %
INITIAL AREA TIME OF CONCENTRATION CALCULATIONS:
The maximum overland flow distance is 65.00 (Ft)

for the top area slope value of 1.47 %, in a development type of
24.0 DU/A or Less

In Accordance With Figure 3-3

Initial Area Time of Concentration = 5.23 minutes

TC = [1.8%(1.1-C)*distance(Ft.)*.5)/(% slope”(1/3)]

TC =[1.8%(1.1-0.6900)*( 65.0007.5)/( 1.4727(1/3)]= 5.23
Rainfall intensity (I) =  7.678(In/Hr) fora 50.0 year storm
Effective runoff coefficient used for area (Q=KCIA) is C = 0.690
Subarea runoff = 0.424(CFS)

Total initial stream area = 0.080(Ac.)

B L o o o S ST e
Process from Point/Station ~ 702.000 to Point/Station ~ 703.000
**** IRREGULAR CHANNEL FLOW TRAVEL TIME ****

Estimated mean flow rate at midpoint of channel =  2.863(CFS)
Depth of flow = 0.247(Ft.), Average velocity = 4.003(Ft/s)
*AEEXXXX |rregular Channel Data *** ¥ xxdkkx

Information entered for subchannel number 1 :
Point number  'X'coordinate 'Y' coordinate

1 0.00 0.50
2 0.00 0.00
3 1.50 0.13
4 23.50 0.50

Manning's 'N' friction factor = 0.013

Sub-Channel flow =  2.863(CFS)
v flow top width = 8.670(Ft.)
' ' velocity= 4.003(Ft/s)
v area=  0.715(Sq.Ft)
v Froude number = 2.456

Upstream point elevation = 901.580(Ft.)

Downstream point elevation = 896.860(Ft.)

Flow length = 133.000(Ft.)

Travel time = 0.55 min.

Time of concentration = 5.78 min.

Depth of flow = 0.247(Ft.)

Average velocity = 4.003(Ft/s)

Total irregular channel flow = 2.863(CFS)

Irregular channel normal depth above invert elev. = 0.247(Ft.)
Average velocity of channel(s) = 4.003(Ft/s)

Adding area flow to channel

Rainfall intensity (I) =  7.195(In/Hr) fora 50.0 year storm
Decimal fraction soil group A = 0.000

Decimal fraction soil group B = 0.000

Decimal fraction soil group C = 1.000
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Decimal fraction soil group D = 0.000

[HIGH DENSITY RESIDENTIAL ]

(24.0DU/A or Less )

Impervious value, Ai = 0.650

Sub-Area C Value = 0.690

Rainfall intensity = 7.195(In/Hr) for a  50.0 year storm
Effective runoff coefficient used for total area
(Q=KCIA)isC=0.690 CA= 0.724

Subarea runoff = 4.789(CFS) for  0.970(Ac.)

Total runoff = 5.213(CFS) Totalarea=  1.050(Ac.)
Depth of flow = 0.289(Ft.), Average velocity = 4.607(Ft/s)

B R R T o o o T SRS
Process from Point/Station ~ 703.000 to Point/Station =~ 604.000
**** CONFLUENCE OF MINOR STREAMS ****

Along Main Stream number: 1 in normal stream number 2
Stream flow area=  1.050(Ac.)

Runoff from this stream = 5.213(CFS)

Time of concentration = 5.78 min.

Rainfall intensity = 7.195(In/Hr)

Summary of stream data:

Stream Flowrate TC Rainfall Intensity
No. (CFS)  (min) (In/Hr)

1 10.362 9.15 5.354

2 5213 5.78 7.195

Qmax(1) =

1.000 * 1.000 * 10.362) +

0.744* 1.000* 5.213)+= 14.241
Qmax(2) =

1.000* 0.632* 10.362) +

1.000* 1.000* 5.213)+= 11.766

Total of 2 streams to confluence:
Flow rates before confluence point:
10.362  5.213
Maximum flow rates at confluence using above data:
14.241 11.766
Area of streams before confluence:
2.700 1.050
Results of confluence:
Total flow rate = 14.241(CFS)
Time of concentration = 9.147 min.
Effective stream area after confluence =  3.750(Ac.)

S
Process from Point/Station  604.000 to Point/Station =~ 605.000
***% PIPEFLOW TRAVEL TIME (User specified size) ¥***

Upstream point/station elevation = 891.600(Ft.)
Downstream point/station elevation = 890.300(Ft.)
Pipe length = 267.00(Ft.) Slope = 0.0049 Manning's N =0.013
No. of pipes =1 Required pipe flow = 14.241(CFS)
Given pipe size = 24.00(In.)

Calculated individual pipe flow = 14.241(CFS)
Normal flow depth in pipe = 17.84(In.)

Flow top width inside pipe = 20.97(In.)

Critical Depth = 16.31(In.)

Pipe flow velocity = 5.69(Ft/s)

Travel time through pipe = 0.78 min.

Time of concentration (TC) = 9.93 min.
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S S ST SE Y ST SY ST SU BTSSR S Y S S S S W AT TS
Process from Point/Station  605.000 to Point/Station =~ 605.000
**** CONFLUENCE OF MINOR STREAMS ****

Along Main Stream number: 1 in normal stream number 1
Stream flow area=  3.750(Ac.)

Runoff from this stream = 14.241(CFS)

Time of concentration = 9.93 min.

Rainfall intensity =  5.078(In/Hr)

B o o o o S S S nr e e
Process from Point/Station ~ 801.000 to Point/Station ~ 802.000
*¥*%% INITIAL AREA EVALUATION ****

Decimal fraction soil group A = 0.000

Decimal fraction soil group B = 0.000

Decimal fraction soil group C = 0.000

Decimal fraction soil group D = 1.000

[HIGH DENSITY RESIDENTIAL ]

(24.0 DU/A or Less )

Impervious value, Ai = 0.650

Sub-Area C Value =0.710

Initial subarea total flow distance = 144.000(Ft.)

Highest elevation = 906.460(Ft.)

Lowest elevation = 902.870(Ft.)

Elevation difference = 3.590(Ft.) Slope = 2.493 %

Top of Initial Area Slope adjusted by User to 2.451 %

Bottom of Initial Area Slope adjusted by Userto 2.451 %

INITIAL AREA TIME OF CONCENTRATION CALCULATIONS:

The maximum overland flow distance is 75.00 (Ft)

for the top area slope value of 2.45 %, in a development type of
24.0 DU/A or Less

In Accordance With Figure 3-3

Initial Area Time of Concentration = 4.51 minutes

TC = [1.8%(1.1-C)*distance(Ft.)*.5)/(% slope”(1/3)]

TC =[1.8%(1.1-0.7100)*( 75.0007.5)/( 2.4517(1/3)]= 4.51

The initial area total distance of 144.00 (Ft.) entered leaves a

remaining distance of 69.00 (Ft.)

Using Figure 3-4, the travel time for this distance is 0.85 minutes

for a distance of 69.00 (Ft.) and a slope of 2.45 %

with an elevation difference of 1.69(Ft.) from the end of the top area

Tt = [11.9*length(Mi)*3)/(elevation change(Ft.))]*.385 *60(min/hr)
= 0.848 Minutes

Tt=[(11.9*0.013173)/( 1.69)]*.385= 0.85

Total initial area Ti = 4.51 minutes from Figure 3-3 formula plus
0.85 minutes from the Figure 3-4 formula = 5.36 minutes

Rainfall intensity (I) =  7.560(In/Hr) fora 50.0 year storm

Effective runoff coefficient used for area (Q=KCIA) is C =0.710

Subarea runoff = 1.557(CFS)

Total initial stream area = 0.290(Ac.)

B G o o S e 1
Process from Point/Station ~ 802.000 to Point/Station ~ 803.000
**** IRREGULAR CHANNEL FLOW TRAVEL TIME ****

Estimated mean flow rate at midpoint of channel = 5.796(CFS)
Depth of flow = 0.317(Ft.), Average velocity = 3.979(Ft/s)
FHXXXEX Irregular Channel Data ***##kxkkx

Information entered for subchannel number 1 :
Point number X' coordinate 'Y' coordinate
1 0.00 0.50

1746 Nutmeg Development
Post-Development Poc 1 100 Year
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2 0.00 0.00
3 1.50 0.13
4 23.50 0.50

Manning's 'N' friction factor = 0.013

Sub-Channel flow =  5.796(CFS)

o flow top width = 12.735(Ft.)
' ' velocity= 3.979(Ft/s)

area=  1.457(Sq.Ft)
Froude number = 2.073

Upstream point elevation = 902.870(Ft.)

Downstream point elevation = 898.990(Ft.)

Flow length = 172.000(Ft.)

Travel time = 0.72 min.

Time of concentration = 6.08 min.

Depth of flow = 0.317(Ft.)

Average velocity = 3.979(Ft/s)

Total irregular channel flow = 5.796(CFS)

Irregular channel normal depth above invert elev. = 0.317(Ft.)
Average velocity of channel(s) = 3.979(Ft/s)

Adding area flow to channel

Rainfall intensity (I) =  6.969(In/Hr) fora 50.0 year storm
Decimal fraction soil group A = 0.000

Decimal fraction soil group B = 0.000

Decimal fraction soil group C = 0.500

Decimal fraction soil group D = 0.500

[HIGH DENSITY RESIDENTIAL ]

(24.0DU/Aor Less )

Impervious value, Ai = 0.650

Sub-Area C Value = 0.700

Rainfall intensity = 6.969(In/Hr) for a  50.0 year storm
Effective runoff coefficient used for total area
(Q=KCIA)isC=0.701 CA= 1.431

Subarea runoff = 8.415(CFS) for ~ 1.750(Ac.)

Total runoff = 9.972(CFS) Totalarea=  2.040(Ac.)
Depth of flow = 0.368(Ft.), Average velocity = 4.540(Ft/s)

B o o S L L B ST
Process from Point/Station  803.000 to Point/Station ~ 803.000
**** SUBAREA FLOW ADDITION ****

Rainfall intensity (I) = 6.969(In/Hr) fora 50.0 year storm
Decimal fraction soil group A = 0.000

Decimal fraction soil group B = 0.000

Decimal fraction soil group C = 0.800

Decimal fraction soil group D = 0.200

[LOW DENSITY RESIDENTIAL ]

(1.0 DU/AorLess )

Impervious value, Ai = 0.100

Sub-Area C Value = 0.370

Time of concentration = 6.08 min.

Rainfall intensity = 6.969(In/Hr) for a  50.0 year storm
Effective runoff coefficient used for total area
(Q=KCIA)isC=0.573 CA= 1.907

Subarea runoff = 3.316(CFS) for  1.286(Ac.)

Total runoff = 13.288(CFS) Totalarea=  3.326(Ac.)

S S ST ST ST ST SU BTSSR S S S S S S S S U W ST TS
Process from Point/Station ~ 803.000 to Point/Station =~ 605.000
**** CONFLUENCE OF MINOR STREAMS ****

Along Main Stream number: 1 in normal stream number 2
Stream flow area=  3.326(Ac.)

1746 Nutmeg Development
Post-Development Poc 1 100 Year
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Runoff from this stream =  13.288(CFS)
Time of concentration = 6.08 min.
Rainfall intensity = 6.969(In/Hr)
Summary of stream data:

Stream Flowrate TC Rainfall Intensity
No. (CFS)  (min) (In/Hr)

1 14241 9.93 5.078

2 13.288 6.08 6.969

Qmax(1) =

1.000 * 1.000 * 14.241)+

0.729 * 1.000* 13.288)+= 23.923
Qmax(2) =

1.000 * 0.612* 14.241)+

1.000 * 1.000* 13.288)+=  22.005

Total of 2 streams to confluence:
Flow rates before confluence point:
14.241 13.288
Maximum flow rates at confluence using above data:
23.923  22.005
Area of streams before confluence:
3.750 3.326
Results of confluence:
Total flow rate = 23.923(CFS)
Time of concentration = 9.929 min.
Effective stream area after confluence =  7.076(Ac.)
End of computations, total study area = 7.076 (Ac.)

1746 Nutmeg Development
Post-Development Poc 1 100 Year
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San Diego County Rational Hydrology Program
CIVILCADD/CIVILDESIGN Engineering Software,(c)1991-2014 Version 9.0
Rational method hydrology program based on

San Diego County Flood Control Division 2003 hydrology manual
Rational Hydrology Study Date: 09/24/18

1746 Nutmeg Development
Post-Development Detention Poc 1 100 Year
17046postdevpocl3det.rd3

¥ExxExA*X  Hydrology Study Control Information **¥ %% kx

Program License Serial Number 6332

Rational hydrology study storm event yearis 50.0
English (in-Ib) input data Units used

Map data precipitation entered:

6 hour, precipitation(inches) = 3.000

24 hour precipitation(inches) = 7.000
P6/P24= 42.9%

Adjusted 6 hour precipitation (inches) = 3.150
Adjusted P6/P24 = 45.0%

San Diego hydrology manual 'C' values used

B

Process from Point/Station ~ 606.000 to Point/Station =~ 606.000
**** USER DEFINED FLOW INFORMATION AT A POINT ****

User specified 'C' value of 0.760 given for subarea

Rainfall intensity (I) =  0.649(In/Hr) fora 50.0 year storm
User specified values are as follows:

TC =259.80 min. Rain intensity = 0.65(In/Hr)

Total area = 7.076(Ac.) Total runoff = 11.690(CFS)

End of computations, total study area = 7.076 (Ac.)

1746 Nutmeg Development
Post-Development Detention Poc 1 100 Year
Page 1of 1



San Diego County Rational Hydrology Program
CIVILCADD/CIVILDESIGN Engineering Software,(c)1991-2014 Version 9.0
Rational method hydrology program based on

San Diego County Flood Control Division 2003 hydrology manual
Rational Hydrology Study Date: 09/24/18

17046 Nutmeg Development
Post-Development Poc2 100 Year
17046postpoc2.rd3

¥ExxExA*X Hydrology Study Control Information **¥ %%k

Program License Serial Number 6332

Rational hydrology study storm event yearis 100.0
English (in-Ib) input data Units used

Map data precipitation entered:

6 hour, precipitation(inches) = 3.500

24 hour precipitation(inches) = 7.000
P6/P24= 50.0%

San Diego hydrology manual 'C' values used

a8 B o o B

Process from Point/Station  101.000 to Point/Station =~ 102.000
**%% INITIAL AREA EVALUATION ****

Decimal fraction soil group A = 0.000

Decimal fraction soil group B = 0.000

Decimal fraction soil group C = 0.000

Decimal fraction soil group D = 1.000

[UNDISTURBED NATURAL TERRAIN ]

(Permanent Open Space )

Impervious value, Ai = 0.000

Sub-Area C Value = 0.350

Initial subarea total flow distance = 157.000(Ft.)

Highest elevation = 1080.000(Ft.)

Lowest elevation = 1070.000(Ft.)

Elevation difference = 10.000(Ft.) Slope = 6.369 %

INITIAL AREA TIME OF CONCENTRATION CALCULATIONS:

The maximum overland flow distance is 100.00 (Ft)

for the top area slope value of 6.37 %, in a development type of
Permanent Open Space

In Accordance With Figure 3-3

Initial Area Time of Concentration = 7.28 minutes

TC = [1.8%(1.1-C)*distance(Ft.)*.5)/(% slope”(1/3)]

TC =[1.8%(1.1-0.3500)*( 100.0007.5)/( 6.369/(1/3)]= 7.28

The initial area total distance of 157.00 (Ft.) entered leaves a

remaining distance of 57.00 (Ft.)

Using Figure 3-4, the travel time for this distance is 0.51 minutes

for a distance of 57.00 (Ft.) and a slope of 6.37 %

with an elevation difference of 3.63(Ft.) from the end of the top area

Tt = [11.9*length(Mi)*3)/(elevation change(Ft.))]*.385 *60(min/hr)
= 0.507 Minutes

Tt=[(11.9*0.0108"3)/( 3.63)]*.385= 0.51

Total initial area Ti = 7.28 minutes from Figure 3-3 formula plus
0.51 minutes from the Figure 3-4 formula = 7.79 minutes

17046 Nutmeg Development
Post-Development Poc2 100 Year
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Rainfall intensity (I) =  6.928(In/Hr) fora 100.0 year storm
Effective runoff coefficient used for area (Q=KCIA) is C = 0.350
Subarea runoff = 0.897(CFS)

Total initial stream area = 0.370(Ac.)

FH
Process from Point/Station ~ 102.000 to Point/Station =~ 103.000
**** IRREGULAR CHANNEL FLOW TRAVEL TIME ****

Estimated mean flow rate at midpoint of channel =  3.494(CFS)
Depth of flow = 0.157(Ft.), Average velocity = 2.137(Ft/s)
*EEXEEX |rregular Channel Data **** ¥ %k ¥k

Information entered for subchannel number 1 :
Point number  'X' coordinate 'Y' coordinate

1 0.00 1.00

2 12.00 0.00
3 21.00 0.00
4 27.00 1.00

Manning's 'N' friction factor = 0.090

Sub-Channel flow =  3.494(CFS)

o flow top width = 11.826(Ft.)
' ' velocity= 2.137(Ft/s)

area=  1.635(Sq.Ft)
Froude number=1.013

Upstream point elevation = 1070.000(Ft.)

Downstream point elevation = 884.810(Ft.)

Flow length = 788.000(Ft.)

Travel time = 6.14 min.

Time of concentration = 13.93 min.

Depth of flow = 0.157(Ft.)

Average velocity = 2.137(Ft/s)

Total irregular channel flow = 3.494(CFS)

Irregular channel normal depth above invert elev. = 0.157(Ft.)
Average velocity of channel(s) = 2.137(Ft/s)

Adding area flow to channel

Rainfall intensity (I) =  4.761(In/Hr) fora 100.0 year storm
Decimal fraction soil group A = 0.000

Decimal fraction soil group B = 0.000

Decimal fraction soil group C = 0.200

Decimal fraction soil group D = 0.800

[UNDISTURBED NATURAL TERRAIN ]

(Permanent Open Space )

Impervious value, Ai = 0.000

Sub-Area C Value = 0.340

Rainfall intensity =  4.761(In/Hr) for a 100.0 year storm
Effective runoff coefficient used for total area
(Q=KCIA)isC=0.341 CA= 1.265

Subarea runoff = 5.126(CFS) for  3.340(Ac.)

Total runoff = 6.023(CFS) Totalarea=  3.710(Ac.)
Depth of flow = 0.214(Ft.), Average velocity = 2.570(Ft/s)

S
Process from Point/Station ~ 103.000 to Point/Station ~ 103.000
**** SUBAREA FLOW ADDITION ****

Rainfall intensity (I) = 4.761(In/Hr) fora 100.0 year storm
Decimal fraction soil group A = 0.000

Decimal fraction soil group B = 0.000

Decimal fraction soil group C = 0.000

Decimal fraction soil group D = 1.000

[UNDISTURBED NATURAL TERRAIN ]

17046 Nutmeg Development
Post-Development Poc2 100 Year
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(Permanent Open Space )

Impervious value, Ai = 0.000

Sub-Area C Value = 0.350

Time of concentration = 13.93 min.

Rainfall intensity = 4.761(In/Hr) for a 100.0 year storm
Effective runoff coefficient used for total area
(Q=KCIA)isC=0.342 CA= 1.342

Subarea runoff = 0.367(CFS) for  0.220(Ac.)

Total runoff = 6.390(CFS) Totalarea=  3.930(Ac.)

S
Process from Point/Station ~ 103.000 to Point/Station =~ 103.000
**** CONFLUENCE OF MINOR STREAMS ****

Along Main Stream number: 1 in normal stream number 1
Stream flow area=  3.930(Ac.)

Runoff from this stream = 6.390(CFS)

Time of concentration = 13.93 min.

Rainfall intensity =  4.761(In/Hr)

FH
Process from Point/Station ~ 201.000 to Point/Station =~ 202.000
**%% INITIAL AREA EVALUATION ****

Decimal fraction soil group A = 0.000

Decimal fraction soil group B = 0.000

Decimal fraction soil group C = 1.000

Decimal fraction soil group D = 0.000

[HIGH DENSITY RESIDENTIAL ]

(24.0DU/A or Less )

Impervious value, Ai = 0.650

Sub-Area C Value = 0.690

Initial subarea total flow distance = 107.000(Ft.)

Highest elevation = 906.050(Ft.)

Lowest elevation = 905.330(Ft.)

Elevation difference = 0.720(Ft.) Slope = 0.673 %

Top of Initial Area Slope adjusted by User to 1.364 %

Bottom of Initial Area Slope adjusted by User to 1.364 %

INITIAL AREA TIME OF CONCENTRATION CALCULATIONS:

The maximum overland flow distance is 65.00 (Ft)

for the top area slope value of 1.36 %, in a development type of
24.0 DU/A or Less

In Accordance With Figure 3-3

Initial Area Time of Concentration = 5.37 minutes

TC = [1.8%(1.1-C)*distance(Ft.)*.5)/(% slope”(1/3)]

TC =[1.8%(1.1-0.6900)*( 65.0007.5)/( 1.3647(1/3)]= 5.37

The initial area total distance of 107.00 (Ft.) entered leaves a

remaining distance of 42.00 (Ft.)

Using Figure 3-4, the travel time for this distance is 0.73 minutes

for a distance of 42.00 (Ft.) and a slope of 1.36 %

with an elevation difference of 0.57(Ft.) from the end of the top area

Tt = [11.9*length(Mi)*3)/(elevation change(Ft.))]*.385 *60(min/hr)
= 0.725 Minutes

Tt=[(11.9*0.008073)/( 0.57)]*.385= 0.73

Total initial area Ti = 5.37 minutes from Figure 3-3 formula plus
0.73 minutes from the Figure 3-4 formula = 6.09 minutes

Rainfall intensity (I) =  8.120(In/Hr) fora 100.0 year storm

Effective runoff coefficient used for area (Q=KCIA) is C = 0.690

Subarea runoff = 1.513(CFS)

Total initial stream area = 0.270(Ac.)

FH
Process from Point/Station ~ 202.000 to Point/Station =~ 203.000

17046 Nutmeg Development
Post-Development Poc2 100 Year
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***% PIPEFLOW TRAVEL TIME (Program estimated size) ****

Upstream point/station elevation = 892.900(Ft.)
Downstream point/station elevation = 892.300(Ft.)
Pipe length = 157.00(Ft.) Slope = 0.0038 Manning's N = 0.013
No. of pipes =1 Required pipe flow = 1.513(CFS)
Nearest computed pipe diameter = 12.00(In.)
Calculated individual pipe flow = 1.513(CFS)
Normal flow depth in pipe = 7.30(In.)

Flow top width inside pipe = 11.71(In.)

Critical Depth = 6.25(In.)

Pipe flow velocity = 3.02(Ft/s)

Travel time through pipe = 0.87 min.

Time of concentration (TC) =  6.96 min.

B G o i B R 1
Process from Point/Station ~ 203.000 to Point/Station ~ 203.000
**** SUBAREA FLOW ADDITION ***x*

Rainfall intensity (I) =  7.452(In/Hr) fora 100.0 year storm
Decimal fraction soil group A = 0.000

Decimal fraction soil group B = 0.000

Decimal fraction soil group C = 1.000

Decimal fraction soil group D = 0.000

[HIGH DENSITY RESIDENTIAL ]

(24.0 DU/A or Less )

Impervious value, Ai = 0.650

Sub-Area C Value = 0.690

Time of concentration = 6.96 min.

Rainfall intensity = 7.452(In/Hr) for a 100.0 year storm
Effective runoff coefficient used for total area
(Q=KCIA)isC=0.690 CA= 0.359

Subarea runoff = 1.161(CFS) for  0.250(Ac.)

Total runoff = 2.674(CFS) Totalarea=  0.520(Ac.)

e
Process from Point/Station ~ 203.000 to Point/Station ~ 204.000
***% PIPEFLOW TRAVEL TIME (User specified size) ¥***

Upstream point/station elevation = 892.300(Ft.)
Downstream point/station elevation = 891.500(Ft.)
Pipe length = 166.00(Ft.) Slope = 0.0048 Manning's N =0.013
No. of pipes =1 Required pipe flow = 2.674(CFS)
Given pipe size = 18.00(In.)

Calculated individual pipe flow = 2.674(CFS)
Normal flow depth in pipe = 7.54(In.)

Flow top width inside pipe = 17.76(In.)

Critical Depth = 7.44(In.)

Pipe flow velocity = 3.81(Ft/s)

Travel time through pipe = 0.73 min.

Time of concentration (TC) =  7.68 min.

B o o o S o 1
Process from Point/Station ~ 204.000 to Point/Station ~ 204.000
**** SUBAREA FLOW ADDITION ****

Rainfall intensity (I) = 6.990(In/Hr) for a 100.0 year storm
Decimal fraction soil group A = 0.000

Decimal fraction soil group B = 0.000

Decimal fraction soil group C = 1.000

Decimal fraction soil group D = 0.000

[HIGH DENSITY RESIDENTIAL ]

(24.0 DU/A or Less )

17046 Nutmeg Development
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Impervious value, Ai = 0.650

Sub-Area C Value = 0.690

Time of concentration = 7.68 min.

Rainfall intensity = 6.990(In/Hr) for a 100.0 year storm
Effective runoff coefficient used for total area
(Q=KCIA)isC=0.690 CA= 0.690

Subarea runoff = 2.149(CFS) for  0.480(Ac.)

Total runoff = 4.823(CFS) Totalarea=  1.000(Ac.)

B I o o L o T T T o o T S S RS
Process from Point/Station ~ 204.000 to Point/Station ~ 205.000
**%X PIPEFLOW TRAVEL TIME (User specified size) ****

Upstream point/station elevation = 891.500(Ft.)
Downstream point/station elevation = 891.200(Ft.)
Pipe length = 46.00(Ft.) Slope = 0.0065 Manning's N =0.013
No. of pipes =1 Required pipe flow = 4.823(CFS)
Given pipe size = 18.00(In.)

Calculated individual pipe flow = 4.823(CFS)
Normal flow depth in pipe = 9.73(In.)

Flow top width inside pipe = 17.94(In.)

Critical Depth = 10.14(In.)

Pipe flow velocity =  4.96(Ft/s)

Travel time through pipe = 0.15 min.

Time of concentration (TC) =  7.84 min.

S S ST ST ST TS SUBTBBSSSS SBUS  S  S U W ATATAY
Process from Point/Station ~ 205.000 to Point/Station =~ 206.000
**** SUBAREA FLOW ADDITION ****

Rainfall intensity (I) =  6.901(In/Hr) fora 100.0 year storm
Decimal fraction soil group A = 0.000

Decimal fraction soil group B = 0.000

Decimal fraction soil group C = 1.000

Decimal fraction soil group D = 0.000

[MEDIUM DENSITY RESIDENTIAL ]

(14.5DU/A or Less )

Impervious value, Ai = 0.500

Sub-Area C Value = 0.600

Time of concentration = 7.84 min.

Rainfall intensity = 6.901(In/Hr) for a 100.0 year storm
Effective runoff coefficient used for total area

(Q=KCIA)is C=0.676 CA= 0.803

Subarea runoff = 0.721(CFS) for  0.189(Ac.)

Total runoff = 5.544(CFS) Totalarea=  1.189(Ac.)

B E G o i S R 1
Process from Point/Station ~ 206.000 to Point/Station =~ 206.000
**** SUBAREA FLOW ADDITION ****

Rainfall intensity (I) = 6.901(In/Hr) for a 100.0 year storm
Decimal fraction soil group A = 0.000

Decimal fraction soil group B = 0.000

Decimal fraction soil group C = 1.000

Decimal fraction soil group D = 0.000

[HIGH DENSITY RESIDENTIAL ]

(43.0DU/Aor Less )

Impervious value, Ai = 0.800

Sub-Area C Value = 0.780

Time of concentration = 7.84 min.

Rainfall intensity = 6.901(In/Hr) for a 100.0 year storm
Effective runoff coefficient used for total area
(Q=KCIA)isC=0.702 CA= 1.115

17046 Nutmeg Development
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Subarea runoff = 2.153(CFS) for  0.400(Ac.)
Total runoff = 7.697(CFS) Totalarea=  1.589(Ac.)

B G r o i o S 1
Process from Point/Station  206.000 to Point/Station ~ 103.000
***% PIPEFLOW TRAVEL TIME (User specified size) ¥***

Upstream point/station elevation = 891.200(Ft.)
Downstream point/station elevation = 884.810(Ft.)
Pipe length = 10.00(Ft.) Slope = 0.6390 Manning's N =0.013
No. of pipes =1 Required pipe flow = 7.697(CFS)
Given pipe size = 24.00(In.)

Calculated individual pipe flow = 7.697(CFS)
Normal flow depth in pipe = 3.38(In.)

Flow top width inside pipe = 16.69(In.)

Critical Depth = 11.83(In.)

Pipe flow velocity =  28.59(Ft/s)

Travel time through pipe = 0.01 min.

Time of concentration (TC) =  7.84 min.

FH
Process from Point/Station ~ 103.000 to Point/Station =~ 103.000
**** SUBAREA FLOW ADDITION ****

Rainfall intensity (I) =  6.897(In/Hr) fora 100.0 year storm
Decimal fraction soil group A = 0.000

Decimal fraction soil group B = 0.000

Decimal fraction soil group C = 1.000

Decimal fraction soil group D = 0.000

[HIGH DENSITY RESIDENTIAL ]

(43.0DU/Aor Less )

Impervious value, Ai = 0.800

Sub-Area C Value = 0.780

Time of concentration = 7.84 min.

Rainfall intensity = 6.897(In/Hr) for a 100.0 year storm
Effective runoff coefficient used for total area
(Q=KCIA)isC=0.715 CA= 1.367

Subarea runoff = 1.729(CFS) for  0.322(Ac.)

Total runoff = 9.425(CFS) Totalarea=  1.911(Ac.)

e
Process from Point/Station ~ 103.000 to Point/Station ~ 103.000
**** CONFLUENCE OF MINOR STREAMS ****

Along Main Stream number: 1 in normal stream number 2
Stream flow area= 1.911(Ac.)

Runoff from this stream = 9.425(CFS)

Time of concentration = 7.84 min.

Rainfall intensity =  6.897(In/Hr)

Summary of stream data:

Stream Flowrate TC Rainfall Intensity
No. (CFS)  (min) (In/Hr)

1 6.390 13.93 4.761

2 9.425 7.84 6.897

Qmax(1) =

1.000 * 1.000 * 6.390) +

0.690 * 1.000* 9.425)+= 12.896
Qmax(2) =

1.000 * 0.563* 6.390) +

1.000* 1.000* 9.425)+= 13.022

17046 Nutmeg Development
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Total of 2 streams to confluence:
Flow rates before confluence point:
6.390 9.425
Maximum flow rates at confluence using above data:
12.896  13.022
Area of streams before confluence:
3.930 1.911
Results of confluence:
Total flow rate = 13.022(CFS)
Time of concentration = 7.844 min.
Effective stream area after confluence =  5.841(Ac.)
End of computations, total study area = 5.841 (Ac.)
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San Diego County Rational Hydrology Program
CIVILCADD/CIVILDESIGN Engineering Software,(c)1991-2014 Version 9.0
Rational method hydrology program based on

San Diego County Flood Control Division 2003 hydrology manual
Rational Hydrology Study Date: 09/25/18

17046 Nutmeg Development
Post-Development Poc2 100 Year
17046postpoc2det.rd3

¥ExxExA*X Hydrology Study Control Information **¥ %%k

Program License Serial Number 6332

Rational hydrology study storm event yearis 100.0
English (in-Ib) input data Units used

Map data precipitation entered:

6 hour, precipitation(inches) = 3.500

24 hour precipitation(inches) = 7.000
P6/P24= 50.0%

San Diego hydrology manual 'C' values used

a8 B o o B

Process from Point/Station ~ 103.000 to Point/Station ~ 103.000
**** USER DEFINED FLOW INFORMATION AT A POINT ****

User specified 'C' value of 0.700 given for subarea

Rainfall intensity (I) = 0.728(In/Hr) for a 100.0 year storm
User specified values are as follows:

TC = 256.20 min. Rainintensity= 0.73(In/Hr)

Total area = 6.350(Ac.) Total runoff = 3.521(CFS)

End of computations, total study area = 6.350 (Ac.)

17046 Nutmeg Development
Post-Development Poc2 100 Year
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San Diego County Rational Hydrology Program
CIVILCADD/CIVILDESIGN Engineering Software,(c)1991-2014 Version 9.0
Rational method hydrology program based on

San Diego County Flood Control Division 2003 hydrology manual
Rational Hydrology Study Date: 09/24/18

17046 Nutmeg Development
Post-Development Poc 3 100 Year
postdevpocl3.rd3

FExxExA*X Hydrology Study Control Information ** %%k

Program License Serial Number 6332

Rational hydrology study storm event yearis 100.0
English (in-Ib) input data Units used

Map data precipitation entered:

6 hour, precipitation(inches) = 3.500

24 hour precipitation(inches) = 7.000
P6/P24= 50.0%

San Diego hydrology manual 'C' values used

a8 o o L

Process from Point/Station  301.000 to Point/Station ~ 302.000
**%% INITIAL AREA EVALUATION ****

Decimal fraction soil group A = 0.000

Decimal fraction soil group B = 0.000

Decimal fraction soil group C = 1.000

Decimal fraction soil group D = 0.000

[HIGH DENSITY RESIDENTIAL ]

(24.0DU/A or Less )

Impervious value, Ai = 0.650

Sub-Area C Value = 0.690

Initial subarea total flow distance = 122.000(Ft.)

Highest elevation = 903.520(Ft.)

Lowest elevation = 903.220(Ft.)

Elevation difference = 0.300(Ft.) Slope = 0.246 %

INITIAL AREA TIME OF CONCENTRATION CALCULATIONS:

The maximum overland flow distance is 50.00 (Ft)

for the top area slope value of 0.25 %, in a development type of
24.0 DU/A or Less

In Accordance With Figure 3-3

Initial Area Time of Concentration = 8.33 minutes

TC = [1.8%(1.1-C)*distance(Ft.)*.5)/(% slope”(1/3)]

TC =[1.8%(1.1-0.6900)*( 50.0007.5)/( 0.246”(1/3)]= 8.33

The initial area total distance of 122.00 (Ft.) entered leaves a

remaining distance of 72.00 (Ft.)

Using Figure 3-4, the travel time for this distance is 2.12 minutes

for a distance of 72.00 (Ft.) and a slope of 0.25 %

with an elevation difference of 0.18(Ft.) from the end of the top area

Tt = [11.9*length(Mi)*3)/(elevation change(Ft.))]*.385 *60(min/hr)
= 2.124 Minutes

Tt=[(11.9*0.0136"3)/( 0.18)]*.385= 2.12

Total initial area Ti = 8.33 minutes from Figure 3-3 formula plus
2.12 minutes from the Figure 3-4 formula = 10.45 minutes

17046 Nutmeg Development
Post-Development Poc 3 100 Year

Page 1 of 4



Rainfall intensity (I) =  5.731(In/Hr) fora 100.0 year storm
Effective runoff coefficient used for area (Q=KCIA) is C = 0.690
Subarea runoff = 0.870(CFS)

Total initial stream area = 0.220(Ac.)

FH
Process from Point/Station  302.000 to Point/Station ~ 303.000
**** IRREGULAR CHANNEL FLOW TRAVEL TIME ****

Estimated mean flow rate at midpoint of channel = 1.904(CFS)
Depth of flow = 0.158(Ft.), Average velocity = 3.252(Ft/s)
*EEXEEX |rregular Channel Data **** ¥ %k ¥k

Information entered for subchannel number 1 :
Point number  'X' coordinate 'Y' coordinate

1 0.00 0.50
2 0.00 0.00
3 23.50 0.50

Manning's 'N' friction factor = 0.013

Sub-Channel flow =  1.904(CFS)

o flow top width = 7.418(Ft.)
' ' velocity= 3.252(Ft/s)

v area=  0.585(Sq.Ft)

v Froude number = 2.040

Upstream point elevation = 903.220(Ft.)

Downstream point elevation = 899.480(Ft.)

Flow length = 152.000(Ft.)

Travel time = 0.78 min.

Time of concentration = 11.23 min.

Depth of flow = 0.158(Ft.)

Average velocity = 3.252(Ft/s)

Total irregular channel flow = 1.904(CFS)

Irregular channel normal depth above invert elev. = 0.158(Ft.)
Average velocity of channel(s) = 3.252(Ft/s)

Adding area flow to channel

Rainfall intensity (I) =  5.471(In/Hr) fora 100.0 year storm
Decimal fraction soil group A = 0.000

Decimal fraction soil group B = 0.000

Decimal fraction soil group C = 1.000

Decimal fraction soil group D = 0.000

[HIGH DENSITY RESIDENTIAL ]

(24.0DU/Aor Less )

Impervious value, Ai = 0.650

Sub-Area C Value = 0.690

Rainfall intensity = 5.471(In/Hr) for a 100.0 year storm
Effective runoff coefficient used for total area
(Q=KCIA)isC=0.690 CA= 0.524

Subarea runoff = 1.999(CFS) for  0.540(Ac.)

Total runoff = 2.869(CFS) Totalarea=  0.760(Ac.)
Depth of flow = 0.184(Ft.), Average velocity = 3.604(Ft/s)

B o o L T R S R h p o o T W SRS
Process from Point/Station  303.000 to Point/Station ~ 304.000
**%X PIPEFLOW TRAVEL TIME (User specified size) ****

Upstream point/station elevation = 895.700(Ft.)

Downstream point/station elevation = 895.600(Ft.)

Pipe length = 41.00(Ft.) Slope = 0.0024 Manning's N =0.013
No. of pipes = 1 Required pipe flow = 2.869(CFS)

Given pipe size = 18.00(In.)

Calculated individual pipe flow = 2.869(CFS)

Normal flow depth in pipe = 9.56(In.)

17046 Nutmeg Development
Post-Development Poc 3 100 Year
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Flow top width inside pipe = 17.96(In.)
Critical Depth = 7.72(In.)

Pipe flow velocity = 3.01(Ft/s)

Travel time through pipe = 0.23 min.
Time of concentration (TC) = 11.46 min.

B o o o S RS e
Process from Point/Station  304.000 to Point/Station ~ 305.000
**** IRREGULAR CHANNEL FLOW TRAVEL TIME ****

Estimated mean flow rate at midpoint of channel =  3.851(CFS)
Depth of flow = 0.237(Ft.), Average velocity = 4.075(Ft/s)
FHXXXEX Irregular Channel Data ***###xkkx

Information entered for subchannel number 1 :
Point number  'X'coordinate 'Y' coordinate

1 0.00 0.50
2 0.00 0.00
3 1.50 0.13
4 42.00 0.50

Manning's 'N' friction factor = 0.013

Sub-Channel flow =  3.851(CFS)
v flow top width = 13.642(Ft.)
' ' velocity= 4.075(Ft/s)
o area=  0.945(Sq.Ft)
v Froude number=2.729

Upstream point elevation = 895.600(Ft.)

Downstream point elevation = 891.940(Ft.)

Flow length = 80.000(Ft.)

Travel time = 0.33 min.

Time of concentration = 11.79 min.

Depth of flow = 0.237(Ft.)

Average velocity = 4.075(Ft/s)

Total irregular channel flow = 3.851(CFS)

Irregular channel normal depth above invert elev. = 0.237(Ft.)
Average velocity of channel(s) = 4.075(Ft/s)

Adding area flow to channel

Rainfall intensity (I) = 5.304(In/Hr) for a 100.0 year storm
Decimal fraction soil group A = 0.000

Decimal fraction soil group B = 0.000

Decimal fraction soil group C = 1.000

Decimal fraction soil group D = 0.000

[HIGH DENSITY RESIDENTIAL ]

(24.0DU/Aor Less )

Impervious value, Ai = 0.650

Sub-Area C Value = 0.690

Rainfall intensity =  5.304(In/Hr) for a 100.0 year storm
Effective runoff coefficient used for total area
(Q=KCIA)isC=0.690 CA= 0.897

Subarea runoff = 1.889(CFS) for  0.540(Ac.)

Total runoff = 4.758(CFS) Totalarea=  1.300(Ac.)
Depth of flow = 0.249(Ft.), Average velocity = 4.283(Ft/s)

S S TS ST SY ST BTSSR S S S S S W W AT TS
Process from Point/Station  305.000 to Point/Station ~ 305.000
**** SUBAREA FLOW ADDITION ****

Rainfall intensity (I) =  5.304(In/Hr) fora 100.0 year storm
Decimal fraction soil group A = 0.000
Decimal fraction soil group B = 0.000
Decimal fraction soil group C = 1.000
Decimal fraction soil group D = 0.000

17046 Nutmeg Development
Post-Development Poc 3 100 Year
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[HIGH DENSITY RESIDENTIAL ]

(24.0DU/A or Less )

Impervious value, Ai = 0.650

Sub-Area C Value = 0.690

Time of concentration = 11.79 min.

Rainfall intensity = 5.304(In/Hr) for a 100.0 year storm
Effective runoff coefficient used for total area
(Q=KCIA)isC=0.690 CA= 0.959

Subarea runoff = 0.329(CFS) for  0.090(Ac.)

Total runoff = 5.087(CFS) Totalarea=  1.390(Ac.)

S S TS ST ST BTSSR S S S S S U W T TS
Process from Point/Station ~ 305.000 to Point/Station ~ 305.000
**** SUBAREA FLOW ADDITION ****

Rainfall intensity (I) =  5.304(In/Hr) fora 100.0 year storm
Decimal fraction soil group A = 0.000

Decimal fraction soil group B = 0.000

Decimal fraction soil group C = 1.000

Decimal fraction soil group D = 0.000

[HIGH DENSITY RESIDENTIAL ]

(24.0 DU/A or Less )

Impervious value, Ai = 0.650

Sub-Area C Value = 0.690

Time of concentration = 11.79 min.

Rainfall intensity =  5.304(In/Hr) for a 100.0 year storm
Effective runoff coefficient used for total area

(Q=KCIA)is C=0.690 CA= 1.063

Subarea runoff = 0.549(CFS) for  0.150(Ac.)

Total runoff = 5.636(CFS) Totalarea=  1.540(Ac.)

B G r o B R 1
Process from Point/Station  305.000 to Point/Station ~ 305.000
**** SUBAREA FLOW ADDITION ****

Rainfall intensity (I) = 5.304(In/Hr) for a 100.0 year storm
Decimal fraction soil group A = 0.000

Decimal fraction soil group B = 0.000

Decimal fraction soil group C =0.100

Decimal fraction soil group D = 0.900

[UNDISTURBED NATURAL TERRAIN ]

(Permanent Open Space )

Impervious value, Ai = 0.000

Sub-Area C Value = 0.345

Time of concentration = 11.79 min.

Rainfall intensity = 5.304(In/Hr) for a 100.0 year storm
Effective runoff coefficient used for total area
(Q=KCIA)isC=0.574 CA= 1.332

Subarea runoff = 1.427(CFS) for  0.780(Ac.)

Total runoff = 7.063(CFS) Totalarea=  2.320(Ac.)
End of computations, total study area = 2.320 (Ac.)

17046 Nutmeg Development
Post-Development Poc 3 100 Year
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ATTACHMENT H
POST DEVELOPED HYDROLOGY MAP
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ATTACHMENT I
HYDRAULIC CALCULATIONS



Hydrology Study

I1. Purpose of Hydraulic Calculations

The purpose of the Hydraulic calculations in this section is to show the HGL
and flowlines of the proposed storm drain pipes and structures falls within
tolerance of the available Q100 flows and adequately sized.

I12. Methodology of Hydraulic Calculation

= Pipe Flow

HGL Down

o Hydraflow Storm Sewers Extension computes the hydraulic

grade line using a method that is similar to the method used
for computing open channels. The application begins
computing at the most downstream line and works in a
standard step procedure in an upstream direction. This
method assumes the starting hydraulic grade line elevation,
HGL, is known. For more information, see Computing the
System. Hydraflow Storm Sewers Extension assumes an
upstream HGL for a given line and then checks the energy
equation. If the energy equation does not balance, another
HGL is assumed and the iterative process continues until
the assumed HGL equals the computed HGL. The starting
downstream HGL for the next upstream line is based on the
computed HGL plus any junction (minor) loss.

If the starting HGL at the downstream end of any line
(except outfalls) is below the Minimum Starting Depth that
was set in the Design Codes, Hydraflow Storm Sewers
Extension automatically change the HGL to the Minimum
Starting Depth.

Hydraflow Storm Sewers Extension computes the HGL for
any given line at three places:

Represents the downstream end of the line. At the beginning
of an outfall there is a user-defined elevation which can be a
known elevation, Crown, Normal Depth (dc + D)/2, or
Critical Depth. At all other lines it is equal to the HGL Junct
of its downstream line. However, if the energy grade line
(EGL Dn) is less than the energy grade line (EGL) in the
downstream junction (EGL Junct), the HGL Down is reset
to the EGL Junct minus the velocity head. This prevents an
increase of energy in the downstream direction if you have
selected Correct EGL Discrepancies in the Design Codes
dialog box. If the starting HGL is below the Minimum
Starting Depth that you specified in the Design Codes,
Hydraflow Storm Sewers Extension automatically changes
the HGL to the Minimum Starting Depth.
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HGL Up Represents the upstream end of the pipe and is computed
using the Standard Step Method. If you select the option
Check For Inlet Control on the Calculations tab in the
Design Codes dialog box, and the line is flowing under inlet
control, the HGL Up is equal to the HGL Junct minus the
upstream velocity head.

HGL Junct Represents the junction at the upstream end of each Line,
and is equal to the HGL Up plus any minor or junction loss.
If you select the option Check For Inlet Control on the
Calculations tab in the Design Codes dialog box, and the
line is flowing under inlet control, the HGL Junct is equal to
the depth determined by the Inlet Control procedure.

The energy grade line (EGL) is computed as the HGL plus
velocity head. If the line is flowing under inlet control,
velocity at this point is zero and the EGL equals HGL.

= Critical Depth

Critical depth is computed using the following equation:

e - (32)x &

Where:
Dc = Ceritical depth
D = Pipe diameter

Q = Flow rate
Note

If Dc is greater than 85% of D, then a trial-and-error method is used to find
the minimum specific energy, for example the critical depth. For more
information please refer to Open Channel Hydraulics, McGraw - Hill,
1985, by Richard H. French.

=  Junction Losses

Junction losses are computed using the following equation:

2
Junctionloss = k(:—g)

Where:
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k = Coefficient
V = Velocity of flow exiting the junction

Junction losses are not computed for lines at critical depth or lines that flow
under inlet control.

=  Junction Loss Coefficients

Hydraflow Storm Sewers Extension automatically computes and assigns
junction loss coefficients based on the junction configuration when you
specify Automatic in the Design Codes - Calculations tab. Coefficients are
selected based on data adapted from FHWA HEC No. 22. These selected
coefficients are based on the angle of the lines entering the junction at its
upstream end.

For angles less than 90 degrees, Hydraflow Storm Sewers Extension uses
the following equation to compute junction loss coefficients K:

90—DeflectionAngle)2

K=[1-(
90

If the junction is an inlet, K is multiplied by 1.5. K is never less than 0.15

for Manholes, or 0.50 for Inlets. For angles greater than or equal to 90,

Inlets K = 1.5, and Manholes K = 1.00. For Lines at ends of a branch, K =

1.00

A conservative value for this coefficient is 1.0, which assumes all of the
velocity head is lost at the manhole, and the junction is simply a reservoir
being fed by any incoming lines. The incoming velocity is lost and
converted to static head.

= Supercritical Flow

Hydraflow Storm Sewers Extension can automatically compute
supercritical flow profiles with hydraulic jumps. If the energy equation
does not balance, Hydraflow Storm Sewers Extension initially assumes
critical depth and proceeds to the next upstream line. When the subcritical
profile is finished, the calculation procedure is reversed for any lines with
critical depth assumed at their upstream ends, (from upstream to
downstream), and computes the supercritical profile.

= Hydraulic Jump

The Momentum Principle is used to determine the depths and locations of
hydraulic jumps. At each step (one tenth of the line length) during
supercritical flow calculations, the momentum is computed and compared
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to the momentum developed during the subcritical profile calculations. If
the two momentums are equal, then a hydraulic jump must occur.

Note:

There are some situations when a hydraulic jump does not exist or when it
is submerged.

The following condition must be satisfied to determine a hydraulic jump:

Momentum (M) of the subcritical profile equals the momentum of the
supercritical profile.

M1 = M2

Where:

Q =Flow rate

A = Cross-sectional area of flow

Y = Distance from the water surface to the centroid of A

The location of the jump is the point along the line when M1 = M2, and is
reported as the distance from the downstream end of the line. The length
of the jump is difficult to determine, especially in circular sections. A
generally acceptable jump length is between 4 and 6 times the sequent
depth. Hydraflow Storm Sewers Extension assumes 5 for the jump length.

The following illustration shows the computation of supercritical flow
profiles with hydraulic jumps. The dotted line represents the energy grade
line (EGL).

= Inlet Control

Inlet and outlet control is often a misunderstood concept in storm sewer
hydraulics. Inlet control occurs when it is more difficult for the flow to
enter the pipe than to move through the pipe. The critical factors during
inlet control are the cross-sectional area of the pipe and the inlet geometry.
The roughness coefficient, pipe length, and slope are not necessary.

Outlet control occurs when it is more difficult for the flow to move
through the pipe than to enter the pipe. The solution is to compute the
HGL assuming both exist, and then selecting the larger of the two.

You can check HGL calculations for inlet control on all junctions except
for No Junction types. One calculation method is derived from HDS-5
Hydraulic design of Highway Culverts, and the other is the standard
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orifice equation. If the computed HGL for inlet control is greater than the
computed HGL (outlet control), then the HGL Junct is set equal to the
inlet control value. When inlet control is used, the minor loss (junction
loss) is not computed.

The standard orifice equation used is:
Q = CoA/2gh

Where:
Co = Orifice coefficient = 0.62
A = Cross-sectional area of flow in sqft (sqm)

h = Headwater depth to the center of A in ft (m)

Note

This is the default equation used when working in SI units.
=  Flow Under Inlet Control

The HDS-5 method uses the following inlet control equation:

2
Hdi = D X

Q
CX(A\/E) +Y .55]
Where:
Hdi = Headwater depth above invert
D = Line Rise, ft
¢ =0.0398 (Coeft. for square edged circular section)
Q = Flow rate, cfs
A = Full cross-sectional area of pipe, sqft
Y = Coeff. 0.67
S = Line slope, ft/ft

This equation only applies when Q/ADO.5 is greater than or equal to 4.0.
Note
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Inlet control is only considered when you select the Check for Inlet
Control option on the Calculations tab in the Design Codes dialog box. If
this option is not selected then inlet control is not evaluated.
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13. Calculations from Hydraulics Software



Hydrograph Report

Hydraflow Hydrographs Extension for Autodesk® Civil 3D® 2019 by Autodesk, Inc. v2020

Hyd. No. 1

Basin H

Hydrograph type
Storm frequency

Time interval

10 min

Manual
100 yrs

Peak discharge
Time to peak
Hyd. volume

Tuesday, 09 /25/2018

23.92 cfs
417 hrs
58,152 cuft

Hydrograph Discharge Table

Time -- Outflow
cfs)

(hrs

0.17
0.33
0.50
0.67
0.83

1.00

1.33
1.50
1.67
1.83
2.00
217
2.33
2.50
2.67
2.83
3.00
3.17
3.33

3.50

1.000

1.000

1.000

1.000

1.100

1.100

1.200

1.200

1.300

1.300

1.400

1.400

1.500

1.600

1.700

1.800

2.000

2.100

2.400

2.600

3.200

3.67

3.83

4.00

417

4.33

4.50

4.67

4.83

5.00

5.17

5.33

5.50

5.67

5.83

6.00

...End

Time -- Outflow
(hrs

cfs)

3.700
5.400
10.80

23.92

4.300
2.900
2.300
1.900
1.600
1.500
1.300
1.200
1.100
1.100

1.000

( Printed values >= 1.00% of Qp.)
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Hydraflow Hydrographs Extension for Autodesk® Civil 3D® 2019 by Autodesk, Inc. v2020

Hyd. No. 2

<no description>

Hydrograph type
Storm frequency
Time interval
Inflow hyd. No.
Max. Elevation

Reservoir
100 yrs

10 min
1-BasinH

= 899.79 ft

Peak discharge
Time to peak
Hyd. volume
Reservoir name
Max. Storage

Tuesday, 09 /25/2018

6.035 cfs
4.33 hrs
58,143 cuft
BMP-H
25,105 cuft

Storage Indication method used.

Hydrograph Discharge Table

Time Inflow
(hrs) cfs

0.17 1.000
0.33 1.000
0.50 1.000
0.67 1.000
0.83 1.100
1.00 1.100
1.17 1.200
1.33 1.200
1.50 1.300
1.67 1.300
1.83 1.400
2.00 1.400
217 1.500
2.33 1.600
2.50 1.700
2.67 1.800
2.83 2.000
3.00 2.100
3.17 2.400
3.33 2.600

Elevation

ft

890.11

890.28

890.38

890.44

890.47

890.49

890.33

890.45

890.66

890.69

890.72

890.74

890.76

890.79

890.82

890.86

890.91

890.96

891.03

891.11

CivA
cfs

ClvB CivC
cfs cfs

37.33

37.33

37.33

37.33

37.33

37.33

37.33

37.33

37.33

37.33

37.33

37.33

37.33

37.33

37.33

37.33

37.33

37.33

37.33

37.33

PfRsr
cfs

WrA WrB
cfs cfs

WrC WrD

cfs

( Printed values >= 1.00% of Qp.)

Exfil
cfs

Outflow

cfs cfs

0.069

0.403

0.677

0.822

0.888

0.936

0.544

0.848

0.998

1.100

1.179

1.243

1.303

1.369

1.431

1.479

1.537

1.596

1.669

1.757

Continues on next page...



<no description>

Hydrograph Discharge Table

Time
(hrs)

3.50
3.67
3.83
4.00
417

4.33

4.50
4.67
4.83
5.00
5.17
5.33
5.50
5.67
5.83
6.00
6.17
6.33
6.50
6.67
6.83
7.00
7.17
7.33
7.50
7.67

7.83

Inflow

cfs

3.200

3.700

5.400

10.80

23.92

4.300

2.900

2.300

1.900

1.600

1.500

1.300

1.200

1.100

1.100

1.000

0.000

0.000

0.000

0.000

0.000

0.000

0.000

0.000

0.000

0.000

0.000

<<

ft

891.23

891.39

891.62

892.16

893.57

898.78

896.67

894.61

894.13

893.85

893.59

893.38

893.16

892.96

892.77

892.59

892.37

892.13

891.89

891.67

891.46

891.26

891.06

890.89

890.71

890.41

890.48

Elevation

<<

Civ A
cfs

37.33

37.33

37.33

37.33

37.33

37.33

37.33

37.33

37.33

37.33

37.33

37.33

37.33

37.33

37.33

37.33

37.33

37.33

37.33

37.33

37.33

37.33

37.33

37.33

37.33

37.33

37.33

ClvB CilvC PfRsr

cfs

1.871

2.016

2.216

2.614

3.445

5.518

4.782

3.944

3.723

3.585

3.456

3.343

3.224

3.113

3.002

2.893

2.756

2.589

2.423

2.252

2.078

1.896

1.705

1.511

1.173

0.753

0.909

cfs

cfs

WrA WrB WrC WrD Exfil

cfs

cfs

cfs

Outflow
cfs cfs cfs

---------- 1.871
---------- 2.016
---------- 2.216
---------- 2.614
---------- 3.445

---------- 6.035

---------- 4.782
---------- 3.944
---------- 3.723
---------- 3.585
---------- 3.456
---------- 3.343
---------- 3.224
---------- 3.113
---------- 3.002
---------- 2.893
---------- 2.756
---------- 2.589
---------- 2.423
---------- 2.252
---------- 2.078
---------- 1.896
---------- 1.705
---------- 1.511
---------- 1.173
---------- 0.753

---------- 0.909

Continues on next page...



<no description>

Hydrograph Discharge Table

Time
(hrs)

8.00
8.17
8.33
8.50
8.67

8.83

...End

Inflow
cfs

0.000

0.000

0.000

0.000

0.000

0.000

Elevation

ft
890.34
890.24
890.18
890.15
890.12

890.10

Civ A
cfs

37.33

37.33

37.33

37.33

37.33

37.33

ClvB CilvC PfRsr

cfs

0.555

0.309

0.189

0.127

0.090

0.067

cfs

cfs

WrA WrB WrC WrD

cfs

cfs

cfs

cfs

Exfil
cfs

Outflow
cfs

0.554

0.309

0.189

0.127

0.090

0.067



Pond Report

5

Hydraflow Hydrographs Extension for Autodesk® Civil 3D® 2019 by Autodesk, Inc. v2020
Pond No. 1 - BMP-H

Pond Data

Tuesday, 09 /25/2018

UG Chambers -Invert elev. = 890.00 ft, Rise x Span = 4.50 x 4.50 ft, Barrel Len = 360.00 ft, No. Barrels =4, Slope = 0.00%, Headers = No
Contours -User-defined contour areas. Conic method used for volume calculation. Begining Elevation = 899.99 ft

Stage / Storage Table

Stage (ft) Elevation (ft) Contour area (sqft) Incr. Storage (cuft) Total storage (cuft)

0.00 890.00 n/a 0 0

0.45 890.45 n/a 1,195 1,195

0.90 890.90 n/a 2,069 3,263

1.35 891.35 n/a 2,519 5,783

1.80 891.80 n/a 2,775 8,557

2.25 892.25 n/a 2,899 11,456

2.70 892.70 n/a 2,899 14,355

3.15 893.15 n/a 2,774 17,129

3.60 893.60 n/a 2,518 19,647

4.05 894.05 n/a 2,070 21,716

4.50 894.50 n/a 1,190 22,907

17.99 899.99 1,543 6,935 29,842

18.49 900.49 1,799 834 30,677

18.99 900.99 2,364 1,037 31,714
Culvert / Orifice Structures Weir Structures

[A] [B] [C] [PrfRsr] [A] [B] [C] [D]

Rise (in) = 18.00 6.00 6.00 0.00 Crest Len (ft) = 12.00 0.00 0.00 0.00
Span (in) = 18.00 6.00 6.00 0.00 Crest El. (ft) = 901.00 0.00 0.00 0.00
No. Barrels =1 2 4 0 Weir Coeff. = 3.33 3.33 3.33 3.33
Invert El. (ft) = 870.00 890.00 899.00 0.00 Weir Type =1
Length (ft) = 18.00 0.50 0.50 0.00 Multi-Stage = Yes No No No
Slope (%) = 0.50 0.00 0.00 n/a
N-Value = .013 .013 .013 n/a
Orifice Coeff. = 0.60 0.60 0.60 0.60 Exfil.(in/hr) = 0.000 (by Contour)
Multi-Stage = nla No No No TW Elev. (ft) = 0.00

Stage Storage
ft cuft
0.00 0
0.05 119
0.09 239
0.14 358
0.18 478
0.22 597
0.27 717
0.31 836
0.36 956
0.40 1,075
0.45 1,195
0.50 1,402
0.54 1,609
0.58 1,815
0.63 2,022
0.68 2,229
0.72 2,436
0.76 2,643
0.81 2,850
0.86 3,057
0.90 3,263
0.94 3,515
0.99 3,767
1.03 4,019
1.08 4,271
1.13 4,523
1.17 4,775
1.22 5,027

Elevation

ft

890.00
890.04
890.09
890.13
890.18
890.22
890.27
890.31
890.36
890.40
890.45
890.49
890.54
890.59
890.63
890.67
890.72
890.76
890.81
890.85
890.90
890.95
890.99
891.03
891.08
891.12
891.17
891.21

Note: Culvert/Orifice outflows are analyzed under inlet (ic) and outlet (oc) control. Weir risers checked for orifice conditions (ic) and submergence (s).

Stage / Storage / Discharge Table

CivA
cfs

0.00

37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic

CivB
cfs

0.00

0.01ic
0.05ic
0.11ic
0.18ic
0.28 ic
0.38ic
0.50ic
0.62ic
0.74 ic
0.85ic
0.94 ic
0.51 oc
0.74 oc
0.92 oc
1.06 oc
1.19 oc
1.310cC
1.41 oc
147 ic
1.52ic
1.58ic
1.63ic
1.68ic
1.72ic
1.77ic
1.81ic
1.86 ic

CivC
cfs

0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00

PrfRsr
cfs

Wr A
cfs

0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00

Wr B

cfs

Wr C
cfs

Wr D
cfs

Exfil User Total
cfs cfs cfs

0.000

0.013
0.049

Continues on next page...



BMP-H

Stage / Storage / Discharge Table

Stage

ft

A A A aaaaaaaaaaaa
VOO NNDODNOTDE BDWWWN
OCOOUI_0ONOWORNROOOO

AAARADARARARARAWDWWWWWWWWWRWWWWWWWWWWWNNNNMNNNNNONNNODNONONNODNONNNDN ==
ARWWNNDELCODODOVORINNNDDINNRRWWONNDED L L 0O0VORINNNDODUTNRARWWWNND 200 ©©
OS2IANDORXPO PO 2ONNRNODOROODITINNODORON2ONNNOROROOIIINTIDHROITOONI® DX

Storage
cuft

5,279
5,531
5,783
6,060
6,337
6,615
6,892
7,170
7,447
7,725
8,002
8,280
8,557
8,847
9,137
9,427
9,717
10,007
10,296
10,586
10,876
11,166
11,456
11,746
12,036

Elevation
ft

891.26
891.30
891.35
891.40
891.44
891.48
891.53
891.57
891.62
891.66
891.71
891.75
891.80
891.84
891.89
891.93
891.98
892.02
892.07
892.11
892.16
892.20
892.25
892.29
892.34
892.38
892.43
892.47
892.52
892.56
892.61
892.65
892.70
892.74
892.79
892.84
892.88
892.92
892.97
893.01
893.06
893.10
893.15
893.20
893.24
893.28
893.33
893.37
893.42
893.46
893.51
893.55
893.60
893.65
893.69
893.73
893.78
893.82
893.87
893.91
893.96
894.00
894.05
894.09
894.14
894.18
894.23
894.27
894.32
894.36
894.41
894.45

CivA
cfs

37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic

CivB
cfs

1.90ic
1.94 ic
1.98 ic
2.02ic
2.06 ic
2.10ic
214 ic
2.18ic
2.21ic
2.25ic
2.28 ic
2.32ic
2.35ic
2.39ic
2.42ic
2.45ic
2.49ic
2.52ic
2.55ic
2.58 ic
2.61ic
2.64 ic
2.67 ic
2.70ic
2.73ic
2.76 ic
2.79ic
2.82ic
2.85ic
2.88ic
2.90ic
2.93ic
2.96 ic
2.99ic
3.01ic
3.04ic
3.07ic
3.09ic
3.12ic
3.14ic
3.17ic
3.19ic
3.22ic
3.24ic
3.27ic
3.29ic
3.32ic
3.34ic
3.37ic
3.39ic
3.41ic
3.44ic
3.46ic
3.48ic
3.51ic
3.53ic
3.55ic
3.57ic
3.60ic
3.62ic
3.64 ic
3.66 ic
3.69ic
3.71ic
3.73ic
3.75ic
3.77 ic
3.79ic
3.81ic
3.84ic
3.86ic
3.88ic

CivC
cfs

0.00
0.00
0.00

0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00

0.00
0.00
0.00

0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00

0.00
0.00
0.00

0.00
0.00
0.00

0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00

0.00
0.00
0.00

0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00

0.00
0.00
0.00

0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00

0.00
0.00
0.00

PrfRsr
cfs

Wr A
cfs

0.00
0.00
0.00

0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00

0.00
0.00
0.00

0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00

0.00
0.00
0.00

0.00
0.00
0.00

0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00

0.00
0.00
0.00

0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00

0.00
0.00
0.00

0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00

0.00
0.00
0.00

Exfil User Total
cfs cfs cfs

1.900
1.942

Continues on next page...



BMP-H
Stage / Storage / Discharge Table
Stage Storage Elevation CivA CivB CivC PrfRsr WrA Wr B Wr C WrD Exfil User Total
ft cuft ft cfs cfs cfs cfs cfs cfs cfs cfs cfs cfs cfs
4.50 22,907 894.50 37.33ic 3.90ic  0.00 - 0.00 - - 3.898
5.85 23,600 895.85 37.33ic 4.47ic  0.00 - 0.00 - - 4.474
7.20 24,294 897.20 37.33ic 498ic  0.00 - 0.00 - - 4.983
8.55 24,987 898.55 37.33ic 545ic  0.00 - 0.00 - - 5.446
9.90 25,681 899.90 37.33ic 5.87ic 3.04ic - 0.00 - 8.911
11.24 26,375 901.24 37.33ic 6.27ic 534ic - 4.85 - 16.46
12.59 27,068 902.59 47.79ic 6.64ic 691ic - 47.79s - 61.34
13.94 27,762 903.94 48.98 ic 7.00ic 8.19ic - 48.96s - 64.14
15.29 28,455 905.29 49.99 ic 7.33ic  9.29ic - 49.92s - 66.55
16.64 29,149 906.64 50.96 ic 7.65ic 10.28ic -- 50.89s - 68.82
17.99 29,842 899.99 0.00 590ic 3.25ic - 0.00 - - 9.153
18.04 29,926 900.04 0.00 592ic 3.36ic - 0.00 - - 9.276
18.09 30,009 900.09 0.00 593ic 3.47ic - 0.00 - - 9.396
18.14 30,093 900.14 0.00 595ic 3.57ic - 0.00 - - 9.513
18.19 30,176 900.19 0.00 596ic 3.67ic - 0.00 - - 9.627
18.24 30,259 900.24 0.00 598ic 3.76ic - 0.00 - - 9.738
18.29 30,343 900.29 0.00 599ic 3.86ic - 0.00 - - 9.846
18.34 30,426 900.34 0.00 6.01ic 3.95ic - 0.00 - - 9.953
18.39 30,510 900.39 0.00 6.02ic 4.04ic - 0.00 - - 10.06
18.44 30,593 900.44 0.00 6.04ic 412ic - 0.00 - - 10.16
18.49 30,677 900.49 0.00 6.05ic 4.21ic - 0.00 - - 10.26
18.54 30,780 900.54 0.00 6.06ic 4.29ic - 0.00 - - 10.36
18.59 30,884 900.59 0.00 6.08ic 4.38ic - 0.00 - - 10.46
18.64 30,988 900.64 0.00 6.09ic 4.46ic - 0.00 - - 10.55
18.69 31,092 900.69 0.00 6.11ic 454ic - 0.00 - - 10.65
18.74 31,195 900.74 0.00 6.12ic 4.62ic - 0.00 - - 10.74
18.79 31,299 900.79 0.00 6.14ic 4.69ic - 0.00 - - 10.83
18.84 31,403 900.84 0.00 6.15ic  4.77ic - 0.00 - - 10.92
18.89 31,507 900.89 0.00 6.17ic  4.84ic - 0.00 - - 11.01
18.94 31,610 900.94 0.00 6.18ic  4.92ic - 0.00 - - 11.10
18.99 31,714 900.99 0.00 6.20ic 4.99ic - 0.00 - - 11.18



Hydrograph Report

Hydraflow Hydrographs Extension for Autodesk® Civil 3D® 2019 by Autodesk, Inc. v2020

Hyd. No. 1

Basin H

Hydrograph type
Storm frequency

Time interval

10 min

Manual
100 yrs

Peak discharge
Time to peak
Hyd. volume

Monday, 09 /24 /2018

28.16 cfs
417 hrs
62,556 cuft

Hydrograph Discharge Table

Time -- Outflow
cfs)

(hrs

0.17
0.33
0.50
0.67
0.83

1.00

1.33
1.50
1.67
1.83
2.00
217
2.33
2.50
2.67
2.83
3.00
3.17
3.33

3.50

1.000

1.100

1.100

1.100

1.200

1.200

1.300

1.300

1.400

1.400

1.500

1.500

1.600

1.700

1.900

1.900

2.100

2.300

2.600

2.800

3.500

3.67

3.83

4.00

417

4.33

4.50

4.67

4.83

5.00

5.17

5.33

5.50

5.67

5.83

6.00

...End

Time -- Outflow
(hrs

cfs)

3.900
5.800
9.300

28.16

4.600
3.100
2.400
2.000
1.800
1.600
1.400
1.300
1.200
1.100

1.100

( Printed values >= 1.00% of Qp.)



Hydrograph Report

Hydraflow Hydrographs Extension for Autodesk® Civil 3D® 2019 by Autodesk, Inc. v2020

Hyd. No. 2

<no description>

Hydrograph type
Storm frequency
Time interval
Inflow hyd. No.
Max. Elevation

Reservoir
100 yrs

10 min
1-BasinH

= 904.53 ft

Peak discharge
Time to peak
Hyd. volume
Reservoir name
Max. Storage

Monday, 09 /24 /2018

11.69 cfs
4.33 hrs
62,547 cuft
BMP-H
25,936 cuft

Storage Indication method used.

Hydrograph Discharge Table

Time Inflow
(hrs) cfs

0.33 1.100
0.50 1.100
0.67 1.100
0.83 1.200
1.00 1.200
1.17 1.300
1.33 1.300
1.50 1.400
1.67 1.400
1.83 1.500
2.00 1.500
217 1.600
2.33 1.700
2.50 1.900
2.67 1.900
2.83 2.100
3.00 2.300
3.17 2.600
3.33 2.800
3.50 3.500

Elevation

ft

890.29

890.40

890.46

890.49

890.34

890.46

890.67

890.70

890.73

890.76

890.78

890.80

890.83

890.88

890.92

890.97

891.03

891.11

891.20

891.34

CivA CivB CivC
cfs cfs cfs
37.33 0425 -—--
3733 0.736 -
37.33 0.874 -
37.33 0937 -
37.33 0571 -
3733 0.879 -
37.33 1.032 -
3733 1135 -
37.33 1216 -
37.33 1.284 -—-
37.33 1.343 -
37.33 1399 -
37.33 1443 -
37.33 1496 -
3733 1549 -
37.33 1.600 --—--
37.33 1.667 -
3733 1750 -
37.33 1.846 -
37.33 1971 -

PfRsr
cfs

WrA WrB
cfs cfs

WrC WrD

cfs

( Printed values >= 1.00% of Qp.)

Exfil
cfs

Outflow

cfs cfs

0.425

0.736

0.874

0.937

0.571

0.879

1.032

1.135

1.216

1.284

1.343

1.399

1.443

1.496

1.549

1.600

1.667

1.750

1.846

1.971

Continues on next page...



<no description>

Hydrograph Discharge Table

Time
(hrs)

3.67
3.83
4.00
417

4.33

4.50
4.67
4.83
5.00
5.17
5.33
5.50
5.67
5.83
6.00
6.17
6.33
6.50
6.67
6.83
7.00
7.17
7.33
7.50
7.67
7.83

8.00

Inflow

cfs

3.900

5.800

9.300

28.16

4.600

3.100

2.400

2.000

1.800

1.600

1.400

1.300

1.200

1.100

1.100

0.000

0.000

0.000

0.000

0.000

0.000

0.000

0.000

0.000

0.000

0.000

0.000

<<

ft

891.50

891.76

892.23

893.83

900.39

895.53

894.40

894.04

893.82

893.59

893.38

893.17

892.98

892.80

892.62

892.41

892.15

891.92

891.70

891.48

891.28

891.09

890.91

890.73

890.43

890.49

890.35

Elevation

<<

Civ A
cfs

37.33

37.33

37.33

37.33

37.33

37.33

37.33

37.33

37.33

37.33

37.33

37.33

37.33

37.33

37.33

37.33

37.33

37.33

37.33

37.33

37.33

37.33

37.33

37.33

37.33

37.33

37.33

ClvB CilvC PfRsr

cfs

2.113

2.320

2.659

3.575

6.018

4.339

3.850

3.683

3.572

3.453

3.346

3.233

3.126

3.017

2.910

2.776

2.609

2.443

2.273

2.099

1.920

1.728

1.537

1.224

0.801

0.925

0.580

cfs

cfs

WrA WrB WrC WrD Exfil

cfs

cfs

cfs

Outflow
cfs cfs cfs

---------- 2.113
---------- 2.320
---------- 2.659
---------- 3.575

---------- 11.69

---------- 4.339
---------- 3.850
---------- 3.683
---------- 3.572
---------- 3.453
---------- 3.346
---------- 3.233
---------- 3.126
---------- 3.017
---------- 2.910
---------- 2.776
---------- 2.609
---------- 2.443
---------- 2.273
---------- 2.099
---------- 1.920
---------- 1.728
---------- 1.537
---------- 1.224
---------- 0.801
---------- 0.925

---------- 0.580

Continues on next page...



<no description>

Hydrograph Discharge Table

Time
(hrs)

8.17
8.33

8.50

...End

Inflow
cfs

0.000
0.000

0.000

Elevation
ft

890.24

890.19

890.15

Civ A
cfs

37.33

37.33

37.33

ClvB CilvC PfRsr

cfs
0.321
0.195

0.130

cfs

cfs

WrA WrB WrC WrD

cfs

cfs

cfs

cfs

Exfil

cfs

Outflow
cfs

0.321

0.195

0.130



Pond Report

5

Hydraflow Hydrographs Extension for Autodesk® Civil 3D® 2019 by Autodesk, Inc. v2020
Pond No. 1 - BMP-H

Pond Data

Monday, 09 /24 /2018

UG Chambers -Invert elev. = 890.00 ft, Rise x Span = 4.50 x 4.50 ft, Barrel Len = 360.00 ft, No. Barrels =4, Slope = 0.00%, Headers = No
Contours -User-defined contour areas. Conic method used for volume calculation. Begining Elevation = 899.99 ft

Stage / Storage Table

Stage (ft) Elevation (ft) Contour area (sqft) Incr. Storage (cuft) Total storage (cuft)

0.00 890.00 n/a 0 0

0.45 890.45 n/a 1,195 1,195

0.90 890.90 n/a 2,069 3,263

1.35 891.35 n/a 2,519 5,783

1.80 891.80 n/a 2,775 8,557

2.25 892.25 n/a 2,899 11,456

2.70 892.70 n/a 2,899 14,355

3.15 893.15 n/a 2,774 17,129

3.60 893.60 n/a 2,518 19,647

4.05 894.05 n/a 2,070 21,716

4.50 894.50 n/a 1,190 22,907

17.99 899.99 1,543 6,935 29,842

18.49 900.49 1,799 834 30,677

18.99 900.99 2,364 1,037 31,714
Culvert / Orifice Structures Weir Structures

[A] [B] [C] [PrfRsr] [A] [B] [C] [D]

Rise (in) = 18.00 6.00 6.00 0.00 Crest Len (ft) = 12.00 0.00 0.00 0.00
Span (in) = 18.00 6.00 6.00 0.00 Crest El. (ft) = 901.00 0.00 0.00 0.00
No. Barrels =1 2 4 0 Weir Coeff. = 3.33 3.33 3.33 3.33
Invert El. (ft) = 870.00 890.00 899.00 0.00 Weir Type =1
Length (ft) = 18.00 0.50 0.50 0.00 Multi-Stage = Yes No No No
Slope (%) = 0.50 0.00 0.00 n/a
N-Value = .013 .013 .013 n/a
Orifice Coeff. = 0.60 0.60 0.60 0.60 Exfil.(in/hr) = 0.000 (by Contour)
Multi-Stage = nla No No No TW Elev. (ft) = 0.00

Stage Storage
ft cuft
0.00 0
0.04 119
0.09 239
0.13 358
0.18 478
0.22 597
0.27 717
0.31 836
0.36 956
0.40 1,075
0.45 1,195
0.49 1,402
0.54 1,609
0.58 1,815
0.63 2,022
0.68 2,229
0.72 2,436
0.77 2,643
0.81 2,850
0.86 3,057
0.90 3,263
0.94 3,515
0.99 3,767
1.03 4,019
1.08 4,271
1.12 4,523
1.17 4,775
1.21 5,027

Elevation

ft

890.00
890.04
890.09
890.13
890.18
890.22
890.27
890.31
890.36
890.40
890.45
890.49
890.54
890.58
890.63
890.67
890.72
890.76
890.81
890.85
890.90
890.95
890.99
891.03
891.08
891.12
891.17
891.21

Note: Culvert/Orifice outflows are analyzed under inlet (ic) and outlet (oc) control. Weir risers checked for orifice conditions (ic) and submergence (s).

Stage / Storage / Discharge Table

CivA
cfs

0.00

37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic

CivB
cfs

0.00

0.01ic
0.05ic
0.11ic
0.18ic
0.28 ic
0.38ic
0.50ic
0.62ic
0.74 ic
0.85ic
0.94 ic
0.51 oc
0.74 oc
0.92 oc
1.06 oc
1.19 oc
1.310cC
1.41 oc
147 ic
1.52ic
1.58ic
1.63ic
1.68ic
1.72ic
1.77ic
1.81ic
1.86 ic

CivC
cfs

0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00

PrfRsr
cfs

Wr A
cfs

0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00

Wr B

cfs

Wr C
cfs

Wr D
cfs

Exfil User Total
cfs cfs cfs

0.000

0.013
0.049

Continues on next page...



BMP-H

Stage / Storage / Discharge Table

Stage

ft

A A A aaaaaaaaaaaa
VOO NNDDNODBDRWWWN
OCOOUI—_0ONNWoORROONOO

AAADADARARDAARAWDWWWWWWWWWRWWWWWWWWWWWNNNNMNNNNNONNNNDNONONNDNNODNONNNDN ==
ARWWNNDELO S ODVORINNNDDNNNRRWWONNN L O0VORIRNNNDOUTNRERRWWWNND 200 ©©
SE2ANDORNOPROTZONNRNORONODOD 2NN ODORON 2 ONNRDRONOOHIINOPWOROIAONIN O X

Storage
cuft

5,279
5,531
5,783
6,060
6,337
6,615
6,892
7,170
7,447
7,725
8,002
8,280
8,557
8,847
9,137
9,427
9,717
10,007
10,296
10,586
10,876
11,166
11,456
11,746
12,036

Elevation
ft

891.26
891.30
891.35
891.39
891.44
891.48
891.53
891.57
891.62
891.66
891.71
891.75
891.80
891.84
891.89
891.93
891.98
892.02
892.07
892.11
892.16
892.20
892.25
892.29
892.34
892.38
892.43
892.47
892.52
892.56
892.61
892.65
892.70
892.74
892.79
892.83
892.88
892.92
892.97
893.01
893.06
893.10
893.15
893.20
893.24
893.28
893.33
893.37
893.42
893.46
893.51
893.55
893.60
893.64
893.69
893.73
893.78
893.82
893.87
893.91
893.96
894.00
894.05
894.09
894.14
894.18
894.23
894.27
894.32
894.36
894.41
894.45

CivA
cfs

37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic

CivB
cfs

1.90ic
1.94 ic
1.98 ic
2.02ic
2.06 ic
2.10ic
214 ic
2.18ic
2.21ic
2.25ic
2.28 ic
2.32ic
2.35ic
2.39ic
2.42ic
2.45ic
2.49ic
2.52ic
2.55ic
2.58 ic
2.61ic
2.64 ic
2.67 ic
2.70ic
2.73ic
2.76 ic
2.79ic
2.82ic
2.85ic
2.88ic
2.90ic
2.93ic
2.96 ic
2.99ic
3.01ic
3.04ic
3.07ic
3.09ic
3.12ic
3.14ic
3.17ic
3.19ic
3.22ic
3.24ic
3.27ic
3.29ic
3.32ic
3.34ic
3.37ic
3.39ic
3.41ic
3.44ic
3.46ic
3.48ic
3.51ic
3.53ic
3.55ic
3.57ic
3.60ic
3.62ic
3.64 ic
3.66 ic
3.69ic
3.71ic
3.73ic
3.75ic
3.77 ic
3.79ic
3.81ic
3.84ic
3.86ic
3.88ic

CivC
cfs

0.00
0.00
0.00

0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00

0.00
0.00
0.00

0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00

0.00
0.00
0.00

0.00
0.00
0.00

0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00

0.00
0.00
0.00

0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00

0.00
0.00
0.00

0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00

0.00
0.00
0.00

PrfRsr
cfs

Wr A
cfs

0.00
0.00
0.00

0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00

0.00
0.00
0.00

0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00

0.00
0.00
0.00

0.00
0.00
0.00

0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00

0.00
0.00
0.00

0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00

0.00
0.00
0.00

0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00

0.00
0.00
0.00

Exfil User Total
cfs cfs cfs

1.900
1.942

Continues on next page...



BMP-H
Stage / Storage / Discharge Table
Stage Storage Elevation CivA CivB CivC PrfRsr WrA Wr B Wr C WrD Exfil User Total
ft cuft ft cfs cfs cfs cfs cfs cfs cfs cfs cfs cfs cfs
4.50 22,907 894.50 37.33ic 3.90ic  0.00 - 0.00 - - 3.898
5.85 23,600 895.85 37.33ic 4.47ic  0.00 - 0.00 - - 4.474
7.20 24,294 897.20 37.33ic 498ic  0.00 - 0.00 - - 4.983
8.55 24,987 898.55 37.33ic 545ic  0.00 - 0.00 - - 5.446
9.90 25,681 899.90 37.33ic 5.87ic 3.04ic - 0.00 - 8.911
11.24 26,375 901.24 37.33ic 6.27ic 534ic - 4.85 - 16.46
12.59 27,068 902.59 47.79ic 6.64ic 691ic - 47.79s - 61.34
13.94 27,762 903.94 48.98 ic 7.00ic 8.19ic - 48.96s - 64.14
15.29 28,455 905.29 49.99 ic 7.33ic  9.29ic - 49.92s - 66.55
16.64 29,149 906.64 50.96 ic 7.65ic 10.28ic -- 50.89s - 68.82
17.99 29,842 899.99 0.00 590ic 3.25ic - 0.00 - - 9.153
18.04 29,926 900.04 0.00 592ic 3.36ic - 0.00 - - 9.276
18.09 30,009 900.09 0.00 593ic 3.47ic - 0.00 - - 9.396
18.14 30,093 900.14 0.00 595ic 3.57ic - 0.00 - - 9.513
18.19 30,176 900.19 0.00 596ic 3.67ic - 0.00 - - 9.627
18.24 30,259 900.24 0.00 598ic 3.76ic - 0.00 - - 9.738
18.29 30,343 900.29 0.00 599ic 3.86ic - 0.00 - - 9.846
18.34 30,426 900.34 0.00 6.01ic 3.95ic - 0.00 - - 9.953
18.39 30,510 900.39 0.00 6.02ic 4.04ic - 0.00 - - 10.06
18.44 30,593 900.44 0.00 6.04ic 412ic - 0.00 - - 10.16
18.49 30,677 900.49 0.00 6.05ic 4.21ic - 0.00 - - 10.26
18.54 30,780 900.54 0.00 6.06ic 4.29ic - 0.00 - - 10.36
18.59 30,884 900.59 0.00 6.08ic 4.38ic - 0.00 - - 10.46
18.64 30,988 900.64 0.00 6.09ic 4.46ic - 0.00 - - 10.55
18.69 31,092 900.69 0.00 6.11ic 454ic - 0.00 - - 10.65
18.74 31,195 900.74 0.00 6.12ic 4.62ic - 0.00 - - 10.74
18.79 31,299 900.79 0.00 6.14ic 4.69ic - 0.00 - - 10.83
18.84 31,403 900.84 0.00 6.15ic  4.77ic - 0.00 - - 10.92
18.89 31,507 900.89 0.00 6.17ic  4.84ic - 0.00 - - 11.01
18.94 31,610 900.94 0.00 6.18ic  4.92ic - 0.00 - - 11.10
18.99 31,714 900.99 0.00 6.20ic 4.99ic - 0.00 - - 11.18



Hydrograph Report

Hydraflow Hydrographs Extension for Autodesk® Civil 3D® 2019 by Autodesk, Inc. v2020 Tuesday, 09 /25/2018
Hyd. No. 1

Basin H

Hydrograph type = Manual Peak discharge = 20.10 cfs

Storm frequency = 100 yrs Time to peak = 4.00 hrs

Time interval =8 min Hyd. volume = 48,058 cuft

Hydrograph Discharge Table

( Printed values >= 1.00% of Qp.)

Time -- Outflow Time -- Outflow Time -- Outflow
(hrs cfs) (hrs cfs) (hrs cfs)
0.13 0.800 2.93 1.700 5.73 0.900
0.27 0.800 3.07 1.900 5.87 0.900
0.40 0.800 3.20 2.000 6.00 0.800
0.53 0.800 3.33 2.300
...End
0.67 0.900 3.47 2.500
0.80 0.900 3.60 3.100
0.93 0.900 3.73 3.500
1.07 0.900 3.87 5.100
1.20 1.000 4.00 20.10
1.33 1.000
4.13 13.02
1.47 1.000
4.27 4.100
1.60 1.100
4.40 2.800
1.73 1.100
4.53 2.200
1.87 1.100
4.67 1.800
2.00 1.200
4.80 1.600
2.13 1.200
4.93 1.400
2.27 1.300
5.07 1.300
2.40 1.400
5.20 1.200
2.53 1.500
5.33 1.100
2.67 1.500
5.47 1.000
2.80 1.600

5.60 1.000



Hydrograph Report

Hydraflow Hydrographs Extension for Autodesk® Civil 3D® 2019 by Autodesk, Inc. v2020

Hyd. No. 2

<no description>

Hydrograph type
Storm frequency
Time interval
Inflow hyd. No.
Max. Elevation

Reservoir
100 yrs

8 min
1-BasinH

= 893.75 1t

Peak discharge
Time to peak
Hyd. volume
Reservoir name
Max. Storage

Tuesday, 09 /25/2018

3.521 cfs
4.27 hrs
48,048 cuft
BMP-H
20,189 cuft

Storage Indication method used.

Hydrograph Discharge Table

Time Inflow
(hrs) cfs

0.27 0.800
0.40 0.800
0.53 0.800
0.67 0.900
0.80 0.900
0.93 0.900
1.07 0.900
1.20 1.000
1.33 1.000
1.47 1.000
1.60 1.100
1.73 1.100
1.87 1.100
2.00 1.200
213 1.200
227 1.300
240 1.400
2,53 1.500
2.67 1.500
2.80 1.600

Elevation

ft

890.19

890.28

890.34

890.38

890.41

890.43

890.45

890.46

890.47

890.48

890.49

890.36

890.38

890.45

890.64

890.67

890.70

890.73

890.75

890.78

CivA
cfs

ClvB CivC
cfs cfs

37.33

37.33

37.33

37.33

37.33

37.33

37.33

37.33

37.33

37.33

37.33

37.33

37.33

37.33

37.33

37.33

37.33

37.33

37.33

37.33

PfRsr
cfs

WrA WrB
cfs cfs

WrC WrD

cfs

( Printed values >= 1.00% of Qp.)

Exfil
cfs

Outflow

cfs cfs

0.209

0.410

0.559

0.672

0.759

0.811

0.844

0.867

0.892

0.912

0.938

0.629

0.682

0.852

0.962

1.046

1.127

1.209

1.278

1.340

Continues on next page...



<no description>

Hydrograph Discharge Table

Time
(hrs)

2.93
3.07
3.20
3.33
3.47
3.60
3.73
3.87
4.00
4.13

4.27

4.40
4.53
4.67
4.80
4.93
5.07
5.20
5.33
5.47
5.60
5.73
5.87
6.00
6.13
6.27

6.40

Inflow

cfs

1.700

1.900

2.000

2.300

2.500

3.100

3.500

5.100

20.10

13.02

4.100

2.800

2.200

1.800

1.600

1.400

1.300

1.200

1.100

1.000

1.000

0.900

0.900

0.800

0.000

0.000

0.000

<<

ft

890.81

890.85

890.89

890.95

891.01

891.11

891.24

891.43

892.21

893.25

893.72

893.71

893.61

893.48

893.34

893.19

893.04

892.89

892.75

892.61

892.47

892.33

892.20

892.07

891.91

891.73

891.56

Elevation

<<

Civ A
cfs

37.33

37.33

37.33

37.33

37.33

37.33

37.33

37.33

37.33

37.33

37.33

37.33

37.33

37.33

37.33

37.33

37.33

37.33

37.33

37.33

37.33

37.33

37.33

37.33

37.33

37.33

37.33

ClvB CilvC PfRsr

cfs

1.408

1.459

1.517

1.578

1.652

1.751

1.877

2.052

2.645

3.277

3.521

3.517

3.464

3.399

3.324

3.241

3.158

3.075

2.988

2.901

2.815

2.727

2.639

2.549

2.437

2.302

2.163

cfs

cfs

WrA WrB WrC WrD Exfil

cfs

cfs

cfs

Outflow
cfs cfs cfs

---------- 1.408
---------- 1.459
---------- 1.517
---------- 1.578
---------- 1.652
---------- 1.751
---------- 1.877
---------- 2.052
---------- 2.645
---------- 3.277

---------- 3.521

---------- 3.517
---------- 3.464
---------- 3.399
---------- 3.324
---------- 3.241
---------- 3.158
---------- 3.075
---------- 2.988
---------- 2.901
---------- 2.815
---------- 2.727
---------- 2.639
---------- 2.549
---------- 2.437
---------- 2.302

---------- 2.163

Continues on next page...



<no description>

Hydrograph Discharge Table

Time
(hrs)

6.53
6.67
6.80
6.93
7.07
7.20
7.33
7.47
7.60
7.73
7.87
8.00
8.13
8.27
8.40
8.53
8.67
8.80

8.93

...End

Inflow
cfs

0.000

0.000

0.000

0.000

0.000

0.000

0.000

0.000

0.000

0.000

0.000

0.000

0.000

0.000

0.000

0.000

0.000

0.000

0.000

Elevation

ft

891.40

891.23

891.08

890.94

890.79

890.67

890.39

890.49

890.38

890.28

890.22

890.18

890.15

890.13

890.11

890.10

890.09

890.08

890.07

Civ A
cfs

37.33

37.33

37.33

37.33

37.33

37.33

37.33

37.33

37.33

37.33

37.33

37.33

37.33

37.33

37.33

37.33

37.33

37.33

37.33

ClvB CilvC PfRsr

cfs

2.024

1.875

1.722

1.568

1.374

1.037

0.697

0.932

0.665

0.409

0.266

0.182

0.133

0.100

0.079

0.062

0.049

0.043

0.037

cfs

cfs

WrA WrB WrC WrD

cfs

cfs

cfs

cfs

Exfil
cfs

Outflow
cfs

2.024

1.875

1.722

1.568

1.374

1.037

0.697

0.932

0.665

0.410

0.266

0.182

0.133

0.100

0.079

0.062

0.049

0.043

0.037



Hydrograph Report

Hydraflow Hydrographs Extension for Autodesk® Civil 3D® 2019 by Autodesk, Inc. v2020

Hyd. No. 1

Basin H

Hydrograph type
Storm frequency

Time interval

=8 min

Manual
50 yrs

Tuesday, 09 /25/2018

Peak discharge = 19.90 cfs
Time to peak = 4.00 hrs
Hyd. volume = 44,933 cuft

Hydrograph Discharge Table

Time -- Outflow
cfs)

(hrs

0.13
0.27
0.40
0.53
0.67
0.80
0.93
1.07
1.20
1.33
1.47
1.60
1.73
1.87
2.00
2.13
2.27
2.40
2.53
2.67

2.80

0.700

0.800

0.800

0.800

0.800

0.800

0.900

0.900

0.900

0.900

1.000

1.000

1.000

1.100

1.100

1.200

1.200

1.300

1.400

1.400

1.500

2.93

3.07

3.20

3.33

3.47

3.60

3.73

3.87

4.00

4.13

4.27

4.40

4.53

4.67

4.80

4.93

5.07

5.20

5.33

5.47

5.60

Time -- Outflow
(hrs

cfs)

1.600
1.800
1.900
2.200
2.300
2.900
3.300
4.800

19.90

11.01
3.800
2.600
2.000
1.700
1.500
1.300
1.200
1.100
1.000
0.900

0.900

( Printed values >= 1.00% of Qp.)

Time -- Outflow

(hrs cfs)
5.73 0.800
5.87 0.800
6.00 0.800
...End



Hydrograph Report

Hydraflow Hydrographs Extension for Autodesk® Civil 3D® 2019 by Autodesk, Inc. v2020

Hyd. No. 2

<no description>

Hydrograph type
Storm frequency
Time interval
Inflow hyd. No.
Max. Elevation

Reservoir
50 yrs

8 min
1-BasinH

= 893.44 ft

Peak discharge
Time to peak
Hyd. volume
Reservoir name
Max. Storage

Tuesday, 09 /25/2018

3.364 cfs
4.27 hrs
44 924 cuft
BMP-H
18,621 cuft

Storage Indication method used.

Hydrograph Discharge Table

Time Inflow
(hrs) cfs

0.27 0.800
0.40 0.800
0.53 0.800
0.67 0.800
0.80 0.800
0.93 0.900
1.07 0.900
1.20 0.900
1.33 0.900
1.47 1.000
1.60 1.000
1.73 1.000
1.87 1.100
2.00 1.100
213 1.200
227 1.200
240 1.300
2,53 1.400
2.67 1.400
2.80 1.500

Elevation

ft

890.18

890.27

890.33

890.37

890.39

890.41

890.43

890.45

890.45

890.46

890.47

890.48

890.48

890.33

890.41

890.48

890.66

890.69

890.72

890.74

CivA
cfs

ClvB CivC
cfs cfs

37.33

37.33

37.33

37.33

37.33

37.33

37.33

37.33

37.33

37.33

37.33

37.33

37.33

37.33

37.33

37.33

37.33

37.33

37.33

37.33

PfRsr
cfs

WrA WrB
cfs cfs

WrC WrD

cfs

( Printed values >= 1.00% of Qp.)

Exfil
cfs

Outflow

cfs cfs

0.181

0.386

0.543

0.643

0.704

0.760

0.811

0.844

0.858

0.875

0.898

0.917

0.909

0.526

0.763

0.911

1.010

1.104

1.181

1.246

Continues on next page...



<no description>

Hydrograph Discharge Table

Time
(hrs)

2.93
3.07
3.20
3.33
3.47
3.60
3.73
3.87
4.00
4.13

4.27

4.40
4.53
4.67
4.80
4.93
5.07
5.20
5.33
5.47
5.60
5.73
5.87
6.00
6.13
6.27

6.40

Inflow

cfs

1.600

1.800

1.900

2.200

2.300

2.900

3.300

4.800

19.90

11.01

3.800

2.600

2.000

1.700

1.500

1.300

1.200

1.100

1.000

0.900

0.900

0.800

0.800

0.800

0.000

0.000

0.000

<<

ft

890.77

890.80

890.85

890.91

890.96

891.05

891.16

891.35

892.12

893.07

893.42

893.40

893.31

893.19

893.06

892.93

892.79

892.65

892.51

892.37

892.24

892.11

891.98

891.86

891.71

891.53

891.37

Elevation

<<

Civ A
cfs

37.33

37.33

37.33

37.33

37.33

37.33

37.33

37.33

37.33

37.33

37.33

37.33

37.33

37.33

37.33

37.33

37.33

37.33

37.33

37.33

37.33

37.33

37.33

37.33

37.33

37.33

37.33

ClvB CilvC PfRsr

cfs

1.317

1.401

1.462

1.530

1.597

1.687

1.806

1.980

2.583

3.175

3.364

3.357

3.309

3.243

3.171

3.094

3.012

2.928

2.843

2.755

2.666

2.576

2.485

2.396

2.282

2.143

2.004

cfs

cfs

WrA WrB WrC WrD Exfil

cfs

cfs

cfs

Outflow
cfs cfs cfs

---------- 1.317
---------- 1.402
---------- 1.462
---------- 1.530
---------- 1.597
---------- 1.687
---------- 1.806
---------- 1.980
---------- 2.583
---------- 3.175

---------- 3.364

---------- 3.357
---------- 3.309
---------- 3.243
---------- 3.171
---------- 3.094
---------- 3.012
---------- 2.928
---------- 2.843
---------- 2.755
---------- 2.666
---------- 2.576
---------- 2.485
---------- 2.396
---------- 2.282
---------- 2.143

---------- 2.004

Continues on next page...



<no description>

Hydrograph Discharge Table

Time
(hrs)

6.53
6.67
6.80
6.93
7.07
7.20
7.33
7.47
7.60
7.73
7.87
8.00
8.13
8.27
8.40
8.53
8.67

8.80

...End

Inflow
cfs

0.000

0.000

0.000

0.000

0.000

0.000

0.000

0.000

0.000

0.000

0.000

0.000

0.000

0.000

0.000

0.000

0.000

0.000

Elevation

ft

891.21

891.06

890.92

890.77

890.65

890.37

890.49

890.37

890.28

890.22

890.18

890.15

890.13

890.11

890.10

890.09

890.08

890.07

Civ A
cfs

37.33

37.33

37.33

37.33

37.33

37.33

37.33

37.33

37.33

37.33

37.33

37.33

37.33

37.33

37.33

37.33

37.33

37.33

ClvB CilvC PfRsr

cfs

cfs

cfs

WrA WrB WrC WrD

cfs

cfs

cfs

cfs

Exfil
cfs

Outflow
cfs

1.853

1.700

1.546

1.327

0.989

0.647

0.920

0.644

0.397

0.259

0.178

0.131

0.098

0.078

0.061

0.049

0.042

0.036



Pond Report

5

Hydraflow Hydrographs Extension for Autodesk® Civil 3D® 2019 by Autodesk, Inc. v2020
Pond No. 1 - BMP-H

Pond Data

Tuesday, 09 /25/2018

UG Chambers -Invert elev. = 890.00 ft, Rise x Span = 4.50 x 4.50 ft, Barrel Len = 360.00 ft, No. Barrels =4, Slope = 0.00%, Headers = No
Contours -User-defined contour areas. Conic method used for volume calculation. Begining Elevation = 899.99 ft

Stage / Storage Table

Stage (ft) Elevation (ft) Contour area (sqft) Incr. Storage (cuft) Total storage (cuft)

0.00 890.00 n/a 0 0

0.45 890.45 n/a 1,195 1,195

0.90 890.90 n/a 2,069 3,263

1.35 891.35 n/a 2,519 5,783

1.80 891.80 n/a 2,775 8,557

2.25 892.25 n/a 2,899 11,456

2.70 892.70 n/a 2,899 14,355

3.15 893.15 n/a 2,774 17,129

3.60 893.60 n/a 2,518 19,647

4.05 894.05 n/a 2,070 21,716

4.50 894.50 n/a 1,190 22,907

17.99 899.99 1,543 6,935 29,842

18.49 900.49 1,799 834 30,677

18.99 900.99 2,364 1,037 31,714
Culvert / Orifice Structures Weir Structures

[A] [B] [C] [PrfRsr] [A] [B] [C] [D]

Rise (in) = 18.00 6.00 6.00 0.00 Crest Len (ft) = 12.00 0.00 0.00 0.00
Span (in) = 18.00 6.00 6.00 0.00 Crest El. (ft) = 901.00 0.00 0.00 0.00
No. Barrels =1 2 4 0 Weir Coeff. = 3.33 3.33 3.33 3.33
Invert El. (ft) = 870.00 890.00 899.00 0.00 Weir Type =1
Length (ft) = 18.00 0.50 0.50 0.00 Multi-Stage = Yes No No No
Slope (%) = 0.50 0.00 0.00 n/a
N-Value = .013 .013 .013 n/a
Orifice Coeff. = 0.60 0.60 0.60 0.60 Exfil.(in/hr) = 0.000 (by Contour)
Multi-Stage = nla No No No TW Elev. (ft) = 0.00

Stage Storage
ft cuft
0.00 0
0.05 119
0.09 239
0.14 358
0.18 478
0.22 597
0.27 717
0.31 836
0.36 956
0.40 1,075
0.45 1,195
0.50 1,402
0.54 1,609
0.58 1,815
0.63 2,022
0.68 2,229
0.72 2,436
0.76 2,643
0.81 2,850
0.86 3,057
0.90 3,263
0.94 3,515
0.99 3,767
1.03 4,019
1.08 4,271
1.13 4,523
1.17 4,775
1.22 5,027

Elevation

ft

890.00
890.04
890.09
890.13
890.18
890.22
890.27
890.31
890.36
890.40
890.45
890.49
890.54
890.59
890.63
890.67
890.72
890.76
890.81
890.85
890.90
890.95
890.99
891.03
891.08
891.12
891.17
891.21

Note: Culvert/Orifice outflows are analyzed under inlet (ic) and outlet (oc) control. Weir risers checked for orifice conditions (ic) and submergence (s).

Stage / Storage / Discharge Table

CivA
cfs

0.00

37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic

CivB
cfs

0.00

0.01ic
0.05ic
0.11ic
0.18ic
0.28 ic
0.38ic
0.50ic
0.62ic
0.74 ic
0.85ic
0.94 ic
0.51 oc
0.74 oc
0.92 oc
1.06 oc
1.19 oc
1.310cC
1.41 oc
147 ic
1.52ic
1.58ic
1.63ic
1.68ic
1.72ic
1.77ic
1.81ic
1.86 ic

CivC
cfs

0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00

PrfRsr
cfs

Wr A
cfs

0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00

Wr B

cfs

Wr C
cfs

Wr D
cfs

Exfil User Total
cfs cfs cfs

0.000

0.013
0.049

Continues on next page...



BMP-H

Stage / Storage / Discharge Table

Stage

ft

A A A aaaaaaaaaaaa
VOO NNDODNOTDE BDWWWN
OCOOUI_0ONOWORNROOOO

AAARADARARARARAWDWWWWWWWWWRWWWWWWWWWWWNNNNMNNNNNONNNODNONONNODNONNNDN ==
ARWWNNDELCODODOVORINNNDDINNRRWWONNDED L L 0O0VORINNNDODUTNRARWWWNND 200 ©©
OS2IANDORXPO PO 2ONNRNODOROODITINNODORON2ONNNOROROOIIINTIDHROITOONI® DX

Storage
cuft

5,279
5,531
5,783
6,060
6,337
6,615
6,892
7,170
7,447
7,725
8,002
8,280
8,557
8,847
9,137
9,427
9,717
10,007
10,296
10,586
10,876
11,166
11,456
11,746
12,036

Elevation
ft

891.26
891.30
891.35
891.40
891.44
891.48
891.53
891.57
891.62
891.66
891.71
891.75
891.80
891.84
891.89
891.93
891.98
892.02
892.07
892.11
892.16
892.20
892.25
892.29
892.34
892.38
892.43
892.47
892.52
892.56
892.61
892.65
892.70
892.74
892.79
892.84
892.88
892.92
892.97
893.01
893.06
893.10
893.15
893.20
893.24
893.28
893.33
893.37
893.42
893.46
893.51
893.55
893.60
893.65
893.69
893.73
893.78
893.82
893.87
893.91
893.96
894.00
894.05
894.09
894.14
894.18
894.23
894.27
894.32
894.36
894.41
894.45

CivA
cfs

37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic

CivB
cfs

1.90ic
1.94 ic
1.98 ic
2.02ic
2.06 ic
2.10ic
214 ic
2.18ic
2.21ic
2.25ic
2.28 ic
2.32ic
2.35ic
2.39ic
2.42ic
2.45ic
2.49ic
2.52ic
2.55ic
2.58 ic
2.61ic
2.64 ic
2.67 ic
2.70ic
2.73ic
2.76 ic
2.79ic
2.82ic
2.85ic
2.88ic
2.90ic
2.93ic
2.96 ic
2.99ic
3.01ic
3.04ic
3.07ic
3.09ic
3.12ic
3.14ic
3.17ic
3.19ic
3.22ic
3.24ic
3.27ic
3.29ic
3.32ic
3.34ic
3.37ic
3.39ic
3.41ic
3.44ic
3.46ic
3.48ic
3.51ic
3.53ic
3.55ic
3.57ic
3.60ic
3.62ic
3.64 ic
3.66 ic
3.69ic
3.71ic
3.73ic
3.75ic
3.77 ic
3.79ic
3.81ic
3.84ic
3.86ic
3.88ic

CivC
cfs

0.00
0.00
0.00

0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00

0.00
0.00
0.00

0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00

0.00
0.00
0.00

0.00
0.00
0.00

0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00

0.00
0.00
0.00

0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00

0.00
0.00
0.00

0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00

0.00
0.00
0.00

PrfRsr
cfs

Wr A
cfs

0.00
0.00
0.00

0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00

0.00
0.00
0.00

0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00

0.00
0.00
0.00

0.00
0.00
0.00

0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00

0.00
0.00
0.00

0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00

0.00
0.00
0.00

0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00

0.00
0.00
0.00

Exfil User Total
cfs cfs cfs

1.900
1.942

Continues on next page...



BMP-H
Stage / Storage / Discharge Table
Stage Storage Elevation CivA CivB CivC PrfRsr WrA Wr B Wr C WrD Exfil User Total
ft cuft ft cfs cfs cfs cfs cfs cfs cfs cfs cfs cfs cfs
4.50 22,907 894.50 37.33ic 3.90ic  0.00 - 0.00 - - 3.898
5.85 23,600 895.85 37.33ic 4.47ic  0.00 - 0.00 - - 4.474
7.20 24,294 897.20 37.33ic 498ic  0.00 - 0.00 - - 4.983
8.55 24,987 898.55 37.33ic 545ic  0.00 - 0.00 - - 5.446
9.90 25,681 899.90 37.33ic 5.87ic 3.04ic - 0.00 - 8.911
11.24 26,375 901.24 37.33ic 6.27ic 534ic - 4.85 - 16.46
12.59 27,068 902.59 47.79ic 6.64ic 691ic - 47.79s - 61.34
13.94 27,762 903.94 48.98 ic 7.00ic 8.19ic - 48.96s - 64.14
15.29 28,455 905.29 49.99 ic 7.33ic  9.29ic - 49.92s - 66.55
16.64 29,149 906.64 50.96 ic 7.65ic 10.28ic -- 50.89s - 68.82
17.99 29,842 899.99 0.00 590ic 3.25ic - 0.00 - - 9.153
18.04 29,926 900.04 0.00 592ic 3.36ic - 0.00 - - 9.276
18.09 30,009 900.09 0.00 593ic 3.47ic - 0.00 - - 9.396
18.14 30,093 900.14 0.00 595ic 3.57ic - 0.00 - - 9.513
18.19 30,176 900.19 0.00 596ic 3.67ic - 0.00 - - 9.627
18.24 30,259 900.24 0.00 598ic 3.76ic - 0.00 - - 9.738
18.29 30,343 900.29 0.00 599ic 3.86ic - 0.00 - - 9.846
18.34 30,426 900.34 0.00 6.01ic 3.95ic - 0.00 - - 9.953
18.39 30,510 900.39 0.00 6.02ic 4.04ic - 0.00 - - 10.06
18.44 30,593 900.44 0.00 6.04ic 412ic - 0.00 - - 10.16
18.49 30,677 900.49 0.00 6.05ic 4.21ic - 0.00 - - 10.26
18.54 30,780 900.54 0.00 6.06ic 4.29ic - 0.00 - - 10.36
18.59 30,884 900.59 0.00 6.08ic 4.38ic - 0.00 - - 10.46
18.64 30,988 900.64 0.00 6.09ic 4.46ic - 0.00 - - 10.55
18.69 31,092 900.69 0.00 6.11ic 454ic - 0.00 - - 10.65
18.74 31,195 900.74 0.00 6.12ic 4.62ic - 0.00 - - 10.74
18.79 31,299 900.79 0.00 6.14ic 4.69ic - 0.00 - - 10.83
18.84 31,403 900.84 0.00 6.15ic  4.77ic - 0.00 - - 10.92
18.89 31,507 900.89 0.00 6.17ic  4.84ic - 0.00 - - 11.01
18.94 31,610 900.94 0.00 6.18ic  4.92ic - 0.00 - - 11.10
18.99 31,714 900.99 0.00 6.20ic 4.99ic - 0.00 - - 11.18



Pond Report

5

Hydraflow Hydrographs Extension for Autodesk® Civil 3D® 2019 by Autodesk, Inc. v2020
Pond No. 1 - BMP-H

Pond Data

Tuesday, 09 /25/2018

UG Chambers -Invert elev. = 890.00 ft, Rise x Span = 4.50 x 4.50 ft, Barrel Len = 360.00 ft, No. Barrels =4, Slope = 0.00%, Headers = No
Contours -User-defined contour areas. Conic method used for volume calculation. Begining Elevation = 899.99 ft

Stage / Storage Table

Stage (ft) Elevation (ft) Contour area (sqft) Incr. Storage (cuft) Total storage (cuft)

0.00 890.00 n/a 0 0

0.45 890.45 n/a 1,195 1,195

0.90 890.90 n/a 2,069 3,263

1.35 891.35 n/a 2,519 5,783

1.80 891.80 n/a 2,775 8,557

2.25 892.25 n/a 2,899 11,456

2.70 892.70 n/a 2,899 14,355

3.15 893.15 n/a 2,774 17,129

3.60 893.60 n/a 2,518 19,647

4.05 894.05 n/a 2,070 21,716

4.50 894.50 n/a 1,190 22,907

17.99 899.99 1,543 6,935 29,842

18.49 900.49 1,799 834 30,677

18.99 900.99 2,364 1,037 31,714
Culvert / Orifice Structures Weir Structures

[A] [B] [C] [PrfRsr] [A] [B] [C] [D]

Rise (in) = 18.00 6.00 6.00 0.00 Crest Len (ft) = 12.00 0.00 0.00 0.00
Span (in) = 18.00 6.00 6.00 0.00 Crest El. (ft) = 901.00 0.00 0.00 0.00
No. Barrels =1 2 4 0 Weir Coeff. = 3.33 3.33 3.33 3.33
Invert El. (ft) = 870.00 890.00 899.00 0.00 Weir Type =1
Length (ft) = 18.00 0.50 0.50 0.00 Multi-Stage = Yes No No No
Slope (%) = 0.50 0.00 0.00 n/a
N-Value = .013 .013 .013 n/a
Orifice Coeff. = 0.60 0.60 0.60 0.60 Exfil.(in/hr) = 0.000 (by Contour)
Multi-Stage = nla No No No TW Elev. (ft) = 0.00

Stage Storage
ft cuft
0.00 0
0.05 119
0.09 239
0.14 358
0.18 478
0.22 597
0.27 717
0.31 836
0.36 956
0.40 1,075
0.45 1,195
0.50 1,402
0.54 1,609
0.58 1,815
0.63 2,022
0.68 2,229
0.72 2,436
0.76 2,643
0.81 2,850
0.86 3,057
0.90 3,263
0.94 3,515
0.99 3,767
1.03 4,019
1.08 4,271
1.13 4,523
1.17 4,775
1.22 5,027

Elevation

ft

890.00
890.04
890.09
890.13
890.18
890.22
890.27
890.31
890.36
890.40
890.45
890.49
890.54
890.59
890.63
890.67
890.72
890.76
890.81
890.85
890.90
890.95
890.99
891.03
891.08
891.12
891.17
891.21

Note: Culvert/Orifice outflows are analyzed under inlet (ic) and outlet (oc) control. Weir risers checked for orifice conditions (ic) and submergence (s).

Stage / Storage / Discharge Table

CivA
cfs

0.00

37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic

CivB
cfs

0.00

0.01ic
0.05ic
0.11ic
0.18ic
0.28 ic
0.38ic
0.50ic
0.62ic
0.74 ic
0.85ic
0.94 ic
0.51 oc
0.74 oc
0.92 oc
1.06 oc
1.19 oc
1.310cC
1.41 oc
147 ic
1.52ic
1.58ic
1.63ic
1.68ic
1.72ic
1.77ic
1.81ic
1.86 ic

CivC
cfs

0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00

PrfRsr
cfs

Wr A
cfs

0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00

Wr B

cfs

Wr C
cfs

Wr D
cfs

Exfil User Total
cfs cfs cfs

0.000

0.013
0.049

Continues on next page...



BMP-H

Stage / Storage / Discharge Table

Stage

ft

A A A aaaaaaaaaaaa
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Storage
cuft

5,279
5,531
5,783
6,060
6,337
6,615
6,892
7,170
7,447
7,725
8,002
8,280
8,557
8,847
9,137
9,427
9,717
10,007
10,296
10,586
10,876
11,166
11,456
11,746
12,036

Elevation
ft

891.26
891.30
891.35
891.40
891.44
891.48
891.53
891.57
891.62
891.66
891.71
891.75
891.80
891.84
891.89
891.93
891.98
892.02
892.07
892.11
892.16
892.20
892.25
892.29
892.34
892.38
892.43
892.47
892.52
892.56
892.61
892.65
892.70
892.74
892.79
892.84
892.88
892.92
892.97
893.01
893.06
893.10
893.15
893.20
893.24
893.28
893.33
893.37
893.42
893.46
893.51
893.55
893.60
893.65
893.69
893.73
893.78
893.82
893.87
893.91
893.96
894.00
894.05
894.09
894.14
894.18
894.23
894.27
894.32
894.36
894.41
894.45

CivA
cfs

37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic

CivB
cfs

1.90ic
1.94 ic
1.98 ic
2.02ic
2.06 ic
2.10ic
214 ic
2.18ic
2.21ic
2.25ic
2.28 ic
2.32ic
2.35ic
2.39ic
2.42ic
2.45ic
2.49ic
2.52ic
2.55ic
2.58 ic
2.61ic
2.64 ic
2.67 ic
2.70ic
2.73ic
2.76 ic
2.79ic
2.82ic
2.85ic
2.88ic
2.90ic
2.93ic
2.96 ic
2.99ic
3.01ic
3.04ic
3.07ic
3.09ic
3.12ic
3.14ic
3.17ic
3.19ic
3.22ic
3.24ic
3.27ic
3.29ic
3.32ic
3.34ic
3.37ic
3.39ic
3.41ic
3.44ic
3.46ic
3.48ic
3.51ic
3.53ic
3.55ic
3.57ic
3.60ic
3.62ic
3.64 ic
3.66 ic
3.69ic
3.71ic
3.73ic
3.75ic
3.77 ic
3.79ic
3.81ic
3.84ic
3.86ic
3.88ic

CivC
cfs

0.00
0.00
0.00

0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00

0.00
0.00
0.00

0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00

0.00
0.00
0.00

0.00
0.00
0.00

0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00

0.00
0.00
0.00

0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00

0.00
0.00
0.00

0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00

0.00
0.00
0.00

PrfRsr
cfs

Wr A
cfs

0.00
0.00
0.00

0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00

0.00
0.00
0.00

0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00

0.00
0.00
0.00

0.00
0.00
0.00

0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00

0.00
0.00
0.00

0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00

0.00
0.00
0.00

0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00

0.00
0.00
0.00

Exfil User Total
cfs cfs cfs

1.900
1.942

Continues on next page...



BMP-H
Stage / Storage / Discharge Table
Stage Storage Elevation CivA CivB CivC PrfRsr WrA Wr B Wr C WrD Exfil User Total
ft cuft ft cfs cfs cfs cfs cfs cfs cfs cfs cfs cfs cfs
4.50 22,907 894.50 37.33ic 3.90ic  0.00 - 0.00 - - 3.898
5.85 23,600 895.85 37.33ic 4.47ic  0.00 - 0.00 - - 4.474
7.20 24,294 897.20 37.33ic 498ic  0.00 - 0.00 - - 4.983
8.55 24,987 898.55 37.33ic 545ic  0.00 - 0.00 - - 5.446
9.90 25,681 899.90 37.33ic 5.87ic 3.04ic - 0.00 - 8.911
11.24 26,375 901.24 37.33ic 6.27ic 534ic - 4.85 - 16.46
12.59 27,068 902.59 47.79ic 6.64ic 691ic - 47.79s - 61.34
13.94 27,762 903.94 48.98 ic 7.00ic 8.19ic - 48.96s - 64.14
15.29 28,455 905.29 49.99 ic 7.33ic  9.29ic - 49.92s - 66.55
16.64 29,149 906.64 50.96 ic 7.65ic 10.28ic -- 50.89s - 68.82
17.99 29,842 899.99 0.00 590ic 3.25ic - 0.00 - - 9.153
18.04 29,926 900.04 0.00 592ic 3.36ic - 0.00 - - 9.276
18.09 30,009 900.09 0.00 593ic 3.47ic - 0.00 - - 9.396
18.14 30,093 900.14 0.00 595ic 3.57ic - 0.00 - - 9.513
18.19 30,176 900.19 0.00 596ic 3.67ic - 0.00 - - 9.627
18.24 30,259 900.24 0.00 598ic 3.76ic - 0.00 - - 9.738
18.29 30,343 900.29 0.00 599ic 3.86ic - 0.00 - - 9.846
18.34 30,426 900.34 0.00 6.01ic 3.95ic - 0.00 - - 9.953
18.39 30,510 900.39 0.00 6.02ic 4.04ic - 0.00 - - 10.06
18.44 30,593 900.44 0.00 6.04ic 412ic - 0.00 - - 10.16
18.49 30,677 900.49 0.00 6.05ic 4.21ic - 0.00 - - 10.26
18.54 30,780 900.54 0.00 6.06ic 4.29ic - 0.00 - - 10.36
18.59 30,884 900.59 0.00 6.08ic 4.38ic - 0.00 - - 10.46
18.64 30,988 900.64 0.00 6.09ic 4.46ic - 0.00 - - 10.55
18.69 31,092 900.69 0.00 6.11ic 454ic - 0.00 - - 10.65
18.74 31,195 900.74 0.00 6.12ic 4.62ic - 0.00 - - 10.74
18.79 31,299 900.79 0.00 6.14ic 4.69ic - 0.00 - - 10.83
18.84 31,403 900.84 0.00 6.15ic  4.77ic - 0.00 - - 10.92
18.89 31,507 900.89 0.00 6.17ic  4.84ic - 0.00 - - 11.01
18.94 31,610 900.94 0.00 6.18ic  4.92ic - 0.00 - - 11.10
18.99 31,714 900.99 0.00 6.20ic 4.99ic - 0.00 - - 11.18



Hydrograph Report

Hydraflow Hydrographs Extension for Autodesk® Civil 3D® 2019 by Autodesk, Inc. v2020

Hyd. No. 1

Basin H

Hydrograph type
Storm frequency

Time interval

50 yrs
12 min

Manual

Peak discharge
Time to peak
Hyd. volume

Tuesday, 09 /25/2018

6.040 cfs
4.20 hrs
17,813 cuft

Hydrograph Discharge Table

Time -- Outflow
cfs)

(hrs

0.20
0.40
0.60
0.80
1.00
1.20
1.40
1.60
1.80
2.00
2.20
2.40
2.60
2.80
3.00
3.20
3.40
3.60
3.80
4.00

4.20

0.300

0.300

0.300

0.300

0.300

0.400

0.400

0.400

0.400

0.400

0.500

0.500

0.500

0.600

0.700

0.700

0.900

1.000

1.500

3.400

6.040

4.40

4.60

4.80

5.00

5.20

5.40

5.60

5.80

6.00

...End

Time -- Outflow
(hrs

cfs)

1.200
0.800
0.600
0.500
0.400
0.400
0.400
0.300

0.300

( Printed values >= 1.00% of Qp.)



Hydrograph Report

Hydraflow Hydrographs Extension for Autodesk® Civil 3D® 2019 by Autodesk, Inc. v2020

Hyd. No. 2

<no description>

Hydrograph type
Storm frequency
Time interval
Inflow hyd. No.
Max. Elevation

Reservoir
50 yrs

12 min
1-BasinH

= 891.451t

Peak discharge
Time to peak
Hyd. volume
Reservoir name
Max. Storage

Tuesday, 09 /25/2018

2.033 cfs
4.40 hrs
17,803 cuft
BMP-H
6,129 cuft

Storage Indication method used.

Hydrograph Discharge Table

Time Inflow
(hrs) cfs
0.40 0.300
0.60 0.300
0.80 0.300
1.00 0.300
1.20 0.400
1.40 0.400
1.60 0.400
1.80 0.400
2.00 0.400
2.20 0.500
240 0.500
2.60 0.500
2.80 0.600
3.00 0.700
3.20 0.700
3.40 0.900
3.60 1.000
3.80 1.500
4.00 3.400
4.20 6.040 <<

Elevation

ft

890.11

890.16

890.19

890.21

890.23

890.25

890.27

890.27

890.27

890.29

890.30

890.31

890.32

890.35

890.37

890.40

890.45

890.35

890.77

891.20

CivA
cfs

ClvB CivC
cfs cfs

37.33

37.33

37.33

37.33

37.33

37.33

37.33

37.33

37.33

37.33

37.33

37.33

37.33

37.33

37.33

37.33

37.33

37.33

37.33

37.33

PfRsr
cfs

WrA WrB
cfs cfs

WrC WrD

cfs

( Printed values >= 1.00% of Qp.)

Exfil
cfs

Outflow

cfs cfs

0.074

0.150

0.210

0.250

0.295

0.346

0.372

0.386

0.393

0.422

0.463

0.482

0.518

0.588

0.647

0.729

0.841

0.587

1.311

1.838

Continues on next page...



<no description>

Hydrograph Discharge Table

Time
(hrs)

4.40

4.60
4.80
5.00
5.20
5.40
5.60
5.80
6.00
6.20
6.40
6.60
6.80
7.00
7.20
7.40
7.60
7.80

8.00

...End

Inflow
cfs

1.200

0.800

0.600

0.500

0.400

0.400

0.400

0.300

0.300

0.000

0.000

0.000

0.000

0.000

0.000

0.000

0.000

0.000

0.000

Elevation

ft

891.41 <<

891.29

891.14

890.99

890.84

890.70

890.44

890.34

890.48

890.35

890.23

890.17

890.13

890.11

890.09

890.08

890.07

890.06

890.05

Civ A
cfs

37.33

37.33

37.33

37.33

37.33

37.33

37.33

37.33

37.33

37.33

37.33

37.33

37.33

37.33

37.33

37.33

37.33

37.33

37.33

ClvB CilvC PfRsr

cfs

cfs

cfs

WrA WrB WrC WrD

cfs

cfs

cfs

cfs

Exfil
cfs

Outflow
cfs

2.033

1.924

1.781

1.626

1.450

1.131

0.830

0.575

0.916

0.579

0.285

0.163

0.103

0.072

0.051

0.040

0.032

0.026

0.021



Pond Report

4

Hydraflow Hydrographs Extension for Autodesk® Civil 3D® 2019 by Autodesk, Inc. v2020
Pond No. 1 - BMP-H

Pond Data

Tuesday, 09 /25/2018

UG Chambers -Invert elev. = 890.00 ft, Rise x Span = 4.50 x 4.50 ft, Barrel Len = 360.00 ft, No. Barrels =4, Slope = 0.00%, Headers = No
Contours -User-defined contour areas. Conic method used for volume calculation. Begining Elevation = 899.99 ft

Stage / Storage Table

Stage (ft) Elevation (ft) Contour area (sqft) Incr. Storage (cuft) Total storage (cuft)

0.00 890.00 n/a 0 0

0.45 890.45 n/a 1,195 1,195

0.90 890.90 n/a 2,069 3,263

1.35 891.35 n/a 2,519 5,783

1.80 891.80 n/a 2,775 8,557

2.25 892.25 n/a 2,899 11,456

2.70 892.70 n/a 2,899 14,355

3.15 893.15 n/a 2,774 17,129

3.60 893.60 n/a 2,518 19,647

4.05 894.05 n/a 2,070 21,716

4.50 894.50 n/a 1,190 22,907

17.99 899.99 1,543 6,935 29,842

18.49 900.49 1,799 834 30,677

18.99 900.99 2,364 1,037 31,714
Culvert / Orifice Structures Weir Structures

[A] [B] [C] [PrfRsr] [A] [B] [C] [D]

Rise (in) = 18.00 6.00 6.00 0.00 Crest Len (ft) = 12.00 0.00 0.00 0.00
Span (in) = 18.00 6.00 6.00 0.00 Crest El. (ft) = 901.00 0.00 0.00 0.00
No. Barrels =1 2 4 0 Weir Coeff. = 3.33 3.33 3.33 3.33
Invert El. (ft) = 870.00 890.00 899.00 0.00 Weir Type =1
Length (ft) = 18.00 0.50 0.50 0.00 Multi-Stage = Yes No No No
Slope (%) = 0.50 0.00 0.00 n/a
N-Value = .013 .013 .013 n/a
Orifice Coeff. = 0.60 0.60 0.60 0.60 Exfil.(in/hr) = 0.000 (by Contour)
Multi-Stage = nla No No No TW Elev. (ft) = 0.00

Stage Storage
ft cuft
0.00 0
0.05 119
0.09 239
0.14 358
0.18 478
0.22 597
0.27 717
0.31 836
0.36 956
0.40 1,075
0.45 1,195
0.50 1,402
0.54 1,609
0.58 1,815
0.63 2,022
0.68 2,229
0.72 2,436
0.76 2,643
0.81 2,850
0.86 3,057
0.90 3,263
0.94 3,515
0.99 3,767
1.03 4,019
1.08 4,271
1.13 4,523
1.17 4,775
1.22 5,027

Elevation

ft

890.00
890.04
890.09
890.13
890.18
890.22
890.27
890.31
890.36
890.40
890.45
890.49
890.54
890.59
890.63
890.67
890.72
890.76
890.81
890.85
890.90
890.95
890.99
891.03
891.08
891.12
891.17
891.21

Note: Culvert/Orifice outflows are analyzed under inlet (ic) and outlet (oc) control. Weir risers checked for orifice conditions (ic) and submergence (s).

Stage / Storage / Discharge Table

CivA
cfs

0.00

37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic

CivB
cfs

0.00

0.01ic
0.05ic
0.11ic
0.18ic
0.28 ic
0.38ic
0.50ic
0.62ic
0.74 ic
0.85ic
0.94 ic
0.51 oc
0.74 oc
0.92 oc
1.06 oc
1.19 oc
1.310cC
1.41 oc
147 ic
1.52ic
1.58ic
1.63ic
1.68ic
1.72ic
1.77ic
1.81ic
1.86 ic

CivC
cfs

0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00

PrfRsr
cfs

Wr A
cfs

0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00

Wr B

cfs

Wr C
cfs

Wr D
cfs

Exfil User Total
cfs cfs cfs

0.000

0.013
0.049

Continues on next page...



BMP-H

Stage / Storage / Discharge Table

Stage

ft

A A A aaaaaaaaaaaa
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Storage
cuft

5,279
5,531
5,783
6,060
6,337
6,615
6,892
7,170
7,447
7,725
8,002
8,280
8,557
8,847
9,137
9,427
9,717
10,007
10,296
10,586
10,876
11,166
11,456
11,746
12,036

Elevation
ft

891.26
891.30
891.35
891.40
891.44
891.48
891.53
891.57
891.62
891.66
891.71
891.75
891.80
891.84
891.89
891.93
891.98
892.02
892.07
892.11
892.16
892.20
892.25
892.29
892.34
892.38
892.43
892.47
892.52
892.56
892.61
892.65
892.70
892.74
892.79
892.84
892.88
892.92
892.97
893.01
893.06
893.10
893.15
893.20
893.24
893.28
893.33
893.37
893.42
893.46
893.51
893.55
893.60
893.65
893.69
893.73
893.78
893.82
893.87
893.91
893.96
894.00
894.05
894.09
894.14
894.18
894.23
894.27
894.32
894.36
894.41
894.45

CivA
cfs

37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic
37.33ic

CivB
cfs

1.90ic
1.94 ic
1.98 ic
2.02ic
2.06 ic
2.10ic
214 ic
2.18ic
2.21ic
2.25ic
2.28 ic
2.32ic
2.35ic
2.39ic
2.42ic
2.45ic
2.49ic
2.52ic
2.55ic
2.58 ic
2.61ic
2.64 ic
2.67 ic
2.70ic
2.73ic
2.76 ic
2.79ic
2.82ic
2.85ic
2.88ic
2.90ic
2.93ic
2.96 ic
2.99ic
3.01ic
3.04ic
3.07ic
3.09ic
3.12ic
3.14ic
3.17ic
3.19ic
3.22ic
3.24ic
3.27ic
3.29ic
3.32ic
3.34ic
3.37ic
3.39ic
3.41ic
3.44ic
3.46ic
3.48ic
3.51ic
3.53ic
3.55ic
3.57ic
3.60ic
3.62ic
3.64 ic
3.66 ic
3.69ic
3.71ic
3.73ic
3.75ic
3.77 ic
3.79ic
3.81ic
3.84ic
3.86ic
3.88ic

CivC
cfs

0.00
0.00
0.00

0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00

0.00
0.00
0.00

0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00

0.00
0.00
0.00

0.00
0.00
0.00

0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00

0.00
0.00
0.00

0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00

0.00
0.00
0.00

0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00

0.00
0.00
0.00

PrfRsr
cfs

Wr A
cfs

0.00
0.00
0.00

0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00

0.00
0.00
0.00

0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00

0.00
0.00
0.00

0.00
0.00
0.00

0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00

0.00
0.00
0.00

0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00

0.00
0.00
0.00

0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00

0.00
0.00
0.00

Exfil User Total
cfs cfs cfs

1.900
1.942

Continues on next page...



BMP-H
Stage / Storage / Discharge Table
Stage Storage Elevation CivA CivB CivC PrfRsr WrA Wr B Wr C WrD Exfil User Total
ft cuft ft cfs cfs cfs cfs cfs cfs cfs cfs cfs cfs cfs
4.50 22,907 894.50 37.33ic 3.90ic  0.00 - 0.00 - - 3.898
5.85 23,600 895.85 37.33ic 4.47ic  0.00 - 0.00 - - 4.474
7.20 24,294 897.20 37.33ic 498ic  0.00 - 0.00 - - 4.983
8.55 24,987 898.55 37.33ic 545ic  0.00 - 0.00 - - 5.446
9.90 25,681 899.90 37.33ic 5.87ic 3.04ic - 0.00 - 8.911
11.24 26,375 901.24 37.33ic 6.27ic 534ic - 4.85 - 16.46
12.59 27,068 902.59 47.79ic 6.64ic 691ic - 47.79s - 61.34
13.94 27,762 903.94 48.98 ic 7.00ic 8.19ic - 48.96s - 64.14
15.29 28,455 905.29 49.99 ic 7.33ic  9.29ic - 49.92s - 66.55
16.64 29,149 906.64 50.96 ic 7.65ic 10.28ic -- 50.89s - 68.82
17.99 29,842 899.99 0.00 590ic 3.25ic - 0.00 - - 9.153
18.04 29,926 900.04 0.00 592ic 3.36ic - 0.00 - - 9.276
18.09 30,009 900.09 0.00 593ic 3.47ic - 0.00 - - 9.396
18.14 30,093 900.14 0.00 595ic 3.57ic - 0.00 - - 9.513
18.19 30,176 900.19 0.00 596ic 3.67ic - 0.00 - - 9.627
18.24 30,259 900.24 0.00 598ic 3.76ic - 0.00 - - 9.738
18.29 30,343 900.29 0.00 599ic 3.86ic - 0.00 - - 9.846
18.34 30,426 900.34 0.00 6.01ic 3.95ic - 0.00 - - 9.953
18.39 30,510 900.39 0.00 6.02ic 4.04ic - 0.00 - - 10.06
18.44 30,593 900.44 0.00 6.04ic 412ic - 0.00 - - 10.16
18.49 30,677 900.49 0.00 6.05ic 4.21ic - 0.00 - - 10.26
18.54 30,780 900.54 0.00 6.06ic 4.29ic - 0.00 - - 10.36
18.59 30,884 900.59 0.00 6.08ic 4.38ic - 0.00 - - 10.46
18.64 30,988 900.64 0.00 6.09ic 4.46ic - 0.00 - - 10.55
18.69 31,092 900.69 0.00 6.11ic 454ic - 0.00 - - 10.65
18.74 31,195 900.74 0.00 6.12ic 4.62ic - 0.00 - - 10.74
18.79 31,299 900.79 0.00 6.14ic 4.69ic - 0.00 - - 10.83
18.84 31,403 900.84 0.00 6.15ic  4.77ic - 0.00 - - 10.92
18.89 31,507 900.89 0.00 6.17ic  4.84ic - 0.00 - - 11.01
18.94 31,610 900.94 0.00 6.18ic  4.92ic - 0.00 - - 11.10
18.99 31,714 900.99 0.00 6.20ic 4.99ic - 0.00 - - 11.18



Hydrology Study

14. Summary of results

The results of the analysis show that for the given Pipe sizes and given flows
calculated from the Civil D program that pipe size are adequate for the
conditions set and should not cause a backup of flows.
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