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FORM. GEN. 160 (Rev. 6-80) CITY OF LOS ANGELES 
 INTER-DEPARTMENTAL CORRESPONDENCE 
 
May 22,  2019 
 
To: Vincent Bertoni, AICP, Director of Planning 
 Department of City Planning 
 Attention:  Mindy Nguyen 
  
From: Fire Department 
 
Subject:  Notice of Preparation of an Environmental Impact  
 
CASE NO.:        ENV-2018-2771-EIR  
PROJECT NAME:       3rd and Fairfax Mixed-Use Project 
PROJECT APPLICANT:     Third Fairfax, LLC 
PROJECT LOCATION:     300-370 SOUTH FAIRFAX AVENUE, 6300-6370 WEST 3RD  
        STREET, AND 347 SOUTH OGDEN DRIVE,   
        LOS ANGELES, CA 90036 
 
PROJECT DESCRIPTION:    
 
The Proposed Project includes the partial demolition of an existing surface parking lot and 
commercial buildings, for up to 151,048 square feet of existing commercial floor area to be 
demolished (with 63,688 square feet of existing commercial floor area to remain); and the 
construction of a new mixed-use building containing 331 multi-family residential apartment 
dwelling units, for approximately 343,000 square feet of new residential floor area, and up 
to approximately 83,994 square feet of new commercial floor area, all located on the 
eastern portion of the Project Site. Existing buildings on the western portion of the Project 
Site are to remain and are not considered part of the Proposed Project work scope, except 
for calculating overall development rights for the entire Project Site. In conjunction with the 
existing commercial buildings to remain, the Proposed Project will include approximately 
147,682 square feet of commercial retail space and 343,000 square feet of residential 
space, for a total of 490,682 square feet of development and a Floor Area Ratio (FAR) of 
1.5 to 1. The newly constructed portion of the Proposed Project will consist of a mid-rise, 
eight-story structure and two levels of subterranean parking, for a maximum height of 
approximately 100 feet. The residential component will consist of 70 studio units, 162 one-
bedroom units, 66 two-bedroom units, and 33 three-bedroom units. The Proposed Project 
would provide a maximum of 1,156 automobile parking spaces, comprised of 982 spaces 
within the mixed-use building, and 174 spaces within the existing surface parking lot to 
remain. In addition, a total of 257 bicycle parking spaces, comprised of 57 short- and 200 
long-term bicycle parking spaces, will be provided pursuant to the LAMC. Vehicular access 
to the Project Site will be provided via four driveways, which include two new driveways 
(one residential and one commercial) with access to the parking areas for the new mixed-
use building along South Ogden Drive, and two existing driveways along South Fairfax 
Avenue and West 3rd Street with access to the surface parking lot. The Proposed Project 
will include up to 37,225 square feet of open space, including 5,640 square feet of indoor 
amenity space and approximately 31,585 square feet of common outdoor open space. 
Open space will be provided through residential amenity decks located on the fourth floor, 
the fifth floor, and on the roof level. Landscaping will be provided at these amenity decks, 
and also around the surface parking lot and edges of the Project Site. 
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The following comments are furnished in response to your request for this Department to 
review the proposed development: 
 
FIRE FLOW: 
 
The adequacy of fire protection for a given area is based on required fire-flow, response 
distance from existing fire stations, and this Department's judgment for needs in the area.  
In general, the required fire-flow is closely related to land use.  The quantity of water 
necessary for fire protection varies with the type of development, life hazard, occupancy, 
and the degree of fire hazard. 

 
Fire-flow requirements vary from 2,000 gallons per minute (G.P.M.) in low density 
residential areas to 12,000 G.P.M. in high-density commercial or industrial areas.  A 
minimum residual water pressure of 20 pounds per square inch (P.S.I.) is to remain in the 
water system, with the required gallons per minute flowing.  The required fire-flow for this 
project has been set at 6,000 to 9,000 G.P.M. from four to six fire hydrants flowing 
simultaneously. 
 
Improvements to the water system in this area may be required to provide 6,000 to 9,000 
G.P.M. fire-flow.  The cost of improving the water system may be charged to the 
developer.  For more detailed information regarding water main improvements, the 
developer shall contact the Water Services Section of the Department of Water and 
Power. 
 
RESPONSE DISTANCE: 
 
Based on a required fire-flow of 6,000 to 9,000 G.P.M., the first-due Engine Company 
should be within 1 mile(s), the first-due Truck Company within 1 ½  mile(s).   
 
 
FIRE STATIONS: 
 
The Fire Department has existing fire stations at the following locations for initial response 
into the area of the proposed development:  300-700 SOUTH FAIRFAX AVENUE 

 
2.3 

 
Fire Station No. 41 
1439 N. Gardner Street 
Los Angeles, CA  90046 

 
Engine, Paramedic Rescue Ambulance and 
Brush Patrol 

 
6 

 
 
 

 
DISTANCE 

0.9 

 
Fire Station No. 61 
5821 W. 3rd Street 
Los Angeles, CA 90036 

 
SERVICES AND EQUIPMENT 
Task Force, Paramedic Rescue Ambulance 
BLS Rescue Ambulance 

 
STAFF 

14 
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DISTANCE 

2.7 

 
Fire Station No. 58 
1556 S. Robertson Blvd. 
Los Angeles, CA  90035 

 
SERVICES AND EQUIPMENT 
Assessment Engine, 2 Paramedic Rescue 
Ambulances and BLS Ambulance 
 

 
STAFF 

8 

 
2.9 

 
Fire Station No. 68 
5023 W. Washington 
Boulevard 
Los Angeles, CA  90019 

 
Engine and Paramedic Rescue Ambulance 
 

 
6 

 
3.2 

 
Fire Station No. 29 
4029 W. Wilshire Blvd.  
Los Angeles, CA  90010 

 
Task Force, Paramedic Rescue Ambulance,  
BLS Rescue Ambulance and DECON Tender 

 
14 

 
Based on these criteria (response distance from existing fire stations), fire protection would 
be considered adequate. 
 
At present, there are no immediate plans to increase Fire Department staffing or resources 
in those areas, which will serve the proposed project. 
 
FIREFIGHTING PERSONNEL & APPARATUS ACCESS: 
 
During demolition, the Fire Department access will remain clear and unobstructed. 
 
Access for Fire Department apparatus and personnel to and into all structures shall be 
required. 

 
One or more Knox Boxes will be required to be installed for LAFD access to project.  
 location and number to be determined by LAFD Field Inspector.  (Refer to FPB Req # 75).  

 
505.1 Address identification.  New and existing buildings shall have approved building 
identification placed in a position that is plainly legible and visible from the street or road 
fronting the property. 
 
The entrance to a Residential lobby must be within 50 feet of the desired street address  
curb face. 
 
Where above ground floors are used for residential purposes, the access requirement shall 
be interpreted as being the horizontal travel distance from the street, driveway, alley, or 
designated fire lane to the main entrance of individual units. 

 
The entrance or exit of all ground dwelling units shall not be more than 150 feet from the 
edge of a roadway of an improved street, access road, or designated fire lane. 
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No building or portion of a building shall be constructed more than 150 feet from the edge 
of a roadway of an improved street, access road, or designated fire lane. 
 
The Fire Department may require additional vehicular access where buildings exceed 28 
feet in height. 
 
2014 CITY OF LOS ANGELES FIRE CODE, SECTION 503.1.4  (EXCEPTION) 
 

a. When this exception is applied to a fully fire sprinklered residential building  
  equipped with a wet standpipe outlet inside an exit stairway with at least a 2  
  hour rating the distance from the wet standpipe outlet in the stairway to the  
  entry door of any dwelling unit or guest room shall not exceed 150 feet of  
 horizontal travel AND the distance from the edge of the roadway of an improved  
   street or approved fire lane to the door into the same exit stairway directly from       
   outside the building shall not exceed 150 feet of horizontal travel. 
 

b. It is the intent of this policy that in no case will the maximum travel distance    
   exceed 150 feet inside the structure and 150 feet outside the structure.  The   
   term “horizontal travel” refers to the actual path of travel to be taken by a  
   person responding to an emergency in the building. 

 
c.      This policy does not apply to single-family dwellings or to non-residential  

   buildings. 
 

Building designs for multi-storied residential buildings shall incorporate at least one access 
stairwell off the main lobby of the building; But, in no case greater than 150ft horizontal 
travel distance from the edge of the public street, private street or Fire Lane. This stairwell 
shall extend onto the roof. 

 
Entrance to the main lobby shall be located off the address side of the building. 

 
Any required Fire Annunciator panel or Fire Control Room shall be located within 20ft 
visual line of site of the main entrance stairwell or to the satisfaction of the Fire 
Department. 
 
Where rescue window access is required, provide conditions and improvements necessary 
to meet accessibility standards as determined by the Los Angeles Fire Department. 
 
Adequate off-site public and on-site private fire hydrants may be required. Their number 
and location to be determined after the Fire Department's review of the plot plan. 
 

The Fire Department may require additional roof access via parapet access roof ladders  
where buildings exceed 28 feet in height, and when overhead wires or other obstructions  
block aerial ladder access. 
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5101.1 Emergency responder radio coverage in new buildings.  All new buildings shall 
have approved radio coverage for emergency responders within the building based upon 
the existing coverage levels of the public safety communication systems of the jurisdiction 
at the exterior of the building.  This section shall not require improvement of the existing 
public safety communication systems. 
 
Site plans shall include all overhead utility lines adjacent to the site. 

 
Any roof elevation changes in excess of 3 feet may require the installation of ships ladders. 
 
The width of private roadways for general access use and fire lanes shall not be less than 
20 feet, and the fire lane must be clear to the sky. 

 
Fire lanes, where required and dead ending streets shall terminate in a cul-de-sac or other 
approved turning area.  No dead ending street or fire lane shall be greater than 700 feet in 
length or secondary access shall be required. 
 
Submit plot plans indicating access road and turning area for Fire Department approval. 
 
All parking restrictions for fire lanes shall be posted and/or painted prior to any Temporary 
Certificate of Occupancy being issued. 

 
Plans showing areas to be posted and/or painted, “FIRE LANE NO PARKING” shall be 
submitted and approved by the Fire Department prior to building permit application sign-
off. 

 
Electric Gates approved by the Fire Department shall be tested by the Fire Department 
prior to Building and Safety granting a Certificate of Occupancy. 
 
Contingencies shall be formulated and implemented, prior to completion of the project, to  
ensure that the level-of-service for street intersections is no worse than "E" or "F". 
 
The Los Angeles Fire Department continually evaluates fire station placement and overall 
Department services for the entire City, as well as specific areas.  The development of this 
proposed project, along with other approved and planned projects in the immediate area, 
may result in the need for the following: 

 
1. Increased staffing for existing facilities. (I.E., Paramedic Rescue Ambulance and 

EMT Rescue Ambulance resources.) 
2. Additional fire protection facilities. 
3. Relocation of present fire protection facilities. 
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For additional information, please contact the Fire Development Services Section, 
Hydrants & Access Unit at (213) 482-6543. 

 
 

RALPH M. TERRAZAS, 
Fire Chief 

 
 
 
 

Kristin Crowley, Fire Marshal 
Bureau of Fire Prevention and Public Safety 
 
KC:RED:yw 
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SCHOOL YEAR: 2017-2018
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1439701 Hancock Park El 749 762 719 (13) Yes 758 (9) Yes
1807501 Burroughs MS 1561 1596 1796 (35) Yes 1259 302 No
1862101 Fairfax SH 2045 1847 1929 198 No 1792 253 No

Schools Planned to Relieve Known Overcrowding
NONE

see next page

PROJECT SERVED: 3RD AND FAIRFAX MIXED-USE PROJECT, located at 300 and 370 South Fairfax Drive, 347 South Ogden 
Drive, 6300-6302 West 3rd Street, 6310-6328 West 3rd Street, and 6370 West 3rd Street, Los Angeles, CA 90036. The project is 
planned to construct 381 residential units, including commercial use.
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NOTES:
1 School's ID code.
2 School's name 
3

4

5 The number of students actually attending the school at the start of the reported school year, including magnet students.
6 Reported school year seating overage or (shortage): equal to (capacity) - (resident enrollment).
7 Reported school year overcrowding status of school. The school is overcrowded if any of these conditions exist:

    -There is a seating shortage.
    -There is a seating overage of LESS THAN or EQUAL TO a margin of 20 seats.

8

9 Projected seating overage or (shortage): equal to (capacity) - (projected enrollment).
10 Projected overcrowding status of school. The school will be considered overcrowded in the future if any of these conditions exist:

     -There is a seating shortage in the future.
     -There is a seating overage of LESS THAN or EQUAL TO a margin of 20 seats in the future.

°

* Enrollment is by application only.

School's operating capacity. The maximum number of students the school can serve with the school's classroom utilization. Excludes capacity allocated to charter 
co-locations.  Includes capacity for magnet programs.

Magnet Schools with Resident Kindergarten Enrollment: Resident enrollment is reported for Kindergarten only. Actual enrollment is reported for all grades in school. 
Projected data not reported.

The total number of students living in the school's attendance area and who are eligible to attend the school at the start of the reported school year, plus students 
enrolled at any on-site magnet centers.

Projected 5-year total number of students living in the school's attendance area and who are eligible to attend the school as of the start of the school year. Includes 
magnet students.



 
 LOS ANGELES UNIFIED SCHOOL DISTRICT 
 Business Services Division 
                               
 
LOC. CODE:  4397                                                                  COST CENTER:  1439701 
 
 
SUBJECT: UPDATE BOUNDARY DESCRIPTION FOR  HANCOCK PARK SCHOOL 

EFFECTIVE  SEPTEMBER 1, 1977  (UPDATED 7-1-1994). 
           
Reconfiguration has changed the grade levels serviced by this school and the boundary 
description has been updated to reflect this change.  This updating does not change the intent 
of the boundary as it was approved on September 1, 1977.  The description starts at the most 
northwesterly corner and follows the streets in clockwise order.  Boundaries are on the center 
of the street unless otherwise noted. 
 
This is an official copy for your file. 
 
 
(GRADES  K - 5) 
 
BEVERLY BOULEVARD * ALTA VISTA BOULEVARD TO THIRD STREET * 
COCHRAN AVENUE * WILSHIRE BOULEVARD * LOS ANGELES UNIFIED SCHOOL 
DISTRICT BOUNDARY * SAN VICENTE BOULEVARD * THIRD STREET * 
SWEETZER AVENUE. 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

 
 
For assistance, please call Demographic and Boundary Unit, Facilities Asset Management Division, at (213) 742-7596.  
 
 
APPROVED:   C. DOUGLAS BROWN, Interim Coordinator, Facilities Asset Management Division 
 
DISTRIBUTION: School Demographic and Boundary Unit 

Heritage School School Traffic and Safety Education Section 
Pupil Statistics Department of Transportation, City of L.A. 
Transportation Branch 
 



 
LOS ANGELES UNIFIED SCHOOL DISTRICT 

 Facilities Services Division 
 
 
LOC. CODE:  8075                                                                  COST CENTER:  1807501 
 
 
SUBJECT:  UPDATE BOUNDARY DESCRIPTION FOR  JOHN BURROUGHS MIDDLE SCHOOL   

EFFECTIVE  JULY 1, 2010   (UPDATED  7-1-2011; 7-1-2017).   
           
Reconfiguration has changed the grade levels serviced by this school and the 
boundary description has been updated to reflect this change.  This updating does 
not change the intent of the boundary as it was approved on July 1, 2010  (updated  
7-1-2011).  The description starts at the most northwesterly corner and follows the 
streets in clockwise order.  Boundaries are on the center of the street unless 
otherwise noted. 
 
This is an official copy for your file. 
 
 
(GRADES  6 - 8) 
 
MELROSE AVENUE * LA CIENEGA BOULEVARD * ROSEWOOD AVENUE * 
ORLANDO AVENUE * OAKWOOD AVENUE * CRESCENT HEIGHTS 
BOULEVARD * BEVERLY BOULEVARD * HIGHLAND AVENUE * OAKWOOD 
AVENUE AND EXTENSION * ROSEWOOD AVENUE AND EXTENSION * 
ROSSMORE AVENUE * BEVERLY BOULEVARD * WESTERN AVENUE * SAN 
MARINO STREET * WESTCHESTER PLACE * OLYMPIC BOULEVARD * 
RIMPAU BOULEVARD * PICO BOULEVARD * SAN VICENTE BOULEVARD * 
CURSON AVENUE * WILSHIRE BOULEVARD * LOS ANGELES UNIFIED 
SCHOOL DISTRICT BOUNDARY.  
 
(GRADES  7 – 8) 
 
OAKWOOD AVENUE * HIGHLAND AVENUE * BEVERLY BOULEVARD * LA 
BREA AVENUE.  
 
 
 
 
 
 
 
 

 
 
 
For assistance, please call Master Planning & Demographics, Facilities Services Division, at (213) 241-8044. 
 
 
APPROVED:   MARK HOVATTER, Chief Facilities Executive, Facilities Services Division 
 
DISTRIBUTION: School Office of Environmental Health and Safety 
 Transportation Branch Department of Transportation, City of L. A. 
 Master Planning and Demographics  
  



 LOS ANGELES UNIFIED SCHOOL DISTRICT 
 Facilities Services Division 
 
LOC. CODE:  8621                                                                  COST CENTER:  1862101 
 
SUBJECT:  NEW SERVICE BOUNDARY DESCRIPTION FOR  FAIRFAX HIGH SCHOOL 

EFFECTIVE  JULY 1, 2009.  
 

The area described below has been approved by the superintendent as the attendance 
area served by the above-mentioned school.  The description starts at the most 
northwesterly corner and follows the streets in clockwise order.  Boundaries are on the 
center of the street unless otherwise noted.    
 
This boundary supersedes boundary effective  July 1, 2007 (updated 7-1-2008). 
 
This is an official copy for your file.           
 
 
(GRADES  9 – 12) 
 
SUNSET BOULEVARD * FULLER AVENUE * FOUNTAIN AVENUE * GREENACRE AVENUE 
* SANTA MONICA BOULEVARD * VAN NESS AVENUE * MELROSE AVENUE * KINGSLEY 
DRIVE * BEVERLY BOULEVARD * WESTERN AVENUE * FIRST STREET * GRAMERCY 
PLACE * SECOND STREET * GRAMERCY PLACE * FIFTH STREET * IRVING BOULEVARD 
* WILSHIRE BOULEVARD * LA BREA AVENUE * REDONDO BOULEVARD * 21ST STREET 
* DUNSMUIR AVENUE * WASHINGTON BOULEVARD * HAUSER BOULEVARD * VENICE 
BOULEVARD * AIRDROME STREET * FAIRFAX AVENUE * PICO BOULEVARD * BEDFORD 
STREET * WHITWORTH DRIVE * LOS ANGELES UNIFIED SCHOOL DISTRICT 
BOUNDARY. 
 
 
OPTIONAL:  FAIRFAX AND HOLLYWOOD SENIOR HIGH SCHOOLS  
 
MULHOLLAND DRIVE * LAUREL CANYON BOULEVARD (BOTH SIDES EXCLUDED, 
INCLUDING LAUREL CANYON PLACE, AMOR ROAD, CORNETT DRIVE, AND ELRITA 
DRIVE) TO THE INTERSECTION OF ELRITA DRIVE AND LAUREL CANYON BOULEVARD 
* LAUREL CANYON BOULEVARD TO WILLOW GLEN ROAD * A LINE EASTERLY AND 
NORTHERLY FROM LAUREL CANYON BOULEVARD AT WILLOW GLEN ROAD 
(EXCLUDING WILLOW GLEN ROAD, THAMES STREET, AND LEICESTER DRIVE) TO THE 
INTERSECTION OF WOODSTOCK ROAD AND MOUNT OLYMPUS DRIVE * WOODSTOCK 
ROAD (BOTH SIDES EXCLUDED) TO THE INTERSECTION OF WOODSTOCK ROAD AND 
WILLOW GLEN ROAD * A LINE NORTHERLY, EXCLUDING BOTH SIDES OF WOODSTOCK 
ROAD, ADA STREET, AND CARDWELL PLACE, TO AND EXCLUDING 7800 AND 7801 
WOODROW WILSON DRIVE * A LINE EASTERLY INCLUDING BOTH SIDES OF 
WOODROW WILSON DRIVE AND ITS CONTRIBUTING STREETS * NICHOLS CANYON 
ROAD (BOTH SIDES) * A LINE WESTERLY THROUGH AND INCLUDING 3050 AND 3051 
CHANDELLE ROAD AND NORTH OF BRIAR SUMMIT DRIVE TO AND INCLUDING 7950 
MULHOLLAND DRIVE * MULHOLLAND DRIVE * RUNYON CANYON ROAD * VISTA 
STREET * HAWTHORN AVENUE * VISTA STREET * SUNSET BOULEVARD * LOS 
ANGELES UNIFIED SCHOOL DISTRICT BOUNDARY * A LINE NORTHERLY EAST OF 
MEREDITH PLACE, ALTO CEDRO DRIVE, BRIARCREST ROAD AND BRIARCREST LANE 
TO AND EXCLUDING 8600 MULHOLLAND DRIVE. 
 

 
For assistance, please call Master Planning & Demographics, Facilities Services Division, at (213) 893-6850. 
 
 
APPROVED:  JOSEPH A. MEHULA, Chief Facilities Executive, Facilities Services Division 
 
DISTRIBUTION: School      Office of Environmental Health and Safety 
 Transportation Branch    Department of Transportation, City of L. A. 
 Master Planning and Demographics  
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3rd and Fairfax Mixed-Use Project [ENV-2018-2771-EIR]Park Towers Project 
Request for Information 

Los Angeles Public Library Response 
April 22, 2019 

1. Which libraries would serve the proposed project? Please provide:

a. Name and address

b. Size of facility (square feet)

c. Staffing levels

d. Collection size/ Circulation

e. Service population for associated library

f. Special facilities available for public use

Answer:  

The following Los Angeles Public Library locations would serve the project area: 

• Farifax Branch Library, page 3
• John C. Fremont Branch Library, page 4
• Memorial Branch Library, page 5

Please see the respective pages for each location for answers to questions above 

2. Are there plans to build any new libraries that would serve the project area?

Answer:

There are no current plans to build new libraries that would serve this project area.

Additional Information: 

On February 8, 2007, The Board of Library Commissioners approved a new Branch 
Facilities Plan.  This Plan includes criteria for new Libraries, which recommends new size 
standards for the provision of LAPL facilities – 12,500 s.f. for community with less than 
45,000 population and 14,500 s.f. for community with more than 45,000 population and 
up to 20,000 s.f. for a Regional branch.  It also recommends that when a community 
reaches a population of 90,000, an additional branch library should be considered for the 
area.  

Any increase in the residential and/or commuter-adjusted population that is in close 
proximity to a library has a direct impact on library services with increased demands for 
library staffing, materials, computers, and information services. Therefore, mitigation 
measures may be necessary in order to lessen the impact to these services to a level that 
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 3rd and Fairfax Mixed-Use Project [ENV-2018-2771-EIR]Park Towers Project 
Request for Information 

Los Angeles Public Library Response 
April 22, 2019 

 
  
is appropriate for a given service population in accordance to the February 8, 2007 Board 
of Library Commissioners approved Branch Facilities Plan.   

 

The Los Angeles Public Library recommends a mitigation fee of $200 per capita based 
upon the projected population of the development.  The funds will be used for staff, books, 
computers and other library materials.  It is recommended that mitigation fees be paid for 
by the developer. 
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Branch Name

Fairfax Branch Library

Address
161 S. Gardner Street
Los Angeles, CA 90036
Hours

Mon: 10-8, Tue: 12-8, Wed: 10-8, Thu: 12-8, Fri: 9:30-5:30 
Sat: 9:30-5:30, Sun: Closed

Size of Facility (sq. ft.)

12,500

Collection Size

50,218

Annual Circulation

91,328

Staffing Level

11

Volunteers 

77

Service Population
Estimated from LA Times Mapping L.A. database and branch library community boundaries
36,336

The Los Angeles Public Library does not make future population projections. 

Special Features

All branch libraries provide free access to computer workstations which are connected to the Library's information 
network. In addition to providing Internet access, these workstations enable the public to search LAPL's many 
electronic resources including the online catalog, subscription databases, word processing, language learning, literacy 
and a large historic document and photograph collection.

All branch libraries have:
Free Public Wi-Fi
Wireless & Mobile Printing
Reserve a Computer

This branch also has:
Friends of Library Group
Zoom Text Computer for the Visually Impaired

Los Angeles Public Library 
Location Information for EIR/ Request for Information
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Branch Name

John C. Fremont

Address

6121 Melrose Avenue
Los Angeles, CA 90038

Hours

Mon: 10-8, Tue: 12-8, Wed: 10-8, Thu: 12-8, Fri: 9:30-5:30 
Sat: 9:30-5:30, Sun: Closed

Size of Facility (sq. ft.)

7,361

Collection Size

40,452

Annual Circulation

57,866

Staffing Level

8.5

Volunteers 

14

Service Population
Estimated from LA Times Mapping L.A. database and branch library community boundaries

18,418

The Los Angeles Public Library does not make future population projections. 

Special Features

All branch libraries provide free access to computer workstations which are connected to the Library's information network. In 
addition to providing Internet access, these workstations enable the public to search LAPL's many electronic resources including 
the online catalog, subscription databases, word processing, language learning, literacy and a large historic document and 
photograph collection.

All branch libraries have:
Free Public Wi-Fi
Wireless & Mobile Printing
Reserve a Computer

This branch also has:
Friends of Library Group
Meeting Room Rental
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Branch Name

Memorial Branch Library 

Address
4625 W. Olympic Boulevard
Los Angeles, CA 90019
Hours

Mon: 10-8, Tue: 10-8, Wed: 10-8, Thu: 10-8, Fri: 9:30-5:30 
Sat: 9:30-5:30, Sun: 1-5

Size of Facility (sq. ft.)

10,578

Collection Size

37,352

Annual Circulation

200,321

Staffing Level

9

Volunteers 

32

Service Population
Estimated from LA Times Mapping L.A. database and branch library community boundaries
45,615

The Los Angeles Public Library does not make future population projections. 

Special Features

All branch libraries provide free access to computer workstations which are connected to the Library's information 
network. In addition to providing Internet access, these workstations enable the public to search LAPL's many 
electronic resources including the online catalog, subscription databases, word processing, language learning, literacy 
and a large historic document and photograph collection.

All branch libraries have:
Free Public Wi-Fi
Wireless & Mobile Printing
Reserve a Computer

This branch also has:
Friends of Library Group
Meeting Room Rental
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