




                                                     

Strauss well assessment 1                  11/30/2017 

 
November 30, 2017 
 
Mr. Joshua Franklin 
Strauss Wind, LLC 
5901 Priestly Drive, Suite 300 
Carlsbad, CA 92008 
 
SUBJECT: Assessment of Groundwater Well Feasibility and Siting for Strauss  
  Wind Project  Operations and Maintenance Facility, San Miguelito  
  Road, Lompoc, Santa Barbara County.   
 
 
Dear Mr. Franklin: 
 
As requested, Cleath-Harris Geologists (CHG) has completed a review of available 
hydrogeologic information and performed field reconnaissance in order to assess the 
feasibility of drilling a water well to supply the proposed Operations and Maintenance 
(O&M) building for the Strauss Wind Project.  Field reconnaissance was performed on 
November 27, 2017.  This letter summarizes the information obtained to date and the 
results of the assessment. 
 
 
Site Geology 
 
The project site is underlain primarily by undivided, early Tertiary-age Gaviota-Sacate 
Formations, which are described as a tan, semi-friable, thick-bedded marine sandstone, 
locally interbedded with gray micaceous siltstone and claystone.  There is also Monterey 
shale mapped on the east side of the project area, and Cosy Dell shale mapped on the 
north side of the project area.  A few outcrops of Vaqueros sandstone are shown on the 
geology map along the southern project boundary.  Among the formations locally 
present, the Vaqueros sandstone and siliceous member of the Monterey shale are viable 
targets for groundwater development, while the Cosy Dell shale is a poor target due to 
water quality issues and low productivity.  The Gaviota-Sacate Formations are 
gradational and contemporaneous with the Coldwater sandstone, portions of which are a 
viable target for groundwater development in other areas.  Alluvial deposits are also 
present locally, and can provide a source of water to wells if saturated and sufficiently 
thick.  Project site geology is shown on Figure 1. 
 
The O&M site is covered by a thin veneer of seasonally saturated alluvial deposits 
underlain by the Gaviota-Sacate Formation.  There is a syncline mapped through the 
O&M building envelope, where the Gaviota-Sacate Formation is inferred from local 
structure to reach a maximum thickness of 800 feet. 
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Available Information 
 
There are two points of information on water wells in the area.  A Well Completion 
Report from 2011 is available for a shallow alluvial well along the drainage channel 
parallel to San Miguelito Road, and results of a well test with water quality information 
are described in the EIR for the former Lompoc Wind Energy Project (Aspen 
Environmental Group, 2008).  Some additional information on springs, water levels, and 
water quality was obtained during site reconnaissance. 
 
Alluvial Well 
 
The alluvial well is located in a broad drainage swale approximately 2,500 feet northeast 
of the San Miguelito Road and Sudden Road intersection (Figure 2).  This shallow well 
taps sand and gravel to a depth of 34 feet, with clay through the total well depth of 50 feet 
(Well Completion Report attached).  Alluvium is also mapped at the O&M site, but 
geotechnical borings show it to be too shallow for development purposes at that location 
(less than 20 feet thick).  Field reconnaissance indicates the 2011 alluvial well is 
currently equipped with a pump to serve the local ranch. 
 
Surface water in the alluvial drainage channel was noted at two locations.  The first 
location was approximately 1,000 feet upstream of the alluvial well, and the second 
location was at the beginning of the bedrock narrows approximately 500 feet downstream 
of the well.  Electrical Conductivity (EC) of the surface water measured 4,470 
micromhos per centimeter (µmhos/cm) at the upstream location and 3,020 µmhos/cm at 
the downstream location (Figure 2). 
 
O&M Site Deep Well 
 
Water quality and pumping test information is available for a 475-foot deep, unused well 
on the Signorelli Ranch.  The information, from December 2005 and January 2006, 
indicates that water quality from the Signorelli Ranch deep well has an elevated salinity 
of approximately 10 times greater than drinking water standards.  CHG located the well 
during site reconnaissance at the proposed O&M site (Figure 2; Image attached).  The 
static water level was measured at 123.9 feet depth, compared to 125 feet depth reported 
on December 27, 2005.  A grab sample of groundwater in the deep well was also bailed 
and tested during site reconnaissance.  The EC of the water sample measured 12,500 
µmhos/cm, compared to 16,000 µmhos/cm reported in 2006.  The drinking water 
standard is 1,600 µmhos/cm. 
 
Data from two pumping tests are available, the first conducted on December 27, 2005, 
and the second on January 11, 2006 (attached).  The pumping tests showed the well does 
not meet minimum County standards for domestic supply and may not be able to provide 
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the nominal 250 gallons per day supply needed for the O&M facility.  These pumping 
tests show excessive drawdown at low production rates. 
 
During the first test in December 2005, the well produced approximately 450 gallons in 
60 minutes, with a water level decline of 187 feet.  Virtually all of the water pumped was 
from casing storage (i.e. minimal inflow to the well from the aquifer), based on a nominal 
8-inch steel casing size as observed at the wellhead.  During the second test, the well 
produced approximately 940 gallons of water in four hours, with a water level decline of 
196 feet.  An estimated 510 gallons was from casing storage.  The static water level at the 
beginning of the second test was 57 feet deeper than the static measured two weeks 
earlier, however, indicating poor recovery from the initial testing.  Treatment for potable 
use from the well would require reverse osmosis, which would further diminish the well's 
effective yield. 
 
 
Well Site Feasibility Assessment 
 
A detail of the project site and potential well sites are shown on Figure 2.  A nominal 250 
gallons per day (based on 4-6 staff with 50 gallons per day per person water use) would 
be adequate for the O&M facility, although a minimum flow of 3 gallons per minute for 
72 hours (4,320 gallons per day) would be needed from a pumping test to meet County 
standards for domestic supply (Santa Barbara County Code Chapter 34B-18). 
 
Feasible Options 
 
Site #1  A well at this location would tap the alluvial deposits at the lowest possible 
elevation prior to the bedrock narrows, approximately 2,700 feet to the northeast of the 
O&M site.  The existing alluvial well met the minimum yield test for a domestic well per 
County standards (3 gpm for 72 hours), and similar production from a new well would be 
expected.  Water quality may require treatment for potable use, based on the EC 
measurements of surface water in the alluvial drainage.  There is an estimated 40 acre-
feet of available groundwater stored in the alluvial aquifer, which provides drought 
period reliability and should be adequate for both local ranch and O&M facility needs.  A 
new alluvial well would be approximately 150 feet from the existing well, and would 
need a variance from the County to install a 20-foot sanitary seal instead of the 50-foot 
seal required by County Code.  There is power at the ranch.  Water from Site #1 could be 
piped along the County right-of-way or through an easement on the ranch.  There is a 70-
foot gain in elevation between ground surface at Site #1 and the O&M site.   
 
Site #2 A second location for groundwater development would be to tap the semi-
siliceous portion of the lower Monterey shale.  There is a good probability of obtaining 
adequate water to serve the O&M facility, and water quality from the shale is expected to 
be generally suitable for potable use, although treatment may be required.  Site #2 is 
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approximately 4,000 feet northeast of the O&M facility, on an elevated bench at the 
former Union Sugar limestone quarry.  Existing power lines at the ranch are 
approximately 1,200 feet from the proposed well site.  Pumped water would need to be 
piped along an easement, either within the County right-of-way or across the ranch.  
Depth to water in a well at Site #2 location would likely be less than 200 feet.  Production 
capacity from a well at this location could be up to 20 gallons per minute.  There is a 20-
foot gain in elevation between ground surface at Site #2 and the O&M site.  
 
Site #3  The most favorable location, based on hydrogeology, is within the siliceous 
Monterey shale.  There is a high probability of obtaining adequate water to serve the 
O&M facility, and water quality from the siliceous shale is expected to be generally 
suitable for potable use.  The preferred well location, however, is approximately 8,000 
feet east of the O&M facility along San Miguelito Road, and would require water to be 
piped along an easement within the County right-of-way.  There is also no power within a 
few thousand feet.  Depth to water in a well at Site #3 would likely be less than 50 feet.  
Production capacity from a well at this location could be up to 20 gallons per minute.  
There is a 250-foot gain in elevation between ground surface at Site #3 and the O&M 
site.   
 
Site  #4  The upper Gaviota-Sacate sandstone does feed a few springs in the project area.  
One spring visited during site reconnaissance had been developed for stock water with an 
EC measuring 620 µmhos/cm.  A second spring visited was not flowing but there was 
vegetative evidence of seeps.  These springs emanate from an indurated and locally 
coarser grained sandstone bed that is above the alluvial valley floor.  To tap the spring 
zone, a well would need to be drilled on the ridge above the valley floor at a distance of 
roughly 4,000 feet from the O&M site.  Production capacity would likely be low, and 
may require a variance from the County standards for flow, but water quality should be 
suitable for potable use.  Depth to water would be close to 300 feet.  The closest power 
lines are approximately 1,400 away.   Water pumped from the well would need to be 
piped along an easement on ranch property.  Site grading for rig access would be 
necessary.  There is a 220-foot drop in elevation between ground surface at Site #4 and 
the O&M site. 
 
Options Considered Infeasible 
 
The source of water to the existing Signorelli Ranch deep well at the proposed O&M site 
is interpreted to be the lower Gaviota-Secate Formation.  Very low production and poor 
water quality effectively eliminate the feasibility of using the well or developing a new 
well at the O&M site. 
 
The Vaqueros Sandstone, typically a favorable target for groundwater development, is 
too high in elevation and mostly unsaturated on the property.  Suitable access for a 
drilling rig is also significantly constrained, based on site reconnaissance. 
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Well Facilities 
 
A water well for the O&M facilities would be constructed using 5-inch or 6-inch 
diameter PVC casing, include a sanitary annular seal, and could extend up to several 
hundred feet below grade, pending the results of test hole drilling.  Wells typically 
include approximately 1-2 feet of casing stickup from the surface (cement) pad. 
 
The well may either be fenced in an enclosure or covered with a small well house.  
Dimensions vary, but the well house footprint is typically close to 8 x 10 feet and 
preferably constructed of wood, while fenced enclosures may be the same size or larger 
and constructed of 6-foot tall chain link.  Images of a typical well house and enclosure 
are attached. 
 
A submersible pump would be placed down the well, where noise levels from pump 
operation would be negligible at ground surface.  A 2,500-gallon or larger water storage 
tank and small booster pump may be incorporated into the design to provide fire 
suppression water and greater instantaneous discharge capacity for the O&M building, 
but would not result in noise nuisance issues. 
 
Well Construction  
 
Water supply well construction and testing should be performed by a C-57 licensed 
drilling contractor in accordance with Santa Barbara County Code Chapters 34A (Wells) 
and 34B (Domestic Water Systems).  During construction, the drilling rig and support 
vehicles would require an approximate 60 x 100 foot work area.  A drilling crew typically 
consists of two to three personnel, although during portions of the construction operation, 
a geologist and County inspector may also be present.  The length of time a drilling 
contractor would be on-site to complete a domestic well for the O&M facility to a depth 
of several hundred feet, from rig mobilization through development and testing, would be 
close to 4 weeks. 
 
If you have any questions, please feel free to contact our office. 
 
Sincerely, 
CLEATH-HARRIS GEOLOGISTS 

 
Spencer Harris, HG 633 
Senior Hydrogeologist 
 
Attachments 
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ATTACHMENTS: 
 

Well Completion Report for 2011 Alluvial Well 
 

Signorelli Ranch Deep Well Information 
 

Typical Well Enclosures 
   



2011 Alluvial Well



 

Signorelli Ranch Deep Well at Proposed O&M Site 

  

Looking East toward Sudden Road /San Miguelito Road Intersection 











Example of well pump house

Example of well enclosure
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March 6, 2019 
 
Mr. Jörge Beland 
Strauss Wind, LLC 
5901 Priestly Drive, Suite 300 
Carlsbad, CA 92008 
 
Subject: Pumping Test and Water Quality Results for Strauss Wind Energy 

Project Well CW2, San Miguelito Road, Lompoc, Santa Barbara 
County. 

   
Dear Mr. Beland: 
 
This letter summarizes the pumping test and water quality results for Well CW2, which 
will provide a domestic water source for the proposed Strauss Wind Energy project’s 
operations and maintenance (O&M) facility.  Well CW2 was constructed between 
January 29 and February 12, 2019, by Powell and Murphy Drilling of Paso Robles, 
California (Santa Barbara Well Permit #3208-4669).  The well is located off San 
Miguelito Road approximately 6 miles south of Lompoc (APN 083-250-011). 
 
Well Construction 
 
Well CW2 is cased with 6-inch PVC to a depth of 209 feet, with 0.040-inch perforations 
from 129 to 209 feet depth.  Construction included a 16-inch steel conductor cemented in 
a 23-inch borehole from surface to 38 feet depth, and a sanitary seal inside the conductor 
that extends to 50 feet depth.  The filter pack is composed of 8x16 sand.  The Well 
Completion Report is attached. 
 
Pumping Test 
 
A 12-hour constant discharge test was performed on February 15, 2019 at a rate of 60 
gallons per minute (gpm).  Pumping test data and graph are attached.  The static water 
level prior to pumping was measured at 110.6 feet depth.  Pumping water levels reached 
a maximum of 148.6 feet (38 feet of drawdown) at the conclusion of the 12-hour test.  
The static water level recovered to 120 feet depth within 60 minutes of pump shutdown, 
and a subsequent static water level of 107 feet depth was measured at 1:30 pm on 
February 19, indicating full recovery following the pumping test. 
 
The long-term drawdown and reliability of Well CW2 for domestic use has been 
evaluated using the Jacob method of proportionality between groundwater discharge and 
water level drawdown.  A nominal 250 gallons per day (based on 4-6 staff with 50 
gallons per day per person water use) is considered adequate for domestic water use at 
the O&M facility.  Based on the results of the 60 gpm pumping test, Well CW2 provides 
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a reliable, long-term source of water for the O&M facility.  At 250 gallons per day 
average production from the well (less than 0.2 gpm continuous flow), long-term static 
water level drawdown is estimated to be less than a foot. 
 
Well CW2 produced approximately 43,000 gallons of water over the 12-hour pumping 
test, which is enough water to serve the O&M facility for more than 5 months.  The static 
water level in Well CW2 was fully recovered within a few days of the test; Well CW2 
has ample capacity to meet the domestic water needs of the O&M facility. 
 
Water Quality 
 
Groundwater samples from Well CW2 were collected, preserved, and transported by an 
approved sampler and delivered to a State-certified analytical laboratory on February 14, 
2019.  Water quality testing was performed for constituents listed in Title 22 CCR Tables 
64431-A, 64449-A, and 64449-B in accordance with Santa Barbara County Code 
(Chapter 34B) for domestic water systems. 
 
Water quality results are attached.  All constituents tested met drinking water standards 
except total iron, which was detected at 630 micrograms per liter (the Secondary 
Maximum Contaminant Level for iron in drinking water is 300 micrograms per liter).  
Elevated iron concentrations are not unusual for groundwater sources and iron-removal 
treatment options are available, such as ion exchange or oxidation/filtration.  Well CW2 
water is suitable for domestic use with treatment for iron removal. 
 
 
Signed,  
CLEATH-HARRIS GEOLOGISTS 

 
Spencer J. Harris, HG 633 
Senior Hydrogeologist 
 
DATE: March 6, 2019 
 
attachments
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ATTACHMENTS 

 
Well Completion Report 

Pumping Test Report 
Water Quality Report 







Powell & Murphy Drilling 
4710 Prairie Road 
Paso Robles, CA 93446 
805-369-2568 
Lic # - 999944 
 

Test Pump Report 

Customer Information Date: 2/15/2019 
Name:   Strauss Wind LLC 
Address: San Miguelito Rd 
City: Lompoc State: CA Zip Code: 93438 
Phone Number:  Email Address:  
 

Well Information 

Well Location:    34 34.5010 N 120 29.5710 W : 6 miles south of Lompoc on San Miguelito Rd, 700 Ft East of              
Gate 

Well Casing Size: 6 Inch Pumping Depth: 180 Feet 
Well Depth: 209 Feet Pump Size: 5 HP 
Test Started: 0600 Hrs Static Level: 110.6 Feet 
Test Ended: 1800 Hrs   
Hours Pumped: 12 Hrs Flow Rate: 60 GPM 
 

Test Information: 

Time Water Level 
In Feet 

Flow Rate 
In GPM 

Comments 

0600 110.6 60  Static 
0601 120.4 60 Clear with no odor 
0602 130.65 60 Clear with no odor 
0603 132.5 60 Clear with no odor 
0604 133.4 60 Clear with no odor 
0605 133.8 60 Clear with no odor 
0606 134.15 60 Clear with no odor 
0608 134.3 60 Clear with no odor 
0610 134.55 60 Clear with no odor 
0612 134.75 60 Clear with no odor 
0615 134.95 60 Clear with no odor 
0620 135.05 60 Clear with no odor 
0625 135.4 60 Clear with no odor 
0630 135.65 60 Clear with no odor 
0640 136.25 60 Clear with no odor 
0650 136.8 60 Clear with no odor 
0700 136.95 60 Clear with no odor 
0715 137.5 60 Clear with no odor 
0730 137.8 60 Clear with no odor 
0745 138.25 60 Clear with no odor 
0800 138.6 60  Clear with no odor 
0830 139.2 60 Clear with no odor 



0900 139.85 60  Clear with no odor 
1000 141.15 60  Clear with no odor 
1100 142.2 60  Clear with no odor 
1200 143.1 60  Clear with no odor 
1300 143.9 60  Clear with no odor 
1400 144.7 60  Clear with no odor 
1500 145.5 60  Clear with no odor 
1600 146.2 56  Adjust flow to 60 GPM with Stopwatch, Clear with no odor 
1700 147.2 58  Adjust flow to 60 GPM with Stopwatch, Clear with no odor 
1800 148.6 60  Clear with no odor 
 

Recovery Information 

Time Water Level 
In Feet 

Flow Rate 
In GPM 

Comments 

1801 129.7 n/a  
1802 125.2 n/a  
1803 124.15 n/a  
1804 123.55 n/a  
1805 122.8 n/a  
1810 122.2 n/a  
1815 121.65 n/a  
1830 120.9 n/a  
1900 119.85 n/a  
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February 22, 2019       
        
Cleath-Harris Geologists Lab ID : CC 1980547   
Attn: Spencer Harris 
71 Zaca Lane 
Suite 140 
San Luis Obispo, CA 93401 

Customer :  8-514   

Laboratory Report  
 This Page is to be Stamped  

Introduction:  This report package contains total of 14 pages divided into 3 sections: 
  
  Case Narrative (3 pages) : An overview of the work performed at FGL. 
  Sample Results (4 pages) : Results for each sample submitted. 
  Quality Control (7 pages) : Supporting Quality Control (QC) results. 

  
Case Narrative 

  
This Case Narrative pertains to the following samples: 
  

Sample Description Date 
Sampled 

Date 
Received 

FGL Lab ID #  Matrix  

Travel Blank 02/14/2019 02/14/2019 CC 1980547-000 LBW 
Strauss CW2 02/14/2019 02/14/2019 CC 1980547-001 DW 
  
Sampling and Receipt Information: All samples were received in acceptable condition and within 
temperature requirements, unless noted on the Condition Upon Receipt (CUR) form. All samples arrived 
on ice. All samples were prepared and analyzed within the method specified hold time. All samples were 
checked for pH if acid or base preservation is required (except for VOAs). For details of sample receipt 
information, please see the attached Chain of Custody and Condition Upon Receipt Form.  
  
Quality Control:   All samples were prepared and analyzed according to the following tables: 
  

Inorganic - Metals QC 

200.7 02/16/2019:202307 All analysis quality controls are within established criteria. 

 02/18/2019:202413 All analysis quality controls are within established criteria. 

 02/16/2019:201763 All preparation quality controls are within established criteria. 

200.8 
02/18/2019:202419 All analysis quality controls are within established criteria, except: 
The following note applies to Antimony: 
360 CCV above Acceptance Range (AR). Samples which were non detect for this analyte were accepted. 

 02/18/2019:201817 All preparation quality controls are within established criteria. 

245.1 02/19/2019:202463 All analysis quality controls are within established criteria. 

 02/19/2019:201874 All preparation quality controls are within established criteria. 
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February 22, 2019 Lab ID : CC 1980547   
Cleath-Harris Geologists Customer : 8-514   
  

Organic QC 

524.2 02/15/2019:202311 All analysis quality controls are within established criteria. 

 02/15/2019:201778 All preparation quality controls are within established criteria. 

  

Inorganic - Wet Chemistry QC 

2120B 02/15/2019:202351 All analysis quality controls are within established criteria. 

 02/15/2019:201821 All preparation quality controls are within established criteria. 

2130B 02/15/2019:202344 All analysis quality controls are within established criteria. 

 02/15/2019:201812 All preparation quality controls are within established criteria. 

2150B 02/15/2019:201822 All preparation quality controls are within established criteria. 

2320B 02/20/2019:202491 All analysis quality controls are within established criteria. 

2510B 02/18/2019:202312 All analysis quality controls are within established criteria. 

 02/18/2019:201780 All preparation quality controls are within established criteria. 

2540CE 02/18/2019:201793 All preparation quality controls are within established criteria. 

300.0 02/15/2019:202556 All analysis quality controls are within established criteria. 

 02/15/2019:201962 All preparation quality controls are within established criteria. 

314.0 02/15/2019:202511 All analysis quality controls are within established criteria. 

 02/15/2019:201724 All preparation quality controls are within established criteria. 

4500CNCE 02/20/2019:202524 All analysis quality controls are within established criteria. 

 02/20/2019:201928 All preparation quality controls are within established criteria. 

5540C 02/15/2019:202349 All analysis quality controls are within established criteria. 

 02/15/2019:201820 All preparation quality controls are within established criteria. 
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February 22, 2019 Lab ID : CC 1980547   
Cleath-Harris Geologists Customer : 8-514   
  
Certification::   I certify that this data package is in compliance with ELAP standards, both technically 
and for completeness, except for any conditions listed above. Release of the data contained in this data 
package is authorized by the Laboratory Director or his designee, as verified by the following electronic 
signature.  
  
KD:DMBDigitial Signature Stamp Y = 03.1 

Approved By  Kelly A. Dunnahoo, B.S. 
Digitally signed by Kelly A. Dunnahoo, B.S.
Title: Laboratory Director
Date: 2019-02-22
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February 22, 2019 Lab ID : CC 1980547-000 
  Customer ID : 8-514 
Cleath-Harris Geologists     

Sampled On : February 14, 2019-13:15 
Sampled By : Andrea Berge 
Received On : February 14, 2019-15:14 

Attn: Spencer Harris 
71 Zaca Lane 
Suite 140 
San Luis Obispo, CA 93401 Matrix : Lab. Blank Water 
Description : Travel Blank 
Project : Strauss Wind Energy  
 This Page is to be Stamped  

Sample Result - Organic 

Sample Preparation Sample Analysis 
Constituent Result PQL Units Note 

Method Date/ID Method Date/ID 
EPA 524.2                 
4-Bromofluorobenzene‡ 101 70-130 %   524.2 02/15/19:201778 524.2 02/15/19:202311 
1,2-Dichlorobenzene-d4‡ 98.6 70-130 %   524.2 02/15/19:201778 524.2 02/15/19:202311 
Methyl tert-Butyl Ether 
(MTBE) ND 1 ug/L   524.2 02/15/19:201778 524.2 02/15/19:202311 

ND=Non-Detected. PQL=Practical Quantitation Limit. ‡Surrogate. * PQL adjusted for dilution. 
  

Corporate Offices & Laboratory
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Santa Paula, CA 93060
TEL: (805)392-2000
Env FAX: (805)525-4172 / Ag FAX: (805)392-2063
CA ELAP Certification No. 1573

Office & Laboratory
2500 Stagecoach Road
Stockton, CA 95215
TEL: (209)942-0182
FAX: (209)942-0423
CA ELAP Certification No. 1563

Office & Laboratory
563 E. Lindo Avenue
Chico, CA 95926
TEL: (530)343-5818
FAX: (530)343-3807
CA ELAP Certification No. 2670

Office & Laboratory
9415 W. Goshen Avenue
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CA ELAP Certification No. 2810
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February 22, 2019 Lab ID : CC 1980547-001 
  Customer ID : 8-514 
Cleath-Harris Geologists     

Sampled On : February 14, 2019-13:15 
Sampled By : Andrea Berge 
Received On : February 14, 2019-15:14 

Attn: Spencer Harris 
71 Zaca Lane 
Suite 140 
San Luis Obispo, CA 93401 Matrix : Drinking Water 
Description : Strauss CW2 
Project : Strauss Wind Energy  
 This Page is to be Stamped  

Sample Result - Inorganic 

Sample Preparation Sample Analysis 
Constituent Result PQL Units MCL/AL  

Method Date/ID Method Date/ID 
General Mineral                 
Total Hardness as CaCO3 439 -- mg/L   200.7 02/16/19:201763 200.7 02/16/19:202307 
Calcium 92 1 mg/L   200.7 02/16/19:201763 200.7 02/16/19:202307 
Magnesium 51 1 mg/L   200.7 02/16/19:201763 200.7 02/18/19:202413 
Potassium 2 1 mg/L   200.7 02/16/19:201763 200.7 02/16/19:202307 
Sodium 30 1 mg/L   200.7 02/16/19:201763 200.7 02/16/19:202307 
Total Cations 10.1 -- meq/L   200.7 02/16/19:201763 200.7 02/16/19:202307 
Boron ND 0.1 mg/L   200.7 02/16/19:201763 200.7 02/16/19:202307 
Copper ND 10 ug/L 10002 200.7 02/16/19:201763 200.7 02/16/19:202307 
Iron 630 30 ug/L 3002 200.7 02/16/19:201763 200.7 02/16/19:202307 
Manganese 20 10 ug/L 502 200.7 02/16/19:201763 200.7 02/16/19:202307 
Zinc ND 20 ug/L   200.7 02/16/19:201763 200.7 02/16/19:202307 
SAR 0.6 -- --   200.7 02/16/19:201763 200.7 02/16/19:202307 
Total Alkalinity (as 
CaCO3) 320 10 mg/L   2320B 02/19/19:201873 2320B 02/20/19:202491 

Hydroxide as OH ND 10 mg/L   2320B 02/19/19:201873 2320B 02/20/19:202491 
Carbonate as CO3 ND 10 mg/L   2320B 02/19/19:201873 2320B 02/20/19:202491 
Bicarbonate as HCO3 390 10 mg/L   2320B 02/19/19:201873 2320B 02/20/19:202491 
Sulfate 105 0.5 mg/L 5002 300.0 02/15/19:201962 300.0 02/15/19:202556 
Chloride 53 1 mg/L 5002 300.0 02/15/19:201962 300.0 02/15/19:202556 
Nitrate as NO3 ND 0.4 mg/L 45 300.0 02/15/19:201962 300.0 02/15/19:202556 
Nitrite as N ND 0.2 mg/L 1 300.0 02/15/19:201962 300.0 02/15/19:202556 
Nitrate + Nitrite as N ND 0.1 mg/L 10 300.0 02/15/19:201962 300.0 02/15/19:202556 
Fluoride 0.2 0.1 mg/L 2 300.0 02/15/19:201962 300.0 02/15/19:202556 
Total Anions 10.1 -- meq/L   2320B 02/19/19:201873 2320B 02/20/19:202491 
pH (Field) 7.4 -- units   4500-H B 02/14/19:201884 4500HB 02/14/19:202457 
Specific Conductance 953 1 umhos/cm 16002 2510B 02/18/19:201780 2510B 02/18/19:202312 
Total Dissolved Solids 550 20 mg/L 10002 2540CE 02/18/19:201793 2540C 02/19/19:202429 
MBAS Screen Negative 0.1 mg/L 0.52 5540C 02/15/19:201820 5540C 02/15/19:202349 
Aggressiveness Index 12.3 -- --   4500-H B 02/14/19:201884 4500HB 02/14/19:202457 
Langelier Index (20°C) 0.4 -- --   4500-H B 02/14/19:201884 4500HB 02/14/19:202457 
Nitrate Nitrogen ND 0.1 mg/L 10 300.0 02/15/19:201962 300.0 02/15/19:202556 
Metals, Total                 
Aluminum 50 10 ug/L 1000 200.8 02/18/19:201817 200.8 02/18/19:202419 
Antimony ND 1 ug/L 6 200.8 02/18/19:201817 200.8 02/18/19:202419 
Arsenic 1 1 ug/L 10 200.8 02/18/19:201817 200.8 02/18/19:202419 
Barium 101 0.2 ug/L 1000 200.8 02/18/19:201817 200.8 02/18/19:202419 
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February 22, 2019 Lab ID : CC 1980547-001 
Description : Strauss CW2 Customer ID :  8-514 
  

Sample Result - Inorganic 

Sample Preparation Sample Analysis 
Constituent Result PQL Units MCL/AL  

Method Date/ID Method Date/ID 
Metals, Total                 
Beryllium ND 1 ug/L 4 200.8 02/18/19:201817 200.8 02/18/19:202419 
Cadmium 0.5 0.2 ug/L 5 200.8 02/18/19:201817 200.8 02/18/19:202419 
Chromium 2 1 ug/L 50 200.8 02/18/19:201817 200.8 02/18/19:202419 
Lead 1.4 0.5 ug/L 15 200.8 02/18/19:201817 200.8 02/18/19:202419 
Mercury ND 0.02 ug/L 2 245.1 02/19/19:201874 245.1 02/19/19:202463 
Nickel 18 1 ug/L 100 200.8 02/18/19:201817 200.8 02/18/19:202419 
Selenium 7 1 ug/L 50 200.8 02/18/19:201817 200.8 02/18/19:202419 
Silver ND 1 ug/L 1002 200.8 02/18/19:201817 200.8 02/18/19:202419 
Thallium ND 0.2 ug/L 2 200.8 02/18/19:201817 200.8 02/18/19:202419 
Vanadium 4 2 ug/L   200.8 02/18/19:201817 200.8 02/18/19:202419 
Wet Chemistry                 
Color ND 5 units 152 2120B 02/15/19:201821 2120B 02/15/19:202351 
Cyanide, Total ND 0.004 mg/L 0.15 4500CNCE 02/20/19:201928 4500CNCE 02/20/19:202524 
Odor ND 1 TON 32 2150B 02/15/19:201822 2150B 02/15/19:202353 
Turbidity 3.0 0.1 NTU 5 2130B 02/15/19:201812 2130B 02/15/19:202344 
Perchlorate ND 2 ug/L 6 314.0 02/15/19:201724 314.0 02/15/19:202511 
ND=Non-Detected. PQL=Practical Quantitation Limit. * PQL adjusted for dilution. 
MCL = Maximum Contamination Level. 2 - Secondary Standard. 3 - CDPH Notification Level. AL = Regulatory Action Level. 
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February 22, 2019 Lab ID : CC 1980547-001 
  Customer ID : 8-514 
Cleath-Harris Geologists     

Sampled On : February 14, 2019-13:15 
Sampled By : Andrea Berge 
Received On : February 14, 2019-15:14 

Attn: Spencer Harris 
71 Zaca Lane 
Suite 140 
San Luis Obispo, CA 93401 Matrix : Drinking Water 
Description : Strauss CW2 
Project : Strauss Wind Energy  
 This Page is to be Stamped  

Sample Result - Organic 

Sample Preparation Sample Analysis 
Constituent Result PQL Units MCL/AL  

Method Date/ID Method Date/ID 
EPA 524.2                 
4-Bromofluorobenzene‡ 91.1 70-130 %   524.2 02/15/19:201778 524.2 02/15/19:202311 
1,2-Dichlorobenzene-d4‡ 95.6 70-130 %   524.2 02/15/19:201778 524.2 02/15/19:202311 
Methyl tert-Butyl Ether 
(MTBE) ND 1 ug/L 13 524.2 02/15/19:201778 524.2 02/15/19:202311 

ND=Non-Detected. PQL=Practical Quantitation Limit. ‡Surrogate. * PQL adjusted for dilution. 
MCL = Maximum Contamination Level. 2 - Secondary Standard. 3 - CDPH Notification Level. AL = Regulatory Action Level. 
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 This Page is to be Stamped  
February 22, 2019 Lab ID : CC 1980547 
Cleath-Harris Geologists Customer : 8-514 

Quality Control - Organic  

Constituent Method Date/ID Type Units Conc. QC Data DQO Note 

Organic                 
1,2-Dichlorobenzene-d4 524.2 02/15/19:201778VRG Blank ug/L 10.00 91.4 % 70-130   
      MS ug/L 10.00 108 % 70-130   
    (SP 1901992-001) MSD ug/L 10.00 117 % 70-130   
      MSRPD ug/L 10.00 7.8% ≤20    
  524.2 02/15/19:202311VRG CCV ug/L 10.00 112 % 70-130   
4-Bromofluorobenzene 524.2 02/15/19:201778VRG Blank ug/L 10.00 86.1 % 70-130   
      MS ug/L 10.00 117 % 70-130   
    (SP 1901992-001) MSD ug/L 10.00 113 % 70-130   
      MSRPD ug/L 10.00 3.5% ≤30    
4-Bromofluorobenzene (BFB) 524.2 02/15/19:202311VRG CCV ug/L 10.00 116 % 70-130   
Methyl tert-Butyl Ether 524.2 02/15/19:202311VRG CCV ug/L 10.00 123 % 70-130   
Methyl tert-Butyl Ether (MTBE) 524.2 02/15/19:201778VRG Blank ug/L   ND <1.0    
      MS ug/L 10.00 134 % 11-168   
    (SP 1901992-001) MSD ug/L 10.00 147 % 11-168   
      MSRPD ug/L 10.00 9.2% ≤29    
Definition   
CCV : Continuing Calibration Verification - Analyzed to verify the instrument calibration is within criteria. 
Blank : Method Blank - Prepared to verify that the preparation process is not contributing contamination to the samples. 
MS : Matrix Spikes - A random sample is spiked with a known amount of analyte. The recoveries are an indication of how that sample 

matrix affects analyte recovery. 
MSD : Matrix Spike Duplicate of MS/MSD pair - A random sample duplicate is spiked with a known amount of analyted. The recoveries 

are an indication of how that sample matrix affects analyte recovery. 
MSRPD : MS/MSD Relative Percent Difference (RPD) - The MS relative percent difference is an indication of precision for the preparation 

and analysis. 
ND : Non-detect - Result was below the DQO listed for the analyte. 
DQO : Data Quality Objective - This is the criteria against which the quality control data is compared. 
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February 22, 2019 Lab ID : CC 1980547 
Cleath-Harris Geologists Customer : 8-514 

Quality Control - Inorganic  

Constituent Method Date/ID Type Units Conc. QC Data DQO Note 

Metals                 
Boron 200.7   MS mg/L 4.000 93.9 % 75-125   
    (STK1932317-001) MSD mg/L 4.000 93.0 % 75-125   
      MSRPD mg/L 800.0 1.0% ≤20.0    
  200.7 02/16/19:202307AC CCV ppm 5.000 93.2 % 90-110   
      CCB ppm   0.002 0.1   
      CCV ppm 5.000 95.0 % 90-110   
      CCB ppm   0.001 0.1   
Calcium 200.7   MS mg/L 12.00 94.5 % 75-125   
    (STK1932317-001) MSD mg/L 12.00 91.4 % 75-125   
      MSRPD mg/L 800.0 1.4% ≤20.0    
  200.7 02/16/19:202307AC CCV ppm 25.00 97.8 % 90-110   
      CCB ppm   0.003 1   
      CCV ppm 25.00 98.6 % 90-110   
      CCB ppm   0.001 1   
Copper 200.7   MS ug/L 800.0 98.0 % 75-125   
    (STK1932317-001) MSD ug/L 800.0 96.6 % 75-125   
      MSRPD ug/L 800.0 1.5% ≤20.0    
  200.7 02/16/19:202307AC CCV ppm 1.000 96.9 % 90-110   
      CCB ppm   -0.00008 0.01   
      CCV ppm 1.000 97.0 % 90-110   
      CCB ppm   0.0001 0.01   
Iron 200.7   MS ug/L 4000 94.8 % 75-125   
    (STK1932317-001) MSD ug/L 4000 93.7 % 75-125   
      MSRPD ug/L 800.0 1.2% ≤20.0    
  200.7 02/16/19:202307AC CCV ppm 5.000 93.7 % 90-110   
      CCB ppm   0.0013 0.03   
      CCV ppm 5.000 94.6 % 90-110   
      CCB ppm   0.0024 0.03   
Magnesium 200.7   MS mg/L 12.00 114 % 75-125   
    (STK1932317-001) MSD mg/L 12.00 115 % 75-125   
      MSRPD mg/L 800.0 0.3% ≤20.0    
  200.7 02/18/19:202413AC CCV ppm 25.00 107 % 90-110   
      CCB ppm   -0.03 1   
      CCV ppm 25.00 106 % 90-110   
      CCB ppm   -0.03 1   
Manganese 200.7   MS ug/L 800.0 96.4 % 75-125   
    (STK1932317-001) MSD ug/L 800.0 94.9 % 75-125   
      MSRPD ug/L 800.0 1.6% ≤20.0    
  200.7 02/16/19:202307AC CCV ppm 1.000 95.5 % 90-110   
      CCB ppm   -0.0002 0.01   
      CCV ppm 1.000 96.1 % 90-110   
      CCB ppm   -0.0002 0.01   
Potassium 200.7   MS mg/L 12.00 103 % 75-125   
    (STK1932317-001) MSD mg/L 12.00 101 % 75-125   
      MSRPD mg/L 800.0 1.0% ≤20.0    
  200.7 02/16/19:202307AC CCV ppm 25.00 104 % 90-110   
      CCB ppm   0.09 1   
      CCV ppm 25.00 104 % 90-110   
      CCB ppm   0.06 1   
Sodium 200.7   MS mg/L 12.00 99.1 % 75-125   
    (STK1932317-001) MSD mg/L 12.00 95.0 % 75-125   
      MSRPD mg/L 800.0 1.8% ≤20.0    
  200.7 02/16/19:202307AC CCV ppm 25.00 102 % 90-110   
      CCB ppm   0.02 1   
      CCV ppm 25.00 103 % 90-110   
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February 22, 2019 Lab ID : CC 1980547 
Cleath-Harris Geologists Customer : 8-514 

Quality Control - Inorganic  

Constituent Method Date/ID Type Units Conc. QC Data DQO Note 

Metals                 
Sodium 200.7 02/16/19:202307AC CCB ppm   0.03 1   
Zinc 200.7   MS ug/L 800.0 99.9 % 75-125   
    (STK1932317-001) MSD ug/L 800.0 101 % 75-125   
      MSRPD ug/L 800.0 1.1% ≤20.0    
  200.7 02/16/19:202307AC CCV ppm 1.000 108 % 90-110   
      CCB ppm   0.0018 0.02   
      CCV ppm 1.000 100 % 90-110   
      CCB ppm   0.0003 0.02   
Aluminum 200.8   MS ug/L 5.000 100 % 75-125   
    (STK1932316-001) MSD ug/L 5.000 88.7 % 75-125   
      MSRPD ug/L 5.000 0.58 ≤10    
  200.8 02/18/19:202419AC CCV ppb 120.0 96.8 % 90-110   
      CCB ppb   0.2 10   
      CCV ppb 120.0 98.0 % 90-110   
      CCB ppb   0.2 10   
Antimony 200.8   MS ug/L 5.000 124 % 75-125   
    (STK1932316-001) MSD ug/L 5.000 112 % 75-125   
      MSRPD ug/L 5.000 9.9% ≤20    
  200.8 02/18/19:202419AC CCV ppb 120.0 111 % 90-110 360  
      CCB ppb   -0.15 1   
      CCV ppb 120.0 112 % 90-110 360  
      CCB ppb   -0.16 1   
Arsenic 200.8   MS ug/L 5.000 110 % 75-125   
    (STK1932316-001) MSD ug/L 5.000 101 % 75-125   
      MSRPD ug/L 5.000 5.8% ≤20    
  200.8 02/18/19:202419AC CCV ppb 120.0 101 % 90-110   
      CCB ppb   0.04 1   
      CCV ppb 120.0 102 % 90-110   
      CCB ppb   0.02 1   
Barium 200.8   MS ug/L 5.000 107 % 75-125   
    (STK1932316-001) MSD ug/L 5.000 75.4 % 75-125   
      MSRPD ug/L 5.000 1.6% ≤20    
  200.8 02/18/19:202419AC CCV ppb 120.0 102 % 90-110   
      CCB ppb   0.017 0.2   
      CCV ppb 120.0 102 % 90-110   
      CCB ppb   0.024 0.2   
Beryllium 200.8   MS ug/L 5.000 96.9 % 75-125   
    (STK1932316-001) MSD ug/L 5.000 86.8 % 75-125   
      MSRPD ug/L 5.000 0.50 ≤1    
  200.8 02/18/19:202419AC CCV ppb 120.0 92.1 % 90-110   
      CCB ppb   -0.015 0.2   
      CCV ppb 120.0 93.1 % 90-110   
      CCB ppb   -0.017 0.2   
Cadmium 200.8   MS ug/L 5.000 113 % 75-125   
    (STK1932316-001) MSD ug/L 5.000 99.3 % 75-125   
      MSRPD ug/L 5.000 12.6% ≤20    
  200.8 02/18/19:202419AC CCV ppb 120.0 102 % 90-110   
      CCB ppb   0.013 0.2   
      CCV ppb 120.0 102 % 90-110   
      CCB ppb   0.014 0.2   
Chromium 200.8   MS ug/L 5.000 97.4 % 75-125   
    (STK1932316-001) MSD ug/L 5.000 88.3 % 75-125   
      MSRPD ug/L 5.000 7.3% ≤20    
  200.8 02/18/19:202419AC CCV ppb 120.0 95.9 % 90-110   
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February 22, 2019 Lab ID : CC 1980547 
Cleath-Harris Geologists Customer : 8-514 

Quality Control - Inorganic  

Constituent Method Date/ID Type Units Conc. QC Data DQO Note 

Metals                 
Chromium 200.8 02/18/19:202419AC CCB ppb   0.04 1   
      CCV ppb 120.0 96.4 % 90-110   
      CCB ppb   0.05 1   
Lead 200.8   MS ug/L 5.000 105 % 75-125   
    (STK1932316-001) MSD ug/L 5.000 95.3 % 75-125   
      MSRPD ug/L 5.000 9.9% ≤20    
  200.8 02/18/19:202419AC CCV ppb 120.0 93.1 % 90-110   
      CCB ppb   0.004 0.5   
      CCV ppb 120.0 93.3 % 90-110   
      CCB ppb   0.005 0.5   
Nickel 200.8   MS ug/L 5.000 100 % 75-125   
    (STK1932316-001) MSD ug/L 5.000 90.0 % 75-125   
      MSRPD ug/L 5.000 0.52 ≤1    
  200.8 02/18/19:202419AC CCV ppb 120.0 97.8 % 90-110   
      CCB ppb   -0.07 1   
      CCV ppb 120.0 98.4 % 90-110   
      CCB ppb   -0.11 1   
Selenium 200.8   MS ug/L 5.000 110 % 75-125   
    (STK1932316-001) MSD ug/L 5.000 103 % 75-125   
      MSRPD ug/L 5.000 6.3% ≤20    
  200.8 02/18/19:202419AC CCV ppb 120.0 105 % 90-110   
      CCB ppb   0.16 1   
      CCV ppb 120.0 105 % 90-110   
      CCB ppb   0.02 1   
Silver 200.8   MS ug/L 5.000 107 % 75-125   
    (STK1932316-001) MSD ug/L 5.000 97.3 % 75-125   
      MSRPD ug/L 5.000 9.8% ≤20    
  200.8 02/18/19:202419AC CCV ppb 120.0 99.6 % 90-110   
      CCB ppb   0.009 1   
      CCV ppb 120.0 98.3 % 90-110   
      CCB ppb   0.006 1   
Thallium 200.8   MS ug/L 5.000 103 % 75-125   
    (STK1932316-001) MSD ug/L 5.000 93.3 % 75-125   
      MSRPD ug/L 5.000 9.6% ≤20    
  200.8 02/18/19:202419AC CCV ppb 120.0 94.0 % 90-110   
      CCB ppb   0.007 0.2   
      CCV ppb 120.0 93.9 % 90-110   
      CCB ppb   0.007 0.2   
Vanadium 200.8   MS ug/L 5.000 95.2 % 75-125   
    (STK1932316-001) MSD ug/L 5.000 90.0 % 75-125   
      MSRPD ug/L 5.000 1.5% ≤20    
  200.8 02/18/19:202419AC CCV ppb 120.0 94.7 % 90-110   
      CCB ppb   0.03 2   
      CCV ppb 120.0 95.2 % 90-110   
      CCB ppb   0.02 2   
Mercury 245.1 02/19/19:201874AC Blank ug/L   ND <0.02    
      LCS ug/L 0.2000 103 % 85-115   
      MS ug/L 0.2000 90.5 % 75-125   
    (STK1931700-001) MSD ug/L 0.2000 92.7 % 75-125   
      MSRPD ug/L 0.2000 2.3% ≤20    
  245.1 02/19/19:202463AC CCV ppt 200.0 104 % 90-110   
      CCB ppt   -10.3 20   
      CCV ppt 200.0 104 % 90-110   
      CCB ppt   -10.3 20   
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February 22, 2019 Lab ID : CC 1980547 
Cleath-Harris Geologists Customer : 8-514 

Quality Control - Inorganic  

Constituent Method Date/ID Type Units Conc. QC Data DQO Note 

Wet Chem                 
Color 2120B (CC 1980547-001) Dup units   0.0 5   
  2120B 02/15/19:202351jmg CCB units   0.00 5.0   
      CCV units 10.00 100 % 90-110   
Turbidity 2130B (CC 1980547-001) Dup NTU   1.0% 20   
  2130B 02/15/19:202344jba CCV NTU 10.00 107 % 90-110   
      CCB NTU   0.096 0.1   
      CCV NTU 10.00 107 % 90-110   
      CCB NTU   0.091 0.1   
Odor 2150B (CC 1980547-001) Dup TON   0.0 1   
Alkalinity (as CaCO3) 2320B 02/20/19:202491AMM CCV mg/L 234.9 93.3 % 90-110   
      CCV mg/L 234.9 93.4 % 90-110   
Conductivity 2510B 02/18/19:202312JMG ICB umhos/cm   0.07 1   
      ICV umhos/cm 999.0 104 % 95-105   
      CCV umhos/cm 999.0 104 % 95-105   
E. C. 2510B 02/18/19:201780jmg Blank umhos/cm   ND <1    
    (CC 1980528-002) Dup umhos/cm   0.1% 5   
Total Dissolved Solids (TFR) 2540CE 02/18/19:201793CTL Blank mg/L   9.0 20   
      LCS mg/L 994.8 94.9 % 90-110   
    (STK1932293-001) Dup mg/L   1.1% 5   
    (CC 1980548-002) Dup mg/L   0.09% 5   
Chloride 300.0 02/15/19:201962MCA Blank mg/L   ND <1    
      LCS mg/L 25.00 98.9 % 90-110   
      MS mg/L 50.00 102 % 85-121   
    (STK1932316-001) MSD mg/L 50.00 101 % 85-121   
      MSRPD mg/L 10.00 0.8% ≤19    
      MS mg/L 50.00 97.6 % 85-121   
    (STK1932317-001) MSD mg/L 50.00 97.7 % 85-121   
      MSRPD mg/L 10.00 0.04% ≤19    
  300.0 02/15/19:202556MCA ICB mg/L   0.00 1   
      ICV mg/L 25.00 95.7 % 90-110   
      CCB mg/L   0.10 1   
      CCV mg/L 25.00 95.8 % 90-110   
Fluoride 300.0 02/15/19:201962MCA Blank mg/L   ND <0.1    
      LCS mg/L 2.500 95.4 % 90-110   
      MS mg/L 5.000 101 % 87-120   
    (STK1932316-001) MSD mg/L 5.000 99.7 % 87-120   
      MSRPD mg/L 10.00 1.0% ≤16    
      MS mg/L 5.000 99.2 % 87-120   
    (STK1932317-001) MSD mg/L 5.000 99.4 % 87-120   
      MSRPD mg/L 10.00 0.2% ≤16    
  300.0 02/15/19:202556MCA ICB mg/L   0.000 0.1   
      ICV mg/L 2.500 92.2 % 90-110   
      CCB mg/L   0.000 0.1   
      CCV mg/L 2.500 92.1 % 90-110   
Nitrate 300.0 02/15/19:201962MCA Blank mg/L   ND <0.4    
      LCS mg/L 20.00 97.1 % 90-110   
      MS mg/L 40.00 102 % 85-119   
    (STK1932316-001) MSD mg/L 40.00 101 % 85-119   
      MSRPD mg/L 10.00 0.9% ≤19    
      MS mg/L 40.00 101 % 85-119   
    (STK1932317-001) MSD mg/L 40.00 101 % 85-119   
      MSRPD mg/L 10.00 0.0% ≤19    
  300.0 02/15/19:202556MCA ICB mg/L   0.000 0.5   
      ICV mg/L 20.00 93.0 % 90-110   
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February 22, 2019 Lab ID : CC 1980547 
Cleath-Harris Geologists Customer : 8-514 

Quality Control - Inorganic  

Constituent Method Date/ID Type Units Conc. QC Data DQO Note 

Wet Chem                 
Nitrate 300.0 02/15/19:202556MCA CCB mg/L   0.000 0.5   
      CCV mg/L 20.00 93.1 % 90-110   
Nitrate + Nitrite as N 300.0 02/15/19:201962MCA Blank mg/L   ND <0.1    
Nitrate Nitrogen 300.0 02/15/19:201962MCA Blank mg/L   ND <0.1    
Nitrite 300.0 02/15/19:201962MCA Blank mg/L   ND <0.5    
      LCS mg/L 15.00 95.8 % 90-110   
      MS mg/L 30.00 99.7 % 74-126   
    (STK1932316-001) MSD mg/L 30.00 98.8 % 74-126   
      MSRPD mg/L 10.00 0.9% ≤20    
      MS mg/L 30.00 98.5 % 74-126   
    (STK1932317-001) MSD mg/L 30.00 98.8 % 74-126   
      MSRPD mg/L 10.00 0.3% ≤20    
  300.0 02/15/19:202556MCA ICB mg/L   0.000 0.5   
      ICV mg/L 15.00 92.8 % 90-110   
      CCB mg/L   0.000 0.5   
      CCV mg/L 15.00 93.5 % 90-110   
Nitrite Nitrogen 300.0 02/15/19:201962MCA Blank mg/L   ND <0.2    
Sulfate 300.0 02/15/19:201962MCA Blank mg/L   ND <0.5    
      LCS mg/L 50.00 102 % 90-110   
      MS mg/L 100.0 104 % 82-124   
    (STK1932316-001) MSD mg/L 100.0 104 % 82-124   
      MSRPD mg/L 10.00 0.6% ≤23    
      MS mg/L 100.0 104 % 82-124   
    (STK1932317-001) MSD mg/L 100.0 104 % 82-124   
      MSRPD mg/L 10.00 0.2% ≤23    
  300.0 02/15/19:202556MCA ICB mg/L   0.000 0.5   
      ICV mg/L 50.00 99.1 % 90-110   
      CCB mg/L   0.222 0.5   
      CCV mg/L 50.00 99.4 % 90-110   
Perchlorate 314.0 02/15/19:201724MCA Blank ug/L   ND <2    
      LCS ug/L 25.00 101 % 85-115   
      MS ug/L 25.00 85.0 % 80-120   
    (SP 1902013-001) MSD ug/L 25.00 90.5 % 80-120   
      MSRPD ug/L 25.00 6.3% ≤15    
    (SP 1902013-001) Dup ug/L   0.0 2   
  314.0 02/15/19:202511MCA ICB ppb   0.00 2.0   
      ICV ppb 2.000 94.7 % 85-115   
      CCB ppb   0.00 2.0   
      CCV ppb 10.00 98.5 % 85-115   
Cyanide 4500CNCE 02/20/19:202524AMM CCV mg/L 0.1000 102 % 90-110   
      CCB mg/L   -0.00130 0.004   
      CCV mg/L 0.1000 106 % 90-110   
      CCB mg/L   -0.00130 0.004   
Cyanide, Total 4500CNCE 02/20/19:201928AMM Blank mg/L   ND <0.004    
      LCS mg/L 0.1000 101 % 90-110   
      LCS mg/L 0.4000 97.8 % 90-110   
      MS mg/L 0.05000 161 % 26-226   
    (SP 1901944-001) MSD mg/L 0.05000 158 % 26-226   
      MSRPD mg/L 0.05000 2.1% ≤36    
MBAS 5540C 02/15/19:202349jmg CCB mg/L   0.000 0.1   
      CCV mg/L 0.1000 100 % 99-101   
MBAS Screen 5540C   MS mg/L 0.1000 100 % 90-110   
    (SP 1902129-001) MSD mg/L 0.1000 100 % 90-110   
      MSRPD mg/L 0.1000 0.0 ≤0.1    
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February 22, 2019 Lab ID : CC 1980547 
Cleath-Harris Geologists Customer : 8-514 

Quality Control - Inorganic  

Definition   
ICV : Initial Calibration Verification - Analyzed to verify the instrument calibration is within criteria. 
ICB : Initial Calibration Blank - Analyzed to verify the instrument baseline is within criteria. 
CCV : Continuing Calibration Verification - Analyzed to verify the instrument calibration is within criteria. 
CCB : Continuing Calibration Blank - Analyzed to verify the instrument baseline is within criteria. 
Blank : Method Blank - Prepared to verify that the preparation process is not contributing contamination to the samples. 
LCS : Laboratory Control Standard/Sample - Prepared to verify that the preparation process is not affecting analyte recovery. 
MS : Matrix Spikes - A random sample is spiked with a known amount of analyte. The recoveries are an indication of how that sample 

matrix affects analyte recovery. 
MSD : Matrix Spike Duplicate of MS/MSD pair - A random sample duplicate is spiked with a known amount of analyted. The recoveries 

are an indication of how that sample matrix affects analyte recovery. 
Dup : Duplicate Sample - A random sample with each batch is prepared and analyzed in duplicate. The relative percent difference is an 

indication of precision for the preparation and analysis. 
MSRPD : MS/MSD Relative Percent Difference (RPD) - The MS relative percent difference is an indication of precision for the preparation 

and analysis. 
ND : Non-detect - Result was below the DQO listed for the analyte. 
DQO : Data Quality Objective - This is the criteria against which the quality control data is compared. 
Explanation   
360 : CCV above Acceptance Range (AR). Samples which were non detect for this analyte were accepted. 
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Corporate Offices & Laboratory
853 Corporation Street
Santa Paula, CA 93060
TEL: (805)392-2000
Env FAX: (805)525-4172 / Ag FAX: (805)392-2063
CA ELAP Certification No. 1573

Office & Laboratory
2500 Stagecoach Road
Stockton, CA 95215
TEL: (209)942-0182
FAX: (209)942-0423
CA ELAP Certification No. 1563

Office & Laboratory
563 E. Lindo Avenue
Chico, CA 95926
TEL: (530)343-5818
FAX: (530)343-3807
CA ELAP Certification No. 2670

Office & Laboratory
9415 W. Goshen Avenue
Visalia, CA 93291
TEL: (559)734-9473
FAX: (559)734-8435
CA ELAP Certification No. 2810

Office & Laboratory
3442 Empresa Drive, Suite D
San Luis Obispo, CA 93401
TEL: (805)783-2940
FAX: (805)783-2912
CA ELAP Certification No. 2775

ENVIRONMENTAL          AGRICULTURAL
Analytical Chemists

February 22, 2019

Cleath-Harris Geologists
Attn: Spencer Harris
71 Zaca Lane
Suite 140
San Luis Obispo, CA 93401

Subject: Subcontract Analysis for FGL Lab No. CC 1980547

Enclosed please find results for the following sample(s) which were received by FGL.

Asbestos

Please note that this analysis was performed by LA Testing 

Thank you for using FGL Environmental.

Sincerely,

 Cindy Aguirre 
Digitally signed by Cindy Aguirre
Title: Customer Service Rep
Date: 2019-02-22

Enclosure



LA Testing

520 Mission Street  South Pasadena, CA  91030

Phone/Fax: (323) 254-9960 / (323) 254-9982
http://www.LATesting.com / pasadenalab@latesting.com

FGLE25
321904102LA Testing Order ID:

Customer ID:

Customer PO:

Project ID:

Attn: Phone:       (805) 392-2024

Fax:       

Received:       02/15/2019

Analyzed:       02/21/2019

Confirmations Log in

FGL Environmental

853 Corporation St

Santa Paula, CA  93060

CC1980547- (8-514)Proj:

Test Report: Determination of Asbestos Structures >10µm in Drinking Water

Performed by the 100.2 Method (EPA 600/R-94/134)

Sample

Filtration

Date/Time

Sample ID

Client / EMSL

ASBESTOS

Confidence 

Limits

ConcentrationAnalytical

Sensitivity

Fibers 

Detected

Asbestos 

Types
Area

Analyzed

(mm²)

Effective

Filter 

Area

(mm²)

Original

Sample Vol. 

Filtered

(ml) MFL (million fibers per liter)

0.33ND <0.33 0.00 - 1.20None Detected2/15/2019

12:30 PM

 1288 0.2580151

321904102-0001

Due to excessive particulate the analytical sensitivity of 0.2 MFL as 

required by the method was not reached.

02/14/2019 13:15Collection Date/Time:

Page 1 of 1Test Report: TEM100.2-7.35.11  Printed: 2/22/2019 06:51AM

Analyst(s)

Jerry Drapala Ph.D, Laboratory Manager

 or Other Approved Signatory

Any questions please contact Jerry Drapala.

Sample collection and containers provided by the client, acceptable bottle blank level is defined as ≤0.01MFL>10um. ND=None Detected. This report relates only to those items tested. This 

report may not be reproduced, except in full, without written permission by LA Testing. Samples received in good condition unless otherwise noted.

Samples analyzed by LA Testing South Pasadena, CA CA ELAP 2283

Feng Liang (1)

Initial report from: 02/22/2019 06:51:13
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Office & Laboratory
2500 Stagecoach Road
Stockton, CA 95215
TEL: (209)942-0182
FAX: (209)942-0423
CA ELAP Certification No. 1563

Office & Laboratory
563 E. Lindo Avenue
Chico, CA 95926
TEL: (530)343-5818
FAX: (530)343-3807
CA ELAP Certification No. 2670

Office & Laboratory
9415 W. Goshen Avenue
Visalia, CA 93291
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FAX: (559)734-8435
CA ELAP Certification No. 2810

Office & Laboratory
3442 Empresa Drive, Suite D
San Luis Obispo, CA 93401
TEL: (805)783-2940
FAX: (805)783-2912
CA ELAP Certification No. 2775

ENVIRONMENTAL          AGRICULTURAL
Analytical Chemists

February 22, 2019

Cleath-Harris Geologists
Attn: Spencer Harris
71 Zaca Lane
Suite 140
San Luis Obispo, CA 93401

Subject: Subcontract Analysis for FGL Lab No. CC 1980547

Enclosed please find results for the following sample(s) which were received by FGL.

Sub Contracted-EPA 507 - Thiobencarb

Please note that this analysis was performed by Weck Laboratories, Inc. (ELAP Certified Laboratory)

Thank you for using FGL Environmental.

Sincerely,

 Cindy Aguirre 
Digitally signed by Cindy Aguirre
Title: Customer Service Rep
Date: 2019-02-22

Enclosure
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Certificate of Analysis
FINAL REPORT

WECK LABORATORIES, INC.

Report Date:

 Project:

 Attn: 

Client:

P.O. #:

Fax:

Phones:

Turnaround Time:

Received Date:

2/22/2019

2/15/2019

4 workdays
CC1980547 - (8-514)

(805) 392-2012

(805) 525-4172

Cindy Aguirre

FGL Environmental

Santa Paula, CA 93060

853 Corporation Street

Billing Code:

Work Orders: 9B15020

Dear Cindy Aguirre,

Enclosed are the results of analyses for samples received 2/15/19 with the Chain-of-Custody document. The samples were 

received in good condition, at 4.8 °C and on ice.  All analyses met the method criteria except as noted in the case narrative or in 

the report with data qualifiers.

[TOC_1]Sample Results[TOC]

Sample Results

9B15020-01 (Water)

Sample:  Strauss CW2 Sampled: 02/14/19 13:15 by Andrea Bage

ResultAnalyte MRL Analyzed QualifierUnits Dil

Method: EPA 525.2 Batch ID: W9B0982 Instr: GCMS16 Prepared: 02/19/19 08:54 Analyst: rmr

0.10 ug/l 02/21/19  10:281Thiobencarb ND

Surrogate(s)

70-130 02/21/19  10:28 S-GCConc: 11.91,3-Dimethyl-2-nitrobenzene 238%

50-120 02/21/19  10:28 S-GCConc: 0.0702Perylene-d12 100%

70-130 02/21/19  10:28Conc: 5.42Triphenyl phosphate 108%

Page 1 of 39B15020
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www.wecklabs.com

http://www.wecklabs.com


Certificate of Analysis
FINAL REPORT

WECK LABORATORIES, INC.

[TOC_1]Quality Assurance Results[TOC]

Quality Control Results
Semivolatile Organic Compounds by GC/MS

 Analyte Result MRL Units

Spike

Level

Source

Result %REC

%REC

Limits RPD

RPD

Limit Qualifier

Batch:  W9B0982 - EPA 525.2/SPE

Prepared: 02/19/19  Analyzed: 02/21/19 Blank (W9B0982-BLK1)

0.10 ug/lThiobencarb ND

Surrogate(s)

5.00 70-130100ug/l1,3-Dimethyl-2-nitrobenzene 5.00

5.00 50-12091ug/lPerylene-d12 4.55

5.00 70-13097ug/lTriphenyl phosphate 4.83

Prepared: 02/19/19  Analyzed: 02/21/19 LCS (W9B0982-BS1)

0.10 5.00 70-130122ug/lThiobencarb 6.09

Surrogate(s)

5.00 70-13096ug/l1,3-Dimethyl-2-nitrobenzene 4.82

5.00 50-12098ug/lPerylene-d12 4.92

5.00 70-130105ug/lTriphenyl phosphate 5.27

Prepared: 02/19/19  Analyzed: 02/21/19 LCS Dup (W9B0982-BSD1)

0.10 5.00 3070-130119 2ug/lThiobencarb 5.95

Surrogate(s)

5.00 70-130100ug/l1,3-Dimethyl-2-nitrobenzene 5.01

5.00 50-12096ug/lPerylene-d12 4.79

5.00 70-130105ug/lTriphenyl phosphate 5.27
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Certificate of Analysis
FINAL REPORT

WECK LABORATORIES, INC.

[TOC_1]Qualifiers and Definitions[TOC]

Notes and Definitions
DefinitionItem

Surrogate recovery outside of control limits due to a possible matrix effect . The data was accepted based on valid recovery of the remaining 

surrogate.

S-GC

NOT DETECTED at or above the Method Reporting Limit (MRL).  If Method Detection Limit (MDL) is reported, then ND means not detected at or 

above the MDL.

ND

DilutionDil

Sample results reported on a dry weight basisdry

Relative Percent DifferenceRPD

Percent Recovery% Rec

Sample that was matrix spiked or duplicated.Source

Method Detection LimitMDL

The minimum levels, concentrations, or quantities of a target variable (e.g., target analyte) that can be reported with a specified degree of confidence.  

The MRL is also known as Limit of Quantitation (LOQ) and Detection Limit for Reporting (DLR)

MRL

Minimum Detectable ActivityMDA

Not ReportableNR

Tentatively Identified Compound (TIC) using mass spectrometry. The reported concentration is relative concentration based on the nearest internal 

standard.  If the library search produces no matches at, or above 85%, the compound is reported as unknown.

TIC

Any remaining sample(s) will be disposed of one month from the final report date unless other arrangements are made in advance.

An Absence of Total Coliform meets the drinking water standards as established by the California State Water Resources Control Board (SWRCB)

All results are expressed on wet weight basis unless otherwise specified.

All samples collected by Weck Laboratories have been sampled in accordance to laboratory SOP Number MIS 002.

Regina Giancola

Reviewed by:

Project Manager

ELAP-CA #1132  ●  EPA-UCMR #CA00211  ●  Guam-EPA #17-008R  ●  HW-DOH #  ●  ISO 17025 #L2457.01  ●  LACSD #10143  ●  

NELAP-CA #04229CA  ●  NELAP-OR #4047  ●  NJ-DEP #CA015  ●  NV-DEP #NAC 445A  ●  SCAQMD #93LA1006

This is a complete final report.  The information in this report applies to the samples analyzed in accordance with the chain-of-custody document.  Weck 

Laboratories certifies that the test results meet all requirements of TNI unless noted by qualifiers or written in the Case Narrative.  This analytical report must 

be reproduced in its entirety.
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Proposed construction
water wells (see Figure 1)

CW2 is existing O&M Well
(projected onto section)

Explanation

Tm - Upper Monterey Formation
Tml - Lower Monterey Formation

Figure 3
Cross-Section B-B’
Strauss Wind Energy Project

Cleath-Harris Geologists
Cross-section orientation shown on Figure1
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Explanation

Tmd - Monterey Fm. (diatomite)
Tm - Upper Monterey Formation
Tml - Lower Monterey Formation
Tsass - Sacate Formation

Figure 4
Cross-Section C-C’
Strauss Wind Energy Project

Cleath-Harris Geologists

Cross-section orientation shown on Figure1

Estimated water level



Offsite Well A



Offsite Well B
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