
















































































































April 13, 2020 

TO: Jim Minnick, Director ICPDS 

T,annnlll•I ,,.. 
IURG NIUIIRGII 

yp/ a,,(..,~~ r t ,.,,-,.LJ.j 

I'?-

RE: Minor Modification to CUP for Valencia 3 

Jim: 

Attached is an application along with a T & M deposit in the amount of $5000.00 to process a minor 
modification to the above CUP. 

As discussed with you via prior emails, the 110 has determined that they do in fact not have the capacity 
on the 92 KV line adjacent to the project site that originally had been planned and approved. 

This has placed the project in some difficulty as it is currently nearing completion of construction. 

The 110 has indicated that the project needs to connect to an existing 12.5 KV line about a mile west of 
the project site along Harris Rd. 

Therefore, the owner/applicant must now construct a new 12.5 KV line along Harris Rd. to connect the 
project to an existing 12.5 KV line that the 11D has confirmed has capacity. 

To that end we are applying for an encroachment permit, with Public Works, and have discussed this 
with John Gay, Director of PW. 

We recognize that the current "world" environment surrounding COVID 19 has placed some limitations 
on your and your staff. However, as you can see given the change necessitated by the HD and the fact 
that the project is under construction nearing completion, there are also some very difficult time 
constraints on the developer. We would appreciate anything your office can do to review and modify 
the CUP as quickly as possible. Again, we understand that CEQA compliance will need to be done but 
given the location we again feel that there are no significant impacts if any. 

Please consider the possibility of an exemption under CEQA, and if not an expedited ND. 

Thank you as always for your assistance. 

RECEIVED 
APR 14 2020 

IMPERIAL COUNTY 
PLANNING I DEVELOPMENT SERVICES 

EEC ORIGINAL PKG. 

1/ 



Minor Modification/Amendment Request for: 

REQUESTED ACTION: 

CUP 15-0021 
Valencia 3 

APN: 040-360-034-000 

The original CUP for Valencia 3 was approved by the County of Imperial with the 
following "Electrical Power System" (S1-4-d); 

d. Protect Facilities: 1. Electrical Power System-Electricity generated by the PV modules 
would be collected by a direct current (DC) collection system routed underground in 
trenches. This DC power would be delivered to one of the pad mounted inverters in 
weatherproof enclosures located within the arrays. The inverters would convert the DC 
power to three phase alternating current (AC). The inverters could be connected to an AC 
interconnection facility which, if needed, would raise the voltage to either 12. 5 kV or 34. 5 
kV. Underground 12.5 kV or 34.5 kV collection lines would transmit the electricity to the 
eastern edge of the Project site, where the underground electric lines would be routed to 
a step up transformer which would raise the voltage to 92 kV. The 92 kV conductors 
would be routed up a new /ID pole (located inside the fenced Project boundary) on risers, 
through a meter and switch. and on to the approximately 100 foot interconnection with 
the /ID 92 kV "J" line. 

Given that the Imperial Irrigation District has now determined that they do not have 
capacity on the 92kV ("J") line that is adjacent to the project site, the following change is 
needed. 

d. Project Facilities: 1. Electrical Power System-Electricity generated 
by the PV modules would be collected by a direct current (DC) 
collection system routed underground in trenches. This DC power 
would be delivered to one of the pad mounted Inverters in 
weatherproof enclosures located with in the arrays. The inverters 
would convert the DC power to three phase alternating current (AC). 
The inverters could be connected to an AC Interconnection facility 
which, if needed, would raise the voltage to 12.5 kV. Underground 
12.5 kV collection lines would transmit the electricity to the south­
eastern edge of the Project site, where the underground electric lines 
would be routed to an overhead line that would then cross over Harris 
Rd. to a new line being constructed along the south side of Harris Rd •. 
The interconnection to the existing 12.5 KV line located about 1 mile 
west along Harris Rd. would then be made via a new line installed In 
the County ROW along a path shown on the attached Exhibit. This 
new line would be constructed by the developer and then turned over 
to the IID for ownership. 

EEC ORIGINAL PKG. 



The remainder of the project description under S-1 would remain as written. 

There would be no other changes to the project and therefore to the CUP. Given that 
this is the result of direction from the 11D and given that the new line will be within an 
existing ROW for Harris Rd., we consider this a "Minor Modification" within the scope of 
the current CUP. 

Furthermore, given that the construction will be done within an existing disturbed area, 
i.e. the ROW for Harris Rd., there should be no or minimal environmental impacts. 
Hence we would request that the County either find this exempt under CEQA or issue a 
Negative Declaration. 

Thank you. 

EEC ORIGINAL PKG. 
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MIIMal 
No. 

30IIOll210 

30000211 
40002938 
40002948 
4<m2948 
4ml2lli50 
40003009 
40003320 
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40003680 
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411)1)41111 
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3111111311 
3IIICll290 
GlOlllll5l8 
30000080 
30000000 
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40003781 
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400IXllll5 
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4000lli85 
40004330 
400IJIQt 
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300IQlQ3 
40004308 
4CIOll2Jl81 
40002ll86 
400041115 

300ll05l85 

400m940 
40002837 
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~ 
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