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Fire Prevention Bureau Guideline  

00.1 Alternate Materials or Methods 

Redwood City Fire Department - Requests for Alternate Materials or Methods of Construction or 

Alternate Design. This option is allowed under the authority of Section 104.9 of the 2016 Edition of the 

California Fire Code.   

Applicant must submit two copies of the request, plans and all accompanying substantiation material. It 

is highly recommended that the submittal be prepared by a Licensed Engineer, Architect or Fire 

Protection Engineer depending on the area of the request. 

Project Information: 

Project Address: __________________________________________________________ 

Project APN #: ____________________________  Permit #: ________________________ 

Owner Name: _____________________________________________________________ 

Owner Phone: _____________________________________________________________ 

Owner Address: ____________________________________________________________ 

Petitioner Name: ___________________________________________________________ 

Petitioner Phone: ___________________________________________________________ 

Petitioner Email: ____________________________________________________________ 

Petitioner Address: __________________________________________________________ 

Occupancy Type: _________ Construction Type: _________ Fire Sprinklered (Y/N) _______ 

Total Floor Area: ____________ Floor Area per Floor: _______________ 

End Use: _____________________________________________________________________________ 

_____________________________________________________________________________________ 

Steve Sheldon

steve.sheldon@feifire.com

1208 E. Broadway Road, Suite 201, Tempe AZ 85282

R-1 Y

Hotel

PLN2020-00141

Holly Hotel Group, LLC

991 W Hedding Street, Suite 103, San Jose, CA 95126

I-A/III-A

135,727 sf 17,000 - 31,000 sf

480 466 7369

415 341 4098

501 Industrial Road, San Carlos, CA 94070

http://www,redwoodciy.org/
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Code Requirement: 

_____________________________________________________________________________________

_____________________________________________________________________________________

_____________________________________________________________________________________ 

Request for Alternate: (Separate form for each request) _______________________________________ 

_____________________________________________________________________________________ 

_____________________________________________________________________________________ 

_____________________________________________________________________________________ 

Justification: (Findings of Equivalency) _____________________________________________________ 

_____________________________________________________________________________________

_____________________________________________________________________________________

_____________________________________________________________________________________

_____________________________________________________________________________________ 

Petitioners Signature: ________________________ Position: _________________ Date: ____________ 

Appendices may be attached if more space is needed. 

This Request has been reviewed and approved by: __________________________ Date: ____________ 

Comments: ___________________________________________________________________________ 

_____________________________________________________________________________________ 

_____________________________________________________________________________________ 

_____________________________________________________________________________________ 

_____________________________________________________________________________________ 

The building exceeds three stories, and D104.1 requires two means of fire department access.  Based on plan

The proposed alternate is based on review comments and denial of a 

previously submitted AMMR.  If emergency vehicle access is impeded, the revised alternate provides the fire department 

an automatic standpipe system that is independent of their access and pumping via truck, and it also provides them  

review comments, the site is currently provided with only one means of fire department access. 

FP Engineer 02/02/2022

with exterior hose connections for manual fire fighting purposes.  Please see attached first level plan with the proposed  

Approval is requested to provide an electrically driven fire pump

designed to supply automatic standpipes. The pump will be provided with secondary power via an on-site generator. Preliminary calculations

 indicate that the pump will be designed to supply 750 gpm @ 70 psi, but final design will be the responsibility of the contractor.

A 2 1/2"exterior hose connection will also be provided at the first level of each of the three exit stairs. 

alternates shown.

02/02/2022

This AMMR is conditionally approved subject to the Automatic Standpipe

flow of 1000 Gallons Per Minute (GPM) at 100 Psi instead of 750 GPM at 70 Psi as

proposed.

http://www,redwoodciy.org/
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	Appendix I
	501 Industrial Conditionally Approved AMMR Auto Standpipes



