
Vinyl Vineyards, New Winery

Water Demand Calculations

APN 015-053-003

Use Rate
Gross Demand (gallons/ 

year)
Gross Demand (AFY)

Return rate (recycled or 

recharged)
Net Demand (AFY)

Wine Production
5,000 Cases per year (@10 

gallons per case)
50,000 0.15

Process waste to likely 

be hauled for disposal
0.15

Tasting Room
Estimated 200 patrons per week 

at 5 gal/patron
52,000 0.16 80% 0.03

Employee Demand
5 FTE @20 GPD /employee = 

100 gpd x 365 days
36,500 0.11 80% 0.02

Event Demand
150 patrons per event at 5 

gal/patron, 6 events/year
4,500 0.01 80% 0.00

Landscaping Demand 13,700 SF at ~1.4 ft/year 143,926.00 0.44

Conservative estimate 

will not include any 

recharge

0.44

Total New Water Demand 286,926 0.88 0.65

Month
Estimated Wine Production 

Water Demand (gal)

Estimated Average Daily 

Demand (gal)

Estimated Peak Day 

Demand, 2.5X Peaking 

Factor (gal)

Jan 1,250 40 101

Feb 1,250 45 112

Mar 2,750 89 222

Apr 4,500 150 375

May 4,250 137 343

June 2,000 67 167

Jul 2,000 65 161

Aug 6,250 202 504

Sep 9,250 308 771

Oct 8,000 258 645

Nov 6,000 200 500

Dec 2,500 81 202

Total 50,000

Table 1: Annual Water Estimates

Table 2: Monthly Analysis of Proposed Winery Demand (Not Including Domestic Uses)









  
February 25, 2021 Lab ID : CC 2180507-001 
  Customer ID : 8-1770 
Jeffrey Hevert     

Sampled On : February 11, 2021-15:20 
Sampled By : Mary Janson 
Received On : February 11, 2021-17:00 

4374 Union Rd 
Paso Robles, CA 93446 
  
  Matrix : Drinking Water 
Description : Well 
Project : Water Quality Monitoring  
 This Page is to be Stamped  

Sample Result - Inorganic 

Sample Preparation Sample Analysis 
Constituent Result PQL Units MCL/AL  

Method Date/ID Method Date/ID 
General Mineral                 
Total Hardness as CaCO3 66.2 2.5 mg/L   200.7 02/12/21:201599 200.7 02/12/21:202216 
Calcium 15 1 mg/L   200.7 02/12/21:201599 200.7 02/12/21:202216 
Magnesium 7 1 mg/L   200.7 02/12/21:201599 200.7 02/12/21:202216 
Potassium 3 1 mg/L   200.7 02/12/21:201599 200.7 02/12/21:202216 
Sodium 154 1 mg/L   200.7 02/12/21:201599 200.7 02/12/21:202216 
Total Cations 8.1 --- meq/L   200.7 02/12/21:201599 200.7 02/12/21:202216 
Boron 0.6 0.1 mg/L   200.7 02/12/21:201599 200.7 02/12/21:202216 
Copper ND 10 ug/L 10002 200.7 02/12/21:201599 200.7 02/12/21:202216 
Iron ND 30 ug/L 3002 200.7 02/12/21:201599 200.7 02/12/21:202216 
Manganese ND 10 ug/L 502 200.7 02/12/21:201599 200.7 02/12/21:202216 
Zinc ND 20 ug/L   200.7 02/12/21:201599 200.7 02/12/21:202216 
SAR 8.2 0.1 --   200.7 02/12/21:201599 200.7 02/12/21:202216 
Total Alkalinity (as 
CaCO3) 260 10 mg/L   2320B 02/18/21:201784 2320B 02/18/21:202456 

Hydroxide as OH ND 10 mg/L   2320B 02/18/21:201784 2320B 02/18/21:202456 
Carbonate as CO3 ND 10 mg/L   2320B 02/18/21:201784 2320B 02/18/21:202456 
Bicarbonate as HCO3 310 10 mg/L   2320B 02/18/21:201784 2320B 02/18/21:202456 
Sulfate 120 0.5 mg/L 5002 300.0 02/12/21:201593 300.0 02/12/21:202276 
Chloride 29 1 mg/L 5002 300.0 02/12/21:201593 300.0 02/12/21:202276 
Nitrate as NO3 10.9 0.4 mg/L 45 300.0 02/12/21:201593 300.0 02/12/21:202276 
Nitrite as N ND 0.2 mg/L 1 300.0 02/12/21:201593 300.0 02/12/21:202276 
Nitrate + Nitrite as N 2.5 0.1 mg/L 10 300.0 02/12/21:201593 300.0 02/12/21:202276 
Fluoride 0.2 0.1 mg/L 2 300.0 02/12/21:201593 300.0 02/12/21:202276 
Total Anions 8.6 --- meq/L   2320B 02/18/21:201784 2320B 02/18/21:202456 
pH (Field) 8.0 -- units   4500-H B 02/11/21:201674 4500HB 02/11/21:202285 
Specific Conductance 855 1 umhos/cm 16002 2510B 02/19/21:201834 2510B 02/19/21:202466 
Total Dissolved Solids 530 20 mg/L 10002 2540CE 02/16/21:201705 2540C 02/17/21:202349 
MBAS Screen Negative 0.1 mg/L 0.52 5540C 02/12/21:201753 5540C 02/12/21:202355 
Aggressiveness Index 12.0 1 --   4500-H B 02/11/21:201674 4500HB 02/11/21:202285 
Langelier Index (20°C) 0.1 1 --   4500-H B 02/11/21:201674 4500HB 02/11/21:202285 
Nitrate Nitrogen 2.5 0.1 mg/L 10 300.0 02/12/21:201593 300.0 02/12/21:202276 
Metals, Total                 
Aluminum 60 10 ug/L 1000 200.8 02/15/21:201663 200.8 02/15/21:202284 
Antimony ND 1 ug/L 6 200.8 02/15/21:201663 200.8 02/15/21:202284 
Arsenic 27 1 ug/L 10 200.8 02/15/21:201663 200.8 02/15/21:202284 
Barium 38.0 0.2 ug/L 1000 200.8 02/15/21:201663 200.8 02/15/21:202284 



 
February 25, 2021 Lab ID : CC 2180507-001 
Description : Well Customer ID :  8-1770 
  

Sample Result - Inorganic 

Sample Preparation Sample Analysis 
Constituent Result PQL Units MCL/AL  

Method Date/ID Method Date/ID 
Metals, Total                 
Beryllium ND 1 ug/L 4 200.8 02/15/21:201663 200.8 02/15/21:202284 
Cadmium ND 0.2 ug/L 5 200.8 02/15/21:201663 200.8 02/15/21:202284 
Chromium 1 1 ug/L 50 200.8 02/15/21:201663 200.8 02/15/21:202284 
Lead ND 0.5 ug/L 15 200.8 02/15/21:201663 200.8 02/15/21:202284 
Mercury ND 0.03 ug/L 2 245.1 02/16/21:201693 245.1 02/16/21:202328 
Nickel ND 1 ug/L 100 200.8 02/15/21:201663 200.8 02/15/21:202284 
Selenium ND 1 ug/L 50 200.8 02/15/21:201663 200.8 02/15/21:202284 
Silver ND 1 ug/L 1002 200.8 02/15/21:201663 200.8 02/15/21:202284 
Thallium ND 0.2 ug/L 2 200.8 02/15/21:201663 200.8 02/15/21:202284 
Vanadium 151 2 ug/L   200.8 02/15/21:201663 200.8 02/15/21:202284 
Wet Chemistry                 
Color, Apparent ND 5 units 152 2120B 02/12/21:201988 2120B 02/12/21:202694 
Odor ND 1 TON 32 2150B 02/12/21:201993 2150B 02/12/21:202685 
Sulfide, Total ND 0.1 mg/L   4500S D 02/18/21:201823 4500S2 02/18/21:202447 
Turbidity 0.2 0.1 NTU 52 2130B 02/12/21:201749 2130B 02/12/21:202350 
ND=Non-Detected. PQL=Practical Quantitation Limit. * PQL adjusted for dilution. 
MCL = Maximum Contamination Level. 2 - Secondary Standard. 3 - CDPH Notification Level. AL = Regulatory Action Level. 



February 19, 2021

Jeffrey Hevert
4374 Union Rd
Paso Robles, CA 93446

CC 2180507:1 Coliform Bacteria Analysis
Customer ID : 8001770

System Number : N/A 
Project Name : Water Quality Monitoring

Analytical Results
ID Sample Description Total Fecal E. Coli Units Method Prep Footnote
1  Well <1.0 Absent --- <1.0 Absent MPN/100ml SM 9223B Quanti Tray 18

N/R Not Required MPN Most Probable Number A/P Absence/Presence
The samples listed above were Acceptable for both Total and Fecal Coliform

Sample Handling Information
ID Sample Number System Number Sample Type/Reason Sampler Employed By Sampled
1  CC 2180507-001  N/A Source-Other Mary Janson FGL Environmental 2021-02-11 15:20

Field Analysis/QA Information

ID Sample Description Cl Total/Free
mg/l Temp Analysis Started Analysis Completed Contact Contacted

1  Well ---/--- --- 2021-02-11 17:10 jkk 2021-02-12 11:30 jkk N/R
Analyses were performed at the FGL Central Coast Laboratory using Standard Methods 20th edition. If you have any questions 
regarding your results, please call.
Prepared By: SMH
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