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Los Angeles County Fire 
Department Review





COUNTY OF LOS ANGELES FIRE DEPARTMENT
FIRE PREVENTION DIVISION

Land Development Unit

5823 Rickenbacker Road

Commerce, CA 90040

Telephone (323) 890-4293, Fax (323) 890-9783

EPIC-LA NUMBER: PROJECT NUMBER:FLDU2022010635 TR83834

CITY/COMMUNITY: STATUS: ClearedArtesia

PROJECT ADDRESS: 11709 Artesia Boulevard

Artesia, CA 90701

09/23/2022DATE:

CONDITIONS

Tentative Parcel Map 83834 has satisfied the County of Los Angeles Fire Department Fire Prevention Division 

Land Development Unit review requirements.

1. 

All proposed structures accessed by the Fire Department for emergency response from Fallon Avenue shall be 

addressed from Fallon Avenue.

All proposed structures accessed by the Fire Department for emergency response from Artesia Boulevard shall 

be addressed from Artesia Boulevard.

All proposed structures accessed by the Fire Department for emergency response from Fallon Avenue shall be 

addressed from Fallon Avenue.

2. 

Install 1public fire hydrant(s) as noted by the Fire Department on the Tentative Map mark-up dated September 

22, 2022.  All required public fire hydrants shall be installed, tested and accepted prior to beginning 

construction.  All fire hydrants shall measure 6”x 4"x 2-1/2" brass or bronze, conforming to current AWWA 

standard C503 or approved equal, and shall be installed in accordance with the County of Los Angeles Fire 

Code.  Fire Code 501.4

3. 

For any questions regarding the report, please contact Nancy Rodeheffer at (323) 890-4243 or 

Nancy.Rodeheffer@fire.lacounty.gov.
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