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SCALE IN FEET 1: 350
\ Y, 5— Pole location(s) ¢]; dimensions are relative
o 350' 700' f int(s)
ENGINEERED DESIGN By: C.Hensley e File #230737C-Spill * 27-Feb-24 1o 00 reference point(s) - C-49

Ontario Sports Complex
Ontario, CA

Grid Summary

Name East Spill Line
Spacing 30.0' x 10.0'
Height 3.0' above grade

lllumination Summary

MAINTAINED MAX VERTICAL FOOTCANDLES
Entire Grid
Scan Average 0.01
Maximum O
Minimum 0
Avg/Min -
Max/Min -
UG (adjacent pts) 0.00
CU 0.00
No. of Points 92
LUMINAIRE INFORMATION
Applied Circuits A,B,C,D,E,F,G,H,1J,KL,M,N,0
Average LLF 0.988
No. of Luminaires 1135
Total Load 1210.99 kW

Guaranteed Performance: The ILLUMINATION described above
is guaranteed per your Musco Warranty document and
includes a 0.95 dirt depreciation factor.

Field Measurements: Individual field measurements may vary
from computer-calculated predictions and should be taken

in accordance with IESNA RP-6-15.

Electrical System Requirements: Refer to Amperage

Draw Chart and/or the "Musco Control System Summary"

for electrical sizing.

Installation Requirements: Results assume + 3%

nominal voltage at line side of the driver and structures

located within 3 feet (1m) of design locations.

%088

We Make It Happen.

Not to be reproduced in whole or part without the written consent of Musco Sports
Lighting, LLC. ©1981, 2023 Musco Sports Lighting, LLC.

ILLUMINATION SUMMARY




~ SCALE IN FEET 1:350
) 350' 700'
ENGINEERED DESIGN By: C.Hensley e File #230737C-Spill  27-Feb-24
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Pole location(s) ¢]; dimensions are relative

to 0,0 reference point(s) <

C-50

Ontario Sports Complex
Ontario, CA

Grid Summary

Name East Spill Line
Spacing 30.0' x 10.0'
Height 3.0' above grade

lllumination Summary

MAINTAINED MAX CANDELA (PER FIXTURE)
Entire Grid
Scan Average 469.96

Maximum
Minimum

UG (adjacent pts)

cu

No. of Points

LUMINAIRE INFORMATION
Applied Circuits

Average LLF

No. of Luminaires

Total Load

7571
0

Avg/Min -
Max/Min -

0.00
0.00
92

A,B,C,D,E,F,G,H,LJKLM,N,O
0.988

1135

1210.99 kW

Guaranteed Performance:

The ILLUMINATION described above

is guaranteed per your Musco Warranty document and
includes a 0.95 dirt depreciation factor.

Field Measurements: Individual field measurements may vary
from computer-calculated predictions and should be taken
in accordance with IESNA RP-6-15.

Electrical System Requirements: Refer to Amperage
Draw Chart and/or the "Musco Control System Summary"
for electrical sizing.

Installation Requirements: Results assume + 3%

nominal voltage at line side of the driver and structures
located within 3 feet (1m) of design locations.
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Ontario Sports Complex
Ontario, CA

Grid Summary

Name South Spill Line
Spacing 30.0' x 10.0'
Height 2.9' above grade

1 ! ) lllumination Summary
= 5 MAINTAINED HORIZONTAL FOOTCANDLES|

%

!E LTy v = : L

: : Entire Grid
Cc2 AB6 A9 C3 c10 A30 A33 ol . Scan Average OT‘;")"E ’
& PLAlQ, AV B & @1 A34A29| B ' P Maximum 0
N e o | | e = —_tTra \\ J 3 | ——— T C12 Minimurn 0
C1 ’ T e & ;C‘% ¢ b o T13 ™4 15 200 sl
B32 B11B10 q)_ .. N & 4 & UG (adjacent pts) 0.00

CU 0.00

- 4 P : N7t = Ai*w:i}a : . y o é17$ o 0 N No. of Points 115
A3 A72 ¥ P gl P 4 : ; LUMINAIRE INFORMATION
H Applied Circuits A,B,C,D,E,F,G,H,I,J,K,L,M,N,0
b <& P _i 4 b ,_ ¢ P _| 4 T18 T17 E]‘T16 To3 | T22 Average LLF 0.988
& @ 4 :
gl
&

No. of Luminaires 1135
Total Load 1210.99 kW

A32

A43$ B15$ A46
B12,. A35
.eb.

Guaranteed Performance: The ILLUMINATION described above
is guaranteed per your Musco Warranty document and

¢ ¢
! ] [ 1 E ! | T ‘ - includes a 0.95 dirt depreciation factor.
b '¢" "$’ | 'q} '(‘P | . '¢" "$’ 'Q)‘ _$_ & : Field Measurements: Individual field measurements may vary
from computer-calculated predictions and should be taken
A18 A20A13 A42A21 A44A37 A45 50 B18 in accordance with IESNA RP-6-15.
s ¢* 4$ ® < .¢* 4$ ® S . Electrical System Requirements: Refer to Amperage
{ 1 Draw Chart and/or the "Musco Control System Summary"
5 | B85 | @ & | B16B13 | @ for electrical sizing.
= ——] —a — i Installation Requirements: Results assume + 3%
cé J_ ¢* *$ J_ FMW"" C?m J_ ¢* *$ J_ nominal voltage at line side of the driver and structures
i g e s s o e s e _,fp,uC1 anfimim g e s s 2 e e e C15 1 located within 3 feet (1m) of design locations.
‘ % 4 TA23A16 gy gl Y & TA4TA40 &
c5 i ~ collil de : ’ :
A15 A24 C13 A39 A48 C16 i !
e \
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SCALE IN FEET 1 : 300
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Ontario Sports Complex
Ontario, CA

Grid Summary

Name South Spill Line
Spacing 30.0' x 10.0'
Height 2.9' above grade

1 ! ) lllumination Summary
= 5 MAINTAINED MAX VERTICAL FOOTCANDLES

%

!E LTy v = : L

: : Entire Grid
Cc2 A6 A9 C3 10 A30 A33 cn . Scan Average Orgillre ’
& PLAlQ, AV B & @1 A34A29| B ' P Maximum 0
N e o | | e = —_tTra \\ J 3 | ——— T C12 Minimurn 0
C1 ’ T e & ;C‘% ¢ b o T13 ™4 15 200 sl
B32 B11B10 q)_ .. N & 4 & UG (adjacent pts) 0.00

CU 0.00

- 4 P : N7t = Ai*w:i}a : . y o é17$ o 0 N No. of Points 115
A3 A72 ¥ P gl P 4 : ; LUMINAIRE INFORMATION
H Applied Circuits A,B,C,D,E,F,G,H,I,J,K,L,M,N,0
b <& P _i 4 b ,_ ¢ P _| 4 T18 T17 E]‘T16 To3 | T22 Average LLF 0.988
& @ 4 :
gl
&

No. of Luminaires 1135
Total Load 1210.99 kW

A32

A43$ B15$ A46
B12,. A35
.eb.

Guaranteed Performance: The ILLUMINATION described above
is guaranteed per your Musco Warranty document and

¢ ¢
! ] [ 1 E ! | T ‘ - includes a 0.95 dirt depreciation factor.
b '¢" "$’ | 'q} '(‘P | . '¢" "$’ 'Q)‘ _$_ & : Field Measurements: Individual field measurements may vary
from computer-calculated predictions and should be taken
A18 A20A13 A42A21 A44A37 A45 50 B18 in accordance with IESNA RP-6-15.
s ¢* 4$ s < .¢* 4$ ® S . Electrical System Requirements: Refer to Amperage
: | B85 | | | : Draw Chqrt an.d_/or the "Musco Control System Summary"
@' @ J&' B16B13 @ for electr|cal smng. ' .
= — = -1 H Installation Requirements: Results assume + 3%
cé J_ ¢* *$ J_ FMW"" C?m J_ ¢* *$ J_ nominal voltage at line side of the driver and structures
i g e s s o e s e _,fp,uC1 anfimim g e s s 2 e e e C15 1 located within 3 feet (1m) of design locations.
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SCALE IN FEET 1 : 300
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Ontario Sports Complex
Ontario, CA

Grid Summary

Name South Spill Line
Spacing 30.0' x 10.0'
Height 2.9' above grade

&M%Wm

C2 A6 A9

|

N = o | — —

A30 A33

1 A34A20 |
Ul e
B11B10
. ¢ D .
A31A26

N7

L
) lllumination Summary

MAINTAINED MAX CANDELA (PER FIXTURE)

Scan Average
Maximum
Minimum

Entire Grid
366.83
3094

0

Avg/Min -

Max/Min

UG (adjacent pts)

cu

No. of Points

LUMINAIRE INFORMATION
Applied Circuits

Average LLF

No. of Luminaires

0.00
0.00
115

A,B,C,D,E,F,G,H,LJKLM,N,O
0.988
1135

Total Load 1210.99 kW

A43$ B15$ A46
A32 & B12,. A35

Guaranteed Performance: The ILLUMINATION described above
is guaranteed per your Musco Warranty document and
includes a 0.95 dirt depreciation factor.

Field Measurements: Individual field measurements may vary
from computer-calculated predictions and should be taken
in accordance with IESNA RP-6-15.

Electrical System Requirements: Refer to Amperage
Draw Chart and/or the "Musco Control System Summary"
for electrical sizing.

Installation Requirements: Results assume + 3%

nominal voltage at line side of the driver and structures
located within 3 feet (1m) of design locations.
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SCALE IN FEET 1 : 300

‘ 5— Pole location(s) ¢]; dimensions are relative We Make It Happen~

L 300’ 600"

to 0,0 reference point(s) ‘YV Not to be reproduced in whole or part without the written consent of Musco Sports
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SCALE IN FEET 1 : 350

) 350'

ENGINEERED DESIGN By: C.Hensley e File #230737C-Spill ¢ 27-Feb-24

Ontario Sports Complex

Ontario, CA

Grid Summary

Name West Spill Line
Spacing 30.0' x 10.0'
Height 2.9' above grade

------ = neiTiieantl lllumination Summary
MAINTAINED HORIZONTAL FOOTCANDLES|

A;Z:E — —_—— Entire Grid

PG S3 S5 TS e T I Scan Average 0.17

‘,:2 ,,,,,, C1 7 D1— — Maximum 1

fm '$' -q} '8—8 e Ny <~ Minimum 0

P '$‘ A el | [] Avg/Min -

52 = s D2 Max/Min -

p20 UG (adjacent pts) 0.00

be = : 2 c1s8 CuU 0.00

zg: $_ _q} _q} B19 No. of Points 87

by o ~ & & 4 & LUMINAIRE INFORMATION
S14 —1*S15 a7 Applied Circuits  A,B,C,D,E,F,G,H,11,K,L,MN,0
008 S20 —1 S21 S23 Average LLF 0.988

poe $’ '$' v A2 No. of Luminaires 1135

s & & & A A Total Load 1210.99 kW

| . - B20

Zi - - v Guaranteed Performance: The ILLUMINATION described above
p16 A51 is guaranteed per your Musco Warranty document and

":‘: $_ _q;_ _$_ includes a 0.95 dirt depreciation factor.

jﬁzg N _$_ _$_ P42 P34 Field Measurements: Individual field measurements may vary
Q13 —1 <16 S18 from computer-calculated predictions and should be taken
P2 P3 319 P5 = <99 S24 PN in accordance with IESNA RP-6-15.

zfﬁ {b $- q} — P7 P9 325: Electrical System Requirﬁments: Refer to Amperage .
Z: _q)_ & P2\§_ -»——~ P26P31)29 If)orra:ieccr;?izgla?gi/r?gr.the Musco Control System Summary'
i ' P12 A5 P11 - Installation Requirements: Results assume * 3%

g * ¢ i i i B nominal voltage at line side of the driver and structures

e . . = P24N-— P23+ located within 3 feet (1m) of design locations.

= 33
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g
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o Fles[d BRE e e 4
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SCALE IN FEET 1 : 350

) 350'

ENGINEERED DESIGN By: C.Hensley e File #230737C-Spill ¢ 27-Feb-24

Ontario Sports Complex
Ontario, CA

Grid Summary

Name West Spill Line
Spacing 30.0' x 10.0'
Height 2.9' above grade

------ =] etdn lllumination Summary
MAINTAINED MAX VERTICAL FOOTCANDLES)

A;:i ______ Entire Grid

oot FEEEEIEI ~-oioTIiEEsmzzazEiiii Scan Average 0.28

g:ﬁsz-q} .$.83 -8885 ,,,,,, —C17- D1I/—//—— I\'\/I;meum (1)

b 2 T e | N W inimum

par '$‘ A = Avg/Min -

zz&: . " D2 Max/Min -

P UG (adjacent pts) 0.00

b = : L c18 CU 0.00

z:; $_ _q} _q} B19 No. of Points 87

-02;«\1 o4 ~ _$_ _$_ €1 ‘(‘a' LUMINAIRE INFORMATION
S14 —1*S15 ~517 Applied Circuits A,B,C,D,E,F,G,H,1,J,K,L,M,N,0
b S20 — S21 S23 Average LLF  0.988

poe $’ '$' v A2 No. of Luminaires 1135

9 ¢ @ @ 4 A Total Load 1210.99 kW

P . . B20

bas - - v Guaranteed Performance: The ILLUMINATION described above
025 A51 is guaranteed per your Musco Warranty document and

D; $_ _$_ _$_ includes a 0.95 dirt depreciation factor.

j‘;m A~ _$_ _$_ P42 P34 Field Measurements: Individual field measurements may vary
Q13 —1 <16 S18 from computer-calculated predictions and should be taken
P2 P3 — ad in accordance with IESNA RP-6-15.

pe & & S1 Qq} P5 — P°7'22 Sgg 325: Electricﬁl syst;:j? Reﬁuirﬁments: ReferI to Amperage
iii _q)_ & P26_ -»——~ P26P31)29 If)orra:iecct?izgla?izir?gr.t e "Musco Control System Summary'
. ' P12 A5 P11 - Installation Requirements: Results assume + 3%

b M ¢ i i i B nominal voltage at line side of the driver and structures

o . . = P24N-— P23+ located within 3 feet (1m) of design locations.

% o

e & o . P25 P27p35°30
P1 & 4 ¢

P6

e P8 P10 S26™

p23

be

pe A9 c3 C10°  A30 A33 | C11

b & S A0, 15 % &  A34 A29 4 B =812

C1 TN =111 "__[__'__ CcC4 I N T
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b : 4 P Z | S 4 b %
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i [lee i e e o :
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b q,' & b & J;,}' ! & A11A28 & €A25 & & A323 812} A35

P24 - I S = o= | S— - L

o Fles[d BRE e e 4

75
A18 a A20A13 R A42 A21 7 Ad44 A37 . A45

b 1 | 2 < P 2 i | 2 4 P S

o2 H

el —| B&5 | ® % ~_B16B13, B

fee i~ LS ® % L pocrm L P I
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P00 'r_

.00 -

Pole location(s) ¢]; dimensions are relative
to 0,0 reference point(s) <

C-55
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Ontario Sports Complex
Ontario, CA

Grid Summary

Name West Spill Line
Spacing 30.0' x 10.0'
Height 2.9' above grade

lllumination Summary

MAINTAINED MAX CANDELA (PER FIXTURE)
Entire Grid

! N LR ——J P, T S m———y
;
| m—

~ SCALE IN FEET 1:350
) 350' 700'
ENGINEERED DESIGN By: C.Hensley e File #230737C-Spill  27-Feb-24

to 0,0 reference point(s) <

Pole location(s) ¢]; dimensions are relative

C-56

i i g0l S3 S5 R oozt Scan Average 6072.51
B -?:3 —————— C17— D1— S Maximum 13135
: :‘;249 '$' -q} '8—8 e Ny <~ Minimum 7
bost 1 = e T Avg/Min 838.81
L . - D2 Max/Min 1814.34
psoe UG (adjacent pts) 0.00
- = - L c18 CU 0.00
::: $_ _q} _q} B19 No. of Points 87
50T~ o4 ~ Q ‘(‘ LUMINAIRE INFORMATION
1 — & & v
S14 —1*'S15 ~817 Applied Circuits A,B,C,D,E,F,G,H,LJ,K,L,M,N,0
08 S20 —1 S21 S23 Average LLF 0.988
pre $’ '$' v A2 No. of Luminaires 1135
Lo @ < < 4 A Total Load 1210.99 kW
- . > B20
M s - - v Guaranteed Performance: The ILLUMINATION described above
et A51 is guaranteed per your Musco Warranty document and
5‘1;‘ $_ _$_ _$_ includes a 0.95 dirt depreciation factor.
:Sm N _$_ _$_ P42 P34 Field Measurements: Individual field measurements may vary
Q13 —1 <16 S18 from computer-calculated predictions and should be taken
P2 P3 319 P5 = <99 S24 PN in accordance with IESNA RP-6-15.
o § @ —P7’ P9 S25 Electrical System Requirements: Refer to Amperage
| q} & P2\§_ -»——~ P26P31)29 If)orra:ieccr;?izgla?gi/r?gr.the "Musco Control System Summary"
' P12 A5 P11 - Installation Requirements: Results assume * 3%
B i i B nominal voltage at line side of the driver and structures
. = P24 Tp23--! located within 3 feet (1m) of design locations.
P25 P27p3530
@ g
| P10 S26——
A30 A33 C11
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RS E Al T
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Ontario Sports Complex
Ontario, CA

Equipment Layout

INCLUDES:

- Baseball 1

- Baseball 1-LL1

- Baseball 1 - LL2

- Baseball 1 - Soccer

- Baseball 2

- Baseball 2 - LL1

- Baseball 2 - LL2

- Baseball 2 - Soccer

- Baseball 3

- Baseball 3 - LL1

- Baseball 3 - LL2

- Baseball 3 - Soccer

- Baseball 4

- Baseball 4 - LL1

- Baseball 4 - LL2

- Baseball 4 - Soccer

- Baseball 5

- Baseball 5-LL1

- Baseball 5-LL2

- Baseball 5 - Soccer

- Baseball 6

- Baseball 6 - LL1

- Baseball 6 - LL2

- Baseball 6 - Soccer

- Baseball 7

- Baseball 7 - LL1

- Baseball 7 - LL2

- Baseball 7 - Soccer

- Baseball 8

- Baseball 8 - LL1

- Baseball 8 - LL2

- Baseball 8 - Soccer

- Baseball 9

- Circular Pool

- Field Egress

- Field RGBA

- Ontario MILB

- PBA Grid

- Pickleball 1-2

- Pickleball 3-4
6
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- Pickleball 5-

- Pickleball 7-

- Pool

- Pool Deck

- Proforma Field 1

- Proforma Field 2

- Proforma Field 3

- Proforma Field 4

- Skate Park

- Soccer 1

- Soccer 2

- Soccer 3

- Soccer 4

- Soccer 5

- Soccer 6

- Soccer 7

- Soccer 8

- Soccer 9

- Tennis 1-2

- Tennis 3-4
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Pole location(s) ¢]; dimensions are relative

ENGINEERED DESIGN By: C.Hensley e File #230737C-Spill ¢ 27-Feb-24

EQUIPMENT LAYOUT

to 0,0 reference point(s) <

C-57

Electrical System Requirements: Refer to Amperage
Draw Chart and/or the "Musco Control System Summary'
for electrical sizing.

Installation Requirements: Results assume + 3%

nominal voltage at line side of the driver and structures
located within 3 feet (1m) of design locations.

We Make It Happen.

Not to be reproduced in whole or part without the written consent of Musco Sports
Lighting, LLC. ©1981, 2023 Musco Sports Lighting, LLC.




Ontario Sports Complex
Ontario, CA
Single Luminaire Amperage Draw Chart
Driver Specifications Line Amperage Per Luminaire
(.90 min power factor) (max draw)
Single Phase Voltage 208 [ 220 [ 240 [ 277 | 347 [ 380 | 480
(60) | (60) | (60) | (60) | (60) | (60) | (60)
TLC-BT-1500 85|81 |74 |64 |51|47 | 3.7
TLC-BT-575 33|32]29|25]20]18]15
TLC-LED-1200 69|65|60|52|42]38]30
TLC-LED-1500 84|79 |73 |63|50)|46| 3.6
TLC-LED-550 3213028241918 |14
TLC-LED-900 - - - - - - -
TLC-RGBA 451431383327 ]19]19
i S8,
l( ¢Soccer1 ¢ Soccer 2 -3
330' x 210' 330' x 210’ C18
330' x 210' 330' x 210’ AN
' - B19 NG y
PO
s14/% @ sis- | 517 & & g wead® ey
ol = Su 820 So s S21 S23 A52
#soccer 57 [Soccer 6*'4; & S107 T, S12 4 4
330' x 210’ 330'x 210" “Soccer 7 Soccer 8
I . . 330" x 210" 330' x 210' ~ B20:
& & ¢ & o P2 P AS1
S =R36 PS5 = p7 SPickles=1 1.2 i i
4 4 S19¢y o22 Eb‘PQJ, P26 <—P p2P31294
).
Proforma Field 1 ,Proforma Field 2 Soccer O A=E
| 249'x 384 249'x 384" JProforma FieldProfo330.x P12 4 EQCX"';'EKX'%E""" 7-10
i 249" x 384" 249' x 384 P24
< <+ & & & —=P25, P4p3230
P6 — !
I P8 P10 S26
; A9 c3 C10.7A30 A33.| C11 i
| & & g 8 on »
013 (- N CoC4 I 11;4n1nl T13 T4 T15 T20 T21‘
iBaseball 1 - SBaseball 2 - Soccer Baseball 5 - :Baseball 6 - Soccer . P O U
340' x 2+ 340'x 210"« Aoy 340 2: 340" x 210’ :
20123024 .X-Ef,g)é??%asexoau 2 M2 X 22301256538 X206 - 11751\36 gswgnn;gnggnms ;;88
230" /Z_agfﬁ basepaléﬁg;{_%‘o /230' j)a—sLepath 60730' - basipatr230 /233-/230 basepath 60" 3* \K';OLA Z?f)(ur oL2 Court pacing
! pa i X !
A17 A1475 5 A19 AA41B14A38 = A43 B15A46 T18 17-T16 19 T22
‘A4{E? 4A1$ = LAs, thh (Be LI ME e BT
i ]{I Iﬂ*} §r d; 8b p— ',6.‘11.\' <l AZS_ﬁ. .ﬁ-A3ZB,1?{§35 Azso/z%g{zslo _basepa;h 6?
Baseball 3 - ‘Baseball 4 - SocceBBasebaII 7 - <Baseball 8 - Soccer1 P38 'g,rgg{)?r Pool— ®& /
340" X 23 5jannst 340" x 2 oSS 340" X 20 Annii340" X 2 n1Q
2R0IZ30TEC S EAD G 2 el g - 12301230238 LA ot B - L obath 601 ig:':%oi Deck aso || B18
"230/230'/230' - bi230'/230'/230' - basepa1r230 /2301/230' - b230'/230'/230' - basepath 60’ F, o 5D
CGE: | 'q;r't:p' | E C7!1 15109‘-{51\51 i £
i S \ Pa { ) §
{ 54 ‘A23 A16’ £§C14 ﬁ& A47 A40' & C15 P37 I:,3:1540 P35 | |
WCE e ____CS
H2ZA15 A24 Cc16 { |
—————m 4 YWY \
== a7 Y ! CSkate Park{ %
|‘ || 148 x 112/ L4 .
"""""""" o L li P36f\5;==
~~_ SCALE IN FEET 1 : 500
\ ) 5— Pole location(s) ¢]; dimensions are relative we Make It Happenﬁ
— 0 500' 100'0' . to 0,0 reference point(s) ‘/ Not to be reproduced in whole or part without the written consent of Musco Sports
ENGINEERED DESIGN By: C.Hensley e File #230737C-Spill  27-Feb-24 C-58 Lighting, LLC. ©1981, 2023 Musco Sports Lighting, LLC.

EQUIPMENT LAYOUT




	230737C-Baseball
	230737C-Spill



