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PLM Asbestos Identification

Certificate of Analysis

SCS Engineers

8799 Balboa Ave. #290

San Diego, CA 92123

Date Received: 7/8/2023

Number of Samples: 93

Material DescriptionLab/Client ID/Layer Location Color Composition (%)

Report Number: 981171   

Project Name:

Date Reported: 7/11/2023

Claim Number:

Project Number: 01213320.70

Project Location: 3570 Sports Arena Blvd

SD, CA 92110

Chick-Fil-A

Date Analyzed: 7/11/2023 PO Number:

Date Collected: 7/8/2023 Collected By: Allison Rozzi

981171-051 North Hallway Ceiling

8-3

60% Cellulose

30% Glass 

Fibers

5% Mineral 

Wool

5% Non-Fibrous 

Material

BeigeCeiling Tile

None DetectedTotal Asbestos

981171-052 North KCN Ceiling

9-1A

91% Non-

Fibrous Material

7% Cellulose

2% Glass Fibers

WhiteCeiling Tile

None DetectedTotal Asbestos

981171-053 North KCN Ceiling

9-1B

100% CelluloseBrownPaper

None DetectedTotal Asbestos

981171-054 North KCN Ceiling

9-2A

91% Non-

Fibrous Material

7% Cellulose

2% Glass Fibers

WhiteCeiling Tile

None DetectedTotal Asbestos

981171-055 North KCN Ceiling

9-2B

100% CelluloseBrownPaper

None DetectedTotal Asbestos
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PLM Asbestos Identification

Certificate of Analysis

SCS Engineers

8799 Balboa Ave. #290

San Diego, CA 92123

Date Received: 7/8/2023

Number of Samples: 93

Material DescriptionLab/Client ID/Layer Location Color Composition (%)

Report Number: 981171   

Project Name:

Date Reported: 7/11/2023

Claim Number:

Project Number: 01213320.70

Project Location: 3570 Sports Arena Blvd

SD, CA 92110

Chick-Fil-A

Date Analyzed: 7/11/2023 PO Number:

Date Collected: 7/8/2023 Collected By: Allison Rozzi

981171-056 West KCN Ceiling

9-3A

91% Non-

Fibrous Material

7% Cellulose

2% Glass Fibers

WhiteCeiling Tile

None DetectedTotal Asbestos

981171-057 West KCN Ceiling

9-3B

100% CelluloseBrownPaper

None DetectedTotal Asbestos

981171-058 West Storage Wall

10-1A

100% Non-

Fibrous Material

Dark GreyBlock

None DetectedTotal Asbestos

981171-059 West Storage Wall

10-1B

100% Non-

Fibrous Material

TanGrout

None DetectedTotal Asbestos

981171-060 West Storage Wall

10-2A

100% Non-

Fibrous Material

Dark GreyBlock

None DetectedTotal Asbestos

981171-061 West Storage Wall

10-2B

100% Non-

Fibrous Material

TanGrout

None DetectedTotal Asbestos
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PLM Asbestos Identification

Certificate of Analysis

SCS Engineers

8799 Balboa Ave. #290

San Diego, CA 92123

Date Received: 7/8/2023

Number of Samples: 93

Material DescriptionLab/Client ID/Layer Location Color Composition (%)

Report Number: 981171   

Project Name:

Date Reported: 7/11/2023

Claim Number:

Project Number: 01213320.70

Project Location: 3570 Sports Arena Blvd

SD, CA 92110

Chick-Fil-A

Date Analyzed: 7/11/2023 PO Number:

Date Collected: 7/8/2023 Collected By: Allison Rozzi

981171-062 West Storage Wall

10-3A

100% Non-

Fibrous Material

Dark GreyBlock

None DetectedTotal Asbestos

981171-063 West Storage Wall

10-3B

100% Non-

Fibrous Material

TanGrout

None DetectedTotal Asbestos

981171-064 West Storage Exterior Wall

11-1A

100% Non-

Fibrous Material

WhiteSkim Coat

None DetectedTotal Asbestos

981171-065 West Storage Exterior Wall

11-1B

100% Non-

Fibrous Material

GreyStucco

None DetectedTotal Asbestos

981171-066 West Storage Exterior Wall

11-2A

100% Non-

Fibrous Material

WhiteSkim Coat

None DetectedTotal Asbestos

981171-067 West Storage Exterior Wall

11-2B

100% Non-

Fibrous Material

GreyStucco

None DetectedTotal Asbestos
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PLM Asbestos Identification

Certificate of Analysis

SCS Engineers

8799 Balboa Ave. #290

San Diego, CA 92123

Date Received: 7/8/2023

Number of Samples: 93

Material DescriptionLab/Client ID/Layer Location Color Composition (%)

Report Number: 981171   

Project Name:

Date Reported: 7/11/2023

Claim Number:

Project Number: 01213320.70

Project Location: 3570 Sports Arena Blvd

SD, CA 92110

Chick-Fil-A

Date Analyzed: 7/11/2023 PO Number:

Date Collected: 7/8/2023 Collected By: Allison Rozzi

981171-068 West Storage Exterior Wall

11-3A

100% Non-

Fibrous Material

WhiteSkim Coat

None DetectedTotal Asbestos

981171-069 West Storage Exterior Wall

11-3B

100% Non-

Fibrous Material

GreyStucco

None DetectedTotal Asbestos

981171-070 West Parapet HVAC

12-1

85% Non-

Fibrous Material

15% Cellulose

GreyPenetration Mastic

None DetectedTotal Asbestos

981171-071 North Parapet Wall

12-2

85% Non-

Fibrous Material

15% Cellulose

GreyPenetration Mastic

None DetectedTotal Asbestos

981171-072 North Parapet Wall

12-3

85% Non-

Fibrous Material

15% Cellulose

GreyPenetration Mastic

None DetectedTotal Asbestos

981171-073 North Roof

13-1A

100% Non-

Fibrous Material

BeigeMembrane Roof

None DetectedTotal Asbestos
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PLM Asbestos Identification

Certificate of Analysis

SCS Engineers

8799 Balboa Ave. #290

San Diego, CA 92123

Date Received: 7/8/2023

Number of Samples: 93

Material DescriptionLab/Client ID/Layer Location Color Composition (%)

Report Number: 981171   

Project Name:

Date Reported: 7/11/2023

Claim Number:

Project Number: 01213320.70

Project Location: 3570 Sports Arena Blvd

SD, CA 92110

Chick-Fil-A

Date Analyzed: 7/11/2023 PO Number:

Date Collected: 7/8/2023 Collected By: Allison Rozzi

981171-074 North Roof

13-1B

100% Non-

Fibrous Material

WhiteStyrofoam

None DetectedTotal Asbestos

981171-075 North Roof

13-1C

90% Non-

Fibrous Material

10% Glass 

Fibers

BlackTar and Asphalt

None DetectedTotal Asbestos

981171-076 Northeast Roof

13-2A

100% Non-

Fibrous Material

BeigeMembrane Roof

None DetectedTotal Asbestos

981171-077 Northeast Roof

13-2B

100% Non-

Fibrous Material

WhiteStyrofoam

None DetectedTotal Asbestos

981171-078 Northeast Roof

13-2C

90% Non-

Fibrous Material

10% Glass 

Fibers

BlackTar and Asphalt

None DetectedTotal Asbestos
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PLM Asbestos Identification

Certificate of Analysis

SCS Engineers

8799 Balboa Ave. #290

San Diego, CA 92123

Date Received: 7/8/2023

Number of Samples: 93

Material DescriptionLab/Client ID/Layer Location Color Composition (%)

Report Number: 981171   

Project Name:

Date Reported: 7/11/2023

Claim Number:

Project Number: 01213320.70

Project Location: 3570 Sports Arena Blvd

SD, CA 92110

Chick-Fil-A

Date Analyzed: 7/11/2023 PO Number:

Date Collected: 7/8/2023 Collected By: Allison Rozzi

981171-079 West Roof

13-3A

100% Non-

Fibrous Material

BeigeMembrane Roof

None DetectedTotal Asbestos

981171-080 West Roof

13-3B

100% Non-

Fibrous Material

WhiteStyrofoam

None DetectedTotal Asbestos

981171-081 West Roof

13-3C

90% Non-

Fibrous Material

10% Glass 

Fibers

BlackTar and Asphalt

None DetectedTotal Asbestos

981171-082 North Parapet Wall

14-1A

100% Non-

Fibrous Material

TanMemberane

None DetectedTotal Asbestos

981171-083 North Parapet Wall

14-1B

100% Glass 

Fibers

WhiteFiberglass

None DetectedTotal Asbestos

981171-084 North Parapet Wall

14-1C

100% Non-

Fibrous Material

BlackFelt

None DetectedTotal Asbestos
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PLM Asbestos Identification

Certificate of Analysis

SCS Engineers

8799 Balboa Ave. #290

San Diego, CA 92123

Date Received: 7/8/2023

Number of Samples: 93

Material DescriptionLab/Client ID/Layer Location Color Composition (%)

Report Number: 981171   

Project Name:

Date Reported: 7/11/2023

Claim Number:

Project Number: 01213320.70

Project Location: 3570 Sports Arena Blvd

SD, CA 92110

Chick-Fil-A

Date Analyzed: 7/11/2023 PO Number:

Date Collected: 7/8/2023 Collected By: Allison Rozzi

981171-085 Northwest Parapet Wall

14-2A

100% Non-

Fibrous Material

TanMemberane

None DetectedTotal Asbestos

981171-086 Northwest Parapet Wall

14-2B

100% Glass 

Fibers

WhiteFiberglass

None DetectedTotal Asbestos

981171-087 Northwest Parapet Wall

14-2C

100% Non-

Fibrous Material

BlackFelt

None DetectedTotal Asbestos

981171-088 West Parapet Wall

14-3A

100% Non-

Fibrous Material

TanMemberane

None DetectedTotal Asbestos

981171-089 West Parapet Wall

14-3B

100% Glass 

Fibers

WhiteFiberglass

None DetectedTotal Asbestos

981171-090 West Parapet Wall

14-3C

100% Non-

Fibrous Material

BlackFelt

None DetectedTotal Asbestos
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PLM Asbestos Identification

Certificate of Analysis

SCS Engineers

8799 Balboa Ave. #290

San Diego, CA 92123

Date Received: 7/8/2023

Number of Samples: 93

Material DescriptionLab/Client ID/Layer Location Color Composition (%)

Report Number: 981171   

Project Name:

Date Reported: 7/11/2023

Claim Number:

Project Number: 01213320.70

Project Location: 3570 Sports Arena Blvd

SD, CA 92110

Chick-Fil-A

Date Analyzed: 7/11/2023 PO Number:

Date Collected: 7/8/2023 Collected By: Allison Rozzi

981171-091 North Parapet Wall

15-1

100% Non-

Fibrous Material

GreyPenetration Mastic

None DetectedTotal Asbestos

981171-092 East Parapet Wall

15-2

100% Non-

Fibrous Material

GreyPenetration Mastic

None DetectedTotal Asbestos

981171-093 West Exhaust

15-3

100% Non-

Fibrous Material

GreyPenetration Mastic

None DetectedTotal Asbestos

Melanie Kuhne - Approved ByDaniel Brown - Analyst

Bulk sample(s) submitted was (were) analyzed in accordance with the procedure outlined  in the US Federal Register  40 CFR 763, Subpart F, Appendix 

A; EPA-600/R-93/116 (Method for Determination of Asbestos in Building Materials), and EPA-600/M4-82-020 (US EPA Interim Method for the 

Determination of Asbestos in Bulk Insulation Samples). Samples were analyzed using Calibrated Visual Estimations (CVES); therefore, results may not be 

reliable for samples of low asbestos concentration levels. Samples of wall systems containing discrete and separable layers are analyzed separately and 

reported as composite unless specifically requested by the customer to report analytical results for individual layers. This report applies only to the items 

tested. Results are representative of the samples submitted and may not represent the entire material from which the samples were collected.  “None 

Detected” means that no asbestos was observed in the sample.  “<1%” (less than one percent) or Trace means that asbestos was observed in the sample but 

the concentration is below the quantifiable level of 1%. This report was issued by a NIST/NVLAP (Lab Code 200982-0) and CA Water Board ELAP 

(Cert. No. 2805) accredited laboratory and may not be reproduced,  except in full without the expressed written consent of Patriot Environmental 

Laboratory Services, Inc. This report may not be used to claim product certification, approval or endorsement by NIST, NVLAP, CA-ELAP or any 

government agency.

ASB_Rep_2.23
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REFERRAL SOURCE 

REPORT NUMBER (Lob Use Only} PATRl0TLAB 
FULLERTON I LOS ANGELES I SAN DIEGO I SAN JOSE 
Tel: (888)743-0998 Email: laboratory@patriotlab.com lql\\,\ I 

PATRIOT LAB- CHAIN OF CUSTODY. 
COMPANY INFORMATION PROJECT INFORMATION . 

Company Name: SGS ENGINEERS INC Project No.: . I ('11 '7 , ,,,., '7o ~o PO#: 

Contact Person: ( l"i<.\oh,,\ '\Z.t\..M -~ {'t> (... Project Name: 
I - l J-' 

company Address: Project Location: 357e Sports f'rrU>A. 6lvci S!) 1 c.A 
'ii.110 ( c1--·,c-V::-f;l-A) 

Contact-Phone: .sample(s) Collected By: A/h<:,i OV'\, 12.0'2.i'. Date: 7/s/1.-", 
Email(s) For l \4.1>->,re'Z.-@ Sl -:,e~1 "";'fS· t Special Instructions: ' 
Report: 

,,,,,, 
Turnaround Time 

O1HR 0 3HR O6HR O24HR O48HR ¢72HR Os DAY 
(Business Hours/Days) 

. ANALYSIS REQUESTED • . 

~ 
FUNGI BACTERIA 

¢PLM (Bulk Asbestos) D PLM POINT COUNT 400 
Viable (Colony ID & Enumeration) 

D PRESENCE/ABSENCE "' 9 0 D SWAB/BULK Total Coliform & E.coli -
Iii EPA 600/M4-82-020 

0 PLM POINT COUNT 1000 S! ... EPA 600 / R-93 / 116 m Non-Viable Surface 
Surfaces, SWabs, and Bulk 

m 
D PCM (Fiber Count) 0 GRAVIMETRIC REDUCTION 

0 Solids, Uquids (non-

~ a: D TAPE LIFT/SWAB/BULK potable, non-wam!water) u 
NI0SH 7400 :!l D AIR SP0RETRAP 

- LEAD BY FLAME AA- EPA 3050B/7420mod, NIOSH 7082mod 

ii: D PAINT D DUSTWIPE D soi'LStsouDs DAIR D WATER (non-potable) Iii 
~ LEAD WASTE PROFILE (by Flame AA) D Check here to perform ALL THREE tests necessary for disposal (5-7 Days TAT) ... 
:c 0 TTLC ONLY (Total Threshold by EPA 3050B mod) 0 STLC/CAL WET ONLY (CCR Chll,Article 5, App II) 0 TCLP ONLY (EPA 1331) u 

(NOTE: Please provide approx. 200 grams (approx. ½ lb.) of sample for complete profile) 

D • R0TOMETER CALIBRATION Total Rotometers: D pH TESTING (Soils, solids, liquids, misc.) EPA 9045 
.• 

(FOR AIR SAMPLES ONLY!) 
{ ~ .•. 

-a. 8. Description of Sample e.e I i?' Location Sampled {M.iferial Type, Dimensions, Start Stop Total 
Avg. • Total m Aow "' "' etc.) Vol, Time Time Min. Rate . . 

I-I A9 P.,...,11( l,Je)+ l(,·,-\,c.~ F1cor A-:. 12.e.i. ,;1.,_ I!>" bn u &,ro ,+ .,_,7 oo 71 
/-2. A/) f'.'.loor I 

, l 
LJe~+ \C.;.\ci-..,,,__ 

/-$ Af:, /Jorth. IC:. f-c.~I'\ "Flooc 
" I 

2-1 Wes,-\ \(:,~ l='.\oor A=- C o,-c,n.ic_ .- z. ( bO if 

"2- 7.. I 
2.-? ' , \1/ 

3-1 AP:l( u.Ja.s~ uJbA ~\~or A· wlt\:1-<. f, IL 5., {on.u "I ' l_ ·~ (-,r ,.., \- --"7CO 

;-l.~K _I_ I 

,-1Abt ' , fvor/4,.. t-1 /2.A 'Floor ,,-
" Relinquished By: (Print)VO\r'\i <:./ ~ y-e,, (Sign) -

"""" -
Relinquished By: (Print) (Sign) 

/ (Date) "'f / g/l 'J {Time} t:4ffr\ (Date) {Time) 

• Receio,ed ~ {Print) (Sign) Received By: (Print) (Sign) 

(Date) (Time) (Date) {Time) 

Method of Shipment/ Preservation During Shipment: Condition of Samples: Acceptable- YESO/ N0O 
C~mments: 

v.09.30.2022 



REPORT NUMBER (Lab Use Only) 

lqg\ \9\ I 

PROJECT NAME: ---~~--­
PROJECT NUMBER: Q \ 'I, \1f'.>'U.'\. 10 

.!! .!! ~ 
a. 0 0. a. 
E- ! i?' Location Sampled m 
~ ~ 

•. . 

4-IAe( 0 .. ,~ (e,,..\...,r 0191'\ {e\ \1,w 
I/- 2. Al!;( I l,V f:;A 

I 

</-3 A8l -~ \,If P> A- 'r 

5-I Af..,C f"'c; t /-1,d lwa.11 (P,c l I 

5-2-A& ,>.9e.-,, +- J,_ ( i 
S~j Pcf-JC lVe..~ \- DN 11... l).Jc,. ~\ 

b-1 Alli No~ ,te,/\} u)o-1\ 

0-2.A~ f'JOfi'V\ I I 
b- ~ t\f;, IA)e,5f- J,. \Y 
,-1 Ai3 AJr,ftl U ,.1 \.,.u,1 ·?\e,w11-1 
7-2. AB 

I 

7-JiA0 '. . ,, 

~-\ NorYI'\ J.-1 tJJl =1 le•, ll-u 

Q,-2 I 
I 

e,-?, l "' 
I , 

1-1 A'3 A lor./.-i ll.LrJ {,,, 1,,,. 

q-2A!l:I /\r'or-1--1-\ 
I 

c;-2, 146 l,()c:~t t ' . 
< 

10-J Al;, We,\- Stom,e W"'-1 \ 

I 'D-2- P.'7 
/D-3A0 

., 
< - ,. <I, 

Relinquished By: (Print) (Sign) 

(Date) (Time) 

Received By: (Print) (Sign) 

(Date) (Time} 

PA1Rl0TLAB 
FULLERTON I LOS ANGELES I SAN DIEGO I SAN JOSE 
Tel: (888)743-0998 Email: laboratory@patriotlab.com 

(FOR AIR SAMPLES ONLYI} 

Description of Sample 
(Material Type, Dimensions, Start Stop Total Avg. Total_ 

etc.) Time lime Min. 
Row 

Vol. Rate 
/ .. 

A· D"' "'" ll b= 1ei<.i< re. e ::: ::fol:'\. u,,..A .,.4 .r Ja 
I 

' r 

A~ Dr v.,,,,_1 J b-::.Ov-a.,. .., Pe, le¼ C0- A \\,-\ /, ,Do•' _,J 

I 
I 

r 

~ 
V ,, ~- 7 

A~ ffl.,t> I? 0 tAtt-5 'I<. ..,... I nf n ;) 

I ' -
1 r-i<:f"' v F;!:Jerj \t,,<, l'-e.' \'\"\-() fl i!O, { I ~-~'1, c:. 

A"- -'FJ:er,;;\-.~ e, e- e'\,n, •r ..,._ /I n LF 
J 

, 

A~ Ce; l, Tl le ,,_,__ loo 1 j]~ 

' ' I 
I 

,1 
I'<= le\ l\rs, Ti I<. I:,:;. f <t0'2.I V' / 7-,.., rh 

I 
I I 

I 
\.Y 

A~ &/ocV'- f;, ~ (?(<>. ,t- _,_ l/0D ,ft 
I / 

-\V 
Relinquished By: {Print) (Sign) 

(Date) (Time) 

Received By: (Print) (Sign) 

(Date) (Time) 

v.09.30.2022 

Notes: Patriot's holding time for all samples submitted 30 days for solid samples, 7 days for digests, and Immediate for lead in air after analytical results are reported. 
Unless customer provides written instructions to extend holding time, samples will be disposed of in accordance with local, state, and federal law. 

*3 Hour Turnaround Tlme available until 2pm PST. Gravimetric Reduction requires minimum 10 HR Turnaround Time. Viable fungi samples require minimum 5-7 days 
Turnaround Time. Bacterial cultures require minimum 30 HR Turnaround Time. STLC/CAL~WET and TCLP require minimum 72 HR Turnaround Time. 2 of?, 



REPORT NUMBER (Lab Use Only) 

lq~\ \7\ I 

PROJECT NAME: ----~--­
PROJECT NUMBER: Q 1'Z.\;i;'!,t,O ,:3:0 

.!! • - . a.o Q. Q. 
E- ffi~ Location Sampled 
~ 

"' "' 

ii-I Al) Su\K 1/Je</< 5 +or"'-f l £,de(,~r ().k,d 

//·2- A/I; I I 
/·/·3 Ab \. ,,, & ~ 
i2- I LJe5 J.. 9.._r-c,.,;,+ I-\ VAl 

,2-2 N<>r-lh I , i).Jc,,,\ 

/7,·':, Nor+\,.. t (JJu d 
i:;-\ A&C. I ll/0r-th (2,. of-
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MEMO	
	
Cristobal	Ramirez,	SCS	Engineers,	Inc.	
cc/	Nico	Gemigniani	(Representative	for	the	City	of	San	Diego)	
	
Dear	Mr.	Ramirez,	
	
XRF	 Research,	 Inc.	 performed	 a	 Lead	 Inspection	 of	 the	 above	 commercial	
property,	 limited	 to	 accessible	 units,	 in	 accordance	 to	 California’s	 Code	 of	
Regulations,	 Title	 17,	 Division	 1,	 Chapter	 8,	 and	 §36000.	 	 This	 was	 a	 full	
inspection	for	7	buildings	with	the	exception	of	a	limitation	detailed	in	Table	1	
below.			
	
See	 Section	 1.0:	 Findings	 and	 2.0	 Recommendations	 for	 key	 results	 and	
actions.	 The	 remaining	 sections	 contain	 background,	 data	 and	 regulatory	
information,	including	Form	8552.		
	
If	 you	have	questions,	 please	 call	 our	office	 at	 858-442-3230,	 or	 contact	me	
directly	at	858-243-5415.		
	
Sincerely,	
	

	
Javier	Gonzalez,	Ph.D.,	President,	XRF	Research,	CDPH	LRC-00004695	
	
This	document	is	prepared	for	the	sole	use	of	the	property	owner,	client	and	any	
relevant	 regulatory	 agencies.	 	 No	 other	 party	 should	 rely	 on	 the	 information	
contained	herein	without	written	consent	of	the	Owner/	Client.			
	

~ . XRF Research, Inc . ....... 
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1.0 Findings.			
	
Background.	 	 XRF	Research,	 Inc.	 conducted	 a	 lead	 inspection	 on	 the	 below	
commercial	 properties	 to	 determine	 if	 lead	 was	 present	 in	 the	 surface	
coatings	in	advance	of	proposed	renovations.	The	list	of	properties	that	were	
inspected	and	descriptions	can	be	found	below.		
	
3220	 Sports	 Arena	 Boulevard	 (APN:	 760-245-73-00):	 This	 property	
consisted	of	a	single-story	commercial	building	occupied	by	the	Alpha	Project	
Shelter,	 a	 homeless	 shelter.	Note	 the	 building	was	 connected	 to	 an	 adjacent	
building	which	was	the	Salvation	Army	Thrift	Store	(3240	Sports	Arena,	which	
was	out	of	scope	due	to	inaccessibility).	It	was	apparently	built	between	1966-
1972	according	to	historicaerials.com.	
	
3250	 Sports	 Arena	 Boulevard	 (APN:	 760-102-01-00):	 This	 property	
consisted	 of	 a	 two-story	 commercial	 building	 occupied	 by	Dixieline	 Lumber	
and	Home	Centers.	In	addition	to	the	main	building	in	the	front	(consisting	of	
a	 storefront	 on	 the	 bottom	 story	 and	 administrative	 offices	 on	 the	 second	
story),	there	was	a	lumber	yard	in	the	back	with	a	mix	of	one-	and	two-story	
buildings.	 It	 was	 apparently	 built	 between	 1966-1972	 according	 to	
historicaerials.com.	
	
3350	Sports	Arena	Boulevard	(Multiple	APNs):		This	property	consisted	of	
a	single-story	L-shaped	commercial	building	with	a	smaller	detached	building	
directly	to	the	East	that	was	also	associated	with	the	address.	It	was	occupied	
by	 numerous	 retail	 shops	 and	 businesses,	 which	 included	 The	 Arena	 Gym,	
Crack	in	the	Wall	Picture	Frames,	Soma	Concert	Venue,	Kite	Country,	as	well	
as	a	several	vacant	units.	 It	was	apparently	constructed	between	1972-1978	
according	to	historicaerials.com.		
	

*Note:	 The	 Soma	 Concert	 Venue	 (suite	 I,	 per	 floorplan	 below)	 was	 not	
accessible	 during	 the	 inspection.	 All	 painted	 or	 coated	 surfaces	must	 be	
assumed	to	contain	Lead-Based	Paint	(“LBP”)	until	further	testing	proves	
otherwise.		

~ . XRF Research, Inc . ....... 
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3360	 Sports	 Arena	 Boulevard	 (APNs:	 760-217-43-00	 and	 760-217-47-
00):	 	This	property	consisted	of	a	single-story	commercial	building	occupied	
by	 the	 Rock	 and	 Roll	 San	 Diego	 Music	 School	 and	 the	 Arena	 Gym.	 It	 was	
apparently	constructed	between	1972-1980	according	to	historicaerials.com.	
	
3494	 Sports	 Arena	 Boulevard:	 	 This	 property	 consisted	 of	 a	 single-story	
commercial	 building	 occupied	 by	 Chilli’s	 Grill	 &	 Bar.	 It	 was	 apparently	
constructed	between	2003-2005	according	to	historicaerials.com.		
	
3500	Sports	Arena	Boulevard:		This	property	consisted	of	a	large	stadium	/	
sports	arena	known	as	the	Pechanga	Sports	Arena.	There	was	a	small	modular	
building	 to	 the	 North	 of	 the	 stadium	 as	 well	 as	 a	 newly	 constructed	 steel	
structure,	used	for	sports	equipment	storage,	to	the	Northeast	of	the	stadium.	
It	started	construction	in	1965	and	was	officially	opened	in	1966	according	to	
Wikipedia.com	 (which	 is	 backed	 up	 by	 satellite	 imagery	 from	
historicaerials.com).		
	
3570	 Sports	 Arena	 Boulevard	 (APN:	 760-245-10-00):	 	 This	 property	
consisted	of	a	single-story	commercial	building	occupied	by	Chick-Fil-A.	It	was	
apparently	constructed	between	2000-2003	according	to	historicaerials.com.	
	

~ . XRF Research, Inc . ....... 
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Results.	 	 The	 XRF	 instrument	 readings	 are	 reported	 in	Attachment	 I:	XRF	
Data	 for	Testing	Combinations.	 	Table	1	 below	shows	 the	 scope	and	high	
level	results	for	Lead-Based	Paint	(LBP)	and	San	Diego	Lead-Safe	Paint	(“SD”).	
In	summary:		
	
Table	1.	Summary	of	buildings	within	the	scope	of	the	inspection¶	
BLDG	 ESTABLISHMENT	 SCOPE	 BUILT	 LBP?	 SD?	
3220	 Alpha	Project	Shelter	 Full	 1966-1972	 NO	 YES	
3250	 Dixieline	Lumber	 Full	 1966-1972	 NO	 YES	
3350	 Multiple	Businesses	 Limited*	 1972-1978	 YES	 YES	
3360	 Arena	Gym/	Music	School	 Full	 1972-1980	 NO	 NO	
3494	 Chilli’s	Bar	&	Grill	 Full	 2003-2005	 NO	 NO	
3500	 Pechanga	Arena	 Full	 1965	 YES	 YES	
3570	 Chick-Fil-A	 Full	 2000-2003	 NO	 NO	

¶“LBP?”	=	Lead-Based	Paint	(≥1.0	mg/cm2)	detected	Yes	or	No.			
“SD?”	=	San	Diego	Lead-Safe	(≥0.5-0.99	mg/cm2)	Paint	detected	Yes/No	
*The	“Soma”	suite	was	excluded	from	the	scope	due	to	inaccessibility.	
	
	
a.	Lead-Based	 Paint	 (“LBP”,	 defined	 as	 paint	 having	 ≥1.0	mg/cm2	 of	 lead)	
was	 detected	 on	 the	 following	 components/surfaces:	 (In	 intact	 condition	
unless	otherwise	indicated)		
	
3220	Sports	Arena	Boulevard	
	

• None	detected		
	

3250	Sports	Arena	Boulevard	
	

• None	detected		
	
3350	Sports	Arena	Boulevard	
	
Exterior	

~ . XRF Research, Inc . ....... 
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o Fire	hydrants	(Red)	
o Parking	light	posts	(Gray/White)	

	
Interior	
	

o None	detected	
	
3360	Sports	Arena	Boulevard	
	

• None	detected	
	
3494	Sports	Arena	Boulevard	
	

• None	detected	
	
3500	Sports	Arena	Boulevard	
	
Interior	
	

o Main	/	Upper	Level	
! Structural	beams	(Black)	
! Catwalk	platform		
	

o Concourse	level	(CC)	
! Metal	door	frames	(Gray-Black)	(Deteriorated)	

• Deteriorated	Surface	Area	~12	sf	
	

! Stadium	seats,	metal	(Red)	
! Concrete	motor	platform	in	Room-63	
	

o Lower	Level	
! Wooden	wall	in	Room-5	(Pink)	
! Door	frame	in	Room-7	(Green)	

~ . XRF Research, Inc . ....... 
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! Pipes/Conduits,	Red	and	Yellow	–	RM63	Boiler	Room	
! Cylinders/Tanks,	Yellow	–	RM	63	Boiler	Room	
! Motor	Base	–	Concrete,	RM	63	Boiler	Room	
	

o Admin	Area	
! Wall	Trim	(Framing),	Rm	39	Side	D	
! Steel	Pipe,	light	blue,	Rm	40	

	
Exterior	
	

o Bollards	(Red	and	Yellow)	
o Parking	light	base	(Yellow)	

	
3570	Sports	Arena	Boulevard	
	

• None	detected	
	
b.	San	Diego	Lead-Safe	Paint	 (“SDLSP”,	 defined	 as	paint	having	 lead	 levels	
between	0.5-0.99	mg/cm2)	was	detected	on	the	following:		
	
3220	Sports	Arena	Boulevard	
	

• Wall,	concrete,	Storage	room	(large	room	in	back)	
	

3250	Sports	Arena	Boulevard	
	

• Wall	D	in	Room-1	(2nd	floor)	
	
3350	Sports	Arena	Boulevard	
	
Exterior	
	

o Bollards	(Yellow)	(Deteriorated)	
! Deteriorated	surface	area	~35	sf	

~ . XRF Research, Inc . ....... 
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Interior	
	

o None	detected	
	
3360	Sports	Arena	Boulevard	
	

• None	detected	
	
3494	Sports	Arena	Boulevard	
	

• None	detected	
	
3500	Sports	Arena	Boulevard	
	
Interior	
	

o Main	/	Upper	Level	
! Metal	catwalk	stairs	
	

o Concourse	Level	(CC)	
! Drywall	wall	A	in	Room-14	

	
o Lower	Level	(LL)	

! Cabinet,	white,	in	Room-29	Lower	Level	(Deteriorated)	
• Deteriorated	surface	area	~8	sf	
	

! Concrete	wall	D	in	Room-53	
! Floor	in	Room-30	
! Pipes,	Blue,	Room	63	(Boiler	Room)	
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3570	Sports	Arena	Boulevard	
	

• None	detected	
	

c.	Unpainted	lead-containing	material	was	detected:			
	
3220	Sports	Arena	Boulevard	
	

• Leaded	Ceramic:	
o Floor	tile	in	the	main	room,	red	
o Floor	tile	in	the	kitchen	
	

3250	Sports	Arena	Boulevard	
	

• None	detected	
	
3350	Sports	Arena	Boulevard	
	

• Red	shower	tile,	Unit	H2,	bathroom	
	
3360	Sports	Arena	Boulevard	
	

• None	detected	
	
3494	Sports	Arena	Boulevard	
	

• None	detected	
	
3500	Sports	Arena	Boulevard	
	
• Leaded	Ceramic	

o Wall	tile	–	shower,	Room	25,	48-49,	54-55	Lower	Level	
o Decorative	Wall	tile,	Rooms	20-22	Lower	Level	
o Wall	Tile	–	Rooms	7-8,	Admin	Area	

~ . XRF Research, Inc . ....... 
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o Wall	Tile	–	Rooms	2-3,	5-6,	13-14,	16-17,	Concourse	Level	
o Bar	Tile,	Room	64	Lower	Level	

	
• Leaded	plastic/vinyl	

o Cove	base	and	flooring,	Room	30,	Concourse	Level	
	

3570	Sports	Arena	Boulevard	
	

• Wall	and	floor	tiles	in	the	women’s	restroom	
• Wall	tile	in	the	dining	room	
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2.0	 Recommendations	
	
Lead	Based	Paint	(“LBP”-When	classified	under	§	1.0	or	presumed).			
Title	17,	CCR,	Div.	1,	Ch.	8	(California)	and		
CFR	 Title	 40,	 Chapter	 1,	 Subchapter	 R,	 Part	 745,	 Subpart	 E	 (Federal	 EPA	
Renovation,	Repair	and	Painting	“RRP”	Rule).		
	
Disruption	of	surfaces	and	removal	of	deteriorated	paint	should	be	carried	out	
using	 approved	 lead-safe	 work	 practices.	 	 RRP	 regulations	 apply	 when	
disrupting	 surface	 area	 above	 de-minimis	 levels	 (6	 square	 feet	 interior	 or	 20	
square	feet	exterior).		However,	note	that	in	California,	Lead-safe	work	practices	
are	mandatory	when	disrupting	any	amount	of	 surface	containing	LBP.	 	 (Title	
17,	CCR,	Div.	1,	Ch.	8,	§36050	and	§35032).	
	
If	 surfaces	 containing	LBP	become	deteriorated,	 they	 should	be	 restored	 to	an	
intact	 condition	 by	 surface	 preparation	 and	 painting	 in	 order	 to	 comply	
California	 Health	 and	 Safety	 Code	 17920.10	 (with	 deteriorated	 LBP	 being	
considered	a	lead	hazard).	However,	intact	non-friction	LBP-containing	surfaces	
are	not	considered	a	lead	hazard	and	are	not	actionable.	
	
Note	 that	 if	 the	 intent	 is	 to	 reduce	a	 lead	hazard	and	 the	work	will	 last	more	
than	 20	 years	 (for	 example,	 in	 the	 case	 of	 complete	 removal	 of	 the	 lead	 or	
component	replacement),	the	work	would	be	categorized	as	abatement	and	an	
appropriately	 licensed	 lead	abatement	 contractor	 should	be	used.	 	However,	 if	
the	 intent	 of	 the	 work	 were	 to	 improve	 the	 appearance	 of	 the	 surfaces,	
renovation,	 repairs	or	regular	maintenance,	 then	the	work	may	be	carried	out	
by	EPA	certified	renovators,	who	are	licensed	to	conduct	RRP	work.	
	
Ceramic	 Tile	 (when	 classified	 under	 §	 1.0).	 Ceramic	 tile	 glaze	 is	 not	
classified	as	a	paint	or	coating	(16	CFR	§	1303.2),	and	is	not	considered	a	hazard	
if	it	is	intact.	No	action	is	required.	However,	precautions	should	be	used	if	it	is	
ever	removed	or	demolished	to	avoid	creating	a	lead	dust	hazard.	Note	that	tile	
is	not	regulated	and	new	tile	may	also	contain	lead,	so	precautions	also	apply	to	
installation	if	the	new	tile	is	not	tested.		See	“OSHA”	(vide	infra).		

~ . XRF Research, Inc . ....... 
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OSHA	Compliance.	CCR,	Title	8,	Section	1532.1.		For	surfaces	containing	any	
detectable	lead,	contractors	should	follow	Cal	OSHA	regulations	for	trigger	tasks	
defined	 in	 the	 standard	 such	 as	 manual	 scraping,	 sanding	 and	 manual	
demolition.	 	 Contractors	 should	 ensure	 that	 appropriate	 work	 practices	 are	
being	used	to	protect	the	people	and	property	from	lead	contamination.			
Note	 that	 this	 applies	 to	 lead-containing	 surfaces	 or	 substrates	 that	 are	 not	
classified	 as	 LBP,	 with	 lead	 levels	 below	 the	 LBP	 and	 local	 jurisdiction	
thresholds.		
	
City	of	San	Diego	Requirements	(When	Applicable*).			
San	 Diego	 Municipal	 Code,	 Chapter	 5,	 Article	 4,	 Division	 10,	 Lead	 Hazard	
Prevention	and	Control	Ordinance,	§54.1001-54.1015.	
	
In	 addition	 to	 State	 and	 Federal	 requirements,	 the	 City	 of	 San	 Diego’s	
ordinance	requires	the	following:		
	
A	 clearance	 inspection	 should	 be	 carried	 out	 by	 a	 certified	 Lead	
Inspector/Assessor	after	disrupting	surfaces	 that	have	LBP	(≥10	 ft2	of	exterior	
surfaces,	2ft2	of	interior	per	room,	or	after	window	replacements).	
	
Lead-safe	work	practices	should	be	use	when	disrupting	SDLSP	(San	Diego	Lead	
Safe	Paint,	at	or	above	0.5	mg/cm2	or	1,000	ppm	of	lead).		However,	a	clearance	
following	the	work	is	not	mandatory	for	this	particular	classification	of	coating.		
	
Per	 this	 local	 ordinance,	 it	 is	 unlawful	 to	 create	 a	 Lead	Hazard	 such	as	 Lead-
Contaminated	 Dust	 (thresholds:	 10	 ug/ft2	 interior	 floors,	 100	 ug/ft2	 interior	
non-floor	 horizontal	 surfaces	 and	 400	 ug/ft2,	 exterior	 surfaces)	 or	 Lead-
Contaminated	 Soil	 (400	 ppm	 for	 child	 play	 areas	 and	 1,000	 ppm	 for	 non-play	
areas).	 	 It	 is	possible	 for	 lead	hazards	to	be	 formed	 from	surfaces	 that	contain	
lead	below	the	regulatory	thresholds	for	mandatory	lead-safe	work	practices	if	
aggressive	work	practices	are	used	without	containment.		
	
*The	City	of	San	Diego	includes	all	San	Diego,	CA	addresses,	all	of	La	Jolla,	San	
Ysidro	and	the	Eastern	parts	of	Del	Mar	that	fall	within	San	Diego	District	1.		
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Waste	 Characterization.	 CA	DTSC	 (Department	 of	 Toxic	 Substances	 Control,	
CCR	Title	22,	Division	4.5.	The	building	materials	to	be	disposed	of	will	require	
waste	 characterization	 in	 accordance	 with	 the	 requirement	 of	 Title	 22	 as	
outlined	 in	 the	 California	 Code	 of	 Regulations.	 	 The	 contractor	 must	 perform	
waste	 characterization	 analysis	 of	 the	 waste	 stream.	 	 A	 composite	 sample	
representative	 of	 the	 building	 components	 (e.g.,	 paint,	 wood,	 plaster,	 drywall,	
etc.)	must	 be	 analyzed	 by	 Total	 Threshold	 Limit	 Concentration	 (TTLC),	Waste	
Extraction	Test	(WET),	and	Toxicity	Characteristic	Leaching	Procedure	(TCLP)	
analysis.	Depending	on	 the	TTLC,	WET,	and	TCLP	analytical	 results,	 the	waste	
must	be	disposed	of	as	general	construction	debris,	California	hazardous	waste,	
or	Resource	Conservation	and	Recovery	Act	(RCRA)	hazardous	waste.			
Note	 that	paint	 chips	may	be	hazardous	waste	even	 if	 they	contain	 lead	 levels	
below	the	regulatory	thresholds	for	mandatory	lead-safe	work	practices.		
	
Disclosure	Requirements.	 	 If	LBP	 is	present,	 then:	A	copy	of	 this	 summary	
must	 be	 provided	 to	 new	 lessees	 (tenants)	 and	 purchasers	 of	 this	 property	
under	Federal	law	(24	CFR	part	35	and	40	CFR	part	745)	before	they	become	
obligated	under	a	 lease	or	sales	contract.	 	The	complete	report	must	also	be	
provided	 to	 new	 purchasers	 and	 it	must	 be	made	 available	 to	 new	 tenants.		
Landlords	(lessors)	and	sellers	are	also	required	to	distribute	an	educational	
pamphlet	approved	by	the	U.S.	Environmental	Protection	Agency	and	include	
standard	warning	 language	 in	 their	 leases	 or	 sales	 contracts	 to	 ensure	 that	
parents	 have	 the	 information	 they	need	 to	protect	 their	 children	 from	 lead-
based	paint	hazards.	
	
Inaccessible	 Surfaces/Components.	 If	 concealed	 or	 encased	 surfaces	 are	
discovered	 that	 were	 previously	 inaccessible,	 it	 is	 the	 contractor/owner’s	
responsibility	to	have	them	checked	for	lead	or	assume	they	have	LBP.		This	legal	
presumption	applies	for	pre-1978	structures	(or	pre-1979	or	steel	structures	in	
the	City	of	San	Diego).		
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3.0	Methods.	 	The	 lead	 inspection	 followed	HUD	 guidelines	 (Guidelines	 for	
the	 Evaluation	 and	 Control	 of	 Lead-Based	 Paint	 Hazards	 in	 Public	 Housing,	
October	1997),	Chapter	7.		The	structural	elements	tested	were	all	painted	or	
contained	surface	coatings/color	and	attached	to	the	property.		
	
The	 lead	 inspection	 was	 carried	 out	 with	 a	 handheld	 XRF	 (X-Ray	
Fluorescence)	 Spectrometer,	 of	 either	 one	 of	 three	 types,	 with	 the	 specific	
model	 and	 serial	 indicated	 below:	 	 (1)	 Olympus/Innov-X	 Systems	 Alpha	
Series,	(2)	Niton	XLp300A,	or	(3)	Heuresis	Model	PB200i.	 	 In	the	case	of	(1),	
the	Olympus	instrument	has	a	cathode-ray	tube	for	the	X-Ray	source,	and	does	
not	contain	radioactive	isotopes;	In	the	case	of	(2),	the	source	is	Cadmium	109	
and	in	(3),	Cobalt	57.			
	
The	 instrument	 calibration	was	 checked	using	 the	 lead-based	paint	 certified	
standard	 SRM-2573	 (part	 of	 NIST	 Standard	Reference	Material	 2579a,	 Lead	
Paint	Films	for	Portable	XRF	Analyzers	Set:	SRM	2570-2575,	U.S.	Department	
of	 Commerce	 National	 Institute	 of	 Standards	 and	 Technology).	 	 The	
calibration	was	checked	before	and	after	the	inspection,	and	the	average	and	
rounded	readings	for	each	of	two	calibrations	fell	within	the	range	specified	in	
the	 Performance	 Characteristics	 Sheet	 (PCS)	 for	 the	 instrument	 for	 passing	
calibration.	 	 The	 criteria	 for	 passing	 calibrations	 are	 1.0-1.1	mg/cm2	 in	 the	
case	of	(1)	and	0.8-1.2	mg/cm2	in	the	case	of	(2	and	3).	
	
In	the	case	of	the	Olympus	instrument	(1),	According	to	the	PCS,	readings	of	
0.6	mg/cm2	 to	1.1	mg/cm2	are	 inconclusive	 for	 the	presence	of	Lead-Based	
Paint,	 defined	 as	 ≥	 1.0	 mg/cm2.	 	 This	 means	 that	 although	 lead	 is	 present	
based	 on	 the	 readings,	 a	 value	 in	 this	 range	 would	 require	 a	 laboratory	
confirmation	to	establish	that	Lead-Based	Paint	is	present	with	a	high	level	of	
confidence,	 based	 on	 the	 legal	 definition	 of	 1.0	 mg/cm2.	 	 	 Unconfirmed	
inconclusive	readings	must	be	 treated	as	positives,	per	 lead	regulations,	and	
the	client	has	the	option	of	requesting	a	 laboratory	confirmation,	 involving	a	
paint	chip	sample.	 	 In	practice,	based	on	our	own	experience,	samples	 taken	
from	areas	giving	readings	of	0.6	to	0.99	mg/cm2	with	this	instrument	have	a	
high	 probability	 of	 being	 confirmed	 to	 be	 lead-based	 paint	 by	 laboratory	
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analysis	 on	 a	wt%	 basis.	 	 This	 supports	 defining	 the	 LBP	 threshold	 for	 this	
instrument	as	0.6	mg/cm2,	the	start	of	 the	 inconclusive	range.	 	On	the	other	
hand,	 readings	 of	 “>1.00”	 mg/cm2,	 which	 are	 generated	 by	 a	 two-beam	
method	designed	to	avoid	false	negatives	from	layered	(potentially	concealed)	
lead,	 when	 they	 don’t	 reproduce,	 have	 nearly	 always	 been	 consistent	 with	
Lead-Containing	 Paint	 with	 lead	 levels	 below	 the	 regulatory	 threshold	 for	
LBP.	 	 In	 the	 case	 of	 the	 Niton	 and	 Heuresis	 instruments	 (2,3),	 there	 is	 no	
inconclusive	range:	the	threshold	for	LBP	is	1.0	mg/cm2,	meaning	readings	on	
or	 above	 this	 value	 are	 considered	 positive	 for	 LBP,	 and	 below	 this	 value,	
negative	for	LBP.		The	XRF	Data	set	is	reported	in	Attachment	I.	
	
Labeling	 Convention.	 	 The	 sides	 of	 the	 house	 and	 rooms	 are	 labeled	
according	to	the	HUD	convention:	 	Side	A	is	the	front	of	the	house	facing	the	
street	or	 the	 front	entrance,	 then	B,	C	and	D	 follow	clockwise	starting	to	 the	
left	 facing	 the	 house,	 as	 indicated	 on	 the	 floor	 plan	 (vide	 infra).	 	 The	 rooms	
follow	 the	 same	 orientation	 as	 the	 exterior	 and	 are	 in	 alignment	 with	 the	
exterior	labels	(e.g.,	Wall	A	in	a	room	is	closest	to	Wall	A	on	the	exterior,	etc.)		
	
4.0	 Inspection	 Limitations.	 	 This	 inspection	 was	 planned,	 developed,	 and	
implemented	 based	 on	 the	 experience	 in	 performing	 lead	 based	 paint	
evaluations	 by	 XRF	 Research,	 Inc.	 	 This	 inspection	 was	 conducted	 in	
accordance	 with	 HUD	 guidelines,	 where	 applicable.	 	 XRF	 Research,	 Inc.	
utilized	 state-of-the-art	 practices	 and	 techniques	 in	 accordance	 with	
regulatory	 standards	while	performing	 this	evaluation.	 	A	 copy	of	personnel	
certifications	 and	 equipment	 licenses	 are	 maintained	 in	 the	 office	 and	 are	
available	for	your	review	upon	request.		XRF	Research	Inc.’s	evaluation	of	the	
level	 of	 lead	 identified	 during	 this	 limited	 inspection	 is	 based	 on	 conditions	
observed	 at	 the	 time	of	 the	 inspection	 and	 the	 limited	 surfaces	 tested.	 	 XRF	
Research,	Inc.	cannot	be	responsible	for	exposure	to	surfaces	not	inspected	or	
tested	 during	 this	 inspection,	 and	 other	 hazards	 out	 of	 scope.	 	 Also,	 XRF	
Research,	 Inc.	 cannot	 be	 responsible	 for	 changing	 conditions	 that	may	 alter	
the	relative	exposure	risk	or	for	future	changes	in	accepted	methodology.	
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5.0	Qualifications		
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Attachment	I:		XRF	Data	for	Testing	Combinations	
	

Abbreviations:	(Not	all	abbreviations	may	be	relevant	to	this	report).	
	
#	=	Reading	Number.			
	
P/N	 =	 Positive/Negative;	 “Pos.”	 means	 LBP	 was	 detected	 (1.0	 mg/cm2	 or	
higher,	 or	 unconfirmed	 inconclusive	 in	 the	 case	 of	 an	 Olympus	 instrument	
[0.6-1.1	mg/cm2],	 which	 is	 treated	 as	 positive);	 “Neg.”	 means	 LBP	was	 not	
detected.		Positive	LBP	readings	are	indicated	in	bold	red	in	the	attached	table.		
Readings	 above	 thresholds	 for	 local	 jurisdictions	 (0.5	 mg/cm2,	 City	 of	 San	
Diego,	CA,	San	Diego	Lead-Safe	Paint	,“SDLSP”	or	0.7	mg/cm2,	LA	County,	CA),	
but	below	the	LBP	threshold	are	indicated	in	bold	orange	when	appropriate.	
	
Pb	=	Lead	levels	in	mg/cm2.		Pb	+-	is	the	uncertainty	in	the	reading.	
	
SUB	=	Substrate:	(STCO	=	Stucco;	WD	=	Wood;	MTL	=	Metal;	PLTR	=	Plaster;	
DW	=	Drywall;	TLE	=	Ceramic	Tile;	PORC	=	Porcelain;	CCR	=	Concrete;	BRK	=	
Brick;	 PLTC	 =	 Plastic;	 LAM	 =	 Laminate	 or	 composite;	 MNFB	 =	 Mineral	
Fiberboard)	
	
RM	=	Room	Equivalent:	EXT	=	Exterior;	YRD	=	Yard;	GRG	=	Garage	Exterior;	
GRI	 =	 Garage	 Interior;	 LVR	 =	 Living	 Room;	 KCN	 =	 Kitchen;	 BA	 =	 Hallway	
Bathroom;	DNR	=	Dining	Room;	FMR	=	Family	Room;	LND	=	Laundry	Room;	
SNR	 =	 Sun	 Room;	 OFC	 =	 Office;	 DEN	 =	 Den;	 FYR	 =	 Foyer;	 MBR	 =	 Master	
Bedroom;	MBA	=	Master	Bathroom;	BRM	=	Bedroom;	BR1	=	Bedroom	closest	
to	front	entry;	BR2	=	next	to	BR1	further	from	entry,	etc.).		SEE	FLOORPLAN	
FOR	PROJECT	SPECIFIC	ABBREVIATIONS	
	
SD	=	Side.		A	is	typically	facing	the	street	and	B	follows	clockwise	to	the	left	
facing	the	house,	etc.		Room	equivalent	sides	correspond	to	sides	of	structure.		
See	floorplan,	when	present.			
	
C	=	Condition	(I	=	Intact,	D	=	Deteriorated)			
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# P/N Pb Pb +/- BLDG SUB RM SD COMPONENT AND COMMENTS C
3220 Sports Arena Boulevard

1 PASS OLYMPUS LBP-4000, SERIAL 11918
2 POS 1.1 0.1 SHUTTER CALIBRATION
3 POS 1.09 0.1 SRM 2573; 1.04 MG/CM2 PB NIST STND
4 POS 1.02 0.09 SRM 2573; 1.04 MG/CM2 PB NIST STND

SRM 2573; 1.04 MG/CM2 PB NIST STND
SHOTS 5-146 AT ANOTHER SITE

147 NEG 0 0 3220 DW MAIN A WALL,MAIN ROOM, ALPHA PROJECT I
148 NEG 0 0 3220 WD MAIN A TRIM, MID-WALL I
149 NEG 0 0 3220 DW MAIN A BASEBOARD I
150 NEG 0 0 3220 WD MAIN A DOORFRAME, ANODIZED DARK I
151 NEG 0 0 3220 WD MAIN A DOOR, ANODIZED DARK, FRONT ENTRY I
152 POS > 1.00 0.23 3220 MTL MAIN A FLOOR, ,RED CERAMIC TILE I
153 NEG 0 0 3220 MTL MAIN A BASE, WATER HEATER, WOOD I
154 NEG 0 0 3220 TLE MAIN A BASE, WATER HEATER, DARK METAL I
155 NEG 0 0 3220 WD MAIN A WALL PANEL, WHITE, A/B I
156 NEG 0 0 3220 MTL MAIN A WALL I
157 NEG 0 0 3220 MTL MAIN A TRIM, UPPER WALL I
158 NEG 0 0 3220 DW MAIN B BASEBOARD I
159 NEG 0.08 0.05 3220 WD MAIN B POST, WHITE, MID-FLOOR I
160 NEG 0 0 3220 WD MAIN B TRIM, VARNISHED, POST, MID-FLOOR I
161 NEG 0 0 3220 MTL MAIN A TRIM, WHITE, POST, MID-FLOOR I
162 NEG 0 0 3220 WD MAIN A WALL I
163 NEG 0 0 3220 WD MAIN A TRIM, MID-WALL I
164 NEG 0 0 3220 DW MAIN C BASEBOARD I
165 NEG 0 0 3220 WD MAIN C DOORFRAME I
166 NEG 0 0 3220 WD MAIN C DOOR, WHITE, TO STORAGE AREA I
167 NEG 0 0 3220 MTL MAIN C WALL I
168 NEG 0 0 3220 MTL MAIN C TRIM, MID-WALL I
169 NEG 0 0 3220 DW MAIN D BASEBOARD I
170 NEG 0 0 3220 WD MAIN D DOORFRAME I
171 NEG 0 0 3220 WD MAIN D DOOR, EMERGENCY I
172 NEG 0 0.01 3220 MTL MAIN D DROP CEILING FRAME I
173 NEG 0 0 3220 MTL MAIN D DROP CEILING, MID-FLOOR I
174 NEG 0 0 3220 MTL MAIN C FRAME, CEILING I
175 NEG 0 0 3220 WD MAIN C DUCT, HVAC, LARGE I
176 NEG 0 0 3220 WD MAIN C PIPE, CEILING I
177 NEG 0 0 3220 MTL MAIN C WALL, DRYWALL, STORAGE ROOM I
178 NEG 0 0 3220 MTL MAIN C WALL, DRYWALL I
179 NEG 0.57 0.13 3220 DW STR A WALL, CONCRETE, STORAGE AREA I
180 NEG 0 0 3220 DW STR B WALL, DRYWALL I
181 NEG 0 0 3220 CCR STR C WALL, CONCRETE I
182 NEG 0 0 3220 DW STR D WALL, CONCRETE I
183 NEG 0 0 3220 CCR STR D WALL, DRYWALL (LEFT OF BACK DOOR) I
184 NEG 0.36 0.13 3220 CCR STR B WALL, CONCRETE (RIGHT OF B. DOOR) I
185 NEG 0.53 0.15 3220 DW STR C WALL, MID-WALL I



186 NEG 0 0 3220 CCR STR C WALL, C/D CORNER I
187 NEG 0 0 3220 CCR STR C WALL, ~10 FEET LEFT OF C/D I
188 NEG 0 0 3220 CCR STR C WALL, B/C CORNER I
189 NEG 0 0 3220 CCR STR C WALL, C/B CORNER I
190 NEG 0 0 3220 CCR STR B TRIM, MID-WALL I
191 NEG 0 0 3220 CCR STR C BASEBOARD I
192 NEG 0 0 3220 WD STR C DOORFRAME I
193 NEG 0 0 3220 WD STR C DOOR I
194 NEG 0.09 0.07 3220 MTL STR C POST, WHITE, MID-FLOOR I
195 NEG 0 0 3220 MTL STR C BEAM, LARGE, CEILING D
196 NEG 0 0 3220 MTL STR C RAFTER TAIL, CEILING D
197 NEG 0 0 3220 WD STR A DUCT, HVAC, LARGE D
198 NEG 0.07 0.05 3220 WD STR A BEAM SUPPORT, METAL I
199 NEG 0 0 3220 MTL STR A WALL, DRYWALL, KITCHEN I
200 NEG 0 0 3220 MTL STR A WALL I
201 NEG 0 0 3220 DW KCN A WALL, CONCRETE, KITCHEN I
202 NEG 0 0 3220 DW KCN B WALL I
203 NEG 0 0.01 3220 CCR KCN C DROP CEILING FRAME I
204 NEG 0 0 3220 DW KCN D DROP CEILING I
205 NEG 0 0 3220 MTL KCN B DOORFRAME I
206 NEG 0 0.01 3220 WD KCN B DOOR, VARNISHED I
207 NEG 0 0 3220 MTL KCN B BASEBOARD I
208 POS > 1.00 0.39 3220 WD KCN B FLOOR, RED CERAMIC TILE I
209 NEG 0 0 3220 WD KCN B COUNTERTOP I
210 NEG 0 0 3220 TLE KCN B WALL, DRYWALL, OFFICE I
211 NEG 0 0 3220 LAM KCN D WALL I
212 NEG 0 0 3220 DW OFC A WALL, OFFICE I
213 NEG 0 0 3220 DW OFC B WALL I
214 NEG 0 0 3220 DW OFC C DOORFRAME I
215 NEG 0 0.01 3220 DW OFC D DOOR, TO KITCHEN I
216 NEG 0 0 3220 MTL OFC D BASEBOARD I
217 NEG 0.16 0.3 3220 WD OFC D FLOOR, RED CERAMIC TILE I
218 NEG 0 0 3220 WD OFC D WALL, DRYWALL, ELECTRICAL ROOM I
219 NEG 0 0 3220 TLE OFC D WALL I
220 NEG 0 0 3220 DW ERM A WALL, EQUIPMENT ROOM I
221 NEG 0 0 3220 DW ERM B WALL, CONCRETE I
222 NEG 0 0.01 3220 DW ERM C ELECTRICAL BOX, GRAY I
223 NEG 0 0 3220 CCR ERM D WALL PANEL I
224 NEG 0 0 3220 MTL ERM D CONDUIT I
225 NEG 0 0 3220 WD ERM D BASEBOARD I
226 NEG 0 0 3220 MTL ERM D DOORFRAME I
227 NEG 0 0 3220 WD ERM B DOOR, TO STORAAGE I
228 POS 1.03 0.09 SRM 2573; 1.04 MG/CM2 PB NIST STND
229 POS 1.08 0.1 SRM 2573; 1.04 MG/CM2 PB NIST STND
230 POS 1.05 0.1 SRM 2573; 1.04 MG/CM2 PB NIST STND



# P/N Pb Pb +/- SUB RM SD COMPONENT AND COMMENTS C
3220 Sports Arena Boulevard, San Diego, CA

NITON XLP300A, SERIAL 97375
1 6.55 0 SHUTTER CALIBRATION
2 POS 1 0.1 SRM 2573; 1.04 MG/CM2 PB NIST STND
3 POS 1 0.1 SRM 2573; 1.04 MG/CM2 PB NIST STND
4 POS 1 0.1 SRM 2573; 1.04 MG/CM2 PB NIST STND

SHOTS 5-140 AT ANOTHER SITE
141 NEG 0.9 0.1 SRM 2573; 1.04 MG/CM2 PB NIST STND
142 NEG 0.9 0.1 SRM 2573; 1.04 MG/CM2 PB NIST STND
143 POS 1 0.1 SRM 2573; 1.04 MG/CM2 PB NIST STND
144 NEG 0 0.02 STCO EXT A WALL I
145 NEG 0 0.02 MTL EXT A DOOR FRAME I
146 NEG 0 0.02 MTL EXT A DOOR I
147 NEG 0 0.02 MTL EXT A  TAN METAL COVER I
148 NEG 0 0.02 CCR EXT A  PILLAR I
149 NEG 0 0.02 CCR EXT A BLUE FLOOR PAINT D
150 NEG 0 0.02 STCO EXT C WALL I
151 NEG 0 0.02 MTL EXT C DOOR FRAME I
152 NEG 0 0.02 MTL EXT C DOOR I
153 NEG 0 0.02 CCR EXT B WALL I
154 NEG 0 0.02 MTL EXT C GUTTER I
155 NEG 0 0.02 STCO EXT C CORNER PILLAR I
156 NEG 0 0.02 CCR EXT C FLOOR PAINT D
157 NEG 0 0.02 MTL EXT C LADDER GATE D
158 NEG 0 0.02 MTL EXT C LADDER  D
159 NEG 0 0.02 MTL EXT C OVERHANG ROOF FRAME I
160 NEG 0 0.02 MTL EXT C OVERHANG ROOF I
161 NEG 0 0.02 CCR EXT B WALL I
162 NEG 0 0.02 CCR EXT B WALL I
163 NEG 0 0.02 STCO EXT B FACIA I
164 NEG 0 0.02 CCR EXT A PILLAR I
165 NEG 0 0.02 MTL EXT A METAL PANNEL I
166 NEG 0 0.02 MTL EXT D BLUE METAL PANNEL I
167 NEG 0 0.02 STCO EXT D WALL I
168 NEG 0 0.02 STCO EXT D DOOR FRAME I
169 NEG 0 0.02 MTL EXT D DOOR  I
170 NEG 0.4 0.4 CCR EXT D WHITE POLE D
171 NEG 0.03 0.09 CCR EXT D WHITE POLE D
172 NEG 0.17 0.32 CCR EXT D WHITE POLE D
173 NEG 0.4 0.6 CCR EXT D WHITE POLE D
174 NEG 0 0.02 MTL EXT D ELECTRICAL PANNEL I
175 NEG 0.1 0.24 CCR EXT D WHITE POLE D
176 POS 1 0.1 SRM 2573; 1.04 MG/CM2 PB NIST STND
177 NEG 0.9 0.1 SRM 2573; 1.04 MG/CM2 PB NIST STND
178 POS 1 0.1 SRM 2573; 1.04 MG/CM2 PB NIST STND
179 5.92 0 SHUTTER CALIBRATION
180 NEG 0.9 0.1 SRM 2573; 1.04 MG/CM2 PB NIST STND
181 NEG 0.9 0.1 SRM 2573; 1.04 MG/CM2 PB NIST STND



# P/N Pb Pb +/- SUB RM SD COMPONENT AND COMMENTS C
182 POS 1 0.1 SRM 2573; 1.04 MG/CM2 PB NIST STND
183 NEG 0 0.02 DW WBA A WALL I
184 NEG 0 0.02 DW WBA B WALL I
185 NEG 0 0.02 DW WBA C WALL I
186 NEG 0 0.02 DW WBA D WALL I
187 NEG 0 0.03 MTL WBA A DOOR FRAME I
188 NEG 0 0.04 WD WBA A DOOR I
189 NEG 0 0.02 DW WBA A CEILING I
190 NEG 0.14 0.8 TLE WBA D BASEBOARD I
191 NEG 0 0.02 DW MBA A WALL I
192 NEG 0 0.02 DW MBA B WALL I
193 NEG 0 0.02 DW MBA C WALL I
194 NEG 0 0.02 DW MBA D WALL I
195 NEG 0 0.02 MTL MBA A DOOR FRAME I
196 NEG 0 0.02 WD MBA A DOOR I
197 NEG 0 0.03 DW MBA A CEILING I
198 NEG < LOD 0 TLE MBA B BASEBOARD I
199 NEG 0.29 0.61 TLE MAIN C FLOOR I
200 NEG 0.13 0.17 TLE MAIN C FLOOR I
201 NEG 0.22 0.71 TLE KCN C FLOOR I
202 NEG 0.11 0.21 TLE OFC D FLOOR I
203 NEG 0.03 0.91 TLE MAIN C FLOOR I
204 POS 1 0.1 SRM 2573; 1.04 MG/CM2 PB NIST STND
205 POS 1 0.1 SRM 2573; 1.04 MG/CM2 PB NIST STND
206 POS 1 0.1 SRM 2573; 1.04 MG/CM2 PB NIST STND



# P/N Pb Pb +/- BLDG SUB RM SD COMPONENT AND COMMENTS C
3250 Sports Arena Boulevard 

NITON XLP300A, SERIAL 87059
579 4.88 0 SHUTTER CALIBRATION
580 NULL 1.1 0.1 SRM 2573; 1.04 MG/CM2 PB NIST STND
581 NULL 1.4 1.2 SRM 2573; 1.04 MG/CM2 PB NIST STND
582 NULL 1 0.1 SRM 2573; 1.04 MG/CM2 PB NIST STND
583 POS 1.1 0.1 SRM 2573; 1.04 MG/CM2 PB NIST STND
584 POS 1.1 0.1 SRM 2573; 1.04 MG/CM2 PB NIST STND
585 NULL 1.1 0.1 SRM 2573; 1.04 MG/CM2 PB NIST STND
586 POS 1.1 0.1 SRM 2573; 1.04 MG/CM2 PB NIST STND
587 NEG 0.02 0.04 2 WD EXT A WALL D
588 NEG 0 0.02 2 CCR EXT A WALL D
589 NEG 0 0.02 2 WD EXT A FASCIA D
590 NEG 0 0.02 2 WD EXT A DOOR D
591 NEG 0 0.02 2 WD EXT A DOOR FRAME D
592 NEG 0 0.02 2 WD EXT B WALL D
593 NEG 0.05 0.11 2 WD EXT B FASCIA D
594 NEG 0.08 0.05 2 MTL EXT B DOWNSPOUT D
595 NEG -0.29 1.18 2 MTL EXT B BULLARD D
596 NEG 0 0.02 2 MTL EXT B 4"x4" SUPPORT D
597 NEG 0 0.02 2 MTL EXT B GARAGE DOOR D
598 NEG 0 0.02 2 WD EXT B GARAGE DOOR FRAME D
599 NEG 0 0.02 2 WD EXT B 6"X6" SUPPORT D
600 NEG 0 0.02 2 CCR EXT B WALL D
601 NEG 0 0.02 2 CCR EXT C WALL D
602 NEG 0 0.02 2 WD EXT C 6"X6" SUPPORT D
603 NEG 0 0.02 2 CCR EXT D WALL D
604 NEG 0 0.02 2 WD EXT D 4"X6" SUPPORT D
605 NEG 0.01 0.04 2 WD EXT D SUPPORT BEAM 8"X 14 D
606 NEG 0 0.02 2 MTL EXT D 4"x4" SUPPORT D
607 NEG 0.02 0.05 2 WD EXT D RACK D
608 NEG 0 0.02 2 WD EXT D SUPPORT BEAM 8"X 14 D
609 NEG 0 0.02 2 WD EXT D WALL D
610 NEG 0 0.02 2 WD EXT D DOOR D
611 NEG 0.05 0.09 2 WD EXT D DOOR FRAME D
612 NEG 0.01 0.02 2 CCR EXT D WALL D
613 NEG 0 0.02 4 CCR EXT A WALL D
614 NEG 0 0.02 4 WD EXT A 6"X6" SUPPORT D
615 NEG 0 0.02 4 WD EXT A FASCIA D
616 NEG 0 0.02 4 WD EXT A 4"X6" SUPPORT D
617 NEG 0 0.02 4 CCR EXT B WALL D
618 NEG 0 0.02 4 WD EXT B FASCIA D
619 NEG 0 0.02 4 MTL EXT B BULLARD D
620 NEG 0 0.02 4 CCR EXT C WALL D
621 NEG 0 0.02 4 WD EXT C FASCIA D



# P/N Pb Pb +/- BLDG SUB RM SD COMPONENT AND COMMENTS C
622 NEG 0.04 0.12 4 WD EXT D WALL D
623 NEG 0 0.02 4 CCR EXT D WALL D
624 NEG 0 0.02 4 WD EXT D FASCIA D
625 NEG 0 0.02 3 WD EXT A WALL D
626 NEG 0 0.02 3 CCR EXT A FASCIA D
627 NEG 0 0.02 3 CCR EXT B WALL D
628 NEG 0 0.02 3 CCR EXT C WALL D
629 NEG 0 0.02 3 CCR EXT D WALL D
630 NEG 0 0.02 3 WD EXT D FASCIA D
631 NEG 0 0.02 3 MTL EXT D 2"X2" L ANGLE D
632 NEG 0.18 0.39 3 MTL EXT D BULLARD D
633 NEG 0 0.02 6 WD EXT A WALL D
634 NEG 0 0.02 6 CCR EXT A WALL D
635 NEG 0 0.02 6 WD EXT A 6" SUPPORT D
636 NEG 0 0.02 6 WD EXT A 6"X6" SUPPORT D
637 NEG 0 0.02 6 WD EXT A FASCIA D
638 NEG 0 0.02 6 WD EXT B WALL D
639 NEG 0 0.02 6 CCR EXT B WALL D
640 NEG 0 0.02 6 WD EXT B FASCIA D
641 NEG 0 0.02 6 WD EXT B RACK D
642 NEG 0 0.02 6 WD EXT B 8"X8" SUPPORT D
643 NEG 0 0.02 6 MTL EXT B 6" SUPPORT D
644 NEG 0 0.02 6 WD EXT C WALL D
645 NEG 0 0.02 6 CCR EXT C WALL D
646 NEG 0 0.02 6 WD EXT C RACK D
647 NEG 0 0.02 6 WD EXT C 6"X6" SUPPORT D
648 NEG 0 0.02 6 WD EXT C 8"X8" SUPPORT D
649 NEG 0 0.02 6 WD EXT C FASCIA D
650 NEG 0.02 0.06 6 CCR EXT D WALL D
651 NEG 0.03 0.05 6 WD EXT D WALL D
652 NEG 0.04 0.09 6 WD EXT D FASCIA D
653 NEG 0 0.02 6 WD EXT D 2"X4" SUPPORT D
654 NEG 0 0.02 1 DW WBA A WALL I
655 NULL 0 0.02 1 DW WBA B WALL I
656 NEG 0.02 0.06 1 DW WBA B WALL I
657 NEG 0 0.02 1 DW WBA C WALL I
658 NEG 0.01 0.04 1 DW WBA D WALL I
659 NEG 0 0.02 1 DW WBA A CEILING I
660 NEG 0 0.02 1 TLE WBA B FLOOR I
661 NEG 0 0.02 1 WD WBA B DOOR I
662 NEG 0 0.02 1 WD WBA B DOOR FRAME I
663 NEG 0 0.02 1 WD WBA D STALL DOOR I
664 NEG 0 0.02 1 LAM WBA C COUNTERTOP I
665 NEG 0 0.02 1 TLE WBA A WALL I
666 NEG 0 0.02 1 DW MBA A WALL I



# P/N Pb Pb +/- BLDG SUB RM SD COMPONENT AND COMMENTS C
667 NEG 0 0.02 1 DW MBA B WALL I
668 NEG 0 0.02 1 DW MBA C WALL I
669 NEG 0 0.02 1 DW MBA D WALL I
670 NEG 0 0.02 1 DW MBA A CEILING I
671 NEG 0.01 0.03 1 TLE MBA B FLOOR I
672 NEG 0 0.02 1 WD MBA B DOOR I
673 NEG 0 0.02 1 WD MBA B DOOR FRAME I
674 NEG 0.01 0.03 1 WD MBA D STALL DOOR I
675 NEG 0.02 0.07 1 LAM MBA C COUNTERTOP I
676 NEG 0 0.02 1 TLE MBA A WALL I
677 NEG 0 0.02 1 DW MAIN A WALL I
678 NEG 0 0.02 1 WD MAIN A SUPPORT COLUMN I
679 NEG 0 0.03 1 LAM MAIN A FLOOR I
680 NEG 0 0.02 1 WD MAIN A BASEBOARD I
681 NEG 0 0.02 1 DW MAIN B WALL I
682 NEG 0 0.02 1 WD MAIN B DOOR I
683 NEG 0 0.02 1 WD MAIN B DOOR FRAME I
684 NEG 0 0.02 1 WD MAIN B BASEBOARD I
685 NEG 0 0.02 1 MTL MAIN B CONDUIT I
686 NEG 0 0.02 1 WD MAIN B 6"X6" SUPPORT I
687 NEG 0 0.02 1 MTL MAIN B ELEC BOX I
688 NEG 0 0.02 1 MTL MAIN B T BAR I
689 NEG 0 0.02 1 DW MAIN C WALL I
690 NEG 0 0.02 1 WD MAIN C DOOR I
691 NEG 0 0.02 1 WD MAIN C DOOR FRAME I
692 NEG 0 0.02 1 WD MAIN C 6"X6" SUPPORT I
693 NEG 0 0.02 1 WD MAIN C 6"X 6" SUPPORT I
694 NEG 0 0.02 1 DW MAIN D WALL I
695 NEG 0 0.02 1 WD MAIN D DOOR I
696 NEG 0 0.02 1 WD MAIN D DOOR FRAME I
697 NEG 0 0.02 1 WD MAIN D DOOR I
698 NEG 0 0.02 1 WD MAIN D DOOR FRAME I
699 NEG 0 0.02 1 WD MAIN D 6"X6" SUPPORT I
700 NEG 0 0.02 1 WD MAIN D 6"X6" SUPPORT I
701 NEG 0 0.02 1 WD 23 A WALL I
702 NEG 0 0.02 1 WD 23 B WALL I
703 NEG 0 0.02 1 WD 23 C WALL I
704 NEG 0 0.02 1 WD 23 D WALL I
705 NEG 0 0.02 1 WD 23 B DOOR I
706 NEG 0 0.02 1 WD 23 B DOOR FRAME I
707 NEG 0 0.02 1 WD 23 B WINDOW FRAME I
708 NEG 0 0.02 1 WD 28 A WALL I
709 NEG 0 0.02 1 WD 28 B WALL I
710 NEG 0 0.02 1 WD 28 C WALL I
711 NEG 0 0.02 1 WD 28 D WALL I



# P/N Pb Pb +/- BLDG SUB RM SD COMPONENT AND COMMENTS C
712 NEG 0 0.02 1 WD 28 B DOOR I
713 NEG 0 0.02 1 WD 28 B DOOR FRAME I
714 NEG 0 0.02 1 WD 28 B WINDOW FRAME I
715 NEG 0 0.02 1 WD 29 A WALL I
716 NEG 0 0.02 1 WD 29 B WALL I
717 NEG 0 0.02 1 WD 29 C WALL I
718 NEG 0 0.02 1 WD 29 D WALL I
719 NEG 0 0.02 1 WD 29 B DOOR I
720 NEG 0 0.02 1 WD 29 B DOOR FRAME I
721 NEG 0 0.02 1 WD 29 B WINDOW FRAME I
722 NEG 0 0.02 1 DW 37 A WALL I
723 NEG 0 0.02 1 DW 37 B WALL I
724 NEG 0 0.02 1 DW 37 C WALL I
725 NEG 0 0.02 1 DW 37 D WALL I
726 NEG 0 0.02 1 WD 37 B DOOR I
727 NEG 0 0.02 1 MTL 37 B DOOR FRAME I
728 NEG 0 0.02 1 WD 37 B WINDOW FRAME I
729 NEG 0.02 0.05 1 DW 39 A WALL I
730 NEG 0 0.02 1 DW 39 B WALL I
731 NEG 0.02 0.04 1 DW 39 C WALL I
732 NEG 0 0.02 1 DW 39 D WALL I
733 NEG 0 0.02 1 WD 39 B DOOR I
734 NEG 0 0.02 1 MTL 39 B DOOR FRAME I
735 NEG 0 0.02 1 WD 39 B WINDOW FRAME I
736 NEG 0 0.02 1 WD 42 A WALL I
737 NEG 0 0.02 1 WD 42 B WALL I
738 NEG 0 0.02 1 WD 42 C WALL I
739 NEG 0 0.02 1 WD 42 D WALL I
740 NEG 0 0.02 1 WD 42 B DOOR I
741 NEG 0 0.02 1 WD 42 B DOOR FRAME I
742 NEG 0.3 0.16 1 WD 42 B WINDOW FRAME I
743 NEG 0 0.02 2 WD 43 B FLOOR I
744 POS 1 0.1 SRM 2573; 1.04 MG/CM2 PB NIST STND
745 POS 1.1 0.1 SRM 2573; 1.04 MG/CM2 PB NIST STND
746 POS 1.2 0.1 SRM 2573; 1.04 MG/CM2 PB NIST STND



# P/N Pb Pb +/- BLDG RM SUB SD COMPONENT AND COMMENTS C
3250 Sports Arena Boulevard

NITON XLP300A, SERIAL 97375
338 7.74 0 SHUTTER CALIBRATION
339 POS 1 0.1 SRM 2573; 1.04 MG/CM2 PB NIST STND
340 POS 1 0.1 SRM 2573; 1.04 MG/CM2 PB NIST STND
341 POS 1 0.1 SRM 2573; 1.04 MG/CM2 PB NIST STND
342 NEG 0 0.02 1 EXT STCO C WALL I
343 NEG 0 0.03 1 EXT MTL C DOOR I
344 NEG 0 0.02 1 EXT MTL C DOOR FRAME I
345 NEG 0 0.02 1 EXT MTL C DOWNSPOUT I
346 NEG 0 0.02 1 EXT WD C DOOR FRAME I
347 NEG 0 0.02 1 EXT MTL C BOLLARD,YELLOW I
348 NEG 0 0.02 1 EXT MTL C BOLLARD,YELLOW I
349 NEG 0.06 0.14 1 EXT MTL C BOLLARD,YELLOW I
350 NULL 0 0.02 1 EXT STCO B WALL I
351 NEG 0 0.02 1 EXT STCO B WALL I
352 NEG 0.04 0.25 1 EXT MTL B PIPE,BEIGE I
353 NEG 0 0.02 1 EXT STCO A WALL I
354 NEG 0 0.02 1 EXT WD B DOOR FRAME D
355 NEG 0 0.02 1 EXT MTL B DOOR I
356 NEG 0 0.03 1 EXT MTL B HANDRAIL I
357 NULL 0 0.02 1 EXT STCO D WALL I
358 NEG 0 0.02 1 EXT STCO D WALL I
359 NEG 0 0.03 1 EXT MTL A CORBEL I
360 NEG 0 0.02 1 EXT MTL A FASCIA I
361 NEG 0 0.02 1 RM1 DW A WALL I
362 NEG 0 0.02 1 RM1 DW B WALL I
363 NEG 0 0.02 1 RM1 DW C WALL I
364 NEG 0 0.02 1 RM1 DW D WALL I
365 NEG 0.5 0.5 1 RM1 DW D WALL I
366 NEG 0 0.02 1 RM1 DW D WALL I
367 NEG 0 0.02 1 RM1 MTL D DOOR FRAME I
368 NEG 0 0.03 1 RM1 WD D DOOR I
369 NEG 0 0.02 1 RM1 MTL D T FRAME I
370 NEG 0 0.02 1 RM1 DW B WINDOW SILL-PART OF WALL I
371 NEG 0 0.02 1 RM3 WD A WALL I
372 NEG 0 0.02 1 RM3 WD B WALL I
373 NEG 0 0.03 1 RM3 WD C WALL I
374 NEG 0.05 0.25 1 RM3 WD D WALL I
375 NEG 0 0.02 1 RM3 WD B DOOR I
376 NEG 0.02 0.08 1 RM3 MTL B DOOR FRAME I
377 NEG 0 0.02 1 RM3 MTL B WINDOW FRAME I
378 NEG 0 0.05 1 RM3 WD D WINDOW FRAME I
379 NEG 0 0.03 1 RM3 WD C BASEBOARD I
380 NEG 0 0.02 1 RM10 DW A WALL I
381 NEG 0 0.02 1 RM10 DW B WALL I
382 NEG 0 0.02 1 RM10 DW C WALL I
383 NEG 0 0.02 1 RM10 DW D WALL I



# P/N Pb Pb +/- BLDG RM SUB SD COMPONENT AND COMMENTS C
384 NEG 0 0.04 1 RM10 WD B DOOR I
385 NEG 0 0.02 1 RM10 MTL B DOOR FRAME I
386 NEG 0 0.02 1 RM10 MTL C DOOR I
387 NEG 0 0.02 1 RM10 MTL D WINDOW FRAME I
388 NEG 0 0.02 1 RM10 MTL D T FRAME I
389 NEG 0 0.02 1 RM9 MTL D T FRAME I
390 NEG 0.01 0.08 1 RM9 MTL B DOOR FRAME I
391 NEG 0 0.02 1 RM9 WD B DOOR I
392 NEG 0 0.02 1 RM9 DW A WALL I
393 NEG 0 0.02 1 RM9 DW B WALL I
394 NEG 0 0.02 1 RM9 DW C WALL I
395 NEG 0 0.02 1 RM9 DW D WALL I
396 NEG 0 0.02 1 RM6 DW A WALL I
397 NEG 0 0.02 1 RM6 DW B WALL I
398 NEG 0 0.02 1 RM6 DW C WALL I
399 NEG 0 0.02 1 RM6 DW D WALL I
400 NEG 0 0.02 1 RM6 DW C I
401 NEG 0 0.02 1 RM6 DW C WINDOW SILL-PART OF WALL I
402 NEG 0 0.02 1 RM6 WD A DOOR I
403 NEG 0 0.02 1 RM6 MTL A DOOR FRAME I
404 NEG 0.02 0.13 1 RM6 MTL A T FRAME I
405 NEG 0 0.02 1 RM7 MTL A T FRAME I
406 NEG 0 0.02 1 RM7 MTL A DOOR FRAME I
407 NEG 0 0.03 1 RM7 WD A DOOR I
408 NEG 0 0.03 1 RM7 MTL A T FRAME I
409 NEG 0 0.02 1 RM7 DW A WALL I
410 NEG 0 0.02 1 RM7 DW B WALL I
411 NEG 0 0.02 1 RM7 DW C WALL I
412 NEG 0 0.02 1 RM7 DW D WALL I
413 NEG 0 0.02 1 RM7 DW C WINDOW SILL-PART OF WALL I
414 NEG 0 0.02 1 RM8 DW C WINDOW SILL-PART OF WALL I
415 NEG 0 0.02 1 RM8 DW A WALL I
416 NEG 0 0.02 1 RM8 DW B WALL I
417 NEG 0 0.02 1 RM8 DW D WALL I
418 NEG 0 0.02 1 RM8 WD D BASEBOARD I
419 NEG 0 0.03 1 RM8 WD B DOOR I
420 NEG 0 0.03 1 RM8 WD B DOOR FRAME I
421 NEG 0 0.02 1 RM11 MTL B DOOR FRAME I
422 NEG 0 0.03 1 RM11 WD B DOOR I
423 NEG 0.01 0.07 1 RM11 MTL B T FRAME I
424 NEG 0 0.03 1 RM11 MTL D HANDRAIL I
425 NEG 0 0.02 1 RM11 DW A WALL I
426 NEG 0 0.02 1 RM11 DW B WALL I
427 NEG 0 0.02 1 RM11 DW C WALL I
428 NEG 0 0.02 1 RM11 DW D WALL I
429 NEG 0 0.02 1 RM11 DW D WINDOW SILL-PART OF WALL I
430 NEG 0 0.02 1 RM16 DW A WALL I
431 NEG 0 0.02 1 RM16 DW B WALL I



# P/N Pb Pb +/- BLDG RM SUB SD COMPONENT AND COMMENTS C
432 NEG 0 0.02 1 RM16 DW C WALL I
433 NEG 0 0.02 1 RM16 DW D WALL I
434 NEG 0 0.02 1 RM16 WD C DOOR I
435 NEG 0 0.03 1 RM16 WD C DOOR FRAME I
436 NEG 0 0.02 1 RM16 WD A WINDOW FRAME I
437 NEG 0 0.02 1 RM16 MTL C WINDOW FRAME I
438 NEG 0 0.02 1 RM18 DW A WALL I
439 NEG 0 0.02 1 RM18 DW B WALL I
440 NULL 0 0.02 1 RM18 DW C WALL I
441 NEG 0 0.02 1 RM18 DW C WALL I
442 NEG 0 0.02 1 RM18 DW D WALL I
443 NEG 0 0.02 1 RM18 WD D DOOR I
444 NEG 0 0.03 1 RM18 WD D DOOR FRAME I
445 NEG 0 0.02 1 RM18 WD D WINDOW FRAME I
446 NEG 0 0.03 1 RM18 MTL B WINDOW FRAME I
447 NEG 0 0.03 1 RM18 MTL B DOOR FRAME I
448 NEG 0 0.02 1 RM18 MTL B T FRAME I
449 NEG 0 0.02 1 RM28 MTL B T FRAME I
450 NEG 0 0.02 1 RM28 WD B DOOR I
451 NEG 0 0.02 1 RM28 WD B DOOR FRAME I
452 NEG 0 0.02 1 RM28 WD B WINDOW FRAME I
453 NEG 0 0.02 1 RM28 DW A WALL I
454 NEG 0 0.02 1 RM28 DW B WALL I
455 NEG 0 0.02 1 RM28 DW C WALL I
456 NEG 0 0.02 1 RM28 DW D WALL I
457 NEG 0 0.02 1 RM27 DW A WALL I
458 NEG 0 0.02 1 RM27 DW B WALL I
459 NEG 0 0.02 1 RM27 DW C WALL I
460 NEG 0 0.02 1 RM27 DW D WALL I
461 NEG 0 0.02 1 RM27 WD B DOOR I
462 NEG 0 0.02 1 RM27 WD B DOOR FRAME I
463 NEG 0 0.02 1 RM27 MTL B T FRAME I
464 NEG 0 0.02 1 RM34 MTL B T FRAME I
465 NEG 0 0.02 1 RM34 DW A WALL I
466 NEG 0 0.02 1 RM34 DW B WALL I
467 NEG 0 0.02 1 RM34 DW C WALL I
468 NEG 0 0.02 1 RM34 DW D WALL I
469 NEG 0 0.02 1 RM34 WD D DOOR I
470 NEG 0 0.04 1 RM34 WD D DOOR FRAME I
471 NEG 0 0.04 1 RM30 MTL D DOOR FRAME I
472 NEG 0.01 0.08 1 RM30 MTL D T FRAME I
473 NEG 0 0.02 1 RM30 WD D DOOR I
474 NEG 0 0.02 1 RM30 DW A WALL I
475 NEG 0 0.02 1 RM30 DW B WALL I
476 NEG 0 0.02 1 RM30 DW C WALL I
477 NEG 0 0.02 1 RM30 DW D WALL I
478 NEG 0 0.04 1 RM30 WD B CABINET I
479 NEG 0 0.03 1 RM31 WD D DOOR I



# P/N Pb Pb +/- BLDG RM SUB SD COMPONENT AND COMMENTS C
480 NEG 0 0.02 1 RM31 MTL D DOOR FRAME I
481 NEG 0 0.02 1 RM31 MTL D WINDOW FRAME I
482 NEG 0 0.02 1 RM31 MTL D T FRAME I
483 NEG 0 0.02 1 RM31 DW A WALL I
484 NEG 0 0.02 1 RM31 DW B WALL I
485 NEG 0 0.02 1 RM31 DW C WALL I
486 NEG 0 0.02 1 RM31 DW D WALL I
487 NEG 0 0.02 1 RM32 DW A WALL I
488 NEG 0 0.02 1 RM32 DW B WALL I
489 NEG 0 0.02 1 RM32 DW C WALL I
490 NEG 0 0.02 1 RM32 DW D WALL I
491 NEG 0 0.02 1 RM32 MTL D DOOR FRAME I
492 NEG 0 0.02 1 RM32 MTL D WINDOW FRAME I
493 NEG 0 0.02 1 RM32 MTL D T FRAME I
494 NEG 0 0.02 1 RM32 WD D DOOR I
495 NEG 0 0.02 1 RM33 WD D DOOR I
496 NEG 0 0.02 1 RM33 MTL D DOOR FRAME I
497 NEG 0 0.02 1 RM33 MTL D WINDOW FRAME I
498 NEG 0 0.02 1 RM33 MTL D T FRAME I
499 NEG 0 0.02 1 RM33 DW A WALL I
500 NEG 0 0.02 1 RM33 DW B WALL I
501 NEG 0 0.02 1 RM33 DW C WALL I
502 NEG 0 0.02 1 RM33 DW D WALL I
503 NEG 0 0.02 1 RM33 WD B CABINET I
504 POS 1 0.1 SRM 2573; 1.04 MG/CM2 PB NIST STND
505 NEG 0.9 0.1 SRM 2573; 1.04 MG/CM2 PB NIST STND
506 NEG 0.9 0.1 SRM 2573; 1.04 MG/CM2 PB NIST STND

SHOTS 507-608 AT ANOTHER JOB
609 6.62 0 SHUTTER CALIBRATION
610 NEG 0.9 0.1 SRM 2573; 1.04 MG/CM2 PB NIST STND
611 NEG 0.9 0.1 SRM 2573; 1.04 MG/CM2 PB NIST STND
612 NEG 0.9 0.1 SRM 2573; 1.04 MG/CM2 PB NIST STND
613 NEG 0 0.02 5 EXT WD A WALL I
614 NEG 0 0.02 5 EXT WD A GARAGE DOOR FRAME I
615 NEG 0 0.02 5 EXT MTL A GARAGE DOOR I
616 NEG 0 0.02 5 EXT WD A DOOR I
617 NEG 0 0.02 5 EXT WD A DOOR FRAME I
618 NEG 0 0.03 5 EXT WD A WALL TRIM I
619 NEG 0 0.03 5 EXT WD A WINDOW TRIM I
620 NEG 0 0.02 5 EXT MTL A DUCT I
621 NEG 0 0.02 5 EXT MTL A BOLLARDS D
622 NEG 0 0.02 5 EXT CMU D WALL I
623 NEG 0 0.02 5 EXT WD D WALL I
624 NEG 0 0.02 5 EXT WD B WALL I
625 NEG 0.03 0.08 5 EXT CMU B WALL I
626 NEG 0 0.02 5 EXT WD B ELECTRICAL BOX I
627 NEG 0 0.02 5 EXT WD C WALL I
628 NEG 0.01 0.03 5 EXT CMU C WALL I



# P/N Pb Pb +/- BLDG RM SUB SD COMPONENT AND COMMENTS C
629 NEG 0 0.03 1 RM2 WD A WALL I
630 NEG 0 0.02 1 RM2 WD B WALL I
631 NEG 0 0.02 1 RM2 WD C WALL I
632 NEG 0.16 0.64 1 RM2 WD D WALL I
633 NEG 0 0.03 1 RM2 WD B DOOR I
634 NEG 0 0.03 1 RM2 MTL B DOOR FRAME I
635 NEG 0 0.02 1 RM2 MTL B WINDOW FRAME I
636 NEG 0 0.18 1 RM2 WD C WINDOW FRAME I
637 NEG 0 0.02 1 RM2 WD C BASEBOARD I
638 NEG 0 0.03 1 RM2 MTL C T FRAME I
639 NEG 0.02 0.09 1 RM4 MTL C T FRAME I
640 NEG 0 0.02 1 RM4 MTL B WINDOW FRAME I
641 NEG 0.01 0.03 1 RM4 MTL B DOOR FRAME I
642 NEG 0 0.02 1 RM4 WD B DOOR I
643 NEG 0 0.02 1 RM4 WD A WALL I
644 NEG 0 0.02 1 RM4 WD B WALL I
645 NEG 0 0.02 1 RM4 WD C WALL I
646 NEG 0.01 0.04 1 RM4 WD D WALL I
647 NEG 0.1 0.78 1 RM4 WD D BASEBOARD I
648 NEG 0 0.02 1 RM12 WD D BASEBOARD I
649 NEG 0 0.03 1 RM12 WD D DOOR I
650 NEG 0.02 0.08 1 RM12 MTL D DOOR FRAME I
651 NEG 0 0.02 1 RM12 MTL D WINDOW FRAME I
652 NEG 0 0.02 1 RM12 MTL D T FRAME I
653 NEG 0 0.02 1 RM12 WD A WALL I
654 NEG 0 0.03 1 RM12 WD B WALL I
655 NEG 0 0.02 1 RM12 WD C WALL I
656 NEG 0 0.02 1 RM12 WD D WALL I
657 NEG 0 0.05 1 RM12 WD B WINDOW FRAME I
658 NEG 0.05 0.25 1 RM13 WD B WINDOW FRAME I
659 NEG 0 0.02 1 RM13 MTL D WINDOW FRAME I
660 NEG 0.01 0.03 1 RM13 MTL D DOOR FRAME I
661 NEG 0 0.02 1 RM13 MTL D T FRAME I
662 NEG 0 0.02 1 RM13 WD D DOOR I
663 NEG 0.03 0.13 1 RM13 WD A WALL I
664 NEG 0 0.03 1 RM13 WD B WALL I
665 NEG 0 0.02 1 RM13 WD C WALL I
666 NEG 0 0.02 1 RM13 WD D WALL I
667 NEG 0 0.03 1 RM13 WD D BASEBOARD I
668 NEG 0 0.02 1 RM15 DW A WALL I
669 NEG 0 0.02 1 RM15 DW B WALL I
670 NEG 0 0.02 1 RM15 DW C WALL I
671 NEG 0 0.02 1 RM15 DW D WALL I
672 NEG 0.01 0.06 1 RM15 MTL C WINDOW FRAME I
673 NEG 0 0.02 1 RM15 MTL C T FRAME I
674 NEG 0 0.03 1 RM15 WD C DOOR I
675 NEG 0 0.02 1 RM15 WD C DOOR FRAME I
676 NEG 0 0.03 1 RM15 WD A CABINET I



# P/N Pb Pb +/- BLDG RM SUB SD COMPONENT AND COMMENTS C
677 NEG 0 0.02 1 RM5 DW A WALL I
678 NEG 0 0.02 1 RM5 DW B WALL I
679 NEG 0 0.02 1 RM5 DW C WALL I
680 NEG 0 0.02 1 RM5 DW D WALL I
681 NEG 0 0.02 1 RM5 DW D CEILING I
682 NEG 0 0.02 1 RM5 WD A DOOR I
683 NEG 0.02 0.04 1 RM5 MTL A DOOR FRAME I
684 NEG 0 0.02 1 RM5 WD B DOOR FRAME I
685 NEG 0.02 0.11 1 RM5 WD A WALL I
686 NEG 0.07 0.31 1 RM5 WD B WALL I
687 NEG 0 0.04 1 RM5 WD C WALL I
688 NEG 0.16 0.66 1 RM5 WD D WALL I
689 NEG 0 0.02 1 RM22 DW A WALL I
690 NEG 0 0.02 1 RM22 DW B WALL I
691 NEG 0 0.02 1 RM22 DW C WALL I
692 NEG 0 0.02 1 RM22 DW D WALL I
693 NEG 0 0.03 1 RM22 MTL D DOOR FRAME I
694 NEG 0 0.02 1 RM22 MTL D WINDOW FRAME I
695 NEG 0 0.02 1 RM22 MTL D T FRAME I
696 NEG 0 0.02 1 RM22 WD D DOOR I
697 NEG 0 0.04 1 RM21 WD D DOOR I
698 NEG 0 0.02 1 RM21 MTL D DOOR FRAME I
699 NEG 0 0.06 1 RM21 MTL D WINDOW FRAME I
700 NEG 0 0.02 1 RM21 MTL D T FRAME I
701 NEG 0 0.02 1 RM21 DW A WALL I
702 NEG 0 0.02 1 RM21 DW B WALL I
703 NEG 0 0.02 1 RM21 DW C WALL I
704 NEG 0 0.02 1 RM21 DW D WALL I
705 NEG 0 0.02 1 RM17 WD A WALL I
706 NEG 0 0.02 1 RM17 WD B WALL I
707 NEG 0 0.02 1 RM17 WD C WALL I
708 NEG 0 0.02 1 RM17 WD D WALL I
709 NEG 0 0.03 1 RM17 WD D DOOR I
710 NEG 0 0.02 1 RM17 WD D DOOR FRAME I
711 NEG 0 0.02 1 RM17 WD D WINDOW FRAME I
712 NEG 0 0.02 1 RM17 MTL D T FRAME I
713 NEG 0 0.02 1 RM17 WD D BASEBOARD I
714 NEG 0 0.03 1 RM14 WD D BASEBOARD I
715 NEG 0 0.02 1 RM14 WD D DOOR I
716 NEG 0 0.02 1 RM14 WD D DOOR FRAME I
717 NEG 0 0.03 1 RM14 WD D WINDOW FRAME I
718 NEG 0 0.03 1 RM14 WD A WALL I
719 NEG 0 0.02 1 RM14 WD B WALL I
720 NEG 0 0.03 1 RM14 WD C WALL I
721 NEG 0 0.02 1 RM14 WD D WALL I
722 NEG 0 0.02 1 RM14 WD D WALL I
723 NEG 0 0.02 1 RM19 WD A WALL I
724 NEG 0 0.02 1 RM19 WD B WALL I



# P/N Pb Pb +/- BLDG RM SUB SD COMPONENT AND COMMENTS C
725 NEG 0 0.02 1 RM19 WD C WALL I
726 NEG 0 0.02 1 RM19 WD D WALL I
727 NEG 0 0.02 1 RM19 WD B BASEBOARD I
728 NEG 0 0.03 1 RM19 WD B DOOR I
729 NEG 0 0.04 1 RM19 WD B DOOR FRAME I
730 NEG 0 0.03 1 RM19 WD B WINDOW FRAME I
731 NEG 0 0.02 1 RM19 MTL B T FRAME I
732 NEG 0.02 0.11 1 RM26 MTL C T FRAME I
733 NEG 0.02 0.2 1 RM26 MTL C DOOR FRAME I
734 NEG 0.01 0.06 1 RM26 MTL C WINDOW FRAME I
735 NEG 0 0.02 1 RM26 WD C DOOR I
736 NEG 0 0.02 1 RM26 DW A WALL I
737 NEG 0 0.02 1 RM26 DW B WALL I
738 NEG 0 0.02 1 RM26 DW C WALL I
739 NEG 0 0.02 1 RM26 DW D WALL I
740 NEG 0 0.02 1 RM24 DW A WALL I
741 NEG 0 0.02 1 RM24 DW B WALL I
742 NEG 0 0.02 1 RM24 DW C WALL I
743 NEG 0 0.02 1 RM24 DW D WALL I
744 NEG 0 0.03 1 RM24 MTL D T FRAME I
745 NEG 0 0.02 1 RM24 MTL D WINDOW FRAME I
746 NEG 0 0.03 1 RM24 MTL D DOOR FRAME I
747 NEG 0 0.03 1 RM24 WD D DOOR I
748 NEG 0 0.03 1 RM25 WD D DOOR I
749 NEG 0 0.02 1 RM25 MTL D DOOR FRAME I
750 NEG 0 0.02 1 RM25 MTL D WINDOW FRAME I
751 NEG 0 0.02 1 RM25 MTL D T FRAME I
752 NEG 0 0.02 1 RM25 DW A WALL I
753 NEG 0 0.02 1 RM25 DW B WALL I
754 NEG 0 0.02 1 RM25 DW C WALL I
755 NEG 0 0.02 1 RM25 DW D WALL I
756 NEG 0 0.02 1 RM25 DW B WINDOW SILL-PART OF WALL I
757 NEG 0 0.02 1 RM38 DW A WALL I
758 NEG 0 0.02 1 RM38 DW B WALL I
759 NEG 0 0.02 1 RM38 WD C WALL I
760 NEG 0 0.03 1 RM38 WD D WALL I
761 NEG 0 0.02 1 RM38 WD D WINDOW FRAME I
762 NEG 0 0.02 1 RM38 WD D PLANTER SHELF I
763 NEG 0 0.02 1 RM38 WD D BASEBOARD I
764 NEG 0 0.02 1 RM38 WD B DOOR I
765 NEG 0 0.02 1 RM38 MTL B DOOR FRAME I
766 NEG 0 0.03 1 RM38 MTL B T FRAME I
767 NEG 0 0.02 1 RM40 DW A WALL I
768 NEG 0 0.02 1 RM40 DW B WALL I
769 NEG 0 0.02 1 RM40 DW C WALL I
770 NEG 0 0.02 1 RM40 DW D WALL I
771 NEG 0 0.02 1 RM40 MTL A DOOR FRAME I
772 NEG 0 0.02 1 RM40 WD A DOOR I



# P/N Pb Pb +/- BLDG RM SUB SD COMPONENT AND COMMENTS C
773 NEG 0 0.02 1 RM40 WD D WINDOW FRAME I
774 NEG 0 0.02 1 RM41 DW A WALL I
775 NEG 0 0.02 1 RM41 DW B WALL I
776 NEG 0 0.02 1 RM41 DW C WALL I
777 NEG 0 0.02 1 RM41 WD D WALL I
778 NEG 0 0.02 1 RM41 WD D WINDOW FRAME I
779 NEG 0 0.03 1 RM41 WD C DOOR I
780 NEG 0 0.02 1 RM41 MTL C DOOR FRAME I
781 NEG 0 0.03 1 RM41 MTL C T FRAME I
782 NEG 0 0.02 1 BA1 DW A WALL I
783 NEG 0 0.02 1 BA1 DW B WALL I
784 NEG 0 0.02 1 BA1 DW C WALL I
785 NEG 0 0.02 1 BA1 DW D WALL I
786 NEG 0 0.02 1 BA1 DW D CEILING I
787 NEG 0 0.03 1 BA1 WD A STALL WALLS I
788 NEG 0 0.03 1 BA1 PLTC A FLOOR I
789 NEG 0 0.03 1 BA1 WD C DOOR I
790 NEG 0 0.03 1 BA1 WD C DOOR FRAME I
791 NEG 0 0.02 1 BA2 WD C DOOR FRAME I
792 NEG 0 0.02 1 BA2 WD C DOOR I
793 NEG 0 0.02 1 BA2 WD D STALL WALLS I
794 NEG 0 0.02 1 BA2 DW A WALL I
795 NEG 0 0.02 1 BA2 DW B WALL I
796 NEG 0 0.02 1 BA2 DW C WALL I
797 NEG 0 0.02 1 BA2 DW D WALL I
798 NEG 0 0.02 1 BA2 DW D CEILING I
799 NEG 0 0.02 1 BA2 PLTC D FLOOR I
800 NEG 0 0.02 1 RM43 PLTC D FLOOR I
801 NEG 0.21 0.27 1 RM43 WD A WALL I
802 NEG 0.16 0.22 1 RM43 WD B WALL I
803 NEG 0.07 0.12 1 RM43 WD C WALL I
804 NEG 0.13 0.22 1 RM43 WD D WALL I
805 NEG 0 0.02 1 RM43 WD B DOOR I
806 NEG 0 0.03 1 RM43 WD B DOOR FRAME I
807 NEG 0 0.02 1 RM43 MTL B T FRAME I
808 NEG 0.01 0.03 1 RM44 DW A WALL I
809 NEG 0 0.02 1 RM44 DW B WALL I
810 NEG 0 0.02 1 RM44 DW C WALL I
811 NEG 0 0.02 1 RM44 DW D WALL I
812 NEG 0 0.02 1 RM44 WD B DOOR I
813 NEG 0 0.02 1 RM44 WD B DOOR FRAME I
814 NEG 0 0.02 1 RM35 DW A WALL I
815 NEG 0 0.02 1 RM35 DW B WALL I
816 NULL 0 0.02 1 RM35 DW C WALL I
817 NEG 0 0.02 1 RM35 DW C WALL I
818 NEG 0 0.02 1 RM35 DW C WALL I
819 NEG 0 0.02 1 RM35 DW D WALL I
820 NEG 0 0.02 1 RM35 WD D DOOR I



# P/N Pb Pb +/- BLDG RM SUB SD COMPONENT AND COMMENTS C
821 NEG 0 0.02 1 RM35 WD D DOOR FRAME I
822 NEG 0 0.02 1 RM35 WD D DOOR I
823 NEG 0 0.02 1 RM35 MTL A WINDOW FRAME I
824 NEG 0 0.02 1 RM46 WD A WINDOW FRAME I
825 NEG 0 0.03 1 RM46 WD A WALL I
826 NEG 0 0.02 1 RM46 WD B WALL I
827 NEG 0 0.02 1 RM46 WD C WALL I
828 NEG 0 0.02 1 RM46 WD D WALL I
829 NEG 0 0.03 1 RM46 WD B DOOR I
830 NEG 0 0.02 1 RM46 MTL B DOOR FRAME I
831 NEG 0.01 0.08 1 RM46 MTL B T FRAME I
832 NEG 0 0.03 1 RM47 MTL B T FRAME I
833 NEG 0 0.03 1 RM47 WD A WALL I
834 NEG 0 0.02 1 RM47 WD B WALL I
835 NEG 0 0.02 1 RM47 WD C WALL I
836 NEG 0 0.02 1 RM47 WD D WALL I
837 NEG 0 0.02 1 RM47 WD D BASEBOARD I
838 NEG 0 0.02 1 RM47 WD C DOOR I
839 NEG 0.02 0.14 1 RM47 MTL C DOOR FRAME I
840 NEG 0 0.02 1 RM48 MTL C DOOR FRAME I
841 NEG 0 0.03 1 RM48 MTL C WINDOW FRAME I
842 NEG 0 0.03 1 RM48 MTL C DOOR FRAME I
843 NEG 0 0.02 1 RM48 WD C DOOR I
844 NEG 0 0.03 1 RM48 WD A WALL I
845 NEG 0 0.02 1 RM48 WD D WALL I
846 NEG 0 0.03 1 RM48 WD B WALL I
847 NEG 0 0.02 1 RM48 WD C WALL I
848 NEG 0 0.02 1 RM49 WD A WALL I
849 NEG 0 0.02 1 RM49 WD D WALL I
850 NEG 0 0.02 1 RM49 WD C WALL I
851 NEG 0 0.02 1 RM49 DW B WALL I
852 NEG 0 0.02 1 RM49 WD A WINDOW FRAME I
853 NEG 0 0.02 1 RM49 MTL C WINDOW FRAME I
854 NEG 0 0.02 1 RM49 MTL C DOOR FRAME I
855 NEG 0 0.02 1 RM49 WD C DOOR I
856 NEG 0 0.02 1 RM49 MTL C DOOR FRAME I
857 NEG 0 0.02 1 RM50 MTL C DOOR FRAME I
858 NEG 0 0.02 1 RM50 MTL C WINDOW FRAME I
859 NEG 0 0.02 1 RM50 WD C DOOR I
860 NEG 0 0.02 1 RM50 WD A WALL I
861 NEG 0 0.02 1 RM50 WD B WALL I
862 NEG 0 0.02 1 RM50 WD C WALL I
863 NEG 0 0.02 1 RM50 WD D WALL I
864 NEG 0 0.03 1 RM50 WD A WINDOW FRAME I
865 NEG 0 0.02 1 RM51 DW A WALL I
866 NEG 0 0.02 1 RM51 DW B WALL I
867 NEG 0 0.02 1 RM51 DW C WALL I
868 NEG 0 0.02 1 RM51 DW D WALL I



# P/N Pb Pb +/- BLDG RM SUB SD COMPONENT AND COMMENTS C
869 NEG 0 0.02 1 RM51 MTL D DOOR I
870 NEG 0 0.03 1 RM51 MTL D DOOR FRAME I
871 NEG 0 0.02 1 RM51 DW B WINDOW SILL-PART OF WALL I
872 NEG < LOD 0 1 RM51 MTL B HANDRAIL I
873 NEG 0 0.02 1 RM45 DW A WALL I
874 NEG 0 0.02 1 RM45 DW B WALL I
875 NEG 0 0.02 1 RM45 DW C WALL I
876 NEG 0 0.02 1 RM45 DW D WALL I
877 NEG 0 0.02 1 RM45 MTL B DOOR I
878 NEG 0 0.02 1 RM45 MTL B DOOR FRAME I
879 NEG 0 0.02 1 RM45 MTL A WINDOW FRAME I
880 NEG 0.9 0.1 SRM 2573; 1.04 MG/CM2 PB NIST STND
881 POS 1 0.1 SRM 2573; 1.04 MG/CM2 PB NIST STND
882 NEG 0.9 0.1 SRM 2573; 1.04 MG/CM2 PB NIST STND



# P/N Pb Pb +/- UNIT SUB RM SD COMPONENT AND COMMENTS C
3350 Sports Arena Boulevard 

NITON XLP300A, SERIAL 87059
1 4.52 0 SHUTTER CALIBRATION
2 NEG 0.9 0.1 SRM 2573; 1.04 MG/CM2 PB NIST STND
3 NEG 0.8 0.1 SRM 2573; 1.04 MG/CM2 PB NIST STND
4 NEG 0.9 0.1 SRM 2573; 1.04 MG/CM2 PB NIST STND
5 NEG 0 0.02 CCR EXT A WALL, LOWER I
6 NEG 0 0.02 CCR EXT A WALL, UPPER I
7 NULL 0 0.05 WD EXT A LARGE WALL TRIM D
8 NEG 0 0.02 WD EXT A LARGE WALL TRIM D
9 NEG 0 0.02 WD EXT A DOOR FRAME D
10 NEG 0 0.02 WD EXT A DOOR D
11 NEG 0 0.02 WD EXT A WINDOW FRAME D
12 NULL 0.03 0.08 CCR EXT A CURB, RED D
13 NEG 0.06 0.06 CCR EXT A CURB, RED D
14 NEG 0.04 0.08 MTL EXT A BOLLARD, YELLOW I
15 NEG 0 0.02 CCR EXT B WALL I
16 NEG 0 0.02 MTL EXT B CONDUIT I
17 NEG 0.03 0.12 MTL EXT B DOWNSPOUT I
18 NEG 0.03 0.04 MTL EXT B BOLLARD, YELLOW I
19 NEG 0 0.02 MTL EXT B DOOR FRAME I
20 NEG 0.01 0.04 MTL EXT B DOOR I
21 NEG 0 0.02 CCR EXT B PARKING LOT PAINT (WHITE) I
22 NEG 0 0.02 WD EXT B SHED WALL I
23 NEG 0 0.02 WD EXT B SHED DOOR FRAME I
24 NEG 0 0.02 WD EXT B SHED DOOR I
25 NEG 0 0.02 MTL EXT B LADDER I
26 NEG 0 0.02 MTL EXT B EXHAUST VENT I
27 NEG 0.09 0.12 MTL EXT B TRANSFORMER I
28 NEG 0 0.02 CCR EXT C WALL I
29 NEG 0 0.02 MTL EXT C DOOR FRAME I
30 NEG 0.15 0.26 MTL EXT C DOOR I
31 NEG 0.4 0.6 MTL EXT C BOLLARD, YELLOW I
32 NEG 0.4 0.1 MTL EXT C BOLLARD, YELLOW I
33 NEG 0.5 0.1 MTL EXT C BOLLARD, YELLOW D
34 POS 8.5 5.6 MTL EXT C FIRE HYDRANT I
35 NEG 0 0.02 WD EXT C SHED WALL D
36 NEG 0 0.02 WD EXT C SHED DOOR FRAME D
37 NEG 0 0.02 WD EXT C SHED DOOR D
38 NEG 0 0.02 MTL EXT C CONDUIT I
39 NEG 0 0.02 CCR EXT D WALL I
40 NEG 0 0.02 MTL EXT D DOOR FRAME I
41 NEG 0 0.02 MTL EXT D DOOR I
42 NEG 0 0.02 WD EXT D WOOD WALL PANEL I
43 NEG 0 0.02 WD EXT D CEILING/SOFFIT I



# P/N Pb Pb +/- UNIT SUB RM SD COMPONENT AND COMMENTS C
44 NEG 0 0.02 WD EXT D FASCIA I
45 NEG 0 0.02 CCR EXT D COLUMN I
46 NULL 0 0.02 WD EXT D UPPER WOOD BEAMS I
47 NULL 0 0.02 CCR EXT A WALL, DETACHED BUILDING I
48 NULL 0 0.02 CCR EXT A WALL I
49 NULL 0 0.02 CCR EXT A WALL I
50 NEG 0 0.02 CCR EXT A WALL I
51 NEG 0 0.02 MTL EXT A DOOR FRAME I
52 NEG 0 0.02 MTL EXT A DOOR I
53 NEG 0 0.02 MTL EXT A WINDOW FRAME I
54 NEG 0 0.02 WD EXT A CEILING/SOFFIT I
55 NEG 0 0.02 CCR EXT A COLUMN I
56 NEG 0 0.02 CCR EXT B WALL I
57 NEG 0 0.02 CCR EXT C WALL I
58 NEG 0 0.02 MTL EXT C DOWNSPOUT I
59 NEG 0 0.02 MTL EXT C TRANSFORMER I
60 NEG 0 0.02 WD EXT C SHED WALL I
61 NEG 0 0.02 WD EXT C SHED DOOR FRAME I
62 NEG 0 0.02 WD EXT C SHED DOOR I
63 NEG 0 0.02 MTL EXT C LADDER I
64 NEG 0 0.02 MTL EXT C BAY DOOR FRAME I
65 NEG 0 0.02 MTL EXT C BAY DOOR I
66 NEG 0 0.02 CCR EXT D WALL I
67 NULL 0 0.02 CCR EXT D PARKING LOT PAINT (YELLOW) D
68 NEG 0 0.02 CCR EXT D PARKING LOT PAINT (YELLOW) D
69 NEG 0 0.02 CCR EXT D PERIMETER CONCRETE WALL D
70 NULL 0 0.02 CCR EXT A CURB, BLUE D
71 NEG 0 0.02 CCR EXT A CURB, BLUE D
72 NULL 0 0.02 CCR EXT A PARKING LOT PAINT (BLUE) D
73 NEG 0 0.02 CCR EXT A PARKING LOT PAINT (BLUE) D
74 NEG 0 0.02 CCR EXT A LIGHTPOST BASE, GREY I
75 NEG 0.02 0.02 CCR EXT A LIGHTPOST BASE, YELLOW I
76 POS 1.5 0.5 MTL EXT A LIGHTPOST I
77 NEG 0.05 0.09 CCR EXT A CURB, RED D
78 NEG 0 0.02 WD EXT D WALL, WOOD I
79 NEG 0 0.02 WD EXT D DOOR FRAME I
80 NEG 0 0.02 WD EXT D DOOR I
81 NEG 0 0.02 WD EXT D WINDOW FRAME I
82 NEG 0 0.02 J CCR SHOP A WALL I
83 NEG 0 0.02 J CCR SHOP B WALL I
84 NEG 0 0.02 J CCR SHOP C WALL I
85 NEG 0 0.02 J DW SHOP D WALL I
86 NEG 0 0.02 J DW SHOP D CEILING I
87 NEG 0 0.02 J MTL SHOP A DOOR FRAME I
88 NULL 0 0.02 J MTL SHOP A DOOR I



# P/N Pb Pb +/- UNIT SUB RM SD COMPONENT AND COMMENTS C
89 NEG 0 0.02 J MTL SHOP A DOOR I
90 NEG 0 0.02 J WD SHOP C DOOR FRAME I
91 NEG 0 0.02 J WD SHOP C DOOR I
92 NEG 0.01 0.04 J TLE SHOP C FLOOR I
93 NEG 0 0.02 J DW SHOP A SUPPORT COLUMN D
94 NULL 0 0.04 J MTL SHOP C HANDRAIL I
95 NEG 0 0.02 J MTL SHOP C HANDRAIL I
96 NEG 0 0.02 J MTL SHOP C CEILING FRAME I
97 NEG 0 0.02 J MNFG SHOP C ACOUSTIC CEILING I
98 NEG 0.01 0.05 J MTL SHOP A SECURITY BARS I
99 NEG 0 0.02 J MTL SHOP A WINDOW FRAME I
100 NEG 0 0.02 J DW BA A WALL I
101 NEG 0 0.02 J DW BA B WALL I
102 NEG 0 0.02 J DW BA C WALL I
103 NEG 0 0.02 J DW BA D WALL I
104 NEG 0 0.02 J DW BA A CEILING I
105 NEG 0 0.02 J WD BA A DOOR FRAME I
106 NEG 0 0.02 J WD BA A DOOR I
107 NEG 0 0.02 J TLE BA A FLOOR I
108 NEG 0.02 0.03 J PLTC BA D PLASTIC WALL PANEL
109 NEG 0.8 0.1 SRM 2573; 1.04 MG/CM2 PB NIST STND
110 NULL 0.8 0.1 SRM 2573; 1.04 MG/CM2 PB NIST STND
111 NULL 0.9 0.1 SRM 2573; 1.04 MG/CM2 PB NIST STND
112 NEG 0.9 0.1 SRM 2573; 1.04 MG/CM2 PB NIST STND
113 NULL 0.9 0.1 SRM 2573; 1.04 MG/CM2 PB NIST STND
114 POS 1 0.1 SRM 2573; 1.04 MG/CM2 PB NIST STND

SHOTS 115-149 AT ANOTHER SITE
150 POS 1 0.1 SRM 2573; 1.04 MG/CM2 PB NIST STND
151 POS 1 0.1 SRM 2573; 1.04 MG/CM2 PB NIST STND
152 POS 1 0.1 SRM 2573; 1.04 MG/CM2 PB NIST STND
153 NULL 0 0.02 C/D DW RM1 A WALL I
154 NEG 0 0.02 C/D DW RM1 A WALL I
155 NEG 0 0.02 C/D DW RM1 B WALL I
156 NEG 0 0.02 C/D MTL RM1 A DOOR FRAME I
157 NEG 0 0.02 C/D MTL RM1 A DOOR I
158 NEG 0 0.02 C/D MTL RM1 A WINDOW FRAME I
159 NEG 0 0.02 C/D CCR RM1 A CONCRETE WALL I
160 NEG 0 0.02 C/D CCR RM1 A FLOOR I
161 NEG 0 0.02 C/D WD RM1 B DOOR FRAME I
162 NEG 0 0.02 C/D WD RM1 B DOOR I
163 NEG 0 0.02 C/D DW RM1 B WALL, RED I
164 NEG 0 0.02 C/D MTL RM1 C WALL I
165 NEG 0 0.02 C/D MTL RM1 C PIPE I
166 NEG 0 0.02 C/D MTL RM1 C ELECTRICAL PANEL I
167 NULL 0 0.02 C/D MTL RM1 C DOOR FRAME I



# P/N Pb Pb +/- UNIT SUB RM SD COMPONENT AND COMMENTS C
168 NEG 0 0.02 C/D MTL RM1 C DOOR FRAME I
169 NEG 0 0.02 C/D MTL RM1 C DOOR I
170 NEG 0 0.02 C/D DW RM1 D WALL I
171 NEG 0 0.02 C/D DW BA1 A WALL I
172 NEG 0 0.02 C/D DW BA1 B WALL I
173 NEG 0 0.02 C/D DW BA1 C WALL I
174 NEG 0 0.02 C/D DW BA1 D WALL I
175 NEG 0 0.02 C/D DW BA1 D CEILING I
176 NEG 0 0.02 C/D TLE BA1 D WALL TILE I
177 NEG 0.01 0.03 C/D TLE BA1 D FLOOR I
178 NEG 0.01 0.04 C/D TLE BA1 B SHOWER WALL I
179 NEG 0 0.03 C/D TLE BA1 B SHOWER FLOOR I
180 NEG 0 0.02 C/D MTL BA1 D DOOR FRAME I
181 NEG 0 0.02 C/D WD BA1 D DOOR I
182 NEG 0 0.02 C/D DW BA2 A WALL I
183 NEG 0 0.02 C/D DW BA2 B WALL I
184 NEG 0 0.02 C/D DW BA2 C WALL I
185 NEG 0 0.02 C/D DW BA2 D WALL I
186 NEG 0 0.02 C/D DW BA2 B WALL I
187 NEG 0.01 0.07 C/D DW BA2 B CEILING I
188 NEG 0.01 0.03 C/D TLE BA2 C WALL TILE I
189 NULL 0 0.04 C/D TLE BA2 B FLOOR I
190 NEG 0.06 0.17 C/D TLE BA2 D SHOWER WALL I
191 NEG 0 0.03 C/D TLE BA2 D SHOWER WALL I
192 NEG 0 0.02 C/D TLE BA2 D SHOWER FLOOR I
193 NEG 0 0.02 C/D MTL BA2 B DOOR FRAME I
194 NEG 0 0.02 C/D WD BA2 B DOOR I
195 NEG 0 0.02 C/D DW BA3 A WALL I
196 NEG 0 0.02 C/D DW BA3 B WALL I
197 NEG 0 0.02 C/D DW BA3 C WALL I
198 NEG 0 0.02 C/D DW BA3 D WALL I
199 NEG 0 0.02 C/D DW BA3 D WALL I
200 NEG 0 0.02 C/D DW BA3 B CEILING I
201 NEG 0 0.02 C/D TLE BA3 A WALL TILE I
202 NEG 0 0.03 C/D TLE BA3 D FLOOR I
203 NEG 0.01 0.03 C/D TLE BA3 B SHOWER WALL I
204 NULL 0.01 0.05 C/D TLE BA3 B SHOWER FLOOR I
205 NEG 0.03 0.09 C/D TLE BA3 B SHOWER FLOOR I
206 NULL 0.01 0.03 C/D TLE BA3 B SHOWER FLOOR I
207 NEG 0.01 0.02 C/D MTL BA3 D DOOR FRAME I
208 NEG 0 0.02 C/D MTL BA3 D DOOR FRAME I
209 NEG 0 0.02 C/D WD BA3 D DOOR I
210 NEG 0 0.02 C/D DW BA4 A WALL I
211 NEG 0 0.02 C/D DW BA4 B WALL I
212 NEG 0 0.02 C/D DW BA4 C WALL I



# P/N Pb Pb +/- UNIT SUB RM SD COMPONENT AND COMMENTS C
213 NEG 0 0.02 C/D DW BA4 D WALL I
214 NEG 0 0.02 C/D DW BA4 D WALL I
215 NEG 0 0.02 C/D DW BA4 B CEILING I
216 NEG 0.01 0.03 C/D TLE BA4 C WALL TILE I
217 NEG 0.03 0.14 C/D TLE BA4 C FLOOR I
218 NEG 0 0.03 C/D TLE BA4 D SHOWER WALL I
219 NEG 0 0.02 C/D TLE BA4 D SHOWER FLOOR I
220 NEG 0 0.02 C/D MTL BA4 B DOOR FRAME I
221 NEG 0.01 0.05 C/D WD BA4 B DOOR I
222 NEG 0 0.02 C/D WD RM1 C CEILING BEAM I
223 NEG 0 0.02 C/D WD RM1 C LARGE CEILING BEAM I
224 NEG 0.01 0.03 C/D MTL RM1 C SUPPORT POLE I
225 NEG 0 0.02 H2 DW RM1 A WALL I
226 NEG 0 0.02 H2 DW RM1 B WALL I
227 NEG 0 0.02 H2 DW RM1 C WALL I
228 NULL 0.01 0.42 H2 WD RM1 D WALL I
229 NEG 0 0.02 H2 WD RM1 C FLOOR I
230 NULL 0 0.02 H2 WD RM1 C FLOOR I
231 NEG 0 0.02 H2 WD RM1 C BASEBOARD I
232 NEG 0 0.02 H2 WD RM1 C DOOR FRAME I
233 NEG 0 0.02 H2 WD RM1 C DOOR FRAME I
234 NEG 0 0.02 H2 WD RM1 C DOOR I
235 NEG 0 0.02 H2 WD RM1 B PLATFORM FRAME I
236 NEG 0 0.02 H2 DW RM2 A WALL I
237 NEG 0 0.02 H2 DW RM2 B WALL I
238 NEG 0 0.02 H2 DW RM2 C WALL I
239 NEG 0 0.02 H2 DW RM2 D WALL I
240 NEG 0 0.02 H2 WD RM2 D BASEBOARD I
241 NEG 0 0.02 H2 WD RM2 C DOOR FRAME I
242 NEG 0 0.02 H2 WD RM2 C DOOR I
243 NEG 0 0.02 H2 DW BA A WALL I
244 NEG 0 0.02 H2 DW BA B WALL I
245 NEG 0 0.02 H2 DW BA C WALL I
246 NEG 0 0.02 H2 DW BA D WALL I
247 NEG 0 0.02 H2 DW BA D CEILING I
248 NEG 0.01 0.02 H2 TLE BA D FLOOR I
249 NEG 0 0.02 H2 WD BA D DOOR FRAME I
250 NEG 0 0.02 H2 WD BA D DOOR I
251 NEG 0.01 0.04 H2 TLE BA C BASEBOARD I
252 NEG 0.06 0.16 H2 TLE BA B SHOWER WALL TILE, WHITE I
253 NEG 0 0.02 H2 TLE BA B SHOWER WALL TILE, BLACK I
254 POS 2.1 0.7 H2 TLE BA B SHOWER WALL TILE, RED I
255 NEG 0.08 0.14 H2 TLE BA B SHOWER FLOOR TILE I
256 NEG 0 0.02 H2 DW RM1 B CEILING I
257 NEG 0 0.02 H2 WD RM1 B CEILING BEAM I



# P/N Pb Pb +/- UNIT SUB RM SD COMPONENT AND COMMENTS C
258 NEG 0 0.02 H2 MTL RM1 B CONDUIT I
259 NEG 0 0.02 H2 DW RM2 C CEILING I
260 NEG 0 0.02 H2 WD RM2 C CEILING BEAM I
261 NEG 0 0.02 H2 MTL RM2 C PIPE I
262 NEG 0 0.02 H2 DW STRG1 A WALL I
263 NEG 0 0.02 H2 DW STRG1 B WALL I
264 NEG 0 0.02 H2 DW STRG1 C WALL I
265 NEG 0 0.02 H2 DW STRG1 D WALL I
266 NEG 0 0.02 H2 WD STRG1 A FLOOR I
267 NEG 0 0.02 H2 WD STRG1 A DOOR FRAME I
268 NEG 0 0.02 H2 WD STRG1 A DOOR I
269 NEG 0 0.02 H2 WD STRG1 A BASEBOARD I
270 NEG 0 0.02 H2 DW STRG2 A WALL I
271 NEG 0 0.02 H2 DW STRG2 B WALL I
272 NEG 0 0.02 H2 DW STRG2 C WALL I
273 NEG 0 0.02 H2 DW STRG2 D WALL I
274 NEG 0 0.02 H2 DW STRG2 A FLOOR I
275 NEG 0 0.02 H2 WD STRG2 A DOOR FRAME I
276 NEG 0 0.02 H2 WD STRG2 A DOOR I
277 NEG 0 0.02 H2 WD STRG2 A BASEBOARD I
278 POS 1 0.1 SRM 2573; 1.04 MG/CM2 PB NIST STND
279 POS 1 0.1 SRM 2573; 1.04 MG/CM2 PB NIST STND
280 NULL 0.8 0.2 SRM 2573; 1.04 MG/CM2 PB NIST STND
281 POS 1 0.1 SRM 2573; 1.04 MG/CM2 PB NIST STND



# P/N Pb Pb +/- SUITE SUB RM SD COMPONENT AND COMMENTS C
3350 Sports Arena Boulevard

NITON XLP300A, SERIAL 97375
1 6.58 0 SHUTTER CALIBRATION
2 POS 1 0.1 SRM 2573; 1.04 MG/CM2 PB NIST STND
3 POS 1 0.1 SRM 2573; 1.04 MG/CM2 PB NIST STND
4 NEG 0.9 0.1 SRM 2573; 1.04 MG/CM2 PB NIST STND
5 NEG 0 0.02 A DW ENT A WALL I
6 NEG 0 0.02 A DW ENT B WALL I
7 NEG 0 0.02 A DW ENT C WALL I
8 NEG 0 0.02 A DW ENT D WALL I
9 NEG 0 0.02 A WD ENT D DOOR FRAME I
10 NEG 0 0.02 A MTL ENT D DOOR  I
11 NEG 0 0.02 A WD ENT B DOOR FRAME I
12 NEG 0 0.02 A WD ENT D FLOOR I
13 NEG 0 0.02 A DW OFC A WALL I
14 NEG 0 0.02 A DW OFC B WALL I
15 NEG 0 0.02 A DW OFC C WALL I
16 NEG 0 0.02 A DW OFC D WALL I
17 NEG 0 0.02 A WD OFC A DOOR FRAME I
18 NEG 0 0.02 A WD OFC A DOOR  I
19 NEG 0 0.02 A WD OFC D DOOR FRAME I
20 NEG 0 0.02 A WD OFC D DOOR I
21 NEG 0 0.03 A WD CL2 A WALL I
22 NEG 0 0.02 A WD CL2 B WALL I
23 NEG 0 0.03 A WD CL2 C WALL I
24 NEG 0 0.04 A WD CL2 D WALL I
25 NEG 0 0.02 A WD CL2 D DOOR FRAME I
26 NEG 0 0.02 A WD CL2 D DOOR  I
27 NEG 0 0.02 A DW CL2 D CEILING I
28 NEG 0 0.02 A DW RM1 A WALL I
29 NEG 0 0.02 A DW RM1 B WALL I
30 NEG 0 0.02 A DW RM1 C WALL I
31 NEG 0 0.02 A DW RM1 D WALL I
32 NEG 0 0.02 A WD RM1 B DOOR FRAME I
33 NEG 0 0.02 A WD RM1 B DOOR  I
34 NEG 0 0.02 A WD RM1 A WINDOW FRAME I
35 NEG 0 0.02 A WD RM1 A WINDOW FRAME I
36 NEG 0 0.02 A WD RM1 A BASEBOARD I
37 NEG 0 0.02 A WD RM1 B DOOR FRAME I
38 NEG 0 0.03 A WD RM1 A CABINET I
39 NEG 0 0.02 A WD RM1 B FLOOR I
40 NEG 0 0.02 A DW RM2 A WALL I
41 NEG 0 0.02 A DW RM2 B WALL I
42 NEG 0 0.02 A DW RM2 C WALL I
43 NEG 0 0.02 A DW RM2 D WALL I
44 NEG 0 0.02 A MTL RM2 A DOOR FRAME I
45 NEG 0 0.02 A MTL RM2 A DOOR  I
46 NEG 0 0.02 A MTL RM2 A SWING DOOR I



# P/N Pb Pb +/- SUITE SUB RM SD COMPONENT AND COMMENTS C
47 NEG 0 0.02 A WD RM2 A WINDOW FRAME I
48 NEG 0 0.02 A WD RM2 D BASEBOARD I
49 NEG 0 0.04 A WD RM2 D FLOOR I
50 NEG 0 0.03 A WD RM2 B COUNTERTOP I
51 NEG 0 0.02 A DW KCN A WALL I
52 NEG 0 0.02 A DW KCN B WALL I
53 NEG 0 0.02 A DW KCN C WALL I
54 NEG 0 0.02 A DW KCN D WALL I
55 NEG 0 0.02 A WD KCN A DOOR FRAME I
56 NEG 0 0.02 A WD KCN B SHELF SUPPORT I
57 NEG 0 0.04 A WD KCN B SHELF  I
58 NEG 0 0.02 A WD KCN D CLOSET I
59 NEG 0 0.02 A WD KCN D CLOSET SHELF I
60 NEG 0 0.03 A WD KCN D COUNTERTOP I
61 NEG 0 0.02 A WD KCN B CABINET I
62 NEG 0 0.05 A WD STOR A WALL I
63 NEG 0 0.02 A DW STOR B WALL I
64 NEG 0 0.02 A DW STOR C WALL I
65 NEG 0 0.02 A DW STOR D WALL I
66 NEG 0 0.02 A WD STOR A DOOR FRAME I
67 NEG 0 0.02 A WD STOR A DOOR I
68 NEG 0 0.02 A BRK STOR B BASEBOARD I
69 NEG 0 0.02 A DW RM3 A WALL I
70 NEG 0 0.02 A CR RM3 B WALL I
71 NEG 0 0.03 A DW RM3 C WALL I
72 NEG 0 0.02 A DW RM3 D WALL I
73 NEG 0 0.02 A WD RM3 D DOOR FRAME I
74 NEG 0 0.02 A WD RM3 D DOOR I
75 NEG 0 0.02 A MTL RM3 B DOOR GATE I
76 NEG 0.06 0.19 A WD RM3 B DOOR FRAME I
77 NEG 0.01 0.04 A WD RM3 B DOOR I
78 NEG 0 0.02 A WD RM3 C COUNTERTOP I
79 NEG 0.01 0.05 A WD RM3 C CABINET I
80 NEG 0 0.02 A WD RM3 C CABINET I
81 NEG 0 0.02 A DW CL3 A WALL I
82 NEG 0 0.03 A CCR CL3 B WALL I
83 NEG 0 0.02 A DW CL3 C WALL I
84 NEG 0 0.02 A DW CL3 D WALL I
85 NEG 0 0.02 A WD CL3 C DOOR FRAME I
86 NEG 0 0.02 A WD CL3 C DOOR I
87 NEG 0 0.02 A WD CL3 C SHELF I
88 NEG 0 0.02 A DW BA A WALL I
89 NEG 0 0.04 A DW BA B WALL I
90 NEG 0 0.04 A DW BA C WALL I
91 NEG 0 0.04 A DW BA D WALL I
92 NEG 0 0.04 A WD BA A DOOR FRAME I
93 NEG 0 0.02 A WD BA A DOOR I
94 NEG 0.01 0.03 A TLE BA B BASEBOARD I



# P/N Pb Pb +/- SUITE SUB RM SD COMPONENT AND COMMENTS C
95 NEG 0.03 0.16 A TLE BA B FLOOR I
96 NEG 0 0.02 A DW BA B CEILING I
97 NEG 0 0.02 A WD RM2 A CEILING BEAM I
98 NEG 0 0.02 A WD RM2 A RAFTER TAIL I
99 NEG 0 0.02 A WD RM2 A FACIA I
100 NEG 0 0.03 A PLTC RM2 A INSULLATION I
101 NEG 0 0.03 A WD ENT D CEILING FRAME I
102 NEG 0 0.02 A WD ENT D CEILING BEAM I
103 NEG 0 0.05 A PLTC ENT D INSULLATION I
104 NEG 0 0.02 H-3 DW RM1 A WALL I
105 NEG 0 0.02 H-3 DW RM1 A WALL I
106 NEG 0 0.02 H-3 DW RM1 B WALL I
107 NEG 0 0.02 H-3 CCR RM1 B WALL I
108 NEG 0 0.02 H-3 DW RM1 C WALL I
109 NEG 0 0.02 H-3 PLTR RM1 D WALL I
110 NEG 0 0.02 H-3 CCR RM1 D WALL I
111 NEG 0 0.02 H-3 WD RM1 A MIDTRIM I
112 NEG 0 0.02 H-3 MTL RM1 A CONDUIT I
113 NEG 0 0.02 H-3 MTL RM1 B DOOR FRAME I
114 NEG 0 0.02 H-3 MTL RM1 B DOOR I
115 NEG 0.02 0.05 H-3 MTL RM1 B BAY DOOR I
116 NEG 0 0.02 H-3 WD RM1 A BEAM I
117 NEG 0 0.02 H-3 WD RM1 A BEAM I
118 NEG 0 0.02 H-3 WD RM1 D DOOR FRAME I
119 NEG 0 0.02 H-3 MTL RM1 D DOOR I
120 NEG 0 0.02 H-3 DW BA A WALL I
121 NEG 0 0.02 H-3 DW BA B WALL I
122 NEG 0 0.02 H-3 DW BA C WALL I
123 NEG 0 0.02 H-3 DW BA D WALL I
124 NEG 0 0.02 H-3 MTL BA C DOOR FRAME I
125 NEG 0 0.02 H-3 WD BA C DOOR I
126 NEG 0 0.02 H-3 DW BA C CEILING I
127 NEG 0 0.02 H-3 DW BA2 A WALL I
128 NEG 0 0.02 H-3 DW BA2 B WALL I
129 NEG 0 0.02 H-3 DW BA2 C WALL I
130 NEG 0 0.02 H-3 DW BA2 D WALL I
131 NEG 0 0.02 H-3 MTL BA2 B DOOR FRAME I
132 NEG 0 0.02 H-3 WD BA2 B DOOR I
133 NEG 0 0.02 H-3 PLTC BA2 C CEILING I
134 NEG 0 0.02 H-3 TLE BA2 D SHOWER WALL I
135 NEG 0 0.02 H-3 PLTC BA2 B BASEBOARD I
136 NEG 0.02 0.09 H-3 LAM BA2 A FLOOR I
137 NEG 0 0.02 H-3 DW HWY A WALL I
138 NEG 0 0.02 H-3 DW HWY B WALL I
139 NEG 0 0.02 H-3 DW HWY C WALL I
140 NEG 0 0.02 H-3 DW HWY D WALL I
141 NEG 0 0.02 H-3 WD HWY A DOOR FRAME I
142 NEG 0 0.03 H-3 WD HWY A DOOR I



# P/N Pb Pb +/- SUITE SUB RM SD COMPONENT AND COMMENTS C
143 NEG 0 0.02 H-3 PLTC HWY A CEILING I
144 POS 1 0.1 SRM 2573; 1.04 MG/CM2 PB NIST STND
145 POS 1 0.1 SRM 2573; 1.04 MG/CM2 PB NIST STND
146 POS 1 0.1 SRM 2573; 1.04 MG/CM2 PB NIST STND
147 7.29 0 SHUTTER CALIBRATION
148 POS 1 0.1 SRM 2573; 1.04 MG/CM2 PB NIST STND
149 POS 1 0.1 SRM 2573; 1.04 MG/CM2 PB NIST STND
150 POS 1.1 0.1 SRM 2573; 1.04 MG/CM2 PB NIST STND

SHOTS 151-192 AT ANOTHER SITE
193 NEG 0 0.02 K-L CCR RM1 A WALL I
194 NEG 0 0.02 K-L DW RM1 A WALL I
195 NEG 0 0.03 K-L WD RM1 A CEILING BEAM I
196 NEG 0 0.03 K-L WD RM1 A CEILING FRAME I
197 NEG 0 0.03 K-L CCR RM1 A LARGE CEILING BEAM I
198 NEG 0.01 0.04 K-L MTL RM1 A SUPPORT POLE I
199 NEG 0 0.02 K-L CCR RM1 B WALL I
200 NEG 0 0.02 K-L CCR RM1 B WALL COLUMN I
201 NEG 0 0.02 K-L CCR RM1 C WALL I
202 NEG 0 0.02 K-L MTL RM1 C DOOR FRAME I
203 NEG 0 0.02 K-L MTL RM1 C DOOR I
204 NEG 0 0.03 K-L MTL RM1 C CONDUIT I
205 NEG 0 0.02 K-L DW RM1 D WALL I
206 NEG 0 0.02 K-L DW WBA A WALL I
207 NEG 0 0.02 K-L DW WBA B WALL I
208 NEG 0 0.02 K-L DW WBA C WALL I
209 NEG 0 0.02 K-L DW WBA D WALL I
210 NEG 0 0.02 K-L DW WBA A SHOWER WALL I
211 NEG 0.01 0.07 K-L TLE WBA A SHOWER FLOOR I
212 NEG 0.01 0.05 K-L WD WBA C DOOR FRAME I
213 NEG 0 0.02 K-L WD WBA C DOOR I
214 NEG 0 0.02 K-L TLE WBA C FLOOR I
215 NEG 0.01 0.09 K-L DW WBA D CEILING I
216 NEG 0 0.02 K-L TLE WBA C ENTRYWAY FLOOR I
217 NEG 0.03 0.09 K-L DW MBA A WALL I
218 NEG 0 0.02 K-L DW MBA B WALL I
219 NEG 0 0.02 K-L DW MBA C WALL I
220 NEG 0 0.02 K-L DW MBA D WALL I
221 NEG 0 0.02 K-L DW MBA D WALL I
222 NEG 0 0.04 K-L TLE MBA C SHOWER WALL I
223 NEG 0.01 0.03 K-L TLE MBA D SHOWER FLOOR I
224 NEG 0.01 0.02 K-L TLE MBA D FLOOR I
225 NEG 0 0.02 K-L DW MBA D CEILING I
226 NEG 0 0.02 K-L PLTC MBA D TOILET DIVIDER I
227 NEG 0 0.02 K-L CCR MBA D SUPPORT COLUMN I
228 NEG 0 0.02 K-L WD MBA A DOOR FRAME I
229 NEG 0 0.02 K-L WD MBA A DOOR I
230 NEG 0 0.02 K-L DW RM2 A WALL I
231 NEG 0 0.02 K-L DW RM2 B WALL I



# P/N Pb Pb +/- SUITE SUB RM SD COMPONENT AND COMMENTS C
232 NEG 0 0.02 K-L CCR RM2 C WALL I
233 NEG 0 0.02 K-L DW RM2 D WALL I
234 NEG 0 0.02 K-L MTL RM2 C DOOR FRAME I
235 NEG 0.01 0.03 K-L MTL RM2 C DOOR I
236 NEG 0 0.02 K-L WD RM2 BASEBOARD I
237 NEG 0 0.03 K-L MTL RM2 C BAY DOOR FRAME I
238 NEG 0 0.02 K-L MTL RM2 C BAY DOOR I
239 NEG 0 0.03 K-L WD RM2 D DOOR FRAME I
240 NEG 0 0.02 K-L WD RM2 D DOOR I
241 NEG 0 0.02 K-L DW STR1 A WALL I
242 NEG 0 0.02 K-L DW STR1 B WALL I
243 NEG 0 0.02 K-L DW STR1 C WALL I
244 NEG 0 0.02 K-L CCR STR1 D WALL I
245 NEG 0 0.03 K-L WD STR1 B DOOR FRAME I
246 NEG 0 0.03 K-L WD STR1 B DOOR I
247 NEG 0 0.02 K-L DW STR2 A WALL I
248 NEG 0 0.02 K-L DW STR2 B WALL I
249 NEG 0 0.02 K-L DW STR2 C WALL I
250 NEG 0 0.02 K-L CCR STR2 D WALL I
251 NEG 0 0.03 K-L WD STR2 B DOOR FRAME I
252 NEG 0 0.03 K-L WD STR2 B DOOR I
253 NEG 0 0.02 K-L CCR STR2 C FLOOR I
254 NEG 0 0.02 K-L TLE RM1 D WALL TILE I
255 NEG 0 0.02 K-L MTL RM1 A WINDOW FRAME I
256 NEG 0 0.02 K-L MTL RM1 A WINDOW FRAME I
257 POS 1 0.1 SRM 2573; 1.04 MG/CM2 PB NIST STND
258 NEG 0.9 0.1 SRM 2573; 1.04 MG/CM2 PB NIST STND
259 POS 1 0.1 SRM 2573; 1.04 MG/CM2 PB NIST STND
260 NEG 0 0.02 B DW RM2 A WALL I
261 NEG 0 0.02 B DW RM2 B WALL I
262 NEG 0 0.02 B DW RM2 C WALL I
263 NEG 0 0.04 B WD RM2 C WALL, STAINED I
264 NEG 0 0.02 B MTL RM2 C DOORFRAME, METAL, GRAY I
265 NEG 0 0.02 B MTL RM2 C DOOR I
266 NEG 0 0.02 B WD RM2 C DOORFRAME, WOOD, STAINED I
267 NEG 0 0.02 B MTL RM2 D GATE, GRAY METAL D
268 NEG 0 0.02 B PLTC RM2 C WALL PADDING, FAUX LEATHER, GRAY I
269 NEG 0 0.02 B WD RM2 D BASEBOARD I
270 NEG 0 0.02 B MTL RM2 D DOORFRAME, WHITE CASING I
271 NEG 0 0.02 B WD RM2 D DOOR, TO BATHROOM I
272 NEG 0 0.02 B DW BA1 A WALL, DRYWALL I
273 NEG 0 0.02 B CCR BA1 B WALL, CONCRETE I
274 NEG 0 0.02 B DW BA1 C WALL, DRYWALL I
275 NEG 0 0.02 B DW BA1 D WALL I
276 NEG 0 0.02 B TLE BA1 B WALL, CERAMIC TILE I
277 NEG 0 0.02 B TLE BA1 A FLOOR, CERAMIC TILE I
278 NEG 0 0.02 B DW BA1 A CEILING I
279 NEG 0 0.02 B MTL BA1 A DOORFRAME I



# P/N Pb Pb +/- SUITE SUB RM SD COMPONENT AND COMMENTS C
280 NEG 0 0.03 B WD BA1 A DOOR I
281 NEG 0 0.02 C-F DW RM2 A WALL I
282 NEG 0 0.02 C-F DW RM2 B WALL I
283 NEG 0 0.02 H DW LOBY A WALL I
284 NEG 0 0.02 H DW LOBY B WALL I
285 NEG 0 0.02 H DW LOBY C WALL I
286 NEG 0 0.02 H DW LOBY D WALL I
287 NEG 0 0.02 H WD LOBY D DOOR FRAME I
288 NEG 0 0.02 H WD LOBY D DOOR I
289 NEG 0 0.02 H WD LOBY A BASEBOARD I
290 NEG 0.01 0.04 H TLE LOBY A FLOOR I
291 NEG 0 0.02 H WD LOBY D WINDOW FRAME I
292 NEG 0 0.03 H WD LOBY D BEAM WHITE I
293 NEG 0 0.03 H WD LOBY D BEAM STAINED I
294 NEG 0 0.02 H MTL LOBY B AIR DUCT, BLUE I
295 NEG 0 0.02 H DW LOBY B CEILING I
296 NEG 0 0.02 H DW OFC1 A WALL I
297 NEG 0 0.02 H DW OFC1 B WALL I
298 NEG 0 0.02 H DW OFC1 C WALL I
299 NEG 0 0.03 H DW OFC1 D WALL I
300 NEG 0 0.04 H WD OFC1 A DOOR FRAME I
301 NEG 0 0.02 H WD OFC1 A DOOR I
302 NEG 0 0.03 H WD OFC1 A WINDOW FRAME I
303 NEG 0 0.02 H WD OFC1 D BASEBOARD I
304 NEG 0 0.02 H DW OFC2 A WALL I
305 NEG 0 0.02 H CCR OFC2 B WALL I
306 NEG 0 0.02 H DW OFC2 C WALL I
307 NEG 0 0.02 H DW OFC2 D WALL I
308 NEG 0 0.02 H MTL OFC2 B DOOR FRAME I
309 NEG 0 0.02 H MTL OFC2 B DOOR I
310 NEG 0 0.02 H WD OFC2 B BASEBOARD I
311 NEG 0 0.02 H WD OFC2 C DOOR FRAME I
312 NEG 0 0.02 H WD OFC2 C DOOR I
313 NEG 0 0.02 G DW REC A WALL, RECEPTION I
314 NEG 0.01 0.03 G DW REC B WALL I
315 NEG 0 0.02 G DW REC C WALL I
316 NEG 0 0.02 G BRK REC D WALL, BRICK I
317 NEG 0 0.02 G MTL REC D DOOR FRAME, ANODIZED I
318 NEG 0 0.02 G MTL REC D DOOR, ANODIZED I
319 NEG 0 0.03 G MTL REC D DROP CEILING FRAME I
320 NEG 0 0.02 G WD REC D DROP CEILING I
321 NEG 0 0.02 G DW WS A WALL, WORKSHOP I
322 NEG 0 0.02 G BRK WS B WALL, BRICK I
323 NEG 0 0.02 G DW WS C WALL I
324 NEG 0 0.02 G DW WS D WALL I
325 NEG 0 0.02 G MTL WS B DOORFRAME I
326 NEG 0.09 0.29 G MTL WS B DOOR I
327 NEG 0 0.02 G CCR WS B FLOOR, GRAY CONCRETE I



# P/N Pb Pb +/- SUITE SUB RM SD COMPONENT AND COMMENTS C
328 NEG 0 0.02 G DW BA A WALL, BATHROOM I
329 NEG 0 0.02 G CCR BA B WALL, CONCRETE I
330 NEG 0 0.02 G DW BA C WALL I
331 NEG 0 0.02 G DW BA D WALL I
332 NEG 0 0.02 G DW BA D CEILING I
333 NEG 0.03 0.19 G MTL BA C DOORFRAME I
334 NEG 0 0.02 G MTL BA C DOOR I
335 NEG 0 0.02 G PLTC BA C FLOOR, VINYL I
336 NEG 0.9 0.1 SRM 2573; 1.04 MG/CM2 PB NIST STND
337 NEG 0.9 0.1 SRM 2573; 1.04 MG/CM2 PB NIST STND
338 NEG 0.9 0.1 SRM 2573; 1.04 MG/CM2 PB NIST STND



# P/N Pb Pb +/- UNIT SUB RM SD COMPONENT AND COMMENTS C
3360 Sports Arena Boulevard

NITON XLP300A, SERIAL 87059
109 NEG 0.8 0.1 SRM 2573; 1.04 MG/CM2 PB NIST STND
110 NULL 0.8 0.1 SRM 2573; 1.04 MG/CM2 PB NIST STND
111 NULL 0.9 0.1 SRM 2573; 1.04 MG/CM2 PB NIST STND
112 NEG 0.9 0.1 SRM 2573; 1.04 MG/CM2 PB NIST STND
113 NULL 0.9 0.1 SRM 2573; 1.04 MG/CM2 PB NIST STND
114 POS 1 0.1 SRM 2573; 1.04 MG/CM2 PB NIST STND
115 NEG 0 0.02 CCR EXT A WALL, LIGHT I
116 NEG 0 0.02 CCR EXT A WALL, LIGHT I
117 NEG 0 0.02 CCR EXT A WALL, DARK I
118 NEG 0 0.02 MTL EXT A DOOR FRAME I
119 NEG 0 0.02 MTL EXT A DOOR I
120 NEG 0 0.02 MTL EXT A WINDOW FRAME I
121 NEG 0 0.03 MTL EXT A BAY DOOR I
122 NEG 0 0.02 WD EXT A WOOD WALL PANEL I
123 NEG 0 0.02 MTL EXT A DOOR FRAME D
124 NEG 0 0.02 WD EXT A DOOR D
125 NEG 0 0.02 CCR EXT B WALL I
126 NEG 0.02 0.04 MTL EXT B LADDER I
127 NEG 0 0.02 MTL EXT B BOLLARD D
128 NEG 0 0.02 CCR EXT B PARKING LOT PAINT, WHITE D
129 NEG 0 0.02 CCR EXT C WALL I
130 NEG 0.24 0.68 MTL EXT C POLE, NEAR SIDEWALK I
131 NEG 0 0.02 MTL EXT C TRANSFORMER I
132 NEG 0 0.02 WD EXT C SHED WALL I
133 NEG 0 0.02 WD EXT C SHED DOOR FRAME I
134 NEG 0 0.02 MTL EXT C SHED DOOR I
135 NEG 0 0.02 MTL EXT C BOLLARD D
136 NEG 0 0.02 MTL EXT C WATER PIPE COVER (GREEN) I
137 NULL 0 0.02 MTL EXT C DOWNSPOUT I
138 NEG 0 0.02 MTL EXT C PIPE I
139 NEG 0 0.02 MTL EXT C PIPE I
140 NEG 0 0.02 MTL EXT C DOOR FRAME I
141 NEG 0 0.02 MTL EXT C DOOR I
142 NEG 0 0.02 MTL EXT C HANDRAIL D
143 NEG 0 0.02 CCR EXT D WALL I
144 NEG 0 0.02 STCO EXT D SOFFIT I
145 NEG 0 0.02 MTL EXT D DOOR FRAME I
146 NEG 0 0.02 MTL EXT D DOOR I
147 NEG 0 0.02 MTL EXT D I-BEAM I
148 NEG 0 0.02 MTL EXT D METAL BEAM, FRONT I
149 NEG 0 0.02 G-H DW RM1 B WALL I
150 POS 1 0.1 SRM 2573; 1.04 MG/CM2 PB NIST STND
151 POS 1 0.1 SRM 2573; 1.04 MG/CM2 PB NIST STND



# P/N Pb Pb +/- UNIT SUB RM SD COMPONENT AND COMMENTS C
152 POS 1 0.1 SRM 2573; 1.04 MG/CM2 PB NIST STND

SHOTS 153-282 AT ANOTHER SITE
283 4.73 0 SHUTTER CALIBRATION
284 NEG 0.8 0.1 SRM 2573; 1.04 MG/CM2 PB NIST STND
285 POS 1.1 0.1 SRM 2573; 1.04 MG/CM2 PB NIST STND
286 POS 1 0.1 SRM 2573; 1.04 MG/CM2 PB NIST STND
287 NEG 0 0.02 A DW RM17 A WALL I
288 NEG 0 0.02 A DW RM17 B WALL I
289 NEG 0 0.02 A DW RM17 C WALL I
290 NEG 0 0.02 A DW RM17 D WALL I
291 NEG 0 0.02 A DW RM17 D CEILING I
292 NEG 0 0.02 A WD RM17 D OPEN DOOR FRAME I
293 NEG 0 0.02 A MTL RM17 D CEILING FRAME I
294 NULL 0 0.02 A MNFB RM17 D ACOUSTIC CEILING I
295 NEG 0 0.02 A MNFB RM5 D ACOUSTIC CEILING I
296 NEG 0 0.02 A DW RM5 A WALL I
297 NULL 0 0.02 A DW RM5 B WALL I
298 NEG 0 0.02 A DW RM5 B WALL I
299 NEG 0 0.02 A DW RM5 C WALL I
300 NEG 0 0.02 A DW RM5 D WALL I
301 NEG 0 0.02 A MTL RM5 D DOOR FRAME I
302 NEG 0 0.02 A MTL RM5 D DOOR I
303 NEG 0 0.02 A TLE RM5 D FLOOR I
304 NEG 0 0.02 A DW RM3 A WALL I
305 NEG 0 0.02 A DW RM3 B WALL I
306 NEG 0 0.02 A DW RM3 C WALL I
307 NEG 0 0.02 A DW RM3 D WALL I
308 NEG 0 0.02 A MTL RM3 B WINDOW FRAME I
309 NEG 0 0.02 A MTL RM3 B DOOR FRAME I
310 NEG 0 0.02 A WD RM3 B DOOR I
311 NEG 0 0.02 A DW RM4 A WALL I
312 NEG 0 0.02 A DW RM4 B WALL I
313 NEG 0 0.02 A DW RM4 C WALL I
314 NEG 0 0.02 A DW RM4 D WALL I
315 NEG 0 0.02 A MTL RM4 B DOOR FRAME I
316 NEG 0 0.02 A WD RM4 B DOOR I
317 NEG 0 0.02 A DW RM4 A WALL I
318 NEG 0 0.02 A DW RM6 B WALL I
319 NEG 0 0.02 A DW RM6 C WALL I
320 NEG 0 0.02 A DW RM6 D WALL I
321 NEG 0 0.02 A MTL RM6 C DOOR FRAME I
322 NEG 0 0.02 A WD RM6 C DOOR I
323 NEG 0 0.03 A MTL RM6 C CEILING FRAME I
324 NEG 0 0.02 A MNFB RM6 C ACOUSTIC CEILING I
325 NEG 0 0.02 A MTL RM6 A WINDOW FRAME I



# P/N Pb Pb +/- UNIT SUB RM SD COMPONENT AND COMMENTS C
326 NEG 0 0.02 A DW RM11 A WALL I
327 NEG 0 0.02 A DW RM11 B WALL I
328 NEG 0 0.02 A DW RM11 C WALL I
329 NEG 0 0.02 A DW RM11 D WALL I
330 NEG 0 0.02 A CCR RM11 C GROUND I
331 NEG 0.03 0.07 A MTL RM11 B DOOR FRAME I
332 NEG 0 0.02 A WD RM11 B DOOR I
333 NEG 0.04 0.08 A MTL RM11 A WINDOW FRAME I
334 NEG 0 0.02 A DW RM9 A WALL I
335 NEG 0 0.02 A DW RM9 B WALL I
336 NEG 0 0.02 A DW RM9 C WALL I
337 NEG 0 0.02 A DW RM9 D WALL I
338 NEG 0.06 0.16 A MTL RM9 A WINDOW FRAME I
339 NEG 0.03 0.07 A MTL RM9 C DOOR FRAME I
340 NEG 0 0.02 A WD RM9 C DOOR I
341 NEG 0 0.02 A DW RM10 A WALL I
342 NEG 0 0.02 A DW RM10 B WALL I
343 NEG 0 0.02 A DW RM10 C WALL I
344 NULL 0 0.02 A DW RM10 D WALL I
345 NEG 0 0.02 A DW RM10 D WALL I
346 NEG 0.03 0.08 A MTL RM10 C DOOR FRAME I
347 NEG 0 0.02 A WD RM10 C DOOR I
348 NEG 0 0.02 A MTL RM10 A WINDOW FRAME I
349 NEG 0 0.02 A DW RM7 A WALL I
350 NEG 0 0.02 A DW RM7 B WALL I
351 NEG 0 0.02 A DW RM7 C WALL I
352 NEG 0 0.02 A DW RM7 D WALL I
353 NEG 0 0.02 A MTL RM7 C DOOR FRAME I
354 NEG 0 0.02 A WD RM7 C DOOR I
355 NEG 0 0.02 A MTL RM7 A WINDOW FRAME I
356 NEG 0 0.02 A DW RM11 A WALL I
357 NULL 0 0.04 A DW RM11 B WALL I
358 NEG 0 0.02 A DW RM11 B WALL I
359 NEG 0 0.02 A DW RM11 C WALL I
360 NEG 0 0.02 A DW RM11 D WALL I
361 NEG 0.04 0.07 A MTL RM11 C DOOR FRAME I
362 NEG 0 0.02 A WD RM11 C DOOR I
363 NULL 0 0.02 A MTL RM11 A WINDOW FRAME I
364 NEG 0 0.02 A MTL RM11 A WINDOW FRAME I
365 NEG 0 0.02 A DW HWY1 A WALL I
366 NEG 0 0.02 A DW HWY1 B WALL I
367 NULL 0 0.02 A DW HWY1 C WALL I
368 NEG 0 0.02 A DW HWY1 C WALL I
369 NEG 0 0.02 A DW HWY1 D WALL I
370 NEG 0 0.02 A MTL HWY1 B DOOR FRAME I



# P/N Pb Pb +/- UNIT SUB RM SD COMPONENT AND COMMENTS C
371 NEG 0 0.02 A WD HWY1 B DOOR I
372 NEG 0 0.02 A DW RM13 A WALL I
373 NEG 0 0.02 A DW RM13 B WALL I
374 NEG 0 0.02 A DW RM13 C WALL I
375 NEG 0 0.02 A DW RM13 D WALL I
376 NEG 0 0.02 A MTL RM13 A DOOR FRAME I
377 NEG 0 0.02 A WD RM13 A DOOR I
378 NEG 0 0.02 A DW KCN A WALL I
379 NEG 0 0.02 A DW KCN B WALL I
380 NEG 0 0.02 A DW KCN C WALL I
381 NEG 0 0.02 A DW KCN D WALL I
382 NEG 0 0.02 A LAM KCN B FLOOR I
383 NEG 0 0.02 A WD KCN B CABINET I
384 NEG 0 0.02 A DW RM23 A WALL I
385 NEG 0 0.02 A DW RM23 N WALL I
386 NEG 0 0.02 A DW RM23 C WALL I
387 NEG 0 0.02 A DW RM23 D WALL I
388 NEG 0.03 0.06 A MTL RM23 B DOOR FRAME I
389 NEG 0 0.02 A WD RM23 B DOOR I
390 NEG 0 0.02 A LAM RM23 B FLOOR I
391 NEG 0 0.02 A DW RM22 A WALL I
392 NEG 0 0.02 A DW RM22 B WALL I
393 NEG 0 0.02 A DW RM22 C WALL I
394 NEG 0 0.02 A DW RM22 D WALL I
395 NEG 0 0.02 A MTL RM22 A DOOR FRAME I
396 NEG 0 0.02 A WD RM22 A DOOR I
397 NEG 0 0.02 A DW RM21 A WALL I
398 NEG 0 0.02 A DW RM21 B WALL I
399 NEG 0 0.02 A DW RM21 C WALL I
400 NEG 0 0.02 A DW RM21 D WALL I
401 NEG 0 0.02 A MTL RM21 A DOOR FRAME I
402 NULL 0 0.02 A WD RM21 A DOOR I
403 NEG 0 0.02 A WD RM21 A DOOR I
404 NEG 0 0.02 A DW RM18 A WALL I
405 NEG 0 0.02 A DW RM18 B WALL I
406 NEG 0 0.02 A DW RM18 C WALL I
407 NEG 0 0.02 A WD RM18 C WALL LEDGE I
408 NEG 0 0.02 A DW RM18 D WALL I
409 NEG 0 0.02 A DW RM20 A WALL I
410 NEG 0 0.02 A DW RM20 B WALL I
411 NEG 0 0.02 A DW RM20 C WALL I
412 NEG 0 0.02 A DW RM20 D WALL I
413 NEG 0.02 0.06 A MTL RM20 A DOOR FRAME I
414 NEG 0 0.02 A WD RM20 A DOOR I
415 NEG 0 0.02 A DW RM19 A WALL I



# P/N Pb Pb +/- UNIT SUB RM SD COMPONENT AND COMMENTS C
416 NEG 0 0.02 A DW RM19 B WALL I
417 NEG 0 0.02 A DW RM19 C WALL I
418 NEG 0 0.02 A DW RM19 D WALL I
419 NEG 0.04 0.1 A MTL RM19 A DOOR FRAME I
420 NEG 0 0.02 A WD RM19 A DOOR I
421 NEG 0 0.02 A DW RM16 A WALL I
422 NEG 0 0.02 A DW RM16 B WALL I
423 NEG 0 0.02 A DW RM16 C WALL I
424 NEG 0 0.02 A DW RM16 D WALL I
425 NEG 0 0.02 A MTL RM16 C DOOR FRAME I
426 NEG 0 0.02 A WD RM16 C DOOR I
427 NEG 0 0.02 A DW HWY2 A WALL I
428 NEG 0 0.02 A DW HWY2 B WALL I
429 NEG 0 0.02 A DW HWY2 C WALL I
430 NEG 0 0.02 A DW HWY2 D WALL I
431 NEG 0.02 0.05 A MTL HWY2 C DOOR FRAME I
432 NEG 0 0.02 A WD HWY2 C DOOR I
433 NEG 0 0.02 A DW HWY3 A WALL I
434 NEG 0 0.02 A DW HWY3 B WALL I
435 NEG 0 0.02 A DW HWY3 C WALL I
436 NEG 0 0.02 A DW HWY3 D WALL I
437 NEG 0 0.02 A MTL HWY3 A DOOR FRAME I
438 NEG 0 0.02 A WD HWY3 A DOOR I
439 NEG 0 0.02 A DW RM27 A WALL I
440 NEG 0 0.02 A DW RM27 B WALL I
441 NEG 0 0.02 A DW RM27 C WALL I
442 NEG 0 0.02 A DW RM27 D WALL I
443 NEG 0.03 0.07 A MTL RM27 D DOOR FRAME I
444 NEG 0 0.02 A WD RM27 D DOOR I
445 NEG 0 0.02 A WD RM28 B WINDOW FRAME I
446 NEG 0 0.02 A MTL RM29 B WINDOW FRAME I
447 NEG 0 0.02 A DW RM25 A WALL I
448 NEG 0 0.02 A DW RM25 B WALL I
449 NEG 0 0.02 A DW RM25 C WALL I
450 NEG 0 0.02 A DW RM25 D WALL I
451 NULL 0 0.02 A MTL RM25 A DOOR FRAME I
452 NULL 0 0.03 A WD RM25 A DOOR FRAME I
453 NEG 0 0.02 A WD RM26 A DOOR FRAME I
454 NEG 0 0.02 A WD RM25 A DOOR I
455 NEG 0 0.02 A DW RM24 A WALL I
456 NEG 0 0.02 A DW RM24 B WALL I
457 NEG 0 0.02 A DW RM24 C WALL I
458 NEG 0 0.02 A DW RM24 D WALL I
459 NEG 0.02 0.06 A MTL RM24 D DOOR FRAME I
460 NEG 0 0.02 A WD RM24 D DOOR I



# P/N Pb Pb +/- UNIT SUB RM SD COMPONENT AND COMMENTS C
461 NEG 0 0.02 A WD RM24 D SHELF I
462 NEG 0 0.02 A PLTC RM24 D FLOOR I
463 NEG 0 0.02 A DW KCN2 A WALL I
464 NEG 0 0.02 A DW KCN2 B WALL I
465 NEG 0 0.02 A DW KCN2 C WALL I
466 NEG 0 0.02 A DW KCN2 D WALL I
467 NEG 0.03 0.06 A MTL KCN2 B DOOR FRAME I
468 NEG 0 0.02 A WD KCN2 B DOOR I
469 NEG 0 0.02 A WD KCN2 C CABINET, UPPER I
470 NEG 0 0.02 A WD KCN2 C CABINET, LOWER I
471 NEG 0 0.02 A LAM KCN2 C FLOOR I
472 NEG 0 0.02 A DW WBA A WALL I
473 NEG 0 0.02 A DW WBA B WALL I
474 NEG 0 0.02 A DW WBA C WALL I
475 NEG 0 0.02 A DW WBA D WALL I
476 NEG 0.01 0.03 A MTL WBA D DOOR FRAME I
477 NEG 0 0.02 A WD WBA D DOOR I
478 NEG 0.01 0.03 A TLE WBA D WALL TILE I
479 NEG 0 0.02 A TLE WBA D WALL TILE I
480 NULL 0 0.02 A TLE WBA D WALL TILE I
481 NULL 0 0.02 A TLE WBA D WALL TILE I
482 NULL 0 0.02 A TLE WBA D FLOOR TILE I
483 NEG 0 0.02 A TLE WBA D COVEBASE TILE I
484 NEG 0 0.02 A DW MBA A WALL I
485 NEG 0 0.02 A DW MBA B WALL I
486 NEG 0 0.02 A DW MBA C WALL I
487 NEG 0 0.02 A DW MBA D WALL I
488 NEG 0 0.02 A MTL MBA B DOOR FRAME I
489 NEG 0 0.02 A WD MBA B DOOR I
490 NEG 0 0.02 A TLE MBA B WALL TILE I
491 NEG 0 0.02 A TLE MBA B FLOOR TILE I
492 NEG 0 0.02 A TLE MBA B BASEBOARD TILE I
493 NEG 0.01 0.03 A WD MBA B CABINET I
494 NEG 0 0.02 A TLE MBA B CEILING I
495 NEG 0 0.02 A DW RM36 A WALL I
496 NEG 0 0.02 A DW RM36 B WALL I
497 NEG 0 0.02 A DW RM36 C WALL I
498 NEG 0.05 0.06 A DW RM36 D WALL I
499 NEG 0 0.02 A MTL RM36 D DOOR FRAME I
500 NEG 0 0.03 A WD RM36 D DOOR I
501 NEG 0 0.02 A MTL RM36 A WINDOW FRAME I
502 NEG 0 0.02 A LAM RM36 B FLOOR I
503 NEG 0 0.02 A DW RM37 A WALL I
504 NEG 0 0.02 A DW RM37 B WALL I
505 NEG 0 0.02 A DW RM37 C WALL I



# P/N Pb Pb +/- UNIT SUB RM SD COMPONENT AND COMMENTS C
506 NEG 0 0.02 A DW RM37 C WALL I
507 NEG 0 0.02 A DW RM37 D WALL I
508 NEG 0 0.02 A MTL RM37 D DOOR FRAME I
509 NEG 0 0.02 A WD RM37 D DOOR I
510 NEG 0 0.02 A DW STRG A WALL I
511 NEG 0 0.02 A DW STRG B WALL I
512 NEG 0 0.02 A DW STRG C WALL I
513 NEG 0 0.02 A DW STRG D WALL I
514 NEG 0 0.06 A MTL STRG D DOOR FRAME I
515 NEG 0 0.02 A WD STRG D DOOR I
516 NEG 0.29 0.24 A CCR HWY3 A WALL I
517 NEG 0 0.02 A DW HWY3 B WALL I
518 NEG 0 0.02 A DW HWY3 C WALL I
519 NEG 0 0.02 A DW HWY3 D WALL I
520 NEG 0 0.02 A MTL HWY3 C DOOR FRAME I
521 NEG 0 0.02 A WD HWY3 C DOOR I
522 NEG 0 0.02 A DW RM32 A WALL I
523 NEG 0 0.02 A DW RM32 B WALL I
524 NEG 0 0.02 A DW RM32 C WALL I
525 NEG 0 0.02 A DW RM32 D WALL I
526 NEG 0 0.02 A MTL RM32 B DOOR FRAME I
527 NEG 0 0.02 A WD RM32 B DOOR I
528 NEG 0 0.02 A DW RM31 A WALL I
529 NEG 0 0.02 A DW RM31 B WALL I
530 NEG 0 0.02 A DW RM31 C WALL I
531 NEG 0 0.02 A DW RM31 D WALL I
532 NEG 0 0.02 A MTL RM31 B DOOR FRAME I
533 NEG 0 0.02 A WD RM31 B DOOR I
534 NEG 0 0.02 A MTL RM31 A WINDOW FRAME I
535 NULL 0 0.03 A WD RM31 C SHELF I
536 NEG 0 0.02 A WD RM31 C SHELF I
537 NEG 0 0.02 A DW RM34 A WALL I
538 NEG 0 0.02 A DW RM34 B WALL I
539 NEG 0 0.02 A DW RM34 C WALL I
540 NEG 0 0.02 A DW RM34 D WALL I
541 NEG 0 0.02 A MTL RM34 B DOOR FRAME I
542 NEG 0 0.02 A WD RM34 B DOOR I
543 NEG 0 0.02 A DW RM29 A WALL I
544 NEG 0 0.02 A DW RM29 B WALL I
545 NEG 0 0.02 A DW RM29 C WALL I
546 NEG 0 0.02 A DW RM29 D WALL I
547 NEG 0 0.02 A MTL RM29 C DOOR FRAME I
548 NEG 0 0.02 A WD RM29 C DOOR I
549 NEG 0 0.02 A MTL RM29 A WINDOW FRAME I
550 NEG 0 0.02 A MTL RM29 D ELECTRICAL PANEL I



# P/N Pb Pb +/- UNIT SUB RM SD COMPONENT AND COMMENTS C
551 NEG 0 0.02 A DW RM28 A WALL I
552 NEG 0 0.02 A DW RM28 B WALL I
553 NEG 0 0.02 A DW RM28 C WALL I
554 NEG 0 0.02 A DW RM28 D WALL I
555 NEG 0 0.04 A MTL RM28 D DOOR FRAME I
556 NEG 0 0.02 A WD RM28 D DOOR I
557 NEG 0 0.02 A MTL RM28 C WINDOW FRAME I
558 NEG 0 0.02 A MTL RM28 C WINDOW SHELF I
559 NEG 0 0.02 A LAM RM28 C FLOOR I
560 NEG 0 0.02 A DW FYR A WALL I
561 NEG 0 0.02 A DW FYR B WALL I
562 NEG 0 0.02 A DW FYR C WALL I
563 NEG 0 0.02 A DW FYR D WALL I
564 NEG 0 0.02 A MTL FYR A DOOR FRAME I
565 NEG 0 0.02 A MTL FYR A DOOR I
566 NEG 0 0.02 A WD FYR D WINDOW FRAME I
567 NEG 0 0.02 A MTL FYR D WINDOW SASH I
568 NEG 0 0.02 A DW RM39 A WALL I
569 NEG 0 0.02 A DW RM39 B WALL I
570 NEG 0 0.02 A DW RM39 C WALL I
571 NEG 0 0.02 A DW RM39 D WALL I
572 NEG 0 0.02 A MTL RM39 A DOOR FRAME I
573 NEG 0 0.02 A MTL RM39 A DOOR I
574 NEG 0 0.02 MTL EXT A FIRE WATER LINE, BLACK I
575 NEG 0 0.02 MTL EXT A FIRE WATER LINE, RED I
576 POS 1 0.1 SRM 2573; 1.04 MG/CM2 PB NIST STND
577 POS 1 0.1 SRM 2573; 1.04 MG/CM2 PB NIST STND
578 NEG 0.9 0.1 SRM 2573; 1.04 MG/CM2 PB NIST STND



# P/N Pb Pb +/- SUITE SUB RM SD COMPONENT AND COMMENTS C
3360 Sports Arena Boulevard

NITON XLP300A, SERIAL 97375
147 7.29 0 SHUTTER CALIBRATION
148 1 0.1 SRM 2573; 1.04 MG/CM2 PB NIST STND
149 1 0.1 SRM 2573; 1.04 MG/CM2 PB NIST STND
150 1.1 0.1 SRM 2573; 1.04 MG/CM2 PB NIST STND
151 POS 0 0.02 G-H CCR RM1 A WALL I
152 POS 0 0.02 G-H DW RM1 B WALL I
153 POS 0 0.02 G-H CCR RM1 C WALL I
154 NEG 0 0.02 G-H DW RM1 C WALL I
155 NEG 0 0.02 G-H DW RM1 D WALL I
156 NEG 0 0.02 G-H MTL RM1 A DOOR FRAME I
157 NEG 0 0.02 G-H MTL RM1 A DOOR I
158 NEG 0 0.02 G-H CCR RM1 A FLOOR I
159 NEG 0 0.03 G-H MTL RM1 A BENCH I
160 NEG 0 0.02 G-H WD RM1 A MAT SUPPORT I
161 NEG 0 0.03 G-H WD RM1 A MAT BASEBOARD I
162 NEG 0 0.02 G-H WD RM1 A BEAM I
163 NEG 0 0.03 G-H WD RM1 A BEAM I
164 NEG 0 0.02 G-H MTL RM1 A BAY DOOR FRAME I
165 NEG 0 0.02 G-H MTL RM1 A BAY DOOR I
166 NEG 0 0.02 G-H MTL BA A WINDOW FRAME I
167 NEG 0 0.02 G-H DW BA A WALL I
168 NEG 0 0.02 G-H DW BA B WALL I
169 NEG 0 0.02 G-H CCR BA C WALL I
170 NEG 0 0.02 G-H DW BA D WALL I
171 NEG 0 0.03 G-H WD BA D DOOR FRAME I
172 NEG 0 0.02 G-H WD BA D DOOR I
173 NEG 0 0.02 G-H DW BA A CEILING I
174 NEG 0.01 0.04 G-H TLE BA A WALL TILE I
175 NEG 0.01 0.02 G-H TLE BA D FLOOR I
176 NEG 0 0.02 G-H DW BA2 A WALL I
177 NEG 0 0.02 G-H DW BA2 B WALL I
178 NEG 0 0.02 G-H DW BA2 C WALL I
179 NEG 0 0.02 G-H DW BA2 D WALL I
180 NEG 0 0.02 G-H MTL BA2 B DOOR FRAME I
181 NEG 0 0.03 G-H WD BA2 B DOOR I
182 NEG 0 0.02 G-H DW BA2 B CEILING I
183 NEG 0 0.04 G-H TLE BA2 A WALL TILE I
184 NEG 0.01 0.02 G-H TLE BA2 B FLOOR I
185 NEG 0 0.02 G-H MTL BA2 D DOOR FRAME, OUTER I
186 NEG 0 0.04 G-H WD BA2 D DOOR, OUTER I
187 NEG 0.03 0.16 G-H MTL BA2 C ELECTRICAL PANNEL I
188 NEG 0 0.03 G-H WD BA2 D ATTIC HATCH FRAME I
189 NEG 0 0.02 G-H WD BA2 D ATTIC HATCH DOOR I
190 NEG 0 0.03 G-H MTL BA2 C CONDUIT I
191 NEG 0 0.02 G-H WD BA2 C BEAM I
192 NEG 0 0.02 G-H MTL BA2 A BEAM MIDDLE I



# P/N Pb Pb +/- SUITE SUB RM SD COMPONENT AND COMMENTS C
SHOTS 193-335 AT ANOTHER SITE

336 SRM 2573; 1.04 MG/CM2 PB NIST STND
337 SRM 2573; 1.04 MG/CM2 PB NIST STND
338 SRM 2573; 1.04 MG/CM2 PB NIST STND



# P/N Pb Pb +/- BLDG SUB RM SD COMPONENT AND COMMENTS C
3494 SPORTS ARENA BOULEVARD

OLYMPUS LBP-4000, SERIAL 11918
1 PASS SHUTTER CALIBRATION
2 POS 1.1 0.1 SRM 2573; 1.04 MG/CM2 PB NIST STND
3 POS 1.09 0.1 SRM 2573; 1.04 MG/CM2 PB NIST STND
4 POS 1.02 0.09 SRM 2573; 1.04 MG/CM2 PB NIST STND

SHOTS 5-105 AT ANOTHER SITE
106 NEG 0 0 3494 WD EXT A WALL, WOOD, CHILLI'S RESTAURANT I
107 NEG 0 0 3494 WD EXT A WINDOW FRAME, EXTERIOR I
108 NEG 0 0 3494 WD EXT A POST, ENTRY D
109 NEG 0 0 3494 WD EXT A FASCIA I
110 NEG 0 0 3494 WD EXT A GABLES I
111 NEG 0 0 3494 WD EXT A SOFFIT, ENTRY AREA I
112 NEG 0 0 3494 WD EXT A DOORFRAME I
113 NEG 0 0 3494 MTL EXT A DOOR, FRONT ENTRY I
114 NEG 0 0 3494 MTL EXT A RAILING I
115 NEG 0 0 3494 WD EXT B WALL I
116 NEG 0 0 3494 WD EXT B WINDOW FRAME I
117 NEG 0 0 3494 WD EXT B DOORFRMAE I
118 NEG 0 0 3494 MTL EXT B DOOR I
119 NEG 0 0 3494 MTL EXT B AWNING I
120 NEG 0 0 3494 WD EXT B WOOD SIDING, DARK BROWN I
121 NEG 0 0 3494 WD EXT C WALL I
122 NEG 0 0 3494 MTL EXT C DOWNSPOUT I
123 NEG 0 0 3494 BRK EXT C WALL, BRICK, TRASH ENCLOSURE I
124 NEG 0 0.01 3494 MTL EXT C ELECTRICAL BOX, GRAY I
125 NEG 0 0 3494 MTL EXT C POST, TRASH ENCLOSURE D
126 NEG 0 0 3494 MTL EXT C GATE, TRASH ENCLOSURE I
127 NEG 0 0 3494 WD EXT D WALL I
128 NEG 0 0 3494 WD EXT D WINDOW FRAME I
129 NEG 0 0 3494 WD EXT D DOORFRAME I
130 NEG 0 0 3494 MTL EXT D DOOR I
131 NEG 0 0 3494 MTL EXT D BRASS PLATE, DOOR I
132 NEG 0 0.01 3494 MTL EXT D BRASS HANDLE, DOOR I
133 NEG 0 0 3494 MTL EXT D AWNING I
134 NEG 0 0 3494 MTL EXT D RAILING I
135 NEG 0 0 3494 WD EXT D WOOD SIDING, DARK BROWN I
136 NEG 0.32 0.12 3494 MTL EXT D THRESHOLD, BRASS I
137 NEG 0.06 0.08 3494 MTL EXT A HYDRANT VALVE, RED I
138 NEG 0 0.01 3494 MTL EXT A SPRINKER VALVE, RED D
139 NEG 0 0 3494 CCR EXT A PARKING STOP, BLUE D
140 NEG 0 0 3494 CCR EXT A BLUE STRIPE, PARKING LOT I
141 NEG 0 0 3494 CCR EXT A WHITE STRIPE, PARKING LOT D
144 POS 1.11 0.1 SRM 2573; 1.04 MG/CM2 PB NIST STND
145 POS 1.02 0.09 SRM 2573; 1.04 MG/CM2 PB NIST STND
146 POS 1 0.09 SRM 2573; 1.04 MG/CM2 PB NIST STND



# P/N Pb Pb +/- SUB RM SD COMPONENT AND COMMENTS C
3494 Sports Arena Boulevard

NITON XLP300A, SERIAL 97375
1 6.55 0 SHUTTER CALIBRATION
2 POS 1 0.1 SRM 2573; 1.04 MG/CM2 PB NIST STND
3 POS 1 0.1 SRM 2573; 1.04 MG/CM2 PB NIST STND
4 POS 1 0.1 SRM 2573; 1.04 MG/CM2 PB NIST STND
5 NEG 0 0.02 DW DNR A WALL (GREY) I
6 NEG 0 0.03 WD DNR A WALL (BROWN) I
7 NEG 0 0.03 WD DNR A WALL BOARD (GREY) I
8 NEG 0 0.02 WD DNR A WALL BOARD (GREY) I
9 NEG 0 0.03 WD DNR A WALL (BLUE) I
10 NEG 0 0.02 MTL DNR A DOOR FRAME I
11 NEG 0 0.02 MTL DNR A DOOR  I
12 NEG 0 0.02 MTL DNR A DOOR HANDLE I
13 NEG 0 0.02 WD DNR A BASEBOARD I
14 NEG 0 0.02 WD DNR A MIDTRIM I
15 NEG 0 0.02 MTL FYR A DOOR FRAME I
16 NEG 0 0.02 MTL FYR A DOOR  I
17 NEG 0 0.02 MTL FYR A DOOR HANDLE I
18 NEG 0 0.03 WD DNR A WINDOW SILL I
19 NEG 0 0.02 WD DNR A WINDOW FRAME I
20 NEG 0 0.03 WD DNR A WINDOW SILL I
21 NEG 0 0.02 WD DNR A WINDOW FRAME I
22 NEG 0 0.03 WD DNR A WINDOW SILL I
23 NEG 0 0.02 WD DNR A WINDOW FRAME I
24 NEG 0 0.02 WD FYR A WALL (BLUE) I
25 NEG 0 0.02 WD FYR B WALL (BLUE) I
26 NEG 0 0.02 WD FYR B WALL BOARD (GREY) I
27 NEG 0 0.03 WD FYR C WALL (BLUE) I
28 NEG 0 0.03 WD FYR C WALL BOARD (GREY) I
29 NEG 0 0.02 WD FYR D WALL (BLUE) I
30 NEG 0 0.02 WD FYR A BASEBOARD I
31 NEG 0 0.02 WD FYR A WINDOW FRAME I
32 NEG 0 0.03 WD FYR B WINDOW FRAME I
33 NEG 0 0.02 CCR FYR A FLOOR I
34 NEG 0 0.02 CCR DNR A DECORATIVE ROCK WALL I
35 NEG 0 0.03 WD DNR B DECORTIVE WALL (GREY) I
36 NEG 0 0.02 DW DNR B WALL (GREY) I
37 NEG 0 0.02 WD DNR B WALL BOARD (BLUE) I
38 NEG 0 0.02 MTL DNR B DOOR FRAME I
39 NEG 0 0.02 MTL DNR B DOOR  I
40 NEG 0 0.02 MTL DNR B DOOR HANDLE I
41 NEG 0 0.03 WD DNR B BASEBOARD I
42 NEG 0 0.02 WD DNR B CROWN MOLDING I
43 NEG 0 0.02 WD DNR B WINDOW SILL I
44 NEG 0 0.02 WD DNR B WINDOW FRAME I
45 NEG 0 0.02 WD DNR B WINDOW SILL I
46 NEG 0 0.03 WD DNR B WINDOW FRAME I



# P/N Pb Pb +/- SUB RM SD COMPONENT AND COMMENTS C
47 NEG 0 0.02 CCR DNR C BRICK WALL I
48 NEG 0 0.02 WD DNR C DECORTIVE WALL (GREY) I
49 NEG 0 0.02 WD DNR C WALL BOARD (BLUE) I
50 NEG 0 0.02 WD DNR C DOOR FRAME I
51 NEG 0 0.02 WD DNR C SEAT DIVIDER I
52 NEG 0 0.03 WD DNR C SEAT OVERHANG ROOF I
53 NEG 0 0.02 WD DNR C SUPPORT BEAM I
54 NEG 0 0.02 WD DNR C SUPPORT BEAM I
55 NEG 0 0.03 WD DNR D WALL BOARD (BLUE) I
56 NEG 0 0.02 WD DNR D WINDOW SILL I
57 NEG 0 0.02 WD DNR D WINDOW FRAME I
58 NEG 0 0.02 MTL DNR D DOOR FRAME I
59 NEG 0 0.02 MTL DNR D DOOR I
60 NEG 0 0.02 MTL DNR D DOOR HANDLE I
61 NEG 0 0.02 MTL DNR D CROWN MOLDING I
62 NULL 0 0.02 WD DNR D CEILING SUPPORT I
63 NEG 0 0.02 WD DNR D CEILING SUPPORT I
64 NEG 0 0.02 WD DNR D RAFTER TAIL I
65 NEG 0 0.03 WD DNR D DINING TABLE I
66 NEG 0 0.02 WD DNR D BAR COUNTERTOP I
67 NEG 0 0.02 DW MBA A WALL I
68 NEG 0 0.02 TLE MBA A DECORTIVE WALL I
69 NEG 0 0.02 DW MBA B WALL I
70 NEG 0.01 0.04 TLE MBA B DECORTIVE WALL I
71 NEG 0 0.02 DW MBA C WALL I
72 NEG 0 0.02 TLE MBA C DECORTIVE WALL I
73 NEG 0 0.02 DW MBA D WALL I
74 NEG 0 0.02 TLE MBA D DECORTIVE WALL I
75 NEG 0 0.02 MTL MBA A DOOR FRAME I
76 NEG 0 0.03 WD MBA A DOOR I
77 NEG 0 0.02 PLTC MBA C STALL DIVIDER I
78 NEG 0 0.04 TLE MBA C COUNTERTOP I
79 NEG 0 0.02 DW MBA C CEILING  I
80 NEG 0 0.02 TLE MBA C FLOOR I
81 NEG 0 0.02 DW WBA A WALL I
82 NEG 0 0.02 TLE WBA A DECORTIVE WALL I
83 NEG 0 0.02 DW WBA B WALL I
84 NEG 0 0.02 TLE WBA B DECORTIVE WALL I
85 NEG 0 0.02 DW WBA C WALL I
86 NEG 0 0.02 TLE WBA C DECORTIVE WALL I
87 NEG 0 0.02 DW WBA D WALL I
88 NEG 0.04 0.03 TLE WBA D DECORTIVE WALL I
89 NEG 0 0.03 MTL WBA B DOOR FRAME I
90 NEG 0 0.02 WD WBA B DOOR I
91 NEG 0 0.02 PLTC WBA C STALL DIVIDER I
92 NEG 0 0.02 DW WBA C CEILING  I
93 NEG 0.03 0.04 TLE WBA B FLOOR I
94 NEG 0 0.02 DW STRG1 A WALL I



# P/N Pb Pb +/- SUB RM SD COMPONENT AND COMMENTS C
95 NEG 0 0.02 DW STRG1 B WALL I
96 NEG 0 0.02 DW STRG1 C WALL I
97 NEG 0 0.02 DW STRG1 D WALL I
98 NEG 0 0.02 WD STRG1 A DOOR FRAME I
99 NEG 0 0.02 MTL STRG1 A DOOR I
100 NEG 0 0.02 MTL STRG1 A CEILING FRAME I
101 NEG 0 0.02 DW STRG2 B BASEBOARD I
102 NEG 0 0.02 DW STRG2 A WALL I
103 NEG 0 0.02 DW STRG2 B WALL I
104 NEG 0 0.02 DW STRG2 C WALL I
105 NEG 0 0.02 MTL STRG2 D WALL I
106 NEG 0 0.02 WD STRG2 B DOOR FRAME I
107 NEG 0 0.02 TLE STRG2 B FLOOR I
108 NEG 0 0.02 MTL OFC B CEILING FRAME I
109 NEG 0 0.02 DW OFC A WALL I
110 NEG 0 0.02 DW OFC B WALL I
111 NEG 0 0.02 DW OFC C WALL I
112 NEG 0 0.02 DW OFC D WALL I
113 NEG 0 0.02 MTL OFC D DOOR FRAME I
114 NEG 0 0.02 MTL OFC D DOOR I
115 NEG 0 0.02 TLE OFC A BASEBOARD I
116 NEG 0 0.02 WD OFC C COUNTERTOP I
117 NEG 0.03 0.08 WD OFC C CABINET I
118 NEG 0 0.02 MTL OFC C METAL PANNEL I
119 NEG 0 0.02 MTL OFC C ELECTRICAL PANNEL I
120 NEG 0 0.02 DW STRG3 A WALL I
121 NEG 0 0.02 DW STRG3 B WALL I
122 NEG 0 0.02 DW STRG3 C WALL I
123 NEG 0 0.02 DW STRG3 D WALL I
124 NEG 0 0.02 MTL STRG3 B DOOR FRAME I
125 NEG 0 0.02 TLE STRG3 B BASEBOARD I
126 NEG 0 0.02 KCN KCN A WALL I
127 NEG 0 0.02 KCN KCN B WALL I
128 NEG 0 0.02 KCN KCN C WALL I
129 NEG 0 0.02 KCN KCN D WALL I
130 NEG 0 0.02 MTL KCN B ELECTRICAL PANNEL D
131 NEG 0 0.02 MTL KCN B DOOR FRAME I
132 NEG 0.01 0.08 MTL KCN B DOOR I
133 NEG 0 0.02 DW UTL A WALL I
134 NEG 0 0.02 DW UTL B WALL I
135 NEG 0 0.02 DW UTL C WALL I
136 NEG 0 0.02 DW UTL D WALL I
137 NEG 0 0.02 MTL UTL C DOOR JAM I
138 NEG 0 0.02 MTL UTL C DOOR I
139 NEG 0 0.02 WD UTL D WALL PANNEL I
140 NEG 0 0.02 DW UTL D CEILING I
141 NEG 0.9 0.1 SRM 2573; 1.04 MG/CM2 PB NIST STND
142 NEG 0.9 0.1 SRM 2573; 1.04 MG/CM2 PB NIST STND



# P/N Pb Pb +/- SUB RM SD COMPONENT AND COMMENTS C
143 POS 1 0.1 SRM 2573; 1.04 MG/CM2 PB NIST STND



# P/N Pb Pb +/- SUB LEVEL RM SD COMPONENT AND COMMENTS C
3500 SPORTS ARENA BOULEVARD

OLYMPUS LBP 4000, SERIAL 11918
1 PASS STANDARDIZATION
2 POS 1.02 0.05 SRM 2573; 1.04 MG/CM2 PB NIST STND
3 POS 1.04 0.05 SRM 2573; 1.04 MG/CM2 PB NIST STND
4 POS 1.04 0.05 SRM 2573; 1.04 MG/CM2 PB NIST STND
5 NEG 0 0 PLTR LL 3 A WALL I
6 NEG 0 0 CCR LL 3 B WALL I
7 NEG 0 0 DW LL 3 C WALL I
8 NEG 0 0 DW LL 3 D WALL I
9 NEG 0 0 WD LL 3 A DOOR FRAME I
10 NEG 0 0 WD LL 3 A DOOR  I
11 NEG 0 0 WD LL 3 A WALL BOARD I
12 NEG 0 0 MTL LL 3 B WINDOW FRAME I
13 NEG 0 0 DW LL 4 A WALL I
14 NEG 0 0 CCR LL 4 B WALL I
15 NEG 0 0 CCR LL 4 C WALL I
16 NEG 0 0 DW LL 4 D WALL I
17 NEG 0 0 WD LL 4 A DOOR FRAME I
18 NEG 0 0 WD LL 4 A DOOR  I
19 NEG 0 0 DW LL 5 A WALL I
20 NEG 0 0 DW LL 5 B WALL I
21 POS 1.63 0.16 WD LL 5 C WALL (PINK) I
22 NEG 0 0 PLTR LL 5 D WALL I
23 NEG 0 0 WD LL 5 B DOOR FRAME I
24 NEG 0 0 WD LL 5 B DOOR  I
25 NEG 0 0 DW LL 6 A WALL I
26 NEG 0 0 DW LL 6 B WALL I
27 NEG 0 0 DW LL 6 C WALL I
28 NEG 0 0 PLTR LL 6 D WALL I
29 NEG 0 0 WD LL 6 A DOOR FRAME I
30 NEG 0.03 0.02 WD LL 6 A DOOR  I
31 NEG 0 0 MTL LL 6 A CEILING FRAME I
32 NEG 0 0 PLTR LL 7 A WALL I
33 NEG 0 0 PLTR LL 7 B WALL (GREEN) I
34 NEG 0 0 DW LL 7 B WALL (BLUE) I
35 NEG 0 0 CCR LL 7 C WALL I
36 NEG 0 0 PLTR LL 7 D WALL I
37 NEG 0.02 0.03 MTL LL 7 A DOOR I
38 POS 1 0.02 MTL LL 7 A DOOR FRAME (GREEN) I
39 NEG 0 0 CCR LL 7 D SUPPORT COLUMN I
40 NEG 0 0 WD LL 7 C LAUNDRY DOOR FRAME I
41 NEG 0 0 WD LL 7 C LAUNDRY DOOR  I
42 NEG 0 0 PLTR LL 25 A WALL I
43 NEG 0 0 PLTR LL 25 B WALL I
44 NEG 0 0 DW LL 25 C WALL I
45 NEG 0 0 DW LL 25 D WALL I
46 POS 1 0.01 TLE LL 25 D SHOWER WALL I



47 NEG 0.02 0.02 WD LL 25 A DOOR FRAME I
48 NEG 0 0 WD LL 25 A DOOR I
49 NEG 0 0 PLTR LL 25 D CEILING  I
50 NEG 0 0 PLTR LL 25 D CEILING  I
51 NEG 0 0 PLTR LL 26 A WALL I
52 NEG 0 0 PLTR LL 26 B WALL I
53 NEG 0 0 PLTR LL 26 C WALL I
54 NEG 0 0 PLTR LL 26 D WALL I
55 NEG 0 0 MTL LL 26 A DOOR FRAME I
56 NEG 0 0 WD LL 26 A DOOR I
57 NEG 0 0 MTL LL 26 B ELECTRICAL PANNEL I
58 NEG 0 0 DW LL 26 A CEILING I
59 NEG 0 0 DW LL 8 A WALL I
60 NEG 0 0 PLTR LL 8 B WALL I
61 NEG 0 0 DW LL 8 C WALL I
62 NEG 0 0 DW LL 8 D WALL I
63 NEG 0.05 0.02 MTL LL 8 A DOOR FRAME I
64 NEG 0 0 WD LL 8 A DOOR I
65 NEG 0 0 WD LL 8 A WINDOW FRAME I
66 NEG 0.05 0.01 PLTR LL 8 A CEILING I
67 NEG 0 0 CCR LL 8 A SUPPORT COLUMN I
68 NEG 0 0 DW LL 9 A WALL I
69 NEG 0 0 DW LL 9 B WALL I
70 NEG 0 0 DW LL 9 C WALL I
71 NEG 0 0 DW LL 9 D WALL I
72 NEG 0 0 MTL LL 9 A DOOR FRAME I
73 NEG 0 0 WD LL 9 A DOOR I
74 NEG 0 0 WD LL 9 B COUNTERTOP I
75 NEG 0 0 WD LL 9 B CABINET I
76 NEG 0 0 DW LL 10 A WALL I
77 NEG 0 0 DW LL 10 B WALL I
78 NEG 0 0 DW LL 10 C WALL I
79 NEG 0 0 DW LL 10 D WALL I
80 NEG 0 0 MTL LL 10 D DOOR FRAME I
81 NEG 0 0 WD LL 10 D DOOR I
82 NEG 0 0 DW LL 11 A WALL I
83 NEG 0 0 DW LL 11 B WALL I
84 NEG 0 0 DW LL 11 C WALL I
85 NEG 0 0 DW LL 11 D WALL I
86 NEG 0 0 MTL LL 11 B DOOR FRAME I
87 NEG 0 0 WD LL 11 B DOOR I
88 NEG 0 0 PLTR LL 11 B CEILING I
89 NEG 0 0 WD LL 11 C CABINET I
90 NEG 0 0 DW LL 12 A WALL I
91 NEG 0 0 DW LL 12 B WALL I
92 NEG 0 0 DW LL 12 C WALL I
93 NEG 0 0 DW LL 12 D WALL I
94 NEG 0 0 MTL LL 12 D DOOR FRAME I
95 NEG 0 0 WD LL 12 D DOOR I



96 NEG 0 0 WD LL 12 B CABINET I
97 NEG 0 0 DW LL 13 A WALL I
98 NEG 0 0 DW LL 13 B WALL I
99 NEG 0 0 DW LL 13 C WALL I
100 NEG 0 0 DW LL 13 D WALL I
101 NEG 0 0 MTL LL 13 A DOOR FRAME I
102 NEG 0 0 WD LL 13 A DOOR I
103 NEG 0 0 CCR LL 13 A FLOOR I
104 NEG 0 0 DW LL 14 A WALL I
105 NEG 0 0 DW LL 14 B WALL I
106 NEG 0 0 DW LL 14 C WALL I
107 NEG 0 0 DW LL 14 D WALL I
108 NEG 0 0 MTL LL 14 C DOOR FRAME I
109 NEG 0 0 WD LL 14 C DOOR I
110 NEG 0 0 DW LL 15 A WALL I
111 NEG 0 0 DW LL 15 B WALL I
112 NEG 0 0 DW LL 15 C WALL I
113 NEG 0 0 DW LL 15 D WALL I
114 NEG 0 0 MTL LL 15 A DOOR FRAME I
115 NEG 0 0 WD LL 15 A DOOR I
116 NEG 0 0 DW LL 16 A WALL I
117 NEG 0 0 DW LL 16 B WALL I
118 NEG 0 0 DW LL 16 C WALL I
119 NEG 0 0 DW LL 16 D WALL I
120 NEG 0 0 MTL LL 16 C DOOR FRAME I
121 NEG 0 0 WD LL 16 C DOOR I
122 NEG 0 0 WD LL 16 C COUNTERTOP I
123 POS 1 0.01 TLE LL 17 A SHOWER WALL I
124 NEG 0 0 TLE LL 17 A FLOOR I
125 POS 1 0 TLE LL 17 A DOOR FRAME I
126 NEG 0 0 PLTR LL 17 B CEILING I
127 NEG 0 0 TLE LL 18 A SHOWER WALL I
128 NEG 0 0 TLE LL 18 B SHOWER WALL I
129 NEG 0 0 TLE LL 18 C SHOWER WALL I
130 NEG 0 0 TLE LL 18 D SHOWER WALL I
131 NEG 0 0 TLE LL 18 A FLOOR I
132 NEG 0.01 0.02 TLE LL 18 A DOOR FRAME I
133 NEG 0 0 PLTR LL 18 B CEILING I
134 NEG 0 0 DW LL 19 A WALL I
135 NEG 0 0 DW LL 19 B WALL I
136 NEG 0 0 CCR LL 19 C WALL I
137 NEG 0 0 DW LL 19 D WALL I
138 NEG 0 0.01 MTL LL 19 A DOOR FRAME I
139 NEG 0 0 WD LL 19 A DOOR I
140 NEG 0 0 CCR LL 19 C SUPPORT COLUMN I
141 NEG 0 0 MTL LL 19 A LIGHT FICTURE FRAME I
142 NEG 0 0 PLTR LL 20 A WALL I
143 POS 5 0.71 TLE LL 20 A DECORATIVE WALL I
144 NEG 0 0 DW LL 20 B WALL I



145 NEG 0 0 DW LL 20 C WALL I
146 NEG 0 0 PLTR LL 20 D WALL I
147 NEG 0 0 MTL LL 20 B DOOR FRAME I
148 NEG 0 0 WD LL 20 B DOOR I
149 NEG 0 0 CCR LL 20 C SUPPORT COLUMN I
150 NEG 0 0 PLTR LL 20 A CEILING I
151 NEG 0 0 DW LL 21 A WALL I
152 NEG 0 0 PLTR LL 21 B WALL I
153 NEG 0 0 PLTR LL 21 C WALL I
154 NEG 0 0 PLTR LL 21 D WALL I
155 POS 1 0 TLE LL 21 D DECORATIVE WALL I
156 NEG 0 0 MTL LL 21 D DOOR FRAME I
157 NEG 0 0 WD LL 21 D DOOR I
158 NEG 0 0 PLTR LL 22 A WALL I
159 NEG 0 0 PLTR LL 22 B WALL I
160 NEG 0 0 PLTR LL 22 C WALL I
161 NEG 0 0 PLTR LL 22 D WALL I
162 POS 5 0.93 TLE LL 22 D DECORATIVE WALL I
163 NEG 0 0 MTL LL 22 B DOOR FRAME I
164 NEG 0 0 WD LL 22 B DOOR I
165 NEG 0 0 CCR LL 22 B BASEBOARD I
166 NEG 0 0 WD LL 22 B HANGAR BOARD I
167 NEG 0 0 DW LL 23 A WALL I
168 NEG 0 0 PLTR LL 23 B WALL I
169 NEG 0 0 PLTR LL 23 C WALL I
170 NEG 0 0 CCR LL 23 D WALL I
171 NEG 0 0 MTL LL 23 A DOOR FRAME I
172 NEG 0 0 WD LL 23 A DOOR I
173 NEG 0 0 CCR LL 23 B BASEBOARD I
174 NEG 0 0 DW LL 24 A WALL I
175 NEG 0 0 DW LL 24 B WALL I
176 NEG 0 0 DW LL 24 C WALL I
177 NEG 0 0 DW LL 24 D WALL I
178 PASS STANDARDIZATION
179 POS 1.06 0.05 SRM 2573; 1.04 MG/CM2 PB NIST STND
180 POS 1.18 0.05 SRM 2573; 1.04 MG/CM2 PB NIST STND
181 POS 1.03 0.05 SRM 2573; 1.04 MG/CM2 PB NIST STND
182 NEG 0 0 MTL LL 24 A DOOR FRAME I
183 NEG 0 0 WD LL 24 A DOOR I
184 NEG 0 0 PLTR LL 24 A CEILING I
185 NEG 0 0 MTL LL 24 A CEILING PANNEL I
186 NEG 0 0 DW LL 27 A WALL I
187 NEG 0 0 DW LL 27 B WALL I
188 NEG 0 0 DW LL 27 C WALL I
189 NEG 0 0 DW LL 27 D WALL I
190 NEG 0.01 0.01 TLE LL 27 D WALL TILE (WHITE) I
191 NEG 0 0 TLE LL 27 D WALL TILE (GREY) I
192 NEG 0 0 MTL LL 27 A DOOR FRAME I
193 NEG 0 0 WD LL 27 A DOOR I



194 NEG 0 0 PLTR LL 27 A CEILING I
195 NEG 0 0 MTL LL 27 A CEILING PANNEL I
196 NEG 0 0 LAM LL 27 C STALL DIVIDER I
197 NEG 0 0 LAM LL 27 B CABINET I
198 NEG 0 0 PLTR LL 29 A WALL I
199 NEG 0 0 PLTR LL 29 B WALL I
200 NEG 0.01 0.01 MTL LL 29 B WALL PANNEL I
201 NEG 0.6 0.07 WD LL 29 D CABINET D
202 NEG 0.49 0.06 WD LL 29 D CABINET D
203 NEG 0.6 0.07 WD LL 29 D CABINET D
204 NEG 0 0 DW LL 29 A WALL I
205 NEG 0 0 WD LL 29 A WALL TRIM I
206 NEG 0 0 WD LL 29 A WALL PANNELING I
207 NEG 0 0 WD LL 29 A DOOR FRAME I
208 NEG 0 0 WD LL 29 A DOOR I
209 POS 1.03 0.05 SRM 2573; 1.04 MG/CM2 PB NIST STND
210 POS 1.03 0.05 SRM 2573; 1.04 MG/CM2 PB NIST STND
211 POS 1.03 0.05 SRM 2573; 1.04 MG/CM2 PB NIST STND



# P/N Pb Pb +/- BLDG LVL SUB RM SD COMPONENT AND COMMENTS C
3500 Sports Arena Boulevard

OLYMPUS LBP4000, SER 11918
1 PASS SHUTTER CALIBRATION
2 POS 1.03 0.05 SRM 2573; 1.04 MG/CM2 PB NIST
3 POS 1.02 0.05 SRM 2573; 1.04 MG/CM2 PB NIST
4 POS 1.04 0.05 SRM 2573; 1.04 MG/CM2 PB NIST
5 NEG 0 0 3500 ADMN CCR 1 A WALL, CONCRETE, ADMIN HWY I
6 NEG 0 0 3500 ADMN DW 1 B WALL, DRYWALL I
7 NEG 0 0 3500 ADMN DW 1 C WALL I
8 NEG 0 0.01 3500 ADMN BRK 1 D WALL, BRICK I
9 NEG 0 0 3500 ADMN WD 1 D CABINETRY DOOR, BLACK D
10 NEG 0.02 0.01 3500 ADMN WD 1 D CABINETRY SHELF D
11 POS > 5.00 2.44 3500 ADMN MTL 1 A DOORFRAME, BLACK D
12 POS > 1.00 0.05 3500 ADMN MTL 1 A DOOR, BRWN, TO CONCRSE LVL D
13 NEG 0 0 3500 ADMN MTL 1 A DROP CEILING FRAME I
14 NEG 0 0 3500 ADMN WD 1 A DROP CEILING I
15 NEG 0 0 3500 ADMN MTL 1 A RAILING I
16 NEG 0.02 0.02 3500 ADMN MTL 1 C ELECTRICAL PANEL I
17 NEG 0 0 3500 ADMN DW 2 A WALL, DRYWALL, TICKET ENTRY I
18 NEG 0 0 3500 ADMN DW 2 B WALL I
19 NEG 0 0 3500 ADMN DW 2 C WALL I
20 NEG 0 0 3500 ADMN BRK 2 D WALL, BRICK I
21 POS > 1.00 0.02 3500 ADMN MTL 2 A DOORFRME, BLACK (NITON 0.07) I
22 POS > 1.00 0.07 3500 ADMN MTL 2 A DOOR, BROWN, TO HWY (RM 1) I
23 NEG 0.01 0.01 3500 ADMN BRK 3 A WALL, BRICK I
24 NEG 0 0 3500 ADMN BRK 3 B WALL I
25 NEG 0 0 3500 ADMN DW 3 C WALL, DRYWALL I
26 NEG 0 0 3500 ADMN CCR 3 D WALL, CONCRETE I
27 NEG 0 0 3500 ADMN PLTR 3 A CEILING, PLASER I
28 NEG 0 0 3500 ADMN MTL 3 A DOORFRAME, BLACK I
29 NEG 0 0 3500 ADMN MTL 3 A DOOR, BLACK I
30 NEG 0.01 0 3500 ADMN MTL 3 C WINDOW FRAME, TO ROOM 4 I
31 NEG 0 0 3500 ADMN DW 4 A WALL, DRYWALL I
32 NEG 0.02 0.03 3500 ADMN BRK 4 B WALL, BRICK I
33 NEG 0 0 3500 ADMN BRK 4 C WALL I
34 NEG 0 0 3500 ADMN DW 4 D WALL, DRYWALL I
35 NEG 0.03 0.04 3500 ADMN PLTR 4 A CEILING, PLASER I
36 NEG 0.01 0 3500 ADMN MTL 4 A DOORFRAME, BLACK I
37 NEG 0 0 3500 ADMN MTL 4 A DOOR, BLACK I
38 NEG 0 0 3500 ADMN DW 5 A WALL, DRYWALL I
39 NEG 0 0 3500 ADMN DW 5 B WALL I
40 NEG 0 0 3500 ADMN BRK 5 C WALL, BRICK I
41 NEG 0 0 3500 ADMN CCR 5 D WALL, CONCRETE I
42 NEG 0 0 3500 ADMN PLTR 5 A CEILING, PLASER I
43 NEG 0.01 0 3500 ADMN MTL 5 A DOORFRAME, BLACK I
44 NEG 0 0 3500 ADMN MTL 5 A DOOR, BLACK I
45 NEG 0.01 0.01 3500 ADMN MTL 5 A WINDOW FRAME, BLACK I
46 NEG 0 0 3500 ADMN PLTR 7 A WALL, PLASER, MEN'S BATHRM I



# P/N Pb Pb +/- BLDG LVL SUB RM SD COMPONENT AND COMMENTS C
47 NEG 0 0 3500 ADMN PLTR 7 B WALL I
48 NEG 0 0 3500 ADMN PLTR 7 C WALL I
49 NEG 0 0 3500 ADMN PLTR 7 D WALL I
50 NEG 0 0 3500 ADMN PLTR 7 B CEILING, PLASER I
51 NEG 0.03 0.02 3500 ADMN MTL 7 A DOORFRAME D
52 POS > 1.00 0.04 3500 ADMN MTL 7 A DOOR, TO HWY (ROOM-1) D
53 POS > 5.00 0.56 3500 ADMN TLE 7 D WALL, CERAMIC TILE I
54 NEG 0.01 0.02 3500 ADMN MTL 7 C SALL SEPARATORS I
55 NEG 0.11 0.05 3500 ADMN MTL 7 B DOORFRAME D
56 NEG 0.13 0.05 3500 ADMN MTL 7 B DOOR, TO JANITOR'S CLST D
57 NEG 0 0 3500 ADMN WD 7 B SHELF, JANITOR'S CLST I
58 NEG 0 0 3500 ADMN PLTR 8 A WALL, PLASER, WOMEN'S BATH I
59 NEG 0 0 3500 ADMN PLTR 8 B WALL I
60 NEG 0 0 3500 ADMN PLTR 8 C WALL I
61 NEG 0 0 3500 ADMN PLTR 8 D WALL I
62 NEG 0.01 0.02 3500 ADMN PLTR 8 B CEILING, PLASER I
63 NEG 0 0 3500 ADMN WD 8 A CEILING TILES I
64 NEG 0.05 0.04 3500 ADMN MTL 8 A DOORFRAME D
65 POS > 1.00 0 3500 ADMN MTL 8 A DOOR, TO HWY (ROOM-1) D
66 NEG 0.08 0.03 3500 ADMN MTL 8 C DOORFRAME I
67 NEG 0.04 0.02 3500 ADMN MTL 8 C DOOR, TO TOILET AREA I
68 POS > 5.00 0.57 3500 ADMN TLE 8 C WALL, CERAMIC TILE I
69 NEG 0 0 3500 ADMN DW 9 A WALL, DRYWALL, CLST I
70 NEG 0 0 3500 ADMN DW 9 B WALL I
71 NEG 0 0 3500 ADMN DW 9 C WALL I
72 NEG 0 0 3500 ADMN DW 9 D WALL I
73 NEG 0 0 3500 ADMN MTL 9 A DROP CEILING FRAME I
74 NEG 0 0 3500 ADMN WD 9 A DROP CEILING I
75 NEG 0.01 0 3500 ADMN MTL 9 A DOORFRAME, BLACK I
76 NEG 0 0 3500 ADMN WD 9 A DOOR, BROWN, TO HWY (RM 11) I
77 NEG 0 0 3500 ADMN DW 10 A WALL, DRYWALL, KITCHENETTE I
78 NEG 0 0 3500 ADMN DW 10 B WALL I
79 NEG 0 0 3500 ADMN DW 10 C WALL I
80 NEG 0 0 3500 ADMN DW 10 D WALL I
81 NEG 0 0 3500 ADMN LAM 10 C CABINETRY, LAMINATE I
82 NEG 0 0 3500 ADMN LAM 10 C COUNTERTOP, LAMINATE I
83 NEG 0 0 3500 ADMN PLTC 10 B BASEBOARDS, VINYL, BLACK I
84 NEG 0 0 3500 ADMN PLTC 10 B FLOOR, SHEET VINYL I
85 NEG 0 0 3500 ADMN DW 11 A WALL, DRYWALL, HWY (RM 11) I
86 NEG 0 0 3500 ADMN CCR 11 B WALL, CONCRETE I
87 NEG 0 0 3500 ADMN DW 11 C WALL, DRYWALL I
88 NEG 0 0 3500 ADMN DW 11 D WALL I
89 NEG 0.01 0 3500 ADMN MTL 11 A DOORFRAME, BLACK I
90 NEG 0 0 3500 ADMN WD 11 A DOOR, BROWN, TO HWY (RM 1) I
91 NEG 0 0 3500 ADMN MTL 11 C DROP CEILING FRAME I
92 NEG 0 0 3500 ADMN WD 11 C DROP CEILING I
93 NEG 0 0 3500 ADMN DW 12 A WALL, DRYWALL, OFFICE I
94 NEG 0 0 3500 ADMN DW 12 B WALL I



# P/N Pb Pb +/- BLDG LVL SUB RM SD COMPONENT AND COMMENTS C
95 NEG 0 0 3500 ADMN CCR 12 C WALL, CONCRETE I
96 NEG 0 0 3500 ADMN DW 12 D WALL, DRYWALL I
97 NEG 0.05 0.06 3500 ADMN WD 12 D CABINETRY, SAINED I
98 NEG 0.01 0 3500 ADMN MTL 12 A DOORFRAME, BLACK I
99 NEG 0 0 3500 ADMN WD 12 A DOOR, BROWN, TO HWY (RM 16) I
100 NEG 0.01 0 3500 ADMN MTL 12 A WINDOW FRME, BLACK, TO HWY I
101 NEG 0 0 3500 ADMN WD 12 C WINDOW FRAME, TO EXTER I
102 NEG 0 0 3500 ADMN DW 13 A WALL, DRYWALL, OFFICE I
103 NEG 0 0 3500 ADMN DW 13 B WALL I
104 NEG 0 0 3500 ADMN CCR 13 C WALL, CONCRETE I
105 NEG 0 0 3500 ADMN DW 13 D WALL I
106 NEG 0 0 3500 ADMN MTL 13 A DOORFRAME, BLACK I
107 NEG 0 0 3500 ADMN WD 13 A DOOR, BROWN, TO HWY (RM 16) I
108 NEG 0.01 0 3500 ADMN MTL 13 A WINDOW FRME, BLACK, TO HWY I
109 NEG 0 0 3500 ADMN WD 13 C WINDOW FRAME, TO EXTER I
110 NEG 0 0 3500 ADMN DW 14 A WALL, DRYWALL, OFFICE I
111 NEG 0 0 3500 ADMN DW 14 B WALL I
112 NEG 0 0 3500 ADMN DW 14 C WALL I
113 NEG 0 0 3500 ADMN DW 14 D WALL I
114 NEG 0.01 0 3500 ADMN MTL 14 A DOORFRAME, BLACK I
115 NEG 0 0 3500 ADMN WD 14 A DOOR, BROWN, TO HWY (RM 16) I
116 NEG 0.01 0 3500 ADMN MTL 14 A WINDOW FRME, BLACK, TO HWY I
117 NEG 0 0 3500 ADMN WD 14 C BEAM, CEILING I
118 NEG 0 0 3500 ADMN DW 15 A WALL, DRYWALL, OFFICE I
119 NEG 0 0 3500 ADMN DW 15 B WALL I
120 NEG 0 0 3500 ADMN DW 15 C WALL I
121 NEG 0 0 3500 ADMN DW 15 D WALL I
122 NEG 0.01 0 3500 ADMN MTL 15 A DOORFRAME, BLACK I
123 NEG 0 0 3500 ADMN WD 15 A DOOR, BROWN, TO HWY (RM 16) I
124 NEG 0.01 0 3500 ADMN MTL 15 A WINDOW FRME, BLACK, TO HWY I
125 NEG 0 0 3500 ADMN DW 16 A WALL, DRYWALL, HWY (RM 16) I
126 NEG 0 0 3500 ADMN DW 16 B WALL I
127 NEG 0 0 3500 ADMN PLTR 16 C WALL I
128 NEG 0 0 3500 ADMN DW 16 D WALL I
129 NEG 0.01 0 3500 ADMN MTL 16 A DOORFRAME, BLACK I
130 NEG 0 0 3500 ADMN WD 16 A DOOR, BROWN, TO HWY (RM 11) I
131 NEG 0 0 3500 ADMN MTL 16 A DROP CEILING FRAME I
132 NEG 0 0 3500 ADMN WD 16 A DROP CEILING I
133 NEG 0 0 3500 ADMN PLTC 16 D FLOOR, SHEET VINYL I
134 NEG 0 0 3500 ADMN DW 17 A WALL, DRYWALL, OFFICE I
135 NEG 0 0 3500 ADMN DW 17 B WALL I
136 NEG 0 0 3500 ADMN CCR 17 C WALL, CONCRETE I
137 NEG 0 0 3500 ADMN DW 17 D WALL I
138 NEG 0.01 0 3500 ADMN MTL 17 A DOORFRAME, BLACK I
139 POS 1.05 0.05 SRM 2573; 1.04 MG/CM2 PB NIST
140 POS 1.04 0.05 SRM 2573; 1.04 MG/CM2 PB NIST
141 PASS 0.02 SHUTTER CALIBRATION
142 POS 1.03 0.05 SRM 2573; 1.04 MG/CM2 PB NIST



# P/N Pb Pb +/- BLDG LVL SUB RM SD COMPONENT AND COMMENTS C
143 POS 1.12 0.05 SRM 2573; 1.04 MG/CM2 PB NIST
144 POS 1.07 0.05 SRM 2573; 1.04 MG/CM2 PB NIST
145 NEG 0 0 3500 ADMN WD 17 A DOOR, BRWN, TO HWY (RM 16) I
146 NEG 0.01 0 3500 ADMN MTL 17 A WINDOW FRME, BLACK, TO HWY I
147 NEG 0 0 3500 ADMN WD 17 C WINDOW FRAME, TO EXTER I
148 NEG 0 0 3500 ADMN WD 17 B CABINETRY, SAINED I
149 NEG 0 0 3500 ADMN DW 18 A WALL, DRYWALL, SERVER ROOM I
150 NEG 0 0 3500 ADMN DW 18 B WALL I
151 NEG 0 0 3500 ADMN CCR 18 C WALL, CONCRETE I
152 NEG 0 0 3500 ADMN PLTR 18 D WALL, PLASER I
153 NEG 0 0 3500 ADMN DW 18 A CEILING, DRYWALL I
154 NEG 0 0 3500 ADMN WD 18 A DOORFRAME, WOOD I
155 NEG 0 0 3500 ADMN WD 18 A DOOR, BROWN, TO HWY (RM 16) I
156 NEG 0 0 3500 ADMN WD 18 A WALL PANEL, WOOD I
157 NEG 0 0 3500 ADMN WD 18 B SHELVING, WHITE I
158 NEG 0 0 3500 ADMN DW 6 A WALL, DRYWALL, TICKT OFC HWY I
159 NEG 0 0 3500 ADMN STCO 6 B WALL, SUCCO I
160 NEG 0 0 3500 ADMN DW 6 B WALL, DRYWALL I
161 NEG 0.01 0 3500 ADMN BRK 6 B WALL, BRICK I
162 NEG 0.02 0.03 3500 ADMN CCR 6 C WALL, CONCRETE I
163 NEG 0 0 3500 ADMN WD 6 C WALL PANEL, CELLULOSE BOARD I
164 NEG 0 0 3500 ADMN WD 6 C WALL PANEL FRAME I
165 NEG 0 0 3500 ADMN MTL 6 A DOORFRAME I
166 NEG 0 0 3500 ADMN WD 6 A DOOR, TO ROOM 2 I
167 NEG 0 0 3500 ADMN BRK 6 C WALL, BRICK I
168 NEG 0 0 3500 ADMN DW 6 D WALL, DRYWALL I
169 NEG 0 0 3500 ADMN WD 6 D DOORFRAME, WOOD D
170 NEG 0 0 3500 ADMN WD 6 D DOOR, WHITE, TO ROOM 37 I
171 NEG 0 0 3500 ADMN MTL 6 C DROP CEILING FRAME I
172 NEG 0 0 3500 ADMN WD 6 C DROP CEILING I
173 NEG 0 0 3500 ADMN WD 6 D WINDOW FRAME, TO ROOM 37 I
174 NEG 0 0 3500 ADMN WD 6 B CABINETRY FRAME I
175 NEG 0 0 3500 ADMN WD 6 B CABINETRY DOOR I
176 NEG 0 0 3500 ADMN DW 37 A WALL, DRYWALL, OFFICE I
177 NEG 0 0 3500 ADMN DW 37 B WALL I
178 NEG 0 0 3500 ADMN BRK 37 C WALL, BRICK I
179 NEG 0 0 3500 ADMN DW 37 D WALL, DRYWALL I
180 NEG 0 0 3500 ADMN WD 37 B DOOFRAME, WOOD I
181 NEG 0 0 3500 ADMN WD 37 B DOOR I
182 NEG 0 0 3500 ADMN WD 37 B WINDOW FRAME, WOOD I
183 NEG 0 0 3500 ADMN MTL 37 C FRAME, SAFE I
184 NEG 0 0 3500 ADMN MTL 37 C DOOR, SAFE I
185 NEG 0 0 3500 ADMN DW 38 A WALL, DRYWALL I
186 NEG 0 0 3500 ADMN PLTR 38 B WALL, PLASER I
187 NEG 0 0 3500 ADMN DW 38 C WALL, DRYWALL I
188 NEG 0 0 3500 ADMN BRK 38 D WALL, BRICK I
189 NEG 0 0 3500 ADMN WD 38 A DOORFRAME I
190 NEG 0 0 3500 ADMN WD 38 C CABINETRY FRAME I



# P/N Pb Pb +/- BLDG LVL SUB RM SD COMPONENT AND COMMENTS C
191 NEG 0 0 3500 ADMN WD 38 C CABINETRY DOOR I
192 NEG 0 0 3500 ADMN DW 39 A WALL, DRYWALL I
193 NEG 0.03 0.02 3500 ADMN BRK 39 B WALL, BRICK I
194 NEG 0.02 0.01 3500 ADMN BRK 39 C WALL I
195 NEG 0 0 3500 ADMN DW 39 D WALL, DRYWALL I
196 NEG 0 0 3500 ADMN WD 39 A DOOFRAME, WOOD I
197 NEG 0 0 3500 ADMN WD 39 A DOOR I
198 NEG 0 0 3500 ADMN WD 39 A WINDOW FRAME I
199 NEG 0 0 3500 ADMN WD 39 A CROWN MOLDING I
200 NEG 0.01 0.02 3500 ADMN MTL 39 B CONDUIT BOX, B/C CORNER I
201 POS 2.47 0.21 3500 ADMN WD 39 B WALL TRIM (FRMING), B/A, WITE I
202 NEG 0 0 3500 ADMN WD 39 B WALL PANEL, SMALL I
203 NEG 0 0 3500 ADMN BRK 40 A WALL, BRICK, TICKET BOOTH I
204 NEG 0 0 3500 ADMN CCR 40 B WALL, CONCRETE I
205 NEG 0 0 3500 ADMN BRK 40 C WALL, BRICK I
206 NEG 0.05 0.02 3500 ADMN WD 40 A WINDOW PANEL, GREEN I
207 POS > 5.00 0.88 3500 ADMN MTL 40 A PIPE, SEEL, A/B CORNR, LT BLUE I
208 NEG 0 0 3500 ADMN WD 6 D SHELF, BUILT-IN I
209 NEG 0 0 3500 ADMN WD 6 C DESK, BUILT-IN I
210 NEG 0 0 3500 ADMN WD 38 B CONDUIT BOX, B/C I
211 NEG 0 0 3500 ADMN BRK 41 A WALL, BRICK, SAFE ROOM I
212 NEG 0 0 3500 ADMN BRK 41 B WALL I
213 NEG 0 0 3500 ADMN BRK 41 C WALL I
214 NEG 0 0 3500 ADMN BRK 41 D WALL I
215 NEG 0 0 3500 ADMN CCR 41 A CEILING, CONCRETE I
216 NEG 0.05 0.04 3500 ADMN MTL 41 A SAFE DOOR FRAME, INTERIOR I
217 NEG 0 0 3500 ADMN WD 41 D CABINET BOX, BEIGE I
218 NEG 0 0 3500 ADMN LAM 41 D CABINETRY, WHITE LAMINATE I
219 NEG 0 0 3500 ADMN DW 19 A WALL, DRYWALL, CONF RM I
220 NEG 0 0 3500 ADMN DW 19 B WALL I
221 NEG 0 0 3500 ADMN CCR 19 C WALL, CONCRETE I
222 NEG 0 0 3500 ADMN DW 19 D WALL I
223 NEG 0.01 0 3500 ADMN MTL 19 A DOORFRAME, BLACK METAL I
224 NEG 0 0 3500 ADMN WD 19 A DOOR TO HWY - RM 16 I
225 NEG 0.01 0 3500 ADMN WD 19 C CABINETRY I
226 NEG 0 0 3500 ADMN DW 20 A WALL, DRYWALL, RECEPTION I
227 NEG 0 0 3500 ADMN DW 20 B WALL I
228 NEG 0 0 3500 ADMN CCR 20 C WALL, CONCRETE, BLDG. PERIM I
229 NEG 0 0 3500 ADMN DW 20 D WALL I
230 NEG 0.17 0.06 3500 ADMN MTL 20 C DOORFRAME, BLACK METAL I
231 POS > 1.00 0.02 3500 ADMN MTL 20 C DOOR TO EXTER (NITON 0.01) I
232 NEG 0 0 3500 ADMN WD 20 C WINDOW FRAME I
233 NEG 0 0 3500 ADMN WD 20 C BASEBOARD I
234 NEG 0 0 3500 ADMN WD 20 C FLOOR, ENGINEERED WOOD I
235 NEG 0 0 3500 ADMN LAM 20 D COUNTERTOP, BLACK LAMINATE I
236 NEG 0 0 3500 ADMN DW 21 A WALL, DRYWALL, OFFICE I
237 NEG 0 0 3500 ADMN DW 21 B WALL I
238 NEG 0 0 3500 ADMN CCR 21 C WALL, CONCRETE, BLDG. PERIM I



# P/N Pb Pb +/- BLDG LVL SUB RM SD COMPONENT AND COMMENTS C
239 NEG 0 0 3500 ADMN DW 21 D WALL, DRYWALL I
240 NEG 0.01 0 3500 ADMN MTL 21 A DOORFRAME, BLACK METAL I
241 NEG 0 0 3500 ADMN MTL 21 A DOOR TO HWY - RM 16 I
242 NEG 0 0 3500 ADMN MTL 21 A WINDOW FRAME I
243 NEG 0 0 3500 ADMN WD 21 C WINDOW FRAME, WOOD I
244 NEG 0 0 3500 ADMN DW 22 A WALL, DRYWALL, OFFICE I
245 NEG 0 0 3500 ADMN DW 21 B WALL I
246 NEG 0 0 3500 ADMN CCR 21 C WALL, CONCRETE I
247 NEG 0 0 3500 ADMN DW 21 D WALL I
248 NEG 0.01 0 3500 ADMN MTL 21 A DOORFRAME, BLACK METAL I
249 NEG 0 0 3500 ADMN MTL 21 A DOOR TO HWY - RM 16 I
250 NEG 0.01 0 3500 ADMN MTL 21 A WINDOW FRAME I
251 NEG 0 0 3500 ADMN DW 23 A WALL, DRYWALL, OFFICE I
252 NEG 0 0 3500 ADMN DW 23 B WALL I
253 NEG 0 0 3500 ADMN CCR 23 C WALL, CONCRETE, BLDG. PERIM I
254 NEG 0 0 3500 ADMN DW 23 D WALL I
255 NEG 0.01 0 3500 ADMN MTL 23 A DOORFRAME, BLACK METAL I
256 NEG 0 0 3500 ADMN MTL 23 A DOOR TO HWY - RM 16 I
257 NEG 0 0 3500 ADMN MTL 23 A WINDOW FRAME I
258 NEG 0 0 3500 ADMN WD 23 C WINDOW FRAME, WOOD I
259 NEG 0 0 3500 ADMN DW 24 A WALL, DRYWALL, OFFICE I
260 NEG 0 0 3500 ADMN DW 24 B WALL I
261 NEG 0 0 3500 ADMN DW 24 C WALL I
262 NEG 0 0 3500 ADMN DW 24 D WALL I
263 NEG 0.01 0 3500 ADMN MTL 24 A DOORFRAME, BLACK METAL I
264 NEG 0 0 3500 ADMN MTL 24 A DOOR TO HWY - RM 16 I
265 NEG 0.01 0 3500 ADMN MTL 24 A WINDOW FRAME I
266 NEG 0 0 3500 ADMN WD 16 C COUNTERTOP, COMMON AREA D
267 NEG 0 0 3500 ADMN DW 25 A WALL, DRYWALL, OFFICE I
268 NEG 0 0 3500 ADMN DW 25 B WALL, I
269 NEG 0 0 3500 ADMN DW 25 C WALL I
270 NEG 0 0 3500 ADMN DW 25 D WALL I
271 NEG 0.01 0 3500 ADMN MTL 25 A DOORFRAME, BLACK METAL I
272 NEG 0 0 3500 ADMN MTL 25 A DOOR TO HWY - RM 16 I
273 NEG 0.01 0 3500 ADMN MTL 25 A WINDOW FRAME I
274 NEG 0 0 3500 ADMN DW 26 A WALL, DRYWALL, OFFICE I
275 NEG 0 0 3500 ADMN DW 26 B WALL I
276 NEG 0 0 3500 ADMN DW 26 C WALL I
277 NEG 0 0 3500 ADMN DW 26 D WALL I
278 NEG 0.01 0 3500 ADMN MTL 26 A DOORFRAME, BLACK METAL I
279 NEG 0 0 3500 ADMN MTL 26 A DOOR TO HWY - RM 16 I
280 NEG 0.01 0 3500 ADMN MTL 26 A WINDOW FRAME I
281 NEG 0 0 3500 ADMN DW 27 A WALL, COMMON AREA I
282 NEG 0 0 3500 ADMN DW 27 B WALL I
283 NEG 0 0 3500 ADMN DW 27 C WALL I
284 NEG 0 0 3500 ADMN DW 27 D WALL I
285 NEG 0 0 3500 ADMN MTL 27 C DOORFRAME, WOOD D
286 NEG 0 0 3500 ADMN MTL 27 C DOOR TO HWY - RM 36 D



# P/N Pb Pb +/- BLDG LVL SUB RM SD COMPONENT AND COMMENTS C
287 NEG 0 0 3500 ADMN MTL 27 B DROP CEILING FRAME I
288 NEG 0 0 3500 ADMN WD 27 B DROP CEILING I
289 NEG 0 0 3500 ADMN PLTC 27 B BASEBOARD, VINYL I
290 NEG 0 0 3500 ADMN LAM 27 A CABINETRY, LAMINATE I
291 NEG 0 0 3500 ADMN LAM 27 A COUNTERTOP, LAMINATE I
292 NEG 0 0 3500 ADMN DW 28 A WALL, DRYWALL, OFFICE I
293 PASS 0.02 SHUTTER CALIBRATION I
294 POS 1.1 0.05 SRM 2573; 1.04 MG/CM2 PB NIST I
295 POS 1.04 0.05 SRM 2573; 1.04 MG/CM2 PB NIST I
296 POS 1.08 0.05 SRM 2573; 1.04 MG/CM2 PB NIST I
297 NEG 0 0 3500 ADMN DW 28 B WALL I
298 NEG 0 0 3501 ADMN CCR 28 C WALL, CONCRETE, BLDG. PERIM I
299 NEG 0 0 3502 ADMN DW 28 D WALL, DRYWALL I
300 NEG 0.1 0.02 3503 ADMN MTL 28 C DOORFRAME I
301 POS > 1.00 0.13 3504 ADMN MTL 28 C DOOR, TO EXTER (NITON 0.28) I
302 NEG 0 0 3505 ADMN MTL 28 A DOORFRAME, BLACK METAL I
303 NEG 0 0 3506 ADMN MTL 28 A DOOR TO HWY - RM 16 I
304 NEG 0.01 0 3507 ADMN MTL 28 A WINDOW FRAME I
305 NEG 0 0 3508 ADMN DW 29 A WALL, DRYWALL, OFFICE I
306 NEG 0 0 3509 ADMN DW 29 B WALL I
307 NEG 0 0 3510 ADMN CCR 29 C WALL, CONCRETE, BLDG. PERIM I
308 NEG 0 0 3511 ADMN DW 29 D WALL, DRYWALL I
309 NEG 0.01 0 3512 ADMN MTL 29 A DOORFRAME, BLACK METAL I
310 NEG 0 0 3513 ADMN MTL 29 A DOOR TO HWY - RM 16 I
311 NEG 0.01 0 3514 ADMN MTL 29 A WINDOW FRAME I
312 NEG 0 0 3515 ADMN DW 30 A WALL, DRYWALL, OFFICE I
313 NEG 0 0 3516 ADMN DW 30 B WALL I
314 NEG 0 0 3517 ADMN CCR 30 C WALL, CONCRETE, BLDG. PERIM I
315 NEG 0 0 3518 ADMN DW 30 D WALL, DRYWALL I
316 NEG 0 0 3519 ADMN MTL 30 A DOORFRAME, BLACK METAL I
317 NEG 0 0 3520 ADMN MTL 30 A DOOR TO HWY - RM 16 I
318 NEG 0.01 0 3521 ADMN MTL 30 A WINDOW FRAME I
319 NEG 0 0 3522 ADMN DW 31 A WALL, DRYWALL, OFFICE I
320 NEG 0 0 3523 ADMN DW 31 B WALL I
321 NEG 0 0 3524 ADMN CCR 31 C WALL, CONCRETE I
322 NEG 0 0 3525 ADMN DW 31 D WALL, DRYWALL I
323 NEG 0.01 0 3526 ADMN MTL 31 A DOORFRAME, BLACK METAL I
324 NEG 0 0 3527 ADMN MTL 31 A DOOR TO HWY - RM 16 I
325 NEG 0 0 3528 ADMN MTL 31 A WINDOW FRAME I
326 NEG 0 0 3529 ADMN MTL 31 B ELECTRICAL PANEL I
327 NEG 0 0 3530 ADMN DW 32 A WALL, DRYWALL, OFFICE I
328 NEG 0 0 3531 ADMN DW 32 B WALL I
329 NEG 0 0 3532 ADMN CCR 32 C WALL, CONCRETE, BLDG. PERIM I
330 NEG 0 0 3533 ADMN DW 32 D WALL, DRYWALL I
331 NEG 0.1 0.02 3534 ADMN MTL 32 C DOORFRAME, WHITE D
332 NEG 0.29 0.04 3535 ADMN MTL 32 C DOOR TO EXTER I
333 NEG 0 0 3536 ADMN WD 32 A DOORFRAME, WOOD I
334 NEG 0 0 3537 ADMN WD 32 A DOOR TO BACK HWY - RM 36 I



# P/N Pb Pb +/- BLDG LVL SUB RM SD COMPONENT AND COMMENTS C
335 NEG 0 0 3538 ADMN WD 32 A WALL SUPPORT, TAN I
336 NEG 0 0 3539 ADMN LAM 32 B SHELVING, WHITE LAMINATE I
337 NEG 0 0 3540 ADMN DW 33 A WALL, DRYWALL I
338 NEG 0 0 3541 ADMN DW 33 B WALL I
339 NEG 0 0 3542 ADMN DW 33 C WALL I
340 NEG 0 0 3543 ADMN DW 33 D WALL I
341 NEG 0 0 3544 ADMN CCR 33 D WALL, CONCRETE I
342 NEG 0 0 3545 ADMN MTL 33 D DOORFRAME, WHITE D
343 NEG 0 0 3546 ADMN MTL 33 D DOOR TO EXTER I
344 NEG 0.03 0.02 3547 ADMN WD 33 A DOORFRAME, WOOD I
345 NEG 0 0 3548 ADMN WD 33 A DOOR TO BACK HWY - RM 36 I
346 NEG 0 0 3549 ADMN LAM 33 C CABINETRY, LAMINATE I
347 NEG 0 0 3550 ADMN LAM 33 C COUNTERTOP, LAMINATE I
348 NEG 0 0 3551 ADMN DW 42 A WALL, DRYWALL, WALK-IN CLST I
349 NEG 0 0 3552 ADMN DW 42 B WALL I
350 NEG 0 0 3553 ADMN DW 42 C WALL I
351 NEG 0 0 3554 ADMN DW 42 D WALL I
352 NEG 0 0 3555 ADMN WD 42 A DOORFRAME, WOOD I
353 NEG 0.01 0.02 3556 ADMN WD 42 A DOOR TO ROOM 33 I
354 NEG 0.08 0.05 3557 ADMN WD 42 A CROWN MOLDING I
355 NEG 0 0 3558 ADMN PLTR 36 A WALL, PLASER, BACK HWY I
356 NEG 0 0 3559 ADMN DW 36 B WALL, DRYWALL I
357 NEG 0.04 0.04 3560 ADMN WD 36 C WALL, WOOD PANELING I
358 NEG 0 0 3561 ADMN DW 36 D WALL, DRYWALL I
359 NEG 0 0 3562 ADMN WD 36 A DOORFRAME, WOOD I
360 NEG 0 0 3563 ADMN WD 36 A DOOR TO COMMON AREA - RM 27 I
361 NEG 0 0 3564 ADMN WD 36 C LOWER WALL TRIM I
362 NEG 0 0 3565 ADMN PLTR 34 A WALL, PLASER, MEN'S ROOM I
363 NEG 0 0 3566 ADMN PLTR 34 B WALL I
364 NEG 0 0 3567 ADMN PLTR 34 C WALL I
365 NEG 0 0 3568 ADMN PLTR 34 D WALL I
366 NEG 0 0 3569 ADMN PLTR 34 D CEILING I
367 NEG 0 0.01 3570 ADMN MTL 34 A DOORFRAME I
368 NEG 0.01 0.01 3571 ADMN WD 34 A DOOR D
369 NEG 0 0 3572 ADMN PLTC 34 A FLOOR, SHEET VINYL I
370 NEG 0 0 3573 ADMN PLTR 35 A WALL, PLASER, WOMEN'S ROOM I
371 NEG 0 0 3574 ADMN PLTR 35 B WALL I
372 NEG 0 0 3575 ADMN PLTR 35 C WALL I
373 NEG 0 0 3576 ADMN CCR 35 D WALL, CONCRETE I
374 NEG 0 0 3577 ADMN PLTR 35 D CEILING, PLASER I
375 NEG 0 0 3578 ADMN MTL 35 A DOORFRAME I
376 NEG 0.02 0.02 3579 ADMN WD 35 A DOOR I
377 POS 1.02 0.05 SRM 2573; 1.04 MG/CM2 PB NIST
378 POS 1.02 0.05 SRM 2573; 1.04 MG/CM2 PB NIST
379 POS 1.03 0.05 SRM 2573; 1.04 MG/CM2 PB NIST



# P/N Pb Pb +/- LVL RM SUB SD COMPONENT AND COMMENTS C
3500 Sports Arena Boulevard

NITON XLP300A, SERIAL 97375
339 5.87 0 SHUTTER CALIBRATION
340 NEG 0.8 0.1 SRM 2573; 1.04 MG/CM2 PB NIST STND
341 NEG 0.9 0.1 SRM 2573; 1.04 MG/CM2 PB NIST STND
342 NEG 0.9 0.1 SRM 2573; 1.04 MG/CM2 PB NIST STND
343 NEG 0.9 0.1 SRM 2573; 1.04 MG/CM2 PB NIST STND
344 NEG 0 0.02 CC NCC DW A WALL I
345 NEG 0 0.02 CC NCC DW A WALL I
346 NEG 0 0.02 CC NCC DW A WALL I
347 NEG 0 0.02 CC NCC TLE A WALL I
348 NEG 0 0.02 CC NCC CCR C WALL I
349 NULL 0 0.02 CC NCC CCR C WALL I
350 NEG 0 0.02 CC NCC CCR C WALL I
351 NEG 0 0.02 CC NCC CMU C WALL I
352 NEG 0 0.02 CC NCC CCR C WALL I
353 NEG 0 0.02 CC NCC CCR A COLUMN,RED I
354 NEG 0 0.02 CC NCC CCR A COLUMN,RED I
355 NEG 0 0.02 CC NCC CCR A COLUMN,BLACK I
356 NEG 0 0.02 CC NCC TLE C COLUMN,BLACK I
357 NEG 0 0.02 CC NCC TLE A COLUMN,MULTI I
358 NEG 0 0.02 CC NCC MTL A DOOR FRAME I
359 NEG < LOD 0 CC NCC MTL A DOOR FRAME I
360 NEG 0 0.02 CC NCC MTL C PIPE,BLACK I
361 NEG 0 0.04 CC NCC WD C WALL I
362 NEG 0 0.02 CC NCC MTL C DOOR FRAME,SILVER I
363 NEG 0 0.02 CC NCC MTL C DOOR,SILVER I
364 NEG 0 0.02 CC NCC MTL A DOOR,BLACK I
365 NEG 0 0.02 CC NCC MTL A DOOR,BLACK I
366 NEG < LOD 0 CC NCC MTL C DOOR,GRAY I
367 POS 9.4 7.1 CC NCC MTL C DOOR FRAME,GRAY I
368 NEG 0 0.02 CC NCC CCR C FLOOR I
369 NEG 0 0.02 CC NCC TLE C FLOOR I
370 NEG 0 0.02 CC NCC WD C CABINET I
371 NEG 0 0.02 CC NCC MTL C T FRAME I
372 NEG 0 0.02 CC NCC CCR C CEILING I
373 NEG 0 0.02 CC NCC CCR C BEAMS,RED I
374 NEG 0 0.03 CC NCC WD C BULLENTIN BOARD I
375 NEG 0 0.02 CC NCC DW B WALL I
376 NEG 0 0.02 CC NCC DW B WALL I
377 NEG 0 0.02 CC NCC DW B WALL I
378 NEG 0 0.02 CC NCC CCR D WALL I
379 NEG 0 0.02 CC NCC CCR D WALL I
380 NEG 0 0.02 CC NCC CMU D WALL I
381 NEG 0 0.02 CC NCC CCR D WALL I
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382 NEG 0 0.02 CC NCC CCR D COLUMN,RED I
383 NEG 0 0.02 CC NCC CCR D COLUMN,RED I
384 NEG 0 0.02 CC NCC CCR B COLUMN,RED I
385 NEG 0 0.02 CC NCC TLE B COLUMN,BLACK I
386 NEG 0 0.02 CC NCC TLE D COLUMN,BLACK I
387 NEG 0.08 0.92 CC NCC MTL B DOOR FRAME,WHITE I
388 NEG < LOD 0 CC NCC MTL B DOOR,WHITE I
389 NEG 0 0.02 CC NCC MTL D DOOR,SILVER I
390 NEG 0 0.02 CC NCC MTL D DOOR FRAME,SILVER I
391 NEG 0 0.02 CC NCC CCR D CEILING,RED I
392 NEG 0 0.02 CC NCC CCR D CEILING BEAMS,RED I
393 NEG 0 0.02 CC NCC MTL D T FRAME I
394 NEG 0 0.02 CC NCC CCR D FLOOR I
395 NEG 0 0.02 CC NCC WD D BULLENTIN BOARD I
396 NEG 0 0.02 CC SCC CMU A WALL I
397 NEG 0 0.02 CC SCC CCR A WALL I
398 NEG 0 0.02 CC SCC CCR A WALL I
399 NEG 0 0.02 CC SCC DW A WALL I
400 NEG 0 0.02 CC SCC DW A WALL I
401 NEG 0 0.02 CC SCC DW C WALL I
402 NEG 0 0.02 CC SCC DW C WALL I
403 NULL 0 0.02 CC SCC DW C WALL I
404 NEG 0 0.02 CC SCC DW C WALL I
405 NEG 0 0.02 CC SCC CCR C COLUMN I
406 NEG 0 0.02 CC SCC CCR C COLUMN I
407 NEG 0.03 0.03 CC SCC CCR C COLUMN I
408 NEG 0 0.02 CC SCC WD C COLUMN I
409 NEG 0 0.02 CC SCC TLE A COLUMN,BLACK I
410 NEG 0.29 0.65 CC SCC MTL C DOOR FRAME,BLACK I
411 NEG < LOD 0 CC SCC MTL C DOOR,BLACK I
412 NEG 0 0.02 CC SCC MTL A DOOR,SILVER I
413 NEG 0 0.02 CC SCC MTL A DOOR FRAME,SILVER I
414 NEG 0 0.02 CC SCC MTL C T FRAME I
415 NEG 0 0.02 CC SCC CCR A CEILING I
416 NEG 0 0.02 CC SCC CCR A CEILING BEAMS,RED I
417 NEG 0 0.02 CC SCC WD A BULLENTIN BOARD I
418 NEG 0 0.02 CC SCC WD C STAINED WOOD WALL TRIM I
419 NEG 0 0.02 CC SCC WD A BASEBOARD I
420 NEG 0 0.02 CC WCC CCR B WALL I
421 NEG 0 0.02 CC WCC CMU B WALL I
422 NEG 0 0.02 CC WCC CCR B WALL I
423 NEG 0 0.02 CC WCC DW B WALL I
424 NEG 0 0.02 CC WCC DW D WALL I
425 NEG 0 0.02 CC WCC DW D WALL I
426 NEG 0 0.02 CC WCC DW D WALL I
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427 NEG 0 0.02 CC WCC CCR D COLUMN,RED I
428 NEG 0 0.02 CC WCC CCR D COLUMN,RED I
429 NEG 0 0.02 CC WCC TLE B COLUMN,BLACK I
430 NEG < LOD 0 CC WCC MTL D DOOR FRAME,BLACK I
431 NEG 0.05 0.84 CC WCC MTL D DOOR,BLACK I
432 NEG 0 0.02 CC WCC MTL B DOOR,SILVER I
433 NEG 0 0.02 CC WCC MTL B DOOR FRAME,SILVER I
434 NEG 0 0.02 CC WCC CCR B CEILING I
435 NEG 0 0.02 CC WCC CCR B CEILING BEAMS,RED I
436 NEG 0 0.02 CC WCC MTL B T FRAME I
437 NEG 0 0.02 CC WCC CCR B FLOOR I
438 NULL 0 0.02 CC WCC CMU B WALL I
439 NEG 0 0.02 CC WCC CMU B WALL I
440 NEG 0 0.02 CC WCC WD B BULLENTIN BOARD I
441 NEG 0 0.02 CC NCC WD C BAR SHELF,STAINED I
442 NEG 0 0.02 CC NCC MTL C BAY DOOR FRAME,BLACK I
443 NEG 0 0.02 CC NCC MTL C BAY DOOR,SILVER I
444 NEG 0 0.02 CC MAIN CCR A WALL I
445 NEG 0 0.02 CC MAIN CCR A UPPER LEVEL WALLS I
446 NEG 0 0.02 CC MAIN CCR A UPPER LEVEL WALLS I
447 NEG 0 0.02 CC MAIN CCR B UPPER LEVEL WALLS I
448 NEG 0 0.02 CC MAIN CCR B UPPER LEVEL WALLS I
449 NEG 0 0.02 CC MAIN CCR C UPPER LEVEL WALLS I
450 NULL 0.07 0.59 CC MAIN CCR D UPPER LEVEL WALLS I
451 NEG 0 0.02 CC MAIN CCR D UPPER LEVEL WALLS I
452 NEG 0 0.02 CC MAIN CCR D UPPER LEVEL WALLS I
453 NEG 0 0.02 CC MAIN CCR D UPPER LEVEL WALLS I
454 NEG 0.01 0.04 CC MAIN MTL D LADDER I
455 NEG 0.21 0.48 CC MAIN MTL A LADDER I
456 NULL 0.02 0.08 CC MAIN MTL B LADDER I
457 NEG 0.02 0.05 CC MAIN MTL B LADDER I
458 NEG 0.06 0.16 CC MAIN MTL C LADDER I
459 NEG 0 0.02 CC MAIN CCR C MID LEVEL WALLS I
460 NEG 0 0.02 CC MAIN CCR C MID LEVEL WALLS I
461 NEG 0 0.02 CC MAIN CCR C MID LEVEL WALLS I
462 NEG 0 0.02 CC MAIN CCR D MID LEVEL WALLS I
463 NEG 0 0.02 CC MAIN CCR D MID LEVEL WALLS I
464 NEG 0 0.02 CC MAIN CCR A MID LEVEL WALLS I
465 NEG 0 0.02 CC MAIN MTL A HANDRAILS I
466 NEG 0 0.02 CC MAIN MTL A HANDRAILS I
467 NEG 0 0.02 CC MAIN MTL B HANDRAILS I
468 NEG 0.05 0.11 CC MAIN MTL C SEATS,BLUE I
469 NEG 0.03 0.08 CC MAIN MTL C SEATS,BLUE I
470 NEG 0.03 0.08 CC MAIN MTL C SEATS,BLUE I
471 NEG 0.19 0.31 CC MAIN PLTC C SEATS,BLACK I
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472 NEG 0.24 0.32 CC MAIN PLTC C SEATS,BLACK I
473 POS 1.6 0.5 CC MAIN MTL C SEATS,RED I
474 POS 1.7 0.5 CC MAIN MTL C SEATS,RED I
475 NEG 0 0.02 CC MAIN CCR C UPPER LEVEL FLOOR I
476 NEG 0 0.02 CC MAIN CCR B UPPER LEVEL FLOOR I
477 NEG 0 0.02 CC MAIN CCR D UPPER LEVEL FLOOR I
478 NULL 0.05 0.16 CC MAIN MTL B SEATS,BLUE I
479 NEG 0.08 0.12 CC MAIN MTL B SEATS,BLUE I
480 NEG 0.05 0.12 CC MAIN MTL B SEATS,BLUE I
481 NEG 0.04 0.06 CC MAIN MTL B SEATS,BLUE I
482 NEG 0.04 0.08 CC MAIN MTL C SEATS,BLUE I
483 NEG 0.13 0.25 CC MAIN MTL C SEATS,BLUE I
484 NEG 0 0.02 CC MAIN CCR C LOWER LEVEL RAIL BASE,BLACK I
485 NEG 0 0.02 CC MAIN CCR C LOWER LEVEL RAIL BASE,BLACK I
486 NEG 0 0.02 CC MAIN CCR B LOWER LEVEL RAIL BASE,BLACK I
487 NEG 0 0.02 CC MAIN CCR A LOWER LEVEL RAIL BASE,BLACK I
488 NEG 0 0.03 CC MAIN WD C RETRACTABLE SEATS I
489 NEG 0 0.03 CC MAIN WD C RETRACTABLE SEATS I
490 NEG 0 0.02 CC MAIN WD A RETRACTABLE SEATS I
491 NEG 0 0.02 CC MAIN CCR C STAIR STEP MARKERS,GRAY I
492 NULL 0.01 0.02 CC MAIN CCR C STAIR STEP MARKERS,GRAY I
493 NEG 0.02 0.05 CC MAIN CCR C STAIR STEP MARKERS,GRAY I
494 NEG 0 0.11 CC MAIN CCR C STAIR STEP MARKERS,WHITE I
495 NEG 0 0.02 CC MAIN CCR C STAIR STEP MARKERS,WHITE I
496 NEG 0 0.02 CC MAIN CCR C FLOOR I
497 NEG 0 0.02 CC MAIN CCR C FLOOR I
498 NEG 0.9 0.1 SRM 2573; 1.04 MG/CM2 PB NIST STND
499 NEG 0.9 0.1 SRM 2573; 1.04 MG/CM2 PB NIST STND
500 POS 1 0.1 SRM 2573; 1.04 MG/CM2 PB NIST STND
501 6.33 0 SHUTTER CALIBRATION
502 POS 1 0.1 SRM 2573; 1.04 MG/CM2 PB NIST STND
503 NEG 0.9 0.1 SRM 2573; 1.04 MG/CM2 PB NIST STND
504 POS 1 0.1 SRM 2573; 1.04 MG/CM2 PB NIST STND
505 NEG 0.03 0.07 CC RM20 DW A WALL I
506 NEG 0.04 0.07 CC RM20 CCR B WALL I
507 NEG 0.03 0.15 CC RM20 WD B WALL I
508 NEG 0.01 0.03 CC RM20 CCR C WALL I
509 NEG 0.01 0.03 CC RM20 CCR D WALL I
510 NEG 0.03 0.06 CC RM20 CCR C CEILING I
511 NEG 0.03 0.06 CC RM20 DW A CONCESSIONS CEILING I
512 NEG 0.17 0.32 CC RM20 MTL A DOOR I
513 NEG 0.09 0.28 CC RM20 MTL A DOOR FRAME I
514 NEG 0.01 0.03 CC RM20 MTL A DOOR FRAME I
515 NEG 0 0.02 CC RM20 WD A DOOR I
516 NEG 0 0.03 CC RM20 WD C CONCESSIONS WINDOW FRAME I



# P/N Pb Pb +/- LVL RM SUB SD COMPONENT AND COMMENTS C
517 NEG 0 0.02 CC RM20 MTL C FRIDGE I
518 NEG 0 0.02 CC RM20 MTL C WATER LINES I
519 NEG 0.02 0.09 CC RM20 WD A COUNTERTOP I
520 NEG 0 0.02 CC RM20 CCR A FLOOR D
521 NEG 0 0.02 CC RM20 CCR A FLOOR D
522 NEG 0.01 0.05 CC RM20 MTL B HVAC DUCT I
523 NEG 0.01 0.04 CC RM21 DW A WALL I
524 NEG 0 0.02 CC RM21 DW B WALL I
525 NEG 0.04 0.05 CC RM21 CCR B WALL I
526 NEG 0.1 0.08 CC RM21 CCR C WALL I
527 NEG < LOD 0 CC RM21 CCR D WALL I
528 NULL 0.04 0.18 CC RM21 CCR D CEILING I
529 NEG 0.06 0.05 CC RM21 CCR D CEILING I
530 NEG 0 0.02 CC RM21 MTL A DOOR I
531 NEG 0.15 0.35 CC RM21 MTL A DOOR FRAME I
532 NEG 0 0.02 CC RM21 MTL B DOOR FRAME I
533 NEG 0 0.02 CC RM21 WD B DOOR I
534 NEG < LOD 0 CC RM21 MTL C WATER LINES I
535 NEG 0 0.02 CC RM21 CCR C FLOOR D
536 NEG 0 0.02 CC RM21 MTL D ELECTRICAL LINE I
537 NEG 0 0.02 CC RM1 CCR B WALL I
538 NEG 0 0.02 CC RM1 CCR D WALL I
539 NEG 0 0.02 CC RM1 CCR C WALL I
540 NEG 0.02 0.06 CC RM1 TLE C WALL I
541 NEG 0 0.02 CC RM1 PLTC C WALL I
542 NEG 0 0.02 CC RM1 DW C CEILING I
543 NEG 0 0.02 CC RM1 MTL A T FRAME I
544 NEG 0 0.02 CC RM1 MTL A CEILING I
545 NEG 0 0.02 CC RM1 TLE D BASEBOARD I
546 NEG 0 0.02 CC RM1 CCR C FLOOR D
547 NEG 0 0.02 CC RM1 CCR A FLOOR I
548 NEG 0 0.02 CC RM2 CCR A FLOOR I
549 NEG 0 0.02 CC RM2 DW A WALL I
550 NEG 0 0.02 CC RM2 CCR B WALL I
551 NEG 0 0.02 CC RM2 DW C WALL I
552 NEG 0 0.02 CC RM2 CCR D WALL I
553 POS 13.9 8 CC RM2 TLE A WALL I
554 POS 9.3 7 CC RM2 TLE D WALL I
555 POS 12.2 8.2 CC RM2 TLE C WALL I
556 POS 12.2 7.8 CC RM2 TLE B WALL I
557 NEG 0.01 0.03 CC RM2 DW C CEILING I
558 NEG 0 0.02 CC RM2 CCR B BASEBOARD I
559 NEG 0 0.02 CC RM2 WD C STALL WALLS I
560 NEG 0 0.02 CC RM2 PORC A SINK I
561 NEG 0 0.02 CC RM2 PORC C TOILET I



# P/N Pb Pb +/- LVL RM SUB SD COMPONENT AND COMMENTS C
562 NEG 0 0.02 CC RM2 WD A THRESHOLD FRAME I
563 NEG 0.02 0.04 CC RM3 DW A WALL I
564 NEG 0.03 0.07 CC RM3 CCR B WALL I
565 NEG 0.02 0.05 CC RM3 CCR C WALL I
566 NEG 0 0.02 CC RM3 CCR D WALL I
567 NEG 0.02 0.04 CC RM3 DW A CEILING I
568 NEG 0 0.02 CC RM3 CCR A FLOOR I
569 NEG 0 0.02 CC RM3 CCR D BASEBOARD I
570 POS 5.1 4 CC RM3 TLE A WALL I
571 POS 7.9 6.7 CC RM3 TLE D WALL I
572 POS 6 4.7 CC RM3 TLE C WALL I
573 POS 5 3.7 CC RM3 TLE B WALL I
574 NEG 0 0.03 CC RM3 WD C STALL WALLS I
575 NEG 0 0.02 CC RM3 PORC A SINK I
576 NEG 0 0.02 CC RM3 PORC C TOILET I
577 NEG 0.06 0.12 CC RM4 DW A WALL I
578 NEG 0.09 0.11 CC RM4 CCR D WALL I
579 NEG 0.01 0.02 CC RM4 CCR C WALL I
580 NEG 0.02 0.03 CC RM4 CCR B WALL I
581 NULL 0 0.02 CC RM4 DW C CONCESSIONS WALL I
582 NULL 0.9 0.4 CC RM4 DW C CONCESSIONS WALL I
583 NEG 0 0.02 CC RM4 DW C CONCESSIONS WALL I
584 NEG 0.01 0.02 CC RM4 DW A CONCESSIONS CEILING I
585 NEG 0.06 0.18 CC RM4 CCR C KITCHEN CEILING I
586 NEG 0.08 0.24 CC RM4 MTL A DOOR FRAME I
587 NEG 0.02 0.06 CC RM4 MTL A DOOR FRAME I
588 NEG < LOD 0 CC RM4 MTL A DOOR I
589 NEG < LOD 0 CC RM4 MTL A DOOR I
590 NEG 0 0.02 CC RM4 MTL A WATER LINES I
591 NEG 0.01 0.03 CC RM4 MTL B FRIDGE I
592 NEG 0 0.02 CC RM4 CCR A FLOOR I
593 NULL 0 0.02 CC RM4 CCR C FLOOR I
594 NEG 0 0.02 CC RM4 CCR C FLOOR I
595 NEG 0 0.02 CC RM4 TLE A COUNTERTOP I
596 NULL 0 0.02 CC RM5 DW A WALL I
597 NEG 0.01 0.02 CC RM5 DW A WALL I
598 NEG 0.02 0.04 CC RM5 CCR D WALL I
599 NEG 0.05 0.08 CC RM5 CCR C WALL I
600 NEG 0.01 0.03 CC RM5 CCR B WALL I
601 NULL 0 0.02 CC RM5 DW B CEILING I
602 NEG 0 0.02 CC RM5 DW B CEILING I
603 POS 13.5 8.2 CC RM5 TLE A WALL I
604 POS 6.2 4.8 CC RM5 TLE B WALL I
605 POS 12.8 8.1 CC RM5 TLE C WALL I
606 POS 14.5 8.1 CC RM5 TLE D WALL I



# P/N Pb Pb +/- LVL RM SUB SD COMPONENT AND COMMENTS C
607 NEG 0 0.02 CC RM5 WD A THRESHOLD FRAME I
608 NEG 0 0.02 CC RM5 CCR A FLOOR I
609 NEG 0 0.02 CC RM5 CCR B BASEBOARD I
610 NEG 0 0.02 CC RM5 WD C STALL WALLS I
611 NEG 0 0.02 CC RM5 PORC A SINK I
612 NEG 0 0.02 CC RM5 PORC C TOILET I
613 NEG 0 0.02 CC RM6 WD A THRESHOLD FRAME I
614 NEG 0 0.02 CC RM6 DW A WALL I
615 NEG 0 0.02 CC RM6 CCR D WALL I
616 NEG 0.01 0.02 CC RM6 CCR C WALL I
617 NEG 0 0.02 CC RM6 CCR B WALL I
618 POS 11.5 7.7 CC RM6 TLE A WALL I
619 POS 11.3 7.2 CC RM6 TLE D WALL I
620 POS 9.7 7.2 CC RM6 TLE C WALL I
621 POS 11.9 7.4 CC RM6 TLE B WALL I
622 NEG 0 0.02 CC RM6 DW A CEILING I
623 NEG 0 0.04 CC RM6 WD C STALL WALLS I
624 NEG 0 0.02 CC RM6 CCR C FLOOR I
625 NEG 0 0.02 CC RM6 CCR D BASEBOARD I
626 NEG 0.02 0.04 CC RM10 DW A WALL I
627 NEG 0 0.02 CC RM10 CCR B WALL I
628 NEG 0.05 0.06 CC RM10 CCR C WALL I
629 NEG 0.08 0.1 CC RM10 CCR D WALL I
630 NEG 0.01 0.02 CC RM10 CCR D CEILING I
631 NEG 0 0.02 CC RM10 CCR A FLOOR I
632 NEG 0.06 0.17 CC RM10 MTL A DOOR FRAME I
633 NEG 0.03 0.13 CC RM10 MTL A DOOR FRAME I
634 NEG 0.01 0.04 CC RM10 MTL A DOOR I
635 NEG 0.01 0.04 CC RM10 MTL A DOOR I
636 NEG 0 0.02 CC RM10 MTL D ELECTRICAL LINES I
637 NEG 0 0.02 CC RM13 DW A WALL I
638 NEG 0 0.02 CC RM13 CCR D WALL I
639 NEG 0 0.02 CC RM13 CCR C WALL I
640 NEG 0 0.02 CC RM13 CCR B WALL I
641 POS 5.3 4.2 CC RM13 TLE A WALL I
642 POS 17 8.7 CC RM13 TLE B WALL I
643 POS 6.9 5.7 CC RM13 TLE C WALL I
644 POS 11.5 7.6 CC RM13 TLE D WALL I
645 NEG 0 0.02 CC RM13 DW D CEILING I
646 NEG 0 0.02 CC RM13 CCR D FLOOR I
647 NEG 0 0.02 CC RM13 CCR B BASEBOARD I
648 NEG 0 0.02 CC RM13 WD C STALL WALLS I
649 NEG 0 0.02 CC RM13 WD A THRESHOLD FRAME I
650 NEG 0 0.02 CC RM14 WD A THRESHOLD FRAME I
651 NEG 0.5 0.5 CC RM14 DW A WALL I



# P/N Pb Pb +/- LVL RM SUB SD COMPONENT AND COMMENTS C
652 NEG 0 0.02 CC RM14 DW A WALL I
653 NEG 0.02 0.04 CC RM14 CCR D WALL I
654 NEG 0 0.02 CC RM14 CCR C WALL I
655 NEG 0 0.02 CC RM14 CCR B WALL I
656 NEG 0.01 0.03 CC RM14 DW B CEILING I
657 POS 6.3 4.9 CC RM14 TLE A WALL I
658 POS 6.5 5.2 CC RM14 TLE B WALL I
659 POS 4.2 3.1 CC RM14 TLE C WALL I
660 POS 6.2 5 CC RM14 TLE D WALL I
661 NULL 0 0.02 CC RM14 CCR B BASEBOARD I
662 NEG 0 0.02 CC RM14 CCR B BASEBOARD I
663 NEG 0 0.02 CC RM14 CCR B FLOOR I
664 NEG 0 0.02 CC RM14 WD C STALL WALLS I
665 NEG 0 0.02 CC RM16 WD C STALL WALLS I
666 NEG 0 0.02 CC RM16 WD A THRESHOLD FRAME I
667 NEG 0.01 0.02 CC RM16 DW A WALL I
668 NEG 0.02 0.04 CC RM16 CCR D WALL I
669 NEG 0 0.02 CC RM16 CCR C WALL I
670 NEG 0.06 0.09 CC RM16 CCR B WALL I
671 NEG 0.04 0.07 CC RM16 DW A CEILING I
672 POS 4.8 3.5 CC RM16 TLE A WALL I
673 POS 8.6 7.5 CC RM16 TLE B WALL I
674 POS 5 3.7 CC RM16 TLE C WALL I
675 POS 7.6 6.3 CC RM16 TLE D WALL I
676 NEG 0 0.02 CC RM16 CCR A FLOOR I
677 NEG 0 0.02 CC RM16 CCR B BASEBOARD I
678 NEG 0 0.02 CC RM16 CCR B FLOOR I
679 NEG 0 0.02 CC RM16 WD C COUNTERTOP I
680 NEG 0 0.02 CC RM17 WD A COUNTERTOP I
681 NEG 0 0.03 CC RM17 WD A THRESHOLD FRAME I
682 NEG 0 0.03 CC RM17 WD C STALL WALLS I
683 NEG 0 0.02 CC RM17 DW A WALL I
684 NEG 0 0.02 CC RM17 CCR D WALL I
685 NEG 0 0.02 CC RM17 CCR C WALL I
686 NEG 0 0.02 CC RM17 CCR B WALL I
687 NEG 0 0.02 CC RM17 DW A CEILING I
688 POS 5.2 3.9 CC RM17 TLE A WALL I
689 POS 11.1 7.3 CC RM17 TLE D WALL I
690 POS 6.3 5.1 CC RM17 TLE B WALL I
691 POS 5.6 4.5 CC RM17 TLE C WALL I
692 POS 11.1 7.2 CC RM17 TLE D WALL I
693 NEG 0 0.02 CC RM17 CCR A FLOOR I
694 NEG 0 0.02 CC RM17 CCR D BASEBOARD I
695 NEG 0 0.02 CC RM17 WD A STALL WALLS I
696 NEG 0 0.04 CC RM17 WD C STALL WALLS I



# P/N Pb Pb +/- LVL RM SUB SD COMPONENT AND COMMENTS C
697 NEG 0 0.02 CC RM7 DW A WALL I
698 NEG 0 0.02 CC RM7 DW B WALL I
699 NEG 0 0.02 CC RM7 DW C WALL I
700 NEG 0 0.02 CC RM7 DW D WALL I
701 NEG 0 0.02 CC RM7 MTL A CEILING I
702 NEG 0 0.02 CC RM7 MTL A T FRAME I
703 NEG 0 0.03 CC RM7 WD A DOOR I
704 NEG 0 0.02 CC RM7 WD A DOOR FRAME I
705 NEG 0 0.02 CC RM7 MTL B BAY DOOR I
706 NEG 0 0.02 CC RM7 MTL B BAY DOOR FRAME I
707 NEG 0 0.02 CC RM7 DW A WINDOW SILL-PART OF WALL I
708 NEG 0 0.02 CC RM7 CCR A FLOOR I
709 NEG 0 0.02 CC RM7 WD B WALL I
710 NEG 0 0.02 CC RM7 WD D WALL I
711 NEG 0 0.02 CC RM7 DW C CEILING I
712 NEG 0.01 0.06 CC RM7 TLE D BASEBOARD I
713 NEG 0 0.02 CC RM7 CCR D FLOOR I
714 NEG 0 0.03 CC RM7 WD C COUNTERTOP I
715 NEG 0.05 0.08 CC RM9 CCR A WALL I
716 NEG 0.05 0.09 CC RM9 CCR B WALL I
717 NEG < LOD 0 CC RM9 CCR C WALL I
718 NEG 0.04 0.09 CC RM9 CCR D WALL I
719 NEG 0.04 0.05 CC RM9 CCR D CEILING I
720 NEG 0 0.02 CC RM9 CCR D FLOOR D
721 NEG 0.04 0.15 CC RM9 MTL A DOOR I
722 NEG 0.04 0.16 CC RM9 MTL A DOOR FRAME I
723 NEG 0.01 0.04 CC RM9 DW A CEILING I
724 NEG 0.17 0.27 CC RM9 WD A COUNTERTOP I
725 NEG 0.17 0.27 CC RM9 WD C CABINET I
726 NEG 0.14 0.2 CC RM9 MTL C WATER LINES I
727 NEG 0 0.02 CC RM9 MTL D FRIDGE I
728 NEG 0 0.02 CC RM12 PLTC A WALL I
729 NEG 0 0.02 CC RM12 PLTC B WALL I
730 NEG 0 0.02 CC RM12 PLTC C WALL I
731 NULL 0 0.02 CC RM12 PLTC D WALL I
732 NEG 0 0.02 CC RM12 PLTC D WALL I
733 NEG 0 0.02 CC RM12 WD A DOOR FRAME I
734 NEG 0 0.02 CC RM12 WD A DOOR I
735 NEG 0 0.03 CC RM12 MTL A CEILING I
736 NEG 0 0.02 CC RM12 MTL A T FRAME I
737 NEG 0.01 0.06 CC RM12 TLE A BASEBOARD I
738 NEG 0 0.02 CC RM12 CCR A FLOOR I
739 NEG 0 0.02 CC RM12 CCR B WALL I
740 NEG 0 0.02 CC RM12 WD C WALL I
741 NEG 0 0.02 CC RM12 CCR D WALL I











































93 NEG 0 0 3570 MTL EXT B TABLES, ANODIZED METAL I
94 NEG 0 0 3570 MTL EXT B AWNING I
95 NEG 0 0 3570 MTL EXT B RAILING I
96 NEG 0 0 3570 STCO EXT C WALL I
97 NEG 0 0 3570 CCR EXT C CURB I
98 NEG 0 0 3570 STCO EXT C TRIM, STUCCO, WHITE I
99 NEG 0 0 3570 STCO EXT D WALL I

100 NEG 0 0 3570 MTL EXT D BOLLARD I
101 NEG 0 0 3570 WD EXT D GABLES, STORAGE AREA I
102 NEG 0 0 3570 MTL EXT D FASCIA, ANODIZED, STORAGE AREA I
103 NEG 0 0 3570 MTL EXT D GATE, TO TRASH AREA I
104 NEG 0 0 3570 MTL EXT A BICYCLE RACK I
105 NEG 0 0 3570 MTL EXT D BOX, ORDERING STATION I

SHOTS 106-143 AT ANOTHER SITE
144 POS 1.11 0.1 SRM 2573; 1.04 MG/CM2 PB NIST STND
145 POS 1.02 0.09 SRM 2573; 1.04 MG/CM2 PB NIST STND
146 POS 1 0.09 SRM 2573; 1.04 MG/CM2 PB NIST STND
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July 5 & 11, 2023

✔

3360 Sports Arena Boulevard San Diego San Diego 92110

✔
1972-1980  Commercial✔

Nico Gemigniani (Representative for the City of San Diego) (858) 558-3650

12100 Wilshire Boulevard, Suite 1135 Los Angeles CA 90025

✔

July 27, 2023

Dylan Victor, LRC-00009767 and Isaiah Madera, LRC-00009347
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