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the top of the conduit and densified by jetting. Backfill shall be placed and densified to a
minimum of 90 percent of maximum from 1 foot above the top of the conduit to the surface.

7.3 The jetting of the bedding around the conduits shall be observed by the Geotechnical
Consultant.

7.4 The Geotechnical Consultant shall test the trench backfill for relative compaction. At least one
test should be made for every 300 feet of trench and 2 feet of fill.

7.5 Lift thickness of trench backfill shall not exceed those allowed in the Standard Specifications
of Public Works Construction unless the Contractor can demonstrate to the Geotechnical
Consultant that the fill lift can be compacted to the minimum relative compaction by his
alternative equipment and method.
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TOP VIEW

_ A MINIMUM 30" X 30" X 1/4" STEEL PLATE

(O————1——STANDARD 3/4" PIPE NIPPLE WELDED TO BOTTOM OF
PLATE.

COEHESIVE BACKFILL BOTTOM OF
WITH NEWSPAPER CLEANOUT
SPACED 6" APART.

IR

18" MIN. WITH 3/8" ANCHORS WELDED TO EACH

CORNER, SET LEVEL IN 6" OF CONCRETE.

ARV ARV
Y
AN

21/2' SQUARE PIT, EXCAVATED
ABOUT 2' BELOW LIMIT OF CLEANOUT

TANDARD 3/4" PIPE NIPPLE WELDED TO BOTTOM OF
PLATE, COVER OPENING WITH DUCT TAPE OR EQUIVALENT
BEFORE BURIAL.

1. SURVEY FOR HORIZONTAL AND VERTICAL LOCATION TO NEAREST .01 INCH
PRIOR TO BACKFILL USING KNOW LOCATIONS THAT WILL REMAIN INTACT DURING THE
DURATION OF THE MONITORING PROGRAM. KNOW POINTS EXPLICITELY NOT ALLOWED ARE
THOSE LOCATED ON FILL OR THAT WILL BE DESTROYED DURING GRADING.

2. IN THE EVENT OF DAMAGE TO SETTLEMENT PLATE DURING GRADING,
CONTRACTOR SHALL IMMEDIATELY NOTIFY THE GEOTECHNICAL
ENGINEER AND SHALL BE RESPONSIBLE FOR RESTORING THE
SETTLEMENT PLATES TO WORKING ORDER.

3. DRILL TO RECOVER AND ATTACH RISER PIPE.

I‘Gc TYPICAL SETTLEMENT
3 PLATE AND RISER




Proposed Grade

Deeper in Areas of /

Swimming Pools, Etc.

:

‘Windrow with
Oversize Material

-

Windrow Parallel to Slope Face

Jetted or Flooded Approved

Granular Material

Excavated Trench
or Dozer V-cut

Note: Oversize Rock is Larger
than 8" in Maximum Dimension.

Section A-A'

Compacted
Fill

$LGC

OVERSIZE ROCK
DISPOSAL DETAIL
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