






















































































































































































































































































EXHIBIT D

PA-1, PA-2, AND PA-3 PRIVATE FIRE PROTECTION SYSTEM
NODE AND PIPE DIAGRAM



WEST HILLS PKWY

\\MERIDIAN\DWG\66 3082\REPORT\CARLTONOAKS_WTR_EXHIBIT—D_NP—FIRE.DWG 5/15/2025 2:04:45 PM LAYOUT: 24x36 USER: william

MASSOT AVE

CARLTON OAKS PROJECT BOUNDARY

) o &

PROJECT BOUNDARY

EXISTING PUBLIC WATER LINE
(629 PRESSURE ZONE)

PROPOSED PUBLIC WATER LINE
(629 PRESSURE ZONE)

PROPOSED PRIVATE FIRE
PROTECTION SYSTEM

PROPOSED FIRE HYDRANT
PROPOSED BACKFLOW PREVENTER
COMPUTER MODEL NODE NUMBER
COMPUTER MODEL PIPE NUMBER

DEXTER WILSON ENGINEERING, INC.

CONSULTING ENGINEERS
2234 FARADAY AVENUE
CARLSBAD, CA 92008

(760) 438-4422

- XHIBIT D

PRIVATE FIRE PROTECTION SYSTEM
NODE AND PIPE DIAGRAM

CARLTON OAKS COUNTRY CLUB AND RESORT
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