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Introduction 

A Water Supply Assessment (WSA) is an analysis of the sufficiency of a public water system to 
meet a proposed development’s anticipated water demand.  Per California Water Code (CWC) 
Sections 10910-10915, a WSA is required for specified types of development projects subject to 
the California Environmental Quality Act (CEQA) and is prepared by the public water system 
that supplies water to the proposed project.  The water supplier will determine whether the 
projected water demand associated with the proposed project was accounted for in the water 
supplier’s most recently adopted Urban Water Management Plan (UWMP) and that there is an 
adequate 20-year water supply.  For the City of Los Angeles (City), the Los Angeles Department 
of Water and Power’s (LADWP) 2020 UWMP serves as the City’s master plan for reliable water 
supply and resources management. 

On September 15, 2014, the County of Los Angeles, which was preparing the environmental 
impact report (EIR) for the Los Angeles County - University of Southern California (LAC+USC) 
Medical Center Campus Master Plan, requested that LADWP prepare a WSA. On November 
18, 2014, LADWP’s Board of Water and Power Commissioners (Board) approved the WSA for 
the LAC+USC Medical Center Campus Master Plan Project under Resolution Number 015 081.  

Since 2014, there has been changes to the 2014 LAC+USC Medical Center Campus Master 
Plan EIR, and the Los Angeles County Department of Economic Opportunity (LAC DEO) is now 
the CEQA Lead Agency preparing a subsequent EIR for the proposed redevelopment at the 
same site called Los Angeles County General Hospital Campus Community Plan. LAC DEO 
has identified LADWP as the water purveyor for the new development and requested a new 
WSA for the Los Angeles County General Hospital Campus Community Plan EIR on November 
6, 2025.  

This WSA is prepared to meet the applicable requirements of CWC Sections 10910-10915. 
Significant references and data for this WSA are from LADWP’s 2020 UWMP, adopted by the 
Board on May 25, 2021. LADWP’s 2020 UWMP is incorporated by reference and is available 
through LADWP’s website, www.ladwp.com/uwmp.   

LADWP’s 2020 UWMP details the department’s plans to meet all of the City’s 25-year projected 
water needs.  LADWP is planning for projected water demands and variable hydrology through 
expansion of local water supply programs. These local water supply programs include 
significant investments in local groundwater, recycled water, stormwater capture, and water 
conservation and water-use efficiency to diversify LADWP’s water supply portfolio.    

 

 

 

http://www.ladwp.com/uwmp
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Findings 

The Project’s projected water demand is estimated to be 814 acre-feet per year (AFY). This 
projected annual water demand was calculated using information from the Project’s scope of 
work provided by LAC DEO. 

The WSA’s basis for evaluating the sufficiency to meet the Project’s water demand is LADWP’s 
most recently adopted UWMP. LADWP’s 2020 UWMP contains LADWP’s water demand 
forecast, which uses long-term demographic projections for population, housing, and 
employment to determine the total projected water supplies up to 2045 during normal, single-
dry, and multiple dry-water years conditions. The City’s water demand projection in LADWP’s 
2020 UWMP was developed based on the 2020-2045 Regional Transportation Plan/Sustainable 
Communities Strategy (2020 RTP/SCS) demographic projection by the Southern California 
Association of Governments (SCAG) for the City’s service area. The demographic projection 
was provided to LADWP from the Metropolitan Water District of Southern California (MWD), 
who collaborates with SCAG to aggregate demographic data for each of its 26 member 
agencies. LADWP’s 2020 UWMP identified water supplies to meet projected water demands 
through 2045.  

As shown in Appendix A of this WSA, the LAC DEO has determined that the Project is 
consistent with the demographic projections for the City from the 2020 RTP/SCS. Since 
LADWP’s 2020 UWMP water demand projection for the City is based off the 2020 RTP/SCS 
demographic projections, and the Project is consistent with the demographic projections for the 
City from the 2020 RTP/SCS, the Project’s anticipated water demand is accounted for within the 
projected water supplies in LADWP’s 2020 UWMP for normal, single-dry, and multiple-dry years 
through the year 2045. Therefore, LADWP determines adequate water supplies will be available 
to meet the Project’s water demand of 814 AFY during normal, single-dry, and multiple-dry 
water years, in addition to the existing and planned future demands on LADWP. 

This WSA evaluates and confirms that the City’s long-term water supply is able to 
accommodate the Project. A subsequent WSA revision may be required if one or more of the 
following occurs: 

1. Changes in the Project result in a substantial increase in water demand for the Project. 
2. Changes in the circumstances or conditions substantially affecting the ability of LADWP 

to provide a sufficient supply of water for the Project.  
3. Significant new information becomes available which was not known and could not have 

been known at the time when WSA was prepared.  
 

If deemed necessary, the LAC DEO may request a revised WSA. 

This WSA is not an approval for water services. A separate request shall be made to LADWP 
requesting an evaluation of water services for the Project. Also, this WSA is an informational 
document required to be prepared for use in the LAC DEO's environmental review of the Project 
under CEQA, and it assesses the adequacy of water supplies to serve the Project’s existing and 
planned future water demands within LADWP’s service area. Approval of this WSA is not 
equivalent to approval of the Project. 







https://engpermitmanual.lacity.org/sewer-s-permits/technical-procedures/sewage-generation-factors-chart












http://www.ladwp.com/






https://wuedata.water.ca.gov/public/uwmp_attachments/5202375113/MWDSC%202020%20Urban%20Water%20Management%20Plan%20-%20June%202021%20WUE%20Portal.pdf
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1104 N. Mission Road, Los Angeles, CA 90033 (Los Angeles County Department of Medical 

Examiner-Coroner) 

1100 N. Mission Road, Los Angeles, CA 90033 (Pharmacy Service Building) 

1635 Marengo Street, Los Angeles, CA 90033 (Parking Lot) 

1801 Marengo Street, Los Angeles, CA 90033 (Los Angeles Breathmobile Program) 

 

• METER/SERVICE NUMBERS:  Click or tap here to enter text. 

 

• CUSTOMER NAME/NUMBER:  Click or tap here to enter text.   

 

• WHAT EXISTING USES DOES THIS METER COVER?  Click or tap here to enter text.   

 

PROPOSED PROJECT 

PROVIDE THE PROPOSED NUMBER OF RESIDENTIAL UNITS AND TYPE (E.G., # OF STUDIO APARTMENTS, 1-BEDROOM 

CONDOS, 2-BEDROOM TOWNHOUSES, ETC.). 

The exact composition of the proposed (maximum) 3,200 residential units is not known at this time. This will be a Program-level SEIR 

evaluation looking at the “worst-case” within reason. 

PROVIDE A DETAILED BREAKDOWN OF DIFFERENT TYPES OF COMMERCIAL, INDUSTRIAL AND/OR EDUCATIONAL USES, 

ETC. (RETAIL, RESTAURANT, OFFICE, THEATRE/ASSEMBLY AREAS, ETC.), AND THE SQUARE FOOTAGE. 

USE(S) SQUARE FEETa 

RESIDENTIAL 2,300,000 

GENERAL OFFICE 400,000 

MEDICAL OFFICE 735,300 

RETAIL 320,000 

HOSPITALITY 80,000 

COMMUNITY BENEFITS 350,000 

EDUCATION 110,000 

WAREHOUSE 160,000 

CLEAN TECH/ADVANCED INDUSTRIAL 200,000 

HOSPITAL 400,000 

PARKING 3,005,678 

 

 

PROVIDE A DETAILED BREAKDOWN OF OCCUPANCY TYPES AND FLOOR AREA FOR COMMERCIAL/HOTEL AMENITIES. 

(FITNESS ROOM, ASSEMBLY ROOMS) 

This level of detail will not be available as part of the Master Plan and Program-level SEIR. The Proposed Project would provide up to 

200 hotel rooms. 
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PROVIDE THE SURFACE AREA (LENGTH X WIDTH, DIAMETER, OR SQUARE FEET IF IRREGULARLY SHAPED) OF ANY 

PROPOSED SWIMMING POOL/HOT TUB THAT IS NOT PART OF A FITNESS CLUB. 

For conservative purposes, the WSA should include a pool; however, exact dimensions (and whether indoor or outdoor) are not 

known in the Master Plan and Program-level SEIR at this time. 

PROVIDE THE AREA OF PROPOSED PARKING FOR COVERED PARKING AND SURFACE PARKING SEPARATELY.  

This level of detail may not be known as part of the Master Plan and Program-level SEIR The Proposed Project would include 

3,005,678 square feet of parking consisting of 8,588 parking spaces. 

LANDSCAPING 

• PROVIDE THE HYDROZONE AREA (SF), AND THE PLANT FACTORS (PF) AND IRRIGATION EFFICIENCY (IE) FOR

EACH HYDROZONE (REFER TO CALIFORNIA CODE OF REGULATIONS TITLE 23. DIVISION 2. CHAPTER 2.7. MODEL

WATER EFFICIENT LANDSCAPE ORDINANCE.)

• PROVIDE THE APPROXIMATE SQUARE FOOTAGE BREAKDOWN OF LANDSCAPED AREA FOR RESIDENTIAL USES

AND NON-RESIDENTIAL USES SEPARATELY.
The Proposed Project would include approximately 350,000 square feet of landscaped areas (plaza, courtyards,

streetscapes, and planting areas).

COOLING  

• FOR PROJECTS CONTAINING COOLING TOWERS, PROVIDE THE CHILLER CAPACITY (IN TONS), AND THE HOURS 

OF OPERATION (X HOURS/DAY, X DAYS/WEEK, X WEEKS/YEAR, ETC.).
Click or tap here to enter text.

• IF THE PROJECT DOES NOT PROPOSE A COOLING TOWER(S), EXPLAIN HOW THE BUILDING(S) WILL BE COOLED.
Click or tap here to enter text.

• IF THE PROPOSED PROJECT INCLUDES A BUILDING OR BUILDINGS WITH OVER 25 RESIDENTIAL FLOORS, HOW

MUCH OF THE COOLING TOWER MAKE-UP WATER WILL BE SUPPLIED BY NON-POTABLE WATER?

N/A – no buildings over 25 stories.

• WILL GREYWATER OR OTHER NON-POTABLE WATER BE USED FOR IRRIGATION OR THE COOLING TOWER?

☐ YES ☒ NO (This will be explored as a future potential option, but is not confirmed at this point in time)

IF YES, PLEASE DESCRIBE THE SYSTEM AND AN ESTIMATE OF HOW MUCH NON-POTABLE WATER WILL BE USED.
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PLEASE FILL IN THE TABLE BELOW WITH THE QUANTITY OF PLUMBING FIXTURES/APPLIANCES FOR THE PROPOSED 

PROJECT. DO NOT CHANGE THE CELLS THAT ALREADY SHOW “N/A”. YOU NEED ONLY ENTER THE INFORMATION THAT 

APPLIES TO THE PROJECT. The SEIR will be a Program-Level document evaluated a Master Plan. This level of detail will not be 

available with certainty.  

 

RESIDENTIAL 

DWELLING 

UNIT 

RESIDENTIAL 

COMMON 

AREA 

RESTAURANT 

/ BAR 

RETAIL / 

COMMERCIAL 
OFFICE 

HOTEL 

ROOMS 

HOTEL 

COMMON 

FACILITY 

WATER CLOSETS N/A     N/A  

URINALS N/A     N/A  

LAVORATORY 

FAUCETS 
N/A     N/A 

 

KITCHEN 

FAUCETS 
N/A  

Click or tap 

here to 

enter text. 

  N/A 

 

COMMERCIAL 

KITCHEN PRE-

RINSE SPRAY 

FAUCETS 

N/A     N/A 

 

SHOWERHEADS N/A     N/A  

CLOTHES 

WASHER 

(RESIDENTIAL) 

      

 

CLOTHES 

WASHER 

(COMMERCIAL) 

      

 

DISHWASHER 

(RESIDENTIAL) 
   

Click or tap 

here to 

enter text. 

  

 

DISHWASHER 

(COMMERCIAL) 
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CAUTION: External Email. Proceed Responsibly.

Hello, Ms. Krystin Hence.
We are in the process of completing the Water Supply Assessment (WSA) Board Package for the Los
Angeles County General Hospital Campus Community Plan (Project). The Los Angeles Department
of Water and Power (LADWP) requests that the Los Angeles County Department of Economic
Opportunity (LAC DEO) confirm, by e-mail, the correct detailed scope (shown below) for the
Project. Your scope confirming e-mail will be included as part of the WSA, and the confirmed scope
will be used for estimating the water demand in the WSA.
LADWP received the WSA Request Letter for the proposed Project on November 6, 2025. The scope
considered in LADWP’s water demand estimate, as received in the WSA Request Letter and from
the Applicant team, is as follows:
Proposed:

 Proposed Use1 Quantity
Residential Units:  

From: Krystin Hence
To: Hwang, Jin
Cc: Allyson Dong; Kim, Theresa; Tcharssov, Andrei; Sophia Wang
Subject: [EXTERNAL] RE: Los Angeles County General Hospital Campus Community Plan - Scope Confirmation
Date: Tuesday, December 9, 2025 2:16:46 PM
Attachments: image001.png

EXTERNAL EMAIL! This email was generated from a non-LADWP address. If any links exist, do not
click/open on them unless you are 100% certain of the associated site or source. ALWAYS hover over the
link to preview the actual URL/site and confirm its legitimacy.

Thank you, Jin.
 
Please accept this email as confirmation of the scope defined below.
 

 
From: Hwang, Jin <Jin.Hwang@ladwp.com> 
Sent: Tuesday, December 9, 2025 2:15 PM
To: Krystin Hence <KHence@opportunity.lacounty.gov>
Cc: Allyson Dong <adong@webtaha.com>; Kim, Theresa <Theresa.Kim@ladwp.com>; Tcharssov,
Andrei <Andrei.Tcharssov@ladwp.com>; Sophia Wang <SWang@opportunity.lacounty.gov>
Subject: Los Angeles County General Hospital Campus Community Plan - Scope Confirmation

 
 

department 
of economic 
opportunity 
COUNTY OF LOS ANCELES 

Krystin Hence 
Assistant Director, Capital Development 

Department of Economic Opportunity 
County of Los Angeles 

323-578-5389 I opportunity .lacounty .gov 
510 S. Vermont Ave. 11th floor Los Angeles, 90020 

mailto:KHence@opportunity.lacounty.gov
mailto:Jin.Hwang@ladwp.com
mailto:adong@webtaha.com
mailto:Theresa.Kim@ladwp.com
mailto:Andrei.Tcharssov@ladwp.com
mailto:SWang@opportunity.lacounty.gov

department
of economic
opportunity

COUNTY OF LOS ANGELES

Krystin Hence .
Assistant Director, Capital Development

Department of Economic Opportunit
Coﬂnty of Los Angeles PP Y

323-578-5389 | opportunity.lacounty.gov
510 S. Vermont Ave. 11th floor Los Angeles, 90020





  Residential Multi-Family 3,200 du (2,300,000 sf)
Commercial and Industrial:  
  General Office 400,000 sf
  Medical Office 735,300 sf
  Retail 320,000 sf
  Hospitality 200 room (80,000 sf)
  Community Benefits 350,000 sf
  Education 1,222 student (110,000 sf)
  Warehouse 160,000 sf
  Clean Tech/Advanced Industrial 200,000 sf
  Hospital 450 bed (400,000 sf)
Landscaping: 350,000 sf 
Parking: 3,005,678 sf

                du = dwelling unit          sf = square feet   
 
Notes

1. Proposed uses that do not have a water demand are not shown.
 
The Project is consistent with the demographic projections in the 2020-2045 Regional
Transportation Plan/Sustainable Communities Strategy of the Southern California Association of
Governments for the City of Los Angeles.
If the above listed scope is accurate and consistent with the proposed Project, please e‐mail
reply. If not, please edit the scope accordingly and send back to me by e‐mail. 
Thank you.

 
Jin Hwang
Civil Engineering Associate
Los Angeles Department of Water and Power
Water Resources Division/ Resources Development & Supply Assessment
111 N. Hope St. Room 308
Los Angeles, CA 90012
213-367-4845
 
Please note that every other Friday is my day off.

 
-------------------------Confidentiality Notice-------------------------- This
electronic message transmission contains information from the Los Angeles Department
of Water and Power (LADWP), which may be confidential. If you are not the intended
recipient, be aware that any disclosure, copying, distribution or use of the content of this
information is prohibited. If you have received this communication in error, please notify
us immediately by e-mail and delete the original message and any attachment without
reading or saving in any manner.
 

CONFIDENTIALITY NOTICE: This email message, including any attachments, from the
Department of Economic Opportunity is intended for the official and confidential use of the
recipient to whom it is addressed. It contains information that may be confidential, privileged,
or otherwise exempted from disclosure under applicable law. If you have received this
message in error, be advised that any review, disclosure, use, dissemination, distribution, or



reproduction of this message or its contents is strictly prohibited. Please notify us immediately
by a reply e-mail that you have received this message in error, and destroy this message,
including any attachments.
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Voluntary Water Conservation Measures for 
the Los Angeles County General Hospital Campus Community Plan Letter 
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December 9, 2025 
 
Anselmo G. Collins 
Senior Assistant General Manager for Water 
System 
Los Angeles Department of Water & Power 
111 North Hope Street, Room 1455 
Los Angeles, CA 90012-5701 

Re: VOLUNTARY WATER CONSERVATION MEASURES 
FOR THE LOS ANGELES COUNTY GENERAL 
HOSPITAL CAMPUS COMMUNITY PLAN 
(State Clearinghouse No. 2014051061) 

Dear Mr. Collins: 

The Los Angeles County Department of Economic Opportunity 
(Applicant) in coordination with Centennial GH Partners, LLC 
(Developer) proposes to develop the Los Angeles County General 
Hospital Campus Community Plan (Project). The Applicant 
understands the City of Los Angeles’ plans to meet future water 
needs by expanding local water supply programs and reducing 
demands on purchased imported water through local 
groundwater, recycled water, stormwater capture, and water 
conservation and use efficiency. Therefore, the Applicant will 
consider the implementation of the following water conservation 
measures in addition to those required by codes and ordinances 
for the entire Project to reduce the Project’s water demand: 

Fixtures 

The Applicant is willing to further research and evaluate additional 
water-efficient fixture options and conservation methods 
throughout the design process that may offer improved 
performance beyond baseline code requirements. This includes:  

• commercial and residential clothes washers 
• dishwashers 
• high-efficiency toilets 
• low-flow showerheads and urinals  

department 
of economic 
opportunity 
COUNTY OF LOS ANGELES 



 
Los Angeles Department of Water & Power 
December 8, 2025 
 

  

 

 

2 

Landscape and irrigation 

The Applicant is committed to incorporating water-efficient landscape and irrigation strategies, 
and green infrastructure strategies where applicable. The Applicant is willing to further research 
the following:  

• California Friendly® or native planting palettes 
• drip or subsurface irrigation 
• micro-spray 
• proper hydro-zoning 
• rain and stormwater capture and retention systems 
• Building Management System (BMS)  
• high ratios of impervious surfaces 
• bioswales and modular cellular systems 
• graywater recycling and reuse 

Pool 

The Applicant is committed to researching and evaluating appropriate water-efficient measures 
for pools and water features, including: 

• use of metering and leak-detection systems 
• splash troughs 
• potential reuse of backwash water for irrigation 

Should you have any questions, please contact me at khence@opportunity.lacounty.gov. 

 
Sincerely, 
 
Krystin Hence 
Assistant Director, Capital Development 
County of Los Angeles Department of Economic Opportunity 

Krystin Hence (Dec 9, 2025 08:35:25 PST)

https://na2.documents.adobe.com/verifier?tx=CBJCHBCAABAAj5YO53sbdnPsv4v56t3l76Y1Gr6VYMVy
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Appendix C 

Adjudicated Groundwater Basin Judgments 

• San Fernando Basin – Judgment No. 650079
• Sylmar Basin – Judgment No. 650079
• Central Basin – Judgment No, 786656
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7 
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9 

10 

SUPERIOR COlfRTOF THE1STA TE OF CALIFORNIA • 
FOR THE COUNTY OF LOS ANDELES 

• 11 THE CITY OF LOS ANGELES, 

12 Plaintiff, 
No. 6:,0079 

JUDGMENT 
n vs . 

• 14. CITY OF SA'N FERNANDO; er AL 

15 

16 

17 

I& 

19 

20 

21 

22 

23 

24 

25 

26 

27 

28 

Defendants. 

There follows bycconsecutive paging Recitals {page l). Defiuiiion:s and List of Attachments 
(pages I to 6), °"1s1gnation ~f Parties (page 6), Declaration ce Geology and Hydrology(pages 
6t◊ IL), Declaration of Rights (pages 12tei 21), Ciljuridiofo (pages 21 to 22), Continuing· 

• Jurisdiciio1\ (page 23), Watermaster (pages 23 to 29), Physical Solution {pag<".S 29 to 34), and 
Miscellaneous Provisions (pages 34·to 35), alit! Attacho:\ents(pages 36 to 46). &tch and all of 
saia several parts constitute a single integrated Judgment herein. 
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4.2.3 Separate Ground Water Basiris. The physical and geologic charact_eristics of each 

of the ground water basins, Eagle rock:, Sylmar, Verdugo and San Fernando, cause impediments 

to inter-basin ground.water flow whereby there is created separate underground reservoirs. Each 

of said basins ccintaius a ·common source of water supply to parties extracting ground water from 

e;ich of said basins. The amount of underflow from Sylrriar Basin, Verdugo Basin and Eagle 

• Rock: Basin to San Fernando Basin is relatively small, and on the average has been 

_approximately 540 acre feet per year from the Sylmar Basin; 80 acre feet per year from Verdugo 

Ifasin; and 50 acre feet per year from Eagle Rbck: Basin.· Each has physiographic, geologic and 

hydrologic differences; one from the other, and eacli meet$ ihe hydro logic definition of "basin". 

The ex:tractions of water iiHhe respective basins affect the other water users withia that basi!l but 

do not siguificailtly or materially affect the·grouad water levels in any of the.other basins, 1be 

underground reservoirs of Eagle Rock, Verdugo and.SylmirBasins are independent of one 

• another and of the San Fernando Basin. 

4.2.4. Safe Yield and Native Safe Yield. The'·~afe yield and native safe yield, stated in 

acre feet, of the three largest basins for the year 1964~5 was as follows: 

Basin Safe Yield Native Sa.fe Yield 

San Fernando 90,680 43;660 

Sylmar 6,210 3,850 

Verdugo 7,150 3,5,90 

• The'. safe yield of Eagle Rock Basin'1s dedved from imported water delivered by Los Angeles. 

There is no.measurable native-safe yield. 

4.2~- ·separate Basins·-- Separate Right~. The ~ights of the parties to·extract ground 

water within ULARA are separate and di_stinct as with.in each of the several ground water bas iris . 

within said watershed. 

4.2.6 Hydrologk Condition of Basins. The several basins within ULARA are in varying 

hydrologic conditions, which result in different legal consequences. 

'4.2.6.1 Saa Fernando Basin. The first full year of overdraft in San Fernando 

Basin was 1954-55. lt remained in overdraft continuously until 1968, wh;,n an injunction· 



1 . LAGERLOF, SENICAL, DRESCHER & SWIFT 

2 301 North Lake Avenue, 10th Floor 

3 Pasadena, California 91 IO I 

•• 4 (818) 793-9400 or (213) 385c4345 
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11 
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13 

SUPERIOR COURT OF THE STATE OF CALIFORNIA 

FOR THE COUNTY OF LOS ANGELES 

CENJ:RALAND. WESTBASIN WATER 
.REPLENISHMl:lNT DlSTRICT, etc., 

). 
) 

. . ) 
Plaintiff,) 

) 
v_ 

No. 786,656 .. . , . 
SECOND AMENDED • 
JUDGMENT 

14 • CHARLES E: ADAMS, ct aL, 

) 
) 
) 

(Dcclaring.aµd cstablishi{!g wate[rights .in 
Centcil Basin and enjoining extractions 
therefrom in exc~s of specified quantities.) 

15 

16 

1.7 

is 

i9 

. ) 
Defendants,) 

CITY OF LAKEWOOD, a municipal 
J 
) 
) corporation, • 

v_ 

) .·.• 

Cross,Col}lplaint,) .. 
) 
L .. 

• CHARLES E .. ADAMS, el al., 
20 

}. 
) 
) 

21 

22 

23 

24 

• • Cross-Defendantsj 
. • ) 

The above..entitled matter duly a9d regularly came on for trial in Department 73 

o.fthe above-enti.tJed Court (having been transferred thereto from Department 75 by order of the 

. presiding Judge), before the Honorable Edmund M. Moor, specially assigned Judge, on May 17, 
25 

26 
1965, at l0:00 am. Plaintiff was represented by its .attorneys BEWLEY.' KNO6P, 

27 
$8 2S7081 vt, 0&77~_QQ9;; 



1 of the close of the water year endi11g Septembe~ 30, 1978 in accorda.uce with the Watermaster 

2 Reports ou file with this Court and the records of the'Plaintift This tabulation does not take iato 

3 as:count additions or subtractions from any Allowed Pmrtping Alloc·ation of a producer for the 
. . 

4 l978-79 water year,nor other adjustmenL1 not representirtg chang~ in fee title to water rights, 

5 such as leases of water rights, nor does it include the names of les;ees of la1,downers where the 

6 les~see:s· are exercising the water rights. 'fhe exercise of all water rights fa subject, however, to the 

7· provisions of this Judgmentis hereinafter contained. AU ·of said rights are of the same legal 

8 force ~nd effect and are without priority· With reference ta each other. Each party whose na\.fle 1s • 

9 hereinafter se{ forth in thefa_bulation set foith.ia Appeutlix "2 • of this judgment, and after whose 

IO ·name there appears under the column ''.Total Water Right" the figure "0" owns no rights to 

11. • extract any ground waler front Cintra! Basi~. a~.d hai: no right lo exiract any ground ·water ftom 

12 Central Basin: 

•• 'i'.5 (b) Defendant The City of l..os Angeles is the owner of the right to extract fi'rteen 

1,{ thousahd (i'.l,0001-acre foet perannmix'of ground wateffrom Central Basin. Defendant 

l. 5 · Department of Water and Power of the City of Los Angeles has no right lo extract gi'ound water. 

16 from Cciitfal. $a.sin except insofar as Uhas the right, power. duty or obligatiqn on behalf of· • 

17 defendant Ttti,Ci:tyo(Los Angeles to.ex~:rcise the Water· rights iu Central Basin'.bf defendant The 

18 City of Los Angeles: TI1e ex6tdse of said' rigl~ts are subject, however, to toe prov~io~s of this . 

19· judgment hereafter contairied;including but not limited to, sharing ~ith other parties iu any 

2 o subsequent <i,>,creases or increases .in: the 9uantity of extractions permitted fcom Centnll Basin, 

21 putsuant to continuing jurisdiction of the OjiJrt, :on the b~is thatfifleen thousand ( ! 5,000) ~ere 

22 feet bears to the Aliowed Pumping Allocations of the other parties. 

23 {c) No party to this action 1s the owner of or t;as auy right toe:<tract gcound water 

2 4 from Central Basi~ except as herein affirrnati vdy determined. 

25 2. Parties Enjoioe-,d as Regards Quantities of Extraction!:!, 

26 
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