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Lead agencies may include 15 hardcopies of this document when submitting electronic copies of Environmental Impact
Reports, Negative Declarations, Mitigated Negative Declarations, or Notices of Preparation to the State Clearinghouse
(SCH). The SCH also accepts other summaries, such as EIR Executive Summaries prepared pursuant to CEQA Guidelines
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summary to each electronic copy of the document.

SCH #:
Project Title: Adelanto-Rinaldi Line 1 Upgrade Project
Lead Agency: Los Angeles Department of Water and Power

Contact Name; J3ZMin Martin

Jazmin.Martin@ladwp.com r- (213) 367-1768

Email: Phone Numbe

Littlerock, Acton, Palmdale, Agua Dulce, Santa Clarita, San Fernando Los Angeles
City County

Project Location:

Project Description (Proposed actions, location, and/or consequences).

LADWP is proposing the Adelanto-Rinaldi Line 1 Upgrade Project which involves ampacity upgrades of the ADL-RIN L1
transmission line to increase its capacity from its current rating of 500 kV at 1593A/1593A (continuous/emergency) to
approximately 500 kV at 1680A/1965A. The ampacity upgrade requires ground clearance grading and tower raises in
order to be compliant with transmission line safety and reliability standards. The location of the proposed project is along
one existing 500 kV overhead transmission line (ADL-RIN L1) located in the northern portion of Los Angeles County. The
proposed project would be required to comply with the California Public Utilities Commission’s General Order 95
Clearance Code Requirements as mandated by the North American Electric Reliability Corporation. Achieving this height
consistency is necessary to ensure the distance between the transmission line conductors and the ground or road
surface below is sufficient to meet code requirements guiding the safe and reliable operation of transmission lines.
LADWP proposes to comply with the code clearances by grading the ground surface of the area underneath the
transmission lines at nine work areas and eight locations where towers would be raised by approximately 10 to 20 feet.

Identify the project’s significant or potentially significant effects and briefly describe any proposed mitigation measures that
would reduce or avoid that effect.

Impacts to Biological Resources, Cultural Resources, Geology and Soils, and Tribal Cultural Resources were determined
to be less than significant with mitigation measures implemented. All other categories evaluated were determined not to
have potentially significant impacts.

The mitigation measures to be implemented include:

Biological Resources: biological monitoring, demarcation of disturbance limits, Crotch's bumblebee pre-construction
surveys, American badger pre-construction surveys and avoidance, protected tree inventory, and relocation of desert
native plants.

Cultural Resources: archaeological monitoring of project-related ground-disturbing activities that have a reasonable
likelihood of encountering archaeological resources, procedures for inadvertent discovery of archaelogial resources,
post-construction reporting, and procedures for discovery of human remains.

Geology and Soils: paleontological monitoring program preparation prior to commencement of any grading activity.
Tribal Cultural Resources: Native American monitoring to monitor project-related ground-disturbing activities.
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continued

If applicable, describe any of the project’s areas of controversy known to the Lead Agency, including issues raised by
agencies and the public.

N/A

Provide a list of the responsible or trustee agencies for the project.

Native American Heritage Commission
Regional Water Quality Control Board
California Department of Fish and Wildlife
California Air Resources Board




