
 

 

  

  

  

  

  

  

  

  

  

 

          

Appendix K  

Noise and Vibration Analysis Technical 

Memorandum 

  

  

  

  

    

  

  

  

  

  

  

  

  

   ���������	




Page 1 

 

kimley-horn.com 660 South Figueroa Street, Suite 2050, Los Angeles, CA 90017 213 261 4040 

 

TECHNICAL MEMORANDUM 

To: City of Rosemead 
Olivia Chan, Kimley-Horn and Associates, Inc. 
Dharma Truong, Kimley-Horn and Associates, Inc. 

Date: August 2026  
Subject: 1515 Walnut Grove Avenue Project, Rosemead, CA – Noise and Vibration Analysis 

 
Purpose 

The purpose of this memorandum is to assess the potential impacts due to noise and vibration associated 
with construction and operation of the 1515 Walnut Grove Avenue Project (Project or proposed Project), 
proposed to be located in the City of Rosemead (City), California.  

Project Location 

The Project would be developed on approximately 9.28 acres (404,146 square feet) (Project Site). The 
Project Site is comprised of one parcel (Los Angeles County Assessor’s Parcel Number [APN] 5279-027-
001). The Project Site is currently developed with two vacant buildings built in 1982 that were operated by 
Southern California Edison (SCE). The Project Site includes a 249,701-sf office building; an 18,314-sf 
detached central plant building containing a chiller room, emergency generator room, break room, office, 
restroom, fan room, boiler room, transformer room, and cooling towers; and a surface parking lot. A sewer 
lift station is also located in the parking lot southwest of the office building. The office building and central 
plant are currently vacant; however, the cooling systems within the central plant remain functional, but 
not operational. There is minimal landscaping on the Project Site, limited to ornamental trees and shrubs.  

The Project Site is surrounded by office development, commercial uses, and surface parking to the north; 
Walnut Grove Avenue and the Whittier Narrows Golf Course to the east; surface parking and the University 
of the West to the south; and residential development to the west. Unincorporated areas of Los Angeles 
County (County) border the Project Site to the east of Walnut Grove Avenue and to the west along the 
Project Site’s western boundary. Please refer to Figure 1: Regional Location Map and Figure 2: Local 
Vicinity Map. 

Regional vehicle access to the Project Site is provided by the State Route (SR) 60 and SR 164 (Rosemead 
Boulevard), located approximately 0.54 miles (2,894 feet) south and 1.04 miles (5,491 feet) east, 
respectively. Local vehicle access to the Project Site is provided via Rush Street, located approximately 
0.20 miles (1,040 feet) north of the Project Site and Walnut Grove Avenue directly east of the Project Site. 
The Project Site is located in proximity to several transit options. The Project Site is located approximately 
0.25 miles (1,342 feet) south of the Los Angeles County Metropolitan Transportation Authority (Metro) 287 
bus stop. The Project Site is also served by the Montebello Transit 20 San Gabriel bus line, located 
approximately 0.33 miles (1,772 feet) to the south of the site. 

  

From: 

���������	




SOURCE: ArcGIS Pro, 2025
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FIGURE 2-2: Aerial of Project Site and Surrounding Land Use Map
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Project Description 

The Project would demolish the existing structures and construct 27 buildings, including tandem 
townhomes (39 feet and 4 inches tall) and row townhomes (38 feet tall). Of the 27 buildings, 13 buildings 
would be dedicated to 83 tandem townhomes and 14 buildings would be dedicated to 108 row 
townhomes. The Project would comprise a total of 191 dwelling units. Each unit would include two garage 
spaces. The Project would provide 104 double-striped guest parking spaces. Additionally, the Project 
would provide public right of way improvements such as a 1,253 square foot of parkway and a 3,000 square 
foot improved sidewalk along Walnut Grove Avenue. The Project would provide 126,015 square foot of 
open space for residents, including 75,004 square foot of landscaping, 43,597 square foot of hardscape, 
3,831 square foot of decomposed granite, 972 SF playground, 1,933 square foot pool, and 160 square foot 
spa. A dog park, bench seating, and picnic tables would be located in the northeast corner of the Project 
Site. On the southeast corner of the Project Site, the Project would include a bioretention basin and 
recreation center with a restroom facility, community pool, group spa, cabanas, gas barbeque grills, and 
a sundeck. A community garden with dwarf citrus trees would be located in the southwest corner of the 
Project Site. A central garden court with a shade structure, picnic tables, open lawn play area, and tot-lot 
with play equipment and rubber surfacing would be located between buildings 13, 14, 17, and 18. 

Project construction is anticipated to occur in one phase, lasting approximately 34 months, beginning as 
early as October 2026 and ending as early as August 2029. Project construction and architectural coating 
would occur over one phase. Construction would be consistent with the City of Rosemead Municipal Code 
(RMC) Chapter 8.36, including, without limitation, the City’s noise policies. Specifically, construction 
would be prohibited between the hours of 8 p.m. and 7 a.m. Monday through Saturday and prohibited on 
Sunday or any Federal holiday, in accordance with RMC Chapter 8.36.030, Exemptions. No nighttime 
construction activities are anticipated. Project Site preparation for the Project would require cutting and 
removal of approximately 22,457 tons of recycled concrete and 5,461 tons of recycled asphalt. Materials 
cut would remain on site and would not be hauled away. Approximately 7,500 cubic yards of import would 
be required. 

Noise Background  

Sound is technically described in terms of amplitude (loudness) and frequency (pitch). The standard unit 
of sound amplitude measurement is the decibel (dB). The decibel scale is a logarithmic scale that 
describes the physical intensity of the pressure vibrations that make up any sound. The pitch of the sound 
is related to the frequency of the pressure vibration. Since the human ear is not equally sensitive to a given 
sound level at all frequencies, a special frequency-dependent rating scale has been devised to relate noise 
to human sensitivity. The A-weighted decibel scale (dBA) provides this compensation by discriminating 
against frequencies in a manner approximating the human ear's sensitivity.  

Noise, on the other hand, is typically defined as unwanted sound. A typical noise environment consists of 
a base of steady ambient noise that is the sum of various distant and indistinguishable noise sources. 
Superimposed on this background noise is the sound from individual local sources. These can vary from 
an occasional aircraft or train passing by to virtually continuous noise from traffic on a major highway. 

Several rating scales have been developed to analyze the adverse effects of community noise on people. 
Since environmental noise fluctuates over time, these scales consider that the effect of noise on people 
is largely dependent on the total acoustical energy content of the noise as well as the time of day when the 
noise occurs. For example, the equivalent continuous sound level (Leq) is the average acoustic energy 
content of noise for a stated period of time; thus, the Leq of a time-varying noise and that of a steady noise 
are the same if they deliver the same acoustic energy to the ear during exposure. The Day-Night Sound 
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Level (Ldn) is a 24-hour average Leq with a 10 dBA “weighting” added to noise from 10:00 p.m. to 7:00 a.m. 
to account for noise sensitivity in the nighttime. The Community Noise Equivalent Level (CNEL) is a 24-
hour average Leq with a 10 dBA weighting added to noise from 10:00 p.m. to 7:00 am. and an additional 5 
dBA weighting from 7:00 p.m. to 10:00 p.m. to account for noise sensitivity in the evening and nighttime. 

Environmental Setting  

The Project Site is located within an urban environment and impacted by various noise sources. Mobile 
noise sources, especially traffic traveling along Walnut Grove Avenue, are the most common and 
substantial noise sources within the Project vicinity. The primary stationary noise sources near the Project 
Site are those associated with the surrounding commercial, institutional, recreational, and residential 
uses. Such stationary noise sources include mechanical equipment (e.g., heating, ventilation, and air 
conditioning [HVAC] equipment), idling and moving vehicles, parking lot activities, car radios and music 
playing, truck deliveries, dogs barking, people talking, recreational golf activities, and landscaping 
equipment. The noise associated with these sources may represent a single-event noise occurrence or 
short-term noise. 

Noise Measurements 

To quantify existing ambient noise levels in the Project vicinity, Kimley-Horn conducted four short-term 
(10-minutes) noise measurements between 12:40 p.m. and 1:40 p.m. on August 6, 2025; see Appendix A: 
Noise Data for additional details regarding how the ambient noise measurements were taken. The noise 
measurement sites were selected to be representative of the existing ambient noise levels at the noise-
sensitive uses adjacent to the Project Site. Measurements of Leq are considered representative of the noise 
levels throughout the day. The average noise levels measured at each location are listed in Table 1: 
Existing Noise Measurements and shown on Figure 3: Noise Monitoring Locations Map. 

Table 1: Existing Noise Measurements 

Site Location Measurement Period Duration Daytime Average 
(dBA Leq) 

ST-1 Northeast corner of the Project Site, 
along Walnut Grove Avenue  12:40 p.m. - 12:50 p.m. 10 minutes 68.8 

ST-2 
University of the West parking lot, 
adjacent to the south of the Project 
Site      

12:55 p.m. - 1:05 p.m. 10 minutes 53.7 

ST-3 Northwest corner of Drayer Lane and 
Walnut Grove Avenue  1:11 p.m. - 1:21 p.m. 10 minutes 67.4 

ST-4 
Cult-a-sac along Yarrow Street, 
adjacent to the west of the Project 
Site      

1:30 p.m. - 1:40 p.m. 10 minutes 44.5 

ST = short-term noise measurement  
Source: Noise measurements taken by Kimley-Horn and Associates, Inc., August 6, 2025. See Appendix A for the noise measurement 
results. 

Sensitive Receptors  

Noise exposure standards and guidelines for various types of land uses reflect the varying noise 
sensitivities associated with each of these uses. The City of Rosemead General Plan defines sensitive 
receptors as residential uses, schools, libraries, offices, hospitals, churches, hotels, motels and outdoor 
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recreational areas.1 The sensitive receptors nearest the Project Site are listed in Table 2: Sensitive 
Receptors and shown on Figure 4: Sensitive Receptor Locations Map. 

Table 2: Sensitive Receptors 

Receptor Description Distance1 and Direction from the Project 
Site 

Sensitive Receptor 1 – University of the West  Adjacent to the south  
Sensitive Receptor 2 – Residential Uses 653 feet to the south 
Sensitive Receptor 3 – Residential Uses Adjacent to the west 
Sensitive Receptor 4 – Whittier Narrows Golf Course 80 feet to the east 
Sensitive Receptor 5 – Residential Uses 432 feet to the southeast  
1.   Distance measured from the Project Site property line to the nearest sensitive receptor property line. 
Source: Google Earth Pro, 2025. 

 
1   City of Rosemead, City of Rosemead General Plan Update, 2010, https://cdnsm5-

hosted.civiclive.com/UserFiles/Servers/Server_10034989/File/Gov/City%20Departments/Community%20Development/Plannin
g/Rosemead.pdf. Accessed September 19, 2025. 
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Regulatory Setting  

Federal  

Federal Transit Administration Noise and Vibration Guidance 

The Federal Transit Administration (FTA) published the Transit Noise and Vibration Impact Assessment 
Manual (FTA Transit Noise and Vibration Manual) to provide guidance on procedures for assessing impacts 
at different stages of transit project development. The report covers both construction and operational 
noise impacts and describes a range of measures for controlling excessive noise and vibration. In general, 
the primary concern regarding vibration relates to potential damage from construction. The guidance 
document establishes criteria for evaluating the potential for damage for various structural categories 
from vibration. 

State 

State of California Noise Standards 

The State of California does not have standards for environmental noise, but the Governor’s Office of Land 
Use and Climate Innovation has established general plan guidelines for evaluating the compatibility of 
various land uses as a function of community noise exposure.2 The purpose of these guidelines is to 
maintain acceptable noise levels in a community setting for different land use types. The guidelines rank 
noise land use compatibility in terms of “normally acceptable,” “conditionally acceptable,” “normally 
unacceptable,” and “clearly unacceptable” noise levels for various land use types and are shown in Table 
3: State and Land Use Compatibility Matrix. 

Table 3: State and Land Use Compatibility Matrix 

Land Use 
Community Noise Exposure  

(Ldn or CNEL) 
              55             60               65              70              75             80                

Residential – Low Density, Single Family, 
Duplex, Mobile Homes 

       
       
       
       

Residential – Multi. Family  

       
       
       
       

Transient Lodging – Motels, Hotels 

       
       
       
       

Schools, Libraries, Churches, Hospitals, 
Nursing Homes 

       
       
       
       
       

 
2 State of California Governor’s Office of Planning and Research, General Plan Guidelines, Appendix D: Noise Element Guidelines, 

page 374, 2017, https://www.lci.ca.gov/docs/OPR_Appendix_D_final.pdf. Accessed September 28, 2025.   
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Table 3: State and Land Use Compatibility Matrix 

Land Use 
Community Noise Exposure  

(Ldn or CNEL) 
              55             60               65              70              75             80                

Auditoriums, Concert Halls, 
Amphitheaters 

       

Sports Arena, Outdoor Spectator Sports        
       

Playgrounds, Neighborhood Parks 
       
       
      

Golf Courses, Riding Stables, Water 
Recreation, Cemeteries 

       
       
       

Office Buildings, Business Commercial, 
and Professional 

       
       
       
       

Industrial, Manufacturing, Utilities, 
Agricultural 

       
       
       

 Normally Acceptable: Specified land use is satisfactory, based upon the assumption that any buildings involved are of 
normal conventional construction, without any special noise insulation requirements.  

 Conditionally Acceptable: New construction or development should be undertaken only after a detailed analysis of the 
noise reduction requirements is made and needed noise insulation features included in the design. Conventional 
construction, but with closed windows and fresh air supply systems or air conditioning will normally suffice.  

 Normally Unacceptable: New construction or development should generally be discouraged. If new construction or 
development does proceed, a detailed analysis of the noise reduction requirements must be made and needed noise 
insulation features included in the design. 

 Clearly Unacceptable: New construction or development should generally not be undertaken.  
Source: State of California Governor’s Office of Planning and Research, General Plan Guidelines, Appendix D: Noise Element 
Guidelines, page 374, 2017, https://www.lci.ca.gov/docs/OPR_Appendix_D_final.pdf. Accessed September 28, 2025.   

In addition, California Government Code Section 65302(f) mandates that the legislative body of each 
county and city adopt a noise element as part of its comprehensive general plan. The local noise element 
must recognize the land use compatibility guidelines established by the Governor’s Office. 

California Code of Regulations, Title 24  

The CCR, Title 24: Part 1, Building Standards Administrative Code, and Part 2, California Building Code, 
codify the State’s noise insulation standards. These noise standards apply to new construction in 
California for the purpose of interior noise compatibility from exterior noise sources. The regulations 
specify that acoustical studies must be prepared when noise-sensitive structures, such as residential 
buildings, schools, or hospitals, are located near major transportation noise sources, and where such 
noise sources create an exterior noise level of 65 dBA CNEL or higher. Acoustical studies that accompany 
building plans must demonstrate that the design of the structure would limit interior noise in habitable 
rooms to acceptable noise levels. For new residential buildings, schools, and hospitals, the acceptable 
interior noise limit for new construction is 45 dBA CNEL. 
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Local 

City of Rosemead General Plan 

The Noise Element of the City’s General Plan provides guidance for the control of noise and establishes 
goals and policies to protect residents, workers, and visitors from potentially adverse noise impacts. The 
primary purpose of the Noise Element is to preserve an acceptable noise environment for all types of land 
uses. The Noise Element defers regulation of temporary, point-source noises such as construction 
activities to the RMC. The following goals and policies from the Noise Element are applicable to the 
Project:   

Goal 1: Effective incorporation of noise considerations into land use planning decisions. 

Policy 1.1: Ensure compliance with standards for interior and exterior noise established within 
the Noise Element and Zoning Code. 

Policy 1.2: Require new multiple-family residential development to comply with State regulations 
if they are to be located in areas where ambient noise levels exceed 60 dB. 

Policy 1.4: Encourage acoustical design in new construction. 

Policy 1.7: Provide an acceptable noise environment for existing and future Rosemead residents. 

Goal 2: Reduced noise impacts from transportation sources. 

Policy 2.1: Require consideration of noise impacts and mitigation in the design of new roadway 
projects and improvements to major or secondary arterials. 

Policy 2.3: Continue to support the efforts of the Los Angeles County Sheriff to enforce vehicle 
codes as they relate to noise generation. 

Policy 2.6: Coordinate with other agencies such as MTA before approval of proposed projects 
where applicable to mitigate noise impacts 

Goal 3: Effective implementation of measures to control non-transportation noise impacts. 

Policy 3.1: Enforce provisions of the Community Noise Ordinance to mitigate noise conflicts. 

Policy 3.2: Require that potential sources of noise be considered when approving new 
development to reduce the possibility of adverse affects. 

Policy 3.3: Evaluate noise generated by construction activities to ensure compliance with the 
Community Noise Ordinance. 

The City Noise Element establishes noise and land use compatibility guidelines for future developments 
within the City, shown as Table 4: City of Rosemead Noise and Land Use Compatibility Matrix. 
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Table 4: City of Rosemead Noise and Land Use Compatibility Matrix 

Land Use 
Community Noise Exposure  

(Ldn or CNEL) 
              55             60               65              70              75             80                

Residential  

       
       
       
       

Transient Lodging – Motels, Hotels 

       
       
       
       

Schools, Libraries, Churches, Hospitals, 
Nursing Homes 

       
       
       
       

Auditoriums, Concert Halls, 
Amphitheaters1 

       
       

Sports Arena, Outdoor Spectator Sports1        
       

Playgrounds, Neighborhood Parks 
       
       
      

Golf Courses, Riding Stables, Water 
Recreation, Cemeteries 

       
       
       

Office Buildings, Business Commercial, 
and Professional 

       
       
       
       

Industrial, Manufacturing, Utilities, 
Agricultural 

       
       
       

1. No Normally Acceptable condition is defined for these uses. Noise studies are required prior to approval of such projects.   
 Normally Acceptable: Specified land use is satisfactory, based upon the assumption that any buildings involved meet 

conventional Title 24 construction standards. No special noise insulation requirements. 
 Conditionally Acceptable: New construction or development shall be undertaken only after a detailed noise analysis is 

made and noise reduction measures are identified and included in the project design 
 Normally Unacceptable: New construction or development is discouraged. If new construction is proposed, a detailed 

analysis is required, noise reduction measures must be identified, and noise insulation features included in the design. 
 Clearly Unacceptable: New construction or development clearly should not be undertaken. 
Source: City of Rosemead, City of Rosemead General Plan Update, 2010; modified by Cotton/Bridgers/Associates from the 1998 
State of California General Plan Guidelines.  

City of Rosemead Municipal Code  

The City has adopted regulations to control unnecessary, excessive, and annoying noise and establish 
acceptable ambient sound levels, as set forth in the City Noise Ordinance (Chapter 8.36 of the RMC).   
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Section 8.36.030 - Exemptions  

Noise sources associated with construction or grading of any real property, provided such activities do not 
take place between the hours of eight p.m. and seven a.m. on weekdays, including Saturday, or at any time 
on Sunday or a federal holiday, and provided the noise level created by such activities does not exceed the 
noise standard of sixty-five (65) dBA plus the limits specified in Section 8.36.060(B) as measured on 
residential property and does not endanger the public health, welfare and safety is exempt from the 
provisions in the chapter.  

Section 8.36.060 - Noise Standards 

1. The following noise standards shown in Table 5: City of Rosemead Noise Standards, unless otherwise 
specifically indicated, shall apply to all receptor properties within a designated noise zone: 

Table 5: City of Rosemead Noise Standards 

Zone Type of Land Use (Receptor Property) Time Interval Allowable Exterior Noise 
Level (dBA) 

I Single-, double- or multiple-family residential 10:00 p.m. - 7:00 a.m. 45 
7:00 a.m. - 10:00 p.m. 60 

II Commercial 10:00 p.m. - 7:00 a.m. 60 
7:00 a.m. - 10:00 p.m. 65 

III Industrial or Manufacturing Anytime 70 
Source: City of Rosemead, Rosemead Municipal Code, Section 8.36.060 – Noise Standards, 
https://library.municode.com/ca/rosemead/codes/code_of_ordinances?nodeId=CD_ORD_TIT8HESA_CH8.36NOCO_8.36.060NOST. 
Accessed September 25, 2025. 

2. A person shall not create any noise, or allow the creation of any noise on property owned, leased, 
occupied or otherwise controlled by such person (hereinafter "noise source"), which causes the noise 
level when measured on any property (hereinafter "receptor property"), to exceed: 

a. The applicable noise standard for a cumulative period of time of more than thirty (30) minutes in 
any hour; or 

b. The applicable noise standard plus five dBA for a cumulative period of more than fifteen (15) 
minutes in any hour; or 

c. The applicable noise standard plus ten dBA for a cumulative period of more than five minutes in 
any hour; or 

d. The applicable noise standard plus fifteen (15) dBA for a cumulative period of more than one 
minute in any hour; or 

e. The noise standard plus twenty (20) dBA for any period of time. 

3. If the ambient noise level exceeds any of the first three noise limit categories above, the cumulative 
period applicable to said category shall be increased to reflect ambient noise level. If the ambient noise 
level exceeds the third noise limit category, the maximum allowable noise level under said category 
shall be increased to reflect the maximum ambient noise level. 

5. If the noise source is continuous and cannot reasonably be discontinued or stopped for a time period 
whereby the ambient noise level can be determined, the measured noise level obtained while the 
source is in operation shall be compared directly to the receptor property's designated land use and 
for the time of day the noise level is measured. 

Section 8.36.100 - Specific Prohibitions 

The following acts, and the causing thereof, are declared to be in violation of this chapter. 
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A. Radios, Television Sets, Musical Instruments and Similar Devices. Operating, playing or permitting the 
operation or playing of any radio, television, phonograph, drum, musical instrument, sound amplifier, 
or similar device which produces, reproduces, or amplifies sound between the hours of ten p.m. and 
seven a.m. the following day in such a manner as to create a noise disturbance across a real property 
boundary or within a noise sensitive zone. 

B. Loudspeakers/Public Address Systems. 

a. Using or operating for noncommercial purpose any loudspeaker, public address system, or 
similar device between the hours of ten p.m. and seven a.m. the following day, such that the 
sound therefrom creates a noise disturbance across a residential real property boundary. 

C. Loading and Unloading. Loading, unloading, opening, closing or other handling of boxes, crates, 
containers, building materials, garbage cans, or similar objects between the hours of ten p.m. and six 
a.m. the following day in such a manner as to cause a noise disturbance across a residential real 
property boundary. 

CEQA Significance Thresholds 

Based upon the criteria derived from the California Environmental Quality Act (CEQA) Guidelines Appendix 
G, a project would normally have a significant effect on the environment if it would: 

(a) Would the project generate a substantial temporary or permanent increase in ambient noise 
levels in the vicinity of the project in excess of standards established in the local general plan or 
noise ordinance, or applicable standards of other agencies? 

(b) Would the project generate excessive groundborne vibration or groundborne noise levels? 

(c) For a project located within the vicinity of a private airstrip or an airport land use plan or, where 
such a plan has not been adopted, within two miles of a public airport or public use airport, would 
the project expose people residing or working in the project area to excessive noise levels? 

Thresholds 

The Project is located within the City of Rosemead and as such, the noise and vibration impact analysis 
herein compares Project impacts at all identified sensitive receptors against the City’s standards.  

Construction Noise  

Pursuant to the City Noise Ordinance, construction between the hours of 10:00 p.m. and 7:00 a.m. 
Monday through Saturday, or at any time on weekends and nationally recognized holidays and that 
exceeds 65 dBA plus the limits specified in RMC Section 8.36.060(B) is prohibited. Therefore, this analysis 
uses the City’s threshold of 65 dBA for residential receptors to evaluate construction noise impacts at 
residential and institutional receptors. 

Operational Noise – Off-Site Traffic Noise  

Because a doubling of traffic is considered to cause a perceptible noise increase of 3-dBA above existing 
noise conditions, the significance for the off-site traffic noise is assessed based on a doubling of existing 
traffic conditions.3  

 
3 California Department of Transportation, Technical Noise Supplement to the Traffic Noise Analysis Protocol, 2017. 
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Operational Noise – On-Site Stationary Noise  

Operational noise impacts on the institutional and residential receptors are evaluated based on the 
standards within the City Noise Ordinance. A composite operational stationary noise impact would occur 
if the City’s daytime noise standard of 60 dBA and the substantial increase threshold of 5 dBA are 
exceeded or the City’s nighttime noise standard of 45 dBA is exceeded.  

Vibration  

The City has not established a quantitative vibration threshold. Therefore, this analysis uses the vibration 
thresholds provided by the FTA’s Transit Noise and Vibration Assessment Manual for building damage and 
Caltrans’ Transportation and Construction Vibration Manual for human annoyance. Based on the FTA 
criteria, construction vibration impacts would be significant if vibration levels exceed 0.3 inches-per-
second (in/sec) peak particle velocity (PPV) for engineered concrete and masonry buildings. Based on the 
Caltrans’ criteria, construction vibration impacts with regards to human annoyance would be significant 
if vibration levels exceed the Caltrans’ threshold of 0.2 in/sec PPV at the nearest structure.  

Methodology  

Construction Noise 

Construction noise levels were based on typical noise levels generated by construction equipment 
published by the FTA and FHWA. The FTA’s Roadway Construction Noise Model (RCNM) was used to 
project construction noise levels at 50 feet from all pieces of equipment to determine the loudest 
construction phase. Utilizing the reference noise level data from RCNM, the highest calculated noise level 
would occur during the overlap of building construction, paving, and architectural coating. The 
SoundPLAN Model was used to determine how the sound from construction equipment would propagate 
and determine noise levels at the Project property line. SoundPLAN allows computer simulations of noise 
situations accounting for topography, noise sources, and intervening structures. Inputs to the SoundPLAN 
model included ground topography and ground type, existing and proposed intervening structures, noise 
source locations and heights, receiver locations, and sound power level data. The noise from each piece 
of construction equipment was modeled as an area source across the entire Project Site. This analysis is 
appropriate because Leq can be used to describe the noise level from the operation of each piece of 
equipment separately, and the levels can be combined to represent the noise level from all equipment 
operating at the Project Site concurrently during a given period. 

Operational Noise 

The analysis of the Project noise environment is based on noise prediction modeling and empirical 
observations. Reference noise level data are used to estimate the Project operational noise impacts from 
stationary sources. Noise levels were collected from published sources from similar types of activities and 
used to estimate noise levels expected with the Project’s stationary sources. The reference noise levels 
are used to represent a worst-case noise environment as noise levels from stationary sources can vary 
throughout the day.  

Vibration 

Ground-borne vibration levels associated with construction activities for the Project were evaluated 
utilizing typical ground-borne vibration levels associated with construction equipment, obtained from FTA 
published data for construction equipment. Potential ground-borne vibration impacts related to 
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building/structure damage and interference with existing sensitive operations were evaluated, 
considering the distance from construction activities to nearby land uses and typically applied criteria for 
structural damage. 

Construction vibration levels were calculated using the following formula: 

PPVequip = PPVref x (25/D)1.5 

where:  

PPVequip =  the peak particle velocity in in/sec of the equipment adjusted for the distance 

PPVref =  the reference vibration level in in/sec from Table 7-4 of the Federal Transit 
Administration, Transit Noise and Vibration Impact Assessment Manual, 2018. 

D =  the distance from the equipment to the receiver 

Impact Analysis 

Threshold (a) Would the project generate a substantial temporary or permanent increase in 
ambient noise levels in the vicinity of the project in excess of standards established 
in the local general plan or noise ordinance, or applicable standards of other 
agencies? 

On-Site Construction Noise 

Construction noise typically occurs intermittently and varies depending on the nature or phase of 
construction (e.g., land clearing, grading, excavation, paving). Noise generated by construction 
equipment, including earth movers, material handlers, and portable generators, can reach high levels. 
During construction, exterior noise levels could affect the commercial and industrial receptors near the 
construction site. 

Project construction activities would include demolition, site preparation, grading, infrastructure 
improvements, building construction, paving, and architectural coating applications, as well as off-site 
improvements (i.e., sidewalk improvements and grind and overlay of Walnut Grove Avenue along the 
Project Site frontage). Typical operating cycles for these types of construction equipment may involve 1 or 
2 minutes of full power operation followed by 3 to 4 minutes at lower power settings. Other primary 
sources of acoustical disturbance would be random incidents, which would last less than one minute 
(such as dropping large pieces of equipment or the hydraulic movement of machinery lifts). 

Typical noise levels associated with individual construction equipment are listed in Table 6: Typical 
Construction Noise Levels. It should be noted that the noise level values shown in Table 9 are for the 
equipment when operating at full power 50 feet from the sensitive receptor, without taking into account 
any intervening structures or topography that may reduce noise levels. 

Table 6: Typical Construction Noise Levels 
Equipment Typical Noise Level (dBA) at 50 feet from Source 

Air Compressor 80 

Backhoe 80 

Compactor 82 

Concrete Mixer 85 
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Table 6: Typical Construction Noise Levels 
Equipment Typical Noise Level (dBA) at 50 feet from Source 

Concrete Pump 82 

Concrete Vibrator 76 

Crane, Mobile 83 

Dozer 85 

Generator 82 

Grader 85 

Impact Wrench 85 

Jack Hammer 88 

Loader 80 

Paver 85 

Pneumatic Tool 85 

Pump 77 

Roller 85 

Saw 76 

Scraper 85 

Shovel 82 

Truck 84 
Source: Federal Transit Administration, 2018, Transit Noise and Vibration Impact Assessment Manual. 

The FHWA’s RCNM was used to calculate construction noise at 50 feet for each of the Project construction 
phases. The highest calculated noise level at 50 feet would occur during the overlap of building 
construction, paving, and architectural coating. Construction noise was calculated accounting for each 
piece of equipment’s usage factor, or the fraction of time that the equipment would be in use at full power 
over a specific period of time, based on Table 1 of RCNM.4 Construction noise during the overlap of 
building construction, paving, and architectural coating at neighboring sensitive uses has been calculated 
using SoundPLAN. As this is the period of construction that would result in the greater noise level, all other 
construction phases would result in lower noise levels. 

Noise levels were based on the equipment used, distance to the nearest receptor, and acoustical usage 
factor for equipment. The noise from each piece of construction equipment was modeled as an area 
source across the entire Project Site. This methodology accounts for equipment operating throughout the 
Project Site and not at a fixed location for extended periods of time. See Appendix A for more information 
regarding the construction assumptions used in this analysis.  

The noise levels calculated in Table 7: Project Maximum Construction Noise Levels summarizes the 
exterior construction noise attributable to the Project. Implementation of Mitigation Measures MM NOI-1 
and MM NOI-2, provided below, would reduce the Project’s construction noise levels. Specifically, MM 
NOI-1 requires the proper maintenance of construction equipment and the installation of noise 

 
4  Federal Highway Administration, Roadway Construction Noise Model User Guide, Table1 
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shielding/muffling devices. The FHWA states that muffler systems can reduce noise levels by 10 dBA or 
more.5 MM NOI-2 requires the use of temporary noise barriers such as plywood walls with a minimum ½-
inch thickness or sound blankets meeting a sound transmission class (STC) rating of 25 located along the 
western boundary of the Project Site. Sound blankets meeting a STC 25 rating can achieve a minimum 
seven to 10 dBA reduction for construction equipment with 200 Hz or lower frequency.6 A reduction of 10 
dBA has been applied to the sound power levels for applicable pieces of construction equipment in 
SoundPLAN, accounting for the use of noise muffling devices required by MM NOI-1, and an eight-foot tall 
solid barrier, as required by MM NOI-2, along the western boundary of the Project Site has been input into 
the SoundPLAN model. As shown in Table 7, on-site construction noise with implementation of mitigation 
would not exceed the applicable thresholds. Therefore, construction noise impacts associated with on-
site sources would be less than significant with mitigation incorporated.  

Table 7: Project Maximum Construction Noise Levels 

Receptor 

Maximum Noise 
Level at 

Receptor Prior to 
MMs (Leq) 1 

Maximum Noise 
Level at Receptor 
with MMs (Leq) 1, 2 

City Noise 
Threshold 
(dBA Leq) 

  Exceeded? 
1 –University of the West 

Floor 1 
Floor 2 

 
65.4 
66.5 

 
56.5 
57.5 

65  No 

2 – Residential 
Floor 1 

 
48.0 

 
38.9 65  No 

3 – Residential  
Floor 1 
Floor 2 

 
68.4 
63.7 

 
53.7 
53.6 

65  No 

4 – Whittier Narrows Golf Course 63.5 54.5 65  No 
5 – Residential 

Floor 1 
Floor 2 

 
55.6 
55.7 

 
46.6 
46.7 

65  No 

1. Construction equipment noise has been modeled as area sources covering the entire Project Site. 
2. Assumes noise level reductions provided by MM MOI-1 (Mufflers) and MM NOI-2 (Temporary Barriers). 
Source: Refer to Appendix A for noise modeling results. 

As depicted in Table 7, Project construction noise would not exceed the City threshold of 65 dBA Leq at any 
of the identified receptors with mitigation incorporated. Additionally, The Project would comply with City’s 
allowable hours of construction, which are required in recognition that construction activities undertaken 
during daytime hours are a typical part of living in an urban environment and do not cause a significant 
impact.  

Construction-related noise would be temporary and would not result in a permanent increase in ambient 
noise levels in the area. Additionally, construction activities would be prohibited between the hours of 
between the hours of 10:00 p.m. and 7:00 a.m. Monday through Saturday, or at any time on weekends and 
nationally recognized holidays. The City’s permitted hours of construction are required in recognition that 
construction activities undertaken during daytime hours are a typical part of living in an urban environment 
and do not cause a significant impact. Therefore, impacts in regard to on-site construction noise would be 
less than significant.   

 
5 Federal Highway Administration, Special Report - Measurement, Prediction, and Mitigation, Chapter 4 Mitigation, 2017. 
6  Environmental Noise Control. Portable Acoustic Panels, 2024. https://environmental-noise-control.com/products/temporary-

sound-walls/. Accessed September 19, 2025.  
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Off-Site Mobile Construction Noise  

In addition to on-site construction noise, the Project would generate mobile-source noise from 
delivery/haul trucks and construction workers traveling to and from the Project Site during Project 
construction via Walnut Grove Avenue. Project construction-generated trips would be temporary and 
cease with the end of construction.  

Traffic volumes along roadways within the Project vicinity would have to approximately double for the 
resulting traffic noise levels to generate a barely perceptible 3-dBA increase.7 According to average daily 
traffic (ADT) data provided by Replica HQ, Walnut Grove Avenue between Rush Street and Drayer Lane has 
an ADT of 9,055.8 According to modeling assumptions in the air quality analysis prepared by Kimley-Horn 
in October 2025, the construction phase with the highest assumed number of vehicles would be building 
construction, when it is assumed, there would be up to 21 daily vendor truck trips and 139 daily worker 
(passenger vehicle) trips accessing the Project Site. As Project construction would not double the existing 
traffic volumes on Walnut Grove Avenue, the proposed Project would not generate enough traffic to result 
in a noticeable 3-dBA increase in ambient noise levels. Impacts associated with off-site construction 
mobile noise would be less than significant, and no mitigation is required.  

On-site Operational Noise  

The major on-site noise sources associated with the Project operations would include mechanical 
equipment (e.g., HVAC equipment), trash and recycling collection, parking and access noise, dog park, 
outdoor recreational space, pool equipment, and a water pump station.  

Mechanical Equipment. Potential stationary noise sources related to long-term Project operations would 
include residential mechanical equipment (e.g., HVAC equipment). A household air conditioning unit 
typically generates noise levels of approximately 52 dBA at 50 feet.9 It is conservatively assumed the 
nearest mechanical equipment (e.g., air conditioning unit) would be located on the side nearest the 
sensitive receptor. The noise levels associated with the mechanical equipment at the nearest sensitive 
receptors are shown in Table 8: Mechanical Equipment Noise Levels. 

Table 8: Mechanical Equipment Noise Levels 

Receptor 
Distance to 

Receptor 
(feet)1 

Modeled 
Noise Level at 

Receptor (dBA) 

Daytime 
Noise 

Standard 
(dBA)2 

Standard 
Exceeded? 

Nighttime 
Noise 

Standard 
(dBA)2 

Standard 
Exceeded? 

1 – University of 
the West (south) 97 46.2 60 No 55 No 

2 – Residential 
Uses (south) 700 29.1 60 No 45 No 

3 – Residential 
Uses (west) 15 52.53 60 No 45 Yes 

4- Whitter 
Narrows Golf 102 45.8 60 No N/A4 No 

 
7 According to the California Department of Transportation, Technical Noise Supplement to Traffic Noise Analysis Protocol, 2013, 

it takes a doubling of traffic to create a noticeable (i.e., 3-dBA) noise increase. 
8 ReplicaHQ, Replica Annual Average Daily Traffic (AADT) Data, https://www.replicahq.com/aadt. Accessed September 16, 2025.  
9 Elliott H. Berger, Rick Neitzel, and Cynthia A. Kladden, Noise Navigator Sound Level Database with Over 1700 Measurement 

Values, July 6, 2010. 

���������	




Page 20 

 

kimley-horn.com 660 South Figueroa Street, Suite 2050, Los Angeles, CA 90017 213 261 4040 

 

Table 8: Mechanical Equipment Noise Levels 

Receptor 
Distance to 

Receptor 
(feet)1 

Modeled 
Noise Level at 

Receptor (dBA) 

Daytime 
Noise 

Standard 
(dBA)2 

Standard 
Exceeded? 

Nighttime 
Noise 

Standard 
(dBA)2 

Standard 
Exceeded? 

Course (east) 
5 – Residential 
Uses (southeast) 580 30.7 60 No 45 No 

1. Distance from the nearest townhouse to the nearest sensitive receptors.  
2. Pursuant to City Noise Ordinance the residential daytime threshold is 60 dBA, the residential nighttime threshold is 45 dBA, 

the commercial daytime noise threshold is 65 dBA, and the nighttime commercial threshold is 60 dBA.  
3. The mechanical equipment would be shielded and the existing approximately 6-foot block wall along the western property line 

would remain. The noise level accounts for a 10 dBA reduction.  
4. The Whittier Narrows Golf Course would not be operational during nighttime hours. Therefore, the nighttime threshold is not 

applicable.  

As shown in Table 8, the noise levels from mechanical equipment would exceed the City’s nighttime 
threshold of 45 dBA Leq at the residential uses located to the west of the Project Site (Sensitive Receptor 
3). MM NOI-3 requires that mechanical equipment (e.g., air conditioning units) be located a minimum of 
38 feet from residential receptors. With implementation of MM NOI-3, mechanical noise would be 
reduced to 44.4 dBA Leq at Sensitive Receptor 3. Therefore, mechanical noise would not exceed City 
daytime or nighttime exterior standards and impacts would be less than significant with mitigation 
incorporated. 

Trash and Recycling Pick Up. Trash and recycling would be collected along Walnut Grove Avenue. Trash 
and recycling trucks and pickup activities customarily generate noise levels of approximately 85 dBA at 
3.3 feet.10 Trash and recycling truck pickup activity would occur infrequently and intermittently at the 
Project Site. Furthermore, trash and recycling pickup currently occurs under existing conditions and would 
not be a new noise source. The hours of trash and recycling pickup activity would depend on the service 
provider and would not be regulated by the Project. Therefore, Project implementation would not result in 
any significant effects relating to trash/recycling truck pickup noise levels.  

Parking. The townhouse buildings would include private attached garages. The Project Site would include 
guest parking along internal roadways for residential guests. Noises associated with parking activities 
include vehicles starting and stopping, vehicle doors closing, car horns and car alarms, loading and 
unloading, car radios, and conversations. The noise levels from these activities typically range from 53 to 
61 dBA at 50 feet and are short-term.11 Parking activity would occur intermittently throughout the day and 
currently occurs under existing conditions. As such, parking activity noise associated with Project 
implementation would not be a new noise source and impacts would be less than significant. 

Dog Park. The Project would include a small and large dog park on the northeast corner of the Project Site. 
The dog park would be fenced and would include bench seating, picnic tables, and trash receptables. 
Noises associated with dog parks include dogs barking and howling, people talking, and music playing. 
The noise level from dogs barking and howling would be 73 dBA at approximately 3 feet.12 Table 9: Dog 
Park Noise Levels summarizes the dog park noise levels at the nearest sensitive receptors.  

 
10 Kariel, H. G., Noise in Rural Recreational Environments, Canadian Acoustics 19(5), 3-10, 1991. 
11 Ibid. 
12 Elliott H. Berger, Rick Neitzel, and Cynthia A. Kladden, Noise Navigator Sound Level Database with Over 1700 Measurement 

Values, July 6, 2010. 
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Table 9: Dog Park Noise Levels 

Receptor 
Distance to 

Receptor 
(feet)1 

Modeled 
Noise Level 
at Receptor 

(dBA) 

Daytime 
Noise 

Standard 
(dBA)2 

Standard 
Exceeded? 

Nighttime 
Noise 

Standard 
(dBA)2 

Standard 
Exceeded? 

1 – University of 
the West (south) 693 25.7 65 No 60 No 

2 – Residential 
Uses (south) 1,217 20.8 60 No 45 No 

3 – Residential 
Uses (west) 504 28.5 60 No 45 No 

4- Whittier 
Narrows Golf 
Course (east) 

97 42.8 60 No N/A3 No 

5 – Residential 
Uses (southeast) 1,020 22.4 60 No 45 No 

1. Distance from the dog park to the nearest sensitive receptor.   
2. Pursuant to City Noise Ordinance the residential daytime threshold is 60 dBA, the residential nighttime threshold is 45 dBA, 

the commercial daytime noise threshold is 65 dBA, and the nighttime commercial threshold is 60 dBA.  
3.  The Whittier Narrows Golf Course would not be operational during nighttime hours. Therefore, the nighttime threshold is not 

applicable.  

Outdoor Space. The Project would include a community pool, group spa, cabanas, gas barbeque grills, 
community garden, picnic tables, open lawn play area, and tot-lot with play equipment. Per Assembly Bill 
1307, Public Resources Code Section 21085, for residential uses, the effects of noise generated by Project 
occupants and their guests on human beings is not a significant effect on the environment.  Therefore, no 
further analysis is required. 

Pool Equipment and Water Pump Station. The Project would include a community pool, group spa, and 
water pump station located on the southeast corner of the Project Site. The pool and spa equipment and 
water pump station would be entirely enclosed within a building and would not result in any measurable 
noise levels within the Project vicinity. Impacts would be less than significant, and no mitigation is 
required. 

Composite Noise Levels. An evaluation of the combined noise levels from the Project’s various on-site 
operational noise sources (i.e., composite noise level) was conducted to ascertain the potential maximum 
Project-related noise level. It is conservatively assumed that operational noise sources at the Project site 
would occur in a constant, simultaneous manner. However, noise sources would occur intermittently 
throughout the day. This analysis considers an exceedance of the noise standard at a sensitive receptor 
and a 5 dBA increase in noise levels over the existing ambient noise environment as the daytime 
significance criterion. Since ambient noise levels were not measured during the nighttime period, an 
exceedance of the noise standard is considered as the nighttime significance criterion.   

Table 10: Composite Noise Levels presents the composite noise level from the on-site Project-related 
noise sources with incorporation of MM NOI-3. As shown in Table 10, Project-generated composite noise 
levels would not cause a 5-dBA ambient increase at the nearest sensitive receptors. Impacts associated 
with Project operational composite noise would be less than significant.  
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Table 10: Composite Noise Levels 

Sensitive 
Receptor 

Mechanical 
Equipment 

(dBA Leq) 

Dog 
Park 
(dBA 
Leq) 

Project 
Composit

e (dBA 
Leq) 

Ambien
t (dBA 

Leq)1 

Ambien
t + 

Project 
(dBA 
Leq) 

Incremental 
Increase 
(dBA Leq) 

Increase 
Threshold

2 

Significant
?3 

1 – 
University of 
the West  

46.2 25.7 46.3 53.7 54.4 0.7 5.0 No 

2 – 
Residential 
Uses  

29.1 20.8 29.7 67.4 67.4 0.0 5.0 No 

3 – 
Residential 
Uses 

44.44 28.5 44.5 44.5 47.5 3.0 5.0 No 

4- Whitter 
Narrows 
Golf Course 

45.8 42.8 47.6 68.8 68.8 0.0 5.0 No 

5 – 
Residential 
Uses  

30.7 22.4 31.4 67.4 67.4 0.0 5.0 No 

1. Refer to Table 1 for the representative ambient noise levels. 
2. A 5-dBA incremental increase is considered to be perceivable.  
3. Potential impacts would occur if the noise generated by the Project would exceed the daytime noise standard and cause an 

incremental noise increase of 5 dBA above existing ambient conditions or exceed the nighttime noise standard. 
4. Mechanical equipment noise levels at Sensitive Receptor 3 incorporates MM NOI-3, which requires a minimum distance of 38 feet 

between mechanical equipment and off-site sensitive receptors. 

Mobile Traffic Noise 

Project implementation would result in an increase in traffic trips along roadways near the project site. In 
general, a 3-dBA increase in traffic noise is barely perceptible to people, while a 5-dBA increase is readily 
noticeable. Traffic volumes on Project area roadways would have to approximately double for the resulting 
traffic noise levels to generate a barely perceptible 3-dBA increase.13 According to Replica HQ, Walnut 
Grove Avenue between Rush Street and Drayer Lane has an existing ADT of 9,055.14 As such, the 1,375 
total daily vehicle trips15 attributable to the Project would not double the existing traffic volumes on Walnut 
Grove. The proposed Project would not generate enough traffic to result in a noticeable 3-dBA increase in 
ambient noise levels and impacts associated with Project-generated mobile traffic would be less than 
significant. 

Threshold (b) Would the project generate excessive groundborne vibration or groundborne noise 
levels? 

On-site Construction Vibration 

 
13 According to the California Department of Transportation, Technical Noise Supplement to Traffic Noise Analysis Protocol, 2013, 

it takes a doubling of traffic to create a noticeable (i.e., 3-dBA) noise increase. 
14  ReplicaHQ, Replica Annual Average Daily Traffic (AADT) Data, 2024, https://www.replicahq.com/aadt. Accessed September 16, 

2025. 
15 Kimley-Horn and Associates, Inc., Traffic Study for the Proposed 1515 Walnut Grove Avenue Project in the City of Rosemead, 2025. 
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Increases in groundborne vibration levels attributable to the Project would be primarily associated with 
short-term construction-related activities. Project construction would have the potential to result in 
varying degrees of temporary groundborne vibration, depending on the specific construction equipment 
used and the operations involved. Ground vibration generated by construction equipment spreads 
through the ground and diminishes in magnitude with increases in distance. The results from vibration can 
range from no perceptible effects at the lowest vibration levels, to low rumbling sounds and perceptible 
vibration at moderate levels, to slight damage at the highest levels. Groundborne vibrations from 
construction activities rarely reach levels that damage structures. 

The types of potential construction vibration impacts include human annoyance and building damage. 
Human annoyance occurs when construction vibration rises significantly above the threshold of human 
perception for extended periods of time at sensitive receptors. Land uses where people sleep or read are 
particularly sensitive to groundborne vibration. Building damage can be cosmetic or structural. Ordinary 
buildings that are not particularly fragile would not experience any cosmetic damage (e.g., plaster cracks) 
at distances beyond 30 feet. This distance can vary substantially depending on the soil composition and 
underground geological layer between vibration source and receiver. In addition, not all buildings respond 
similarly to vibration generated by construction equipment.  

The ground-borne vibration generated by construction equipment spreads through the ground and 
diminishes in magnitude with increases in distance. Equipment expected to be used at the Project Site 
that FTA guidance includes reference vibration levels for include vibratory roller, large bulldozer, loaded 
haul trucks, and small bulldozer.  

The City has not established quantitative vibration standards. Therefore, this analyses uses the FTA criteria 
of 0.3 in/sec PPV to evaluate building damage and the Caltrans’s criteria of 0.02 in/sec to evaluate human 
annoyance at the nearest structure to the Project Site. Table 11: Typical Construction Equipment 
Vibration Levels lists the vibration levels for typical construction equipment at 25 feet (reference 
distance) and 5 feet (the distance from the nearest structure to the Project Site property line).  

Table 11: Typical Construction Equipment Vibration Levels 

Equipment  Reference Level 
PPV at 25 Feet (in/sec) PPV at 5feet (in/sec)1, 2 

Vibratory Roller 0.21 2.348 
Large Bulldozer 0.089 0.995 
Loaded Trucks 0.076 0.850 
Small Bulldozer 0.003 0.034 
Exceeds Building Damage Threshold3 0.3 Yes 
Exceeds Human Annoyance Threshold4 0.2 Yes 
1. Calculated using the following formula: PPVequip = PPVref x (25/D)1.5, where: PPVequip = the peak particle velocity in in/sec of the 

equipment adjusted for the distance; PPVref = the reference vibration level in in/sec from Table 7-4 of the Federal Transit 
Administration, Transit Noise and Vibration Impact Assessment Manual, 2018; D = the distance from the equipment to the 
receiver. 

2. The distance from the nearest structure to the Project Site property line. The nearest structures to the Project Site are the 
residential uses located approximately 5 feet to the west.  

3. Federal Transit Administration, Transit Noise and Vibration Impact Assessment Manual, 2018. 
4. California Department of Transportation, Transportation and Construction Vibration Guidance Manual, 2020. 
Source: Federal Transit Administration, Transit Noise and Vibration Impact Assessment Manual, 2018. 

As stated above, construction activities are anticipated to occur up to the Project boundary line. The 
nearest structures to the Project Site property line are residential uses (Sensitive Receptor 3), located 
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approximately 5 feet to the west. As indicated in Table 11, vibration velocities from typical heavy 
construction equipment operations that would be used during Project construction would exceed the FTA 
building damage threshold of 0.3 in/sec PPV and the Caltrans’ human annoyance threshold of 0.2 in/sec 
PPV at 5 feet.  MM NOI-4 would be required to reduce vibration impacts to a less than significant level. MM 
NOI-4 would require buffer distances from the vibratory construction equipment to the adjacent receptors 
(residential uses to the west). Use of vibratory rollers would be prohibited within 26 feet, large bulldozers 
(dozers 50 tons and larger) would be prohibited within 15 feet, and loaded trucks would be prohibited 
within 14 feet of the residential uses to the west (Sensitive Receptor 3). As shown in Table 12: Mitigated 
Construction Equipment Vibration Levels, impacts with regard to structural damage and human 
annoyance at the nearest structure would be less than significant with implementation of MM NOI-4.  

Table 12: Mitigated Construction Equipment Vibration Levels  

Equipment 

Reference Level 
PPV at 25 Feet 

(in/sec) 

Required 
Distance 

(feet) 

PPV at Mitigated 
Distance  

(in/sec PPV)1 

Significance 
Threshold 

(in/sec PPV) 

Exceed 
Significance 
Thresholds? 

Building Damage2 

Vibratory Roller 0.210 20 0.293 0.3 No 
Large Bulldozer 0.089 12 0.268 0.3 No 
Loaded Trucks 0.076 11 0.260 0.3 No 
Human Annoyance3  

Vibratory Roller 0.210 26 0.198 0.2 No 
Large Bulldozer 0.089 15 0.191 0.2 No 
Loaded Trucks 0.076 14 0.181 0.2 No 
1. Calculated using the following formula: PPVequip = PPVref x (25/D)1.5, where: PPVequip = the peak particle velocity in in/sec of the 

equipment adjusted for the distance; PPVref = the reference vibration level in in/sec from Table 7-4 of the Federal Transit 
Administration, Transit Noise and Vibration Impact Assessment Manual, 2018; D = the distance from the equipment to the 
receiver. 

2. Federal Transit Administration, Transit Noise and Vibration Impact Assessment Manual, 2018. 
3. California Department of Transportation, Transportation and Construction Vibration Guidance Manual, 2020. 
Source: Federal Transit Administration, Transit Noise and Vibration Impact Assessment Manual, 2018. 

 

Off-Site Construction Vibration  

Project construction would additionally include off-site sidewalk and grind and overlay roadway 
improvements along the Walnut Grove Avenue frontage. The off-site improvements would require the use 
of vibratory rollers, loaded trucks, pavers, paving equipment, loaders, and tractors. The FTA guidance 
includes reference vibration levels for a vibratory roller and loaded trucks.  

The nearest structure to the off-site improvements would be located as near as 280 feet to the west (i.e., 
University of the West). As the structure would be located further from the off-site improvements than the 
required buffer distances listed in Table 16, it can be assumed that the vibration from off-site 
improvements would not exceed the FTA building damage threshold of 0.3 in/sec PPV or Caltrans’ human 
annoyance threshold of 0.2 in/sec PPV. As such, impacts associated with off-site improvement vibration 
would be less than significant, and no mitigation is required.   

With respect to construction trucks, Project construction would involve truck travel along nearby 
roadways, generating vibration events with each passing truck. During excavation, soil would be 
stockpiled by trucks within designated areas of the project site prior to export. According to the FTA’s 
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Transit Noise and Vibration Impact Assessment, a truck rarely creates vibration levels that exceed 70 VdB 
(equivalent to 0.012 in/sec PPV) when on a roadway. The factors influencing levels of ground-borne 
vibration include vehicle speed, vehicle suspension, and wheel condition and type. The frequency of 
vibration events is not listed as an influencing factor for vibration velocity by the FTA. As such, multiple 
trucks traveling along the roadway would increase the frequency of vibration events but would not affect 
the vibration velocity experienced by receptors. Impacts would be less than significant, and no mitigation 
is required.  

Operational Vibration 

With respect to vibration-generating activities, operation of the Project would primarily involve personal 
automobiles used by residents accessing the parking spaces, occasional delivery trucks (such as UPS, 
FedEx, etc.), and trash and recycling collection trucks. Due to the rapid drop-off rate of ground-borne 
vibration and the short duration of the associated events, vehicular traffic-induced ground-borne vibration 
is rarely perceptible beyond the roadway right-of-way, and rarely results in vibration levels that cause 
damage to buildings in the vicinity.16 According to the FTA’s Transit Noise and Vibration Impact 
Assessment, trucks such as delivery trucks, refuse collection trucks, and occasional moving trucks rarely 
create vibration levels that exceed 70 VdB (equivalent to 0.012 in/sec PPV) when they are on roadways.17 
Therefore, approval of the Project would not result in any significant effects relating to ground-borne 
vibration during Project operation. 

Mitigation Measures 

MM NOI-1 Noise Shielding and Muffling. Power construction equipment (including combustion 
engines), fixed or mobile, shall be equipped with noise shielding and muffling devices 
consistent with manufacturers’ standards or the Best Available Control Technology. All 
equipment shall be properly maintained, and the Applicant or Owner shall require any 
construction contractor to keep documentation on-site during any earthwork or construction 
activities demonstrating that the equipment has been maintained in accordance with 
manufacturer’s specifications. 

MM NOI-2 Temporary Walls. Noise barriers, such as temporary walls (minimum ½-inch thick plywood) 
or sound blankets (minimum STC 25 rating), that are a minimum of eight feet tall, shall be 
erected along the western property line between construction activities and Noise-Sensitive 
Uses located adjacent to the west of the Project Site. 

MM NOI-3 Mechanical Equipment Buffer. Prior to the issuance of building permits, the Applicant shall 
submit site plans showing the location of stationary mechanical equipment. Stationary 
mechanical equipment such as air conditioning units shall be located at a minimum distance 
of 38 feet from off-site sensitive receptors. In the event that stationary mechanical equipment 
cannot be set back by a minimum of 38 feet, the Applicant shall submit a noise memorandum 
showing that equipment would be equipped with sufficient sound attenuation (e.g., shielding) 
to reduce noise at adjacent residential receptors to a maximum of 44.4 dBA. 

 
16  Federal Transit Administration, Transit Noise and Vibration Impact Assessment Manual, 2018. 
17  Ibid. 
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Measurement Report
Report Summary

Meter's File Name LxT_Data.110.s Computer's File Name LxTse_0005586-20250806 123726-LxT_Data.110.ldbin

Meter LxT SE 0005586 Firmware 2.404

User Location

Job Description

Note

Measurement
Start Time 2025-08-06 12:37:26 Duration 0:10:00.0

End Time 2025-08-06 12:47:26 Run Time 0:10:00.0 Pause Time 0:00:00.0

Pre-Calibration 2025-08-06 09:22:32 Post-Calibration None Calibration Deviation ---

Results

Overall Metrics
LAeq 68.8 dB

LAE 96.6 dB SEA --- dB

EA 505.7 µPa²h

LApeak 93.2 dB 2025-08-06 12:47:20

LASmax 76.8 dB 2025-08-06 12:47:21

LASmin 49.3 dB 2025-08-06 12:46:37

LAeq 68.8 dB

LCeq 73.9 dB LCeq  - LAeq 5.1 dB

LAIeq 70.1 dB LAIeq  - LAeq 1.3 dB

Exceedances Count Duration
LAS > 85.0 dB 0 0:00:00.0

LAS > 115.0 dB 0 0:00:00.0

LApk > 135.0 dB 0 0:00:00.0

LApk > 137.0 dB 0 0:00:00.0

LApk > 140.0 dB 0 0:00:00.0

Community Noise LDN LDay LNight
68.8 dB 68.8 dB --- dB

LDEN LDay LEve LNight
68.8 dB 68.8 dB --- dB --- dB



Any Data A C Z

Level Time Stamp Level Time Stamp Level Time Stamp
Leq 68.8 dB 73.9 dB --- dB

Ls(max) 76.8 dB 2025-08-06 12:47:21 --- dB None --- dB None

LS(min) 49.3 dB 2025-08-06 12:46:37 --- dB None --- dB None

LPeak(max) 93.2 dB 2025-08-06 12:47:20 --- dB None --- dB None

Overloads Count Duration OBA Count OBA Duration
0 0:00:00.0 0 0:00:00.0

Statistics
LAS 5.0 73.8 dB

LAS 10.0 72.2 dB

LAS 33.3 69.3 dB

LAS 50.0 67.5 dB

LAS 66.6 64.6 dB

LAS 90.0 55.3 dB
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bƻƛǎŜ aŜŀǎǳǊŜƳŜƴǘ CƛŜƭŘ 5ŀǘŀ
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 /ƻƳƳŜƴǘǎΥ
 wŜǎǳƭǘǎ όŘ.!ύΥ

[ŜǉΥ [ƳƛƴΥ [ƳŀȄΥ tŜŀƪΥ
роΦт псΦн слΦр туΦт

 {ƻǳƴŘ [ŜǾŜƭ aŜǘŜǊΥ[5 {ƻǳƴŘ9ȄǇŜǊǘ [Ȅ¢ ¢ŜƳǇΦ όŘŜƎǊŜŜǎ CύΥфл
 /ŀƭƛōǊŀǘƻǊΥ/![нлл  ²ƛƴŘ όƳǇƘύΥ с
 wŜǎǇƻƴǎŜ ¢ƛƳŜΥ{ƭƻǿ  {ƪȅΥ /ƭŜŀǊ
 ²ŜƛƎƘǘƛƴƎΥ !  .ŀǊΦ tǊŜǎǎǳǊŜΥнфΦфу
 aƛŎǊƻǇƘƻƴŜ IŜƛƎƘǘΥр ŦŜŜǘ IǳƳƛŘƛǘȅΥ от҈

tƘƻǘƻΥ

9ǉǳƛǇƳŜƴǘ ²ŜŀǘƘŜǊ

wƻǎŜƳŜŀŘ /ƻƴŘƻǎ
{¢πн
5ŀƴƛŜƭ YŀǊȊ
¦ƴƛǾŜǊǎƛǘȅ ƻŦ ǘƘŜ ²Ŝǎǘ ǇŀǊƪƛƴƎ ƭƻǘΣ ŀŘƧŀŎŜƴǘ ǘƻ ǘƘŜ ǎƻǳǘƘ ƻŦ ǘƘŜ tǊƻƧŜŎǘ {ƛǘŜ 

.ƛǊŘǎ ŎƘƛǊǇƛƴƎΣ ǘǊŀŦŦƛŎ ƻƴ ǎǘǊŜŜǘǎΣ ǘǊǳŎƪǎ ǇŀǎǎƛƴƎΣ ŦƭŀƎǇƻƭŜ ƛƴ ŘƛǎǘŀƴŎŜΣ ǇŀǊƪƛƴƎ ƭƻǘ ƴƻƛǎŜ

�

0H
;��+

7��

�

=�
�

*

���������	


/��

�� � �
����N�

������
 �


*

� ��
�

.�*��

*�

�� 5� 4� T����"�1�� T



Measurement Report
Report Summary

Meter's File Name LxT_Data.111.s Computer's File Name LxTse_0005586-20250806 125313-LxT_Data.111.ldbin

Meter LxT SE 0005586 Firmware 2.404

User Location

Job Description

Note

Measurement
Start Time 2025-08-06 12:53:13 Duration 0:10:00.0

End Time 2025-08-06 13:03:13 Run Time 0:10:00.0 Pause Time 0:00:00.0

Pre-Calibration 2025-08-06 09:22:32 Post-Calibration None Calibration Deviation ---

Results

Overall Metrics
LAeq 53.7 dB

LAE 81.5 dB SEA --- dB

EA 15.6 µPa²h

LApeak 78.7 dB 2025-08-06 12:56:06

LASmax 60.5 dB 2025-08-06 13:00:52

LASmin 46.2 dB 2025-08-06 12:59:01

LAeq 53.7 dB

LCeq 64.3 dB LCeq  - LAeq 10.6 dB

LAIeq 56.5 dB LAIeq  - LAeq 2.8 dB

Exceedances Count Duration
LAS > 85.0 dB 0 0:00:00.0

LAS > 115.0 dB 0 0:00:00.0

LApk > 135.0 dB 0 0:00:00.0

LApk > 137.0 dB 0 0:00:00.0

LApk > 140.0 dB 0 0:00:00.0

Community Noise LDN LDay LNight
53.7 dB 53.7 dB --- dB

LDEN LDay LEve LNight
53.7 dB 53.7 dB --- dB --- dB



Any Data A C Z

Level Time Stamp Level Time Stamp Level Time Stamp
Leq 53.7 dB 64.3 dB --- dB

Ls(max) 60.5 dB 2025-08-06 13:00:52 --- dB None --- dB None

LS(min) 46.2 dB 2025-08-06 12:59:01 --- dB None --- dB None

LPeak(max) 78.7 dB 2025-08-06 12:56:06 --- dB None --- dB None

Overloads Count Duration OBA Count OBA Duration
0 0:00:00.0 0 0:00:00.0

Statistics
LAS 5.0 56.5 dB

LAS 10.0 55.9 dB

LAS 33.3 54.2 dB

LAS 50.0 53.3 dB

LAS 66.6 52.4 dB

LAS 90.0 49.7 dB
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bƻƛǎŜ aŜŀǎǳǊŜƳŜƴǘ CƛŜƭŘ 5ŀǘŀ

 tǊƻƧŜŎǘΥ   Wƻō bǳƳōŜǊΥмфплролмс
 {ƛǘŜ bƻΦΥ   5ŀǘŜΥуκсκнлнр
!ƴŀƭȅǎǘΥ   ¢ƛƳŜΥмΥмм ǇΦƳΦ π мΥнм ǇΦƳΦ
[ƻŎŀǘƛƻƴΥ
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Measurement Report
Report Summary

Meter's File Name LxT_Data.112.s Computer's File Name LxTse_0005586-20250806 130858-LxT_Data.112.ldbin

Meter LxT SE 0005586 Firmware 2.404

User Location

Job Description

Note

Measurement
Start Time 2025-08-06 13:08:58 Duration 0:10:00.0

End Time 2025-08-06 13:18:58 Run Time 0:10:00.0 Pause Time 0:00:00.0

Pre-Calibration 2025-08-06 09:22:32 Post-Calibration None Calibration Deviation ---

Results

Overall Metrics
LAeq 67.4 dB

LAE 95.2 dB SEA --- dB

EA 366.4 µPa²h

LApeak 90.5 dB 2025-08-06 13:17:24

LASmax 78.1 dB 2025-08-06 13:17:24

LASmin 43.7 dB 2025-08-06 13:18:27

LAeq 67.4 dB

LCeq 73.3 dB LCeq  - LAeq 5.9 dB

LAIeq 68.6 dB LAIeq  - LAeq 1.2 dB

Exceedances Count Duration
LAS > 85.0 dB 0 0:00:00.0

LAS > 115.0 dB 0 0:00:00.0

LApk > 135.0 dB 0 0:00:00.0

LApk > 137.0 dB 0 0:00:00.0

LApk > 140.0 dB 0 0:00:00.0

Community Noise LDN LDay LNight
67.4 dB 67.4 dB --- dB

LDEN LDay LEve LNight
67.4 dB 67.4 dB --- dB --- dB



Any Data A C Z

Level Time Stamp Level Time Stamp Level Time Stamp
Leq 67.4 dB 73.3 dB --- dB

Ls(max) 78.1 dB 2025-08-06 13:17:24 --- dB None --- dB None

LS(min) 43.7 dB 2025-08-06 13:18:27 --- dB None --- dB None

LPeak(max) 90.5 dB 2025-08-06 13:17:24 --- dB None --- dB None

Overloads Count Duration OBA Count OBA Duration
0 0:00:00.0 0 0:00:00.0

Statistics
LAS 5.0 71.9 dB

LAS 10.0 70.9 dB

LAS 33.3 68.2 dB

LAS 50.0 66.0 dB

LAS 66.6 62.9 dB

LAS 90.0 52.0 dB
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bƻƛǎŜ aŜŀǎǳǊŜƳŜƴǘ CƛŜƭŘ 5ŀǘŀ

 tǊƻƧŜŎǘΥ   Wƻō bǳƳōŜǊΥмфплролмс
 {ƛǘŜ bƻΦΥ   5ŀǘŜΥ уκсκнлнр
!ƴŀƭȅǎǘΥ   ¢ƛƳŜΥ мΥол ǇΦƳΦ π мΥпл ǇΦƳΦ 
[ƻŎŀǘƛƻƴΥ
 bƻƛǎŜ {ƻǳǊŎŜǎΥ
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 wŜǎǳƭǘǎ όŘ.!ύΥ

[ŜǉΥ [ƳƛƴΥ [ƳŀȄΥ tŜŀƪΥ
ппΦр пмΦн слΦн туΦл

 {ƻǳƴŘ [ŜǾŜƭ aŜǘŜǊΥ[5 {ƻǳƴŘ9ȄǇŜǊǘ [Ȅ¢ ¢ŜƳǇΦ όŘŜƎǊŜŜǎ CύΥфн
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Measurement Report
Report Summary

Meter's File Name LxT_Data.113.s Computer's File Name LxTse_0005586-20250806 132714-LxT_Data.113.ldbin

Meter LxT SE 0005586 Firmware 2.404

User Location

Job Description

Note

Measurement
Start Time 2025-08-06 13:27:14 Duration 0:10:00.0

End Time 2025-08-06 13:37:14 Run Time 0:10:00.0 Pause Time 0:00:00.0

Pre-Calibration 2025-08-06 09:22:32 Post-Calibration None Calibration Deviation ---

Results

Overall Metrics
LAeq 44.5 dB

LAE 72.3 dB SEA --- dB

EA 1.9 µPa²h

LApeak 78.0 dB 2025-08-06 13:31:37

LASmax 60.2 dB 2025-08-06 13:31:37

LASmin 41.2 dB 2025-08-06 13:36:53

LAeq 44.5 dB

LCeq 61.1 dB LCeq  - LAeq 16.6 dB

LAIeq 47.9 dB LAIeq  - LAeq 3.4 dB

Exceedances Count Duration
LAS > 85.0 dB 0 0:00:00.0

LAS > 115.0 dB 0 0:00:00.0

LApk > 135.0 dB 0 0:00:00.0

LApk > 137.0 dB 0 0:00:00.0

LApk > 140.0 dB 0 0:00:00.0

Community Noise LDN LDay LNight
44.5 dB 44.5 dB --- dB

LDEN LDay LEve LNight
44.5 dB 44.5 dB --- dB --- dB



Any Data A C Z

Level Time Stamp Level Time Stamp Level Time Stamp
Leq 44.5 dB 61.1 dB --- dB

Ls(max) 60.2 dB 2025-08-06 13:31:37 --- dB None --- dB None

LS(min) 41.2 dB 2025-08-06 13:36:53 --- dB None --- dB None

LPeak(max) 78.0 dB 2025-08-06 13:31:37 --- dB None --- dB None

Overloads Count Duration OBA Count OBA Duration
0 0:00:00.0 0 0:00:00.0

Statistics
LAS 5.0 47.6 dB

LAS 10.0 46.2 dB

LAS 33.3 43.4 dB

LAS 50.0 43.1 dB

LAS 66.6 42.7 dB

LAS 90.0 42.0 dB
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On-site Construction Noise Impact on Receptors

Parameters
Construction Hours:Daytime hours (7 am to 7 pm) 8

Evening hours (7 pm to 10 pm) 0
Nighttime hours (10 pm to 7 am) 0

Leq to L10 factor 3

Receptor
Distance to Receptor 

(Feet) DirectionShielding 
1 University of the West75 S
2 Residential (City) 653 S 0
3 Residential (County) 10 W 0
5 Residential (County) 432 SE 0
6 Residential (County) 655 S 0

RECEPTOR 3                    

Construction Phase Equipment Type No. of Equip.
Acoustical Usage 

Factor

Reference 
Noise Level at 
50ft per Unit, 
Lmax

Distance
(feet)

Noise Level 
at Receptor 3, 
Lmax

Noise Level 
at Receptor 3, 

Leq

Demolition 
Excavator 3 40% 81                  50 85.5 81.5
Front End Loader 1 40% 79                  50 79.1 75.1

Combined LEQ 82.4

Site Preparation 
Front End Loader 1 40% 79                  50 79.1 75.1

Combined LEQ 75.1

Grading 
Excavator 1 40% 81                  50 80.7 76.7
Dozer 1 40% 82                  50 81.7 77.7
Front End Loader 1 40% 79                  50 79.1 75.1
Grader 1 40% 85                  50 85.0 81.0

Combined LEQ 84.2

Infrastructure Improvements 
Slurry Trenching Machine 1 50% 80                  50 80.4 77.4
Concrete Saw 1 20% 90                  50 89.6 82.6
Tractor 1 40% 84                  50 84.0 80.0

Combined LEQ 85.3

Building Construction 
Welder/Torch 1 40% 74                  50 74.0 70.0
Generator 1 50% 81                  50 80.6 77.6
Crane 1 16% 81                  50 80.6 72.6
All Other Equipment > 5 HP 1 50% 85                  50 85.0 82.0
Front End Loader 2 40% 79                  50 82.1 78.1

Combined LEQ 84.9

Paving 
Paver 1 50% 77                  50 77.2 74.2
Roller 1 20% 80                  50 80.0 73.0
All Other Equipment > 5 HP 1 50% 85                  50 85.0 82.0

Combined LEQ 83.1

Architectural Coating 
Compressor (air) 2 40% 78                  50 80.7 76.7

Combined LEQ 76.7

Overlapping Phases
Paving + Building Construction + Architectural Coating 87.5

Maximum Noise Level 87.5
Source for Ref. Noise Levels: RCNM, 2005
* source for any user defined equipment/data



Rosemead Condos
Run info

Project info

Project title: Rosemead Condos
Project No.: 194053016
Project engineer:
Customer:

Description:

Run description

Calculation type: Single Point Sound
Title: Rosemead Unmitigated
Calculation group
Run file: RunFile.runx
Result number: 1
Local calculation (ThreadCount=22)
Calculation start: 10/23/2025 1:21:28 PM
Calculation end: 10/23/2025 1:21:33 PM
Calculation time: 00:03:836 [m:s:ms]
No. of points: 15
No. of calculated points: 15
Kernel version: SoundPLANnoise 9.0 (1/16/2024) - 64 bit

Run parameters

Reflection order: 3
Maximum reflection distance to receiver 200 m
Maximum reflection distance to source 50 m
Search radius 5000 m
Weighting: dB(A)
Allowed tolerance (per individual source): 0.100 dB
Create ground effect areas from road surfaces: Yes
Treat roads as terrain following: No

Standards:
Industry: ISO 9613-2: 1996
Air absorption: ISO 9613-1
regular ground effect (chapter 7.3.1), for sources without a spectrum automatically alternative ground effect
Limitation of screening loss:
        single/multiple 20.0 dB /25.0 dB
Side diffraction: ISO/TR 17534-3:2015 compliant: no side diffraction if terrain blocks line of sight
Use Eqn (Abar=Dz-Max(Agr,0)) instead of Eqn (12) (Abar=Dz-Agr) for insertion loss
Environment:
        Air pressure 1013.3 mbar
        rel. humidity 70.0 %
        Temperature 10.0 °C
        Meteo. corr. C0(7-22h)[dB]=0.0;  C0(22-7h)[dB]=0.0;
        Ignore Cmet for Lmax industry calculation: No

SoundPLAN 9.0

Kimley-Horn  445 24th St, Suite 200 Vero Beach, FL 32960 USA 1



Rosemead Condos
Run info

Parameter for screening:        C2=20.0
Dissection parameters:
        Distance to diameter factor 8
        Minimal distance 1 m
        Max. difference ground effect + diffraction 1.0 dB
        Max. number of iterations 4
Attenuation
        Foliage: ISO 9613-2
        Built-up area: ISO 9613-2
        Industrial site: ISO 9613-2

Assessment: Day Night Level LDN
Reflection of "own" facade is suppressed

Geometry data

Rosemead Construction UM 6ft.sit 10/23/2025 1:20:52 PM
- contains:

Existing 6ft Wall (SW).geo 10/23/2025 11:08:34 AM
Existing 6ft Wall (w).geo 10/23/2025 11:23:02 AM
Geo-File1.geo 10/23/2025 11:13:38 AM
On-Site Construction (UM).geo 10/23/2025 1:20:52 PM
OSM_Building.geo 10/23/2025 11:23:18 AM
Receptors.geo 10/23/2025 11:01:34 AM

SoundPLAN 9.0

Kimley-Horn  445 24th St, Suite 200 Vero Beach, FL 32960 USA 2



Rosemead Condos
Unmitigated Construction

Receiver Usage Fl Dir Leq,d

dB(A)

1 University of West SCH G 65.4
F2 66.5

1 University of West SCH G 64.7
F2 65.8

2 Residential GR G 48.0
3 Residential GR G 62.3

F2 63.7
3 Residential GR G 61.3

F2 62.5
3 Residential GR G 63.9
3 Residential GR G 65.3
3 Residential GR G 68.4
3 Residential GR G 67.5
3 Residential GR G 67.3
3 Residential GR G 61.4
4 Whittier Narrows Golf
Course SF G 61.5

4 Whittier Narrows Golf
Course SF G 63.5

4 Whittier Narrows Golf
Course SF G 61.7

5 Residential GR G 55.6
F2 55.7

SoundPLAN 9.0

Kimley-Horn  445 24th St, Suite 200 Vero Beach, FL 32960 USA 1



Rosemead Condos
Assessed receiver spectra in dB(A)

Time

slice

63Hz

dB(A)

125Hz

dB(A)

250Hz

dB(A)

500Hz

dB(A)

1kHz

dB(A)

2kHz

dB(A)

4kHz

dB(A)

8kHz

dB(A)

Receiver 1 University of West   Fl G    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 63.4 dB(A)   Leq,d 65.4 dB(A)   Leq,n  dB(A)
Ldn 19.9 20.2 18.0 63.4 30.2 27.5 20.1 7.7
Leq,d 21.9 22.3 20.0 65.4 32.2 29.6 22.2 9.7
Leq,n

Receiver 1 University of West   Fl F2    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 64.4 dB(A)   Leq,d 66.5 dB(A)   Leq,n  dB(A)
Ldn 19.6 20.7 22.1 64.4 33.6 32.0 25.0 13.7
Leq,d 21.6 22.8 24.1 66.5 35.7 34.0 27.1 15.8
Leq,n

Receiver 1 University of West   Fl G    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 62.6 dB(A)   Leq,d 64.7 dB(A)   Leq,n  dB(A)
Ldn 18.8 19.4 17.5 62.6 29.1 26.5 19.3 6.8
Leq,d 20.9 21.4 19.6 64.7 31.1 28.6 21.3 8.8
Leq,n

Receiver 1 University of West   Fl F2    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 63.7 dB(A)   Leq,d 65.8 dB(A)   Leq,n  dB(A)
Ldn 18.7 19.9 21.6 63.7 32.6 31.1 24.4 13.4
Leq,d 20.7 21.9 23.6 65.8 34.7 33.1 26.4 15.4
Leq,n

Receiver 2 Residential   Fl G    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 45.9 dB(A)   Leq,d 48.0 dB(A)   Leq,n  dB(A)
Ldn 9.4 6.9 4.2 45.9 12.9 9.6 -2.2 -34.9
Leq,d 11.4 8.9 6.3 48.0 15.0 11.6 -0.1 -32.8
Leq,n

Receiver 3 Residential   Fl G    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 60.3 dB(A)   Leq,d 62.3 dB(A)   Leq,n  dB(A)
Ldn 16.8 16.7 15.6 60.3 26.9 24.4 16.8 4.1
Leq,d 18.8 18.7 17.7 62.3 28.9 26.5 18.9 6.1
Leq,n

Receiver 3 Residential   Fl F2    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 61.7 dB(A)   Leq,d 63.7 dB(A)   Leq,n  dB(A)
Ldn 17.4 17.7 20.0 61.7 30.3 28.7 21.2 8.7
Leq,d 19.4 19.8 22.1 63.7 32.4 30.7 23.3 10.7
Leq,n

Receiver 3 Residential   Fl G    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 59.3 dB(A)   Leq,d 61.3 dB(A)   Leq,n  dB(A)
Ldn 15.6 15.9 14.2 59.3 25.8 23.3 15.9 3.4
Leq,d 17.7 17.9 16.2 61.3 27.9 25.3 18.0 5.5
Leq,n

Receiver 3 Residential   Fl F2    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 60.4 dB(A)   Leq,d 62.5 dB(A)   Leq,n  dB(A)
Ldn 17.0 17.2 18.6 60.4 29.0 27.3 20.3 8.2
Leq,d 19.0 19.2 20.6 62.5 31.1 29.4 22.3 10.3
Leq,n

Receiver 3 Residential   Fl G    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 61.9 dB(A)   Leq,d 63.9 dB(A)   Leq,n  dB(A)
Ldn 17.8 18.3 18.2 61.9 28.8 26.4 19.4 8.4
Leq,d 19.9 20.3 20.3 63.9 30.8 28.4 21.5 10.4
Leq,n

SoundPLAN 9.0

Kimley-Horn  445 24th St, Suite 200 Vero Beach, FL 32960 USA 1



Rosemead Condos
Assessed receiver spectra in dB(A)

Time

slice

63Hz

dB(A)

125Hz

dB(A)

250Hz

dB(A)

500Hz

dB(A)

1kHz

dB(A)

2kHz

dB(A)

4kHz

dB(A)

8kHz

dB(A)

Receiver 3 Residential   Fl G    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 63.2 dB(A)   Leq,d 65.3 dB(A)   Leq,n  dB(A)
Ldn 18.7 19.2 19.0 63.2 30.2 27.6 20.6 9.4
Leq,d 20.8 21.2 21.0 65.3 32.2 29.6 22.6 11.5
Leq,n

Receiver 3 Residential   Fl G    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 66.3 dB(A)   Leq,d 68.4 dB(A)   Leq,n  dB(A)
Ldn 21.8 23.5 25.7 66.3 32.5 29.9 22.7 12.8
Leq,d 23.9 25.5 27.8 68.4 34.5 31.9 24.7 14.8
Leq,n

Receiver 3 Residential   Fl G    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 65.5 dB(A)   Leq,d 67.5 dB(A)   Leq,n  dB(A)
Ldn 21.7 22.6 24.2 65.5 32.2 29.4 22.3 12.6
Leq,d 23.7 24.6 26.3 67.5 34.2 31.4 24.4 14.6
Leq,n

Receiver 3 Residential   Fl G    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 65.3 dB(A)   Leq,d 67.3 dB(A)   Leq,n  dB(A)
Ldn 22.1 22.8 24.8 65.3 31.4 28.4 20.9 10.7
Leq,d 24.2 24.8 26.9 67.3 33.5 30.5 23.0 12.7
Leq,n

Receiver 3 Residential   Fl G    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 59.4 dB(A)   Leq,d 61.4 dB(A)   Leq,n  dB(A)
Ldn 16.8 16.9 14.7 59.4 25.1 21.6 13.5 0.0
Leq,d 18.9 19.0 16.7 61.4 27.2 23.7 15.5 2.0
Leq,n

Receiver 4 Whittier Narrows Golf Course   Fl G    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 59.4 dB(A)   Leq,d 61.5 dB(A)   Leq,n  dB(A)
Ldn 20.5 18.8 12.1 59.4 28.9 27.3 19.5 6.1
Leq,d 22.6 20.8 14.2 61.5 31.0 29.3 21.5 8.1
Leq,n

Receiver 4 Whittier Narrows Golf Course   Fl G    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 61.4 dB(A)   Leq,d 63.5 dB(A)   Leq,n  dB(A)
Ldn 22.1 20.9 14.6 61.4 30.9 29.4 22.1 9.6
Leq,d 24.1 22.9 16.6 63.5 33.0 31.4 24.1 11.7
Leq,n

Receiver 4 Whittier Narrows Golf Course   Fl G    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 59.6 dB(A)   Leq,d 61.7 dB(A)   Leq,n  dB(A)
Ldn 20.6 18.8 12.2 59.6 29.1 27.5 19.6 6.2
Leq,d 22.6 20.9 14.3 61.6 31.2 29.5 21.6 8.2
Leq,n

Receiver 5 Residential   Fl G    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 53.5 dB(A)   Leq,d 55.6 dB(A)   Leq,n  dB(A)
Ldn 12.8 10.9 5.3 53.5 21.2 18.0 7.3 -17.0
Leq,d 14.8 12.9 7.4 55.6 23.3 20.1 9.3 -14.9
Leq,n

Receiver 5 Residential   Fl F2    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 53.6 dB(A)   Leq,d 55.7 dB(A)   Leq,n  dB(A)
Ldn 11.9 10.6 10.7 53.6 21.5 18.3 7.7 -16.6
Leq,d 14.0 12.6 12.7 55.7 23.6 20.3 9.7 -14.6
Leq,n

SoundPLAN 9.0
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Rosemead Condos
Contribution level

Source group Source typeTr. lane A

dB

Ldn

dB(A)

Leq,d

dB(A)

Leq,n

dB(A)

Receiver 1 University of West   Fl G    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 63.4 dB(A)   Leq,d 65.4 dB(A)   Leq,n  dB(A)
On-Site Construction Area 0.0 46.1 48.1
On-Site Construction Area 0.0 43.4 45.4
On-Site Construction Area 0.0 54.1 56.2
On-Site Construction Area 0.0 33.5 35.5
On-Site Construction Area 0.0 53.1 55.1
On-Site Construction Area 0.0 53.1 55.1
On-Site Construction Area 0.0 59.1 61.1
On-Site Construction Area 0.0 55.1 57.1
On-Site Construction Area 0.0 55.1 57.1

Receiver 1 University of West   Fl F2    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 64.4 dB(A)   Leq,d 66.5 dB(A)   Leq,n  dB(A)
On-Site Construction Area 0.0 47.1 49.2
On-Site Construction Area 0.0 44.5 46.5
On-Site Construction Area 0.0 55.2 57.2
On-Site Construction Area 0.0 37.2 39.2
On-Site Construction Area 0.0 54.1 56.2
On-Site Construction Area 0.0 54.1 56.2
On-Site Construction Area 0.0 60.1 62.2
On-Site Construction Area 0.0 56.1 58.2
On-Site Construction Area 0.0 56.1 58.2

Receiver 1 University of West   Fl G    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 62.6 dB(A)   Leq,d 64.7 dB(A)   Leq,n  dB(A)
On-Site Construction Area 0.0 45.3 47.4
On-Site Construction Area 0.0 42.5 44.6
On-Site Construction Area 0.0 53.3 55.4
On-Site Construction Area 0.0 32.5 34.6
On-Site Construction Area 0.0 52.3 54.4
On-Site Construction Area 0.0 52.3 54.4
On-Site Construction Area 0.0 58.3 60.3
On-Site Construction Area 0.0 54.3 56.4
On-Site Construction Area 0.0 54.3 56.4

Receiver 1 University of West   Fl F2    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 63.7 dB(A)   Leq,d 65.8 dB(A)   Leq,n  dB(A)
On-Site Construction Area 0.0 46.4 48.5
On-Site Construction Area 0.0 43.7 45.8
On-Site Construction Area 0.0 54.5 56.5
On-Site Construction Area 0.0 36.3 38.3
On-Site Construction Area 0.0 53.4 55.5
On-Site Construction Area 0.0 53.4 55.5
On-Site Construction Area 0.0 59.4 61.5
On-Site Construction Area 0.0 55.4 57.5
On-Site Construction Area 0.0 55.4 57.5

Receiver 2 Residential   Fl G    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 45.9 dB(A)   Leq,d 48.0 dB(A)   Leq,n  dB(A)
On-Site Construction Area 0.0 28.6 30.7
On-Site Construction Area 0.0 25.6 27.7
On-Site Construction Area 0.0 36.7 38.7

SoundPLAN 9.0
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Rosemead Condos
Contribution level

Source group Source typeTr. lane A

dB

Ldn

dB(A)

Leq,d

dB(A)

Leq,n

dB(A)

On-Site Construction Area 0.0 17.3 19.4
On-Site Construction Area 0.0 35.6 37.7
On-Site Construction Area 0.0 35.6 37.7
On-Site Construction Area 0.0 41.6 43.6
On-Site Construction Area 0.0 37.6 39.7
On-Site Construction Area 0.0 37.6 39.7

Receiver 3 Residential   Fl G    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 60.3 dB(A)   Leq,d 62.3 dB(A)   Leq,n  dB(A)
On-Site Construction Area 0.0 43.0 45.0
On-Site Construction Area 0.0 40.2 42.3
On-Site Construction Area 0.0 51.0 53.0
On-Site Construction Area 0.0 30.3 32.3
On-Site Construction Area 0.0 50.0 52.0
On-Site Construction Area 0.0 50.0 52.0
On-Site Construction Area 0.0 55.9 58.0
On-Site Construction Area 0.0 52.0 54.0
On-Site Construction Area 0.0 52.0 54.0

Receiver 3 Residential   Fl F2    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 61.7 dB(A)   Leq,d 63.7 dB(A)   Leq,n  dB(A)
On-Site Construction Area 0.0 44.4 46.4
On-Site Construction Area 0.0 41.5 43.6
On-Site Construction Area 0.0 52.4 54.5
On-Site Construction Area 0.0 33.9 36.0
On-Site Construction Area 0.0 51.4 53.4
On-Site Construction Area 0.0 51.4 53.4
On-Site Construction Area 0.0 57.4 59.4
On-Site Construction Area 0.0 53.4 55.4
On-Site Construction Area 0.0 53.4 55.4

Receiver 3 Residential   Fl G    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 59.3 dB(A)   Leq,d 61.3 dB(A)   Leq,n  dB(A)
On-Site Construction Area 0.0 42.0 44.0
On-Site Construction Area 0.0 39.1 41.2
On-Site Construction Area 0.0 50.0 52.0
On-Site Construction Area 0.0 29.2 31.3
On-Site Construction Area 0.0 49.0 51.0
On-Site Construction Area 0.0 49.0 51.0
On-Site Construction Area 0.0 55.0 57.0
On-Site Construction Area 0.0 51.0 53.0
On-Site Construction Area 0.0 51.0 53.0

Receiver 3 Residential   Fl F2    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 60.4 dB(A)   Leq,d 62.5 dB(A)   Leq,n  dB(A)
On-Site Construction Area 0.0 43.1 45.2
On-Site Construction Area 0.0 40.3 42.3
On-Site Construction Area 0.0 51.2 53.2
On-Site Construction Area 0.0 32.7 34.7
On-Site Construction Area 0.0 50.1 52.2
On-Site Construction Area 0.0 50.1 52.2
On-Site Construction Area 0.0 56.1 58.2
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Rosemead Condos
Contribution level

Source group Source typeTr. lane A

dB

Ldn

dB(A)

Leq,d

dB(A)

Leq,n

dB(A)

On-Site Construction Area 0.0 52.1 54.2
On-Site Construction Area 0.0 52.1 54.2

Receiver 3 Residential   Fl G    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 61.9 dB(A)   Leq,d 63.9 dB(A)   Leq,n  dB(A)
On-Site Construction Area 0.0 44.6 46.7
On-Site Construction Area 0.0 41.7 43.7
On-Site Construction Area 0.0 52.6 54.7
On-Site Construction Area 0.0 32.3 34.3
On-Site Construction Area 0.0 51.6 53.7
On-Site Construction Area 0.0 51.6 53.7
On-Site Construction Area 0.0 57.6 59.6
On-Site Construction Area 0.0 53.6 55.6
On-Site Construction Area 0.0 53.6 55.6

Receiver 3 Residential   Fl G    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 63.2 dB(A)   Leq,d 65.3 dB(A)   Leq,n  dB(A)
On-Site Construction Area 0.0 45.9 48.0
On-Site Construction Area 0.0 43.1 45.1
On-Site Construction Area 0.0 54.0 56.0
On-Site Construction Area 0.0 33.5 35.6
On-Site Construction Area 0.0 52.9 55.0
On-Site Construction Area 0.0 52.9 55.0
On-Site Construction Area 0.0 58.9 60.9
On-Site Construction Area 0.0 54.9 57.0
On-Site Construction Area 0.0 54.9 57.0

Receiver 3 Residential   Fl G    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 66.3 dB(A)   Leq,d 68.4 dB(A)   Leq,n  dB(A)
On-Site Construction Area 0.0 49.0 51.1
On-Site Construction Area 0.0 46.2 48.3
On-Site Construction Area 0.0 57.1 59.1
On-Site Construction Area 0.0 36.6 38.6
On-Site Construction Area 0.0 56.0 58.1
On-Site Construction Area 0.0 56.0 58.1
On-Site Construction Area 0.0 62.0 64.1
On-Site Construction Area 0.0 58.0 60.1
On-Site Construction Area 0.0 58.0 60.1

Receiver 3 Residential   Fl G    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 65.5 dB(A)   Leq,d 67.5 dB(A)   Leq,n  dB(A)
On-Site Construction Area 0.0 48.2 50.2
On-Site Construction Area 0.0 45.3 47.3
On-Site Construction Area 0.0 56.2 58.3
On-Site Construction Area 0.0 36.0 38.0
On-Site Construction Area 0.0 55.2 57.2
On-Site Construction Area 0.0 55.2 57.2
On-Site Construction Area 0.0 61.2 63.2
On-Site Construction Area 0.0 57.2 59.2
On-Site Construction Area 0.0 57.2 59.2

Receiver 3 Residential   Fl G    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 65.3 dB(A)   Leq,d 67.3 dB(A)   Leq,n  dB(A)
On-Site Construction Area 0.0 48.0 50.0
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Rosemead Condos
Contribution level

Source group Source typeTr. lane A

dB

Ldn

dB(A)

Leq,d

dB(A)

Leq,n

dB(A)

On-Site Construction Area 0.0 45.2 47.3
On-Site Construction Area 0.0 56.0 58.0
On-Site Construction Area 0.0 35.5 37.6
On-Site Construction Area 0.0 55.0 57.0
On-Site Construction Area 0.0 55.0 57.0
On-Site Construction Area 0.0 61.0 63.0
On-Site Construction Area 0.0 57.0 59.0
On-Site Construction Area 0.0 57.0 59.0

Receiver 3 Residential   Fl G    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 59.4 dB(A)   Leq,d 61.4 dB(A)   Leq,n  dB(A)
On-Site Construction Area 0.0 42.1 44.1
On-Site Construction Area 0.0 39.1 41.2
On-Site Construction Area 0.0 50.1 52.1
On-Site Construction Area 0.0 28.7 30.7
On-Site Construction Area 0.0 49.1 51.1
On-Site Construction Area 0.0 49.1 51.1
On-Site Construction Area 0.0 55.0 57.1
On-Site Construction Area 0.0 51.1 53.1
On-Site Construction Area 0.0 51.1 53.1

Receiver 4 Whittier Narrows Golf Course   Fl G    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 59.4 dB(A)   Leq,d 61.5 dB(A)   Leq,n  dB(A)
On-Site Construction Area 0.0 42.1 44.2
On-Site Construction Area 0.0 39.8 41.9
On-Site Construction Area 0.0 50.1 52.2
On-Site Construction Area 0.0 32.3 34.3
On-Site Construction Area 0.0 49.1 51.2
On-Site Construction Area 0.0 49.1 51.2
On-Site Construction Area 0.0 55.1 57.1
On-Site Construction Area 0.0 51.1 53.2
On-Site Construction Area 0.0 51.1 53.2

Receiver 4 Whittier Narrows Golf Course   Fl G    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 61.4 dB(A)   Leq,d 63.5 dB(A)   Leq,n  dB(A)
On-Site Construction Area 0.0 44.1 46.2
On-Site Construction Area 0.0 41.8 43.8
On-Site Construction Area 0.0 52.2 54.2
On-Site Construction Area 0.0 34.3 36.4
On-Site Construction Area 0.0 51.1 53.2
On-Site Construction Area 0.0 51.1 53.2
On-Site Construction Area 0.0 57.1 59.1
On-Site Construction Area 0.0 53.1 55.2
On-Site Construction Area 0.0 53.1 55.2

Receiver 4 Whittier Narrows Golf Course   Fl G    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 59.6 dB(A)   Leq,d 61.7 dB(A)   Leq,n  dB(A)
On-Site Construction Area 0.0 42.3 44.4
On-Site Construction Area 0.0 40.0 42.0
On-Site Construction Area 0.0 50.3 52.4
On-Site Construction Area 0.0 32.5 34.5
On-Site Construction Area 0.0 49.3 51.4
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Rosemead Condos
Contribution level

Source group Source typeTr. lane A

dB

Ldn

dB(A)

Leq,d

dB(A)

Leq,n

dB(A)

On-Site Construction Area 0.0 49.3 51.4
On-Site Construction Area 0.0 55.3 57.3
On-Site Construction Area 0.0 51.3 53.3
On-Site Construction Area 0.0 51.3 53.3

Receiver 5 Residential   Fl G    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 53.5 dB(A)   Leq,d 55.6 dB(A)   Leq,n  dB(A)
On-Site Construction Area 0.0 36.2 38.3
On-Site Construction Area 0.0 33.9 35.9
On-Site Construction Area 0.0 44.2 46.3
On-Site Construction Area 0.0 24.0 26.1
On-Site Construction Area 0.0 43.2 45.3
On-Site Construction Area 0.0 43.2 45.3
On-Site Construction Area 0.0 49.2 51.2
On-Site Construction Area 0.0 45.2 47.3
On-Site Construction Area 0.0 45.2 47.3

Receiver 5 Residential   Fl F2    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 53.6 dB(A)   Leq,d 55.7 dB(A)   Leq,n  dB(A)
On-Site Construction Area 0.0 36.3 38.4
On-Site Construction Area 0.0 34.0 36.0
On-Site Construction Area 0.0 44.3 46.4
On-Site Construction Area 0.0 24.8 26.9
On-Site Construction Area 0.0 43.3 45.4
On-Site Construction Area 0.0 43.3 45.4
On-Site Construction Area 0.0 49.3 51.3
On-Site Construction Area 0.0 45.3 47.4
On-Site Construction Area 0.0 45.3 47.4

SoundPLAN 9.0

Kimley-Horn  445 24th St, Suite 200 Vero Beach, FL 32960 USA 5



Rosemead Condos
Hourly contribution level in dB(A)
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Receiver 1 University of West   Fl G    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 63.4 dB(A)   Leq,d 65.4 dB(A)   Leq,n  dB(A)

65.7 65.7 65.7 65.7 65.7 65.7 65.7 65.7 65.7 65.7 65.7 65.7 65.7 65.7

Receiver 1 University of West   Fl F2    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 64.4 dB(A)   Leq,d 66.5 dB(A)   Leq,n  dB(A)

66.8 66.8 66.8 66.8 66.8 66.8 66.8 66.8 66.8 66.8 66.8 66.8 66.8 66.8

Receiver 1 University of West   Fl G    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 62.6 dB(A)   Leq,d 64.7 dB(A)   Leq,n  dB(A)

65.0 65.0 65.0 65.0 65.0 65.0 65.0 65.0 65.0 65.0 65.0 65.0 65.0 65.0

Receiver 1 University of West   Fl F2    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 63.7 dB(A)   Leq,d 65.8 dB(A)   Leq,n  dB(A)

66.1 66.1 66.1 66.1 66.1 66.1 66.1 66.1 66.1 66.1 66.1 66.1 66.1 66.1

Receiver 2 Residential   Fl G    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 45.9 dB(A)   Leq,d 48.0 dB(A)   Leq,n  dB(A)

48.3 48.3 48.3 48.3 48.3 48.3 48.3 48.3 48.3 48.3 48.3 48.3 48.3 48.3

Receiver 3 Residential   Fl G    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 60.3 dB(A)   Leq,d 62.3 dB(A)   Leq,n  dB(A)

62.6 62.6 62.6 62.6 62.6 62.6 62.6 62.6 62.6 62.6 62.6 62.6 62.6 62.6

Receiver 3 Residential   Fl F2    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 61.7 dB(A)   Leq,d 63.7 dB(A)   Leq,n  dB(A)

64.0 64.0 64.0 64.0 64.0 64.0 64.0 64.0 64.0 64.0 64.0 64.0 64.0 64.0

Receiver 3 Residential   Fl G    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 59.3 dB(A)   Leq,d 61.3 dB(A)   Leq,n  dB(A)

61.6 61.6 61.6 61.6 61.6 61.6 61.6 61.6 61.6 61.6 61.6 61.6 61.6 61.6

Receiver 3 Residential   Fl F2    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 60.4 dB(A)   Leq,d 62.5 dB(A)   Leq,n  dB(A)

62.8 62.8 62.8 62.8 62.8 62.8 62.8 62.8 62.8 62.8 62.8 62.8 62.8 62.8

Receiver 3 Residential   Fl G    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 61.9 dB(A)   Leq,d 63.9 dB(A)   Leq,n  dB(A)

64.2 64.2 64.2 64.2 64.2 64.2 64.2 64.2 64.2 64.2 64.2 64.2 64.2 64.2

Receiver 3 Residential   Fl G    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 63.2 dB(A)   Leq,d 65.3 dB(A)   Leq,n  dB(A)

65.6 65.6 65.6 65.6 65.6 65.6 65.6 65.6 65.6 65.6 65.6 65.6 65.6 65.6

Receiver 3 Residential   Fl G    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 66.3 dB(A)   Leq,d 68.4 dB(A)   Leq,n  dB(A)

68.7 68.7 68.7 68.7 68.7 68.7 68.7 68.7 68.7 68.7 68.7 68.7 68.7 68.7

Receiver 3 Residential   Fl G    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 65.5 dB(A)   Leq,d 67.5 dB(A)   Leq,n  dB(A)

67.8 67.8 67.8 67.8 67.8 67.8 67.8 67.8 67.8 67.8 67.8 67.8 67.8 67.8

Receiver 3 Residential   Fl G    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 65.3 dB(A)   Leq,d 67.3 dB(A)   Leq,n  dB(A)

67.6 67.6 67.6 67.6 67.6 67.6 67.6 67.6 67.6 67.6 67.6 67.6 67.6 67.6

Receiver 3 Residential   Fl G    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 59.4 dB(A)   Leq,d 61.4 dB(A)   Leq,n  dB(A)
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Rosemead Condos
Hourly contribution level in dB(A)
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61.7 61.7 61.7 61.7 61.7 61.7 61.7 61.7 61.7 61.7 61.7 61.7 61.7 61.7

Receiver 4 Whittier Narrows Golf Course   Fl G    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 59.4 dB(A)   Leq,d 61.5 dB(A)   Leq,n  dB(A)

61.8 61.8 61.8 61.8 61.8 61.8 61.8 61.8 61.8 61.8 61.8 61.8 61.8 61.8

Receiver 4 Whittier Narrows Golf Course   Fl G    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 61.4 dB(A)   Leq,d 63.5 dB(A)   Leq,n  dB(A)

63.8 63.8 63.8 63.8 63.8 63.8 63.8 63.8 63.8 63.8 63.8 63.8 63.8 63.8

Receiver 4 Whittier Narrows Golf Course   Fl G    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 59.6 dB(A)   Leq,d 61.7 dB(A)   Leq,n  dB(A)

62.0 62.0 62.0 62.0 62.0 62.0 62.0 62.0 62.0 62.0 62.0 62.0 62.0 62.0

Receiver 5 Residential   Fl G    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 53.5 dB(A)   Leq,d 55.6 dB(A)   Leq,n  dB(A)

55.9 55.9 55.9 55.9 55.9 55.9 55.9 55.9 55.9 55.9 55.9 55.9 55.9 55.9

Receiver 5 Residential   Fl F2    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 53.6 dB(A)   Leq,d 55.7 dB(A)   Leq,n  dB(A)

56.0 56.0 56.0 56.0 56.0 56.0 56.0 56.0 56.0 56.0 56.0 56.0 56.0 56.0
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Rosemead Condos
Hourly contribution level in dB(A) - Rosemead Unmitigated
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Receiver 1 University of West   Fl G    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 63.4 dB(A)   Leq,d 65.4 dB(A)   Leq,n  dB(A)

46.1 48.1 48.4 48.4 48.4 48.4 48.4 48.4 48.4 48.4 48.4 48.4 48.4 48.4 48.4 48.4
43.4 45.4 45.7 45.7 45.7 45.7 45.7 45.7 45.7 45.7 45.7 45.7 45.7 45.7 45.7 45.7
54.1 56.2 56.5 56.5 56.5 56.5 56.5 56.5 56.5 56.5 56.5 56.5 56.5 56.5 56.5 56.5
33.5 35.5 35.8 35.8 35.8 35.8 35.8 35.8 35.8 35.8 35.8 35.8 35.8 35.8 35.8 35.8
53.1 55.1 55.4 55.4 55.4 55.4 55.4 55.4 55.4 55.4 55.4 55.4 55.4 55.4 55.4 55.4
53.1 55.1 55.4 55.4 55.4 55.4 55.4 55.4 55.4 55.4 55.4 55.4 55.4 55.4 55.4 55.4
59.1 61.1 61.4 61.4 61.4 61.4 61.4 61.4 61.4 61.4 61.4 61.4 61.4 61.4 61.4 61.4
55.1 57.1 57.4 57.4 57.4 57.4 57.4 57.4 57.4 57.4 57.4 57.4 57.4 57.4 57.4 57.4
55.1 57.1 57.4 57.4 57.4 57.4 57.4 57.4 57.4 57.4 57.4 57.4 57.4 57.4 57.4 57.4

Receiver 1 University of West   Fl F2    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 64.4 dB(A)   Leq,d 66.5 dB(A)   Leq,n  dB(A)

47.1 49.2 49.5 49.5 49.5 49.5 49.5 49.5 49.5 49.5 49.5 49.5 49.5 49.5 49.5 49.5
44.5 46.5 46.8 46.8 46.8 46.8 46.8 46.8 46.8 46.8 46.8 46.8 46.8 46.8 46.8 46.8
55.2 57.2 57.5 57.5 57.5 57.5 57.5 57.5 57.5 57.5 57.5 57.5 57.5 57.5 57.5 57.5
37.2 39.2 39.5 39.5 39.5 39.5 39.5 39.5 39.5 39.5 39.5 39.5 39.5 39.5 39.5 39.5
54.1 56.2 56.5 56.5 56.5 56.5 56.5 56.5 56.5 56.5 56.5 56.5 56.5 56.5 56.5 56.5
54.1 56.2 56.5 56.5 56.5 56.5 56.5 56.5 56.5 56.5 56.5 56.5 56.5 56.5 56.5 56.5
60.1 62.2 62.5 62.5 62.5 62.5 62.5 62.5 62.5 62.5 62.5 62.5 62.5 62.5 62.5 62.5
56.1 58.2 58.5 58.5 58.5 58.5 58.5 58.5 58.5 58.5 58.5 58.5 58.5 58.5 58.5 58.5
56.1 58.2 58.5 58.5 58.5 58.5 58.5 58.5 58.5 58.5 58.5 58.5 58.5 58.5 58.5 58.5

Receiver 1 University of West   Fl G    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 62.6 dB(A)   Leq,d 64.7 dB(A)   Leq,n  dB(A)

45.3 47.4 47.7 47.7 47.7 47.7 47.7 47.7 47.7 47.7 47.7 47.7 47.7 47.7 47.7 47.7
42.5 44.6 44.9 44.9 44.9 44.9 44.9 44.9 44.9 44.9 44.9 44.9 44.9 44.9 44.9 44.9
53.3 55.4 55.7 55.7 55.7 55.7 55.7 55.7 55.7 55.7 55.7 55.7 55.7 55.7 55.7 55.7
32.5 34.6 34.9 34.9 34.9 34.9 34.9 34.9 34.9 34.9 34.9 34.9 34.9 34.9 34.9 34.9
52.3 54.4 54.7 54.7 54.7 54.7 54.7 54.7 54.7 54.7 54.7 54.7 54.7 54.7 54.7 54.7
52.3 54.4 54.7 54.7 54.7 54.7 54.7 54.7 54.7 54.7 54.7 54.7 54.7 54.7 54.7 54.7
58.3 60.3 60.6 60.6 60.6 60.6 60.6 60.6 60.6 60.6 60.6 60.6 60.6 60.6 60.6 60.6
54.3 56.4 56.7 56.7 56.7 56.7 56.7 56.7 56.7 56.7 56.7 56.7 56.7 56.7 56.7 56.7
54.3 56.4 56.7 56.7 56.7 56.7 56.7 56.7 56.7 56.7 56.7 56.7 56.7 56.7 56.7 56.7

Receiver 1 University of West   Fl F2    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 63.7 dB(A)   Leq,d 65.8 dB(A)   Leq,n  dB(A)

46.4 48.5 48.8 48.8 48.8 48.8 48.8 48.8 48.8 48.8 48.8 48.8 48.8 48.8 48.8 48.8
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Rosemead Condos
Hourly contribution level in dB(A) - Rosemead Unmitigated
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dB(A)

7-8

o'clock

dB(A)

8-9

o'clock

dB(A)

9-10

o'clock

dB(A)

10-11

o'clock

dB(A)

11-12

o'clock

dB(A)

12-13

o'clock

dB(A)

13-14

o'clock

dB(A)

14-15

o'clock

dB(A)

15-16

o'clock

dB(A)

16-17

o'clock

dB(A)

17-18

o'clock

dB(A)

18-19

o'clock

dB(A)

19-20

o'clock

dB(A)

20-21

o'clock

dB(A)

21-22

o'clock

dB(A)

22-23

o'clock

dB(A)

23-24

o'clock

dB(A)

43.7 45.8 46.1 46.1 46.1 46.1 46.1 46.1 46.1 46.1 46.1 46.1 46.1 46.1 46.1 46.1
54.5 56.5 56.8 56.8 56.8 56.8 56.8 56.8 56.8 56.8 56.8 56.8 56.8 56.8 56.8 56.8
36.3 38.3 38.6 38.6 38.6 38.6 38.6 38.6 38.6 38.6 38.6 38.6 38.6 38.6 38.6 38.6
53.4 55.5 55.8 55.8 55.8 55.8 55.8 55.8 55.8 55.8 55.8 55.8 55.8 55.8 55.8 55.8
53.4 55.5 55.8 55.8 55.8 55.8 55.8 55.8 55.8 55.8 55.8 55.8 55.8 55.8 55.8 55.8
59.4 61.5 61.8 61.8 61.8 61.8 61.8 61.8 61.8 61.8 61.8 61.8 61.8 61.8 61.8 61.8
55.4 57.5 57.8 57.8 57.8 57.8 57.8 57.8 57.8 57.8 57.8 57.8 57.8 57.8 57.8 57.8
55.4 57.5 57.8 57.8 57.8 57.8 57.8 57.8 57.8 57.8 57.8 57.8 57.8 57.8 57.8 57.8

Receiver 2 Residential   Fl G    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 45.9 dB(A)   Leq,d 48.0 dB(A)   Leq,n  dB(A)

28.6 30.7 31.0 31.0 31.0 31.0 31.0 31.0 31.0 31.0 31.0 31.0 31.0 31.0 31.0 31.0
25.6 27.7 28.0 28.0 28.0 28.0 28.0 28.0 28.0 28.0 28.0 28.0 28.0 28.0 28.0 28.0
36.7 38.7 39.0 39.0 39.0 39.0 39.0 39.0 39.0 39.0 39.0 39.0 39.0 39.0 39.0 39.0
17.3 19.4 19.7 19.7 19.7 19.7 19.7 19.7 19.7 19.7 19.7 19.7 19.7 19.7 19.7 19.7
35.6 37.7 38.0 38.0 38.0 38.0 38.0 38.0 38.0 38.0 38.0 38.0 38.0 38.0 38.0 38.0
35.6 37.7 38.0 38.0 38.0 38.0 38.0 38.0 38.0 38.0 38.0 38.0 38.0 38.0 38.0 38.0
41.6 43.6 43.9 43.9 43.9 43.9 43.9 43.9 43.9 43.9 43.9 43.9 43.9 43.9 43.9 43.9
37.6 39.7 40.0 40.0 40.0 40.0 40.0 40.0 40.0 40.0 40.0 40.0 40.0 40.0 40.0 40.0
37.6 39.7 40.0 40.0 40.0 40.0 40.0 40.0 40.0 40.0 40.0 40.0 40.0 40.0 40.0 40.0

Receiver 3 Residential   Fl G    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 60.3 dB(A)   Leq,d 62.3 dB(A)   Leq,n  dB(A)

43.0 45.0 45.3 45.3 45.3 45.3 45.3 45.3 45.3 45.3 45.3 45.3 45.3 45.3 45.3 45.3
40.2 42.3 42.6 42.6 42.6 42.6 42.6 42.6 42.6 42.6 42.6 42.6 42.6 42.6 42.6 42.6
51.0 53.0 53.3 53.3 53.3 53.3 53.3 53.3 53.3 53.3 53.3 53.3 53.3 53.3 53.3 53.3
30.3 32.3 32.6 32.6 32.6 32.6 32.6 32.6 32.6 32.6 32.6 32.6 32.6 32.6 32.6 32.6
50.0 52.0 52.3 52.3 52.3 52.3 52.3 52.3 52.3 52.3 52.3 52.3 52.3 52.3 52.3 52.3
50.0 52.0 52.3 52.3 52.3 52.3 52.3 52.3 52.3 52.3 52.3 52.3 52.3 52.3 52.3 52.3
55.9 58.0 58.3 58.3 58.3 58.3 58.3 58.3 58.3 58.3 58.3 58.3 58.3 58.3 58.3 58.3
52.0 54.0 54.3 54.3 54.3 54.3 54.3 54.3 54.3 54.3 54.3 54.3 54.3 54.3 54.3 54.3
52.0 54.0 54.3 54.3 54.3 54.3 54.3 54.3 54.3 54.3 54.3 54.3 54.3 54.3 54.3 54.3

Receiver 3 Residential   Fl F2    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 61.7 dB(A)   Leq,d 63.7 dB(A)   Leq,n  dB(A)

44.4 46.4 46.7 46.7 46.7 46.7 46.7 46.7 46.7 46.7 46.7 46.7 46.7 46.7 46.7 46.7
41.5 43.6 43.9 43.9 43.9 43.9 43.9 43.9 43.9 43.9 43.9 43.9 43.9 43.9 43.9 43.9
52.4 54.5 54.8 54.8 54.8 54.8 54.8 54.8 54.8 54.8 54.8 54.8 54.8 54.8 54.8 54.8
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Rosemead Condos
Hourly contribution level in dB(A) - Rosemead Unmitigated

Ldn

dB(A)

0-1

o'clock

dB(A)

Leq,d

dB(A)

1-2

o'clock

dB(A)

Leq,n

dB(A)

2-3

o'clock

dB(A)

3-4

o'clock

dB(A)

4-5

o'clock

dB(A)

5-6

o'clock

dB(A)

6-7

o'clock

dB(A)

7-8

o'clock

dB(A)

8-9

o'clock

dB(A)

9-10

o'clock

dB(A)

10-11

o'clock

dB(A)

11-12

o'clock

dB(A)

12-13

o'clock

dB(A)

13-14

o'clock

dB(A)

14-15

o'clock

dB(A)

15-16

o'clock

dB(A)

16-17

o'clock

dB(A)

17-18

o'clock

dB(A)

18-19

o'clock

dB(A)

19-20

o'clock

dB(A)

20-21

o'clock

dB(A)

21-22

o'clock

dB(A)

22-23

o'clock

dB(A)

23-24

o'clock

dB(A)

33.9 36.0 36.3 36.3 36.3 36.3 36.3 36.3 36.3 36.3 36.3 36.3 36.3 36.3 36.3 36.3
51.4 53.4 53.7 53.7 53.7 53.7 53.7 53.7 53.7 53.7 53.7 53.7 53.7 53.7 53.7 53.7
51.4 53.4 53.7 53.7 53.7 53.7 53.7 53.7 53.7 53.7 53.7 53.7 53.7 53.7 53.7 53.7
57.4 59.4 59.7 59.7 59.7 59.7 59.7 59.7 59.7 59.7 59.7 59.7 59.7 59.7 59.7 59.7
53.4 55.4 55.7 55.7 55.7 55.7 55.7 55.7 55.7 55.7 55.7 55.7 55.7 55.7 55.7 55.7
53.4 55.4 55.7 55.7 55.7 55.7 55.7 55.7 55.7 55.7 55.7 55.7 55.7 55.7 55.7 55.7

Receiver 3 Residential   Fl G    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 59.3 dB(A)   Leq,d 61.3 dB(A)   Leq,n  dB(A)

42.0 44.0 44.3 44.3 44.3 44.3 44.3 44.3 44.3 44.3 44.3 44.3 44.3 44.3 44.3 44.3
39.1 41.2 41.5 41.5 41.5 41.5 41.5 41.5 41.5 41.5 41.5 41.5 41.5 41.5 41.5 41.5
50.0 52.0 52.3 52.3 52.3 52.3 52.3 52.3 52.3 52.3 52.3 52.3 52.3 52.3 52.3 52.3
29.2 31.3 31.6 31.6 31.6 31.6 31.6 31.6 31.6 31.6 31.6 31.6 31.6 31.6 31.6 31.6
49.0 51.0 51.3 51.3 51.3 51.3 51.3 51.3 51.3 51.3 51.3 51.3 51.3 51.3 51.3 51.3
49.0 51.0 51.3 51.3 51.3 51.3 51.3 51.3 51.3 51.3 51.3 51.3 51.3 51.3 51.3 51.3
55.0 57.0 57.3 57.3 57.3 57.3 57.3 57.3 57.3 57.3 57.3 57.3 57.3 57.3 57.3 57.3
51.0 53.0 53.3 53.3 53.3 53.3 53.3 53.3 53.3 53.3 53.3 53.3 53.3 53.3 53.3 53.3
51.0 53.0 53.3 53.3 53.3 53.3 53.3 53.3 53.3 53.3 53.3 53.3 53.3 53.3 53.3 53.3

Receiver 3 Residential   Fl F2    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 60.4 dB(A)   Leq,d 62.5 dB(A)   Leq,n  dB(A)

43.1 45.2 45.5 45.5 45.5 45.5 45.5 45.5 45.5 45.5 45.5 45.5 45.5 45.5 45.5 45.5
40.3 42.3 42.6 42.6 42.6 42.6 42.6 42.6 42.6 42.6 42.6 42.6 42.6 42.6 42.6 42.6
51.2 53.2 53.5 53.5 53.5 53.5 53.5 53.5 53.5 53.5 53.5 53.5 53.5 53.5 53.5 53.5
32.7 34.7 35.0 35.0 35.0 35.0 35.0 35.0 35.0 35.0 35.0 35.0 35.0 35.0 35.0 35.0
50.1 52.2 52.5 52.5 52.5 52.5 52.5 52.5 52.5 52.5 52.5 52.5 52.5 52.5 52.5 52.5
50.1 52.2 52.5 52.5 52.5 52.5 52.5 52.5 52.5 52.5 52.5 52.5 52.5 52.5 52.5 52.5
56.1 58.2 58.5 58.5 58.5 58.5 58.5 58.5 58.5 58.5 58.5 58.5 58.5 58.5 58.5 58.5
52.1 54.2 54.5 54.5 54.5 54.5 54.5 54.5 54.5 54.5 54.5 54.5 54.5 54.5 54.5 54.5
52.1 54.2 54.5 54.5 54.5 54.5 54.5 54.5 54.5 54.5 54.5 54.5 54.5 54.5 54.5 54.5

Receiver 3 Residential   Fl G    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 61.9 dB(A)   Leq,d 63.9 dB(A)   Leq,n  dB(A)

44.6 46.7 46.9 46.9 46.9 46.9 46.9 46.9 46.9 46.9 46.9 46.9 46.9 46.9 46.9 46.9
41.7 43.7 44.0 44.0 44.0 44.0 44.0 44.0 44.0 44.0 44.0 44.0 44.0 44.0 44.0 44.0
52.6 54.7 55.0 55.0 55.0 55.0 55.0 55.0 55.0 55.0 55.0 55.0 55.0 55.0 55.0 55.0
32.3 34.3 34.6 34.6 34.6 34.6 34.6 34.6 34.6 34.6 34.6 34.6 34.6 34.6 34.6 34.6
51.6 53.7 53.9 53.9 53.9 53.9 53.9 53.9 53.9 53.9 53.9 53.9 53.9 53.9 53.9 53.9
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Rosemead Condos
Hourly contribution level in dB(A) - Rosemead Unmitigated

Ldn

dB(A)

0-1

o'clock

dB(A)

Leq,d

dB(A)

1-2

o'clock

dB(A)

Leq,n

dB(A)

2-3

o'clock

dB(A)

3-4

o'clock

dB(A)

4-5

o'clock

dB(A)

5-6

o'clock

dB(A)

6-7

o'clock

dB(A)

7-8

o'clock

dB(A)

8-9

o'clock

dB(A)

9-10

o'clock

dB(A)

10-11

o'clock

dB(A)

11-12

o'clock

dB(A)

12-13

o'clock

dB(A)

13-14

o'clock

dB(A)

14-15

o'clock

dB(A)

15-16

o'clock

dB(A)

16-17

o'clock

dB(A)

17-18

o'clock

dB(A)

18-19

o'clock

dB(A)

19-20

o'clock

dB(A)

20-21

o'clock

dB(A)

21-22

o'clock

dB(A)

22-23

o'clock

dB(A)

23-24

o'clock

dB(A)

51.6 53.7 53.9 53.9 53.9 53.9 53.9 53.9 53.9 53.9 53.9 53.9 53.9 53.9 53.9 53.9
57.6 59.6 59.9 59.9 59.9 59.9 59.9 59.9 59.9 59.9 59.9 59.9 59.9 59.9 59.9 59.9
53.6 55.6 55.9 55.9 55.9 55.9 55.9 55.9 55.9 55.9 55.9 55.9 55.9 55.9 55.9 55.9
53.6 55.6 55.9 55.9 55.9 55.9 55.9 55.9 55.9 55.9 55.9 55.9 55.9 55.9 55.9 55.9

Receiver 3 Residential   Fl G    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 63.2 dB(A)   Leq,d 65.3 dB(A)   Leq,n  dB(A)

45.9 48.0 48.3 48.3 48.3 48.3 48.3 48.3 48.3 48.3 48.3 48.3 48.3 48.3 48.3 48.3
43.1 45.1 45.4 45.4 45.4 45.4 45.4 45.4 45.4 45.4 45.4 45.4 45.4 45.4 45.4 45.4
54.0 56.0 56.3 56.3 56.3 56.3 56.3 56.3 56.3 56.3 56.3 56.3 56.3 56.3 56.3 56.3
33.5 35.6 35.9 35.9 35.9 35.9 35.9 35.9 35.9 35.9 35.9 35.9 35.9 35.9 35.9 35.9
52.9 55.0 55.3 55.3 55.3 55.3 55.3 55.3 55.3 55.3 55.3 55.3 55.3 55.3 55.3 55.3
52.9 55.0 55.3 55.3 55.3 55.3 55.3 55.3 55.3 55.3 55.3 55.3 55.3 55.3 55.3 55.3
58.9 60.9 61.2 61.2 61.2 61.2 61.2 61.2 61.2 61.2 61.2 61.2 61.2 61.2 61.2 61.2
54.9 57.0 57.3 57.3 57.3 57.3 57.3 57.3 57.3 57.3 57.3 57.3 57.3 57.3 57.3 57.3
54.9 57.0 57.3 57.3 57.3 57.3 57.3 57.3 57.3 57.3 57.3 57.3 57.3 57.3 57.3 57.3

Receiver 3 Residential   Fl G    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 66.3 dB(A)   Leq,d 68.4 dB(A)   Leq,n  dB(A)

49.0 51.1 51.4 51.4 51.4 51.4 51.4 51.4 51.4 51.4 51.4 51.4 51.4 51.4 51.4 51.4
46.2 48.3 48.6 48.6 48.6 48.6 48.6 48.6 48.6 48.6 48.6 48.6 48.6 48.6 48.6 48.6
57.1 59.1 59.4 59.4 59.4 59.4 59.4 59.4 59.4 59.4 59.4 59.4 59.4 59.4 59.4 59.4
36.6 38.6 38.9 38.9 38.9 38.9 38.9 38.9 38.9 38.9 38.9 38.9 38.9 38.9 38.9 38.9
56.0 58.1 58.4 58.4 58.4 58.4 58.4 58.4 58.4 58.4 58.4 58.4 58.4 58.4 58.4 58.4
56.0 58.1 58.4 58.4 58.4 58.4 58.4 58.4 58.4 58.4 58.4 58.4 58.4 58.4 58.4 58.4
62.0 64.1 64.4 64.4 64.4 64.4 64.4 64.4 64.4 64.4 64.4 64.4 64.4 64.4 64.4 64.4
58.0 60.1 60.4 60.4 60.4 60.4 60.4 60.4 60.4 60.4 60.4 60.4 60.4 60.4 60.4 60.4
58.0 60.1 60.4 60.4 60.4 60.4 60.4 60.4 60.4 60.4 60.4 60.4 60.4 60.4 60.4 60.4

Receiver 3 Residential   Fl G    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 65.5 dB(A)   Leq,d 67.5 dB(A)   Leq,n  dB(A)

48.2 50.2 50.5 50.5 50.5 50.5 50.5 50.5 50.5 50.5 50.5 50.5 50.5 50.5 50.5 50.5
45.3 47.3 47.6 47.6 47.6 47.6 47.6 47.6 47.6 47.6 47.6 47.6 47.6 47.6 47.6 47.6
56.2 58.3 58.6 58.6 58.6 58.6 58.6 58.6 58.6 58.6 58.6 58.6 58.6 58.6 58.6 58.6
36.0 38.0 38.3 38.3 38.3 38.3 38.3 38.3 38.3 38.3 38.3 38.3 38.3 38.3 38.3 38.3
55.2 57.2 57.5 57.5 57.5 57.5 57.5 57.5 57.5 57.5 57.5 57.5 57.5 57.5 57.5 57.5
55.2 57.2 57.5 57.5 57.5 57.5 57.5 57.5 57.5 57.5 57.5 57.5 57.5 57.5 57.5 57.5
61.2 63.2 63.5 63.5 63.5 63.5 63.5 63.5 63.5 63.5 63.5 63.5 63.5 63.5 63.5 63.5
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Rosemead Condos
Hourly contribution level in dB(A) - Rosemead Unmitigated

Ldn

dB(A)

0-1

o'clock

dB(A)

Leq,d

dB(A)

1-2

o'clock

dB(A)

Leq,n

dB(A)

2-3

o'clock

dB(A)

3-4

o'clock

dB(A)

4-5

o'clock

dB(A)

5-6

o'clock

dB(A)

6-7

o'clock

dB(A)

7-8

o'clock

dB(A)

8-9

o'clock

dB(A)

9-10

o'clock

dB(A)

10-11

o'clock

dB(A)

11-12

o'clock

dB(A)

12-13

o'clock

dB(A)

13-14

o'clock

dB(A)

14-15

o'clock

dB(A)

15-16

o'clock

dB(A)

16-17

o'clock

dB(A)

17-18

o'clock

dB(A)

18-19

o'clock

dB(A)

19-20

o'clock

dB(A)

20-21

o'clock

dB(A)

21-22

o'clock

dB(A)

22-23

o'clock

dB(A)

23-24

o'clock

dB(A)

57.2 59.2 59.5 59.5 59.5 59.5 59.5 59.5 59.5 59.5 59.5 59.5 59.5 59.5 59.5 59.5
57.2 59.2 59.5 59.5 59.5 59.5 59.5 59.5 59.5 59.5 59.5 59.5 59.5 59.5 59.5 59.5

Receiver 3 Residential   Fl G    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 65.3 dB(A)   Leq,d 67.3 dB(A)   Leq,n  dB(A)

48.0 50.0 50.3 50.3 50.3 50.3 50.3 50.3 50.3 50.3 50.3 50.3 50.3 50.3 50.3 50.3
45.2 47.3 47.6 47.6 47.6 47.6 47.6 47.6 47.6 47.6 47.6 47.6 47.6 47.6 47.6 47.6
56.0 58.0 58.3 58.3 58.3 58.3 58.3 58.3 58.3 58.3 58.3 58.3 58.3 58.3 58.3 58.3
35.5 37.6 37.9 37.9 37.9 37.9 37.9 37.9 37.9 37.9 37.9 37.9 37.9 37.9 37.9 37.9
55.0 57.0 57.3 57.3 57.3 57.3 57.3 57.3 57.3 57.3 57.3 57.3 57.3 57.3 57.3 57.3
55.0 57.0 57.3 57.3 57.3 57.3 57.3 57.3 57.3 57.3 57.3 57.3 57.3 57.3 57.3 57.3
61.0 63.0 63.3 63.3 63.3 63.3 63.3 63.3 63.3 63.3 63.3 63.3 63.3 63.3 63.3 63.3
57.0 59.0 59.3 59.3 59.3 59.3 59.3 59.3 59.3 59.3 59.3 59.3 59.3 59.3 59.3 59.3
57.0 59.0 59.3 59.3 59.3 59.3 59.3 59.3 59.3 59.3 59.3 59.3 59.3 59.3 59.3 59.3

Receiver 3 Residential   Fl G    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 59.4 dB(A)   Leq,d 61.4 dB(A)   Leq,n  dB(A)

42.1 44.1 44.4 44.4 44.4 44.4 44.4 44.4 44.4 44.4 44.4 44.4 44.4 44.4 44.4 44.4
39.1 41.2 41.5 41.5 41.5 41.5 41.5 41.5 41.5 41.5 41.5 41.5 41.5 41.5 41.5 41.5
50.1 52.1 52.4 52.4 52.4 52.4 52.4 52.4 52.4 52.4 52.4 52.4 52.4 52.4 52.4 52.4
28.7 30.7 31.0 31.0 31.0 31.0 31.0 31.0 31.0 31.0 31.0 31.0 31.0 31.0 31.0 31.0
49.1 51.1 51.4 51.4 51.4 51.4 51.4 51.4 51.4 51.4 51.4 51.4 51.4 51.4 51.4 51.4
49.1 51.1 51.4 51.4 51.4 51.4 51.4 51.4 51.4 51.4 51.4 51.4 51.4 51.4 51.4 51.4
55.0 57.1 57.4 57.4 57.4 57.4 57.4 57.4 57.4 57.4 57.4 57.4 57.4 57.4 57.4 57.4
51.1 53.1 53.4 53.4 53.4 53.4 53.4 53.4 53.4 53.4 53.4 53.4 53.4 53.4 53.4 53.4
51.1 53.1 53.4 53.4 53.4 53.4 53.4 53.4 53.4 53.4 53.4 53.4 53.4 53.4 53.4 53.4

Receiver 4 Whittier Narrows Golf Course   Fl G    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 59.4 dB(A)   Leq,d 61.5 dB(A)   Leq,n  dB(A)

42.1 44.2 44.5 44.5 44.5 44.5 44.5 44.5 44.5 44.5 44.5 44.5 44.5 44.5 44.5 44.5
39.8 41.9 42.2 42.2 42.2 42.2 42.2 42.2 42.2 42.2 42.2 42.2 42.2 42.2 42.2 42.2
50.1 52.2 52.5 52.5 52.5 52.5 52.5 52.5 52.5 52.5 52.5 52.5 52.5 52.5 52.5 52.5
32.3 34.3 34.6 34.6 34.6 34.6 34.6 34.6 34.6 34.6 34.6 34.6 34.6 34.6 34.6 34.6
49.1 51.2 51.5 51.5 51.5 51.5 51.5 51.5 51.5 51.5 51.5 51.5 51.5 51.5 51.5 51.5
49.1 51.2 51.5 51.5 51.5 51.5 51.5 51.5 51.5 51.5 51.5 51.5 51.5 51.5 51.5 51.5
55.1 57.1 57.4 57.4 57.4 57.4 57.4 57.4 57.4 57.4 57.4 57.4 57.4 57.4 57.4 57.4
51.1 53.2 53.5 53.5 53.5 53.5 53.5 53.5 53.5 53.5 53.5 53.5 53.5 53.5 53.5 53.5
51.1 53.2 53.5 53.5 53.5 53.5 53.5 53.5 53.5 53.5 53.5 53.5 53.5 53.5 53.5 53.5

SoundPLAN 9.0
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Rosemead Condos
Hourly contribution level in dB(A) - Rosemead Unmitigated

Ldn

dB(A)

0-1

o'clock

dB(A)

Leq,d

dB(A)

1-2

o'clock

dB(A)

Leq,n

dB(A)

2-3

o'clock

dB(A)

3-4

o'clock

dB(A)

4-5

o'clock

dB(A)

5-6

o'clock

dB(A)

6-7

o'clock

dB(A)

7-8

o'clock

dB(A)

8-9

o'clock

dB(A)

9-10

o'clock

dB(A)

10-11

o'clock

dB(A)

11-12

o'clock

dB(A)

12-13

o'clock

dB(A)

13-14

o'clock

dB(A)

14-15

o'clock

dB(A)

15-16

o'clock

dB(A)

16-17

o'clock

dB(A)

17-18

o'clock

dB(A)

18-19

o'clock

dB(A)

19-20

o'clock

dB(A)

20-21

o'clock

dB(A)

21-22

o'clock

dB(A)

22-23

o'clock

dB(A)

23-24

o'clock

dB(A)

Receiver 4 Whittier Narrows Golf Course   Fl G    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 61.4 dB(A)   Leq,d 63.5 dB(A)   Leq,n  dB(A)

44.1 46.2 46.5 46.5 46.5 46.5 46.5 46.5 46.5 46.5 46.5 46.5 46.5 46.5 46.5 46.5
41.8 43.8 44.1 44.1 44.1 44.1 44.1 44.1 44.1 44.1 44.1 44.1 44.1 44.1 44.1 44.1
52.2 54.2 54.5 54.5 54.5 54.5 54.5 54.5 54.5 54.5 54.5 54.5 54.5 54.5 54.5 54.5
34.3 36.4 36.7 36.7 36.7 36.7 36.7 36.7 36.7 36.7 36.7 36.7 36.7 36.7 36.7 36.7
51.1 53.2 53.5 53.5 53.5 53.5 53.5 53.5 53.5 53.5 53.5 53.5 53.5 53.5 53.5 53.5
51.1 53.2 53.5 53.5 53.5 53.5 53.5 53.5 53.5 53.5 53.5 53.5 53.5 53.5 53.5 53.5
57.1 59.1 59.4 59.4 59.4 59.4 59.4 59.4 59.4 59.4 59.4 59.4 59.4 59.4 59.4 59.4
53.1 55.2 55.5 55.5 55.5 55.5 55.5 55.5 55.5 55.5 55.5 55.5 55.5 55.5 55.5 55.5
53.1 55.2 55.5 55.5 55.5 55.5 55.5 55.5 55.5 55.5 55.5 55.5 55.5 55.5 55.5 55.5

Receiver 4 Whittier Narrows Golf Course   Fl G    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 59.6 dB(A)   Leq,d 61.7 dB(A)   Leq,n  dB(A)

42.3 44.4 44.7 44.7 44.7 44.7 44.7 44.7 44.7 44.7 44.7 44.7 44.7 44.7 44.7 44.7
40.0 42.0 42.3 42.3 42.3 42.3 42.3 42.3 42.3 42.3 42.3 42.3 42.3 42.3 42.3 42.3
50.3 52.4 52.7 52.7 52.7 52.7 52.7 52.7 52.7 52.7 52.7 52.7 52.7 52.7 52.7 52.7
32.5 34.5 34.8 34.8 34.8 34.8 34.8 34.8 34.8 34.8 34.8 34.8 34.8 34.8 34.8 34.8
49.3 51.4 51.7 51.7 51.7 51.7 51.7 51.7 51.7 51.7 51.7 51.7 51.7 51.7 51.7 51.7
49.3 51.4 51.7 51.7 51.7 51.7 51.7 51.7 51.7 51.7 51.7 51.7 51.7 51.7 51.7 51.7
55.3 57.3 57.6 57.6 57.6 57.6 57.6 57.6 57.6 57.6 57.6 57.6 57.6 57.6 57.6 57.6
51.3 53.3 53.6 53.6 53.6 53.6 53.6 53.6 53.6 53.6 53.6 53.6 53.6 53.6 53.6 53.6
51.3 53.3 53.6 53.6 53.6 53.6 53.6 53.6 53.6 53.6 53.6 53.6 53.6 53.6 53.6 53.6

Receiver 5 Residential   Fl G    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 53.5 dB(A)   Leq,d 55.6 dB(A)   Leq,n  dB(A)

36.2 38.3 38.6 38.6 38.6 38.6 38.6 38.6 38.6 38.6 38.6 38.6 38.6 38.6 38.6 38.6
33.9 35.9 36.2 36.2 36.2 36.2 36.2 36.2 36.2 36.2 36.2 36.2 36.2 36.2 36.2 36.2
44.2 46.3 46.6 46.6 46.6 46.6 46.6 46.6 46.6 46.6 46.6 46.6 46.6 46.6 46.6 46.6
24.0 26.1 26.4 26.4 26.4 26.4 26.4 26.4 26.4 26.4 26.4 26.4 26.4 26.4 26.4 26.4
43.2 45.3 45.6 45.6 45.6 45.6 45.6 45.6 45.6 45.6 45.6 45.6 45.6 45.6 45.6 45.6
43.2 45.3 45.6 45.6 45.6 45.6 45.6 45.6 45.6 45.6 45.6 45.6 45.6 45.6 45.6 45.6
49.2 51.2 51.5 51.5 51.5 51.5 51.5 51.5 51.5 51.5 51.5 51.5 51.5 51.5 51.5 51.5
45.2 47.3 47.6 47.6 47.6 47.6 47.6 47.6 47.6 47.6 47.6 47.6 47.6 47.6 47.6 47.6
45.2 47.3 47.6 47.6 47.6 47.6 47.6 47.6 47.6 47.6 47.6 47.6 47.6 47.6 47.6 47.6

Receiver 5 Residential   Fl F2    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 53.6 dB(A)   Leq,d 55.7 dB(A)   Leq,n  dB(A)

36.3 38.4 38.7 38.7 38.7 38.7 38.7 38.7 38.7 38.7 38.7 38.7 38.7 38.7 38.7 38.7

SoundPLAN 9.0
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Rosemead Condos
Hourly contribution level in dB(A) - Rosemead Unmitigated

Ldn

dB(A)

0-1

o'clock

dB(A)

Leq,d

dB(A)

1-2

o'clock

dB(A)

Leq,n

dB(A)

2-3

o'clock

dB(A)

3-4

o'clock

dB(A)

4-5

o'clock

dB(A)

5-6

o'clock

dB(A)

6-7

o'clock

dB(A)

7-8

o'clock

dB(A)

8-9

o'clock

dB(A)

9-10

o'clock

dB(A)

10-11

o'clock

dB(A)

11-12

o'clock

dB(A)

12-13

o'clock

dB(A)

13-14

o'clock

dB(A)

14-15

o'clock

dB(A)

15-16

o'clock

dB(A)

16-17

o'clock

dB(A)

17-18

o'clock

dB(A)

18-19

o'clock

dB(A)

19-20

o'clock

dB(A)

20-21

o'clock

dB(A)

21-22

o'clock

dB(A)

22-23

o'clock

dB(A)

23-24

o'clock

dB(A)

34.0 36.0 36.3 36.3 36.3 36.3 36.3 36.3 36.3 36.3 36.3 36.3 36.3 36.3 36.3 36.3
44.3 46.4 46.7 46.7 46.7 46.7 46.7 46.7 46.7 46.7 46.7 46.7 46.7 46.7 46.7 46.7
24.8 26.9 27.2 27.2 27.2 27.2 27.2 27.2 27.2 27.2 27.2 27.2 27.2 27.2 27.2 27.2
43.3 45.4 45.7 45.7 45.7 45.7 45.7 45.7 45.7 45.7 45.7 45.7 45.7 45.7 45.7 45.7
43.3 45.4 45.7 45.7 45.7 45.7 45.7 45.7 45.7 45.7 45.7 45.7 45.7 45.7 45.7 45.7
49.3 51.3 51.6 51.6 51.6 51.6 51.6 51.6 51.6 51.6 51.6 51.6 51.6 51.6 51.6 51.6
45.3 47.4 47.7 47.7 47.7 47.7 47.7 47.7 47.7 47.7 47.7 47.7 47.7 47.7 47.7 47.7
45.3 47.4 47.7 47.7 47.7 47.7 47.7 47.7 47.7 47.7 47.7 47.7 47.7 47.7 47.7 47.7

SoundPLAN 9.0
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Rosemead Condos
Hourly sound power level in dB(A)

Unmitigated

Name 0-1

o'clock

dB(A)

1-2

o'clock

dB(A)

2-3

o'clock

dB(A)

3-4

o'clock

dB(A)

4-5

o'clock

dB(A)

5-6

o'clock

dB(A)

6-7

o'clock

dB(A)

7-8

o'clock

dB(A)

8-9

o'clock

dB(A)

9-10

o'clock

dB(A)

10-11

o'clock

dB(A)

11-12

o'clock

dB(A)

12-13

o'clock

dB(A)

13-14

o'clock

dB(A)

14-15

o'clock

dB(A)

15-16

o'clock

dB(A)

16-17

o'clock

dB(A)

17-18

o'clock

dB(A)

18-19

o'clock

dB(A)

19-20

o'clock

dB(A)

20-21

o'clock

dB(A)

21-22

o'clock

dB(A)

22-23

o'clock

dB(A)

23-24

o'clock

dB(A)

Crane 108.6 108.6 108.6 108.6 108.6 108.6 108.6 108.6 108.6 108.6 108.6 108.6 108.6 108.6

Forklift 92.1 92.1 92.1 92.1 92.1 92.1 92.1 92.1 92.1 92.1 92.1 92.1 92.1 92.1

Generator 98.6 98.6 98.6 98.6 98.6 98.6 98.6 98.6 98.6 98.6 98.6 98.6 98.6 98.6

Loader 107.6 107.6 107.6 107.6 107.6 107.6 107.6 107.6 107.6 107.6 107.6 107.6 107.6 107.6

Loader 107.6 107.6 107.6 107.6 107.6 107.6 107.6 107.6 107.6 107.6 107.6 107.6 107.6 107.6

Paver 113.6 113.6 113.6 113.6 113.6 113.6 113.6 113.6 113.6 113.6 113.6 113.6 113.6 113.6

Paving Equipment 109.6 109.6 109.6 109.6 109.6 109.6 109.6 109.6 109.6 109.6 109.6 109.6 109.6 109.6

Roller 109.6 109.6 109.6 109.6 109.6 109.6 109.6 109.6 109.6 109.6 109.6 109.6 109.6 109.6

Welder 100.6 100.6 100.6 100.6 100.6 100.6 100.6 100.6 100.6 100.6 100.6 100.6 100.6 100.6

SoundPLAN 9.0
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Rosemead Condos
Frequency spectra and time histogram at the receiver

Receiver 1 University of West   Fl G    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 63.4 dB(A)   Leq,d 65.4 dB(A)   Leq,n  dB(A)

Spectrum 24h Distribution

Receiver 1 University of West   Fl F2    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 64.4 dB(A)   Leq,d 66.5 dB(A)   Leq,n  dB(A)

Spectrum 24h Distribution

Receiver 1 University of West   Fl G    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 62.6 dB(A)   Leq,d 64.7 dB(A)   Leq,n  dB(A)

SoundPLAN 9.0

Kimley-Horn  445 24th St, Suite 200 Vero Beach, FL 32960 USA 1
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Rosemead Condos
Frequency spectra and time histogram at the receiver

Spectrum 24h Distribution

Receiver 1 University of West   Fl F2    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 63.7 dB(A)   Leq,d 65.8 dB(A)   Leq,n  dB(A)

Spectrum 24h Distribution

Receiver 2 Residential   Fl G    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 45.9 dB(A)   Leq,d 48.0 dB(A)   Leq,n  dB(A)

SoundPLAN 9.0
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Rosemead Condos
Frequency spectra and time histogram at the receiver

Spectrum 24h Distribution

Receiver 3 Residential   Fl G    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 60.3 dB(A)   Leq,d 62.3 dB(A)   Leq,n  dB(A)

Spectrum 24h Distribution

Receiver 3 Residential   Fl F2    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 61.7 dB(A)   Leq,d 63.7 dB(A)   Leq,n  dB(A)

SoundPLAN 9.0
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Rosemead Condos
Frequency spectra and time histogram at the receiver

Spectrum 24h Distribution

Receiver 3 Residential   Fl G    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 59.3 dB(A)   Leq,d 61.3 dB(A)   Leq,n  dB(A)

Spectrum 24h Distribution

Receiver 3 Residential   Fl F2    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 60.4 dB(A)   Leq,d 62.5 dB(A)   Leq,n  dB(A)

SoundPLAN 9.0
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Rosemead Condos
Frequency spectra and time histogram at the receiver

Spectrum 24h Distribution

Receiver 3 Residential   Fl G    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 61.9 dB(A)   Leq,d 63.9 dB(A)   Leq,n  dB(A)

Spectrum 24h Distribution

Receiver 3 Residential   Fl G    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 63.2 dB(A)   Leq,d 65.3 dB(A)   Leq,n  dB(A)

SoundPLAN 9.0
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Rosemead Condos
Frequency spectra and time histogram at the receiver

Spectrum 24h Distribution

Receiver 3 Residential   Fl G    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 66.3 dB(A)   Leq,d 68.4 dB(A)   Leq,n  dB(A)

Spectrum 24h Distribution

Receiver 3 Residential   Fl G    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 65.5 dB(A)   Leq,d 67.5 dB(A)   Leq,n  dB(A)
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Rosemead Condos
Frequency spectra and time histogram at the receiver

Spectrum 24h Distribution

Receiver 3 Residential   Fl G    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 65.3 dB(A)   Leq,d 67.3 dB(A)   Leq,n  dB(A)

Spectrum 24h Distribution

Receiver 3 Residential   Fl G    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 59.4 dB(A)   Leq,d 61.4 dB(A)   Leq,n  dB(A)

SoundPLAN 9.0
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Rosemead Condos
Frequency spectra and time histogram at the receiver

Spectrum 24h Distribution

Receiver 4 Whittier Narrows Golf Course   Fl G    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 59.4 dB(A)   Leq,d 61.5 dB(A)   Leq,n  dB(A)

Spectrum 24h Distribution

Receiver 4 Whittier Narrows Golf Course   Fl G    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 61.4 dB(A)   Leq,d 63.5 dB(A)   Leq,n  dB(A)
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Rosemead Condos
Frequency spectra and time histogram at the receiver

Spectrum 24h Distribution

Receiver 4 Whittier Narrows Golf Course   Fl G    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 59.6 dB(A)   Leq,d 61.7 dB(A)   Leq,n  dB(A)

Spectrum 24h Distribution

Receiver 5 Residential   Fl G    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 53.5 dB(A)   Leq,d 55.6 dB(A)   Leq,n  dB(A)
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Rosemead Condos
Frequency spectra and time histogram at the receiver

Spectrum 24h Distribution

Receiver 5 Residential   Fl F2    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 53.6 dB(A)   Leq,d 55.7 dB(A)   Leq,n  dB(A)

Spectrum 24h Distribution

SoundPLAN 9.0
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Rosemead Condos
Mean propagation Leq - Rosemead Unmitigated

Source type Time

slice

Li

dB(A)

Rw

dB

L'w

dB(A)

Lw

dB(A)

l or A

m,m²

KI

dB

KT

dB

DO

dB

S

m

Adiv

dB

Agr

dB

Abar

dB

Aatm

dB

Amisc

dB

ADI

dB

dLrefl

dB(A)

Ls

dB(A)

Cmet

dB

dLw

dB

ZR

dB

Lr

dB(A)

Receiver 1 University of West   Fl G    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 63.4 dB(A)   Leq,d 65.4 dB(A)   Leq,n  dB(A)

Area Ldn 71.0 116.6 36706.6 0.0 0.0 3 117.45 -52.4 -4.0 -0.9 -0.2 0.0 2.3 64.4 0.0 -10.3 0.0 54.1
Area Leq,d 71.0 116.6 36706.6 0.0 0.0 3 117.45 -52.4 -4.0 -0.9 -0.2 0.0 2.3 64.4 0.0 -8.3 0.0 56.2
Area Leq,n 71.0 116.6 36706.6 0.0 0.0 3 117.45 -52.4 -4.0 -0.9 -0.2 0.0 2.3 64.4 0.0
Area Ldn 54.4 100.0 36706.6 0.0 0.0 0 117.45 -52.4 -1.6 -4.1 -0.7 0.0 2.6 43.8 0.0 -10.3 0.0 33.5
Area Leq,d 54.4 100.0 36706.6 0.0 0.0 0 117.45 -52.4 -1.6 -4.1 -0.7 0.0 2.6 43.8 0.0 -8.3 0.0 35.5
Area Leq,n 54.4 100.0 36706.6 0.0 0.0 0 117.45 -52.4 -1.6 -4.1 -0.7 0.0 2.6 43.8 0.0
Area Ldn 56.0 101.6 36706.6 0.0 0.0 3 117.48 -52.4 -4.4 -1.2 -0.2 0.0 2.3 48.8 0.0 -5.4 0.0 43.4
Area Leq,d 56.0 101.6 36706.6 0.0 0.0 3 117.48 -52.4 -4.4 -1.2 -0.2 0.0 2.3 48.8 0.0 -3.3 0.0 45.4
Area Leq,n 56.0 101.6 36706.6 0.0 0.0 3 117.48 -52.4 -4.4 -1.2 -0.2 0.0 2.3 48.8 0.0
Area Ldn 66.0 111.6 36706.6 0.0 0.0 3 117.45 -52.4 -4.0 -0.9 -0.2 0.0 2.3 59.4 0.0 -6.3 0.0 53.1
Area Leq,d 66.0 111.6 36706.6 0.0 0.0 3 117.45 -52.4 -4.0 -0.9 -0.2 0.0 2.3 59.4 0.0 -4.3 0.0 55.1
Area Leq,n 66.0 111.6 36706.6 0.0 0.0 3 117.45 -52.4 -4.0 -0.9 -0.2 0.0 2.3 59.4 0.0
Area Ldn 66.0 111.6 36705.7 0.0 0.0 3 117.45 -52.4 -4.0 -0.9 -0.2 0.0 2.3 59.4 0.0 -6.3 0.0 53.1
Area Leq,d 66.0 111.6 36705.7 0.0 0.0 3 117.45 -52.4 -4.0 -0.9 -0.2 0.0 2.3 59.4 0.0 -4.3 0.0 55.1
Area Leq,n 66.0 111.6 36705.7 0.0 0.0 3 117.45 -52.4 -4.0 -0.9 -0.2 0.0 2.3 59.4 0.0
Area Ldn 71.0 116.6 36706.6 0.0 0.0 3 117.45 -52.4 -4.0 -0.9 -0.2 0.0 2.3 64.4 0.0 -5.4 0.0 59.1
Area Leq,d 71.0 116.6 36706.6 0.0 0.0 3 117.45 -52.4 -4.0 -0.9 -0.2 0.0 2.3 64.4 0.0 -3.3 0.0 61.1
Area Leq,n 71.0 116.6 36706.6 0.0 0.0 3 117.45 -52.4 -4.0 -0.9 -0.2 0.0 2.3 64.4 0.0
Area Ldn 71.0 116.6 36706.6 0.0 0.0 3 117.45 -52.4 -4.0 -0.9 -0.2 0.0 2.3 64.4 0.0 -9.3 0.0 55.1
Area Leq,d 71.0 116.6 36706.6 0.0 0.0 3 117.45 -52.4 -4.0 -0.9 -0.2 0.0 2.3 64.4 0.0 -7.3 0.0 57.1
Area Leq,n 71.0 116.6 36706.6 0.0 0.0 3 117.45 -52.4 -4.0 -0.9 -0.2 0.0 2.3 64.4 0.0
Area Ldn 71.0 116.6 36706.6 0.0 0.0 3 117.45 -52.4 -4.0 -0.9 -0.2 0.0 2.3 64.4 0.0 -9.3 0.0 55.1
Area Leq,d 71.0 116.6 36706.6 0.0 0.0 3 117.45 -52.4 -4.0 -0.9 -0.2 0.0 2.3 64.4 0.0 -7.3 0.0 57.1
Area Leq,n 71.0 116.6 36706.6 0.0 0.0 3 117.45 -52.4 -4.0 -0.9 -0.2 0.0 2.3 64.4 0.0
Area Ldn 59.0 104.6 36706.6 0.0 0.0 3 117.45 -52.4 -4.0 -0.9 -0.2 0.0 2.3 52.4 0.0 -6.3 0.0 46.1
Area Leq,d 59.0 104.6 36706.6 0.0 0.0 3 117.45 -52.4 -4.0 -0.9 -0.2 0.0 2.3 52.4 0.0 -4.3 0.0 48.1
Area Leq,n 59.0 104.6 36706.6 0.0 0.0 3 117.45 -52.4 -4.0 -0.9 -0.2 0.0 2.3 52.4 0.0

Receiver 1 University of West   Fl F2    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 64.4 dB(A)   Leq,d 66.5 dB(A)   Leq,n  dB(A)

Area Ldn 71.0 116.6 36706.6 0.0 0.0 3 117.54 -52.4 -3.1 -0.6 -0.2 0.0 2.2 65.5 0.0 -10.3 0.0 55.2
Area Leq,d 71.0 116.6 36706.6 0.0 0.0 3 117.54 -52.4 -3.1 -0.6 -0.2 0.0 2.2 65.5 0.0 -8.3 0.0 57.2
Area Leq,n 71.0 116.6 36706.6 0.0 0.0 3 117.54 -52.4 -3.1 -0.6 -0.2 0.0 2.2 65.5 0.0
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Rosemead Condos
Mean propagation Leq - Rosemead Unmitigated

Source type Time

slice

Li

dB(A)

Rw

dB

L'w

dB(A)

Lw

dB(A)

l or A

m,m²

KI

dB

KT

dB

DO

dB

S

m

Adiv

dB

Agr

dB

Abar

dB

Aatm

dB

Amisc

dB

ADI

dB

dLrefl

dB(A)

Ls

dB(A)

Cmet

dB

dLw

dB

ZR

dB

Lr

dB(A)

Area Ldn 54.4 100.0 36706.6 0.0 0.0 0 117.54 -52.4 -1.1 -0.5 -0.9 0.0 2.4 47.5 0.0 -10.3 0.0 37.2
Area Leq,d 54.4 100.0 36706.6 0.0 0.0 0 117.54 -52.4 -1.1 -0.5 -0.9 0.0 2.4 47.5 0.0 -8.3 0.0 39.2
Area Leq,n 54.4 100.0 36706.6 0.0 0.0 0 117.54 -52.4 -1.1 -0.5 -0.9 0.0 2.4 47.5 0.0
Area Ldn 56.0 101.6 36706.6 0.0 0.0 3 117.66 -52.4 -3.6 -0.8 -0.2 0.0 2.2 49.8 0.0 -5.4 0.0 44.5
Area Leq,d 56.0 101.6 36706.6 0.0 0.0 3 117.66 -52.4 -3.6 -0.8 -0.2 0.0 2.2 49.8 0.0 -3.3 0.0 46.5
Area Leq,n 56.0 101.6 36706.6 0.0 0.0 3 117.66 -52.4 -3.6 -0.8 -0.2 0.0 2.2 49.8 0.0
Area Ldn 66.0 111.6 36706.6 0.0 0.0 3 117.54 -52.4 -3.1 -0.6 -0.2 0.0 2.2 60.5 0.0 -6.3 0.0 54.1
Area Leq,d 66.0 111.6 36706.6 0.0 0.0 3 117.54 -52.4 -3.1 -0.6 -0.2 0.0 2.2 60.5 0.0 -4.3 0.0 56.2
Area Leq,n 66.0 111.6 36706.6 0.0 0.0 3 117.54 -52.4 -3.1 -0.6 -0.2 0.0 2.2 60.5 0.0
Area Ldn 66.0 111.6 36705.7 0.0 0.0 3 117.54 -52.4 -3.1 -0.6 -0.2 0.0 2.2 60.5 0.0 -6.3 0.0 54.1
Area Leq,d 66.0 111.6 36705.7 0.0 0.0 3 117.54 -52.4 -3.1 -0.6 -0.2 0.0 2.2 60.5 0.0 -4.3 0.0 56.2
Area Leq,n 66.0 111.6 36705.7 0.0 0.0 3 117.54 -52.4 -3.1 -0.6 -0.2 0.0 2.2 60.5 0.0
Area Ldn 71.0 116.6 36706.6 0.0 0.0 3 117.54 -52.4 -3.1 -0.6 -0.2 0.0 2.2 65.5 0.0 -5.4 0.0 60.1
Area Leq,d 71.0 116.6 36706.6 0.0 0.0 3 117.54 -52.4 -3.1 -0.6 -0.2 0.0 2.2 65.5 0.0 -3.3 0.0 62.2
Area Leq,n 71.0 116.6 36706.6 0.0 0.0 3 117.54 -52.4 -3.1 -0.6 -0.2 0.0 2.2 65.5 0.0
Area Ldn 71.0 116.6 36706.6 0.0 0.0 3 117.54 -52.4 -3.1 -0.6 -0.2 0.0 2.2 65.5 0.0 -9.3 0.0 56.1
Area Leq,d 71.0 116.6 36706.6 0.0 0.0 3 117.54 -52.4 -3.1 -0.6 -0.2 0.0 2.2 65.5 0.0 -7.3 0.0 58.2
Area Leq,n 71.0 116.6 36706.6 0.0 0.0 3 117.54 -52.4 -3.1 -0.6 -0.2 0.0 2.2 65.5 0.0
Area Ldn 71.0 116.6 36706.6 0.0 0.0 3 117.54 -52.4 -3.1 -0.6 -0.2 0.0 2.2 65.5 0.0 -9.3 0.0 56.1
Area Leq,d 71.0 116.6 36706.6 0.0 0.0 3 117.54 -52.4 -3.1 -0.6 -0.2 0.0 2.2 65.5 0.0 -7.3 0.0 58.2
Area Leq,n 71.0 116.6 36706.6 0.0 0.0 3 117.54 -52.4 -3.1 -0.6 -0.2 0.0 2.2 65.5 0.0
Area Ldn 59.0 104.6 36706.6 0.0 0.0 3 117.54 -52.4 -3.1 -0.6 -0.2 0.0 2.2 53.5 0.0 -6.3 0.0 47.1
Area Leq,d 59.0 104.6 36706.6 0.0 0.0 3 117.54 -52.4 -3.1 -0.6 -0.2 0.0 2.2 53.5 0.0 -4.3 0.0 49.2
Area Leq,n 59.0 104.6 36706.6 0.0 0.0 3 117.54 -52.4 -3.1 -0.6 -0.2 0.0 2.2 53.5 0.0

Receiver 1 University of West   Fl G    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 62.6 dB(A)   Leq,d 64.7 dB(A)   Leq,n  dB(A)

Area Ldn 71.0 116.6 36706.6 0.0 0.0 3 107.08 -51.6 -3.9 -1.0 -0.2 0.0 0.7 63.6 0.0 -10.3 0.0 53.3
Area Leq,d 71.0 116.6 36706.6 0.0 0.0 3 107.08 -51.6 -3.9 -1.0 -0.2 0.0 0.7 63.6 0.0 -8.3 0.0 55.4
Area Leq,n 71.0 116.6 36706.6 0.0 0.0 3 107.08 -51.6 -3.9 -1.0 -0.2 0.0 0.7 63.6 0.0
Area Ldn 54.4 100.0 36706.6 0.0 0.0 0 107.08 -51.6 -1.6 -4.1 -0.7 0.0 0.8 42.8 0.0 -10.3 0.0 32.5
Area Leq,d 54.4 100.0 36706.6 0.0 0.0 0 107.08 -51.6 -1.6 -4.1 -0.7 0.0 0.8 42.8 0.0 -8.3 0.0 34.6
Area Leq,n 54.4 100.0 36706.6 0.0 0.0 0 107.08 -51.6 -1.6 -4.1 -0.7 0.0 0.8 42.8 0.0
Area Ldn 56.0 101.6 36706.6 0.0 0.0 3 107.11 -51.6 -4.4 -1.2 -0.2 0.0 0.7 47.9 0.0 -5.4 0.0 42.5
Area Leq,d 56.0 101.6 36706.6 0.0 0.0 3 107.11 -51.6 -4.4 -1.2 -0.2 0.0 0.7 47.9 0.0 -3.3 0.0 44.6
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Rosemead Condos
Mean propagation Leq - Rosemead Unmitigated

Source type Time

slice

Li

dB(A)

Rw

dB

L'w

dB(A)

Lw

dB(A)

l or A

m,m²

KI

dB

KT

dB

DO

dB

S

m

Adiv

dB

Agr

dB

Abar

dB

Aatm

dB

Amisc

dB

ADI

dB

dLrefl

dB(A)

Ls

dB(A)

Cmet

dB

dLw

dB

ZR

dB

Lr

dB(A)

Area Leq,n 56.0 101.6 36706.6 0.0 0.0 3 107.11 -51.6 -4.4 -1.2 -0.2 0.0 0.7 47.9 0.0
Area Ldn 66.0 111.6 36706.6 0.0 0.0 3 107.08 -51.6 -3.9 -1.0 -0.2 0.0 0.7 58.6 0.0 -6.3 0.0 52.3
Area Leq,d 66.0 111.6 36706.6 0.0 0.0 3 107.08 -51.6 -3.9 -1.0 -0.2 0.0 0.7 58.6 0.0 -4.3 0.0 54.4
Area Leq,n 66.0 111.6 36706.6 0.0 0.0 3 107.08 -51.6 -3.9 -1.0 -0.2 0.0 0.7 58.6 0.0
Area Ldn 66.0 111.6 36705.7 0.0 0.0 3 107.08 -51.6 -3.9 -1.0 -0.2 0.0 0.7 58.6 0.0 -6.3 0.0 52.3
Area Leq,d 66.0 111.6 36705.7 0.0 0.0 3 107.08 -51.6 -3.9 -1.0 -0.2 0.0 0.7 58.6 0.0 -4.3 0.0 54.4
Area Leq,n 66.0 111.6 36705.7 0.0 0.0 3 107.08 -51.6 -3.9 -1.0 -0.2 0.0 0.7 58.6 0.0
Area Ldn 71.0 116.6 36706.6 0.0 0.0 3 107.08 -51.6 -3.9 -1.0 -0.2 0.0 0.7 63.6 0.0 -5.4 0.0 58.3
Area Leq,d 71.0 116.6 36706.6 0.0 0.0 3 107.08 -51.6 -3.9 -1.0 -0.2 0.0 0.7 63.6 0.0 -3.3 0.0 60.3
Area Leq,n 71.0 116.6 36706.6 0.0 0.0 3 107.08 -51.6 -3.9 -1.0 -0.2 0.0 0.7 63.6 0.0
Area Ldn 71.0 116.6 36706.6 0.0 0.0 3 107.08 -51.6 -3.9 -1.0 -0.2 0.0 0.7 63.6 0.0 -9.3 0.0 54.3
Area Leq,d 71.0 116.6 36706.6 0.0 0.0 3 107.08 -51.6 -3.9 -1.0 -0.2 0.0 0.7 63.6 0.0 -7.3 0.0 56.4
Area Leq,n 71.0 116.6 36706.6 0.0 0.0 3 107.08 -51.6 -3.9 -1.0 -0.2 0.0 0.7 63.6 0.0
Area Ldn 71.0 116.6 36706.6 0.0 0.0 3 107.08 -51.6 -3.9 -1.0 -0.2 0.0 0.7 63.6 0.0 -9.3 0.0 54.3
Area Leq,d 71.0 116.6 36706.6 0.0 0.0 3 107.08 -51.6 -3.9 -1.0 -0.2 0.0 0.7 63.6 0.0 -7.3 0.0 56.4
Area Leq,n 71.0 116.6 36706.6 0.0 0.0 3 107.08 -51.6 -3.9 -1.0 -0.2 0.0 0.7 63.6 0.0
Area Ldn 59.0 104.6 36706.6 0.0 0.0 3 107.08 -51.6 -3.9 -1.0 -0.2 0.0 0.7 51.6 0.0 -6.3 0.0 45.3
Area Leq,d 59.0 104.6 36706.6 0.0 0.0 3 107.08 -51.6 -3.9 -1.0 -0.2 0.0 0.7 51.6 0.0 -4.3 0.0 47.4
Area Leq,n 59.0 104.6 36706.6 0.0 0.0 3 107.08 -51.6 -3.9 -1.0 -0.2 0.0 0.7 51.6 0.0

Receiver 1 University of West   Fl F2    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 63.7 dB(A)   Leq,d 65.8 dB(A)   Leq,n  dB(A)

Area Ldn 71.0 116.6 36706.6 0.0 0.0 3 107.17 -51.6 -3.0 -0.7 -0.2 0.0 0.6 64.8 0.0 -10.3 0.0 54.5
Area Leq,d 71.0 116.6 36706.6 0.0 0.0 3 107.17 -51.6 -3.0 -0.7 -0.2 0.0 0.6 64.8 0.0 -8.3 0.0 56.5
Area Leq,n 71.0 116.6 36706.6 0.0 0.0 3 107.17 -51.6 -3.0 -0.7 -0.2 0.0 0.6 64.8 0.0
Area Ldn 54.4 100.0 36706.6 0.0 0.0 0 107.17 -51.6 -1.1 -0.5 -0.8 0.0 0.6 46.6 0.0 -10.3 0.0 36.3
Area Leq,d 54.4 100.0 36706.6 0.0 0.0 0 107.17 -51.6 -1.1 -0.5 -0.8 0.0 0.6 46.6 0.0 -8.3 0.0 38.3
Area Leq,n 54.4 100.0 36706.6 0.0 0.0 0 107.17 -51.6 -1.1 -0.5 -0.8 0.0 0.6 46.6 0.0
Area Ldn 56.0 101.6 36706.6 0.0 0.0 3 107.29 -51.6 -3.5 -0.9 -0.2 0.0 0.7 49.1 0.0 -5.4 0.0 43.7
Area Leq,d 56.0 101.6 36706.6 0.0 0.0 3 107.29 -51.6 -3.5 -0.9 -0.2 0.0 0.7 49.1 0.0 -3.3 0.0 45.8
Area Leq,n 56.0 101.6 36706.6 0.0 0.0 3 107.29 -51.6 -3.5 -0.9 -0.2 0.0 0.7 49.1 0.0
Area Ldn 66.0 111.6 36706.6 0.0 0.0 3 107.17 -51.6 -3.0 -0.7 -0.2 0.0 0.6 59.8 0.0 -6.3 0.0 53.4
Area Leq,d 66.0 111.6 36706.6 0.0 0.0 3 107.17 -51.6 -3.0 -0.7 -0.2 0.0 0.6 59.8 0.0 -4.3 0.0 55.5
Area Leq,n 66.0 111.6 36706.6 0.0 0.0 3 107.17 -51.6 -3.0 -0.7 -0.2 0.0 0.6 59.8 0.0
Area Ldn 66.0 111.6 36705.7 0.0 0.0 3 107.17 -51.6 -3.0 -0.7 -0.2 0.0 0.6 59.8 0.0 -6.3 0.0 53.4
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Rosemead Condos
Mean propagation Leq - Rosemead Unmitigated

Source type Time
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Area Leq,d 66.0 111.6 36705.7 0.0 0.0 3 107.17 -51.6 -3.0 -0.7 -0.2 0.0 0.6 59.8 0.0 -4.3 0.0 55.5
Area Leq,n 66.0 111.6 36705.7 0.0 0.0 3 107.17 -51.6 -3.0 -0.7 -0.2 0.0 0.6 59.8 0.0
Area Ldn 71.0 116.6 36706.6 0.0 0.0 3 107.17 -51.6 -3.0 -0.7 -0.2 0.0 0.6 64.8 0.0 -5.4 0.0 59.4
Area Leq,d 71.0 116.6 36706.6 0.0 0.0 3 107.17 -51.6 -3.0 -0.7 -0.2 0.0 0.6 64.8 0.0 -3.3 0.0 61.5
Area Leq,n 71.0 116.6 36706.6 0.0 0.0 3 107.17 -51.6 -3.0 -0.7 -0.2 0.0 0.6 64.8 0.0
Area Ldn 71.0 116.6 36706.6 0.0 0.0 3 107.17 -51.6 -3.0 -0.7 -0.2 0.0 0.6 64.8 0.0 -9.3 0.0 55.4
Area Leq,d 71.0 116.6 36706.6 0.0 0.0 3 107.17 -51.6 -3.0 -0.7 -0.2 0.0 0.6 64.8 0.0 -7.3 0.0 57.5
Area Leq,n 71.0 116.6 36706.6 0.0 0.0 3 107.17 -51.6 -3.0 -0.7 -0.2 0.0 0.6 64.8 0.0
Area Ldn 71.0 116.6 36706.6 0.0 0.0 3 107.17 -51.6 -3.0 -0.7 -0.2 0.0 0.6 64.8 0.0 -9.3 0.0 55.4
Area Leq,d 71.0 116.6 36706.6 0.0 0.0 3 107.17 -51.6 -3.0 -0.7 -0.2 0.0 0.6 64.8 0.0 -7.3 0.0 57.5
Area Leq,n 71.0 116.6 36706.6 0.0 0.0 3 107.17 -51.6 -3.0 -0.7 -0.2 0.0 0.6 64.8 0.0
Area Ldn 59.0 104.6 36706.6 0.0 0.0 3 107.17 -51.6 -3.0 -0.7 -0.2 0.0 0.6 52.8 0.0 -6.3 0.0 46.4
Area Leq,d 59.0 104.6 36706.6 0.0 0.0 3 107.17 -51.6 -3.0 -0.7 -0.2 0.0 0.6 52.8 0.0 -4.3 0.0 48.5
Area Leq,n 59.0 104.6 36706.6 0.0 0.0 3 107.17 -51.6 -3.0 -0.7 -0.2 0.0 0.6 52.8 0.0

Receiver 2 Residential   Fl G    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 45.9 dB(A)   Leq,d 48.0 dB(A)   Leq,n  dB(A)

Area Ldn 71.0 116.6 36706.6 0.0 0.0 3 306.46 -60.7 -4.6 -6.7 -0.6 0.0 0.0 47.0 0.0 -10.3 0.0 36.7
Area Leq,d 71.0 116.6 36706.6 0.0 0.0 3 306.46 -60.7 -4.6 -6.7 -0.6 0.0 0.0 47.0 0.0 -8.3 0.0 38.7
Area Leq,n 71.0 116.6 36706.6 0.0 0.0 3 306.46 -60.7 -4.6 -6.7 -0.6 0.0 0.0 47.0 0.0
Area Ldn 54.4 100.0 36706.6 0.0 0.0 0 306.46 -60.7 -1.7 -10.8 -0.8 0.0 1.7 27.6 0.0 -10.3 0.0 17.3
Area Leq,d 54.4 100.0 36706.6 0.0 0.0 0 306.46 -60.7 -1.7 -10.8 -0.8 0.0 1.7 27.6 0.0 -8.3 0.0 19.4
Area Leq,n 54.4 100.0 36706.6 0.0 0.0 0 306.46 -60.7 -1.7 -10.8 -0.8 0.0 1.7 27.6 0.0
Area Ldn 56.0 101.6 36706.6 0.0 0.0 3 306.45 -60.7 -4.7 -7.6 -0.6 0.0 0.0 31.0 0.0 -5.4 0.0 25.6
Area Leq,d 56.0 101.6 36706.6 0.0 0.0 3 306.45 -60.7 -4.7 -7.6 -0.6 0.0 0.0 31.0 0.0 -3.3 0.0 27.7
Area Leq,n 56.0 101.6 36706.6 0.0 0.0 3 306.45 -60.7 -4.7 -7.6 -0.6 0.0 0.0 31.0 0.0
Area Ldn 66.0 111.6 36706.6 0.0 0.0 3 306.46 -60.7 -4.6 -6.7 -0.6 0.0 0.0 42.0 0.0 -6.3 0.0 35.6
Area Leq,d 66.0 111.6 36706.6 0.0 0.0 3 306.46 -60.7 -4.6 -6.7 -0.6 0.0 0.0 42.0 0.0 -4.3 0.0 37.7
Area Leq,n 66.0 111.6 36706.6 0.0 0.0 3 306.46 -60.7 -4.6 -6.7 -0.6 0.0 0.0 42.0 0.0
Area Ldn 66.0 111.6 36705.7 0.0 0.0 3 306.46 -60.7 -4.6 -6.7 -0.6 0.0 0.0 42.0 0.0 -6.3 0.0 35.6
Area Leq,d 66.0 111.6 36705.7 0.0 0.0 3 306.46 -60.7 -4.6 -6.7 -0.6 0.0 0.0 42.0 0.0 -4.3 0.0 37.7
Area Leq,n 66.0 111.6 36705.7 0.0 0.0 3 306.46 -60.7 -4.6 -6.7 -0.6 0.0 0.0 42.0 0.0
Area Ldn 71.0 116.6 36706.6 0.0 0.0 3 306.46 -60.7 -4.6 -6.7 -0.6 0.0 0.0 47.0 0.0 -5.4 0.0 41.6
Area Leq,d 71.0 116.6 36706.6 0.0 0.0 3 306.46 -60.7 -4.6 -6.7 -0.6 0.0 0.0 47.0 0.0 -3.3 0.0 43.6
Area Leq,n 71.0 116.6 36706.6 0.0 0.0 3 306.46 -60.7 -4.6 -6.7 -0.6 0.0 0.0 47.0 0.0

SoundPLAN 9.0

Kimley-Horn  445 24th St, Suite 200 Vero Beach, FL 32960 USA 4



Rosemead Condos
Mean propagation Leq - Rosemead Unmitigated

Source type Time
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Lw

dB(A)

l or A

m,m²

KI

dB

KT

dB

DO

dB

S

m

Adiv

dB

Agr

dB

Abar

dB

Aatm

dB

Amisc

dB

ADI

dB

dLrefl

dB(A)

Ls

dB(A)

Cmet

dB

dLw

dB

ZR

dB

Lr

dB(A)

Area Ldn 71.0 116.6 36706.6 0.0 0.0 3 306.46 -60.7 -4.6 -6.7 -0.6 0.0 0.0 47.0 0.0 -9.3 0.0 37.6
Area Leq,d 71.0 116.6 36706.6 0.0 0.0 3 306.46 -60.7 -4.6 -6.7 -0.6 0.0 0.0 47.0 0.0 -7.3 0.0 39.7
Area Leq,n 71.0 116.6 36706.6 0.0 0.0 3 306.46 -60.7 -4.6 -6.7 -0.6 0.0 0.0 47.0 0.0
Area Ldn 71.0 116.6 36706.6 0.0 0.0 3 306.46 -60.7 -4.6 -6.7 -0.6 0.0 0.0 47.0 0.0 -9.3 0.0 37.6
Area Leq,d 71.0 116.6 36706.6 0.0 0.0 3 306.46 -60.7 -4.6 -6.7 -0.6 0.0 0.0 47.0 0.0 -7.3 0.0 39.7
Area Leq,n 71.0 116.6 36706.6 0.0 0.0 3 306.46 -60.7 -4.6 -6.7 -0.6 0.0 0.0 47.0 0.0
Area Ldn 59.0 104.6 36706.6 0.0 0.0 3 306.46 -60.7 -4.6 -6.7 -0.6 0.0 0.0 35.0 0.0 -6.3 0.0 28.6
Area Leq,d 59.0 104.6 36706.6 0.0 0.0 3 306.46 -60.7 -4.6 -6.7 -0.6 0.0 0.0 35.0 0.0 -4.3 0.0 30.7
Area Leq,n 59.0 104.6 36706.6 0.0 0.0 3 306.46 -60.7 -4.6 -6.7 -0.6 0.0 0.0 35.0 0.0

Receiver 3 Residential   Fl G    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 60.3 dB(A)   Leq,d 62.3 dB(A)   Leq,n  dB(A)

Area Ldn 71.0 116.6 36706.6 0.0 0.0 3 122.73 -52.8 -4.1 -2.3 -0.2 0.0 1.1 61.3 0.0 -10.3 0.0 51.0
Area Leq,d 71.0 116.6 36706.6 0.0 0.0 3 122.73 -52.8 -4.1 -2.3 -0.2 0.0 1.1 61.3 0.0 -8.3 0.0 53.0
Area Leq,n 71.0 116.6 36706.6 0.0 0.0 3 122.73 -52.8 -4.1 -2.3 -0.2 0.0 1.1 61.3 0.0
Area Ldn 54.4 100.0 36706.6 0.0 0.0 0 122.74 -52.8 -1.6 -5.6 -0.8 0.0 1.4 40.6 0.0 -10.3 0.0 30.3
Area Leq,d 54.4 100.0 36706.6 0.0 0.0 0 122.74 -52.8 -1.6 -5.6 -0.8 0.0 1.4 40.6 0.0 -8.3 0.0 32.3
Area Leq,n 54.4 100.0 36706.6 0.0 0.0 0 122.74 -52.8 -1.6 -5.6 -0.8 0.0 1.4 40.6 0.0
Area Ldn 56.0 101.6 36706.6 0.0 0.0 3 122.75 -52.8 -4.5 -2.6 -0.2 0.0 1.1 45.6 0.0 -5.4 0.0 40.2
Area Leq,d 56.0 101.6 36706.6 0.0 0.0 3 122.75 -52.8 -4.5 -2.6 -0.2 0.0 1.1 45.6 0.0 -3.3 0.0 42.3
Area Leq,n 56.0 101.6 36706.6 0.0 0.0 3 122.75 -52.8 -4.5 -2.6 -0.2 0.0 1.1 45.6 0.0
Area Ldn 66.0 111.6 36706.6 0.0 0.0 3 122.74 -52.8 -4.1 -2.3 -0.2 0.0 1.1 56.3 0.0 -6.3 0.0 50.0
Area Leq,d 66.0 111.6 36706.6 0.0 0.0 3 122.74 -52.8 -4.1 -2.3 -0.2 0.0 1.1 56.3 0.0 -4.3 0.0 52.0
Area Leq,n 66.0 111.6 36706.6 0.0 0.0 3 122.74 -52.8 -4.1 -2.3 -0.2 0.0 1.1 56.3 0.0
Area Ldn 66.0 111.6 36705.7 0.0 0.0 3 122.74 -52.8 -4.1 -2.3 -0.2 0.0 1.1 56.3 0.0 -6.3 0.0 50.0
Area Leq,d 66.0 111.6 36705.7 0.0 0.0 3 122.74 -52.8 -4.1 -2.3 -0.2 0.0 1.1 56.3 0.0 -4.3 0.0 52.0
Area Leq,n 66.0 111.6 36705.7 0.0 0.0 3 122.74 -52.8 -4.1 -2.3 -0.2 0.0 1.1 56.3 0.0
Area Ldn 71.0 116.6 36706.6 0.0 0.0 3 122.74 -52.8 -4.1 -2.3 -0.2 0.0 1.1 61.3 0.0 -5.4 0.0 55.9
Area Leq,d 71.0 116.6 36706.6 0.0 0.0 3 122.74 -52.8 -4.1 -2.3 -0.2 0.0 1.1 61.3 0.0 -3.3 0.0 58.0
Area Leq,n 71.0 116.6 36706.6 0.0 0.0 3 122.74 -52.8 -4.1 -2.3 -0.2 0.0 1.1 61.3 0.0
Area Ldn 71.0 116.6 36706.6 0.0 0.0 3 122.74 -52.8 -4.1 -2.3 -0.2 0.0 1.1 61.3 0.0 -9.3 0.0 52.0
Area Leq,d 71.0 116.6 36706.6 0.0 0.0 3 122.74 -52.8 -4.1 -2.3 -0.2 0.0 1.1 61.3 0.0 -7.3 0.0 54.0
Area Leq,n 71.0 116.6 36706.6 0.0 0.0 3 122.74 -52.8 -4.1 -2.3 -0.2 0.0 1.1 61.3 0.0
Area Ldn 71.0 116.6 36706.6 0.0 0.0 3 122.74 -52.8 -4.1 -2.3 -0.2 0.0 1.1 61.3 0.0 -9.3 0.0 52.0
Area Leq,d 71.0 116.6 36706.6 0.0 0.0 3 122.74 -52.8 -4.1 -2.3 -0.2 0.0 1.1 61.3 0.0 -7.3 0.0 54.0
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Rosemead Condos
Mean propagation Leq - Rosemead Unmitigated

Source type Time
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Area Leq,n 71.0 116.6 36706.6 0.0 0.0 3 122.74 -52.8 -4.1 -2.3 -0.2 0.0 1.1 61.3 0.0
Area Ldn 59.0 104.6 36706.6 0.0 0.0 3 122.74 -52.8 -4.1 -2.3 -0.2 0.0 1.1 49.3 0.0 -6.3 0.0 43.0
Area Leq,d 59.0 104.6 36706.6 0.0 0.0 3 122.74 -52.8 -4.1 -2.3 -0.2 0.0 1.1 49.3 0.0 -4.3 0.0 45.0
Area Leq,n 59.0 104.6 36706.6 0.0 0.0 3 122.74 -52.8 -4.1 -2.3 -0.2 0.0 1.1 49.3 0.0

Receiver 3 Residential   Fl F2    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 61.7 dB(A)   Leq,d 63.7 dB(A)   Leq,n  dB(A)

Area Ldn 71.0 116.6 36706.6 0.0 0.0 3 122.80 -52.8 -3.4 -1.6 -0.2 0.0 1.2 62.7 0.0 -10.3 0.0 52.4
Area Leq,d 71.0 116.6 36706.6 0.0 0.0 3 122.80 -52.8 -3.4 -1.6 -0.2 0.0 1.2 62.7 0.0 -8.3 0.0 54.5
Area Leq,n 71.0 116.6 36706.6 0.0 0.0 3 122.80 -52.8 -3.4 -1.6 -0.2 0.0 1.2 62.7 0.0
Area Ldn 54.4 100.0 36706.6 0.0 0.0 0 122.80 -52.8 -1.1 -2.2 -1.0 0.0 1.3 44.2 0.0 -10.3 0.0 33.9
Area Leq,d 54.4 100.0 36706.6 0.0 0.0 0 122.80 -52.8 -1.1 -2.2 -1.0 0.0 1.3 44.2 0.0 -8.3 0.0 36.0
Area Leq,n 54.4 100.0 36706.6 0.0 0.0 0 122.80 -52.8 -1.1 -2.2 -1.0 0.0 1.3 44.2 0.0
Area Ldn 56.0 101.6 36706.6 0.0 0.0 3 122.89 -52.8 -3.8 -2.1 -0.2 0.0 1.2 46.9 0.0 -5.4 0.0 41.5
Area Leq,d 56.0 101.6 36706.6 0.0 0.0 3 122.89 -52.8 -3.8 -2.1 -0.2 0.0 1.2 46.9 0.0 -3.3 0.0 43.6
Area Leq,n 56.0 101.6 36706.6 0.0 0.0 3 122.89 -52.8 -3.8 -2.1 -0.2 0.0 1.2 46.9 0.0
Area Ldn 66.0 111.6 36706.6 0.0 0.0 3 122.80 -52.8 -3.4 -1.6 -0.2 0.0 1.2 57.7 0.0 -6.3 0.0 51.4
Area Leq,d 66.0 111.6 36706.6 0.0 0.0 3 122.80 -52.8 -3.4 -1.6 -0.2 0.0 1.2 57.7 0.0 -4.3 0.0 53.4
Area Leq,n 66.0 111.6 36706.6 0.0 0.0 3 122.80 -52.8 -3.4 -1.6 -0.2 0.0 1.2 57.7 0.0
Area Ldn 66.0 111.6 36705.7 0.0 0.0 3 122.80 -52.8 -3.4 -1.6 -0.2 0.0 1.2 57.7 0.0 -6.3 0.0 51.4
Area Leq,d 66.0 111.6 36705.7 0.0 0.0 3 122.80 -52.8 -3.4 -1.6 -0.2 0.0 1.2 57.7 0.0 -4.3 0.0 53.4
Area Leq,n 66.0 111.6 36705.7 0.0 0.0 3 122.80 -52.8 -3.4 -1.6 -0.2 0.0 1.2 57.7 0.0
Area Ldn 71.0 116.6 36706.6 0.0 0.0 3 122.80 -52.8 -3.4 -1.6 -0.2 0.0 1.2 62.7 0.0 -5.4 0.0 57.4
Area Leq,d 71.0 116.6 36706.6 0.0 0.0 3 122.80 -52.8 -3.4 -1.6 -0.2 0.0 1.2 62.7 0.0 -3.3 0.0 59.4
Area Leq,n 71.0 116.6 36706.6 0.0 0.0 3 122.80 -52.8 -3.4 -1.6 -0.2 0.0 1.2 62.7 0.0
Area Ldn 71.0 116.6 36706.6 0.0 0.0 3 122.80 -52.8 -3.4 -1.6 -0.2 0.0 1.2 62.7 0.0 -9.3 0.0 53.4
Area Leq,d 71.0 116.6 36706.6 0.0 0.0 3 122.80 -52.8 -3.4 -1.6 -0.2 0.0 1.2 62.7 0.0 -7.3 0.0 55.4
Area Leq,n 71.0 116.6 36706.6 0.0 0.0 3 122.80 -52.8 -3.4 -1.6 -0.2 0.0 1.2 62.7 0.0
Area Ldn 71.0 116.6 36706.6 0.0 0.0 3 122.80 -52.8 -3.4 -1.6 -0.2 0.0 1.2 62.7 0.0 -9.3 0.0 53.4
Area Leq,d 71.0 116.6 36706.6 0.0 0.0 3 122.80 -52.8 -3.4 -1.6 -0.2 0.0 1.2 62.7 0.0 -7.3 0.0 55.4
Area Leq,n 71.0 116.6 36706.6 0.0 0.0 3 122.80 -52.8 -3.4 -1.6 -0.2 0.0 1.2 62.7 0.0
Area Ldn 59.0 104.6 36706.6 0.0 0.0 3 122.80 -52.8 -3.4 -1.6 -0.2 0.0 1.2 50.7 0.0 -6.3 0.0 44.4
Area Leq,d 59.0 104.6 36706.6 0.0 0.0 3 122.80 -52.8 -3.4 -1.6 -0.2 0.0 1.2 50.7 0.0 -4.3 0.0 46.4
Area Leq,n 59.0 104.6 36706.6 0.0 0.0 3 122.80 -52.8 -3.4 -1.6 -0.2 0.0 1.2 50.7 0.0
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Rosemead Condos
Mean propagation Leq - Rosemead Unmitigated

Source type Time
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Receiver 3 Residential   Fl G    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 59.3 dB(A)   Leq,d 61.3 dB(A)   Leq,n  dB(A)

Area Ldn 71.0 116.6 36706.6 0.0 0.0 3 116.65 -52.3 -4.1 -4.1 -0.2 0.0 1.4 60.3 0.0 -10.3 0.0 50.0
Area Leq,d 71.0 116.6 36706.6 0.0 0.0 3 116.65 -52.3 -4.1 -4.1 -0.2 0.0 1.4 60.3 0.0 -8.3 0.0 52.0
Area Leq,n 71.0 116.6 36706.6 0.0 0.0 3 116.65 -52.3 -4.1 -4.1 -0.2 0.0 1.4 60.3 0.0
Area Ldn 54.4 100.0 36706.6 0.0 0.0 0 116.65 -52.3 -1.6 -7.3 -0.7 0.0 1.4 39.5 0.0 -10.3 0.0 29.2
Area Leq,d 54.4 100.0 36706.6 0.0 0.0 0 116.65 -52.3 -1.6 -7.3 -0.7 0.0 1.4 39.5 0.0 -8.3 0.0 31.3
Area Leq,n 54.4 100.0 36706.6 0.0 0.0 0 116.65 -52.3 -1.6 -7.3 -0.7 0.0 1.4 39.5 0.0
Area Ldn 56.0 101.6 36706.6 0.0 0.0 3 116.66 -52.3 -4.4 -4.5 -0.2 0.0 1.4 44.5 0.0 -5.4 0.0 39.1
Area Leq,d 56.0 101.6 36706.6 0.0 0.0 3 116.66 -52.3 -4.4 -4.5 -0.2 0.0 1.4 44.5 0.0 -3.3 0.0 41.2
Area Leq,n 56.0 101.6 36706.6 0.0 0.0 3 116.66 -52.3 -4.4 -4.5 -0.2 0.0 1.4 44.5 0.0
Area Ldn 66.0 111.6 36706.6 0.0 0.0 3 116.65 -52.3 -4.1 -4.1 -0.2 0.0 1.4 55.3 0.0 -6.3 0.0 49.0
Area Leq,d 66.0 111.6 36706.6 0.0 0.0 3 116.65 -52.3 -4.1 -4.1 -0.2 0.0 1.4 55.3 0.0 -4.3 0.0 51.0
Area Leq,n 66.0 111.6 36706.6 0.0 0.0 3 116.65 -52.3 -4.1 -4.1 -0.2 0.0 1.4 55.3 0.0
Area Ldn 66.0 111.6 36705.7 0.0 0.0 3 116.65 -52.3 -4.1 -4.1 -0.2 0.0 1.4 55.3 0.0 -6.3 0.0 49.0
Area Leq,d 66.0 111.6 36705.7 0.0 0.0 3 116.65 -52.3 -4.1 -4.1 -0.2 0.0 1.4 55.3 0.0 -4.3 0.0 51.0
Area Leq,n 66.0 111.6 36705.7 0.0 0.0 3 116.65 -52.3 -4.1 -4.1 -0.2 0.0 1.4 55.3 0.0
Area Ldn 71.0 116.6 36706.6 0.0 0.0 3 116.65 -52.3 -4.1 -4.1 -0.2 0.0 1.4 60.3 0.0 -5.4 0.0 55.0
Area Leq,d 71.0 116.6 36706.6 0.0 0.0 3 116.65 -52.3 -4.1 -4.1 -0.2 0.0 1.4 60.3 0.0 -3.3 0.0 57.0
Area Leq,n 71.0 116.6 36706.6 0.0 0.0 3 116.65 -52.3 -4.1 -4.1 -0.2 0.0 1.4 60.3 0.0
Area Ldn 71.0 116.6 36706.6 0.0 0.0 3 116.65 -52.3 -4.1 -4.1 -0.2 0.0 1.4 60.3 0.0 -9.3 0.0 51.0
Area Leq,d 71.0 116.6 36706.6 0.0 0.0 3 116.65 -52.3 -4.1 -4.1 -0.2 0.0 1.4 60.3 0.0 -7.3 0.0 53.0
Area Leq,n 71.0 116.6 36706.6 0.0 0.0 3 116.65 -52.3 -4.1 -4.1 -0.2 0.0 1.4 60.3 0.0
Area Ldn 71.0 116.6 36706.6 0.0 0.0 3 116.65 -52.3 -4.1 -4.1 -0.2 0.0 1.4 60.3 0.0 -9.3 0.0 51.0
Area Leq,d 71.0 116.6 36706.6 0.0 0.0 3 116.65 -52.3 -4.1 -4.1 -0.2 0.0 1.4 60.3 0.0 -7.3 0.0 53.0
Area Leq,n 71.0 116.6 36706.6 0.0 0.0 3 116.65 -52.3 -4.1 -4.1 -0.2 0.0 1.4 60.3 0.0
Area Ldn 59.0 104.6 36706.6 0.0 0.0 3 116.65 -52.3 -4.1 -4.1 -0.2 0.0 1.4 48.3 0.0 -6.3 0.0 42.0
Area Leq,d 59.0 104.6 36706.6 0.0 0.0 3 116.65 -52.3 -4.1 -4.1 -0.2 0.0 1.4 48.3 0.0 -4.3 0.0 44.0
Area Leq,n 59.0 104.6 36706.6 0.0 0.0 3 116.65 -52.3 -4.1 -4.1 -0.2 0.0 1.4 48.3 0.0

Receiver 3 Residential   Fl F2    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 60.4 dB(A)   Leq,d 62.5 dB(A)   Leq,n  dB(A)

Area Ldn 71.0 116.6 36706.6 0.0 0.0 3 116.72 -52.3 -3.4 -3.4 -0.2 0.0 1.2 61.5 0.0 -10.3 0.0 51.2
Area Leq,d 71.0 116.6 36706.6 0.0 0.0 3 116.72 -52.3 -3.4 -3.4 -0.2 0.0 1.2 61.5 0.0 -8.3 0.0 53.2
Area Leq,n 71.0 116.6 36706.6 0.0 0.0 3 116.72 -52.3 -3.4 -3.4 -0.2 0.0 1.2 61.5 0.0
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Rosemead Condos
Mean propagation Leq - Rosemead Unmitigated

Source type Time

slice

Li

dB(A)

Rw

dB

L'w

dB(A)

Lw

dB(A)

l or A

m,m²
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dB

KT

dB

DO

dB

S

m

Adiv

dB

Agr

dB

Abar

dB

Aatm

dB

Amisc

dB

ADI

dB

dLrefl

dB(A)

Ls

dB(A)

Cmet

dB

dLw

dB

ZR

dB

Lr

dB(A)

Area Ldn 54.4 100.0 36706.6 0.0 0.0 0 116.71 -52.3 -1.1 -4.0 -0.9 0.0 1.4 43.0 0.0 -10.3 0.0 32.7
Area Leq,d 54.4 100.0 36706.6 0.0 0.0 0 116.71 -52.3 -1.1 -4.0 -0.9 0.0 1.4 43.0 0.0 -8.3 0.0 34.7
Area Leq,n 54.4 100.0 36706.6 0.0 0.0 0 116.71 -52.3 -1.1 -4.0 -0.9 0.0 1.4 43.0 0.0
Area Ldn 56.0 101.6 36706.6 0.0 0.0 3 116.81 -52.3 -3.8 -3.9 -0.2 0.0 1.2 45.6 0.0 -5.4 0.0 40.3
Area Leq,d 56.0 101.6 36706.6 0.0 0.0 3 116.81 -52.3 -3.8 -3.9 -0.2 0.0 1.2 45.6 0.0 -3.3 0.0 42.3
Area Leq,n 56.0 101.6 36706.6 0.0 0.0 3 116.81 -52.3 -3.8 -3.9 -0.2 0.0 1.2 45.6 0.0
Area Ldn 66.0 111.6 36706.6 0.0 0.0 3 116.72 -52.3 -3.4 -3.4 -0.2 0.0 1.2 56.5 0.0 -6.3 0.0 50.1
Area Leq,d 66.0 111.6 36706.6 0.0 0.0 3 116.72 -52.3 -3.4 -3.4 -0.2 0.0 1.2 56.5 0.0 -4.3 0.0 52.2
Area Leq,n 66.0 111.6 36706.6 0.0 0.0 3 116.72 -52.3 -3.4 -3.4 -0.2 0.0 1.2 56.5 0.0
Area Ldn 66.0 111.6 36705.7 0.0 0.0 3 116.72 -52.3 -3.4 -3.4 -0.2 0.0 1.2 56.5 0.0 -6.3 0.0 50.1
Area Leq,d 66.0 111.6 36705.7 0.0 0.0 3 116.72 -52.3 -3.4 -3.4 -0.2 0.0 1.2 56.5 0.0 -4.3 0.0 52.2
Area Leq,n 66.0 111.6 36705.7 0.0 0.0 3 116.72 -52.3 -3.4 -3.4 -0.2 0.0 1.2 56.5 0.0
Area Ldn 71.0 116.6 36706.6 0.0 0.0 3 116.72 -52.3 -3.4 -3.4 -0.2 0.0 1.2 61.5 0.0 -5.4 0.0 56.1
Area Leq,d 71.0 116.6 36706.6 0.0 0.0 3 116.72 -52.3 -3.4 -3.4 -0.2 0.0 1.2 61.5 0.0 -3.3 0.0 58.2
Area Leq,n 71.0 116.6 36706.6 0.0 0.0 3 116.72 -52.3 -3.4 -3.4 -0.2 0.0 1.2 61.5 0.0
Area Ldn 71.0 116.6 36706.6 0.0 0.0 3 116.72 -52.3 -3.4 -3.4 -0.2 0.0 1.2 61.5 0.0 -9.3 0.0 52.1
Area Leq,d 71.0 116.6 36706.6 0.0 0.0 3 116.72 -52.3 -3.4 -3.4 -0.2 0.0 1.2 61.5 0.0 -7.3 0.0 54.2
Area Leq,n 71.0 116.6 36706.6 0.0 0.0 3 116.72 -52.3 -3.4 -3.4 -0.2 0.0 1.2 61.5 0.0
Area Ldn 71.0 116.6 36706.6 0.0 0.0 3 116.72 -52.3 -3.4 -3.4 -0.2 0.0 1.2 61.5 0.0 -9.3 0.0 52.1
Area Leq,d 71.0 116.6 36706.6 0.0 0.0 3 116.72 -52.3 -3.4 -3.4 -0.2 0.0 1.2 61.5 0.0 -7.3 0.0 54.2
Area Leq,n 71.0 116.6 36706.6 0.0 0.0 3 116.72 -52.3 -3.4 -3.4 -0.2 0.0 1.2 61.5 0.0
Area Ldn 59.0 104.6 36706.6 0.0 0.0 3 116.72 -52.3 -3.4 -3.4 -0.2 0.0 1.2 49.5 0.0 -6.3 0.0 43.1
Area Leq,d 59.0 104.6 36706.6 0.0 0.0 3 116.72 -52.3 -3.4 -3.4 -0.2 0.0 1.2 49.5 0.0 -4.3 0.0 45.2
Area Leq,n 59.0 104.6 36706.6 0.0 0.0 3 116.72 -52.3 -3.4 -3.4 -0.2 0.0 1.2 49.5 0.0

Receiver 3 Residential   Fl G    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 61.9 dB(A)   Leq,d 63.9 dB(A)   Leq,n  dB(A)

Area Ldn 71.0 116.6 36706.6 0.0 0.0 3 97.08 -50.7 -3.7 -3.5 -0.2 0.0 1.4 62.9 0.0 -10.3 0.0 52.6
Area Leq,d 71.0 116.6 36706.6 0.0 0.0 3 97.08 -50.7 -3.7 -3.5 -0.2 0.0 1.4 62.9 0.0 -8.3 0.0 54.7
Area Leq,n 71.0 116.6 36706.6 0.0 0.0 3 97.08 -50.7 -3.7 -3.5 -0.2 0.0 1.4 62.9 0.0
Area Ldn 54.4 100.0 36706.6 0.0 0.0 0 97.08 -50.7 -1.5 -6.3 -0.6 0.0 1.7 42.6 0.0 -10.3 0.0 32.3
Area Leq,d 54.4 100.0 36706.6 0.0 0.0 0 97.08 -50.7 -1.5 -6.3 -0.6 0.0 1.7 42.6 0.0 -8.3 0.0 34.3
Area Leq,n 54.4 100.0 36706.6 0.0 0.0 0 97.08 -50.7 -1.5 -6.3 -0.6 0.0 1.7 42.6 0.0
Area Ldn 56.0 101.6 36706.6 0.0 0.0 3 97.12 -50.7 -4.3 -3.8 -0.2 0.0 1.4 47.0 0.0 -5.4 0.0 41.7
Area Leq,d 56.0 101.6 36706.6 0.0 0.0 3 97.12 -50.7 -4.3 -3.8 -0.2 0.0 1.4 47.0 0.0 -3.3 0.0 43.7
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Rosemead Condos
Mean propagation Leq - Rosemead Unmitigated

Source type Time

slice

Li

dB(A)

Rw

dB

L'w

dB(A)

Lw

dB(A)

l or A

m,m²
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dB

KT

dB
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dB

S

m
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dB

Agr

dB

Abar

dB
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dB
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dB
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dB(A)
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Cmet
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dLw

dB

ZR

dB

Lr

dB(A)

Area Leq,n 56.0 101.6 36706.6 0.0 0.0 3 97.12 -50.7 -4.3 -3.8 -0.2 0.0 1.4 47.0 0.0
Area Ldn 66.0 111.6 36706.6 0.0 0.0 3 97.08 -50.7 -3.7 -3.5 -0.2 0.0 1.4 57.9 0.0 -6.3 0.0 51.6
Area Leq,d 66.0 111.6 36706.6 0.0 0.0 3 97.08 -50.7 -3.7 -3.5 -0.2 0.0 1.4 57.9 0.0 -4.3 0.0 53.7
Area Leq,n 66.0 111.6 36706.6 0.0 0.0 3 97.08 -50.7 -3.7 -3.5 -0.2 0.0 1.4 57.9 0.0
Area Ldn 66.0 111.6 36705.7 0.0 0.0 3 97.08 -50.7 -3.7 -3.5 -0.2 0.0 1.4 57.9 0.0 -6.3 0.0 51.6
Area Leq,d 66.0 111.6 36705.7 0.0 0.0 3 97.08 -50.7 -3.7 -3.5 -0.2 0.0 1.4 57.9 0.0 -4.3 0.0 53.7
Area Leq,n 66.0 111.6 36705.7 0.0 0.0 3 97.08 -50.7 -3.7 -3.5 -0.2 0.0 1.4 57.9 0.0
Area Ldn 71.0 116.6 36706.6 0.0 0.0 3 97.08 -50.7 -3.7 -3.5 -0.2 0.0 1.4 62.9 0.0 -5.4 0.0 57.6
Area Leq,d 71.0 116.6 36706.6 0.0 0.0 3 97.08 -50.7 -3.7 -3.5 -0.2 0.0 1.4 62.9 0.0 -3.3 0.0 59.6
Area Leq,n 71.0 116.6 36706.6 0.0 0.0 3 97.08 -50.7 -3.7 -3.5 -0.2 0.0 1.4 62.9 0.0
Area Ldn 71.0 116.6 36706.6 0.0 0.0 3 97.08 -50.7 -3.7 -3.5 -0.2 0.0 1.4 62.9 0.0 -9.3 0.0 53.6
Area Leq,d 71.0 116.6 36706.6 0.0 0.0 3 97.08 -50.7 -3.7 -3.5 -0.2 0.0 1.4 62.9 0.0 -7.3 0.0 55.6
Area Leq,n 71.0 116.6 36706.6 0.0 0.0 3 97.08 -50.7 -3.7 -3.5 -0.2 0.0 1.4 62.9 0.0
Area Ldn 71.0 116.6 36706.6 0.0 0.0 3 97.08 -50.7 -3.7 -3.5 -0.2 0.0 1.4 62.9 0.0 -9.3 0.0 53.6
Area Leq,d 71.0 116.6 36706.6 0.0 0.0 3 97.08 -50.7 -3.7 -3.5 -0.2 0.0 1.4 62.9 0.0 -7.3 0.0 55.6
Area Leq,n 71.0 116.6 36706.6 0.0 0.0 3 97.08 -50.7 -3.7 -3.5 -0.2 0.0 1.4 62.9 0.0
Area Ldn 59.0 104.6 36706.6 0.0 0.0 3 97.08 -50.7 -3.7 -3.5 -0.2 0.0 1.4 50.9 0.0 -6.3 0.0 44.6
Area Leq,d 59.0 104.6 36706.6 0.0 0.0 3 97.08 -50.7 -3.7 -3.5 -0.2 0.0 1.4 50.9 0.0 -4.3 0.0 46.7
Area Leq,n 59.0 104.6 36706.6 0.0 0.0 3 97.08 -50.7 -3.7 -3.5 -0.2 0.0 1.4 50.9 0.0

Receiver 3 Residential   Fl G    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 63.2 dB(A)   Leq,d 65.3 dB(A)   Leq,n  dB(A)

Area Ldn 71.0 116.6 36706.6 0.0 0.0 3 98.20 -50.8 -3.6 -1.9 -0.2 0.0 1.1 64.3 0.0 -10.3 0.0 54.0
Area Leq,d 71.0 116.6 36706.6 0.0 0.0 3 98.20 -50.8 -3.6 -1.9 -0.2 0.0 1.1 64.3 0.0 -8.3 0.0 56.0
Area Leq,n 71.0 116.6 36706.6 0.0 0.0 3 98.20 -50.8 -3.6 -1.9 -0.2 0.0 1.1 64.3 0.0
Area Ldn 54.4 100.0 36706.6 0.0 0.0 0 98.20 -50.8 -1.5 -4.6 -0.6 0.0 1.4 43.8 0.0 -10.3 0.0 33.5
Area Leq,d 54.4 100.0 36706.6 0.0 0.0 0 98.20 -50.8 -1.5 -4.6 -0.6 0.0 1.4 43.8 0.0 -8.3 0.0 35.6
Area Leq,n 54.4 100.0 36706.6 0.0 0.0 0 98.20 -50.8 -1.5 -4.6 -0.6 0.0 1.4 43.8 0.0
Area Ldn 56.0 101.6 36706.6 0.0 0.0 3 98.24 -50.8 -4.2 -2.0 -0.2 0.0 1.1 48.4 0.0 -5.4 0.0 43.1
Area Leq,d 56.0 101.6 36706.6 0.0 0.0 3 98.24 -50.8 -4.2 -2.0 -0.2 0.0 1.1 48.4 0.0 -3.3 0.0 45.1
Area Leq,n 56.0 101.6 36706.6 0.0 0.0 3 98.24 -50.8 -4.2 -2.0 -0.2 0.0 1.1 48.4 0.0
Area Ldn 66.0 111.6 36706.6 0.0 0.0 3 98.20 -50.8 -3.6 -1.9 -0.2 0.0 1.1 59.3 0.0 -6.3 0.0 52.9
Area Leq,d 66.0 111.6 36706.6 0.0 0.0 3 98.20 -50.8 -3.6 -1.9 -0.2 0.0 1.1 59.3 0.0 -4.3 0.0 55.0
Area Leq,n 66.0 111.6 36706.6 0.0 0.0 3 98.20 -50.8 -3.6 -1.9 -0.2 0.0 1.1 59.3 0.0
Area Ldn 66.0 111.6 36705.7 0.0 0.0 3 98.20 -50.8 -3.6 -1.9 -0.2 0.0 1.1 59.3 0.0 -6.3 0.0 52.9
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Rosemead Condos
Mean propagation Leq - Rosemead Unmitigated

Source type Time
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dB(A)
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S
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Area Leq,d 66.0 111.6 36705.7 0.0 0.0 3 98.20 -50.8 -3.6 -1.9 -0.2 0.0 1.1 59.3 0.0 -4.3 0.0 55.0
Area Leq,n 66.0 111.6 36705.7 0.0 0.0 3 98.20 -50.8 -3.6 -1.9 -0.2 0.0 1.1 59.3 0.0
Area Ldn 71.0 116.6 36706.6 0.0 0.0 3 98.20 -50.8 -3.6 -1.9 -0.2 0.0 1.1 64.3 0.0 -5.4 0.0 58.9
Area Leq,d 71.0 116.6 36706.6 0.0 0.0 3 98.20 -50.8 -3.6 -1.9 -0.2 0.0 1.1 64.3 0.0 -3.3 0.0 60.9
Area Leq,n 71.0 116.6 36706.6 0.0 0.0 3 98.20 -50.8 -3.6 -1.9 -0.2 0.0 1.1 64.3 0.0
Area Ldn 71.0 116.6 36706.6 0.0 0.0 3 98.20 -50.8 -3.6 -1.9 -0.2 0.0 1.1 64.3 0.0 -9.3 0.0 54.9
Area Leq,d 71.0 116.6 36706.6 0.0 0.0 3 98.20 -50.8 -3.6 -1.9 -0.2 0.0 1.1 64.3 0.0 -7.3 0.0 57.0
Area Leq,n 71.0 116.6 36706.6 0.0 0.0 3 98.20 -50.8 -3.6 -1.9 -0.2 0.0 1.1 64.3 0.0
Area Ldn 71.0 116.6 36706.6 0.0 0.0 3 98.20 -50.8 -3.6 -1.9 -0.2 0.0 1.1 64.3 0.0 -9.3 0.0 54.9
Area Leq,d 71.0 116.6 36706.6 0.0 0.0 3 98.20 -50.8 -3.6 -1.9 -0.2 0.0 1.1 64.3 0.0 -7.3 0.0 57.0
Area Leq,n 71.0 116.6 36706.6 0.0 0.0 3 98.20 -50.8 -3.6 -1.9 -0.2 0.0 1.1 64.3 0.0
Area Ldn 59.0 104.6 36706.6 0.0 0.0 3 98.20 -50.8 -3.6 -1.9 -0.2 0.0 1.1 52.3 0.0 -6.3 0.0 45.9
Area Leq,d 59.0 104.6 36706.6 0.0 0.0 3 98.20 -50.8 -3.6 -1.9 -0.2 0.0 1.1 52.3 0.0 -4.3 0.0 48.0
Area Leq,n 59.0 104.6 36706.6 0.0 0.0 3 98.20 -50.8 -3.6 -1.9 -0.2 0.0 1.1 52.3 0.0

Receiver 3 Residential   Fl G    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 66.3 dB(A)   Leq,d 68.4 dB(A)   Leq,n  dB(A)

Area Ldn 71.0 116.6 36706.6 0.0 0.0 3 67.25 -47.5 -1.4 -5.1 -0.1 0.0 2.1 67.4 0.0 -10.3 0.0 57.1
Area Leq,d 71.0 116.6 36706.6 0.0 0.0 3 67.25 -47.5 -1.4 -5.1 -0.1 0.0 2.1 67.4 0.0 -8.3 0.0 59.1
Area Leq,n 71.0 116.6 36706.6 0.0 0.0 3 67.25 -47.5 -1.4 -5.1 -0.1 0.0 2.1 67.4 0.0
Area Ldn 54.4 100.0 36706.6 0.0 0.0 0 67.25 -47.5 -1.0 -6.9 -0.2 0.0 2.5 46.9 0.0 -10.3 0.0 36.6
Area Leq,d 54.4 100.0 36706.6 0.0 0.0 0 67.25 -47.5 -1.0 -6.9 -0.2 0.0 2.5 46.9 0.0 -8.3 0.0 38.6
Area Leq,n 54.4 100.0 36706.6 0.0 0.0 0 67.25 -47.5 -1.0 -6.9 -0.2 0.0 2.5 46.9 0.0
Area Ldn 56.0 101.6 36706.6 0.0 0.0 3 67.79 -47.6 -2.0 -5.2 -0.1 0.0 1.9 51.6 0.0 -5.4 0.0 46.2
Area Leq,d 56.0 101.6 36706.6 0.0 0.0 3 67.79 -47.6 -2.0 -5.2 -0.1 0.0 1.9 51.6 0.0 -3.3 0.0 48.3
Area Leq,n 56.0 101.6 36706.6 0.0 0.0 3 67.79 -47.6 -2.0 -5.2 -0.1 0.0 1.9 51.6 0.0
Area Ldn 66.0 111.6 36706.6 0.0 0.0 3 67.25 -47.5 -1.4 -5.1 -0.1 0.0 2.1 62.4 0.0 -6.3 0.0 56.0
Area Leq,d 66.0 111.6 36706.6 0.0 0.0 3 67.25 -47.5 -1.4 -5.1 -0.1 0.0 2.1 62.4 0.0 -4.3 0.0 58.1
Area Leq,n 66.0 111.6 36706.6 0.0 0.0 3 67.25 -47.5 -1.4 -5.1 -0.1 0.0 2.1 62.4 0.0
Area Ldn 66.0 111.6 36705.7 0.0 0.0 3 67.25 -47.5 -1.4 -5.1 -0.1 0.0 2.1 62.4 0.0 -6.3 0.0 56.0
Area Leq,d 66.0 111.6 36705.7 0.0 0.0 3 67.25 -47.5 -1.4 -5.1 -0.1 0.0 2.1 62.4 0.0 -4.3 0.0 58.1
Area Leq,n 66.0 111.6 36705.7 0.0 0.0 3 67.25 -47.5 -1.4 -5.1 -0.1 0.0 2.1 62.4 0.0
Area Ldn 71.0 116.6 36706.6 0.0 0.0 3 67.25 -47.5 -1.4 -5.1 -0.1 0.0 2.1 67.4 0.0 -5.4 0.0 62.0
Area Leq,d 71.0 116.6 36706.6 0.0 0.0 3 67.25 -47.5 -1.4 -5.1 -0.1 0.0 2.1 67.4 0.0 -3.3 0.0 64.1
Area Leq,n 71.0 116.6 36706.6 0.0 0.0 3 67.25 -47.5 -1.4 -5.1 -0.1 0.0 2.1 67.4 0.0

SoundPLAN 9.0

Kimley-Horn  445 24th St, Suite 200 Vero Beach, FL 32960 USA 10



Rosemead Condos
Mean propagation Leq - Rosemead Unmitigated

Source type Time

slice

Li

dB(A)

Rw

dB

L'w

dB(A)

Lw

dB(A)

l or A

m,m²

KI

dB

KT

dB

DO

dB

S

m

Adiv

dB

Agr

dB

Abar

dB

Aatm

dB

Amisc

dB

ADI

dB

dLrefl

dB(A)

Ls

dB(A)

Cmet

dB

dLw

dB

ZR

dB

Lr

dB(A)

Area Ldn 71.0 116.6 36706.6 0.0 0.0 3 67.25 -47.5 -1.4 -5.1 -0.1 0.0 2.1 67.4 0.0 -9.3 0.0 58.0
Area Leq,d 71.0 116.6 36706.6 0.0 0.0 3 67.25 -47.5 -1.4 -5.1 -0.1 0.0 2.1 67.4 0.0 -7.3 0.0 60.1
Area Leq,n 71.0 116.6 36706.6 0.0 0.0 3 67.25 -47.5 -1.4 -5.1 -0.1 0.0 2.1 67.4 0.0
Area Ldn 71.0 116.6 36706.6 0.0 0.0 3 67.25 -47.5 -1.4 -5.1 -0.1 0.0 2.1 67.4 0.0 -9.3 0.0 58.0
Area Leq,d 71.0 116.6 36706.6 0.0 0.0 3 67.25 -47.5 -1.4 -5.1 -0.1 0.0 2.1 67.4 0.0 -7.3 0.0 60.1
Area Leq,n 71.0 116.6 36706.6 0.0 0.0 3 67.25 -47.5 -1.4 -5.1 -0.1 0.0 2.1 67.4 0.0
Area Ldn 59.0 104.6 36706.6 0.0 0.0 3 67.25 -47.5 -1.4 -5.1 -0.1 0.0 2.1 55.4 0.0 -6.3 0.0 49.0
Area Leq,d 59.0 104.6 36706.6 0.0 0.0 3 67.25 -47.5 -1.4 -5.1 -0.1 0.0 2.1 55.4 0.0 -4.3 0.0 51.1
Area Leq,n 59.0 104.6 36706.6 0.0 0.0 3 67.25 -47.5 -1.4 -5.1 -0.1 0.0 2.1 55.4 0.0

Receiver 3 Residential   Fl G    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 65.5 dB(A)   Leq,d 67.5 dB(A)   Leq,n  dB(A)

Area Ldn 71.0 116.6 36706.6 0.0 0.0 3 68.69 -47.7 -2.0 -3.5 -0.1 0.0 0.3 66.5 0.0 -10.3 0.0 56.2
Area Leq,d 71.0 116.6 36706.6 0.0 0.0 3 68.69 -47.7 -2.0 -3.5 -0.1 0.0 0.3 66.5 0.0 -8.3 0.0 58.3
Area Leq,n 71.0 116.6 36706.6 0.0 0.0 3 68.69 -47.7 -2.0 -3.5 -0.1 0.0 0.3 66.5 0.0
Area Ldn 54.4 100.0 36706.6 0.0 0.0 0 68.69 -47.7 -1.2 -5.1 -0.3 0.0 0.6 46.3 0.0 -10.3 0.0 36.0
Area Leq,d 54.4 100.0 36706.6 0.0 0.0 0 68.69 -47.7 -1.2 -5.1 -0.3 0.0 0.6 46.3 0.0 -8.3 0.0 38.0
Area Leq,n 54.4 100.0 36706.6 0.0 0.0 0 68.69 -47.7 -1.2 -5.1 -0.3 0.0 0.6 46.3 0.0
Area Ldn 56.0 101.6 36706.6 0.0 0.0 3 68.88 -47.8 -2.8 -3.6 -0.1 0.0 0.3 50.6 0.0 -5.4 0.0 45.3
Area Leq,d 56.0 101.6 36706.6 0.0 0.0 3 68.88 -47.8 -2.8 -3.6 -0.1 0.0 0.3 50.6 0.0 -3.3 0.0 47.3
Area Leq,n 56.0 101.6 36706.6 0.0 0.0 3 68.88 -47.8 -2.8 -3.6 -0.1 0.0 0.3 50.6 0.0
Area Ldn 66.0 111.6 36706.6 0.0 0.0 3 68.69 -47.7 -2.0 -3.5 -0.1 0.0 0.3 61.5 0.0 -6.3 0.0 55.2
Area Leq,d 66.0 111.6 36706.6 0.0 0.0 3 68.69 -47.7 -2.0 -3.5 -0.1 0.0 0.3 61.5 0.0 -4.3 0.0 57.2
Area Leq,n 66.0 111.6 36706.6 0.0 0.0 3 68.69 -47.7 -2.0 -3.5 -0.1 0.0 0.3 61.5 0.0
Area Ldn 66.0 111.6 36705.7 0.0 0.0 3 68.69 -47.7 -2.0 -3.5 -0.1 0.0 0.3 61.5 0.0 -6.3 0.0 55.2
Area Leq,d 66.0 111.6 36705.7 0.0 0.0 3 68.69 -47.7 -2.0 -3.5 -0.1 0.0 0.3 61.5 0.0 -4.3 0.0 57.2
Area Leq,n 66.0 111.6 36705.7 0.0 0.0 3 68.69 -47.7 -2.0 -3.5 -0.1 0.0 0.3 61.5 0.0
Area Ldn 71.0 116.6 36706.6 0.0 0.0 3 68.69 -47.7 -2.0 -3.5 -0.1 0.0 0.3 66.5 0.0 -5.4 0.0 61.2
Area Leq,d 71.0 116.6 36706.6 0.0 0.0 3 68.69 -47.7 -2.0 -3.5 -0.1 0.0 0.3 66.5 0.0 -3.3 0.0 63.2
Area Leq,n 71.0 116.6 36706.6 0.0 0.0 3 68.69 -47.7 -2.0 -3.5 -0.1 0.0 0.3 66.5 0.0
Area Ldn 71.0 116.6 36706.6 0.0 0.0 3 68.69 -47.7 -2.0 -3.5 -0.1 0.0 0.3 66.5 0.0 -9.3 0.0 57.2
Area Leq,d 71.0 116.6 36706.6 0.0 0.0 3 68.69 -47.7 -2.0 -3.5 -0.1 0.0 0.3 66.5 0.0 -7.3 0.0 59.2
Area Leq,n 71.0 116.6 36706.6 0.0 0.0 3 68.69 -47.7 -2.0 -3.5 -0.1 0.0 0.3 66.5 0.0
Area Ldn 71.0 116.6 36706.6 0.0 0.0 3 68.69 -47.7 -2.0 -3.5 -0.1 0.0 0.3 66.5 0.0 -9.3 0.0 57.2
Area Leq,d 71.0 116.6 36706.6 0.0 0.0 3 68.69 -47.7 -2.0 -3.5 -0.1 0.0 0.3 66.5 0.0 -7.3 0.0 59.2
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Rosemead Condos
Mean propagation Leq - Rosemead Unmitigated

Source type Time

slice

Li

dB(A)

Rw

dB

L'w

dB(A)

Lw

dB(A)

l or A

m,m²

KI

dB

KT

dB

DO

dB

S

m

Adiv

dB

Agr

dB

Abar

dB

Aatm

dB

Amisc

dB

ADI

dB

dLrefl

dB(A)

Ls

dB(A)

Cmet

dB

dLw

dB

ZR

dB

Lr

dB(A)

Area Leq,n 71.0 116.6 36706.6 0.0 0.0 3 68.69 -47.7 -2.0 -3.5 -0.1 0.0 0.3 66.5 0.0
Area Ldn 59.0 104.6 36706.6 0.0 0.0 3 68.69 -47.7 -2.0 -3.5 -0.1 0.0 0.3 54.5 0.0 -6.3 0.0 48.2
Area Leq,d 59.0 104.6 36706.6 0.0 0.0 3 68.69 -47.7 -2.0 -3.5 -0.1 0.0 0.3 54.5 0.0 -4.3 0.0 50.2
Area Leq,n 59.0 104.6 36706.6 0.0 0.0 3 68.69 -47.7 -2.0 -3.5 -0.1 0.0 0.3 54.5 0.0

Receiver 3 Residential   Fl G    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 65.3 dB(A)   Leq,d 67.3 dB(A)   Leq,n  dB(A)

Area Ldn 71.0 116.6 36706.6 0.0 0.0 3 65.51 -47.3 -1.6 -4.3 -0.1 0.0 0.2 66.3 0.0 -10.3 0.0 56.0
Area Leq,d 71.0 116.6 36706.6 0.0 0.0 3 65.51 -47.3 -1.6 -4.3 -0.1 0.0 0.2 66.3 0.0 -8.3 0.0 58.0
Area Leq,n 71.0 116.6 36706.6 0.0 0.0 3 65.51 -47.3 -1.6 -4.3 -0.1 0.0 0.2 66.3 0.0
Area Ldn 54.4 100.0 36706.6 0.0 0.0 0 65.51 -47.3 -1.0 -6.1 -0.2 0.0 0.5 45.8 0.0 -10.3 0.0 35.5
Area Leq,d 54.4 100.0 36706.6 0.0 0.0 0 65.51 -47.3 -1.0 -6.1 -0.2 0.0 0.5 45.8 0.0 -8.3 0.0 37.6
Area Leq,n 54.4 100.0 36706.6 0.0 0.0 0 65.51 -47.3 -1.0 -6.1 -0.2 0.0 0.5 45.8 0.0
Area Ldn 56.0 101.6 36706.6 0.0 0.0 3 65.89 -47.4 -2.3 -4.4 -0.1 0.0 0.2 50.6 0.0 -5.4 0.0 45.2
Area Leq,d 56.0 101.6 36706.6 0.0 0.0 3 65.89 -47.4 -2.3 -4.4 -0.1 0.0 0.2 50.6 0.0 -3.3 0.0 47.3
Area Leq,n 56.0 101.6 36706.6 0.0 0.0 3 65.89 -47.4 -2.3 -4.4 -0.1 0.0 0.2 50.6 0.0
Area Ldn 66.0 111.6 36706.6 0.0 0.0 3 65.51 -47.3 -1.6 -4.3 -0.1 0.0 0.2 61.3 0.0 -6.3 0.0 55.0
Area Leq,d 66.0 111.6 36706.6 0.0 0.0 3 65.51 -47.3 -1.6 -4.3 -0.1 0.0 0.2 61.3 0.0 -4.3 0.0 57.0
Area Leq,n 66.0 111.6 36706.6 0.0 0.0 3 65.51 -47.3 -1.6 -4.3 -0.1 0.0 0.2 61.3 0.0
Area Ldn 66.0 111.6 36705.7 0.0 0.0 3 65.51 -47.3 -1.6 -4.3 -0.1 0.0 0.2 61.3 0.0 -6.3 0.0 55.0
Area Leq,d 66.0 111.6 36705.7 0.0 0.0 3 65.51 -47.3 -1.6 -4.3 -0.1 0.0 0.2 61.3 0.0 -4.3 0.0 57.0
Area Leq,n 66.0 111.6 36705.7 0.0 0.0 3 65.51 -47.3 -1.6 -4.3 -0.1 0.0 0.2 61.3 0.0
Area Ldn 71.0 116.6 36706.6 0.0 0.0 3 65.51 -47.3 -1.6 -4.3 -0.1 0.0 0.2 66.3 0.0 -5.4 0.0 61.0
Area Leq,d 71.0 116.6 36706.6 0.0 0.0 3 65.51 -47.3 -1.6 -4.3 -0.1 0.0 0.2 66.3 0.0 -3.3 0.0 63.0
Area Leq,n 71.0 116.6 36706.6 0.0 0.0 3 65.51 -47.3 -1.6 -4.3 -0.1 0.0 0.2 66.3 0.0
Area Ldn 71.0 116.6 36706.6 0.0 0.0 3 65.51 -47.3 -1.6 -4.3 -0.1 0.0 0.2 66.3 0.0 -9.3 0.0 57.0
Area Leq,d 71.0 116.6 36706.6 0.0 0.0 3 65.51 -47.3 -1.6 -4.3 -0.1 0.0 0.2 66.3 0.0 -7.3 0.0 59.0
Area Leq,n 71.0 116.6 36706.6 0.0 0.0 3 65.51 -47.3 -1.6 -4.3 -0.1 0.0 0.2 66.3 0.0
Area Ldn 71.0 116.6 36706.6 0.0 0.0 3 65.51 -47.3 -1.6 -4.3 -0.1 0.0 0.2 66.3 0.0 -9.3 0.0 57.0
Area Leq,d 71.0 116.6 36706.6 0.0 0.0 3 65.51 -47.3 -1.6 -4.3 -0.1 0.0 0.2 66.3 0.0 -7.3 0.0 59.0
Area Leq,n 71.0 116.6 36706.6 0.0 0.0 3 65.51 -47.3 -1.6 -4.3 -0.1 0.0 0.2 66.3 0.0
Area Ldn 59.0 104.6 36706.6 0.0 0.0 3 65.51 -47.3 -1.6 -4.3 -0.1 0.0 0.2 54.3 0.0 -6.3 0.0 48.0
Area Leq,d 59.0 104.6 36706.6 0.0 0.0 3 65.51 -47.3 -1.6 -4.3 -0.1 0.0 0.2 54.3 0.0 -4.3 0.0 50.0
Area Leq,n 59.0 104.6 36706.6 0.0 0.0 3 65.51 -47.3 -1.6 -4.3 -0.1 0.0 0.2 54.3 0.0
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Rosemead Condos
Mean propagation Leq - Rosemead Unmitigated

Source type Time

slice

Li

dB(A)

Rw

dB

L'w

dB(A)

Lw

dB(A)

l or A

m,m²

KI

dB

KT

dB

DO

dB

S

m

Adiv

dB

Agr

dB

Abar

dB

Aatm

dB

Amisc

dB

ADI

dB

dLrefl

dB(A)

Ls

dB(A)

Cmet

dB

dLw

dB

ZR

dB

Lr

dB(A)

Receiver 3 Residential   Fl G    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 59.4 dB(A)   Leq,d 61.4 dB(A)   Leq,n  dB(A)

Area Ldn 71.0 116.6 36706.6 0.0 0.0 3 130.61 -53.3 -4.0 -1.9 -0.2 0.0 0.2 60.4 0.0 -10.3 0.0 50.1
Area Leq,d 71.0 116.6 36706.6 0.0 0.0 3 130.61 -53.3 -4.0 -1.9 -0.2 0.0 0.2 60.4 0.0 -8.3 0.0 52.1
Area Leq,n 71.0 116.6 36706.6 0.0 0.0 3 130.61 -53.3 -4.0 -1.9 -0.2 0.0 0.2 60.4 0.0
Area Ldn 54.4 100.0 36706.6 0.0 0.0 0 130.61 -53.3 -1.6 -5.8 -0.6 0.0 0.3 39.0 0.0 -10.3 0.0 28.7
Area Leq,d 54.4 100.0 36706.6 0.0 0.0 0 130.61 -53.3 -1.6 -5.8 -0.6 0.0 0.3 39.0 0.0 -8.3 0.0 30.7
Area Leq,n 54.4 100.0 36706.6 0.0 0.0 0 130.61 -53.3 -1.6 -5.8 -0.6 0.0 0.3 39.0 0.0
Area Ldn 56.0 101.6 36706.6 0.0 0.0 3 130.64 -53.3 -4.4 -2.3 -0.2 0.0 0.2 44.5 0.0 -5.4 0.0 39.1
Area Leq,d 56.0 101.6 36706.6 0.0 0.0 3 130.64 -53.3 -4.4 -2.3 -0.2 0.0 0.2 44.5 0.0 -3.3 0.0 41.2
Area Leq,n 56.0 101.6 36706.6 0.0 0.0 3 130.64 -53.3 -4.4 -2.3 -0.2 0.0 0.2 44.5 0.0
Area Ldn 66.0 111.6 36706.6 0.0 0.0 3 130.61 -53.3 -4.0 -1.9 -0.2 0.0 0.2 55.4 0.0 -6.3 0.0 49.1
Area Leq,d 66.0 111.6 36706.6 0.0 0.0 3 130.61 -53.3 -4.0 -1.9 -0.2 0.0 0.2 55.4 0.0 -4.3 0.0 51.1
Area Leq,n 66.0 111.6 36706.6 0.0 0.0 3 130.61 -53.3 -4.0 -1.9 -0.2 0.0 0.2 55.4 0.0
Area Ldn 66.0 111.6 36705.7 0.0 0.0 3 130.61 -53.3 -4.0 -1.9 -0.2 0.0 0.2 55.4 0.0 -6.3 0.0 49.1
Area Leq,d 66.0 111.6 36705.7 0.0 0.0 3 130.61 -53.3 -4.0 -1.9 -0.2 0.0 0.2 55.4 0.0 -4.3 0.0 51.1
Area Leq,n 66.0 111.6 36705.7 0.0 0.0 3 130.61 -53.3 -4.0 -1.9 -0.2 0.0 0.2 55.4 0.0
Area Ldn 71.0 116.6 36706.6 0.0 0.0 3 130.61 -53.3 -4.0 -1.9 -0.2 0.0 0.2 60.4 0.0 -5.4 0.0 55.0
Area Leq,d 71.0 116.6 36706.6 0.0 0.0 3 130.61 -53.3 -4.0 -1.9 -0.2 0.0 0.2 60.4 0.0 -3.3 0.0 57.1
Area Leq,n 71.0 116.6 36706.6 0.0 0.0 3 130.61 -53.3 -4.0 -1.9 -0.2 0.0 0.2 60.4 0.0
Area Ldn 71.0 116.6 36706.6 0.0 0.0 3 130.61 -53.3 -4.0 -1.9 -0.2 0.0 0.2 60.4 0.0 -9.3 0.0 51.1
Area Leq,d 71.0 116.6 36706.6 0.0 0.0 3 130.61 -53.3 -4.0 -1.9 -0.2 0.0 0.2 60.4 0.0 -7.3 0.0 53.1
Area Leq,n 71.0 116.6 36706.6 0.0 0.0 3 130.61 -53.3 -4.0 -1.9 -0.2 0.0 0.2 60.4 0.0
Area Ldn 71.0 116.6 36706.6 0.0 0.0 3 130.61 -53.3 -4.0 -1.9 -0.2 0.0 0.2 60.4 0.0 -9.3 0.0 51.1
Area Leq,d 71.0 116.6 36706.6 0.0 0.0 3 130.61 -53.3 -4.0 -1.9 -0.2 0.0 0.2 60.4 0.0 -7.3 0.0 53.1
Area Leq,n 71.0 116.6 36706.6 0.0 0.0 3 130.61 -53.3 -4.0 -1.9 -0.2 0.0 0.2 60.4 0.0
Area Ldn 59.0 104.6 36706.6 0.0 0.0 3 130.61 -53.3 -4.0 -1.9 -0.2 0.0 0.2 48.4 0.0 -6.3 0.0 42.1
Area Leq,d 59.0 104.6 36706.6 0.0 0.0 3 130.61 -53.3 -4.0 -1.9 -0.2 0.0 0.2 48.4 0.0 -4.3 0.0 44.1
Area Leq,n 59.0 104.6 36706.6 0.0 0.0 3 130.61 -53.3 -4.0 -1.9 -0.2 0.0 0.2 48.4 0.0

Receiver 4 Whittier Narrows Golf Course   Fl G    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 59.4 dB(A)   Leq,d 61.5 dB(A)   Leq,n  dB(A)

Area Ldn 71.0 116.6 36706.6 0.0 0.0 3 152.38 -54.7 -4.3 0.0 -0.3 0.0 0.0 60.4 0.0 -10.3 0.0 50.1
Area Leq,d 71.0 116.6 36706.6 0.0 0.0 3 152.38 -54.7 -4.3 0.0 -0.3 0.0 0.0 60.4 0.0 -8.3 0.0 52.2
Area Leq,n 71.0 116.6 36706.6 0.0 0.0 3 152.38 -54.7 -4.3 0.0 -0.3 0.0 0.0 60.4 0.0
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Rosemead Condos
Mean propagation Leq - Rosemead Unmitigated

Source type Time

slice

Li

dB(A)

Rw

dB

L'w

dB(A)

Lw

dB(A)

l or A

m,m²
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dB

KT

dB

DO

dB

S

m
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dB

Agr

dB

Abar

dB

Aatm

dB

Amisc

dB

ADI

dB

dLrefl

dB(A)

Ls

dB(A)

Cmet

dB

dLw

dB

ZR

dB

Lr

dB(A)

Area Ldn 54.4 100.0 36706.6 0.0 0.0 0 152.38 -54.7 -1.7 0.0 -1.1 0.0 0.0 42.6 0.0 -10.3 0.0 32.3
Area Leq,d 54.4 100.0 36706.6 0.0 0.0 0 152.38 -54.7 -1.7 0.0 -1.1 0.0 0.0 42.6 0.0 -8.3 0.0 34.3
Area Leq,n 54.4 100.0 36706.6 0.0 0.0 0 152.38 -54.7 -1.7 0.0 -1.1 0.0 0.0 42.6 0.0
Area Ldn 56.0 101.6 36706.6 0.0 0.0 3 152.39 -54.7 -4.5 0.0 -0.3 0.0 0.0 45.2 0.0 -5.4 0.0 39.8
Area Leq,d 56.0 101.6 36706.6 0.0 0.0 3 152.39 -54.7 -4.5 0.0 -0.3 0.0 0.0 45.2 0.0 -3.3 0.0 41.9
Area Leq,n 56.0 101.6 36706.6 0.0 0.0 3 152.39 -54.7 -4.5 0.0 -0.3 0.0 0.0 45.2 0.0
Area Ldn 66.0 111.6 36706.6 0.0 0.0 3 152.38 -54.7 -4.3 0.0 -0.3 0.0 0.0 55.4 0.0 -6.3 0.0 49.1
Area Leq,d 66.0 111.6 36706.6 0.0 0.0 3 152.38 -54.7 -4.3 0.0 -0.3 0.0 0.0 55.4 0.0 -4.3 0.0 51.2
Area Leq,n 66.0 111.6 36706.6 0.0 0.0 3 152.38 -54.7 -4.3 0.0 -0.3 0.0 0.0 55.4 0.0
Area Ldn 66.0 111.6 36705.7 0.0 0.0 3 152.38 -54.7 -4.3 0.0 -0.3 0.0 0.0 55.4 0.0 -6.3 0.0 49.1
Area Leq,d 66.0 111.6 36705.7 0.0 0.0 3 152.38 -54.7 -4.3 0.0 -0.3 0.0 0.0 55.4 0.0 -4.3 0.0 51.2
Area Leq,n 66.0 111.6 36705.7 0.0 0.0 3 152.38 -54.7 -4.3 0.0 -0.3 0.0 0.0 55.4 0.0
Area Ldn 71.0 116.6 36706.6 0.0 0.0 3 152.38 -54.7 -4.3 0.0 -0.3 0.0 0.0 60.4 0.0 -5.4 0.0 55.1
Area Leq,d 71.0 116.6 36706.6 0.0 0.0 3 152.38 -54.7 -4.3 0.0 -0.3 0.0 0.0 60.4 0.0 -3.3 0.0 57.1
Area Leq,n 71.0 116.6 36706.6 0.0 0.0 3 152.38 -54.7 -4.3 0.0 -0.3 0.0 0.0 60.4 0.0
Area Ldn 71.0 116.6 36706.6 0.0 0.0 3 152.38 -54.7 -4.3 0.0 -0.3 0.0 0.0 60.4 0.0 -9.3 0.0 51.1
Area Leq,d 71.0 116.6 36706.6 0.0 0.0 3 152.38 -54.7 -4.3 0.0 -0.3 0.0 0.0 60.4 0.0 -7.3 0.0 53.2
Area Leq,n 71.0 116.6 36706.6 0.0 0.0 3 152.38 -54.7 -4.3 0.0 -0.3 0.0 0.0 60.4 0.0
Area Ldn 71.0 116.6 36706.6 0.0 0.0 3 152.38 -54.7 -4.3 0.0 -0.3 0.0 0.0 60.4 0.0 -9.3 0.0 51.1
Area Leq,d 71.0 116.6 36706.6 0.0 0.0 3 152.38 -54.7 -4.3 0.0 -0.3 0.0 0.0 60.4 0.0 -7.3 0.0 53.2
Area Leq,n 71.0 116.6 36706.6 0.0 0.0 3 152.38 -54.7 -4.3 0.0 -0.3 0.0 0.0 60.4 0.0
Area Ldn 59.0 104.6 36706.6 0.0 0.0 3 152.38 -54.7 -4.3 0.0 -0.3 0.0 0.0 48.4 0.0 -6.3 0.0 42.1
Area Leq,d 59.0 104.6 36706.6 0.0 0.0 3 152.38 -54.7 -4.3 0.0 -0.3 0.0 0.0 48.4 0.0 -4.3 0.0 44.2
Area Leq,n 59.0 104.6 36706.6 0.0 0.0 3 152.38 -54.7 -4.3 0.0 -0.3 0.0 0.0 48.4 0.0

Receiver 4 Whittier Narrows Golf Course   Fl G    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 61.4 dB(A)   Leq,d 63.5 dB(A)   Leq,n  dB(A)

Area Ldn 71.0 116.6 36706.6 0.0 0.0 3 123.11 -52.8 -4.2 0.0 -0.2 0.0 0.0 62.5 0.0 -10.3 0.0 52.2
Area Leq,d 71.0 116.6 36706.6 0.0 0.0 3 123.11 -52.8 -4.2 0.0 -0.2 0.0 0.0 62.5 0.0 -8.3 0.0 54.2
Area Leq,n 71.0 116.6 36706.6 0.0 0.0 3 123.11 -52.8 -4.2 0.0 -0.2 0.0 0.0 62.5 0.0
Area Ldn 54.4 100.0 36706.6 0.0 0.0 0 123.11 -52.8 -1.6 0.0 -1.0 0.0 0.0 44.6 0.0 -10.3 0.0 34.3
Area Leq,d 54.4 100.0 36706.6 0.0 0.0 0 123.11 -52.8 -1.6 0.0 -1.0 0.0 0.0 44.6 0.0 -8.3 0.0 36.4
Area Leq,n 54.4 100.0 36706.6 0.0 0.0 0 123.11 -52.8 -1.6 0.0 -1.0 0.0 0.0 44.6 0.0
Area Ldn 56.0 101.6 36706.6 0.0 0.0 3 123.13 -52.8 -4.5 0.0 -0.2 0.0 0.0 47.1 0.0 -5.4 0.0 41.8
Area Leq,d 56.0 101.6 36706.6 0.0 0.0 3 123.13 -52.8 -4.5 0.0 -0.2 0.0 0.0 47.1 0.0 -3.3 0.0 43.8
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Rosemead Condos
Mean propagation Leq - Rosemead Unmitigated

Source type Time
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Area Leq,n 56.0 101.6 36706.6 0.0 0.0 3 123.13 -52.8 -4.5 0.0 -0.2 0.0 0.0 47.1 0.0
Area Ldn 66.0 111.6 36706.6 0.0 0.0 3 123.11 -52.8 -4.2 0.0 -0.2 0.0 0.0 57.5 0.0 -6.3 0.0 51.1
Area Leq,d 66.0 111.6 36706.6 0.0 0.0 3 123.11 -52.8 -4.2 0.0 -0.2 0.0 0.0 57.5 0.0 -4.3 0.0 53.2
Area Leq,n 66.0 111.6 36706.6 0.0 0.0 3 123.11 -52.8 -4.2 0.0 -0.2 0.0 0.0 57.5 0.0
Area Ldn 66.0 111.6 36705.7 0.0 0.0 3 123.11 -52.8 -4.2 0.0 -0.2 0.0 0.0 57.5 0.0 -6.3 0.0 51.1
Area Leq,d 66.0 111.6 36705.7 0.0 0.0 3 123.11 -52.8 -4.2 0.0 -0.2 0.0 0.0 57.5 0.0 -4.3 0.0 53.2
Area Leq,n 66.0 111.6 36705.7 0.0 0.0 3 123.11 -52.8 -4.2 0.0 -0.2 0.0 0.0 57.5 0.0
Area Ldn 71.0 116.6 36706.6 0.0 0.0 3 123.11 -52.8 -4.2 0.0 -0.2 0.0 0.0 62.5 0.0 -5.4 0.0 57.1
Area Leq,d 71.0 116.6 36706.6 0.0 0.0 3 123.11 -52.8 -4.2 0.0 -0.2 0.0 0.0 62.5 0.0 -3.3 0.0 59.1
Area Leq,n 71.0 116.6 36706.6 0.0 0.0 3 123.11 -52.8 -4.2 0.0 -0.2 0.0 0.0 62.5 0.0
Area Ldn 71.0 116.6 36706.6 0.0 0.0 3 123.11 -52.8 -4.2 0.0 -0.2 0.0 0.0 62.5 0.0 -9.3 0.0 53.1
Area Leq,d 71.0 116.6 36706.6 0.0 0.0 3 123.11 -52.8 -4.2 0.0 -0.2 0.0 0.0 62.5 0.0 -7.3 0.0 55.2
Area Leq,n 71.0 116.6 36706.6 0.0 0.0 3 123.11 -52.8 -4.2 0.0 -0.2 0.0 0.0 62.5 0.0
Area Ldn 71.0 116.6 36706.6 0.0 0.0 3 123.11 -52.8 -4.2 0.0 -0.2 0.0 0.0 62.5 0.0 -9.3 0.0 53.1
Area Leq,d 71.0 116.6 36706.6 0.0 0.0 3 123.11 -52.8 -4.2 0.0 -0.2 0.0 0.0 62.5 0.0 -7.3 0.0 55.2
Area Leq,n 71.0 116.6 36706.6 0.0 0.0 3 123.11 -52.8 -4.2 0.0 -0.2 0.0 0.0 62.5 0.0
Area Ldn 59.0 104.6 36706.6 0.0 0.0 3 123.11 -52.8 -4.2 0.0 -0.2 0.0 0.0 50.5 0.0 -6.3 0.0 44.1
Area Leq,d 59.0 104.6 36706.6 0.0 0.0 3 123.11 -52.8 -4.2 0.0 -0.2 0.0 0.0 50.5 0.0 -4.3 0.0 46.2
Area Leq,n 59.0 104.6 36706.6 0.0 0.0 3 123.11 -52.8 -4.2 0.0 -0.2 0.0 0.0 50.5 0.0

Receiver 4 Whittier Narrows Golf Course   Fl G    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 59.6 dB(A)   Leq,d 61.7 dB(A)   Leq,n  dB(A)

Area Ldn 71.0 116.6 36706.6 0.0 0.0 3 151.15 -54.6 -4.3 0.0 -0.3 0.0 0.1 60.6 0.0 -10.3 0.0 50.3
Area Leq,d 71.0 116.6 36706.6 0.0 0.0 3 151.15 -54.6 -4.3 0.0 -0.3 0.0 0.1 60.6 0.0 -8.3 0.0 52.4
Area Leq,n 71.0 116.6 36706.6 0.0 0.0 3 151.15 -54.6 -4.3 0.0 -0.3 0.0 0.1 60.6 0.0
Area Ldn 54.4 100.0 36706.6 0.0 0.0 0 151.15 -54.6 -1.7 0.0 -1.1 0.0 0.1 42.8 0.0 -10.3 0.0 32.5
Area Leq,d 54.4 100.0 36706.6 0.0 0.0 0 151.15 -54.6 -1.7 0.0 -1.1 0.0 0.1 42.8 0.0 -8.3 0.0 34.5
Area Leq,n 54.4 100.0 36706.6 0.0 0.0 0 151.15 -54.6 -1.7 0.0 -1.1 0.0 0.1 42.8 0.0
Area Ldn 56.0 101.6 36706.6 0.0 0.0 3 151.16 -54.6 -4.5 0.0 -0.3 0.0 0.1 45.4 0.0 -5.4 0.0 40.0
Area Leq,d 56.0 101.6 36706.6 0.0 0.0 3 151.16 -54.6 -4.5 0.0 -0.3 0.0 0.1 45.4 0.0 -3.3 0.0 42.0
Area Leq,n 56.0 101.6 36706.6 0.0 0.0 3 151.16 -54.6 -4.5 0.0 -0.3 0.0 0.1 45.4 0.0
Area Ldn 66.0 111.6 36706.6 0.0 0.0 3 151.15 -54.6 -4.3 0.0 -0.3 0.0 0.1 55.6 0.0 -6.3 0.0 49.3
Area Leq,d 66.0 111.6 36706.6 0.0 0.0 3 151.15 -54.6 -4.3 0.0 -0.3 0.0 0.1 55.6 0.0 -4.3 0.0 51.4
Area Leq,n 66.0 111.6 36706.6 0.0 0.0 3 151.15 -54.6 -4.3 0.0 -0.3 0.0 0.1 55.6 0.0
Area Ldn 66.0 111.6 36705.7 0.0 0.0 3 151.14 -54.6 -4.3 0.0 -0.3 0.0 0.1 55.6 0.0 -6.3 0.0 49.3
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Rosemead Condos
Mean propagation Leq - Rosemead Unmitigated

Source type Time
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Area Leq,d 66.0 111.6 36705.7 0.0 0.0 3 151.14 -54.6 -4.3 0.0 -0.3 0.0 0.1 55.6 0.0 -4.3 0.0 51.4
Area Leq,n 66.0 111.6 36705.7 0.0 0.0 3 151.14 -54.6 -4.3 0.0 -0.3 0.0 0.1 55.6 0.0
Area Ldn 71.0 116.6 36706.6 0.0 0.0 3 151.15 -54.6 -4.3 0.0 -0.3 0.0 0.1 60.6 0.0 -5.4 0.0 55.3
Area Leq,d 71.0 116.6 36706.6 0.0 0.0 3 151.15 -54.6 -4.3 0.0 -0.3 0.0 0.1 60.6 0.0 -3.3 0.0 57.3
Area Leq,n 71.0 116.6 36706.6 0.0 0.0 3 151.15 -54.6 -4.3 0.0 -0.3 0.0 0.1 60.6 0.0
Area Ldn 71.0 116.6 36706.6 0.0 0.0 3 151.14 -54.6 -4.3 0.0 -0.3 0.0 0.1 60.6 0.0 -9.3 0.0 51.3
Area Leq,d 71.0 116.6 36706.6 0.0 0.0 3 151.14 -54.6 -4.3 0.0 -0.3 0.0 0.1 60.6 0.0 -7.3 0.0 53.3
Area Leq,n 71.0 116.6 36706.6 0.0 0.0 3 151.14 -54.6 -4.3 0.0 -0.3 0.0 0.1 60.6 0.0
Area Ldn 71.0 116.6 36706.6 0.0 0.0 3 151.14 -54.6 -4.3 0.0 -0.3 0.0 0.1 60.6 0.0 -9.3 0.0 51.3
Area Leq,d 71.0 116.6 36706.6 0.0 0.0 3 151.14 -54.6 -4.3 0.0 -0.3 0.0 0.1 60.6 0.0 -7.3 0.0 53.3
Area Leq,n 71.0 116.6 36706.6 0.0 0.0 3 151.14 -54.6 -4.3 0.0 -0.3 0.0 0.1 60.6 0.0
Area Ldn 59.0 104.6 36706.6 0.0 0.0 3 151.14 -54.6 -4.3 0.0 -0.3 0.0 0.1 48.6 0.0 -6.3 0.0 42.3
Area Leq,d 59.0 104.6 36706.6 0.0 0.0 3 151.14 -54.6 -4.3 0.0 -0.3 0.0 0.1 48.6 0.0 -4.3 0.0 44.4
Area Leq,n 59.0 104.6 36706.6 0.0 0.0 3 151.14 -54.6 -4.3 0.0 -0.3 0.0 0.1 48.6 0.0

Receiver 5 Residential   Fl G    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 53.5 dB(A)   Leq,d 55.6 dB(A)   Leq,n  dB(A)

Area Ldn 71.0 116.6 36706.6 0.0 0.0 3 273.23 -59.7 -4.6 -0.3 -0.5 0.0 0.1 54.5 0.0 -10.3 0.0 44.2
Area Leq,d 71.0 116.6 36706.6 0.0 0.0 3 273.23 -59.7 -4.6 -0.3 -0.5 0.0 0.1 54.5 0.0 -8.3 0.0 46.3
Area Leq,n 71.0 116.6 36706.6 0.0 0.0 3 273.23 -59.7 -4.6 -0.3 -0.5 0.0 0.1 54.5 0.0
Area Ldn 54.4 100.0 36706.6 0.0 0.0 0 273.22 -59.7 -1.7 -3.2 -1.7 0.0 0.7 34.3 0.0 -10.3 0.0 24.0
Area Leq,d 54.4 100.0 36706.6 0.0 0.0 0 273.22 -59.7 -1.7 -3.2 -1.7 0.0 0.7 34.3 0.0 -8.3 0.0 26.1
Area Leq,n 54.4 100.0 36706.6 0.0 0.0 0 273.22 -59.7 -1.7 -3.2 -1.7 0.0 0.7 34.3 0.0
Area Ldn 56.0 101.6 36706.6 0.0 0.0 3 273.20 -59.7 -4.7 -0.5 -0.5 0.0 0.1 39.3 0.0 -5.4 0.0 33.9
Area Leq,d 56.0 101.6 36706.6 0.0 0.0 3 273.20 -59.7 -4.7 -0.5 -0.5 0.0 0.1 39.3 0.0 -3.3 0.0 35.9
Area Leq,n 56.0 101.6 36706.6 0.0 0.0 3 273.20 -59.7 -4.7 -0.5 -0.5 0.0 0.1 39.3 0.0
Area Ldn 66.0 111.6 36706.6 0.0 0.0 3 273.23 -59.7 -4.6 -0.3 -0.5 0.0 0.1 49.5 0.0 -6.3 0.0 43.2
Area Leq,d 66.0 111.6 36706.6 0.0 0.0 3 273.23 -59.7 -4.6 -0.3 -0.5 0.0 0.1 49.5 0.0 -4.3 0.0 45.3
Area Leq,n 66.0 111.6 36706.6 0.0 0.0 3 273.23 -59.7 -4.6 -0.3 -0.5 0.0 0.1 49.5 0.0
Area Ldn 66.0 111.6 36705.7 0.0 0.0 3 273.22 -59.7 -4.6 -0.3 -0.5 0.0 0.1 49.5 0.0 -6.3 0.0 43.2
Area Leq,d 66.0 111.6 36705.7 0.0 0.0 3 273.22 -59.7 -4.6 -0.3 -0.5 0.0 0.1 49.5 0.0 -4.3 0.0 45.3
Area Leq,n 66.0 111.6 36705.7 0.0 0.0 3 273.22 -59.7 -4.6 -0.3 -0.5 0.0 0.1 49.5 0.0
Area Ldn 71.0 116.6 36706.6 0.0 0.0 3 273.23 -59.7 -4.6 -0.3 -0.5 0.0 0.1 54.5 0.0 -5.4 0.0 49.2
Area Leq,d 71.0 116.6 36706.6 0.0 0.0 3 273.23 -59.7 -4.6 -0.3 -0.5 0.0 0.1 54.5 0.0 -3.3 0.0 51.2
Area Leq,n 71.0 116.6 36706.6 0.0 0.0 3 273.23 -59.7 -4.6 -0.3 -0.5 0.0 0.1 54.5 0.0
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Rosemead Condos
Mean propagation Leq - Rosemead Unmitigated

Source type Time
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Area Ldn 71.0 116.6 36706.6 0.0 0.0 3 273.23 -59.7 -4.6 -0.3 -0.5 0.0 0.1 54.5 0.0 -9.3 0.0 45.2
Area Leq,d 71.0 116.6 36706.6 0.0 0.0 3 273.23 -59.7 -4.6 -0.3 -0.5 0.0 0.1 54.5 0.0 -7.3 0.0 47.3
Area Leq,n 71.0 116.6 36706.6 0.0 0.0 3 273.23 -59.7 -4.6 -0.3 -0.5 0.0 0.1 54.5 0.0
Area Ldn 71.0 116.6 36706.6 0.0 0.0 3 273.23 -59.7 -4.6 -0.3 -0.5 0.0 0.1 54.5 0.0 -9.3 0.0 45.2
Area Leq,d 71.0 116.6 36706.6 0.0 0.0 3 273.23 -59.7 -4.6 -0.3 -0.5 0.0 0.1 54.5 0.0 -7.3 0.0 47.3
Area Leq,n 71.0 116.6 36706.6 0.0 0.0 3 273.23 -59.7 -4.6 -0.3 -0.5 0.0 0.1 54.5 0.0
Area Ldn 59.0 104.6 36706.6 0.0 0.0 3 273.23 -59.7 -4.6 -0.3 -0.5 0.0 0.1 42.5 0.0 -6.3 0.0 36.2
Area Leq,d 59.0 104.6 36706.6 0.0 0.0 3 273.23 -59.7 -4.6 -0.3 -0.5 0.0 0.1 42.5 0.0 -4.3 0.0 38.3
Area Leq,n 59.0 104.6 36706.6 0.0 0.0 3 273.23 -59.7 -4.6 -0.3 -0.5 0.0 0.1 42.5 0.0

Receiver 5 Residential   Fl F2    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 53.6 dB(A)   Leq,d 55.7 dB(A)   Leq,n  dB(A)

Area Ldn 71.0 116.6 36706.6 0.0 0.0 3 273.24 -59.7 -4.4 -0.3 -0.5 0.0 0.0 54.6 0.0 -10.3 0.0 44.3
Area Leq,d 71.0 116.6 36706.6 0.0 0.0 3 273.24 -59.7 -4.4 -0.3 -0.5 0.0 0.0 54.6 0.0 -8.3 0.0 46.4
Area Leq,n 71.0 116.6 36706.6 0.0 0.0 3 273.24 -59.7 -4.4 -0.3 -0.5 0.0 0.0 54.6 0.0
Area Ldn 54.4 100.0 36706.6 0.0 0.0 0 273.24 -59.7 -1.3 -2.8 -1.7 0.0 0.6 35.1 0.0 -10.3 0.0 24.8
Area Leq,d 54.4 100.0 36706.6 0.0 0.0 0 273.24 -59.7 -1.3 -2.8 -1.7 0.0 0.6 35.1 0.0 -8.3 0.0 26.9
Area Leq,n 54.4 100.0 36706.6 0.0 0.0 0 273.24 -59.7 -1.3 -2.8 -1.7 0.0 0.6 35.1 0.0
Area Ldn 56.0 101.6 36706.6 0.0 0.0 3 273.23 -59.7 -4.5 -0.5 -0.5 0.0 0.0 39.3 0.0 -5.4 0.0 34.0
Area Leq,d 56.0 101.6 36706.6 0.0 0.0 3 273.23 -59.7 -4.5 -0.5 -0.5 0.0 0.0 39.3 0.0 -3.3 0.0 36.0
Area Leq,n 56.0 101.6 36706.6 0.0 0.0 3 273.23 -59.7 -4.5 -0.5 -0.5 0.0 0.0 39.3 0.0
Area Ldn 66.0 111.6 36706.6 0.0 0.0 3 273.24 -59.7 -4.4 -0.3 -0.5 0.0 0.0 49.6 0.0 -6.3 0.0 43.3
Area Leq,d 66.0 111.6 36706.6 0.0 0.0 3 273.24 -59.7 -4.4 -0.3 -0.5 0.0 0.0 49.6 0.0 -4.3 0.0 45.4
Area Leq,n 66.0 111.6 36706.6 0.0 0.0 3 273.24 -59.7 -4.4 -0.3 -0.5 0.0 0.0 49.6 0.0
Area Ldn 66.0 111.6 36705.7 0.0 0.0 3 273.24 -59.7 -4.4 -0.3 -0.5 0.0 0.0 49.6 0.0 -6.3 0.0 43.3
Area Leq,d 66.0 111.6 36705.7 0.0 0.0 3 273.24 -59.7 -4.4 -0.3 -0.5 0.0 0.0 49.6 0.0 -4.3 0.0 45.4
Area Leq,n 66.0 111.6 36705.7 0.0 0.0 3 273.24 -59.7 -4.4 -0.3 -0.5 0.0 0.0 49.6 0.0
Area Ldn 71.0 116.6 36706.6 0.0 0.0 3 273.24 -59.7 -4.4 -0.3 -0.5 0.0 0.0 54.6 0.0 -5.4 0.0 49.3
Area Leq,d 71.0 116.6 36706.6 0.0 0.0 3 273.24 -59.7 -4.4 -0.3 -0.5 0.0 0.0 54.6 0.0 -3.3 0.0 51.3
Area Leq,n 71.0 116.6 36706.6 0.0 0.0 3 273.24 -59.7 -4.4 -0.3 -0.5 0.0 0.0 54.6 0.0
Area Ldn 71.0 116.6 36706.6 0.0 0.0 3 273.24 -59.7 -4.4 -0.3 -0.5 0.0 0.0 54.6 0.0 -9.3 0.0 45.3
Area Leq,d 71.0 116.6 36706.6 0.0 0.0 3 273.24 -59.7 -4.4 -0.3 -0.5 0.0 0.0 54.6 0.0 -7.3 0.0 47.4
Area Leq,n 71.0 116.6 36706.6 0.0 0.0 3 273.24 -59.7 -4.4 -0.3 -0.5 0.0 0.0 54.6 0.0
Area Ldn 71.0 116.6 36706.6 0.0 0.0 3 273.24 -59.7 -4.4 -0.3 -0.5 0.0 0.0 54.6 0.0 -9.3 0.0 45.3
Area Leq,d 71.0 116.6 36706.6 0.0 0.0 3 273.24 -59.7 -4.4 -0.3 -0.5 0.0 0.0 54.6 0.0 -7.3 0.0 47.4
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Rosemead Condos
Mean propagation Leq - Rosemead Unmitigated

Source type Time
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Area Leq,n 71.0 116.6 36706.6 0.0 0.0 3 273.24 -59.7 -4.4 -0.3 -0.5 0.0 0.0 54.6 0.0
Area Ldn 59.0 104.6 36706.6 0.0 0.0 3 273.24 -59.7 -4.4 -0.3 -0.5 0.0 0.0 42.6 0.0 -6.3 0.0 36.3
Area Leq,d 59.0 104.6 36706.6 0.0 0.0 3 273.24 -59.7 -4.4 -0.3 -0.5 0.0 0.0 42.6 0.0 -4.3 0.0 38.4
Area Leq,n 59.0 104.6 36706.6 0.0 0.0 3 273.24 -59.7 -4.4 -0.3 -0.5 0.0 0.0 42.6 0.0
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Rosemead Condos
Octave spectra of the sources in dB(A)

Unmitigated

Name Source type l or A

m,m²

Li

dB(A)

Rw

dB

L'w

dB(A)

Lw

dB(A)

KI

dB

KT

dB

LwMax

dB(A)

DO-Wall

dB

Day histogram Emission spectrum 63Hz

dB(A)

125Hz

dB(A)

250Hz

dB(A)

500Hz

dB(A)

1kHz

dB(A)

2kHz

dB(A)

4kHz

dB(A)

8kHz

dB(A)

Crane Area 36706.65 71.0 116.6 0.0 0.0 0 16% Crane 116.6

Forklift Area 36706.65 54.4 100.0 0.0 0.0 0 16% Diesel forklift, average work 81.5 85.6 89.6 92.6 95.6 93.6 88.6 83.6

Generator Area 36706.65 56.0 101.6 0.0 0.0 0 50%
Generator (<25KVA, VMS
Signs)

101.6

Loader Area 36706.65 66.0 111.6 0.0 0.0 0 40% Front End Loader 111.6

Loader Area 36705.71 66.0 111.6 0.0 0.0 0 40% Front End Loader 111.6

Paver Area 36706.65 71.0 116.6 0.0 0.0 0 50% Paver 116.6

Paving Equipment Area 36706.65 71.0 116.6 0.0 0.0 0 20% Pavement Scarifier 116.6

Roller Area 36706.65 71.0 116.6 0.0 0.0 0 20% Roller 116.6

Welder Area 36706.65 59.0 104.6 0.0 0.0 0 40% Welder/Torch 104.6
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Rosemead Condos
Run info
Mitigated

Project info

Project title: Rosemead Condos
Project No.: 194053016
Project engineer:
Customer:

Description:

Run description

Calculation type: Single Point Sound
Title: Rosemead Mitigated Mufflers and Barrier
Calculation group
Run file: RunFile.runx
Result number: 3
Local calculation (ThreadCount=22)
Calculation start: 10/23/2025 12:50:52 PM
Calculation end: 10/23/2025 12:51:00 PM
Calculation time: 00:05:394 [m:s:ms]
No. of points: 15
No. of calculated points: 15
Kernel version: SoundPLANnoise 9.0 (1/16/2024) - 64 bit

Run parameters

Reflection order: 3
Maximum reflection distance to receiver 200 m
Maximum reflection distance to source 50 m
Search radius 5000 m
Weighting: dB(A)
Allowed tolerance (per individual source): 0.100 dB
Create ground effect areas from road surfaces: Yes
Treat roads as terrain following: No

Standards:
Industry: ISO 9613-2: 1996
Air absorption: ISO 9613-1
regular ground effect (chapter 7.3.1), for sources without a spectrum automatically alternative ground effect
Limitation of screening loss:
        single/multiple 20.0 dB /25.0 dB
Side diffraction: ISO/TR 17534-3:2015 compliant: no side diffraction if terrain blocks line of sight
Use Eqn (Abar=Dz-Max(Agr,0)) instead of Eqn (12) (Abar=Dz-Agr) for insertion loss
Environment:
        Air pressure 1013.3 mbar
        rel. humidity 70.0 %
        Temperature 10.0 °C
        Meteo. corr. C0(7-22h)[dB]=0.0;  C0(22-7h)[dB]=0.0;
        Ignore Cmet for Lmax industry calculation: No

SoundPLAN 9.0
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Rosemead Condos
Run info
Mitigated

Parameter for screening:        C2=20.0
Dissection parameters:
        Distance to diameter factor 8
        Minimal distance 1 m
        Max. difference ground effect + diffraction 1.0 dB
        Max. number of iterations 4
Attenuation
        Foliage: ISO 9613-2
        Built-up area: ISO 9613-2
        Industrial site: ISO 9613-2

Assessment: Day Night Level LDN
Reflection of "own" facade is suppressed

Geometry data

Rosemead Construction Mit Mufflers Barrier Final.sit 10/23/2025 11:09:38 AM
- contains:

Existing 6ft Wall (SW).geo 10/23/2025 11:08:34 AM
Geo-File1.geo 10/23/2025 11:13:38 AM
On-Site Construction Mufflers (2).geo 10/23/2025 10:00:28 AM
OSM_Building.geo 10/23/2025 11:23:18 AM
Receptors.geo 10/23/2025 11:01:34 AM
Temp Barrier.geo 10/23/2025 10:14:54 AM
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Rosemead Condos
Assessed receiver levels

Mitigated

Receiver Usage Fl Dir Leq,d

dB(A)

1 University of West SCH G 56.5
F2 57.5

1 University of West SCH G 55.7
F2 56.8

2 Residential GR G 38.9
3 Residential GR G 51.6

F2 53.6
3 Residential GR G 50.2

F2 52.1
3 Residential GR G 51.8
3 Residential GR G 53.3
3 Residential GR G 53.7
3 Residential GR G 51.7
3 Residential GR G 49.8
3 Residential GR G 52.4
4 Whittier Narrows Golf
Course SF G 52.5

4 Whittier Narrows Golf
Course SF G 54.5

4 Whittier Narrows Golf
Course SF G 52.7

5 Residential GR G 46.6
F2 46.7
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Rosemead Condos
Assessed receiver spectra in dB(A)

Mitigated

Time

slice

63Hz

dB(A)

125Hz

dB(A)

250Hz

dB(A)

500Hz

dB(A)

1kHz

dB(A)

2kHz

dB(A)

4kHz

dB(A)

8kHz

dB(A)

Receiver 1 University of West   Fl G    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 54.4 dB(A)   Leq,d 56.5 dB(A)   Leq,n  dB(A)
Ldn 9.9 10.2 8.0 54.4 20.3 18.1 10.9 -1.9
Leq,d 11.9 12.3 10.0 56.5 22.4 20.1 12.9 0.2
Leq,n

Receiver 1 University of West   Fl F2    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 55.5 dB(A)   Leq,d 57.5 dB(A)   Leq,n  dB(A)
Ldn 9.6 10.7 12.1 55.5 23.8 22.5 15.6 4.1
Leq,d 11.6 12.8 14.1 57.5 25.8 24.5 17.6 6.1
Leq,n

Receiver 1 University of West   Fl G    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 53.6 dB(A)   Leq,d 55.7 dB(A)   Leq,n  dB(A)
Ldn 8.8 9.4 7.5 53.6 19.2 16.9 9.8 -3.1
Leq,d 10.9 11.4 9.6 55.7 21.2 18.9 11.9 -1.1
Leq,n

Receiver 1 University of West   Fl F2    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 54.8 dB(A)   Leq,d 56.8 dB(A)   Leq,n  dB(A)
Ldn 8.7 9.9 11.6 54.8 22.8 21.4 14.9 3.5
Leq,d 10.7 11.9 13.6 56.8 24.8 23.5 17.0 5.5
Leq,n

Receiver 2 Residential   Fl G    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 36.9 dB(A)   Leq,d 38.9 dB(A)   Leq,n  dB(A)
Ldn -0.6 -3.1 -5.8 36.9 2.9 -0.4 -11.9 -44.8
Leq,d 1.4 -1.1 -3.7 38.9 5.0 1.6 -9.9 -42.8
Leq,n

Receiver 3 Residential   Fl G    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 49.6 dB(A)   Leq,d 51.6 dB(A)   Leq,n  dB(A)
Ldn 6.5 6.1 5.5 49.6 14.2 10.7 0.8 -16.0
Leq,d 8.6 8.2 7.6 51.6 16.3 12.7 2.9 -14.0
Leq,n

Receiver 3 Residential   Fl F2    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 51.5 dB(A)   Leq,d 53.6 dB(A)   Leq,n  dB(A)
Ldn 6.5 7.0 9.8 51.5 16.9 14.1 5.5 -9.9
Leq,d 8.6 9.1 11.8 53.6 18.9 16.1 7.5 -7.9
Leq,n

Receiver 3 Residential   Fl G    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 48.2 dB(A)   Leq,d 50.2 dB(A)   Leq,n  dB(A)
Ldn 5.3 5.3 4.1 48.2 12.7 8.7 -1.0 -17.1
Leq,d 7.4 7.3 6.1 50.2 14.8 10.7 1.0 -15.0
Leq,n

Receiver 3 Residential   Fl F2    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 50.1 dB(A)   Leq,d 52.1 dB(A)   Leq,n  dB(A)
Ldn 6.2 6.5 8.3 50.1 15.3 12.3 4.0 -10.7
Leq,d 8.2 8.5 10.3 52.1 17.4 14.4 6.0 -8.6
Leq,n

Receiver 3 Residential   Fl G    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 49.8 dB(A)   Leq,d 51.8 dB(A)   Leq,n  dB(A)
Ldn 7.3 7.3 7.7 49.8 14.5 10.7 1.3 -13.3
Leq,d 9.4 9.3 9.7 51.8 16.5 12.7 3.3 -11.2
Leq,n
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Rosemead Condos
Assessed receiver spectra in dB(A)

Mitigated

Time

slice

63Hz

dB(A)

125Hz

dB(A)

250Hz

dB(A)

500Hz

dB(A)

1kHz

dB(A)

2kHz

dB(A)

4kHz

dB(A)

8kHz

dB(A)

Receiver 3 Residential   Fl G    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 51.2 dB(A)   Leq,d 53.3 dB(A)   Leq,n  dB(A)
Ldn 8.2 8.1 8.3 51.2 16.1 12.0 2.4 -12.4
Leq,d 10.2 10.1 10.4 53.3 18.2 14.0 4.5 -10.4
Leq,n

Receiver 3 Residential   Fl G    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 51.6 dB(A)   Leq,d 53.7 dB(A)   Leq,n  dB(A)
Ldn 7.8 9.2 11.5 51.6 16.4 13.0 4.4 -5.3
Leq,d 9.9 11.2 13.5 53.7 18.4 15.0 6.5 -3.2
Leq,n

Receiver 3 Residential   Fl G    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 49.6 dB(A)   Leq,d 51.7 dB(A)   Leq,n  dB(A)
Ldn 9.5 9.1 10.6 49.6 13.3 8.3 0.4 -8.1
Leq,d 11.5 11.1 12.6 51.7 15.4 10.3 2.4 -6.1
Leq,n

Receiver 3 Residential   Fl G    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 47.7 dB(A)   Leq,d 49.8 dB(A)   Leq,n  dB(A)
Ldn 8.4 7.3 9.0 47.7 12.7 9.9 2.1 -7.1
Leq,d 10.5 9.4 11.0 49.8 14.7 12.0 4.1 -5.0
Leq,n

Receiver 3 Residential   Fl G    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 50.3 dB(A)   Leq,d 52.4 dB(A)   Leq,n  dB(A)
Ldn 6.8 6.9 4.7 50.3 15.1 11.6 3.5 -10.1
Leq,d 8.9 9.0 6.7 52.4 17.2 13.6 5.5 -8.0
Leq,n

Receiver 4 Whittier Narrows Golf Course   Fl G    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 50.4 dB(A)   Leq,d 52.5 dB(A)   Leq,n  dB(A)
Ldn 10.5 8.8 2.1 50.4 19.0 17.5 9.5 -3.9
Leq,d 12.6 10.8 4.2 52.5 21.1 19.5 11.6 -1.9
Leq,n

Receiver 4 Whittier Narrows Golf Course   Fl G    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 52.5 dB(A)   Leq,d 54.5 dB(A)   Leq,n  dB(A)
Ldn 12.1 10.9 4.6 52.4 21.0 19.6 12.2 -0.4
Leq,d 14.1 12.9 6.6 54.5 23.1 21.6 14.2 1.7
Leq,n

Receiver 4 Whittier Narrows Golf Course   Fl G    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 50.6 dB(A)   Leq,d 52.7 dB(A)   Leq,n  dB(A)
Ldn 10.6 8.8 2.2 50.6 19.2 17.7 9.6 -3.8
Leq,d 12.6 10.9 4.3 52.7 21.3 19.7 11.7 -1.8
Leq,n

Receiver 5 Residential   Fl G    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 44.5 dB(A)   Leq,d 46.6 dB(A)   Leq,n  dB(A)
Ldn 2.8 0.9 -4.7 44.5 11.2 8.1 -2.7 -27.0
Leq,d 4.8 2.9 -2.6 46.6 13.3 10.1 -0.7 -24.9
Leq,n

Receiver 5 Residential   Fl F2    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 44.6 dB(A)   Leq,d 46.7 dB(A)   Leq,n  dB(A)
Ldn 1.9 0.6 0.7 44.6 11.6 8.4 -2.3 -26.6
Leq,d 4.0 2.6 2.7 46.7 13.6 10.4 -0.2 -24.6
Leq,n
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Rosemead Condos
Contribution level

Source group Source typeTr. lane Ldn

dB(A)

Leq,d

dB(A)

Leq,n

dB(A)

A

dB

Receiver 1 University of West   Fl G    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 54.4 dB(A)   Leq,d 56.5 dB(A)   Leq,n  dB(A)
On-Site Construction
Mufflers Area 46.1 48.2 0.0

On-Site Construction
Mufflers Area 43.4 45.5 0.0

On-Site Construction
Mufflers Area 44.1 46.2 0.0

On-Site Construction
Mufflers Area 23.8 25.8 0.0

On-Site Construction
Mufflers Area 43.1 45.2 0.0

On-Site Construction
Mufflers Area 43.1 45.2 0.0

On-Site Construction
Mufflers Area 49.1 51.1 0.0

On-Site Construction
Mufflers Area 45.1 47.2 0.0

On-Site Construction
Mufflers Area 45.1 47.2 0.0

Receiver 1 University of West   Fl F2    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 55.5 dB(A)   Leq,d 57.5 dB(A)   Leq,n  dB(A)
On-Site Construction
Mufflers Area 47.2 49.2 0.0

On-Site Construction
Mufflers Area 44.5 46.5 0.0

On-Site Construction
Mufflers Area 45.2 47.2 0.0

On-Site Construction
Mufflers Area 27.4 29.5 0.0

On-Site Construction
Mufflers Area 44.2 46.2 0.0

On-Site Construction
Mufflers Area 44.2 46.2 0.0

On-Site Construction
Mufflers Area 50.1 52.2 0.0

On-Site Construction
Mufflers Area 46.2 48.2 0.0

On-Site Construction
Mufflers Area 46.2 48.2 0.0

Receiver 1 University of West   Fl G    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 53.6 dB(A)   Leq,d 55.7 dB(A)   Leq,n  dB(A)
On-Site Construction
Mufflers Area 45.4 47.4 0.0

On-Site Construction
Mufflers Area 42.6 44.6 0.0

On-Site Construction
Mufflers Area 43.4 45.4 0.0
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Rosemead Condos
Contribution level

Source group Source typeTr. lane Ldn

dB(A)

Leq,d

dB(A)

Leq,n

dB(A)

A

dB

On-Site Construction
Mufflers Area 22.7 24.7 0.0

On-Site Construction
Mufflers Area 42.4 44.4 0.0

On-Site Construction
Mufflers Area 42.4 44.4 0.0

On-Site Construction
Mufflers Area 48.3 50.4 0.0

On-Site Construction
Mufflers Area 44.3 46.4 0.0

On-Site Construction
Mufflers Area 44.3 46.4 0.0

Receiver 1 University of West   Fl F2    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 54.8 dB(A)   Leq,d 56.8 dB(A)   Leq,n  dB(A)
On-Site Construction
Mufflers Area 46.5 48.5 0.0

On-Site Construction
Mufflers Area 43.8 45.8 0.0

On-Site Construction
Mufflers Area 44.5 46.5 0.0

On-Site Construction
Mufflers Area 26.5 28.5 0.0

On-Site Construction
Mufflers Area 43.5 45.5 0.0

On-Site Construction
Mufflers Area 43.5 45.5 0.0

On-Site Construction
Mufflers Area 49.4 51.5 0.0

On-Site Construction
Mufflers Area 45.5 47.5 0.0

On-Site Construction
Mufflers Area 45.5 47.5 0.0

Receiver 2 Residential   Fl G    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 36.9 dB(A)   Leq,d 38.9 dB(A)   Leq,n  dB(A)
On-Site Construction
Mufflers Area 28.6 30.7 0.0

On-Site Construction
Mufflers Area 25.6 27.7 0.0

On-Site Construction
Mufflers Area 26.7 28.7 0.0

On-Site Construction
Mufflers Area 7.4 9.4 0.0

On-Site Construction
Mufflers Area 25.6 27.7 0.0

On-Site Construction
Mufflers Area 25.6 27.7 0.0

On-Site Construction
Mufflers Area 31.6 33.6 0.0
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Rosemead Condos
Contribution level

Source group Source typeTr. lane Ldn

dB(A)

Leq,d

dB(A)

Leq,n

dB(A)

A

dB

On-Site Construction
Mufflers Area 27.6 29.7 0.0

On-Site Construction
Mufflers Area 27.6 29.7 0.0

Receiver 3 Residential   Fl G    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 49.6 dB(A)   Leq,d 51.6 dB(A)   Leq,n  dB(A)
On-Site Construction
Mufflers Area 41.3 43.4 0.0

On-Site Construction
Mufflers Area 38.2 40.3 0.0

On-Site Construction
Mufflers Area 39.3 41.4 0.0

On-Site Construction
Mufflers Area 17.9 20.0 0.0

On-Site Construction
Mufflers Area 38.3 40.4 0.0

On-Site Construction
Mufflers Area 38.3 40.4 0.0

On-Site Construction
Mufflers Area 44.3 46.3 0.0

On-Site Construction
Mufflers Area 40.3 42.3 0.0

On-Site Construction
Mufflers Area 40.3 42.3 0.0

Receiver 3 Residential   Fl F2    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 51.5 dB(A)   Leq,d 53.6 dB(A)   Leq,n  dB(A)
On-Site Construction
Mufflers Area 43.2 45.3 0.0

On-Site Construction
Mufflers Area 40.4 42.4 0.0

On-Site Construction
Mufflers Area 41.3 43.3 0.0

On-Site Construction
Mufflers Area 20.9 22.9 0.0

On-Site Construction
Mufflers Area 40.2 42.3 0.0

On-Site Construction
Mufflers Area 40.2 42.3 0.0

On-Site Construction
Mufflers Area 46.2 48.3 0.0

On-Site Construction
Mufflers Area 42.2 44.3 0.0

On-Site Construction
Mufflers Area 42.2 44.3 0.0

Receiver 3 Residential   Fl G    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 48.2 dB(A)   Leq,d 50.2 dB(A)   Leq,n  dB(A)
On-Site Construction
Mufflers Area 40.0 42.0 0.0

SoundPLAN 9.0

Kimley-Horn  445 24th St, Suite 200 Vero Beach, FL 32960 USA 3



Rosemead Condos
Contribution level

Source group Source typeTr. lane Ldn

dB(A)

Leq,d

dB(A)

Leq,n

dB(A)

A

dB

On-Site Construction
Mufflers Area 36.7 38.8 0.0

On-Site Construction
Mufflers Area 38.0 40.0 0.0

On-Site Construction
Mufflers Area 16.5 18.5 0.0

On-Site Construction
Mufflers Area 37.0 39.0 0.0

On-Site Construction
Mufflers Area 37.0 39.0 0.0

On-Site Construction
Mufflers Area 42.9 45.0 0.0

On-Site Construction
Mufflers Area 38.9 41.0 0.0

On-Site Construction
Mufflers Area 38.9 41.0 0.0

Receiver 3 Residential   Fl F2    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 50.1 dB(A)   Leq,d 52.1 dB(A)   Leq,n  dB(A)
On-Site Construction
Mufflers Area 41.8 43.8 0.0

On-Site Construction
Mufflers Area 38.9 41.0 0.0

On-Site Construction
Mufflers Area 39.8 41.8 0.0

On-Site Construction
Mufflers Area 19.4 21.5 0.0

On-Site Construction
Mufflers Area 38.8 40.8 0.0

On-Site Construction
Mufflers Area 38.8 40.8 0.0

On-Site Construction
Mufflers Area 44.7 46.8 0.0

On-Site Construction
Mufflers Area 40.8 42.8 0.0

On-Site Construction
Mufflers Area 40.8 42.8 0.0

Receiver 3 Residential   Fl G    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 49.8 dB(A)   Leq,d 51.8 dB(A)   Leq,n  dB(A)
On-Site Construction
Mufflers Area 41.5 43.6 0.0

On-Site Construction
Mufflers Area 38.3 40.4 0.0

On-Site Construction
Mufflers Area 39.6 41.6 0.0

On-Site Construction
Mufflers Area 18.6 20.6 0.0

On-Site Construction
Mufflers Area 38.5 40.6 0.0
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Rosemead Condos
Contribution level

Source group Source typeTr. lane Ldn

dB(A)

Leq,d

dB(A)

Leq,n

dB(A)

A

dB

On-Site Construction
Mufflers Area 38.5 40.6 0.0

On-Site Construction
Mufflers Area 44.5 46.6 0.0

On-Site Construction
Mufflers Area 40.5 42.6 0.0

On-Site Construction
Mufflers Area 40.5 42.6 0.0

Receiver 3 Residential   Fl G    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 51.2 dB(A)   Leq,d 53.3 dB(A)   Leq,n  dB(A)
On-Site Construction
Mufflers Area 43.0 45.0 0.0

On-Site Construction
Mufflers Area 39.9 41.9 0.0

On-Site Construction
Mufflers Area 41.0 43.1 0.0

On-Site Construction
Mufflers Area 19.9 21.9 0.0

On-Site Construction
Mufflers Area 40.0 42.0 0.0

On-Site Construction
Mufflers Area 40.0 42.0 0.0

On-Site Construction
Mufflers Area 46.0 48.0 0.0

On-Site Construction
Mufflers Area 42.0 44.0 0.0

On-Site Construction
Mufflers Area 42.0 44.0 0.0

Receiver 3 Residential   Fl G    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 51.6 dB(A)   Leq,d 53.7 dB(A)   Leq,n  dB(A)
On-Site Construction
Mufflers Area 43.3 45.4 0.0

On-Site Construction
Mufflers Area 40.5 42.5 0.0

On-Site Construction
Mufflers Area 41.4 43.4 0.0

On-Site Construction
Mufflers Area 20.8 22.8 0.0

On-Site Construction
Mufflers Area 40.3 42.4 0.0

On-Site Construction
Mufflers Area 40.3 42.4 0.0

On-Site Construction
Mufflers Area 46.3 48.4 0.0

On-Site Construction
Mufflers Area 42.3 44.4 0.0

On-Site Construction
Mufflers Area 42.3 44.4 0.0

SoundPLAN 9.0
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Rosemead Condos
Contribution level

Source group Source typeTr. lane Ldn

dB(A)

Leq,d

dB(A)

Leq,n

dB(A)

A

dB

Receiver 3 Residential   Fl G    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 49.6 dB(A)   Leq,d 51.7 dB(A)   Leq,n  dB(A)
On-Site Construction
Mufflers Area 41.3 43.4 0.0

On-Site Construction
Mufflers Area 38.5 40.6 0.0

On-Site Construction
Mufflers Area 39.4 41.4 0.0

On-Site Construction
Mufflers Area 18.8 20.8 0.0

On-Site Construction
Mufflers Area 38.3 40.4 0.0

On-Site Construction
Mufflers Area 38.3 40.4 0.0

On-Site Construction
Mufflers Area 44.3 46.4 0.0

On-Site Construction
Mufflers Area 40.3 42.4 0.0

On-Site Construction
Mufflers Area 40.3 42.4 0.0

Receiver 3 Residential   Fl G    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 47.7 dB(A)   Leq,d 49.8 dB(A)   Leq,n  dB(A)
On-Site Construction
Mufflers Area 39.4 41.5 0.0

On-Site Construction
Mufflers Area 36.8 38.9 0.0

On-Site Construction
Mufflers Area 37.5 39.5 0.0

On-Site Construction
Mufflers Area 17.9 19.9 0.0

On-Site Construction
Mufflers Area 36.4 38.5 0.0

On-Site Construction
Mufflers Area 36.4 38.5 0.0

On-Site Construction
Mufflers Area 42.4 44.4 0.0

On-Site Construction
Mufflers Area 38.4 40.5 0.0

On-Site Construction
Mufflers Area 38.4 40.5 0.0

Receiver 3 Residential   Fl G    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 50.3 dB(A)   Leq,d 52.4 dB(A)   Leq,n  dB(A)
On-Site Construction
Mufflers Area 42.1 44.1 0.0

On-Site Construction
Mufflers Area 39.1 41.2 0.0

On-Site Construction
Mufflers Area 40.1 42.1 0.0

SoundPLAN 9.0
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Rosemead Condos
Contribution level

Source group Source typeTr. lane Ldn

dB(A)

Leq,d

dB(A)

Leq,n

dB(A)

A

dB

On-Site Construction
Mufflers Area 18.7 20.7 0.0

On-Site Construction
Mufflers Area 39.1 41.1 0.0

On-Site Construction
Mufflers Area 39.1 41.1 0.0

On-Site Construction
Mufflers Area 45.0 47.1 0.0

On-Site Construction
Mufflers Area 41.0 43.1 0.0

On-Site Construction
Mufflers Area 41.0 43.1 0.0

Receiver 4 Whittier Narrows Golf Course   Fl G    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 50.4 dB(A)   Leq,d 52.5 dB(A)   Leq,n  dB(A)
On-Site Construction
Mufflers Area 42.1 44.2 0.0

On-Site Construction
Mufflers Area 39.8 41.8 0.0

On-Site Construction
Mufflers Area 40.1 42.2 0.0

On-Site Construction
Mufflers Area 22.4 24.4 0.0

On-Site Construction
Mufflers Area 39.1 41.2 0.0

On-Site Construction
Mufflers Area 39.1 41.2 0.0

On-Site Construction
Mufflers Area 45.1 47.1 0.0

On-Site Construction
Mufflers Area 41.1 43.1 0.0

On-Site Construction
Mufflers Area 41.1 43.1 0.0

Receiver 4 Whittier Narrows Golf Course   Fl G    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 52.5 dB(A)   Leq,d 54.5 dB(A)   Leq,n  dB(A)
On-Site Construction
Mufflers Area 44.1 46.2 0.0

On-Site Construction
Mufflers Area 41.8 43.8 0.0

On-Site Construction
Mufflers Area 42.2 44.2 0.0

On-Site Construction
Mufflers Area 24.4 26.5 0.0

On-Site Construction
Mufflers Area 41.1 43.2 0.0

On-Site Construction
Mufflers Area 41.1 43.2 0.0

On-Site Construction
Mufflers Area 47.1 49.1 0.0

SoundPLAN 9.0
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Rosemead Condos
Contribution level

Source group Source typeTr. lane Ldn

dB(A)

Leq,d

dB(A)

Leq,n

dB(A)

A

dB

On-Site Construction
Mufflers Area 43.1 45.2 0.0

On-Site Construction
Mufflers Area 43.1 45.2 0.0

Receiver 4 Whittier Narrows Golf Course   Fl G    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 50.6 dB(A)   Leq,d 52.7 dB(A)   Leq,n  dB(A)
On-Site Construction
Mufflers Area 42.3 44.3 0.0

On-Site Construction
Mufflers Area 40.0 42.0 0.0

On-Site Construction
Mufflers Area 40.3 42.4 0.0

On-Site Construction
Mufflers Area 22.6 24.6 0.0

On-Site Construction
Mufflers Area 39.3 41.3 0.0

On-Site Construction
Mufflers Area 39.3 41.3 0.0

On-Site Construction
Mufflers Area 45.3 47.3 0.0

On-Site Construction
Mufflers Area 41.3 43.3 0.0

On-Site Construction
Mufflers Area 41.3 43.3 0.0

Receiver 5 Residential   Fl G    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 44.5 dB(A)   Leq,d 46.6 dB(A)   Leq,n  dB(A)
On-Site Construction
Mufflers Area 36.2 38.3 0.0

On-Site Construction
Mufflers Area 33.9 35.9 0.0

On-Site Construction
Mufflers Area 34.2 36.3 0.0

On-Site Construction
Mufflers Area 14.1 16.1 0.0

On-Site Construction
Mufflers Area 33.2 35.3 0.0

On-Site Construction
Mufflers Area 33.2 35.3 0.0

On-Site Construction
Mufflers Area 39.2 41.2 0.0

On-Site Construction
Mufflers Area 35.2 37.2 0.0

On-Site Construction
Mufflers Area 35.2 37.2 0.0

Receiver 5 Residential   Fl F2    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 44.6 dB(A)   Leq,d 46.7 dB(A)   Leq,n  dB(A)
On-Site Construction
Mufflers Area 36.3 38.4 0.0

SoundPLAN 9.0
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Rosemead Condos
Contribution level

Source group Source typeTr. lane Ldn

dB(A)

Leq,d

dB(A)

Leq,n

dB(A)

A

dB

On-Site Construction
Mufflers Area 34.0 36.0 0.0

On-Site Construction
Mufflers Area 34.3 36.4 0.0

On-Site Construction
Mufflers Area 14.9 16.9 0.0

On-Site Construction
Mufflers Area 33.3 35.4 0.0

On-Site Construction
Mufflers Area 33.3 35.4 0.0

On-Site Construction
Mufflers Area 39.3 41.3 0.0

On-Site Construction
Mufflers Area 35.3 37.4 0.0

On-Site Construction
Mufflers Area 35.3 37.4 0.0

SoundPLAN 9.0
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Rosemead Condos
Hourly contribution level in dB(A)
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o'clock
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Receiver 1 University of West   Fl G    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 54.4 dB(A)   Leq,d 56.5 dB(A)   Leq,n  dB(A)

56.8 56.8 56.8 56.8 56.8 56.8 56.8 56.8 56.8 56.8 56.8 56.8 56.8 56.8

Receiver 1 University of West   Fl F2    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 55.5 dB(A)   Leq,d 57.5 dB(A)   Leq,n  dB(A)

57.8 57.8 57.8 57.8 57.8 57.8 57.8 57.8 57.8 57.8 57.8 57.8 57.8 57.8

Receiver 1 University of West   Fl G    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 53.6 dB(A)   Leq,d 55.7 dB(A)   Leq,n  dB(A)

56.0 56.0 56.0 56.0 56.0 56.0 56.0 56.0 56.0 56.0 56.0 56.0 56.0 56.0

Receiver 1 University of West   Fl F2    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 54.8 dB(A)   Leq,d 56.8 dB(A)   Leq,n  dB(A)

57.1 57.1 57.1 57.1 57.1 57.1 57.1 57.1 57.1 57.1 57.1 57.1 57.1 57.1

Receiver 2 Residential   Fl G    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 36.9 dB(A)   Leq,d 38.9 dB(A)   Leq,n  dB(A)

39.2 39.2 39.2 39.2 39.2 39.2 39.2 39.2 39.2 39.2 39.2 39.2 39.2 39.2

Receiver 3 Residential   Fl G    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 49.6 dB(A)   Leq,d 51.6 dB(A)   Leq,n  dB(A)

51.9 51.9 51.9 51.9 51.9 51.9 51.9 51.9 51.9 51.9 51.9 51.9 51.9 51.9

Receiver 3 Residential   Fl F2    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 51.5 dB(A)   Leq,d 53.6 dB(A)   Leq,n  dB(A)

53.9 53.9 53.9 53.9 53.9 53.9 53.9 53.9 53.9 53.9 53.9 53.9 53.9 53.9

Receiver 3 Residential   Fl G    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 48.2 dB(A)   Leq,d 50.2 dB(A)   Leq,n  dB(A)

50.5 50.5 50.5 50.5 50.5 50.5 50.5 50.5 50.5 50.5 50.5 50.5 50.5 50.5

Receiver 3 Residential   Fl F2    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 50.1 dB(A)   Leq,d 52.1 dB(A)   Leq,n  dB(A)

52.4 52.4 52.4 52.4 52.4 52.4 52.4 52.4 52.4 52.4 52.4 52.4 52.4 52.4

Receiver 3 Residential   Fl G    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 49.8 dB(A)   Leq,d 51.8 dB(A)   Leq,n  dB(A)

52.1 52.1 52.1 52.1 52.1 52.1 52.1 52.1 52.1 52.1 52.1 52.1 52.1 52.1

Receiver 3 Residential   Fl G    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 51.2 dB(A)   Leq,d 53.3 dB(A)   Leq,n  dB(A)

53.6 53.6 53.6 53.6 53.6 53.6 53.6 53.6 53.6 53.6 53.6 53.6 53.6 53.6

Receiver 3 Residential   Fl G    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 51.6 dB(A)   Leq,d 53.7 dB(A)   Leq,n  dB(A)

54.0 54.0 54.0 54.0 54.0 54.0 54.0 54.0 54.0 54.0 54.0 54.0 54.0 54.0

Receiver 3 Residential   Fl G    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 49.6 dB(A)   Leq,d 51.7 dB(A)   Leq,n  dB(A)

52.0 52.0 52.0 52.0 52.0 52.0 52.0 52.0 52.0 52.0 52.0 52.0 52.0 52.0

Receiver 3 Residential   Fl G    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 47.7 dB(A)   Leq,d 49.8 dB(A)   Leq,n  dB(A)

50.1 50.1 50.1 50.1 50.1 50.1 50.1 50.1 50.1 50.1 50.1 50.1 50.1 50.1

Receiver 3 Residential   Fl G    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 50.3 dB(A)   Leq,d 52.4 dB(A)   Leq,n  dB(A)
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Rosemead Condos
Hourly contribution level in dB(A)
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52.7 52.7 52.7 52.7 52.7 52.7 52.7 52.7 52.7 52.7 52.7 52.7 52.7 52.7

Receiver 4 Whittier Narrows Golf Course   Fl G    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 50.4 dB(A)   Leq,d 52.5 dB(A)   Leq,n  dB(A)

52.8 52.8 52.8 52.8 52.8 52.8 52.8 52.8 52.8 52.8 52.8 52.8 52.8 52.8

Receiver 4 Whittier Narrows Golf Course   Fl G    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 52.5 dB(A)   Leq,d 54.5 dB(A)   Leq,n  dB(A)

54.8 54.8 54.8 54.8 54.8 54.8 54.8 54.8 54.8 54.8 54.8 54.8 54.8 54.8

Receiver 4 Whittier Narrows Golf Course   Fl G    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 50.6 dB(A)   Leq,d 52.7 dB(A)   Leq,n  dB(A)

53.0 53.0 53.0 53.0 53.0 53.0 53.0 53.0 53.0 53.0 53.0 53.0 53.0 53.0

Receiver 5 Residential   Fl G    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 44.5 dB(A)   Leq,d 46.6 dB(A)   Leq,n  dB(A)

46.9 46.9 46.9 46.9 46.9 46.9 46.9 46.9 46.9 46.9 46.9 46.9 46.9 46.9

Receiver 5 Residential   Fl F2    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 44.6 dB(A)   Leq,d 46.7 dB(A)   Leq,n  dB(A)

47.0 47.0 47.0 47.0 47.0 47.0 47.0 47.0 47.0 47.0 47.0 47.0 47.0 47.0
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Rosemead Condos
Hourly contribution level in dB(A)
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Receiver 1 University of West   Fl G    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 54.4 dB(A)   Leq,d 56.5 dB(A)   Leq,n  dB(A)

46.1 48.2 48.5 48.5 48.5 48.5 48.5 48.5 48.5 48.5 48.5 48.5 48.5 48.5 48.5 48.5
43.4 45.5 45.8 45.8 45.8 45.8 45.8 45.8 45.8 45.8 45.8 45.8 45.8 45.8 45.8 45.8
44.1 46.2 46.5 46.5 46.5 46.5 46.5 46.5 46.5 46.5 46.5 46.5 46.5 46.5 46.5 46.5
23.8 25.8 26.1 26.1 26.1 26.1 26.1 26.1 26.1 26.1 26.1 26.1 26.1 26.1 26.1 26.1
43.1 45.2 45.5 45.5 45.5 45.5 45.5 45.5 45.5 45.5 45.5 45.5 45.5 45.5 45.5 45.5
43.1 45.2 45.5 45.5 45.5 45.5 45.5 45.5 45.5 45.5 45.5 45.5 45.5 45.5 45.5 45.5
49.1 51.1 51.4 51.4 51.4 51.4 51.4 51.4 51.4 51.4 51.4 51.4 51.4 51.4 51.4 51.4
45.1 47.2 47.5 47.5 47.5 47.5 47.5 47.5 47.5 47.5 47.5 47.5 47.5 47.5 47.5 47.5
45.1 47.2 47.5 47.5 47.5 47.5 47.5 47.5 47.5 47.5 47.5 47.5 47.5 47.5 47.5 47.5

Receiver 1 University of West   Fl F2    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 55.5 dB(A)   Leq,d 57.5 dB(A)   Leq,n  dB(A)

47.2 49.2 49.5 49.5 49.5 49.5 49.5 49.5 49.5 49.5 49.5 49.5 49.5 49.5 49.5 49.5
44.5 46.5 46.8 46.8 46.8 46.8 46.8 46.8 46.8 46.8 46.8 46.8 46.8 46.8 46.8 46.8
45.2 47.2 47.5 47.5 47.5 47.5 47.5 47.5 47.5 47.5 47.5 47.5 47.5 47.5 47.5 47.5
27.4 29.5 29.8 29.8 29.8 29.8 29.8 29.8 29.8 29.8 29.8 29.8 29.8 29.8 29.8 29.8
44.2 46.2 46.5 46.5 46.5 46.5 46.5 46.5 46.5 46.5 46.5 46.5 46.5 46.5 46.5 46.5
44.2 46.2 46.5 46.5 46.5 46.5 46.5 46.5 46.5 46.5 46.5 46.5 46.5 46.5 46.5 46.5
50.1 52.2 52.5 52.5 52.5 52.5 52.5 52.5 52.5 52.5 52.5 52.5 52.5 52.5 52.5 52.5
46.2 48.2 48.5 48.5 48.5 48.5 48.5 48.5 48.5 48.5 48.5 48.5 48.5 48.5 48.5 48.5
46.2 48.2 48.5 48.5 48.5 48.5 48.5 48.5 48.5 48.5 48.5 48.5 48.5 48.5 48.5 48.5

Receiver 1 University of West   Fl G    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 53.6 dB(A)   Leq,d 55.7 dB(A)   Leq,n  dB(A)

45.4 47.4 47.7 47.7 47.7 47.7 47.7 47.7 47.7 47.7 47.7 47.7 47.7 47.7 47.7 47.7
42.6 44.6 44.9 44.9 44.9 44.9 44.9 44.9 44.9 44.9 44.9 44.9 44.9 44.9 44.9 44.9
43.4 45.4 45.7 45.7 45.7 45.7 45.7 45.7 45.7 45.7 45.7 45.7 45.7 45.7 45.7 45.7
22.7 24.7 25.0 25.0 25.0 25.0 25.0 25.0 25.0 25.0 25.0 25.0 25.0 25.0 25.0 25.0
42.4 44.4 44.7 44.7 44.7 44.7 44.7 44.7 44.7 44.7 44.7 44.7 44.7 44.7 44.7 44.7
42.4 44.4 44.7 44.7 44.7 44.7 44.7 44.7 44.7 44.7 44.7 44.7 44.7 44.7 44.7 44.7
48.3 50.4 50.7 50.7 50.7 50.7 50.7 50.7 50.7 50.7 50.7 50.7 50.7 50.7 50.7 50.7
44.3 46.4 46.7 46.7 46.7 46.7 46.7 46.7 46.7 46.7 46.7 46.7 46.7 46.7 46.7 46.7
44.3 46.4 46.7 46.7 46.7 46.7 46.7 46.7 46.7 46.7 46.7 46.7 46.7 46.7 46.7 46.7

Receiver 1 University of West   Fl F2    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 54.8 dB(A)   Leq,d 56.8 dB(A)   Leq,n  dB(A)

46.5 48.5 48.8 48.8 48.8 48.8 48.8 48.8 48.8 48.8 48.8 48.8 48.8 48.8 48.8 48.8
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Rosemead Condos
Hourly contribution level in dB(A)
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dB(A)

7-8

o'clock

dB(A)

8-9

o'clock

dB(A)

9-10

o'clock

dB(A)

10-11

o'clock

dB(A)

11-12

o'clock

dB(A)

12-13

o'clock

dB(A)

13-14

o'clock

dB(A)

14-15

o'clock

dB(A)

15-16

o'clock

dB(A)

16-17

o'clock

dB(A)

17-18

o'clock

dB(A)

18-19

o'clock

dB(A)

19-20

o'clock

dB(A)

20-21

o'clock

dB(A)

21-22

o'clock

dB(A)

22-23

o'clock

dB(A)

23-24

o'clock

dB(A)

43.8 45.8 46.1 46.1 46.1 46.1 46.1 46.1 46.1 46.1 46.1 46.1 46.1 46.1 46.1 46.1
44.5 46.5 46.8 46.8 46.8 46.8 46.8 46.8 46.8 46.8 46.8 46.8 46.8 46.8 46.8 46.8
26.5 28.5 28.8 28.8 28.8 28.8 28.8 28.8 28.8 28.8 28.8 28.8 28.8 28.8 28.8 28.8
43.5 45.5 45.8 45.8 45.8 45.8 45.8 45.8 45.8 45.8 45.8 45.8 45.8 45.8 45.8 45.8
43.5 45.5 45.8 45.8 45.8 45.8 45.8 45.8 45.8 45.8 45.8 45.8 45.8 45.8 45.8 45.8
49.4 51.5 51.8 51.8 51.8 51.8 51.8 51.8 51.8 51.8 51.8 51.8 51.8 51.8 51.8 51.8
45.5 47.5 47.8 47.8 47.8 47.8 47.8 47.8 47.8 47.8 47.8 47.8 47.8 47.8 47.8 47.8
45.5 47.5 47.8 47.8 47.8 47.8 47.8 47.8 47.8 47.8 47.8 47.8 47.8 47.8 47.8 47.8

Receiver 2 Residential   Fl G    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 36.9 dB(A)   Leq,d 38.9 dB(A)   Leq,n  dB(A)

28.6 30.7 31.0 31.0 31.0 31.0 31.0 31.0 31.0 31.0 31.0 31.0 31.0 31.0 31.0 31.0
25.6 27.7 28.0 28.0 28.0 28.0 28.0 28.0 28.0 28.0 28.0 28.0 28.0 28.0 28.0 28.0
26.7 28.7 29.0 29.0 29.0 29.0 29.0 29.0 29.0 29.0 29.0 29.0 29.0 29.0 29.0 29.0
7.4 9.4 9.7 9.7 9.7 9.7 9.7 9.7 9.7 9.7 9.7 9.7 9.7 9.7 9.7 9.7
25.6 27.7 28.0 28.0 28.0 28.0 28.0 28.0 28.0 28.0 28.0 28.0 28.0 28.0 28.0 28.0
25.6 27.7 28.0 28.0 28.0 28.0 28.0 28.0 28.0 28.0 28.0 28.0 28.0 28.0 28.0 28.0
31.6 33.6 33.9 33.9 33.9 33.9 33.9 33.9 33.9 33.9 33.9 33.9 33.9 33.9 33.9 33.9
27.6 29.7 30.0 30.0 30.0 30.0 30.0 30.0 30.0 30.0 30.0 30.0 30.0 30.0 30.0 30.0
27.6 29.7 30.0 30.0 30.0 30.0 30.0 30.0 30.0 30.0 30.0 30.0 30.0 30.0 30.0 30.0

Receiver 3 Residential   Fl G    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 49.6 dB(A)   Leq,d 51.6 dB(A)   Leq,n  dB(A)

41.3 43.4 43.6 43.6 43.6 43.6 43.6 43.6 43.6 43.6 43.6 43.6 43.6 43.6 43.6 43.6
38.2 40.3 40.6 40.6 40.6 40.6 40.6 40.6 40.6 40.6 40.6 40.6 40.6 40.6 40.6 40.6
39.3 41.4 41.7 41.7 41.7 41.7 41.7 41.7 41.7 41.7 41.7 41.7 41.7 41.7 41.7 41.7
17.9 20.0 20.3 20.3 20.3 20.3 20.3 20.3 20.3 20.3 20.3 20.3 20.3 20.3 20.3 20.3
38.3 40.4 40.6 40.6 40.6 40.6 40.6 40.6 40.6 40.6 40.6 40.6 40.6 40.6 40.6 40.6
38.3 40.4 40.6 40.6 40.6 40.6 40.6 40.6 40.6 40.6 40.6 40.6 40.6 40.6 40.6 40.6
44.3 46.3 46.6 46.6 46.6 46.6 46.6 46.6 46.6 46.6 46.6 46.6 46.6 46.6 46.6 46.6
40.3 42.3 42.6 42.6 42.6 42.6 42.6 42.6 42.6 42.6 42.6 42.6 42.6 42.6 42.6 42.6
40.3 42.3 42.6 42.6 42.6 42.6 42.6 42.6 42.6 42.6 42.6 42.6 42.6 42.6 42.6 42.6

Receiver 3 Residential   Fl F2    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 51.5 dB(A)   Leq,d 53.6 dB(A)   Leq,n  dB(A)

43.2 45.3 45.6 45.6 45.6 45.6 45.6 45.6 45.6 45.6 45.6 45.6 45.6 45.6 45.6 45.6
40.4 42.4 42.7 42.7 42.7 42.7 42.7 42.7 42.7 42.7 42.7 42.7 42.7 42.7 42.7 42.7
41.3 43.3 43.6 43.6 43.6 43.6 43.6 43.6 43.6 43.6 43.6 43.6 43.6 43.6 43.6 43.6
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Rosemead Condos
Hourly contribution level in dB(A)

Mitigated

Ldn

dB(A)

Leq,d

dB(A)

Leq,n

dB(A)

0-1

o'clock

dB(A)

1-2

o'clock

dB(A)

2-3

o'clock

dB(A)

3-4

o'clock

dB(A)

4-5

o'clock

dB(A)

5-6

o'clock

dB(A)

6-7

o'clock

dB(A)

7-8

o'clock

dB(A)

8-9

o'clock

dB(A)

9-10

o'clock

dB(A)

10-11

o'clock

dB(A)

11-12

o'clock

dB(A)

12-13

o'clock

dB(A)

13-14

o'clock

dB(A)

14-15

o'clock

dB(A)

15-16

o'clock

dB(A)

16-17

o'clock

dB(A)

17-18

o'clock

dB(A)

18-19

o'clock

dB(A)

19-20

o'clock

dB(A)

20-21

o'clock

dB(A)

21-22

o'clock

dB(A)

22-23

o'clock

dB(A)

23-24

o'clock

dB(A)

20.9 22.9 23.2 23.2 23.2 23.2 23.2 23.2 23.2 23.2 23.2 23.2 23.2 23.2 23.2 23.2
40.2 42.3 42.6 42.6 42.6 42.6 42.6 42.6 42.6 42.6 42.6 42.6 42.6 42.6 42.6 42.6
40.2 42.3 42.6 42.6 42.6 42.6 42.6 42.6 42.6 42.6 42.6 42.6 42.6 42.6 42.6 42.6
46.2 48.3 48.6 48.6 48.6 48.6 48.6 48.6 48.6 48.6 48.6 48.6 48.6 48.6 48.6 48.6
42.2 44.3 44.6 44.6 44.6 44.6 44.6 44.6 44.6 44.6 44.6 44.6 44.6 44.6 44.6 44.6
42.2 44.3 44.6 44.6 44.6 44.6 44.6 44.6 44.6 44.6 44.6 44.6 44.6 44.6 44.6 44.6

Receiver 3 Residential   Fl G    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 48.2 dB(A)   Leq,d 50.2 dB(A)   Leq,n  dB(A)

40.0 42.0 42.3 42.3 42.3 42.3 42.3 42.3 42.3 42.3 42.3 42.3 42.3 42.3 42.3 42.3
36.7 38.8 39.1 39.1 39.1 39.1 39.1 39.1 39.1 39.1 39.1 39.1 39.1 39.1 39.1 39.1
38.0 40.0 40.3 40.3 40.3 40.3 40.3 40.3 40.3 40.3 40.3 40.3 40.3 40.3 40.3 40.3
16.5 18.5 18.8 18.8 18.8 18.8 18.8 18.8 18.8 18.8 18.8 18.8 18.8 18.8 18.8 18.8
37.0 39.0 39.3 39.3 39.3 39.3 39.3 39.3 39.3 39.3 39.3 39.3 39.3 39.3 39.3 39.3
37.0 39.0 39.3 39.3 39.3 39.3 39.3 39.3 39.3 39.3 39.3 39.3 39.3 39.3 39.3 39.3
42.9 45.0 45.3 45.3 45.3 45.3 45.3 45.3 45.3 45.3 45.3 45.3 45.3 45.3 45.3 45.3
38.9 41.0 41.3 41.3 41.3 41.3 41.3 41.3 41.3 41.3 41.3 41.3 41.3 41.3 41.3 41.3
38.9 41.0 41.3 41.3 41.3 41.3 41.3 41.3 41.3 41.3 41.3 41.3 41.3 41.3 41.3 41.3

Receiver 3 Residential   Fl F2    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 50.1 dB(A)   Leq,d 52.1 dB(A)   Leq,n  dB(A)

41.8 43.8 44.1 44.1 44.1 44.1 44.1 44.1 44.1 44.1 44.1 44.1 44.1 44.1 44.1 44.1
38.9 41.0 41.3 41.3 41.3 41.3 41.3 41.3 41.3 41.3 41.3 41.3 41.3 41.3 41.3 41.3
39.8 41.8 42.1 42.1 42.1 42.1 42.1 42.1 42.1 42.1 42.1 42.1 42.1 42.1 42.1 42.1
19.4 21.5 21.8 21.8 21.8 21.8 21.8 21.8 21.8 21.8 21.8 21.8 21.8 21.8 21.8 21.8
38.8 40.8 41.1 41.1 41.1 41.1 41.1 41.1 41.1 41.1 41.1 41.1 41.1 41.1 41.1 41.1
38.8 40.8 41.1 41.1 41.1 41.1 41.1 41.1 41.1 41.1 41.1 41.1 41.1 41.1 41.1 41.1
44.7 46.8 47.1 47.1 47.1 47.1 47.1 47.1 47.1 47.1 47.1 47.1 47.1 47.1 47.1 47.1
40.8 42.8 43.1 43.1 43.1 43.1 43.1 43.1 43.1 43.1 43.1 43.1 43.1 43.1 43.1 43.1
40.8 42.8 43.1 43.1 43.1 43.1 43.1 43.1 43.1 43.1 43.1 43.1 43.1 43.1 43.1 43.1

Receiver 3 Residential   Fl G    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 49.8 dB(A)   Leq,d 51.8 dB(A)   Leq,n  dB(A)

41.5 43.6 43.9 43.9 43.9 43.9 43.9 43.9 43.9 43.9 43.9 43.9 43.9 43.9 43.9 43.9
38.3 40.4 40.7 40.7 40.7 40.7 40.7 40.7 40.7 40.7 40.7 40.7 40.7 40.7 40.7 40.7
39.6 41.6 41.9 41.9 41.9 41.9 41.9 41.9 41.9 41.9 41.9 41.9 41.9 41.9 41.9 41.9
18.6 20.6 20.9 20.9 20.9 20.9 20.9 20.9 20.9 20.9 20.9 20.9 20.9 20.9 20.9 20.9
38.5 40.6 40.9 40.9 40.9 40.9 40.9 40.9 40.9 40.9 40.9 40.9 40.9 40.9 40.9 40.9
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Rosemead Condos
Hourly contribution level in dB(A)

Mitigated

Ldn

dB(A)

Leq,d

dB(A)

Leq,n

dB(A)

0-1

o'clock

dB(A)

1-2

o'clock

dB(A)

2-3

o'clock

dB(A)

3-4

o'clock

dB(A)

4-5

o'clock

dB(A)

5-6

o'clock

dB(A)

6-7

o'clock

dB(A)

7-8

o'clock

dB(A)

8-9

o'clock

dB(A)

9-10

o'clock

dB(A)

10-11

o'clock

dB(A)

11-12

o'clock

dB(A)

12-13

o'clock

dB(A)

13-14

o'clock

dB(A)

14-15

o'clock

dB(A)

15-16

o'clock

dB(A)

16-17

o'clock

dB(A)

17-18

o'clock

dB(A)

18-19

o'clock

dB(A)

19-20

o'clock

dB(A)

20-21

o'clock

dB(A)

21-22

o'clock

dB(A)

22-23

o'clock

dB(A)

23-24

o'clock

dB(A)

38.5 40.6 40.9 40.9 40.9 40.9 40.9 40.9 40.9 40.9 40.9 40.9 40.9 40.9 40.9 40.9
44.5 46.6 46.9 46.9 46.9 46.9 46.9 46.9 46.9 46.9 46.9 46.9 46.9 46.9 46.9 46.9
40.5 42.6 42.9 42.9 42.9 42.9 42.9 42.9 42.9 42.9 42.9 42.9 42.9 42.9 42.9 42.9
40.5 42.6 42.9 42.9 42.9 42.9 42.9 42.9 42.9 42.9 42.9 42.9 42.9 42.9 42.9 42.9

Receiver 3 Residential   Fl G    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 51.2 dB(A)   Leq,d 53.3 dB(A)   Leq,n  dB(A)

43.0 45.0 45.3 45.3 45.3 45.3 45.3 45.3 45.3 45.3 45.3 45.3 45.3 45.3 45.3 45.3
39.9 41.9 42.2 42.2 42.2 42.2 42.2 42.2 42.2 42.2 42.2 42.2 42.2 42.2 42.2 42.2
41.0 43.1 43.4 43.4 43.4 43.4 43.4 43.4 43.4 43.4 43.4 43.4 43.4 43.4 43.4 43.4
19.9 21.9 22.2 22.2 22.2 22.2 22.2 22.2 22.2 22.2 22.2 22.2 22.2 22.2 22.2 22.2
40.0 42.0 42.3 42.3 42.3 42.3 42.3 42.3 42.3 42.3 42.3 42.3 42.3 42.3 42.3 42.3
40.0 42.0 42.3 42.3 42.3 42.3 42.3 42.3 42.3 42.3 42.3 42.3 42.3 42.3 42.3 42.3
46.0 48.0 48.3 48.3 48.3 48.3 48.3 48.3 48.3 48.3 48.3 48.3 48.3 48.3 48.3 48.3
42.0 44.0 44.3 44.3 44.3 44.3 44.3 44.3 44.3 44.3 44.3 44.3 44.3 44.3 44.3 44.3
42.0 44.0 44.3 44.3 44.3 44.3 44.3 44.3 44.3 44.3 44.3 44.3 44.3 44.3 44.3 44.3

Receiver 3 Residential   Fl G    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 51.6 dB(A)   Leq,d 53.7 dB(A)   Leq,n  dB(A)

43.3 45.4 45.7 45.7 45.7 45.7 45.7 45.7 45.7 45.7 45.7 45.7 45.7 45.7 45.7 45.7
40.5 42.5 42.8 42.8 42.8 42.8 42.8 42.8 42.8 42.8 42.8 42.8 42.8 42.8 42.8 42.8
41.4 43.4 43.7 43.7 43.7 43.7 43.7 43.7 43.7 43.7 43.7 43.7 43.7 43.7 43.7 43.7
20.8 22.8 23.1 23.1 23.1 23.1 23.1 23.1 23.1 23.1 23.1 23.1 23.1 23.1 23.1 23.1
40.3 42.4 42.7 42.7 42.7 42.7 42.7 42.7 42.7 42.7 42.7 42.7 42.7 42.7 42.7 42.7
40.3 42.4 42.7 42.7 42.7 42.7 42.7 42.7 42.7 42.7 42.7 42.7 42.7 42.7 42.7 42.7
46.3 48.4 48.7 48.7 48.7 48.7 48.7 48.7 48.7 48.7 48.7 48.7 48.7 48.7 48.7 48.7
42.3 44.4 44.7 44.7 44.7 44.7 44.7 44.7 44.7 44.7 44.7 44.7 44.7 44.7 44.7 44.7
42.3 44.4 44.7 44.7 44.7 44.7 44.7 44.7 44.7 44.7 44.7 44.7 44.7 44.7 44.7 44.7

Receiver 3 Residential   Fl G    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 49.6 dB(A)   Leq,d 51.7 dB(A)   Leq,n  dB(A)

41.3 43.4 43.7 43.7 43.7 43.7 43.7 43.7 43.7 43.7 43.7 43.7 43.7 43.7 43.7 43.7
38.5 40.6 40.9 40.9 40.9 40.9 40.9 40.9 40.9 40.9 40.9 40.9 40.9 40.9 40.9 40.9
39.4 41.4 41.7 41.7 41.7 41.7 41.7 41.7 41.7 41.7 41.7 41.7 41.7 41.7 41.7 41.7
18.8 20.8 21.1 21.1 21.1 21.1 21.1 21.1 21.1 21.1 21.1 21.1 21.1 21.1 21.1 21.1
38.3 40.4 40.7 40.7 40.7 40.7 40.7 40.7 40.7 40.7 40.7 40.7 40.7 40.7 40.7 40.7
38.3 40.4 40.7 40.7 40.7 40.7 40.7 40.7 40.7 40.7 40.7 40.7 40.7 40.7 40.7 40.7
44.3 46.4 46.7 46.7 46.7 46.7 46.7 46.7 46.7 46.7 46.7 46.7 46.7 46.7 46.7 46.7
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Rosemead Condos
Hourly contribution level in dB(A)

Mitigated

Ldn

dB(A)

Leq,d

dB(A)

Leq,n

dB(A)

0-1

o'clock

dB(A)

1-2

o'clock

dB(A)

2-3

o'clock

dB(A)

3-4

o'clock

dB(A)

4-5

o'clock

dB(A)

5-6

o'clock

dB(A)

6-7

o'clock

dB(A)

7-8

o'clock

dB(A)

8-9

o'clock

dB(A)

9-10

o'clock

dB(A)

10-11

o'clock

dB(A)

11-12

o'clock

dB(A)

12-13

o'clock

dB(A)

13-14

o'clock

dB(A)

14-15

o'clock

dB(A)

15-16

o'clock

dB(A)

16-17

o'clock

dB(A)

17-18

o'clock

dB(A)

18-19

o'clock

dB(A)

19-20

o'clock

dB(A)

20-21

o'clock

dB(A)

21-22

o'clock

dB(A)

22-23

o'clock

dB(A)

23-24

o'clock

dB(A)

40.3 42.4 42.7 42.7 42.7 42.7 42.7 42.7 42.7 42.7 42.7 42.7 42.7 42.7 42.7 42.7
40.3 42.4 42.7 42.7 42.7 42.7 42.7 42.7 42.7 42.7 42.7 42.7 42.7 42.7 42.7 42.7

Receiver 3 Residential   Fl G    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 47.7 dB(A)   Leq,d 49.8 dB(A)   Leq,n  dB(A)

39.4 41.5 41.8 41.8 41.8 41.8 41.8 41.8 41.8 41.8 41.8 41.8 41.8 41.8 41.8 41.8
36.8 38.9 39.2 39.2 39.2 39.2 39.2 39.2 39.2 39.2 39.2 39.2 39.2 39.2 39.2 39.2
37.5 39.5 39.8 39.8 39.8 39.8 39.8 39.8 39.8 39.8 39.8 39.8 39.8 39.8 39.8 39.8
17.9 19.9 20.2 20.2 20.2 20.2 20.2 20.2 20.2 20.2 20.2 20.2 20.2 20.2 20.2 20.2
36.4 38.5 38.8 38.8 38.8 38.8 38.8 38.8 38.8 38.8 38.8 38.8 38.8 38.8 38.8 38.8
36.4 38.5 38.8 38.8 38.8 38.8 38.8 38.8 38.8 38.8 38.8 38.8 38.8 38.8 38.8 38.8
42.4 44.4 44.7 44.7 44.7 44.7 44.7 44.7 44.7 44.7 44.7 44.7 44.7 44.7 44.7 44.7
38.4 40.5 40.8 40.8 40.8 40.8 40.8 40.8 40.8 40.8 40.8 40.8 40.8 40.8 40.8 40.8
38.4 40.5 40.8 40.8 40.8 40.8 40.8 40.8 40.8 40.8 40.8 40.8 40.8 40.8 40.8 40.8

Receiver 3 Residential   Fl G    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 50.3 dB(A)   Leq,d 52.4 dB(A)   Leq,n  dB(A)

42.1 44.1 44.4 44.4 44.4 44.4 44.4 44.4 44.4 44.4 44.4 44.4 44.4 44.4 44.4 44.4
39.1 41.2 41.5 41.5 41.5 41.5 41.5 41.5 41.5 41.5 41.5 41.5 41.5 41.5 41.5 41.5
40.1 42.1 42.4 42.4 42.4 42.4 42.4 42.4 42.4 42.4 42.4 42.4 42.4 42.4 42.4 42.4
18.7 20.7 21.0 21.0 21.0 21.0 21.0 21.0 21.0 21.0 21.0 21.0 21.0 21.0 21.0 21.0
39.1 41.1 41.4 41.4 41.4 41.4 41.4 41.4 41.4 41.4 41.4 41.4 41.4 41.4 41.4 41.4
39.1 41.1 41.4 41.4 41.4 41.4 41.4 41.4 41.4 41.4 41.4 41.4 41.4 41.4 41.4 41.4
45.0 47.1 47.4 47.4 47.4 47.4 47.4 47.4 47.4 47.4 47.4 47.4 47.4 47.4 47.4 47.4
41.0 43.1 43.4 43.4 43.4 43.4 43.4 43.4 43.4 43.4 43.4 43.4 43.4 43.4 43.4 43.4
41.0 43.1 43.4 43.4 43.4 43.4 43.4 43.4 43.4 43.4 43.4 43.4 43.4 43.4 43.4 43.4

Receiver 4 Whittier Narrows Golf Course   Fl G    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 50.4 dB(A)   Leq,d 52.5 dB(A)   Leq,n  dB(A)

42.1 44.2 44.5 44.5 44.5 44.5 44.5 44.5 44.5 44.5 44.5 44.5 44.5 44.5 44.5 44.5
39.8 41.8 42.1 42.1 42.1 42.1 42.1 42.1 42.1 42.1 42.1 42.1 42.1 42.1 42.1 42.1
40.1 42.2 42.5 42.5 42.5 42.5 42.5 42.5 42.5 42.5 42.5 42.5 42.5 42.5 42.5 42.5
22.4 24.4 24.7 24.7 24.7 24.7 24.7 24.7 24.7 24.7 24.7 24.7 24.7 24.7 24.7 24.7
39.1 41.2 41.5 41.5 41.5 41.5 41.5 41.5 41.5 41.5 41.5 41.5 41.5 41.5 41.5 41.5
39.1 41.2 41.5 41.5 41.5 41.5 41.5 41.5 41.5 41.5 41.5 41.5 41.5 41.5 41.5 41.5
45.1 47.1 47.4 47.4 47.4 47.4 47.4 47.4 47.4 47.4 47.4 47.4 47.4 47.4 47.4 47.4
41.1 43.1 43.4 43.4 43.4 43.4 43.4 43.4 43.4 43.4 43.4 43.4 43.4 43.4 43.4 43.4
41.1 43.1 43.4 43.4 43.4 43.4 43.4 43.4 43.4 43.4 43.4 43.4 43.4 43.4 43.4 43.4

SoundPLAN 9.0
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Rosemead Condos
Hourly contribution level in dB(A)

Mitigated

Ldn

dB(A)

Leq,d

dB(A)

Leq,n

dB(A)

0-1

o'clock

dB(A)

1-2

o'clock

dB(A)

2-3

o'clock

dB(A)

3-4

o'clock

dB(A)

4-5

o'clock

dB(A)

5-6

o'clock

dB(A)

6-7

o'clock

dB(A)

7-8

o'clock

dB(A)

8-9

o'clock

dB(A)

9-10

o'clock

dB(A)

10-11

o'clock

dB(A)

11-12

o'clock

dB(A)

12-13

o'clock

dB(A)

13-14

o'clock

dB(A)

14-15

o'clock

dB(A)

15-16

o'clock

dB(A)

16-17

o'clock

dB(A)

17-18

o'clock

dB(A)

18-19

o'clock

dB(A)

19-20

o'clock

dB(A)

20-21

o'clock

dB(A)

21-22

o'clock

dB(A)

22-23

o'clock

dB(A)

23-24

o'clock

dB(A)

Receiver 4 Whittier Narrows Golf Course   Fl G    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 52.5 dB(A)   Leq,d 54.5 dB(A)   Leq,n  dB(A)

44.1 46.2 46.5 46.5 46.5 46.5 46.5 46.5 46.5 46.5 46.5 46.5 46.5 46.5 46.5 46.5
41.8 43.8 44.1 44.1 44.1 44.1 44.1 44.1 44.1 44.1 44.1 44.1 44.1 44.1 44.1 44.1
42.2 44.2 44.5 44.5 44.5 44.5 44.5 44.5 44.5 44.5 44.5 44.5 44.5 44.5 44.5 44.5
24.4 26.5 26.8 26.8 26.8 26.8 26.8 26.8 26.8 26.8 26.8 26.8 26.8 26.8 26.8 26.8
41.1 43.2 43.5 43.5 43.5 43.5 43.5 43.5 43.5 43.5 43.5 43.5 43.5 43.5 43.5 43.5
41.1 43.2 43.5 43.5 43.5 43.5 43.5 43.5 43.5 43.5 43.5 43.5 43.5 43.5 43.5 43.5
47.1 49.1 49.4 49.4 49.4 49.4 49.4 49.4 49.4 49.4 49.4 49.4 49.4 49.4 49.4 49.4
43.1 45.2 45.5 45.5 45.5 45.5 45.5 45.5 45.5 45.5 45.5 45.5 45.5 45.5 45.5 45.5
43.1 45.2 45.5 45.5 45.5 45.5 45.5 45.5 45.5 45.5 45.5 45.5 45.5 45.5 45.5 45.5

Receiver 4 Whittier Narrows Golf Course   Fl G    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 50.6 dB(A)   Leq,d 52.7 dB(A)   Leq,n  dB(A)

42.3 44.3 44.6 44.6 44.6 44.6 44.6 44.6 44.6 44.6 44.6 44.6 44.6 44.6 44.6 44.6
40.0 42.0 42.3 42.3 42.3 42.3 42.3 42.3 42.3 42.3 42.3 42.3 42.3 42.3 42.3 42.3
40.3 42.4 42.7 42.7 42.7 42.7 42.7 42.7 42.7 42.7 42.7 42.7 42.7 42.7 42.7 42.7
22.6 24.6 24.9 24.9 24.9 24.9 24.9 24.9 24.9 24.9 24.9 24.9 24.9 24.9 24.9 24.9
39.3 41.3 41.6 41.6 41.6 41.6 41.6 41.6 41.6 41.6 41.6 41.6 41.6 41.6 41.6 41.6
39.3 41.3 41.6 41.6 41.6 41.6 41.6 41.6 41.6 41.6 41.6 41.6 41.6 41.6 41.6 41.6
45.3 47.3 47.6 47.6 47.6 47.6 47.6 47.6 47.6 47.6 47.6 47.6 47.6 47.6 47.6 47.6
41.3 43.3 43.6 43.6 43.6 43.6 43.6 43.6 43.6 43.6 43.6 43.6 43.6 43.6 43.6 43.6
41.3 43.3 43.6 43.6 43.6 43.6 43.6 43.6 43.6 43.6 43.6 43.6 43.6 43.6 43.6 43.6

Receiver 5 Residential   Fl G    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 44.5 dB(A)   Leq,d 46.6 dB(A)   Leq,n  dB(A)

36.2 38.3 38.6 38.6 38.6 38.6 38.6 38.6 38.6 38.6 38.6 38.6 38.6 38.6 38.6 38.6
33.9 35.9 36.2 36.2 36.2 36.2 36.2 36.2 36.2 36.2 36.2 36.2 36.2 36.2 36.2 36.2
34.2 36.3 36.6 36.6 36.6 36.6 36.6 36.6 36.6 36.6 36.6 36.6 36.6 36.6 36.6 36.6
14.1 16.1 16.4 16.4 16.4 16.4 16.4 16.4 16.4 16.4 16.4 16.4 16.4 16.4 16.4 16.4
33.2 35.3 35.6 35.6 35.6 35.6 35.6 35.6 35.6 35.6 35.6 35.6 35.6 35.6 35.6 35.6
33.2 35.3 35.6 35.6 35.6 35.6 35.6 35.6 35.6 35.6 35.6 35.6 35.6 35.6 35.6 35.6
39.2 41.2 41.5 41.5 41.5 41.5 41.5 41.5 41.5 41.5 41.5 41.5 41.5 41.5 41.5 41.5
35.2 37.2 37.5 37.5 37.5 37.5 37.5 37.5 37.5 37.5 37.5 37.5 37.5 37.5 37.5 37.5
35.2 37.2 37.5 37.5 37.5 37.5 37.5 37.5 37.5 37.5 37.5 37.5 37.5 37.5 37.5 37.5

Receiver 5 Residential   Fl F2    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 44.6 dB(A)   Leq,d 46.7 dB(A)   Leq,n  dB(A)

36.3 38.4 38.7 38.7 38.7 38.7 38.7 38.7 38.7 38.7 38.7 38.7 38.7 38.7 38.7 38.7

SoundPLAN 9.0
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Rosemead Condos
Hourly contribution level in dB(A)

Mitigated

Ldn

dB(A)

Leq,d

dB(A)

Leq,n

dB(A)

0-1

o'clock

dB(A)

1-2

o'clock

dB(A)

2-3

o'clock

dB(A)

3-4

o'clock

dB(A)

4-5

o'clock

dB(A)

5-6

o'clock

dB(A)

6-7

o'clock

dB(A)

7-8

o'clock

dB(A)

8-9

o'clock

dB(A)

9-10

o'clock

dB(A)

10-11

o'clock

dB(A)

11-12

o'clock

dB(A)

12-13

o'clock

dB(A)

13-14

o'clock

dB(A)

14-15

o'clock

dB(A)

15-16

o'clock

dB(A)

16-17

o'clock

dB(A)

17-18

o'clock

dB(A)

18-19

o'clock

dB(A)

19-20

o'clock

dB(A)

20-21

o'clock

dB(A)

21-22

o'clock

dB(A)

22-23

o'clock

dB(A)

23-24

o'clock

dB(A)

34.0 36.0 36.3 36.3 36.3 36.3 36.3 36.3 36.3 36.3 36.3 36.3 36.3 36.3 36.3 36.3
34.3 36.4 36.7 36.7 36.7 36.7 36.7 36.7 36.7 36.7 36.7 36.7 36.7 36.7 36.7 36.7
14.9 16.9 17.2 17.2 17.2 17.2 17.2 17.2 17.2 17.2 17.2 17.2 17.2 17.2 17.2 17.2
33.3 35.4 35.7 35.7 35.7 35.7 35.7 35.7 35.7 35.7 35.7 35.7 35.7 35.7 35.7 35.7
33.3 35.4 35.7 35.7 35.7 35.7 35.7 35.7 35.7 35.7 35.7 35.7 35.7 35.7 35.7 35.7
39.3 41.3 41.6 41.6 41.6 41.6 41.6 41.6 41.6 41.6 41.6 41.6 41.6 41.6 41.6 41.6
35.3 37.4 37.7 37.7 37.7 37.7 37.7 37.7 37.7 37.7 37.7 37.7 37.7 37.7 37.7 37.7
35.3 37.4 37.7 37.7 37.7 37.7 37.7 37.7 37.7 37.7 37.7 37.7 37.7 37.7 37.7 37.7

SoundPLAN 9.0
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Rosemead Condos
Hourly sound power level in dB(A)

Mitigated

Name 0-1

o'clock

dB(A)

1-2

o'clock

dB(A)

2-3

o'clock

dB(A)

3-4

o'clock

dB(A)

4-5

o'clock

dB(A)

5-6

o'clock

dB(A)

6-7

o'clock

dB(A)

7-8

o'clock

dB(A)

8-9

o'clock

dB(A)

9-10

o'clock

dB(A)

10-11

o'clock

dB(A)

11-12

o'clock

dB(A)

12-13

o'clock

dB(A)

13-14

o'clock

dB(A)

14-15

o'clock

dB(A)

15-16

o'clock

dB(A)

16-17

o'clock

dB(A)

17-18

o'clock

dB(A)

18-19

o'clock

dB(A)

19-20

o'clock

dB(A)

20-21

o'clock

dB(A)

21-22

o'clock

dB(A)

22-23

o'clock

dB(A)

23-24

o'clock

dB(A)

Crane 98.6 98.6 98.6 98.6 98.6 98.6 98.6 98.6 98.6 98.6 98.6 98.6 98.6 98.6

Forklift 82.1 82.1 82.1 82.1 82.1 82.1 82.1 82.1 82.1 82.1 82.1 82.1 82.1 82.1

Generator 98.6 98.6 98.6 98.6 98.6 98.6 98.6 98.6 98.6 98.6 98.6 98.6 98.6 98.6

Loader 97.6 97.6 97.6 97.6 97.6 97.6 97.6 97.6 97.6 97.6 97.6 97.6 97.6 97.6

Loader 97.6 97.6 97.6 97.6 97.6 97.6 97.6 97.6 97.6 97.6 97.6 97.6 97.6 97.6

Paver 103.6 103.6 103.6 103.6 103.6 103.6 103.6 103.6 103.6 103.6 103.6 103.6 103.6 103.6

Paving Equipment 99.6 99.6 99.6 99.6 99.6 99.6 99.6 99.6 99.6 99.6 99.6 99.6 99.6 99.6

Roller 99.6 99.6 99.6 99.6 99.6 99.6 99.6 99.6 99.6 99.6 99.6 99.6 99.6 99.6

Welder 100.6 100.6 100.6 100.6 100.6 100.6 100.6 100.6 100.6 100.6 100.6 100.6 100.6 100.6

SoundPLAN 9.0
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Rosemead Condos
Frequency spectra and time histogram at the receiver

Mitigated

Receiver 1 University of West   Fl G    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 54.4 dB(A)   Leq,d 56.5 dB(A)   Leq,n  dB(A)

Spectrum 24h Distribution

Receiver 1 University of West   Fl F2    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 55.5 dB(A)   Leq,d 57.5 dB(A)   Leq,n  dB(A)

Spectrum 24h Distribution

Receiver 1 University of West   Fl G    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 53.6 dB(A)   Leq,d 55.7 dB(A)   Leq,n  dB(A)

SoundPLAN 9.0
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Rosemead Condos
Frequency spectra and time histogram at the receiver

Mitigated

Spectrum 24h Distribution

Receiver 1 University of West   Fl F2    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 54.8 dB(A)   Leq,d 56.8 dB(A)   Leq,n  dB(A)

Spectrum 24h Distribution

Receiver 2 Residential   Fl G    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 36.9 dB(A)   Leq,d 38.9 dB(A)   Leq,n  dB(A)

SoundPLAN 9.0

Kimley-Horn  445 24th St, Suite 200 Vero Beach, FL 32960 USA 2

�� ��

3� 3��

@� @��
�

9�

K��
9��

	
 	
�
�� ��

<% � <% �6

% I
% ) I (�

#��D���(��K'GL �����

�� ��

3��3��

@��@�� 
 9��9�

<O�	


L� ����
<% � <% �I

% ) "� "%

#��D���(��K'GL �����

<%�
)

P��
"%

I�
%�

"M�
)

N

�

%�

�
I�
%�

"M�
%

O�
%�
%

%�

�O�
%�
%

O�
%�
%�
%

O�
%�
%

O�
%�
%

O�
%�
"�
"

<%�
"

NX

O�
%�L�
%

O�
%�
%�
"

%�

%�
%

P��I

%�
�"1�
%

O�
%�
�%

%�
�%6�
%

O�, �
�%

%�

X

� ��
%



Rosemead Condos
Frequency spectra and time histogram at the receiver

Mitigated

Spectrum 24h Distribution

Receiver 3 Residential   Fl G    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 49.6 dB(A)   Leq,d 51.6 dB(A)   Leq,n  dB(A)

Spectrum 24h Distribution

Receiver 3 Residential   Fl F2    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 51.5 dB(A)   Leq,d 53.6 dB(A)   Leq,n  dB(A)
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Rosemead Condos
Frequency spectra and time histogram at the receiver

Mitigated

Spectrum 24h Distribution

Receiver 3 Residential   Fl G    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 48.2 dB(A)   Leq,d 50.2 dB(A)   Leq,n  dB(A)

Spectrum 24h Distribution

Receiver 3 Residential   Fl F2    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 50.1 dB(A)   Leq,d 52.1 dB(A)   Leq,n  dB(A)
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Rosemead Condos
Frequency spectra and time histogram at the receiver

Mitigated

Spectrum 24h Distribution

Receiver 3 Residential   Fl G    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 49.8 dB(A)   Leq,d 51.8 dB(A)   Leq,n  dB(A)

Spectrum 24h Distribution

Receiver 3 Residential   Fl G    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 51.2 dB(A)   Leq,d 53.3 dB(A)   Leq,n  dB(A)

SoundPLAN 9.0
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Rosemead Condos
Frequency spectra and time histogram at the receiver

Mitigated

Spectrum 24h Distribution

Receiver 3 Residential   Fl G    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 51.6 dB(A)   Leq,d 53.7 dB(A)   Leq,n  dB(A)

Spectrum 24h Distribution

Receiver 3 Residential   Fl G    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 49.6 dB(A)   Leq,d 51.7 dB(A)   Leq,n  dB(A)
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Rosemead Condos
Frequency spectra and time histogram at the receiver

Mitigated

Spectrum 24h Distribution

Receiver 3 Residential   Fl G    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 47.7 dB(A)   Leq,d 49.8 dB(A)   Leq,n  dB(A)

Spectrum 24h Distribution

Receiver 3 Residential   Fl G    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 50.3 dB(A)   Leq,d 52.4 dB(A)   Leq,n  dB(A)
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Rosemead Condos
Frequency spectra and time histogram at the receiver

Mitigated

Spectrum 24h Distribution

Receiver 4 Whittier Narrows Golf Course   Fl G    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 50.4 dB(A)   Leq,d 52.5 dB(A)   Leq,n  dB(A)

Spectrum 24h Distribution

Receiver 4 Whittier Narrows Golf Course   Fl G    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 52.5 dB(A)   Leq,d 54.5 dB(A)   Leq,n  dB(A)
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Rosemead Condos
Frequency spectra and time histogram at the receiver

Mitigated

Spectrum 24h Distribution

Receiver 4 Whittier Narrows Golf Course   Fl G    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 50.6 dB(A)   Leq,d 52.7 dB(A)   Leq,n  dB(A)

Spectrum 24h Distribution

Receiver 5 Residential   Fl G    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 44.5 dB(A)   Leq,d 46.6 dB(A)   Leq,n  dB(A)
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Rosemead Condos
Frequency spectra and time histogram at the receiver

Mitigated

Spectrum 24h Distribution

Receiver 5 Residential   Fl F2    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 44.6 dB(A)   Leq,d 46.7 dB(A)   Leq,n  dB(A)

Spectrum 24h Distribution

SoundPLAN 9.0
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Rosemead Condos
Mean propagation Leq

Mitigated

Source type Time

slice

Li

dB(A)

R'w

dB

L'w

dB(A)

Lw

dB(A)

l or A

m,m²

KI

dB

KT

dB

DO

dB

S

m

Adiv

dB

Agr

dB

Abar

dB

Aatm

dB

Amisc

dB

ADI

dB

dLrefl

dB(A)

Ls

dB(A)

Cmet

dB

dLw

dB

ZR

dB

Lr

dB(A)

Receiver 1 University of West   Fl G    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 54.4 dB(A)   Leq,d 56.5 dB(A)   Leq,n  dB(A)

Area Ldn 61.0 106.6 36706.6 0.0 0.0 3 117.45 -52.4 -4.0 -0.9 -0.2 0.0 2.3 54.4 0.0 -10.3 0.0 44.1
Area Leq,d 61.0 106.6 36706.6 0.0 0.0 3 117.45 -52.4 -4.0 -0.9 -0.2 0.0 2.3 54.4 0.0 -8.3 0.0 46.2
Area Leq,n 61.0 106.6 36706.6 0.0 0.0 3 117.45 -52.4 -4.0 -0.9 -0.2 0.0 2.3 54.4 0.0
Area Ldn 44.4 90.0 36706.6 0.0 0.0 0 117.45 -52.4 -1.6 -4.1 -0.7 0.0 2.9 34.1 0.0 -10.3 0.0 23.8
Area Leq,d 44.4 90.0 36706.6 0.0 0.0 0 117.45 -52.4 -1.6 -4.1 -0.7 0.0 2.9 34.1 0.0 -8.3 0.0 25.8
Area Leq,n 44.4 90.0 36706.6 0.0 0.0 0 117.45 -52.4 -1.6 -4.1 -0.7 0.0 2.9 34.1 0.0
Area Ldn 56.0 101.6 36706.6 0.0 0.0 3 117.48 -52.4 -4.4 -1.2 -0.2 0.0 2.3 48.8 0.0 -5.4 0.0 43.4
Area Leq,d 56.0 101.6 36706.6 0.0 0.0 3 117.48 -52.4 -4.4 -1.2 -0.2 0.0 2.3 48.8 0.0 -3.3 0.0 45.5
Area Leq,n 56.0 101.6 36706.6 0.0 0.0 3 117.48 -52.4 -4.4 -1.2 -0.2 0.0 2.3 48.8 0.0
Area Ldn 56.0 101.6 36706.6 0.0 0.0 3 117.45 -52.4 -4.0 -0.9 -0.2 0.0 2.3 49.4 0.0 -6.3 0.0 43.1
Area Leq,d 56.0 101.6 36706.6 0.0 0.0 3 117.45 -52.4 -4.0 -0.9 -0.2 0.0 2.3 49.4 0.0 -4.3 0.0 45.2
Area Leq,n 56.0 101.6 36706.6 0.0 0.0 3 117.45 -52.4 -4.0 -0.9 -0.2 0.0 2.3 49.4 0.0
Area Ldn 56.0 101.6 36706.6 0.0 0.0 3 117.45 -52.4 -4.0 -0.9 -0.2 0.0 2.3 49.4 0.0 -6.3 0.0 43.1
Area Leq,d 56.0 101.6 36706.6 0.0 0.0 3 117.45 -52.4 -4.0 -0.9 -0.2 0.0 2.3 49.4 0.0 -4.3 0.0 45.2
Area Leq,n 56.0 101.6 36706.6 0.0 0.0 3 117.45 -52.4 -4.0 -0.9 -0.2 0.0 2.3 49.4 0.0
Area Ldn 61.0 106.6 36706.6 0.0 0.0 3 117.45 -52.4 -4.0 -0.9 -0.2 0.0 2.3 54.4 0.0 -5.4 0.0 49.1
Area Leq,d 61.0 106.6 36706.6 0.0 0.0 3 117.45 -52.4 -4.0 -0.9 -0.2 0.0 2.3 54.4 0.0 -3.3 0.0 51.1
Area Leq,n 61.0 106.6 36706.6 0.0 0.0 3 117.45 -52.4 -4.0 -0.9 -0.2 0.0 2.3 54.4 0.0
Area Ldn 61.0 106.6 36707.6 0.0 0.0 3 117.45 -52.4 -4.0 -0.9 -0.2 0.0 2.3 54.4 0.0 -9.3 0.0 45.1
Area Leq,d 61.0 106.6 36707.6 0.0 0.0 3 117.45 -52.4 -4.0 -0.9 -0.2 0.0 2.3 54.4 0.0 -7.3 0.0 47.2
Area Leq,n 61.0 106.6 36707.6 0.0 0.0 3 117.45 -52.4 -4.0 -0.9 -0.2 0.0 2.3 54.4 0.0
Area Ldn 61.0 106.6 36706.6 0.0 0.0 3 117.45 -52.4 -4.0 -0.9 -0.2 0.0 2.3 54.4 0.0 -9.3 0.0 45.1
Area Leq,d 61.0 106.6 36706.6 0.0 0.0 3 117.45 -52.4 -4.0 -0.9 -0.2 0.0 2.3 54.4 0.0 -7.3 0.0 47.2
Area Leq,n 61.0 106.6 36706.6 0.0 0.0 3 117.45 -52.4 -4.0 -0.9 -0.2 0.0 2.3 54.4 0.0
Area Ldn 59.0 104.6 36706.9 0.0 0.0 3 117.45 -52.4 -4.0 -0.9 -0.2 0.0 2.3 52.4 0.0 -6.3 0.0 46.1
Area Leq,d 59.0 104.6 36706.9 0.0 0.0 3 117.45 -52.4 -4.0 -0.9 -0.2 0.0 2.3 52.4 0.0 -4.3 0.0 48.2
Area Leq,n 59.0 104.6 36706.9 0.0 0.0 3 117.45 -52.4 -4.0 -0.9 -0.2 0.0 2.3 52.4 0.0

Receiver 1 University of West   Fl F2    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 55.5 dB(A)   Leq,d 57.5 dB(A)   Leq,n  dB(A)

Area Ldn 61.0 106.6 36706.6 0.0 0.0 3 117.54 -52.4 -3.1 -0.6 -0.2 0.0 2.2 55.5 0.0 -10.3 0.0 45.2
Area Leq,d 61.0 106.6 36706.6 0.0 0.0 3 117.54 -52.4 -3.1 -0.6 -0.2 0.0 2.2 55.5 0.0 -8.3 0.0 47.2
Area Leq,n 61.0 106.6 36706.6 0.0 0.0 3 117.54 -52.4 -3.1 -0.6 -0.2 0.0 2.2 55.5 0.0
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Rosemead Condos
Mean propagation Leq

Mitigated

Source type Time

slice

Li

dB(A)

R'w

dB

L'w

dB(A)

Lw

dB(A)

l or A

m,m²

KI

dB

KT

dB

DO

dB

S

m

Adiv

dB

Agr

dB

Abar

dB

Aatm

dB

Amisc

dB

ADI

dB

dLrefl

dB(A)

Ls

dB(A)

Cmet

dB

dLw

dB

ZR

dB

Lr

dB(A)

Area Ldn 44.4 90.0 36706.6 0.0 0.0 0 117.54 -52.4 -1.1 -0.5 -0.9 0.0 2.6 37.7 0.0 -10.3 0.0 27.4
Area Leq,d 44.4 90.0 36706.6 0.0 0.0 0 117.54 -52.4 -1.1 -0.5 -0.9 0.0 2.6 37.7 0.0 -8.3 0.0 29.5
Area Leq,n 44.4 90.0 36706.6 0.0 0.0 0 117.54 -52.4 -1.1 -0.5 -0.9 0.0 2.6 37.7 0.0
Area Ldn 56.0 101.6 36706.6 0.0 0.0 3 117.66 -52.4 -3.6 -0.8 -0.2 0.0 2.3 49.8 0.0 -5.4 0.0 44.5
Area Leq,d 56.0 101.6 36706.6 0.0 0.0 3 117.66 -52.4 -3.6 -0.8 -0.2 0.0 2.3 49.8 0.0 -3.3 0.0 46.5
Area Leq,n 56.0 101.6 36706.6 0.0 0.0 3 117.66 -52.4 -3.6 -0.8 -0.2 0.0 2.3 49.8 0.0
Area Ldn 56.0 101.6 36706.6 0.0 0.0 3 117.54 -52.4 -3.1 -0.6 -0.2 0.0 2.2 50.5 0.0 -6.3 0.0 44.2
Area Leq,d 56.0 101.6 36706.6 0.0 0.0 3 117.54 -52.4 -3.1 -0.6 -0.2 0.0 2.2 50.5 0.0 -4.3 0.0 46.2
Area Leq,n 56.0 101.6 36706.6 0.0 0.0 3 117.54 -52.4 -3.1 -0.6 -0.2 0.0 2.2 50.5 0.0
Area Ldn 56.0 101.6 36706.6 0.0 0.0 3 117.54 -52.4 -3.1 -0.6 -0.2 0.0 2.2 50.5 0.0 -6.3 0.0 44.2
Area Leq,d 56.0 101.6 36706.6 0.0 0.0 3 117.54 -52.4 -3.1 -0.6 -0.2 0.0 2.2 50.5 0.0 -4.3 0.0 46.2
Area Leq,n 56.0 101.6 36706.6 0.0 0.0 3 117.54 -52.4 -3.1 -0.6 -0.2 0.0 2.2 50.5 0.0
Area Ldn 61.0 106.6 36706.6 0.0 0.0 3 117.54 -52.4 -3.1 -0.6 -0.2 0.0 2.2 55.5 0.0 -5.4 0.0 50.1
Area Leq,d 61.0 106.6 36706.6 0.0 0.0 3 117.54 -52.4 -3.1 -0.6 -0.2 0.0 2.2 55.5 0.0 -3.3 0.0 52.2
Area Leq,n 61.0 106.6 36706.6 0.0 0.0 3 117.54 -52.4 -3.1 -0.6 -0.2 0.0 2.2 55.5 0.0
Area Ldn 61.0 106.6 36707.6 0.0 0.0 3 117.54 -52.4 -3.1 -0.6 -0.2 0.0 2.2 55.5 0.0 -9.3 0.0 46.2
Area Leq,d 61.0 106.6 36707.6 0.0 0.0 3 117.54 -52.4 -3.1 -0.6 -0.2 0.0 2.2 55.5 0.0 -7.3 0.0 48.2
Area Leq,n 61.0 106.6 36707.6 0.0 0.0 3 117.54 -52.4 -3.1 -0.6 -0.2 0.0 2.2 55.5 0.0
Area Ldn 61.0 106.6 36706.6 0.0 0.0 3 117.54 -52.4 -3.1 -0.6 -0.2 0.0 2.2 55.5 0.0 -9.3 0.0 46.2
Area Leq,d 61.0 106.6 36706.6 0.0 0.0 3 117.54 -52.4 -3.1 -0.6 -0.2 0.0 2.2 55.5 0.0 -7.3 0.0 48.2
Area Leq,n 61.0 106.6 36706.6 0.0 0.0 3 117.54 -52.4 -3.1 -0.6 -0.2 0.0 2.2 55.5 0.0
Area Ldn 59.0 104.6 36706.9 0.0 0.0 3 117.54 -52.4 -3.1 -0.6 -0.2 0.0 2.2 53.5 0.0 -6.3 0.0 47.2
Area Leq,d 59.0 104.6 36706.9 0.0 0.0 3 117.54 -52.4 -3.1 -0.6 -0.2 0.0 2.2 53.5 0.0 -4.3 0.0 49.2
Area Leq,n 59.0 104.6 36706.9 0.0 0.0 3 117.54 -52.4 -3.1 -0.6 -0.2 0.0 2.2 53.5 0.0

Receiver 1 University of West   Fl G    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 53.6 dB(A)   Leq,d 55.7 dB(A)   Leq,n  dB(A)

Area Ldn 61.0 106.6 36706.6 0.0 0.0 3 107.08 -51.6 -3.9 -1.0 -0.2 0.0 0.7 53.7 0.0 -10.3 0.0 43.4
Area Leq,d 61.0 106.6 36706.6 0.0 0.0 3 107.08 -51.6 -3.9 -1.0 -0.2 0.0 0.7 53.7 0.0 -8.3 0.0 45.4
Area Leq,n 61.0 106.6 36706.6 0.0 0.0 3 107.08 -51.6 -3.9 -1.0 -0.2 0.0 0.7 53.7 0.0
Area Ldn 44.4 90.0 36706.6 0.0 0.0 0 107.08 -51.6 -1.6 -4.1 -0.7 0.0 1.0 33.0 0.0 -10.3 0.0 22.7
Area Leq,d 44.4 90.0 36706.6 0.0 0.0 0 107.08 -51.6 -1.6 -4.1 -0.7 0.0 1.0 33.0 0.0 -8.3 0.0 24.7
Area Leq,n 44.4 90.0 36706.6 0.0 0.0 0 107.08 -51.6 -1.6 -4.1 -0.7 0.0 1.0 33.0 0.0
Area Ldn 56.0 101.6 36706.6 0.0 0.0 3 107.11 -51.6 -4.4 -1.2 -0.2 0.0 0.7 47.9 0.0 -5.4 0.0 42.6
Area Leq,d 56.0 101.6 36706.6 0.0 0.0 3 107.11 -51.6 -4.4 -1.2 -0.2 0.0 0.7 47.9 0.0 -3.3 0.0 44.6

SoundPLAN 9.0

Kimley-Horn  445 24th St, Suite 200 Vero Beach, FL 32960 USA 2



Rosemead Condos
Mean propagation Leq

Mitigated

Source type Time

slice

Li

dB(A)

R'w

dB

L'w

dB(A)

Lw

dB(A)

l or A

m,m²

KI

dB

KT

dB

DO

dB

S

m

Adiv

dB

Agr

dB

Abar

dB

Aatm

dB

Amisc

dB

ADI

dB

dLrefl

dB(A)

Ls

dB(A)

Cmet

dB

dLw

dB

ZR

dB

Lr

dB(A)

Area Leq,n 56.0 101.6 36706.6 0.0 0.0 3 107.11 -51.6 -4.4 -1.2 -0.2 0.0 0.7 47.9 0.0
Area Ldn 56.0 101.6 36706.6 0.0 0.0 3 107.08 -51.6 -3.9 -1.0 -0.2 0.0 0.7 48.7 0.0 -6.3 0.0 42.4
Area Leq,d 56.0 101.6 36706.6 0.0 0.0 3 107.08 -51.6 -3.9 -1.0 -0.2 0.0 0.7 48.7 0.0 -4.3 0.0 44.4
Area Leq,n 56.0 101.6 36706.6 0.0 0.0 3 107.08 -51.6 -3.9 -1.0 -0.2 0.0 0.7 48.7 0.0
Area Ldn 56.0 101.6 36706.6 0.0 0.0 3 107.08 -51.6 -3.9 -1.0 -0.2 0.0 0.7 48.7 0.0 -6.3 0.0 42.4
Area Leq,d 56.0 101.6 36706.6 0.0 0.0 3 107.08 -51.6 -3.9 -1.0 -0.2 0.0 0.7 48.7 0.0 -4.3 0.0 44.4
Area Leq,n 56.0 101.6 36706.6 0.0 0.0 3 107.08 -51.6 -3.9 -1.0 -0.2 0.0 0.7 48.7 0.0
Area Ldn 61.0 106.6 36706.6 0.0 0.0 3 107.08 -51.6 -3.9 -1.0 -0.2 0.0 0.7 53.7 0.0 -5.4 0.0 48.3
Area Leq,d 61.0 106.6 36706.6 0.0 0.0 3 107.08 -51.6 -3.9 -1.0 -0.2 0.0 0.7 53.7 0.0 -3.3 0.0 50.4
Area Leq,n 61.0 106.6 36706.6 0.0 0.0 3 107.08 -51.6 -3.9 -1.0 -0.2 0.0 0.7 53.7 0.0
Area Ldn 61.0 106.6 36707.6 0.0 0.0 3 107.08 -51.6 -3.9 -1.0 -0.2 0.0 0.7 53.7 0.0 -9.3 0.0 44.3
Area Leq,d 61.0 106.6 36707.6 0.0 0.0 3 107.08 -51.6 -3.9 -1.0 -0.2 0.0 0.7 53.7 0.0 -7.3 0.0 46.4
Area Leq,n 61.0 106.6 36707.6 0.0 0.0 3 107.08 -51.6 -3.9 -1.0 -0.2 0.0 0.7 53.7 0.0
Area Ldn 61.0 106.6 36706.6 0.0 0.0 3 107.08 -51.6 -3.9 -1.0 -0.2 0.0 0.7 53.7 0.0 -9.3 0.0 44.3
Area Leq,d 61.0 106.6 36706.6 0.0 0.0 3 107.08 -51.6 -3.9 -1.0 -0.2 0.0 0.7 53.7 0.0 -7.3 0.0 46.4
Area Leq,n 61.0 106.6 36706.6 0.0 0.0 3 107.08 -51.6 -3.9 -1.0 -0.2 0.0 0.7 53.7 0.0
Area Ldn 59.0 104.6 36706.9 0.0 0.0 3 107.08 -51.6 -3.9 -1.0 -0.2 0.0 0.7 51.7 0.0 -6.3 0.0 45.4
Area Leq,d 59.0 104.6 36706.9 0.0 0.0 3 107.08 -51.6 -3.9 -1.0 -0.2 0.0 0.7 51.7 0.0 -4.3 0.0 47.4
Area Leq,n 59.0 104.6 36706.9 0.0 0.0 3 107.08 -51.6 -3.9 -1.0 -0.2 0.0 0.7 51.7 0.0

Receiver 1 University of West   Fl F2    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 54.8 dB(A)   Leq,d 56.8 dB(A)   Leq,n  dB(A)

Area Ldn 61.0 106.6 36706.6 0.0 0.0 3 107.17 -51.6 -3.0 -0.7 -0.2 0.0 0.7 54.8 0.0 -10.3 0.0 44.5
Area Leq,d 61.0 106.6 36706.6 0.0 0.0 3 107.17 -51.6 -3.0 -0.7 -0.2 0.0 0.7 54.8 0.0 -8.3 0.0 46.5
Area Leq,n 61.0 106.6 36706.6 0.0 0.0 3 107.17 -51.6 -3.0 -0.7 -0.2 0.0 0.7 54.8 0.0
Area Ldn 44.4 90.0 36706.6 0.0 0.0 0 107.17 -51.6 -1.1 -0.5 -0.8 0.0 0.8 36.8 0.0 -10.3 0.0 26.5
Area Leq,d 44.4 90.0 36706.6 0.0 0.0 0 107.17 -51.6 -1.1 -0.5 -0.8 0.0 0.8 36.8 0.0 -8.3 0.0 28.5
Area Leq,n 44.4 90.0 36706.6 0.0 0.0 0 107.17 -51.6 -1.1 -0.5 -0.8 0.0 0.8 36.8 0.0
Area Ldn 56.0 101.6 36706.6 0.0 0.0 3 107.29 -51.6 -3.5 -0.9 -0.2 0.0 0.7 49.1 0.0 -5.4 0.0 43.8
Area Leq,d 56.0 101.6 36706.6 0.0 0.0 3 107.29 -51.6 -3.5 -0.9 -0.2 0.0 0.7 49.1 0.0 -3.3 0.0 45.8
Area Leq,n 56.0 101.6 36706.6 0.0 0.0 3 107.29 -51.6 -3.5 -0.9 -0.2 0.0 0.7 49.1 0.0
Area Ldn 56.0 101.6 36706.6 0.0 0.0 3 107.17 -51.6 -3.0 -0.7 -0.2 0.0 0.7 49.8 0.0 -6.3 0.0 43.5
Area Leq,d 56.0 101.6 36706.6 0.0 0.0 3 107.17 -51.6 -3.0 -0.7 -0.2 0.0 0.7 49.8 0.0 -4.3 0.0 45.5
Area Leq,n 56.0 101.6 36706.6 0.0 0.0 3 107.17 -51.6 -3.0 -0.7 -0.2 0.0 0.7 49.8 0.0
Area Ldn 56.0 101.6 36706.6 0.0 0.0 3 107.17 -51.6 -3.0 -0.7 -0.2 0.0 0.7 49.8 0.0 -6.3 0.0 43.5
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Rosemead Condos
Mean propagation Leq

Mitigated

Source type Time

slice

Li

dB(A)

R'w
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dB(A)
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dLw
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Lr

dB(A)

Area Leq,d 56.0 101.6 36706.6 0.0 0.0 3 107.17 -51.6 -3.0 -0.7 -0.2 0.0 0.7 49.8 0.0 -4.3 0.0 45.5
Area Leq,n 56.0 101.6 36706.6 0.0 0.0 3 107.17 -51.6 -3.0 -0.7 -0.2 0.0 0.7 49.8 0.0
Area Ldn 61.0 106.6 36706.6 0.0 0.0 3 107.17 -51.6 -3.0 -0.7 -0.2 0.0 0.7 54.8 0.0 -5.4 0.0 49.4
Area Leq,d 61.0 106.6 36706.6 0.0 0.0 3 107.17 -51.6 -3.0 -0.7 -0.2 0.0 0.7 54.8 0.0 -3.3 0.0 51.5
Area Leq,n 61.0 106.6 36706.6 0.0 0.0 3 107.17 -51.6 -3.0 -0.7 -0.2 0.0 0.7 54.8 0.0
Area Ldn 61.0 106.6 36707.6 0.0 0.0 3 107.17 -51.6 -3.0 -0.7 -0.2 0.0 0.7 54.8 0.0 -9.3 0.0 45.5
Area Leq,d 61.0 106.6 36707.6 0.0 0.0 3 107.17 -51.6 -3.0 -0.7 -0.2 0.0 0.7 54.8 0.0 -7.3 0.0 47.5
Area Leq,n 61.0 106.6 36707.6 0.0 0.0 3 107.17 -51.6 -3.0 -0.7 -0.2 0.0 0.7 54.8 0.0
Area Ldn 61.0 106.6 36706.6 0.0 0.0 3 107.17 -51.6 -3.0 -0.7 -0.2 0.0 0.7 54.8 0.0 -9.3 0.0 45.5
Area Leq,d 61.0 106.6 36706.6 0.0 0.0 3 107.17 -51.6 -3.0 -0.7 -0.2 0.0 0.7 54.8 0.0 -7.3 0.0 47.5
Area Leq,n 61.0 106.6 36706.6 0.0 0.0 3 107.17 -51.6 -3.0 -0.7 -0.2 0.0 0.7 54.8 0.0
Area Ldn 59.0 104.6 36706.9 0.0 0.0 3 107.17 -51.6 -3.0 -0.7 -0.2 0.0 0.7 52.8 0.0 -6.3 0.0 46.5
Area Leq,d 59.0 104.6 36706.9 0.0 0.0 3 107.17 -51.6 -3.0 -0.7 -0.2 0.0 0.7 52.8 0.0 -4.3 0.0 48.5
Area Leq,n 59.0 104.6 36706.9 0.0 0.0 3 107.17 -51.6 -3.0 -0.7 -0.2 0.0 0.7 52.8 0.0

Receiver 2 Residential   Fl G    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 36.9 dB(A)   Leq,d 38.9 dB(A)   Leq,n  dB(A)

Area Ldn 61.0 106.6 36706.6 0.0 0.0 3 306.46 -60.7 -4.6 -6.7 -0.6 0.0 0.0 37.0 0.0 -10.3 0.0 26.7
Area Leq,d 61.0 106.6 36706.6 0.0 0.0 3 306.46 -60.7 -4.6 -6.7 -0.6 0.0 0.0 37.0 0.0 -8.3 0.0 28.7
Area Leq,n 61.0 106.6 36706.6 0.0 0.0 3 306.46 -60.7 -4.6 -6.7 -0.6 0.0 0.0 37.0 0.0
Area Ldn 44.4 90.0 36706.6 0.0 0.0 0 306.46 -60.7 -1.7 -10.8 -0.8 0.0 1.7 17.7 0.0 -10.3 0.0 7.4
Area Leq,d 44.4 90.0 36706.6 0.0 0.0 0 306.46 -60.7 -1.7 -10.8 -0.8 0.0 1.7 17.7 0.0 -8.3 0.0 9.4
Area Leq,n 44.4 90.0 36706.6 0.0 0.0 0 306.46 -60.7 -1.7 -10.8 -0.8 0.0 1.7 17.7 0.0
Area Ldn 56.0 101.6 36706.6 0.0 0.0 3 306.45 -60.7 -4.7 -7.6 -0.6 0.0 0.0 31.0 0.0 -5.4 0.0 25.6
Area Leq,d 56.0 101.6 36706.6 0.0 0.0 3 306.45 -60.7 -4.7 -7.6 -0.6 0.0 0.0 31.0 0.0 -3.3 0.0 27.7
Area Leq,n 56.0 101.6 36706.6 0.0 0.0 3 306.45 -60.7 -4.7 -7.6 -0.6 0.0 0.0 31.0 0.0
Area Ldn 56.0 101.6 36706.6 0.0 0.0 3 306.46 -60.7 -4.6 -6.7 -0.6 0.0 0.0 32.0 0.0 -6.3 0.0 25.6
Area Leq,d 56.0 101.6 36706.6 0.0 0.0 3 306.46 -60.7 -4.6 -6.7 -0.6 0.0 0.0 32.0 0.0 -4.3 0.0 27.7
Area Leq,n 56.0 101.6 36706.6 0.0 0.0 3 306.46 -60.7 -4.6 -6.7 -0.6 0.0 0.0 32.0 0.0
Area Ldn 56.0 101.6 36706.6 0.0 0.0 3 306.46 -60.7 -4.6 -6.7 -0.6 0.0 0.0 32.0 0.0 -6.3 0.0 25.6
Area Leq,d 56.0 101.6 36706.6 0.0 0.0 3 306.46 -60.7 -4.6 -6.7 -0.6 0.0 0.0 32.0 0.0 -4.3 0.0 27.7
Area Leq,n 56.0 101.6 36706.6 0.0 0.0 3 306.46 -60.7 -4.6 -6.7 -0.6 0.0 0.0 32.0 0.0
Area Ldn 61.0 106.6 36706.6 0.0 0.0 3 306.46 -60.7 -4.6 -6.7 -0.6 0.0 0.0 37.0 0.0 -5.4 0.0 31.6
Area Leq,d 61.0 106.6 36706.6 0.0 0.0 3 306.46 -60.7 -4.6 -6.7 -0.6 0.0 0.0 37.0 0.0 -3.3 0.0 33.6
Area Leq,n 61.0 106.6 36706.6 0.0 0.0 3 306.46 -60.7 -4.6 -6.7 -0.6 0.0 0.0 37.0 0.0
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Rosemead Condos
Mean propagation Leq

Mitigated

Source type Time
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dB
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dB(A)

Area Ldn 61.0 106.6 36707.6 0.0 0.0 3 306.46 -60.7 -4.6 -6.7 -0.6 0.0 0.0 37.0 0.0 -9.3 0.0 27.6
Area Leq,d 61.0 106.6 36707.6 0.0 0.0 3 306.46 -60.7 -4.6 -6.7 -0.6 0.0 0.0 37.0 0.0 -7.3 0.0 29.7
Area Leq,n 61.0 106.6 36707.6 0.0 0.0 3 306.46 -60.7 -4.6 -6.7 -0.6 0.0 0.0 37.0 0.0
Area Ldn 61.0 106.6 36706.6 0.0 0.0 3 306.46 -60.7 -4.6 -6.7 -0.6 0.0 0.0 37.0 0.0 -9.3 0.0 27.6
Area Leq,d 61.0 106.6 36706.6 0.0 0.0 3 306.46 -60.7 -4.6 -6.7 -0.6 0.0 0.0 37.0 0.0 -7.3 0.0 29.7
Area Leq,n 61.0 106.6 36706.6 0.0 0.0 3 306.46 -60.7 -4.6 -6.7 -0.6 0.0 0.0 37.0 0.0
Area Ldn 59.0 104.6 36706.9 0.0 0.0 3 306.46 -60.7 -4.6 -6.7 -0.6 0.0 0.0 35.0 0.0 -6.3 0.0 28.6
Area Leq,d 59.0 104.6 36706.9 0.0 0.0 3 306.46 -60.7 -4.6 -6.7 -0.6 0.0 0.0 35.0 0.0 -4.3 0.0 30.7
Area Leq,n 59.0 104.6 36706.9 0.0 0.0 3 306.46 -60.7 -4.6 -6.7 -0.6 0.0 0.0 35.0 0.0

Receiver 3 Residential   Fl G    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 49.6 dB(A)   Leq,d 51.6 dB(A)   Leq,n  dB(A)

Area Ldn 61.0 106.6 36706.6 0.0 0.0 3 122.73 -52.8 -4.1 -4.0 -0.3 0.0 1.2 49.6 0.0 -10.3 0.0 39.3
Area Leq,d 61.0 106.6 36706.6 0.0 0.0 3 122.73 -52.8 -4.1 -4.0 -0.3 0.0 1.2 49.6 0.0 -8.3 0.0 41.4
Area Leq,n 61.0 106.6 36706.6 0.0 0.0 3 122.73 -52.8 -4.1 -4.0 -0.3 0.0 1.2 49.6 0.0
Area Ldn 44.4 90.0 36706.6 0.0 0.0 0 122.74 -52.8 -1.6 -8.1 -0.6 0.0 1.4 28.2 0.0 -10.3 0.0 17.9
Area Leq,d 44.4 90.0 36706.6 0.0 0.0 0 122.74 -52.8 -1.6 -8.1 -0.6 0.0 1.4 28.2 0.0 -8.3 0.0 20.0
Area Leq,n 44.4 90.0 36706.6 0.0 0.0 0 122.74 -52.8 -1.6 -8.1 -0.6 0.0 1.4 28.2 0.0
Area Ldn 56.0 101.6 36706.6 0.0 0.0 3 122.76 -52.8 -4.5 -4.7 -0.3 0.0 1.2 43.6 0.0 -5.4 0.0 38.2
Area Leq,d 56.0 101.6 36706.6 0.0 0.0 3 122.76 -52.8 -4.5 -4.7 -0.3 0.0 1.2 43.6 0.0 -3.3 0.0 40.3
Area Leq,n 56.0 101.6 36706.6 0.0 0.0 3 122.76 -52.8 -4.5 -4.7 -0.3 0.0 1.2 43.6 0.0
Area Ldn 56.0 101.6 36706.6 0.0 0.0 3 122.74 -52.8 -4.1 -4.0 -0.3 0.0 1.2 44.6 0.0 -6.3 0.0 38.3
Area Leq,d 56.0 101.6 36706.6 0.0 0.0 3 122.74 -52.8 -4.1 -4.0 -0.3 0.0 1.2 44.6 0.0 -4.3 0.0 40.4
Area Leq,n 56.0 101.6 36706.6 0.0 0.0 3 122.74 -52.8 -4.1 -4.0 -0.3 0.0 1.2 44.6 0.0
Area Ldn 56.0 101.6 36706.6 0.0 0.0 3 122.74 -52.8 -4.1 -4.0 -0.3 0.0 1.2 44.6 0.0 -6.3 0.0 38.3
Area Leq,d 56.0 101.6 36706.6 0.0 0.0 3 122.74 -52.8 -4.1 -4.0 -0.3 0.0 1.2 44.6 0.0 -4.3 0.0 40.4
Area Leq,n 56.0 101.6 36706.6 0.0 0.0 3 122.74 -52.8 -4.1 -4.0 -0.3 0.0 1.2 44.6 0.0
Area Ldn 61.0 106.6 36706.6 0.0 0.0 3 122.74 -52.8 -4.1 -4.0 -0.3 0.0 1.2 49.6 0.0 -5.4 0.0 44.3
Area Leq,d 61.0 106.6 36706.6 0.0 0.0 3 122.74 -52.8 -4.1 -4.0 -0.3 0.0 1.2 49.6 0.0 -3.3 0.0 46.3
Area Leq,n 61.0 106.6 36706.6 0.0 0.0 3 122.74 -52.8 -4.1 -4.0 -0.3 0.0 1.2 49.6 0.0
Area Ldn 61.0 106.6 36707.6 0.0 0.0 3 122.73 -52.8 -4.1 -4.0 -0.3 0.0 1.2 49.6 0.0 -9.3 0.0 40.3
Area Leq,d 61.0 106.6 36707.6 0.0 0.0 3 122.73 -52.8 -4.1 -4.0 -0.3 0.0 1.2 49.6 0.0 -7.3 0.0 42.3
Area Leq,n 61.0 106.6 36707.6 0.0 0.0 3 122.73 -52.8 -4.1 -4.0 -0.3 0.0 1.2 49.6 0.0
Area Ldn 61.0 106.6 36706.6 0.0 0.0 3 122.74 -52.8 -4.1 -4.0 -0.3 0.0 1.2 49.6 0.0 -9.3 0.0 40.3
Area Leq,d 61.0 106.6 36706.6 0.0 0.0 3 122.74 -52.8 -4.1 -4.0 -0.3 0.0 1.2 49.6 0.0 -7.3 0.0 42.3
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Rosemead Condos
Mean propagation Leq

Mitigated
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Area Leq,n 61.0 106.6 36706.6 0.0 0.0 3 122.74 -52.8 -4.1 -4.0 -0.3 0.0 1.2 49.6 0.0
Area Ldn 59.0 104.6 36706.9 0.0 0.0 3 122.74 -52.8 -4.1 -4.0 -0.3 0.0 1.2 47.6 0.0 -6.3 0.0 41.3
Area Leq,d 59.0 104.6 36706.9 0.0 0.0 3 122.74 -52.8 -4.1 -4.0 -0.3 0.0 1.2 47.6 0.0 -4.3 0.0 43.4
Area Leq,n 59.0 104.6 36706.9 0.0 0.0 3 122.74 -52.8 -4.1 -4.0 -0.3 0.0 1.2 47.6 0.0

Receiver 3 Residential   Fl F2    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 51.5 dB(A)   Leq,d 53.6 dB(A)   Leq,n  dB(A)

Area Ldn 61.0 106.6 36706.6 0.0 0.0 3 122.80 -52.8 -3.4 -2.9 -0.2 0.0 1.3 51.6 0.0 -10.3 0.0 41.3
Area Leq,d 61.0 106.6 36706.6 0.0 0.0 3 122.80 -52.8 -3.4 -2.9 -0.2 0.0 1.3 51.6 0.0 -8.3 0.0 43.3
Area Leq,n 61.0 106.6 36706.6 0.0 0.0 3 122.80 -52.8 -3.4 -2.9 -0.2 0.0 1.3 51.6 0.0
Area Ldn 44.4 90.0 36706.6 0.0 0.0 0 122.80 -52.8 -1.1 -5.6 -0.7 0.0 1.5 31.2 0.0 -10.3 0.0 20.9
Area Leq,d 44.4 90.0 36706.6 0.0 0.0 0 122.80 -52.8 -1.1 -5.6 -0.7 0.0 1.5 31.2 0.0 -8.3 0.0 22.9
Area Leq,n 44.4 90.0 36706.6 0.0 0.0 0 122.80 -52.8 -1.1 -5.6 -0.7 0.0 1.5 31.2 0.0
Area Ldn 56.0 101.6 36706.6 0.0 0.0 3 122.89 -52.8 -3.8 -3.3 -0.3 0.0 1.3 45.7 0.0 -5.4 0.0 40.4
Area Leq,d 56.0 101.6 36706.6 0.0 0.0 3 122.89 -52.8 -3.8 -3.3 -0.3 0.0 1.3 45.7 0.0 -3.3 0.0 42.4
Area Leq,n 56.0 101.6 36706.6 0.0 0.0 3 122.89 -52.8 -3.8 -3.3 -0.3 0.0 1.3 45.7 0.0
Area Ldn 56.0 101.6 36706.6 0.0 0.0 3 122.80 -52.8 -3.4 -2.9 -0.2 0.0 1.3 46.6 0.0 -6.3 0.0 40.2
Area Leq,d 56.0 101.6 36706.6 0.0 0.0 3 122.80 -52.8 -3.4 -2.9 -0.2 0.0 1.3 46.6 0.0 -4.3 0.0 42.3
Area Leq,n 56.0 101.6 36706.6 0.0 0.0 3 122.80 -52.8 -3.4 -2.9 -0.2 0.0 1.3 46.6 0.0
Area Ldn 56.0 101.6 36706.6 0.0 0.0 3 122.80 -52.8 -3.4 -2.9 -0.2 0.0 1.3 46.6 0.0 -6.3 0.0 40.2
Area Leq,d 56.0 101.6 36706.6 0.0 0.0 3 122.80 -52.8 -3.4 -2.9 -0.2 0.0 1.3 46.6 0.0 -4.3 0.0 42.3
Area Leq,n 56.0 101.6 36706.6 0.0 0.0 3 122.80 -52.8 -3.4 -2.9 -0.2 0.0 1.3 46.6 0.0
Area Ldn 61.0 106.6 36706.6 0.0 0.0 3 122.80 -52.8 -3.4 -2.9 -0.2 0.0 1.3 51.6 0.0 -5.4 0.0 46.2
Area Leq,d 61.0 106.6 36706.6 0.0 0.0 3 122.80 -52.8 -3.4 -2.9 -0.2 0.0 1.3 51.6 0.0 -3.3 0.0 48.3
Area Leq,n 61.0 106.6 36706.6 0.0 0.0 3 122.80 -52.8 -3.4 -2.9 -0.2 0.0 1.3 51.6 0.0
Area Ldn 61.0 106.6 36707.6 0.0 0.0 3 122.79 -52.8 -3.4 -2.9 -0.2 0.0 1.3 51.6 0.0 -9.3 0.0 42.2
Area Leq,d 61.0 106.6 36707.6 0.0 0.0 3 122.79 -52.8 -3.4 -2.9 -0.2 0.0 1.3 51.6 0.0 -7.3 0.0 44.3
Area Leq,n 61.0 106.6 36707.6 0.0 0.0 3 122.79 -52.8 -3.4 -2.9 -0.2 0.0 1.3 51.6 0.0
Area Ldn 61.0 106.6 36706.6 0.0 0.0 3 122.80 -52.8 -3.4 -2.9 -0.2 0.0 1.3 51.6 0.0 -9.3 0.0 42.2
Area Leq,d 61.0 106.6 36706.6 0.0 0.0 3 122.80 -52.8 -3.4 -2.9 -0.2 0.0 1.3 51.6 0.0 -7.3 0.0 44.3
Area Leq,n 61.0 106.6 36706.6 0.0 0.0 3 122.80 -52.8 -3.4 -2.9 -0.2 0.0 1.3 51.6 0.0
Area Ldn 59.0 104.6 36706.9 0.0 0.0 3 122.80 -52.8 -3.4 -2.9 -0.2 0.0 1.3 49.6 0.0 -6.3 0.0 43.2
Area Leq,d 59.0 104.6 36706.9 0.0 0.0 3 122.80 -52.8 -3.4 -2.9 -0.2 0.0 1.3 49.6 0.0 -4.3 0.0 45.3
Area Leq,n 59.0 104.6 36706.9 0.0 0.0 3 122.80 -52.8 -3.4 -2.9 -0.2 0.0 1.3 49.6 0.0
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Rosemead Condos
Mean propagation Leq

Mitigated
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Receiver 3 Residential   Fl G    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 48.2 dB(A)   Leq,d 50.2 dB(A)   Leq,n  dB(A)

Area Ldn 61.0 106.6 36706.6 0.0 0.0 3 116.64 -52.3 -4.1 -6.0 -0.2 0.0 1.3 48.3 0.0 -10.3 0.0 38.0
Area Leq,d 61.0 106.6 36706.6 0.0 0.0 3 116.64 -52.3 -4.1 -6.0 -0.2 0.0 1.3 48.3 0.0 -8.3 0.0 40.0
Area Leq,n 61.0 106.6 36706.6 0.0 0.0 3 116.64 -52.3 -4.1 -6.0 -0.2 0.0 1.3 48.3 0.0
Area Ldn 44.4 90.0 36706.6 0.0 0.0 0 116.64 -52.3 -1.6 -10.1 -0.5 0.0 1.3 26.8 0.0 -10.3 0.0 16.5
Area Leq,d 44.4 90.0 36706.6 0.0 0.0 0 116.64 -52.3 -1.6 -10.1 -0.5 0.0 1.3 26.8 0.0 -8.3 0.0 18.5
Area Leq,n 44.4 90.0 36706.6 0.0 0.0 0 116.64 -52.3 -1.6 -10.1 -0.5 0.0 1.3 26.8 0.0
Area Ldn 56.0 101.6 36706.6 0.0 0.0 3 116.66 -52.3 -4.4 -6.9 -0.2 0.0 1.3 42.1 0.0 -5.4 0.0 36.7
Area Leq,d 56.0 101.6 36706.6 0.0 0.0 3 116.66 -52.3 -4.4 -6.9 -0.2 0.0 1.3 42.1 0.0 -3.3 0.0 38.8
Area Leq,n 56.0 101.6 36706.6 0.0 0.0 3 116.66 -52.3 -4.4 -6.9 -0.2 0.0 1.3 42.1 0.0
Area Ldn 56.0 101.6 36706.6 0.0 0.0 3 116.64 -52.3 -4.1 -6.0 -0.2 0.0 1.3 43.3 0.0 -6.3 0.0 37.0
Area Leq,d 56.0 101.6 36706.6 0.0 0.0 3 116.64 -52.3 -4.1 -6.0 -0.2 0.0 1.3 43.3 0.0 -4.3 0.0 39.0
Area Leq,n 56.0 101.6 36706.6 0.0 0.0 3 116.64 -52.3 -4.1 -6.0 -0.2 0.0 1.3 43.3 0.0
Area Ldn 56.0 101.6 36706.6 0.0 0.0 3 116.64 -52.3 -4.1 -6.0 -0.2 0.0 1.3 43.3 0.0 -6.3 0.0 37.0
Area Leq,d 56.0 101.6 36706.6 0.0 0.0 3 116.64 -52.3 -4.1 -6.0 -0.2 0.0 1.3 43.3 0.0 -4.3 0.0 39.0
Area Leq,n 56.0 101.6 36706.6 0.0 0.0 3 116.64 -52.3 -4.1 -6.0 -0.2 0.0 1.3 43.3 0.0
Area Ldn 61.0 106.6 36706.6 0.0 0.0 3 116.64 -52.3 -4.1 -6.0 -0.2 0.0 1.3 48.3 0.0 -5.4 0.0 42.9
Area Leq,d 61.0 106.6 36706.6 0.0 0.0 3 116.64 -52.3 -4.1 -6.0 -0.2 0.0 1.3 48.3 0.0 -3.3 0.0 45.0
Area Leq,n 61.0 106.6 36706.6 0.0 0.0 3 116.64 -52.3 -4.1 -6.0 -0.2 0.0 1.3 48.3 0.0
Area Ldn 61.0 106.6 36707.6 0.0 0.0 3 116.64 -52.3 -4.1 -6.0 -0.2 0.0 1.3 48.3 0.0 -9.3 0.0 38.9
Area Leq,d 61.0 106.6 36707.6 0.0 0.0 3 116.64 -52.3 -4.1 -6.0 -0.2 0.0 1.3 48.3 0.0 -7.3 0.0 41.0
Area Leq,n 61.0 106.6 36707.6 0.0 0.0 3 116.64 -52.3 -4.1 -6.0 -0.2 0.0 1.3 48.3 0.0
Area Ldn 61.0 106.6 36706.6 0.0 0.0 3 116.64 -52.3 -4.1 -6.0 -0.2 0.0 1.3 48.3 0.0 -9.3 0.0 38.9
Area Leq,d 61.0 106.6 36706.6 0.0 0.0 3 116.64 -52.3 -4.1 -6.0 -0.2 0.0 1.3 48.3 0.0 -7.3 0.0 41.0
Area Leq,n 61.0 106.6 36706.6 0.0 0.0 3 116.64 -52.3 -4.1 -6.0 -0.2 0.0 1.3 48.3 0.0
Area Ldn 59.0 104.6 36706.9 0.0 0.0 3 116.64 -52.3 -4.1 -6.0 -0.2 0.0 1.3 46.3 0.0 -6.3 0.0 40.0
Area Leq,d 59.0 104.6 36706.9 0.0 0.0 3 116.64 -52.3 -4.1 -6.0 -0.2 0.0 1.3 46.3 0.0 -4.3 0.0 42.0
Area Leq,n 59.0 104.6 36706.9 0.0 0.0 3 116.64 -52.3 -4.1 -6.0 -0.2 0.0 1.3 46.3 0.0

Receiver 3 Residential   Fl F2    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 50.1 dB(A)   Leq,d 52.1 dB(A)   Leq,n  dB(A)

Area Ldn 61.0 106.6 36706.6 0.0 0.0 3 116.71 -52.3 -3.4 -4.8 -0.2 0.0 1.2 50.1 0.0 -10.3 0.0 39.8
Area Leq,d 61.0 106.6 36706.6 0.0 0.0 3 116.71 -52.3 -3.4 -4.8 -0.2 0.0 1.2 50.1 0.0 -8.3 0.0 41.8
Area Leq,n 61.0 106.6 36706.6 0.0 0.0 3 116.71 -52.3 -3.4 -4.8 -0.2 0.0 1.2 50.1 0.0
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Rosemead Condos
Mean propagation Leq

Mitigated

Source type Time

slice
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dB(A)

R'w
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L'w

dB(A)
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l or A

m,m²
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S

m
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dB(A)
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dLw

dB

ZR

dB
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dB(A)

Area Ldn 44.4 90.0 36706.6 0.0 0.0 0 116.71 -52.3 -1.1 -7.4 -0.7 0.0 1.3 29.7 0.0 -10.3 0.0 19.4
Area Leq,d 44.4 90.0 36706.6 0.0 0.0 0 116.71 -52.3 -1.1 -7.4 -0.7 0.0 1.3 29.7 0.0 -8.3 0.0 21.5
Area Leq,n 44.4 90.0 36706.6 0.0 0.0 0 116.71 -52.3 -1.1 -7.4 -0.7 0.0 1.3 29.7 0.0
Area Ldn 56.0 101.6 36706.6 0.0 0.0 3 116.80 -52.3 -3.8 -5.2 -0.2 0.0 1.2 44.3 0.0 -5.4 0.0 38.9
Area Leq,d 56.0 101.6 36706.6 0.0 0.0 3 116.80 -52.3 -3.8 -5.2 -0.2 0.0 1.2 44.3 0.0 -3.3 0.0 41.0
Area Leq,n 56.0 101.6 36706.6 0.0 0.0 3 116.80 -52.3 -3.8 -5.2 -0.2 0.0 1.2 44.3 0.0
Area Ldn 56.0 101.6 36706.6 0.0 0.0 3 116.71 -52.3 -3.4 -4.8 -0.2 0.0 1.2 45.1 0.0 -6.3 0.0 38.8
Area Leq,d 56.0 101.6 36706.6 0.0 0.0 3 116.71 -52.3 -3.4 -4.8 -0.2 0.0 1.2 45.1 0.0 -4.3 0.0 40.8
Area Leq,n 56.0 101.6 36706.6 0.0 0.0 3 116.71 -52.3 -3.4 -4.8 -0.2 0.0 1.2 45.1 0.0
Area Ldn 56.0 101.6 36706.6 0.0 0.0 3 116.71 -52.3 -3.4 -4.8 -0.2 0.0 1.2 45.1 0.0 -6.3 0.0 38.8
Area Leq,d 56.0 101.6 36706.6 0.0 0.0 3 116.71 -52.3 -3.4 -4.8 -0.2 0.0 1.2 45.1 0.0 -4.3 0.0 40.8
Area Leq,n 56.0 101.6 36706.6 0.0 0.0 3 116.71 -52.3 -3.4 -4.8 -0.2 0.0 1.2 45.1 0.0
Area Ldn 61.0 106.6 36706.6 0.0 0.0 3 116.71 -52.3 -3.4 -4.8 -0.2 0.0 1.2 50.1 0.0 -5.4 0.0 44.7
Area Leq,d 61.0 106.6 36706.6 0.0 0.0 3 116.71 -52.3 -3.4 -4.8 -0.2 0.0 1.2 50.1 0.0 -3.3 0.0 46.8
Area Leq,n 61.0 106.6 36706.6 0.0 0.0 3 116.71 -52.3 -3.4 -4.8 -0.2 0.0 1.2 50.1 0.0
Area Ldn 61.0 106.6 36707.6 0.0 0.0 3 116.70 -52.3 -3.4 -4.8 -0.2 0.0 1.2 50.1 0.0 -9.3 0.0 40.8
Area Leq,d 61.0 106.6 36707.6 0.0 0.0 3 116.70 -52.3 -3.4 -4.8 -0.2 0.0 1.2 50.1 0.0 -7.3 0.0 42.8
Area Leq,n 61.0 106.6 36707.6 0.0 0.0 3 116.70 -52.3 -3.4 -4.8 -0.2 0.0 1.2 50.1 0.0
Area Ldn 61.0 106.6 36706.6 0.0 0.0 3 116.71 -52.3 -3.4 -4.8 -0.2 0.0 1.2 50.1 0.0 -9.3 0.0 40.8
Area Leq,d 61.0 106.6 36706.6 0.0 0.0 3 116.71 -52.3 -3.4 -4.8 -0.2 0.0 1.2 50.1 0.0 -7.3 0.0 42.8
Area Leq,n 61.0 106.6 36706.6 0.0 0.0 3 116.71 -52.3 -3.4 -4.8 -0.2 0.0 1.2 50.1 0.0
Area Ldn 59.0 104.6 36706.9 0.0 0.0 3 116.71 -52.3 -3.4 -4.8 -0.2 0.0 1.2 48.1 0.0 -6.3 0.0 41.8
Area Leq,d 59.0 104.6 36706.9 0.0 0.0 3 116.71 -52.3 -3.4 -4.8 -0.2 0.0 1.2 48.1 0.0 -4.3 0.0 43.8
Area Leq,n 59.0 104.6 36706.9 0.0 0.0 3 116.71 -52.3 -3.4 -4.8 -0.2 0.0 1.2 48.1 0.0

Receiver 3 Residential   Fl G    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 49.8 dB(A)   Leq,d 51.8 dB(A)   Leq,n  dB(A)

Area Ldn 61.0 106.6 36706.6 0.0 0.0 3 97.08 -50.7 -3.7 -6.5 -0.2 0.0 1.4 49.9 0.0 -10.3 0.0 39.6
Area Leq,d 61.0 106.6 36706.6 0.0 0.0 3 97.08 -50.7 -3.7 -6.5 -0.2 0.0 1.4 49.9 0.0 -8.3 0.0 41.6
Area Leq,n 61.0 106.6 36706.6 0.0 0.0 3 97.08 -50.7 -3.7 -6.5 -0.2 0.0 1.4 49.9 0.0
Area Ldn 44.4 90.0 36706.6 0.0 0.0 0 97.08 -50.7 -1.5 -10.3 -0.4 0.0 1.8 28.9 0.0 -10.3 0.0 18.6
Area Leq,d 44.4 90.0 36706.6 0.0 0.0 0 97.08 -50.7 -1.5 -10.3 -0.4 0.0 1.8 28.9 0.0 -8.3 0.0 20.6
Area Leq,n 44.4 90.0 36706.6 0.0 0.0 0 97.08 -50.7 -1.5 -10.3 -0.4 0.0 1.8 28.9 0.0
Area Ldn 56.0 101.6 36706.6 0.0 0.0 3 97.11 -50.7 -4.3 -7.1 -0.2 0.0 1.3 43.7 0.0 -5.4 0.0 38.3
Area Leq,d 56.0 101.6 36706.6 0.0 0.0 3 97.11 -50.7 -4.3 -7.1 -0.2 0.0 1.3 43.7 0.0 -3.3 0.0 40.4
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Rosemead Condos
Mean propagation Leq

Mitigated

Source type Time
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Area Leq,n 56.0 101.6 36706.6 0.0 0.0 3 97.11 -50.7 -4.3 -7.1 -0.2 0.0 1.3 43.7 0.0
Area Ldn 56.0 101.6 36706.6 0.0 0.0 3 97.08 -50.7 -3.7 -6.5 -0.2 0.0 1.4 44.9 0.0 -6.3 0.0 38.5
Area Leq,d 56.0 101.6 36706.6 0.0 0.0 3 97.08 -50.7 -3.7 -6.5 -0.2 0.0 1.4 44.9 0.0 -4.3 0.0 40.6
Area Leq,n 56.0 101.6 36706.6 0.0 0.0 3 97.08 -50.7 -3.7 -6.5 -0.2 0.0 1.4 44.9 0.0
Area Ldn 56.0 101.6 36706.6 0.0 0.0 3 97.08 -50.7 -3.7 -6.5 -0.2 0.0 1.4 44.9 0.0 -6.3 0.0 38.5
Area Leq,d 56.0 101.6 36706.6 0.0 0.0 3 97.08 -50.7 -3.7 -6.5 -0.2 0.0 1.4 44.9 0.0 -4.3 0.0 40.6
Area Leq,n 56.0 101.6 36706.6 0.0 0.0 3 97.08 -50.7 -3.7 -6.5 -0.2 0.0 1.4 44.9 0.0
Area Ldn 61.0 106.6 36706.6 0.0 0.0 3 97.08 -50.7 -3.7 -6.5 -0.2 0.0 1.4 49.9 0.0 -5.4 0.0 44.5
Area Leq,d 61.0 106.6 36706.6 0.0 0.0 3 97.08 -50.7 -3.7 -6.5 -0.2 0.0 1.4 49.9 0.0 -3.3 0.0 46.6
Area Leq,n 61.0 106.6 36706.6 0.0 0.0 3 97.08 -50.7 -3.7 -6.5 -0.2 0.0 1.4 49.9 0.0
Area Ldn 61.0 106.6 36707.6 0.0 0.0 3 97.08 -50.7 -3.7 -6.5 -0.2 0.0 1.4 49.9 0.0 -9.3 0.0 40.5
Area Leq,d 61.0 106.6 36707.6 0.0 0.0 3 97.08 -50.7 -3.7 -6.5 -0.2 0.0 1.4 49.9 0.0 -7.3 0.0 42.6
Area Leq,n 61.0 106.6 36707.6 0.0 0.0 3 97.08 -50.7 -3.7 -6.5 -0.2 0.0 1.4 49.9 0.0
Area Ldn 61.0 106.6 36706.6 0.0 0.0 3 97.08 -50.7 -3.7 -6.5 -0.2 0.0 1.4 49.9 0.0 -9.3 0.0 40.5
Area Leq,d 61.0 106.6 36706.6 0.0 0.0 3 97.08 -50.7 -3.7 -6.5 -0.2 0.0 1.4 49.9 0.0 -7.3 0.0 42.6
Area Leq,n 61.0 106.6 36706.6 0.0 0.0 3 97.08 -50.7 -3.7 -6.5 -0.2 0.0 1.4 49.9 0.0
Area Ldn 59.0 104.6 36706.9 0.0 0.0 3 97.08 -50.7 -3.7 -6.5 -0.2 0.0 1.4 47.9 0.0 -6.3 0.0 41.5
Area Leq,d 59.0 104.6 36706.9 0.0 0.0 3 97.08 -50.7 -3.7 -6.5 -0.2 0.0 1.4 47.9 0.0 -4.3 0.0 43.6
Area Leq,n 59.0 104.6 36706.9 0.0 0.0 3 97.08 -50.7 -3.7 -6.5 -0.2 0.0 1.4 47.9 0.0

Receiver 3 Residential   Fl G    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 51.2 dB(A)   Leq,d 53.3 dB(A)   Leq,n  dB(A)

Area Ldn 61.0 106.6 36706.6 0.0 0.0 3 98.20 -50.8 -3.6 -4.9 -0.2 0.0 1.2 51.3 0.0 -10.3 0.0 41.0
Area Leq,d 61.0 106.6 36706.6 0.0 0.0 3 98.20 -50.8 -3.6 -4.9 -0.2 0.0 1.2 51.3 0.0 -8.3 0.0 43.1
Area Leq,n 61.0 106.6 36706.6 0.0 0.0 3 98.20 -50.8 -3.6 -4.9 -0.2 0.0 1.2 51.3 0.0
Area Ldn 44.4 90.0 36706.6 0.0 0.0 0 98.20 -50.8 -1.5 -8.7 -0.4 0.0 1.6 30.2 0.0 -10.3 0.0 19.9
Area Leq,d 44.4 90.0 36706.6 0.0 0.0 0 98.20 -50.8 -1.5 -8.7 -0.4 0.0 1.6 30.2 0.0 -8.3 0.0 21.9
Area Leq,n 44.4 90.0 36706.6 0.0 0.0 0 98.20 -50.8 -1.5 -8.7 -0.4 0.0 1.6 30.2 0.0
Area Ldn 56.0 101.6 36706.6 0.0 0.0 3 98.24 -50.8 -4.2 -5.3 -0.2 0.0 1.2 45.2 0.0 -5.4 0.0 39.9
Area Leq,d 56.0 101.6 36706.6 0.0 0.0 3 98.24 -50.8 -4.2 -5.3 -0.2 0.0 1.2 45.2 0.0 -3.3 0.0 41.9
Area Leq,n 56.0 101.6 36706.6 0.0 0.0 3 98.24 -50.8 -4.2 -5.3 -0.2 0.0 1.2 45.2 0.0
Area Ldn 56.0 101.6 36706.6 0.0 0.0 3 98.20 -50.8 -3.6 -4.9 -0.2 0.0 1.2 46.3 0.0 -6.3 0.0 40.0
Area Leq,d 56.0 101.6 36706.6 0.0 0.0 3 98.20 -50.8 -3.6 -4.9 -0.2 0.0 1.2 46.3 0.0 -4.3 0.0 42.0
Area Leq,n 56.0 101.6 36706.6 0.0 0.0 3 98.20 -50.8 -3.6 -4.9 -0.2 0.0 1.2 46.3 0.0
Area Ldn 56.0 101.6 36706.6 0.0 0.0 3 98.20 -50.8 -3.6 -4.9 -0.2 0.0 1.2 46.3 0.0 -6.3 0.0 40.0
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Rosemead Condos
Mean propagation Leq

Mitigated

Source type Time
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Area Leq,d 56.0 101.6 36706.6 0.0 0.0 3 98.20 -50.8 -3.6 -4.9 -0.2 0.0 1.2 46.3 0.0 -4.3 0.0 42.0
Area Leq,n 56.0 101.6 36706.6 0.0 0.0 3 98.20 -50.8 -3.6 -4.9 -0.2 0.0 1.2 46.3 0.0
Area Ldn 61.0 106.6 36706.6 0.0 0.0 3 98.20 -50.8 -3.6 -4.9 -0.2 0.0 1.2 51.3 0.0 -5.4 0.0 46.0
Area Leq,d 61.0 106.6 36706.6 0.0 0.0 3 98.20 -50.8 -3.6 -4.9 -0.2 0.0 1.2 51.3 0.0 -3.3 0.0 48.0
Area Leq,n 61.0 106.6 36706.6 0.0 0.0 3 98.20 -50.8 -3.6 -4.9 -0.2 0.0 1.2 51.3 0.0
Area Ldn 61.0 106.6 36707.6 0.0 0.0 3 98.19 -50.8 -3.6 -4.9 -0.2 0.0 1.2 51.3 0.0 -9.3 0.0 42.0
Area Leq,d 61.0 106.6 36707.6 0.0 0.0 3 98.19 -50.8 -3.6 -4.9 -0.2 0.0 1.2 51.3 0.0 -7.3 0.0 44.0
Area Leq,n 61.0 106.6 36707.6 0.0 0.0 3 98.19 -50.8 -3.6 -4.9 -0.2 0.0 1.2 51.3 0.0
Area Ldn 61.0 106.6 36706.6 0.0 0.0 3 98.20 -50.8 -3.6 -4.9 -0.2 0.0 1.2 51.3 0.0 -9.3 0.0 42.0
Area Leq,d 61.0 106.6 36706.6 0.0 0.0 3 98.20 -50.8 -3.6 -4.9 -0.2 0.0 1.2 51.3 0.0 -7.3 0.0 44.0
Area Leq,n 61.0 106.6 36706.6 0.0 0.0 3 98.20 -50.8 -3.6 -4.9 -0.2 0.0 1.2 51.3 0.0
Area Ldn 59.0 104.6 36706.9 0.0 0.0 3 98.20 -50.8 -3.6 -4.9 -0.2 0.0 1.2 49.3 0.0 -6.3 0.0 43.0
Area Leq,d 59.0 104.6 36706.9 0.0 0.0 3 98.20 -50.8 -3.6 -4.9 -0.2 0.0 1.2 49.3 0.0 -4.3 0.0 45.0
Area Leq,n 59.0 104.6 36706.9 0.0 0.0 3 98.20 -50.8 -3.6 -4.9 -0.2 0.0 1.2 49.3 0.0

Receiver 3 Residential   Fl G    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 51.6 dB(A)   Leq,d 53.7 dB(A)   Leq,n  dB(A)

Area Ldn 61.0 106.6 36706.6 0.0 0.0 3 67.25 -47.5 -1.4 -14.9 -0.1 0.0 6.1 51.7 0.0 -10.3 0.0 41.4
Area Leq,d 61.0 106.6 36706.6 0.0 0.0 3 67.25 -47.5 -1.4 -14.9 -0.1 0.0 6.1 51.7 0.0 -8.3 0.0 43.4
Area Leq,n 61.0 106.6 36706.6 0.0 0.0 3 67.25 -47.5 -1.4 -14.9 -0.1 0.0 6.1 51.7 0.0
Area Ldn 44.4 90.0 36706.6 0.0 0.0 0 67.25 -47.5 -1.0 -15.6 -0.2 0.0 5.4 31.1 0.0 -10.3 0.0 20.8
Area Leq,d 44.4 90.0 36706.6 0.0 0.0 0 67.25 -47.5 -1.0 -15.6 -0.2 0.0 5.4 31.1 0.0 -8.3 0.0 22.8
Area Leq,n 44.4 90.0 36706.6 0.0 0.0 0 67.25 -47.5 -1.0 -15.6 -0.2 0.0 5.4 31.1 0.0
Area Ldn 56.0 101.6 36706.6 0.0 0.0 3 67.79 -47.6 -2.0 -14.7 -0.1 0.0 5.7 45.8 0.0 -5.4 0.0 40.5
Area Leq,d 56.0 101.6 36706.6 0.0 0.0 3 67.79 -47.6 -2.0 -14.7 -0.1 0.0 5.7 45.8 0.0 -3.3 0.0 42.5
Area Leq,n 56.0 101.6 36706.6 0.0 0.0 3 67.79 -47.6 -2.0 -14.7 -0.1 0.0 5.7 45.8 0.0
Area Ldn 56.0 101.6 36706.6 0.0 0.0 3 67.25 -47.5 -1.4 -14.9 -0.1 0.0 6.1 46.7 0.0 -6.3 0.0 40.3
Area Leq,d 56.0 101.6 36706.6 0.0 0.0 3 67.25 -47.5 -1.4 -14.9 -0.1 0.0 6.1 46.7 0.0 -4.3 0.0 42.4
Area Leq,n 56.0 101.6 36706.6 0.0 0.0 3 67.25 -47.5 -1.4 -14.9 -0.1 0.0 6.1 46.7 0.0
Area Ldn 56.0 101.6 36706.6 0.0 0.0 3 67.25 -47.5 -1.4 -14.9 -0.1 0.0 6.1 46.7 0.0 -6.3 0.0 40.3
Area Leq,d 56.0 101.6 36706.6 0.0 0.0 3 67.25 -47.5 -1.4 -14.9 -0.1 0.0 6.1 46.7 0.0 -4.3 0.0 42.4
Area Leq,n 56.0 101.6 36706.6 0.0 0.0 3 67.25 -47.5 -1.4 -14.9 -0.1 0.0 6.1 46.7 0.0
Area Ldn 61.0 106.6 36706.6 0.0 0.0 3 67.25 -47.5 -1.4 -14.9 -0.1 0.0 6.1 51.7 0.0 -5.4 0.0 46.3
Area Leq,d 61.0 106.6 36706.6 0.0 0.0 3 67.25 -47.5 -1.4 -14.9 -0.1 0.0 6.1 51.7 0.0 -3.3 0.0 48.4
Area Leq,n 61.0 106.6 36706.6 0.0 0.0 3 67.25 -47.5 -1.4 -14.9 -0.1 0.0 6.1 51.7 0.0
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Rosemead Condos
Mean propagation Leq

Mitigated

Source type Time

slice

Li

dB(A)

R'w

dB

L'w

dB(A)

Lw

dB(A)

l or A

m,m²

KI

dB

KT

dB

DO

dB

S

m

Adiv

dB

Agr

dB

Abar

dB

Aatm

dB

Amisc

dB

ADI

dB

dLrefl

dB(A)

Ls

dB(A)

Cmet

dB

dLw

dB

ZR

dB

Lr

dB(A)

Area Ldn 61.0 106.6 36707.6 0.0 0.0 3 67.24 -47.5 -1.4 -14.9 -0.1 0.0 6.1 51.7 0.0 -9.3 0.0 42.3
Area Leq,d 61.0 106.6 36707.6 0.0 0.0 3 67.24 -47.5 -1.4 -14.9 -0.1 0.0 6.1 51.7 0.0 -7.3 0.0 44.4
Area Leq,n 61.0 106.6 36707.6 0.0 0.0 3 67.24 -47.5 -1.4 -14.9 -0.1 0.0 6.1 51.7 0.0
Area Ldn 61.0 106.6 36706.6 0.0 0.0 3 67.25 -47.5 -1.4 -14.9 -0.1 0.0 6.1 51.7 0.0 -9.3 0.0 42.3
Area Leq,d 61.0 106.6 36706.6 0.0 0.0 3 67.25 -47.5 -1.4 -14.9 -0.1 0.0 6.1 51.7 0.0 -7.3 0.0 44.4
Area Leq,n 61.0 106.6 36706.6 0.0 0.0 3 67.25 -47.5 -1.4 -14.9 -0.1 0.0 6.1 51.7 0.0
Area Ldn 59.0 104.6 36706.9 0.0 0.0 3 67.23 -47.5 -1.4 -14.9 -0.1 0.0 6.1 49.7 0.0 -6.3 0.0 43.3
Area Leq,d 59.0 104.6 36706.9 0.0 0.0 3 67.23 -47.5 -1.4 -14.9 -0.1 0.0 6.1 49.7 0.0 -4.3 0.0 45.4
Area Leq,n 59.0 104.6 36706.9 0.0 0.0 3 67.23 -47.5 -1.4 -14.9 -0.1 0.0 6.1 49.7 0.0

Receiver 3 Residential   Fl G    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 49.6 dB(A)   Leq,d 51.7 dB(A)   Leq,n  dB(A)

Area Ldn 61.0 106.6 36706.6 0.0 0.0 3 68.69 -47.7 -2.0 -11.0 -0.1 0.0 1.0 49.7 0.0 -10.3 0.0 39.4
Area Leq,d 61.0 106.6 36706.6 0.0 0.0 3 68.69 -47.7 -2.0 -11.0 -0.1 0.0 1.0 49.7 0.0 -8.3 0.0 41.4
Area Leq,n 61.0 106.6 36706.6 0.0 0.0 3 68.69 -47.7 -2.0 -11.0 -0.1 0.0 1.0 49.7 0.0
Area Ldn 44.4 90.0 36706.6 0.0 0.0 0 68.69 -47.7 -1.2 -12.8 -0.2 0.0 0.9 29.1 0.0 -10.3 0.0 18.8
Area Leq,d 44.4 90.0 36706.6 0.0 0.0 0 68.69 -47.7 -1.2 -12.8 -0.2 0.0 0.9 29.1 0.0 -8.3 0.0 20.8
Area Leq,n 44.4 90.0 36706.6 0.0 0.0 0 68.69 -47.7 -1.2 -12.8 -0.2 0.0 0.9 29.1 0.0
Area Ldn 56.0 101.6 36706.6 0.0 0.0 3 68.88 -47.8 -2.8 -11.0 -0.1 0.0 0.9 43.9 0.0 -5.4 0.0 38.5
Area Leq,d 56.0 101.6 36706.6 0.0 0.0 3 68.88 -47.8 -2.8 -11.0 -0.1 0.0 0.9 43.9 0.0 -3.3 0.0 40.6
Area Leq,n 56.0 101.6 36706.6 0.0 0.0 3 68.88 -47.8 -2.8 -11.0 -0.1 0.0 0.9 43.9 0.0
Area Ldn 56.0 101.6 36706.6 0.0 0.0 3 68.69 -47.7 -2.0 -11.0 -0.1 0.0 1.0 44.7 0.0 -6.3 0.0 38.3
Area Leq,d 56.0 101.6 36706.6 0.0 0.0 3 68.69 -47.7 -2.0 -11.0 -0.1 0.0 1.0 44.7 0.0 -4.3 0.0 40.4
Area Leq,n 56.0 101.6 36706.6 0.0 0.0 3 68.69 -47.7 -2.0 -11.0 -0.1 0.0 1.0 44.7 0.0
Area Ldn 56.0 101.6 36706.6 0.0 0.0 3 68.69 -47.7 -2.0 -11.0 -0.1 0.0 1.0 44.7 0.0 -6.3 0.0 38.3
Area Leq,d 56.0 101.6 36706.6 0.0 0.0 3 68.69 -47.7 -2.0 -11.0 -0.1 0.0 1.0 44.7 0.0 -4.3 0.0 40.4
Area Leq,n 56.0 101.6 36706.6 0.0 0.0 3 68.69 -47.7 -2.0 -11.0 -0.1 0.0 1.0 44.7 0.0
Area Ldn 61.0 106.6 36706.6 0.0 0.0 3 68.69 -47.7 -2.0 -11.0 -0.1 0.0 1.0 49.7 0.0 -5.4 0.0 44.3
Area Leq,d 61.0 106.6 36706.6 0.0 0.0 3 68.69 -47.7 -2.0 -11.0 -0.1 0.0 1.0 49.7 0.0 -3.3 0.0 46.4
Area Leq,n 61.0 106.6 36706.6 0.0 0.0 3 68.69 -47.7 -2.0 -11.0 -0.1 0.0 1.0 49.7 0.0
Area Ldn 61.0 106.6 36707.6 0.0 0.0 3 68.68 -47.7 -2.0 -11.0 -0.1 0.0 1.0 49.7 0.0 -9.3 0.0 40.3
Area Leq,d 61.0 106.6 36707.6 0.0 0.0 3 68.68 -47.7 -2.0 -11.0 -0.1 0.0 1.0 49.7 0.0 -7.3 0.0 42.4
Area Leq,n 61.0 106.6 36707.6 0.0 0.0 3 68.68 -47.7 -2.0 -11.0 -0.1 0.0 1.0 49.7 0.0
Area Ldn 61.0 106.6 36706.6 0.0 0.0 3 68.69 -47.7 -2.0 -11.0 -0.1 0.0 1.0 49.7 0.0 -9.3 0.0 40.3
Area Leq,d 61.0 106.6 36706.6 0.0 0.0 3 68.69 -47.7 -2.0 -11.0 -0.1 0.0 1.0 49.7 0.0 -7.3 0.0 42.4
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Rosemead Condos
Mean propagation Leq

Mitigated

Source type Time

slice

Li

dB(A)

R'w

dB

L'w

dB(A)

Lw

dB(A)

l or A

m,m²

KI

dB

KT

dB

DO

dB

S

m

Adiv

dB

Agr

dB

Abar

dB

Aatm

dB

Amisc

dB

ADI

dB

dLrefl

dB(A)

Ls

dB(A)

Cmet

dB

dLw

dB

ZR

dB

Lr

dB(A)

Area Leq,n 61.0 106.6 36706.6 0.0 0.0 3 68.69 -47.7 -2.0 -11.0 -0.1 0.0 1.0 49.7 0.0
Area Ldn 59.0 104.6 36706.9 0.0 0.0 3 68.68 -47.7 -2.0 -11.0 -0.1 0.0 1.0 47.7 0.0 -6.3 0.0 41.3
Area Leq,d 59.0 104.6 36706.9 0.0 0.0 3 68.68 -47.7 -2.0 -11.0 -0.1 0.0 1.0 47.7 0.0 -4.3 0.0 43.4
Area Leq,n 59.0 104.6 36706.9 0.0 0.0 3 68.68 -47.7 -2.0 -11.0 -0.1 0.0 1.0 47.7 0.0

Receiver 3 Residential   Fl G    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 47.7 dB(A)   Leq,d 49.8 dB(A)   Leq,n  dB(A)

Area Ldn 61.0 106.6 36706.6 0.0 0.0 3 65.51 -47.3 -1.6 -13.9 -0.1 0.0 1.2 47.8 0.0 -10.3 0.0 37.5
Area Leq,d 61.0 106.6 36706.6 0.0 0.0 3 65.51 -47.3 -1.6 -13.9 -0.1 0.0 1.2 47.8 0.0 -8.3 0.0 39.5
Area Leq,n 61.0 106.6 36706.6 0.0 0.0 3 65.51 -47.3 -1.6 -13.9 -0.1 0.0 1.2 47.8 0.0
Area Ldn 44.4 90.0 36706.6 0.0 0.0 0 65.51 -47.3 -1.0 -14.9 -0.2 0.0 1.6 28.2 0.0 -10.3 0.0 17.9
Area Leq,d 44.4 90.0 36706.6 0.0 0.0 0 65.51 -47.3 -1.0 -14.9 -0.2 0.0 1.6 28.2 0.0 -8.3 0.0 19.9
Area Leq,n 44.4 90.0 36706.6 0.0 0.0 0 65.51 -47.3 -1.0 -14.9 -0.2 0.0 1.6 28.2 0.0
Area Ldn 56.0 101.6 36706.6 0.0 0.0 3 65.89 -47.4 -2.3 -13.6 -0.1 0.0 1.0 42.2 0.0 -5.4 0.0 36.8
Area Leq,d 56.0 101.6 36706.6 0.0 0.0 3 65.89 -47.4 -2.3 -13.6 -0.1 0.0 1.0 42.2 0.0 -3.3 0.0 38.9
Area Leq,n 56.0 101.6 36706.6 0.0 0.0 3 65.89 -47.4 -2.3 -13.6 -0.1 0.0 1.0 42.2 0.0
Area Ldn 56.0 101.6 36706.6 0.0 0.0 3 65.51 -47.3 -1.6 -13.9 -0.1 0.0 1.2 42.8 0.0 -6.3 0.0 36.4
Area Leq,d 56.0 101.6 36706.6 0.0 0.0 3 65.51 -47.3 -1.6 -13.9 -0.1 0.0 1.2 42.8 0.0 -4.3 0.0 38.5
Area Leq,n 56.0 101.6 36706.6 0.0 0.0 3 65.51 -47.3 -1.6 -13.9 -0.1 0.0 1.2 42.8 0.0
Area Ldn 56.0 101.6 36706.6 0.0 0.0 3 65.51 -47.3 -1.6 -13.9 -0.1 0.0 1.2 42.8 0.0 -6.3 0.0 36.4
Area Leq,d 56.0 101.6 36706.6 0.0 0.0 3 65.51 -47.3 -1.6 -13.9 -0.1 0.0 1.2 42.8 0.0 -4.3 0.0 38.5
Area Leq,n 56.0 101.6 36706.6 0.0 0.0 3 65.51 -47.3 -1.6 -13.9 -0.1 0.0 1.2 42.8 0.0
Area Ldn 61.0 106.6 36706.6 0.0 0.0 3 65.51 -47.3 -1.6 -13.9 -0.1 0.0 1.2 47.8 0.0 -5.4 0.0 42.4
Area Leq,d 61.0 106.6 36706.6 0.0 0.0 3 65.51 -47.3 -1.6 -13.9 -0.1 0.0 1.2 47.8 0.0 -3.3 0.0 44.4
Area Leq,n 61.0 106.6 36706.6 0.0 0.0 3 65.51 -47.3 -1.6 -13.9 -0.1 0.0 1.2 47.8 0.0
Area Ldn 61.0 106.6 36707.6 0.0 0.0 3 65.49 -47.3 -1.6 -13.9 -0.1 0.0 1.2 47.8 0.0 -9.3 0.0 38.4
Area Leq,d 61.0 106.6 36707.6 0.0 0.0 3 65.49 -47.3 -1.6 -13.9 -0.1 0.0 1.2 47.8 0.0 -7.3 0.0 40.5
Area Leq,n 61.0 106.6 36707.6 0.0 0.0 3 65.49 -47.3 -1.6 -13.9 -0.1 0.0 1.2 47.8 0.0
Area Ldn 61.0 106.6 36706.6 0.0 0.0 3 65.51 -47.3 -1.6 -13.9 -0.1 0.0 1.2 47.8 0.0 -9.3 0.0 38.4
Area Leq,d 61.0 106.6 36706.6 0.0 0.0 3 65.51 -47.3 -1.6 -13.9 -0.1 0.0 1.2 47.8 0.0 -7.3 0.0 40.5
Area Leq,n 61.0 106.6 36706.6 0.0 0.0 3 65.51 -47.3 -1.6 -13.9 -0.1 0.0 1.2 47.8 0.0
Area Ldn 59.0 104.6 36706.9 0.0 0.0 3 65.51 -47.3 -1.6 -13.9 -0.1 0.0 1.2 45.8 0.0 -6.3 0.0 39.4
Area Leq,d 59.0 104.6 36706.9 0.0 0.0 3 65.51 -47.3 -1.6 -13.9 -0.1 0.0 1.2 45.8 0.0 -4.3 0.0 41.5
Area Leq,n 59.0 104.6 36706.9 0.0 0.0 3 65.51 -47.3 -1.6 -13.9 -0.1 0.0 1.2 45.8 0.0
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Rosemead Condos
Mean propagation Leq

Mitigated

Source type Time

slice

Li

dB(A)

R'w

dB

L'w

dB(A)

Lw

dB(A)

l or A

m,m²

KI

dB

KT

dB

DO

dB

S

m

Adiv

dB

Agr

dB

Abar

dB

Aatm

dB

Amisc

dB

ADI

dB

dLrefl

dB(A)

Ls

dB(A)

Cmet

dB

dLw

dB

ZR

dB

Lr

dB(A)

Receiver 3 Residential   Fl G    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 50.3 dB(A)   Leq,d 52.4 dB(A)   Leq,n  dB(A)

Area Ldn 61.0 106.6 36706.6 0.0 0.0 3 130.61 -53.3 -4.0 -1.9 -0.2 0.0 0.2 50.4 0.0 -10.3 0.0 40.1
Area Leq,d 61.0 106.6 36706.6 0.0 0.0 3 130.61 -53.3 -4.0 -1.9 -0.2 0.0 0.2 50.4 0.0 -8.3 0.0 42.1
Area Leq,n 61.0 106.6 36706.6 0.0 0.0 3 130.61 -53.3 -4.0 -1.9 -0.2 0.0 0.2 50.4 0.0
Area Ldn 44.4 90.0 36706.6 0.0 0.0 0 130.61 -53.3 -1.6 -5.8 -0.6 0.0 0.3 29.0 0.0 -10.3 0.0 18.7
Area Leq,d 44.4 90.0 36706.6 0.0 0.0 0 130.61 -53.3 -1.6 -5.8 -0.6 0.0 0.3 29.0 0.0 -8.3 0.0 20.7
Area Leq,n 44.4 90.0 36706.6 0.0 0.0 0 130.61 -53.3 -1.6 -5.8 -0.6 0.0 0.3 29.0 0.0
Area Ldn 56.0 101.6 36706.6 0.0 0.0 3 130.64 -53.3 -4.4 -2.4 -0.2 0.0 0.2 44.5 0.0 -5.4 0.0 39.1
Area Leq,d 56.0 101.6 36706.6 0.0 0.0 3 130.64 -53.3 -4.4 -2.4 -0.2 0.0 0.2 44.5 0.0 -3.3 0.0 41.2
Area Leq,n 56.0 101.6 36706.6 0.0 0.0 3 130.64 -53.3 -4.4 -2.4 -0.2 0.0 0.2 44.5 0.0
Area Ldn 56.0 101.6 36706.6 0.0 0.0 3 130.61 -53.3 -4.0 -1.9 -0.2 0.0 0.2 45.4 0.0 -6.3 0.0 39.1
Area Leq,d 56.0 101.6 36706.6 0.0 0.0 3 130.61 -53.3 -4.0 -1.9 -0.2 0.0 0.2 45.4 0.0 -4.3 0.0 41.1
Area Leq,n 56.0 101.6 36706.6 0.0 0.0 3 130.61 -53.3 -4.0 -1.9 -0.2 0.0 0.2 45.4 0.0
Area Ldn 56.0 101.6 36706.6 0.0 0.0 3 130.61 -53.3 -4.0 -1.9 -0.2 0.0 0.2 45.4 0.0 -6.3 0.0 39.1
Area Leq,d 56.0 101.6 36706.6 0.0 0.0 3 130.61 -53.3 -4.0 -1.9 -0.2 0.0 0.2 45.4 0.0 -4.3 0.0 41.1
Area Leq,n 56.0 101.6 36706.6 0.0 0.0 3 130.61 -53.3 -4.0 -1.9 -0.2 0.0 0.2 45.4 0.0
Area Ldn 61.0 106.6 36706.6 0.0 0.0 3 130.61 -53.3 -4.0 -1.9 -0.2 0.0 0.2 50.4 0.0 -5.4 0.0 45.0
Area Leq,d 61.0 106.6 36706.6 0.0 0.0 3 130.61 -53.3 -4.0 -1.9 -0.2 0.0 0.2 50.4 0.0 -3.3 0.0 47.1
Area Leq,n 61.0 106.6 36706.6 0.0 0.0 3 130.61 -53.3 -4.0 -1.9 -0.2 0.0 0.2 50.4 0.0
Area Ldn 61.0 106.6 36707.6 0.0 0.0 3 130.61 -53.3 -4.0 -1.9 -0.2 0.0 0.2 50.4 0.0 -9.3 0.0 41.0
Area Leq,d 61.0 106.6 36707.6 0.0 0.0 3 130.61 -53.3 -4.0 -1.9 -0.2 0.0 0.2 50.4 0.0 -7.3 0.0 43.1
Area Leq,n 61.0 106.6 36707.6 0.0 0.0 3 130.61 -53.3 -4.0 -1.9 -0.2 0.0 0.2 50.4 0.0
Area Ldn 61.0 106.6 36706.6 0.0 0.0 3 130.61 -53.3 -4.0 -1.9 -0.2 0.0 0.2 50.4 0.0 -9.3 0.0 41.0
Area Leq,d 61.0 106.6 36706.6 0.0 0.0 3 130.61 -53.3 -4.0 -1.9 -0.2 0.0 0.2 50.4 0.0 -7.3 0.0 43.1
Area Leq,n 61.0 106.6 36706.6 0.0 0.0 3 130.61 -53.3 -4.0 -1.9 -0.2 0.0 0.2 50.4 0.0
Area Ldn 59.0 104.6 36706.9 0.0 0.0 3 130.61 -53.3 -4.0 -1.9 -0.2 0.0 0.2 48.4 0.0 -6.3 0.0 42.1
Area Leq,d 59.0 104.6 36706.9 0.0 0.0 3 130.61 -53.3 -4.0 -1.9 -0.2 0.0 0.2 48.4 0.0 -4.3 0.0 44.1
Area Leq,n 59.0 104.6 36706.9 0.0 0.0 3 130.61 -53.3 -4.0 -1.9 -0.2 0.0 0.2 48.4 0.0

Receiver 4 Whittier Narrows Golf Course   Fl G    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 50.4 dB(A)   Leq,d 52.5 dB(A)   Leq,n  dB(A)

Area Ldn 61.0 106.6 36706.6 0.0 0.0 3 152.38 -54.7 -4.3 0.0 -0.3 0.0 0.0 50.4 0.0 -10.3 0.0 40.1
Area Leq,d 61.0 106.6 36706.6 0.0 0.0 3 152.38 -54.7 -4.3 0.0 -0.3 0.0 0.0 50.4 0.0 -8.3 0.0 42.2
Area Leq,n 61.0 106.6 36706.6 0.0 0.0 3 152.38 -54.7 -4.3 0.0 -0.3 0.0 0.0 50.4 0.0
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Rosemead Condos
Mean propagation Leq

Mitigated

Source type Time

slice

Li

dB(A)

R'w

dB

L'w

dB(A)

Lw

dB(A)

l or A

m,m²
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dB

KT

dB

DO

dB

S

m
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dB

Agr

dB

Abar

dB

Aatm

dB

Amisc

dB

ADI

dB

dLrefl

dB(A)

Ls

dB(A)

Cmet

dB

dLw

dB

ZR

dB

Lr

dB(A)

Area Ldn 44.4 90.0 36706.6 0.0 0.0 0 152.38 -54.7 -1.7 0.0 -1.1 0.0 0.1 32.7 0.0 -10.3 0.0 22.4
Area Leq,d 44.4 90.0 36706.6 0.0 0.0 0 152.38 -54.7 -1.7 0.0 -1.1 0.0 0.1 32.7 0.0 -8.3 0.0 24.4
Area Leq,n 44.4 90.0 36706.6 0.0 0.0 0 152.38 -54.7 -1.7 0.0 -1.1 0.0 0.1 32.7 0.0
Area Ldn 56.0 101.6 36706.6 0.0 0.0 3 152.39 -54.7 -4.5 0.0 -0.3 0.0 0.0 45.2 0.0 -5.4 0.0 39.8
Area Leq,d 56.0 101.6 36706.6 0.0 0.0 3 152.39 -54.7 -4.5 0.0 -0.3 0.0 0.0 45.2 0.0 -3.3 0.0 41.8
Area Leq,n 56.0 101.6 36706.6 0.0 0.0 3 152.39 -54.7 -4.5 0.0 -0.3 0.0 0.0 45.2 0.0
Area Ldn 56.0 101.6 36706.6 0.0 0.0 3 152.38 -54.7 -4.3 0.0 -0.3 0.0 0.0 45.4 0.0 -6.3 0.0 39.1
Area Leq,d 56.0 101.6 36706.6 0.0 0.0 3 152.38 -54.7 -4.3 0.0 -0.3 0.0 0.0 45.4 0.0 -4.3 0.0 41.2
Area Leq,n 56.0 101.6 36706.6 0.0 0.0 3 152.38 -54.7 -4.3 0.0 -0.3 0.0 0.0 45.4 0.0
Area Ldn 56.0 101.6 36706.6 0.0 0.0 3 152.38 -54.7 -4.3 0.0 -0.3 0.0 0.0 45.4 0.0 -6.3 0.0 39.1
Area Leq,d 56.0 101.6 36706.6 0.0 0.0 3 152.38 -54.7 -4.3 0.0 -0.3 0.0 0.0 45.4 0.0 -4.3 0.0 41.2
Area Leq,n 56.0 101.6 36706.6 0.0 0.0 3 152.38 -54.7 -4.3 0.0 -0.3 0.0 0.0 45.4 0.0
Area Ldn 61.0 106.6 36706.6 0.0 0.0 3 152.38 -54.7 -4.3 0.0 -0.3 0.0 0.0 50.4 0.0 -5.4 0.0 45.1
Area Leq,d 61.0 106.6 36706.6 0.0 0.0 3 152.38 -54.7 -4.3 0.0 -0.3 0.0 0.0 50.4 0.0 -3.3 0.0 47.1
Area Leq,n 61.0 106.6 36706.6 0.0 0.0 3 152.38 -54.7 -4.3 0.0 -0.3 0.0 0.0 50.4 0.0
Area Ldn 61.0 106.6 36707.6 0.0 0.0 3 152.38 -54.7 -4.3 0.0 -0.3 0.0 0.0 50.4 0.0 -9.3 0.0 41.1
Area Leq,d 61.0 106.6 36707.6 0.0 0.0 3 152.38 -54.7 -4.3 0.0 -0.3 0.0 0.0 50.4 0.0 -7.3 0.0 43.1
Area Leq,n 61.0 106.6 36707.6 0.0 0.0 3 152.38 -54.7 -4.3 0.0 -0.3 0.0 0.0 50.4 0.0
Area Ldn 61.0 106.6 36706.6 0.0 0.0 3 152.38 -54.7 -4.3 0.0 -0.3 0.0 0.0 50.4 0.0 -9.3 0.0 41.1
Area Leq,d 61.0 106.6 36706.6 0.0 0.0 3 152.38 -54.7 -4.3 0.0 -0.3 0.0 0.0 50.4 0.0 -7.3 0.0 43.1
Area Leq,n 61.0 106.6 36706.6 0.0 0.0 3 152.38 -54.7 -4.3 0.0 -0.3 0.0 0.0 50.4 0.0
Area Ldn 59.0 104.6 36706.9 0.0 0.0 3 152.38 -54.7 -4.3 0.0 -0.3 0.0 0.0 48.4 0.0 -6.3 0.0 42.1
Area Leq,d 59.0 104.6 36706.9 0.0 0.0 3 152.38 -54.7 -4.3 0.0 -0.3 0.0 0.0 48.4 0.0 -4.3 0.0 44.2
Area Leq,n 59.0 104.6 36706.9 0.0 0.0 3 152.38 -54.7 -4.3 0.0 -0.3 0.0 0.0 48.4 0.0

Receiver 4 Whittier Narrows Golf Course   Fl G    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 52.5 dB(A)   Leq,d 54.5 dB(A)   Leq,n  dB(A)

Area Ldn 61.0 106.6 36706.6 0.0 0.0 3 123.11 -52.8 -4.2 0.0 -0.2 0.0 0.0 52.5 0.0 -10.3 0.0 42.2
Area Leq,d 61.0 106.6 36706.6 0.0 0.0 3 123.11 -52.8 -4.2 0.0 -0.2 0.0 0.0 52.5 0.0 -8.3 0.0 44.2
Area Leq,n 61.0 106.6 36706.6 0.0 0.0 3 123.11 -52.8 -4.2 0.0 -0.2 0.0 0.0 52.5 0.0
Area Ldn 44.4 90.0 36706.6 0.0 0.0 0 123.11 -52.8 -1.6 0.0 -1.0 0.0 0.1 34.7 0.0 -10.3 0.0 24.4
Area Leq,d 44.4 90.0 36706.6 0.0 0.0 0 123.11 -52.8 -1.6 0.0 -1.0 0.0 0.1 34.7 0.0 -8.3 0.0 26.5
Area Leq,n 44.4 90.0 36706.6 0.0 0.0 0 123.11 -52.8 -1.6 0.0 -1.0 0.0 0.1 34.7 0.0
Area Ldn 56.0 101.6 36706.6 0.0 0.0 3 123.13 -52.8 -4.5 0.0 -0.2 0.0 0.0 47.1 0.0 -5.4 0.0 41.8
Area Leq,d 56.0 101.6 36706.6 0.0 0.0 3 123.13 -52.8 -4.5 0.0 -0.2 0.0 0.0 47.1 0.0 -3.3 0.0 43.8
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Rosemead Condos
Mean propagation Leq

Mitigated

Source type Time
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Area Leq,n 56.0 101.6 36706.6 0.0 0.0 3 123.13 -52.8 -4.5 0.0 -0.2 0.0 0.0 47.1 0.0
Area Ldn 56.0 101.6 36706.6 0.0 0.0 3 123.11 -52.8 -4.2 0.0 -0.2 0.0 0.0 47.5 0.0 -6.3 0.0 41.1
Area Leq,d 56.0 101.6 36706.6 0.0 0.0 3 123.11 -52.8 -4.2 0.0 -0.2 0.0 0.0 47.5 0.0 -4.3 0.0 43.2
Area Leq,n 56.0 101.6 36706.6 0.0 0.0 3 123.11 -52.8 -4.2 0.0 -0.2 0.0 0.0 47.5 0.0
Area Ldn 56.0 101.6 36706.6 0.0 0.0 3 123.11 -52.8 -4.2 0.0 -0.2 0.0 0.0 47.5 0.0 -6.3 0.0 41.1
Area Leq,d 56.0 101.6 36706.6 0.0 0.0 3 123.11 -52.8 -4.2 0.0 -0.2 0.0 0.0 47.5 0.0 -4.3 0.0 43.2
Area Leq,n 56.0 101.6 36706.6 0.0 0.0 3 123.11 -52.8 -4.2 0.0 -0.2 0.0 0.0 47.5 0.0
Area Ldn 61.0 106.6 36706.6 0.0 0.0 3 123.11 -52.8 -4.2 0.0 -0.2 0.0 0.0 52.5 0.0 -5.4 0.0 47.1
Area Leq,d 61.0 106.6 36706.6 0.0 0.0 3 123.11 -52.8 -4.2 0.0 -0.2 0.0 0.0 52.5 0.0 -3.3 0.0 49.1
Area Leq,n 61.0 106.6 36706.6 0.0 0.0 3 123.11 -52.8 -4.2 0.0 -0.2 0.0 0.0 52.5 0.0
Area Ldn 61.0 106.6 36707.6 0.0 0.0 3 123.11 -52.8 -4.2 0.0 -0.2 0.0 0.0 52.5 0.0 -9.3 0.0 43.1
Area Leq,d 61.0 106.6 36707.6 0.0 0.0 3 123.11 -52.8 -4.2 0.0 -0.2 0.0 0.0 52.5 0.0 -7.3 0.0 45.2
Area Leq,n 61.0 106.6 36707.6 0.0 0.0 3 123.11 -52.8 -4.2 0.0 -0.2 0.0 0.0 52.5 0.0
Area Ldn 61.0 106.6 36706.6 0.0 0.0 3 123.11 -52.8 -4.2 0.0 -0.2 0.0 0.0 52.5 0.0 -9.3 0.0 43.1
Area Leq,d 61.0 106.6 36706.6 0.0 0.0 3 123.11 -52.8 -4.2 0.0 -0.2 0.0 0.0 52.5 0.0 -7.3 0.0 45.2
Area Leq,n 61.0 106.6 36706.6 0.0 0.0 3 123.11 -52.8 -4.2 0.0 -0.2 0.0 0.0 52.5 0.0
Area Ldn 59.0 104.6 36706.9 0.0 0.0 3 123.11 -52.8 -4.2 0.0 -0.2 0.0 0.0 50.5 0.0 -6.3 0.0 44.1
Area Leq,d 59.0 104.6 36706.9 0.0 0.0 3 123.11 -52.8 -4.2 0.0 -0.2 0.0 0.0 50.5 0.0 -4.3 0.0 46.2
Area Leq,n 59.0 104.6 36706.9 0.0 0.0 3 123.11 -52.8 -4.2 0.0 -0.2 0.0 0.0 50.5 0.0

Receiver 4 Whittier Narrows Golf Course   Fl G    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 50.6 dB(A)   Leq,d 52.7 dB(A)   Leq,n  dB(A)

Area Ldn 61.0 106.6 36706.6 0.0 0.0 3 151.15 -54.6 -4.3 0.0 -0.3 0.0 0.1 50.6 0.0 -10.3 0.0 40.3
Area Leq,d 61.0 106.6 36706.6 0.0 0.0 3 151.15 -54.6 -4.3 0.0 -0.3 0.0 0.1 50.6 0.0 -8.3 0.0 42.4
Area Leq,n 61.0 106.6 36706.6 0.0 0.0 3 151.15 -54.6 -4.3 0.0 -0.3 0.0 0.1 50.6 0.0
Area Ldn 44.4 90.0 36706.6 0.0 0.0 0 151.14 -54.6 -1.7 0.0 -1.1 0.0 0.2 32.9 0.0 -10.3 0.0 22.6
Area Leq,d 44.4 90.0 36706.6 0.0 0.0 0 151.14 -54.6 -1.7 0.0 -1.1 0.0 0.2 32.9 0.0 -8.3 0.0 24.6
Area Leq,n 44.4 90.0 36706.6 0.0 0.0 0 151.14 -54.6 -1.7 0.0 -1.1 0.0 0.2 32.9 0.0
Area Ldn 56.0 101.6 36706.6 0.0 0.0 3 151.16 -54.6 -4.5 0.0 -0.3 0.0 0.1 45.3 0.0 -5.4 0.0 40.0
Area Leq,d 56.0 101.6 36706.6 0.0 0.0 3 151.16 -54.6 -4.5 0.0 -0.3 0.0 0.1 45.3 0.0 -3.3 0.0 42.0
Area Leq,n 56.0 101.6 36706.6 0.0 0.0 3 151.16 -54.6 -4.5 0.0 -0.3 0.0 0.1 45.3 0.0
Area Ldn 56.0 101.6 36706.6 0.0 0.0 3 151.15 -54.6 -4.3 0.0 -0.3 0.0 0.1 45.6 0.0 -6.3 0.0 39.3
Area Leq,d 56.0 101.6 36706.6 0.0 0.0 3 151.15 -54.6 -4.3 0.0 -0.3 0.0 0.1 45.6 0.0 -4.3 0.0 41.3
Area Leq,n 56.0 101.6 36706.6 0.0 0.0 3 151.15 -54.6 -4.3 0.0 -0.3 0.0 0.1 45.6 0.0
Area Ldn 56.0 101.6 36706.6 0.0 0.0 3 151.15 -54.6 -4.3 0.0 -0.3 0.0 0.1 45.6 0.0 -6.3 0.0 39.3
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Rosemead Condos
Mean propagation Leq

Mitigated

Source type Time
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Area Leq,d 56.0 101.6 36706.6 0.0 0.0 3 151.15 -54.6 -4.3 0.0 -0.3 0.0 0.1 45.6 0.0 -4.3 0.0 41.3
Area Leq,n 56.0 101.6 36706.6 0.0 0.0 3 151.15 -54.6 -4.3 0.0 -0.3 0.0 0.1 45.6 0.0
Area Ldn 61.0 106.6 36706.6 0.0 0.0 3 151.15 -54.6 -4.3 0.0 -0.3 0.0 0.1 50.6 0.0 -5.4 0.0 45.3
Area Leq,d 61.0 106.6 36706.6 0.0 0.0 3 151.15 -54.6 -4.3 0.0 -0.3 0.0 0.1 50.6 0.0 -3.3 0.0 47.3
Area Leq,n 61.0 106.6 36706.6 0.0 0.0 3 151.15 -54.6 -4.3 0.0 -0.3 0.0 0.1 50.6 0.0
Area Ldn 61.0 106.6 36707.6 0.0 0.0 3 151.15 -54.6 -4.3 0.0 -0.3 0.0 0.1 50.6 0.0 -9.3 0.0 41.3
Area Leq,d 61.0 106.6 36707.6 0.0 0.0 3 151.15 -54.6 -4.3 0.0 -0.3 0.0 0.1 50.6 0.0 -7.3 0.0 43.3
Area Leq,n 61.0 106.6 36707.6 0.0 0.0 3 151.15 -54.6 -4.3 0.0 -0.3 0.0 0.1 50.6 0.0
Area Ldn 61.0 106.6 36706.6 0.0 0.0 3 151.15 -54.6 -4.3 0.0 -0.3 0.0 0.1 50.6 0.0 -9.3 0.0 41.3
Area Leq,d 61.0 106.6 36706.6 0.0 0.0 3 151.15 -54.6 -4.3 0.0 -0.3 0.0 0.1 50.6 0.0 -7.3 0.0 43.3
Area Leq,n 61.0 106.6 36706.6 0.0 0.0 3 151.15 -54.6 -4.3 0.0 -0.3 0.0 0.1 50.6 0.0
Area Ldn 59.0 104.6 36706.9 0.0 0.0 3 151.15 -54.6 -4.3 0.0 -0.3 0.0 0.1 48.6 0.0 -6.3 0.0 42.3
Area Leq,d 59.0 104.6 36706.9 0.0 0.0 3 151.15 -54.6 -4.3 0.0 -0.3 0.0 0.1 48.6 0.0 -4.3 0.0 44.3
Area Leq,n 59.0 104.6 36706.9 0.0 0.0 3 151.15 -54.6 -4.3 0.0 -0.3 0.0 0.1 48.6 0.0

Receiver 5 Residential   Fl G    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 44.5 dB(A)   Leq,d 46.6 dB(A)   Leq,n  dB(A)

Area Ldn 61.0 106.6 36706.6 0.0 0.0 3 273.23 -59.7 -4.6 -0.3 -0.5 0.0 0.1 44.5 0.0 -10.3 0.0 34.2
Area Leq,d 61.0 106.6 36706.6 0.0 0.0 3 273.23 -59.7 -4.6 -0.3 -0.5 0.0 0.1 44.5 0.0 -8.3 0.0 36.3
Area Leq,n 61.0 106.6 36706.6 0.0 0.0 3 273.23 -59.7 -4.6 -0.3 -0.5 0.0 0.1 44.5 0.0
Area Ldn 44.4 90.0 36706.6 0.0 0.0 0 273.22 -59.7 -1.7 -3.2 -1.7 0.0 0.8 24.4 0.0 -10.3 0.0 14.1
Area Leq,d 44.4 90.0 36706.6 0.0 0.0 0 273.22 -59.7 -1.7 -3.2 -1.7 0.0 0.8 24.4 0.0 -8.3 0.0 16.1
Area Leq,n 44.4 90.0 36706.6 0.0 0.0 0 273.22 -59.7 -1.7 -3.2 -1.7 0.0 0.8 24.4 0.0
Area Ldn 56.0 101.6 36706.6 0.0 0.0 3 273.20 -59.7 -4.7 -0.5 -0.5 0.0 0.1 39.3 0.0 -5.4 0.0 33.9
Area Leq,d 56.0 101.6 36706.6 0.0 0.0 3 273.20 -59.7 -4.7 -0.5 -0.5 0.0 0.1 39.3 0.0 -3.3 0.0 35.9
Area Leq,n 56.0 101.6 36706.6 0.0 0.0 3 273.20 -59.7 -4.7 -0.5 -0.5 0.0 0.1 39.3 0.0
Area Ldn 56.0 101.6 36706.6 0.0 0.0 3 273.23 -59.7 -4.6 -0.3 -0.5 0.0 0.1 39.5 0.0 -6.3 0.0 33.2
Area Leq,d 56.0 101.6 36706.6 0.0 0.0 3 273.23 -59.7 -4.6 -0.3 -0.5 0.0 0.1 39.5 0.0 -4.3 0.0 35.3
Area Leq,n 56.0 101.6 36706.6 0.0 0.0 3 273.23 -59.7 -4.6 -0.3 -0.5 0.0 0.1 39.5 0.0
Area Ldn 56.0 101.6 36706.6 0.0 0.0 3 273.23 -59.7 -4.6 -0.3 -0.5 0.0 0.1 39.5 0.0 -6.3 0.0 33.2
Area Leq,d 56.0 101.6 36706.6 0.0 0.0 3 273.23 -59.7 -4.6 -0.3 -0.5 0.0 0.1 39.5 0.0 -4.3 0.0 35.3
Area Leq,n 56.0 101.6 36706.6 0.0 0.0 3 273.23 -59.7 -4.6 -0.3 -0.5 0.0 0.1 39.5 0.0
Area Ldn 61.0 106.6 36706.6 0.0 0.0 3 273.23 -59.7 -4.6 -0.3 -0.5 0.0 0.1 44.5 0.0 -5.4 0.0 39.2
Area Leq,d 61.0 106.6 36706.6 0.0 0.0 3 273.23 -59.7 -4.6 -0.3 -0.5 0.0 0.1 44.5 0.0 -3.3 0.0 41.2
Area Leq,n 61.0 106.6 36706.6 0.0 0.0 3 273.23 -59.7 -4.6 -0.3 -0.5 0.0 0.1 44.5 0.0
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Rosemead Condos
Mean propagation Leq
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Area Ldn 61.0 106.6 36707.6 0.0 0.0 3 273.23 -59.7 -4.6 -0.3 -0.5 0.0 0.1 44.5 0.0 -9.3 0.0 35.2
Area Leq,d 61.0 106.6 36707.6 0.0 0.0 3 273.23 -59.7 -4.6 -0.3 -0.5 0.0 0.1 44.5 0.0 -7.3 0.0 37.2
Area Leq,n 61.0 106.6 36707.6 0.0 0.0 3 273.23 -59.7 -4.6 -0.3 -0.5 0.0 0.1 44.5 0.0
Area Ldn 61.0 106.6 36706.6 0.0 0.0 3 273.23 -59.7 -4.6 -0.3 -0.5 0.0 0.1 44.5 0.0 -9.3 0.0 35.2
Area Leq,d 61.0 106.6 36706.6 0.0 0.0 3 273.23 -59.7 -4.6 -0.3 -0.5 0.0 0.1 44.5 0.0 -7.3 0.0 37.2
Area Leq,n 61.0 106.6 36706.6 0.0 0.0 3 273.23 -59.7 -4.6 -0.3 -0.5 0.0 0.1 44.5 0.0
Area Ldn 59.0 104.6 36706.9 0.0 0.0 3 273.23 -59.7 -4.6 -0.3 -0.5 0.0 0.1 42.5 0.0 -6.3 0.0 36.2
Area Leq,d 59.0 104.6 36706.9 0.0 0.0 3 273.23 -59.7 -4.6 -0.3 -0.5 0.0 0.1 42.5 0.0 -4.3 0.0 38.3
Area Leq,n 59.0 104.6 36706.9 0.0 0.0 3 273.23 -59.7 -4.6 -0.3 -0.5 0.0 0.1 42.5 0.0

Receiver 5 Residential   Fl F2    dB(A)   Lr,lim  dB(A)   Lr,lim  dB(A)   Ldn 44.6 dB(A)   Leq,d 46.7 dB(A)   Leq,n  dB(A)

Area Ldn 61.0 106.6 36706.6 0.0 0.0 3 273.24 -59.7 -4.4 -0.3 -0.5 0.0 0.0 44.6 0.0 -10.3 0.0 34.3
Area Leq,d 61.0 106.6 36706.6 0.0 0.0 3 273.24 -59.7 -4.4 -0.3 -0.5 0.0 0.0 44.6 0.0 -8.3 0.0 36.4
Area Leq,n 61.0 106.6 36706.6 0.0 0.0 3 273.24 -59.7 -4.4 -0.3 -0.5 0.0 0.0 44.6 0.0
Area Ldn 44.4 90.0 36706.6 0.0 0.0 0 273.24 -59.7 -1.3 -2.8 -1.7 0.0 0.6 25.2 0.0 -10.3 0.0 14.9
Area Leq,d 44.4 90.0 36706.6 0.0 0.0 0 273.24 -59.7 -1.3 -2.8 -1.7 0.0 0.6 25.2 0.0 -8.3 0.0 16.9
Area Leq,n 44.4 90.0 36706.6 0.0 0.0 0 273.24 -59.7 -1.3 -2.8 -1.7 0.0 0.6 25.2 0.0
Area Ldn 56.0 101.6 36706.6 0.0 0.0 3 273.23 -59.7 -4.5 -0.5 -0.5 0.0 0.0 39.3 0.0 -5.4 0.0 34.0
Area Leq,d 56.0 101.6 36706.6 0.0 0.0 3 273.23 -59.7 -4.5 -0.5 -0.5 0.0 0.0 39.3 0.0 -3.3 0.0 36.0
Area Leq,n 56.0 101.6 36706.6 0.0 0.0 3 273.23 -59.7 -4.5 -0.5 -0.5 0.0 0.0 39.3 0.0
Area Ldn 56.0 101.6 36706.6 0.0 0.0 3 273.24 -59.7 -4.4 -0.3 -0.5 0.0 0.0 39.6 0.0 -6.3 0.0 33.3
Area Leq,d 56.0 101.6 36706.6 0.0 0.0 3 273.24 -59.7 -4.4 -0.3 -0.5 0.0 0.0 39.6 0.0 -4.3 0.0 35.4
Area Leq,n 56.0 101.6 36706.6 0.0 0.0 3 273.24 -59.7 -4.4 -0.3 -0.5 0.0 0.0 39.6 0.0
Area Ldn 56.0 101.6 36706.6 0.0 0.0 3 273.24 -59.7 -4.4 -0.3 -0.5 0.0 0.0 39.6 0.0 -6.3 0.0 33.3
Area Leq,d 56.0 101.6 36706.6 0.0 0.0 3 273.24 -59.7 -4.4 -0.3 -0.5 0.0 0.0 39.6 0.0 -4.3 0.0 35.4
Area Leq,n 56.0 101.6 36706.6 0.0 0.0 3 273.24 -59.7 -4.4 -0.3 -0.5 0.0 0.0 39.6 0.0
Area Ldn 61.0 106.6 36706.6 0.0 0.0 3 273.24 -59.7 -4.4 -0.3 -0.5 0.0 0.0 44.6 0.0 -5.4 0.0 39.3
Area Leq,d 61.0 106.6 36706.6 0.0 0.0 3 273.24 -59.7 -4.4 -0.3 -0.5 0.0 0.0 44.6 0.0 -3.3 0.0 41.3
Area Leq,n 61.0 106.6 36706.6 0.0 0.0 3 273.24 -59.7 -4.4 -0.3 -0.5 0.0 0.0 44.6 0.0
Area Ldn 61.0 106.6 36707.6 0.0 0.0 3 273.24 -59.7 -4.4 -0.3 -0.5 0.0 0.0 44.6 0.0 -9.3 0.0 35.3
Area Leq,d 61.0 106.6 36707.6 0.0 0.0 3 273.24 -59.7 -4.4 -0.3 -0.5 0.0 0.0 44.6 0.0 -7.3 0.0 37.4
Area Leq,n 61.0 106.6 36707.6 0.0 0.0 3 273.24 -59.7 -4.4 -0.3 -0.5 0.0 0.0 44.6 0.0
Area Ldn 61.0 106.6 36706.6 0.0 0.0 3 273.24 -59.7 -4.4 -0.3 -0.5 0.0 0.0 44.6 0.0 -9.3 0.0 35.3
Area Leq,d 61.0 106.6 36706.6 0.0 0.0 3 273.24 -59.7 -4.4 -0.3 -0.5 0.0 0.0 44.6 0.0 -7.3 0.0 37.4
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Rosemead Condos
Mean propagation Leq
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Area Leq,n 61.0 106.6 36706.6 0.0 0.0 3 273.24 -59.7 -4.4 -0.3 -0.5 0.0 0.0 44.6 0.0
Area Ldn 59.0 104.6 36706.9 0.0 0.0 3 273.24 -59.7 -4.4 -0.3 -0.5 0.0 0.0 42.6 0.0 -6.3 0.0 36.3
Area Leq,d 59.0 104.6 36706.9 0.0 0.0 3 273.24 -59.7 -4.4 -0.3 -0.5 0.0 0.0 42.6 0.0 -4.3 0.0 38.4
Area Leq,n 59.0 104.6 36706.9 0.0 0.0 3 273.24 -59.7 -4.4 -0.3 -0.5 0.0 0.0 42.6 0.0
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§ƓĲƖċƣŔŸŰċũШ ŸŔƚĲШ9ċũĦƨũċƣŔŸŰƚШ

~ĲĦőċŰŔĦċũШEƕƨŔƓůĲŰƣ

ÉĲŰƚŔƣŔƻĲШÅĲĦĲƓƣŸƖШÅĲŉĲƖĲŰĦĲШxĲƻĲũШШШШШШШШШШШШШШШШШ
ыĬ7 ь

ÅĲŉĲƖĲŰĦĲШ?ŔƚƣċŰĦĲШ
ыŉĲĲƣьΝ

?ŔƚƣċŰĦĲШƣŸШÅĲĦĲƓƣŸƖШ
ыŉĲĲƣьΞ

 ŸŔƚĲШxĲƻĲũШċƣШ
ÅĲĦĲƓƣŸƖШШШШШШШШШШ
ыĬ7 ь

 ŸŔƚĲШxĲƻĲũШċƣШ
ÅĲĦĲƓƣŸƖШƽŔƣőШ
ÉőŔĲũĬŔŰŊШШШШШШШШШШ
ыĬ7 ьΟ

?ċǃƣŔůĲШ ŸŔƚĲШ
ÉƣċŰĬċƖĬШШШШШШШШШШШШШШ
ыĬ7 ьΠ

EǂĦĲĲĬĲĬе
 ŔŊőƣƣŔůĲШ ŸŔƚĲШ
ÉƣċŰĬċƖĬШШШШШШШШШШШШШШ
ыĬ7 ьΠ

EǂĦĲĲĬĲĬе

ΝШтШÖŰŔƻĲƖƚŔƣǃШŸŉШƣőĲШìĲƚƣШыƚŸƨƣőьΡΞ ΡΜ ΦΤ ΠΣЮΞ ΠΣЮΞ ΣΡ  Ÿ ΣΜ  Ÿ
ΞШтШÅĲƚŔĬĲŰƣŔċũШÖƚĲƚШыƚŸƨƣőьΡΞ ΡΜ ΤΜΜ ΞΦЮΝ ΞΦЮΝ ΣΜ  Ÿ ΠΡ  Ÿ
ΟШтШÅĲƚŔĬĲŰƣŔċũШÖƚĲƚШыƽĲƚƣьΡΞ ΡΜ ΝΡ ΣΞЮΡ ΡΞЮΡ ΣΜ  Ÿ ΠΡ òĲƚ
ΠрШìőŔƣƣĲƖШ ċƖƖŸƽƚШ]ŸũŉШ9ŸƨƖƚĲШыĲċƚƣьΡΞ ΡΜ ΝΜΞ ΠΡЮΥ ΠΡЮΥ ΣΜ  Ÿ  оΡ  Ÿ
ΡШтШÅĲƚŔĬĲŰƣŔċũШÖƚĲƚШыƚŸƨƣőĲċƚƣьΡΞ ΡΜ ΡΥΜ ΟΜЮΤ ΟΜЮΤ ΣΜ  Ÿ ΠΡ  Ÿ
ΣШтШÅĲƚŔĬĲŰƣŔċũШÖƚĲƚШыƚŸƨƣőьΡΞ ΡΜ ΝΡΤΜ ΞΞЮΝ ΞΞЮΝ ΣΜ  Ÿ ΠΡ  Ÿ
ΝЮШÉŸƨƖĦĲаШEũũŔŸƣƣШcЮШ7ĲƖŊĲƖЯШÅŔĦťШ ĲŔƣǍĲũЯШċŰĬШ9ǃŰƣőŔċШ ЮШuũċĬĬĲŰЯШ ŸŔƚĲЮ ċƻŔŊċƣŸƖЮÉŸƨŰĬЮxĲƻĲũЮ?ċƣċĤċƚĲЮƽŔƣőЮ§ƻĲƖЮΤΪΣΣЮ~ĲċƚƨƖĲůĲŰƣЮéċũƨĲƚЯШsƨũǃШΣЯШΞΜΝΜЮ
ΞЮШ?ŔƚƣċŰĦĲШůĲċƚƨƖĲĬШŉƖŸůШƣőĲШŰĲċƖĲƚƣШƣŸƽŰőŸƨƚĲШƣŸШƣőĲШŰĲċƖĲƚƣШƚĲŰƚŔƣŔƻĲШƖĲĦĲƓƣŸƖЮШ
ΟЮШÑőĲШůĲĦċőŰŔĦċũШĲƕƨŔƓůĲŰƣШƽŸƨũĬШĤĲШƚőŔĲũĬĲĬШċŰĬШƣőĲШĲǂŔƚƣŔŰŊШċƓƓƖŸǂŔůċƣĲũǃШΣрŉŸŸƣШĤũŸĦťШƽċũũШċũŸŰŊШƣőĲШƽĲƚƣĲƖŰШƓƖŸƓĲƖƣǃШũŔŰĲШƽŸƨũĬШƖĲůċŔŰЮШÑőĲШŰŸŔƚĲШũĲƻĲũШċƣШÉĲŰƚŔƣŔƻĲШÅĲĦĲƓƣŸƖШΟШċĦĦŸƨŰƣƚШŉŸƖШċШрΝΜШĬ7 ШƖĲĬƨĦƣŔŸŰЮШ
ΠЮШÂƨƖƚƨċŰƣШƣŸШÅ~9ШÉĲĦƣŔŸŰШΥЮΟΣЮΜΣΜЯШƣőĲШƖĲƚŔĬĲŰƣŔċũШĬċǃƣŔůĲШƣőƖĲƚőŸũĬШŔƚШΣΜШĬ7 ЯШƣőĲШƖĲƚŔĬĲŰƣŔċũШŰŔŊőƣƣŔůĲШƣőƖĲƚőŸũĬШŔƚШΠΡШĬ7 ЯШƣőĲШĦŸůůĲƖĦŔċũШĬċǃƣŔůĲШŰŸŔƚĲШƣőƖĲƚőŸũĬШŔƚШΣΡШĬ7 ЯШċŰĬШƣőĲШŰŔŊőƣƣŔůĲШĦŸůůĲƖĦŔċũШƣőƖĲƚőŸũĬШŔƚШΣΜШĬ7 ЮШ
ΡЮШÑőĲШìőŔƣƣŔĲƖШ ċƖƖŸƽƚШ]ŸũŉШ9ŸƨƖƚĲШƽŸƨũĬШŰŸƣШĤĲШŸƓĲƖċƣŔŸŰċũШĬƨƖŔŰŊШŰŔŊőƣƣŔůĲШőŸƨƖƚЮШÑőĲƖĲŉŸƖĲЯШƣőĲШŰŔŊőƣƣŔůĲШƣőƖĲƚőŸũĬШŔƚШŰŸƣШċƓƓũŔĦċĤũĲЮ

~ĲĦőċŰŔĦċũШEƕƨŔƓůĲŰƣШрШ~ŔƣŔŊċƣĲĬ

ÉĲŰƚŔƣŔƻĲШÅĲĦĲƓƣŸƖШÅĲŉĲƖĲŰĦĲШxĲƻĲũШШШШШШШШШШШШШШШШШ
ыĬ7 ь

ÅĲŉĲƖĲŰĦĲШ?ŔƚƣċŰĦĲШ
ыŉĲĲƣьΝ

~ŔƣŔŊċƣĲĬШ?ŔƚƣċŰĦĲШƣŸШ
ÅĲĦĲƓƣŸƖШыŉĲĲƣьΞ

 ŸŔƚĲШxĲƻĲũШċƣШ
ÅĲĦĲƓƣŸƖШƽŔƣőШ
ÉőŔĲũĬŔŰŊШċŰĬШШ
~ŔƣŔŊċƣŔŸŰШШШШШШШШШШ
ыĬ7 ьΟ

 ŔŊőƣƣŔůĲШ ŸŔƚĲШ
ÉƣċŰĬċƖĬШШШШШШШШШШШШШШ
ыĬ7 ьΠ

EǂĦĲĲĬĲĬе

9ŔƣǃШŸŉШÅŸƚĲůĲċĬШÉƣċŰĬċƖĬƚ
ΟШтШÅĲƚŔĬĲŰƣŔċũШÖƚĲƚШыƽĲƚƣьΡΞ ΡΜ ΟΥ ΠΠЮΠ ΠΡ  Ÿ
ΝЮШÉŸƨƖĦĲаШEũũŔŸƣƣШcЮШ7ĲƖŊĲƖЯШÅŔĦťШ ĲŔƣǍĲũЯШċŰĬШ9ǃŰƣőŔċШ ЮШuũċĬĬĲŰЯШ ŸŔƚĲЮ ċƻŔŊċƣŸƖЮÉŸƨŰĬЮxĲƻĲũЮ?ċƣċĤċƚĲЮƽŔƣőЮ§ƻĲƖЮΤΪΣΣЮ~ĲċƚƨƖĲůĲŰƣЮéċũƨĲƚЯШsƨũǃШΣЯШΞΜΝΜЮ
ΞЮШ~ŔƣŔŊċƣŔŸŰШ~ĲċƚƨƖĲШ §fрΟШƖĲƕƨŔƖĲƚШƣőċƣШcé 9ШƨŰŔƣƚШƚőċũũШĤĲШũŸĦċƣĲĬШċШůŔŰŔůƨůШŸŉШΟΥШŉĲĲƣШŉƖŸůШƖĲƚŔĬĲŰƣŔċũШƖĲĦĲƓƣŸƖƚЮ
ΟЮШÑőĲШůĲĦċőŰŔĦċũШĲƕƨŔƓůĲŰƣШƽŸƨũĬШĤĲШƚőŔĲũĬĲĬШċŰĬШƣőĲШĲǂŔƚƣŔŰŊШċƓƓƖŸǂŔůċƣĲũǃШΣрŉŸŸƣШĤũŸĦťШƽċũũШċũŸŰŊШƣőĲШƽĲƚƣĲƖŰШƓƖŸƓĲƖƣǃШũŔŰĲШƽŸƨũĬШƖĲůċŔŰЮШÑőĲШŰŸŔƚĲШũĲƻĲũШċƣШƣőĲШŰĲċƖĲƚƣШ9ŸƨŰƣǃШƖĲƚŔĬĲŰƣŔċũШƨƚĲШċĦĦŸƨŰƣƚШŉŸƖШċШрΝΜШĬ7 ШƖĲĬƨĦƣŔŸŰЮШ
ΠЮШÂƨƖƚƨċŰƣШƣŸШÅ~9ШÉĲĦƣŔŸŰШΥЮΟΣЮΜΣΜЯШƣőĲШƖĲƚŔĬĲŰƣŔċũШŰŔŊőƣƣŔůĲШƣőƖĲƚőŸũĬШŔƚШΠΡШĬ7 Ю

?ŸŊШÂċƖť

ÉĲŰƚŔƣŔƻĲШÅĲĦĲƓƣŸƖШÅĲŉĲƖĲŰĦĲШxĲƻĲũШШШШШШШШШШШШШШШШШ
ыĬ7 ь

ÅĲŉĲƖĲŰĦĲШ?ŔƚƣċŰĦĲШ
ыŉĲĲƣьΝ

?ŔƚƣċŰĦĲШƣŸШÅĲĦĲƓƣŸƖШ
ыŉĲĲƣьΞ

 ŸŔƚĲШxĲƻĲũШċƣШ
ÅĲĦĲƓƣŸƖШШШШШШШШШШ
ыĬ7 ь

?ċǃƣŔůĲШ ŸŔƚĲШ
ÉƣċŰĬċƖĬШШШШШШШШШШШШШШ
ыĬ7 ьΟ

EǂĦĲĲĬĲĬе
 ŔŊőƣƣŔůĲШ ŸŔƚĲШ
ÉƣċŰĬċƖĬШШШШШШШШШШШШШШ
ыĬ7 ьΟЯΠ

EǂĦĲĲĬĲĬе

ΝШтШÖŰŔƻĲƖƚŔƣǃШŸŉШƣőĲШìĲƚƣШыƚŸƨƣőьΤΟ Ο ΣΦΟ ΞΡЮΤ ΣΡ  Ÿ ΣΜ  Ÿ
ΞШтШÅĲƚŔĬĲŰƣŔċũШÖƚĲƚШыƚŸƨƣőьΤΟ Ο ΝΞΝΤ ΞΜЮΥ ΣΜ  Ÿ ΠΡ  Ÿ
ΟШтШÅĲƚŔĬĲŰƣŔċũШÖƚĲƚШыƽĲƚƣьΤΟ Ο ΡΜΠ ΞΥЮΡ ΣΜ  Ÿ ΠΡ  Ÿ
ΠШрШìőŔƣƣĲƖШ ċƖƖŸƽƚШ]ŸũŉШ9ŸƨƖƚĲШыĲċƚƣьΤΟ Ο ΦΤ ΠΞЮΥ ΣΜ  Ÿ  о  Ÿ
ΡШтШÅĲƚŔĬĲŰƣŔċũШÖƚĲƚШыƚŸƨƣőĲċƚƣьΤΟ Ο ΝΜΞΜ ΞΞЮΠ ΣΜ  Ÿ ΠΡ  Ÿ
ΣШтШÅĲƚŔĬĲŰƣŔċũШÖƚĲƚШыƚŸƨƣőьΤΟ Ο ΝΞΞΜ ΞΜЮΥ ΣΜ  Ÿ ΠΡ  Ÿ
ΝЮШÉŸƨƖĦĲаШEũũŔŸƣƣШcЮШ7ĲƖŊĲƖЯШÅŔĦťШ ĲŔƣǍĲũЯШċŰĬШ9ǃŰƣőŔċШ ЮШuũċĬĬĲŰЯШ ŸŔƚĲЮ ċƻŔŊċƣŸƖЮÉŸƨŰĬЮxĲƻĲũЮ?ċƣċĤċƚĲЮƽŔƣőЮ§ƻĲƖЮΤΪΣΣЮ~ĲċƚƨƖĲůĲŰƣЮéċũƨĲƚЯШsƨũǃШΣЯШΞΜΝΜЮ
ΞЮШ?ŔƚƣċŰĦĲШůĲċƚƨƖĲĬШŉƖŸůШƣőĲШĬŸŊШƓċƖťШƣŸШƣőĲШŰĲċƖĲƚƣШƚĲŰƚŔƣŔƻĲШ
ΟЮШÂƨƖƚƨċŰƣШƣŸШÅ~9ШÉĲĦƣŔŸŰШΥЮΟΣЮΜΣΜЯШƣőĲШƖĲƚŔĬĲŰƣŔċũШĬċǃƣŔůĲШƣőƖĲƚőŸũĬШŔƚШΣΜШĬ7 ЯШƣőĲШƖĲƚŔĬĲŰƣŔċũШŰŔŊőƣƣŔůĲШƣőƖĲƚőŸũĬШŔƚШΠΡШĬ7 ЯШƣőĲШĦŸůůĲƖĦŔċũШĬċǃƣƣŔůĲШŰŸŔƚĲШƣőƖĲƚőŸũĬШŔƚШΣΡШĬ7 ЯШċŰĬШƣőĲШŰŔŊőƣƣŔůĲШĦŸůůĲƖĦŔċũШƣőƖĲƚőŸũĬШŔƚШΣΜШĬ7 ЮШ
ΠЮШÑőĲШìőŔƣƣŔĲƖШ ċƖƖŸƽƚШ]ŸũŉШ9ŸƨƖƚĲШƽŸƨũĬШŰŸƣШĤĲШŸƓĲƖċƣŔŸŰċũШĬƨƖŔŰŊШŰŔŊőƣƣŔůĲШőŸƨƖƚЮШÑőĲƖĲŉŸƖĲЯШƣőĲШŰŔŊőƣƣŔůĲШƣőƖĲƚőŸũĬШŔƚШŰŸƣШċƓƓũŔĦċĤũĲЮ

9ŸůƓŸƚŔƣĲШ ŸŔƚĲШ9ċũĦƨũċƣŔŸŰ

ÉĲŰƚŔƣŔƻĲШÅĲĦĲƓƣŸƖ
~ĲĦőċŰŔĦċũШ
EƕƨŔƓůĲŰƣШШШШШШШШШШШШШШШ
ыĬ7 ь

?ŸŊШÂċƖťШыĬ7 ь
9ŸůĤŔŰĲĬШ ŸŔƚĲШċƣШ
ÅĲĦĲƓƣŸƖШыĬ7 ь

ůĤŔĲŰƣШШШШШШШШШШШШШШ
ыĬ7 ь

Ш ůĤŔĲŰƣШҼШ
§ƓĲƖċƣŔŸŰċũШШыĬ7 ь

fŰĦƖĲůĲŰƣċũШ
fŰĦƖĲċƚĲШШШШШШШШШШШШШШШШШШШШШШШШ
ыĬ7 ь

ШÑőƖĲƚőŸũĬШыĬ7 ь EǂĦĲĲĬĲĬе

ΝШтШÖŰŔƻĲƖƚŔƣǃШŸŉШƣőĲШìĲƚƣШыƚŸƨƣőьΠΣЮΞ ΞΡЮΤ ΠΣЮΟ ΡΟЮΤ ΡΠЮΠ ΜЮΤ ΡЮΜ  Ÿ
ΞШтШÅĲƚŔĬĲŰƣŔċũШÖƚĲƚШыƚŸƨƣőьΞΦЮΝ ΞΜЮΥ ΞΦЮΤ ΣΤЮΠ ΣΤЮΠ ΜЮΜ ΡЮΜ  Ÿ
ΟШтШÅĲƚŔĬĲŰƣŔċũШÖƚĲƚШыƽĲƚƣьΠΠЮΠ ΞΥЮΡ ΠΠЮΡ ΠΠЮΡ ΠΤЮΡ ΟЮΜ ΡЮΜ  Ÿ
ΠШрШìőŔƣƣĲƖШ ċƖƖŸƽƚШ]ŸũŉШ9ŸƨƖƚĲШыĲċƚƣьΠΡЮΥ ΠΞЮΥ ΠΤЮΣ ΣΥЮΥ ΣΥЮΥ ΜЮΜ ΡЮΜ  Ÿ
ΡШтШÅĲƚŔĬĲŰƣŔċũШÖƚĲƚШыƚŸƨƣőĲċƚƣьΟΜЮΤ ΞΞЮΠ ΟΝЮΟ ΣΤЮΠ ΣΤЮΠ ΜЮΜ ΡЮΜ  Ÿ
ΣШтШÅĲƚŔĬĲŰƣŔċũШÖƚĲƚШыƚŸƨƣőьΞΞЮΝ ΞΜЮΥ ΞΠЮΡ ΣΤЮΠ ΣΤЮΠ ΜЮΜ ΡЮΜ  Ÿ

9ċũĦƨũċƣĲĬШƨƚŔŰŊШƣőĲШŔŰƻĲƖƚĲШƚƕƨċƖĲШũċƽШŉŸƖůƨũċШŉŸƖШƚŸƨŰĬШċƣƣĲŰƨċƣŔŸŰаШĬ7ΞШӀШĬ7ΝҼΞΜxŸŊыĬΝоĬΞьЯШƽőĲƖĲШĬ7ΞШӀШĲƚƣŔůċƣĲĬШŰŸŔƚĲШũĲƻĲũШċƣШƖĲĦĲƓƣŸƖбШĬ7ΝШӀШƖĲŉĲƖĲŰĦĲШŰŸŔƚĲШũĲƻĲũбШĬΝШӀШƖĲŉĲƖĲŰĦĲШĬŔƚƣċŰĦĲбШĬΞШӀШƖĲĦĲƓƣŸƖШũŸĦċƣŔŸŰШĬŔƚƣċŰĦĲЮ
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9ŸŰƚƣƖƨĦƣŔŸŰШéŔĤƖċƣŔŸŰШ

ÅĲŉĲƖĲŰĦĲШéŔĤƖċƣŔŸŰШ
EƕƨŔƓůĲŰƣШ ÅĲŉĲƖĲŰĦĲШ?ŔƚƣċŰĦĲШыŉĲĲƣьéŔĤƖċƣŔŸŰШыŔŰоƚĲĦШÂÂéьΝ

éŔĤƖċƣŸƖǃШÅŸũũĲƖ ΞΡ ΜЮΞΝ
xċƖŊĲШ7ƨũũĬŸǍĲƖ ΞΡ ΜЮΜΥΦ
xŸċĬĲĬШÑƖƨĦťƚ ΞΡ ΜЮΜΤΣ
ÉůċũũШ7ƨũũĬŸǍĲƖ ΞΡ ΜЮΜΜΟ
ΝЮШ[ĲĬĲƖċũШÑƖċŰƚŔƣШ ĬůŔŰŔƚƣƖċƣŔŸŰЯШÑƖċŰƚŔƣШ ŸŔƚĲШċŰĬШéŔĤƖċƣŔŸŰШfůƓċĦƣШ ƚƚĲƚƚůĲŰƣШ~ċŰƨċũЯШΞΜΝΥЮ

ÖŰůŔƣŔŊċƣĲĬШéŔĤƖċƣŔŸŰ

EƕƨŔƓůĲŰƣШ ?ŔƚƣċŰĦĲШыŉĲĲƣьΝ éŔĤƖċƣŔŸŰШыŔŰоƚĲĦШÂÂéьΞ
7ƨŔũĬŔŰŊШ?ċůċŊĲШÑőƖĲƚőŸũĬШШ

ыŔŰоƚĲĦШÂÂéьΟ EǂĦĲĲĬĲĬеШ
cƨůċŰШ ŰŰŸǃċŰĦĲШШÑőƖĲƚőŸũĬШШШШШШШШШШШШ

ыŔŰоƚĲĦШÂÂéьΠ EǂĦĲĲĬĲĬеШ
éŔĤƖċƣŸƖǃШÅŸũũĲƖ Ρ ΥдΦΧΫ ΜЮΟ òĲƚ ΜЮΞ òĲƚ
xċƖŊĲШ7ƨũũĬŸǍĲƖ Ρ ΣдάάΨ ΜЮΟ òĲƚ ΜЮΞ òĲƚ
xŸċĬĲĬШÑƖƨĦťƚ Ρ ΣдΫΨΣ ΜЮΟ òĲƚ ΜЮΞ òĲƚ
ÉůċũũШ7ƨũũĬŸǍĲƖ Ρ ΜЮΜΟΠ ΜЮΟ  Ÿ ΜЮΞ  Ÿ
ΝЮШÑőĲШĬŔƚƣċŰĦĲШŉƖŸůШƣőĲШŰĲċƖĲƚƣШƚƣƖƨĦƣƨƖĲШыƖĲƚŔĬĲŰƣŔċũШƨƚĲƚьШƣŸШƣőĲШÂƖŸŢĲĦƣШÉŔƣĲШƓƖŸƓĲƖƣǃШũŔŰĲШ

ΞЮШĦċũĦƨũċƣĲĬШƨƚŔŰŊШÂÂéШĲƕƨŔƓШӀШÂÂéƖĲŉШǂШыΞΡо?ьΝЮΡ

ƽőĲƖĲаШÂÂéШыĲƕƨŔƓьШӀШƣőĲШƓĲċťШƓċƖƣŔĦũĲШƻĲũŸĦŔƣǃШŸŉШƣőĲШĲƕƨŔƓůĲŰƣШŔŰШŔŰоƚĲĦШċĬŢƨƚƣĲĬШŉŸƖШƣőĲШĬŔƚƣċŰĦĲ
ÂÂéШыƖĲŉьШӀШƣőĲШƖĲŉĲƖĲŰĦĲШƻŔĤƖċƣŔŸŰШũĲƻĲũШŔŰШŔŰоƚĲĦ
?ШӀШƣőĲШĬŔƚƣċŰĦĲШŉƖŸůШƣőĲШĲƕƨŔƓůĲŰƣШƣŸШƣőĲШƖĲĦĲŔƻĲƖ
ÉŸƨƖĦĲаШ[ĲĬĲƖċũШÑƖċŰƚŔƣШ ĬůŔŰŔƚƣƖċƣŔŸŰЯШÑƖċŰƚŔƣШ ŸŔƚĲШċŰĬШéŔĤƖċƣŔŸŰШfůƓċĦƣШ ƚƚĲƚƚůĲŰƣШ~ċŰƨċũЯШÑċĤũĲШΤрΠЯШΞΜΝΥ
ΟЮШ[ĲĬĲƖċũШÑƖċŰƚŔƣШ ĬůŔŰŔƚƣƖċƣŔŸŰЯШÑƖċŰƚŔƣШ ŸŔƚĲШċŰĬШéŔĤƖċƣŔŸŰШfůƓċĦƣШ ƚƚĲƚƚůĲŰƣШ~ċŰƨċũЯШΞΜΝΥЮ
ΠЮШ9ċũŔŉŸƖŰŔċШ?ĲƓċƖƣůĲŰƣШŸŉШÑƖċŰƚƓŸƖƣċƣŔŸŰЯШÑƖċŰƚƓŸƖƣċƣŔŸŰШċŰĬШ9ŸŰƚƣƖƨĦƣŔŸŰШéŔĤƖċƣŔŸŰШ]ƨŔĬċŰĦĲШ~ċŰƨċũЯШΞΜΞΜЮ

~ŔƣŔŊċƣĲĬШéŔĤƖċƣŔŸŰШċƣШ9ŸƨŰƣǃШÅĲĦĲƓƣŸƖШ

EƕƨŔƓůĲŰƣШ ?ŔƚƣċŰĦĲШыŉĲĲƣьΝ éŔĤƖċƣŔŸŰШыŔŰоƚĲĦШÂÂéьΞ ÑőƖĲƚőŸũĬШШыŔŰоƚĲĦШÂÂéьEǂĦĲĲĬĲĬеШ
7ƨŔũĬŔŰŊШ?ċůċŊĲΟ

éŔĤƖċƣŸƖǃШÅŸũũĲƖ ΞΜ ΜЮΞΦΟ ΜЮΟ  Ÿ
xċƖŊĲШ7ƨũũĬŸǍĲƖ ΝΞ ΜЮΞΣΥ ΜЮΟ  Ÿ
xŸċĬĲĬШÑƖƨĦťƚ ΝΝ ΜЮΞΣΜ ΜЮΟ  Ÿ
cƨůċŰШ ŰŰŸǃċŰĦĲΠ

éŔĤƖċƣŸƖǃШÅŸũũĲƖ ΞΣ ΜЮΝΦΥ ΜЮΞ  Ÿ
xċƖŊĲШ7ƨũũĬŸǍĲƖ ΝΡ ΜЮΝΦΝ ΜЮΞ  Ÿ
xŸċĬĲĬШÑƖƨĦťƚ ΝΠ ΜЮΝΥΝ ΜЮΞ  Ÿ
ΝЮШÑőĲШĬŔƚƣċŰĦĲШŉƖŸůШƣőĲШŰĲċƖĲƚƣШƚƣƖƨĦƣƨƖĲШыƖĲƚŔĬĲŰƣŔċũШƨƚĲƚьШƣŸШƣőĲШÂƖŸŢĲĦƣШÉŔƣĲШƓƖŸƓĲƖƣǃШũŔŰĲШ

ΞЮШĦċũĦƨũċƣĲĬШƨƚŔŰŊШÂÂéШĲƕƨŔƓШӀШÂÂéƖĲŉШǂШыΞΡо?ьΝЮΡ

ƽőĲƖĲаШÂÂéШыĲƕƨŔƓьШӀШƣőĲШƓĲċťШƓċƖƣŔĦũĲШƻĲũŸĦŔƣǃШŸŉШƣőĲШĲƕƨŔƓůĲŰƣШŔŰШŔŰоƚĲĦШċĬŢƨƚƣĲĬШŉŸƖШƣőĲШĬŔƚƣċŰĦĲ
ÂÂéШыƖĲŉьШӀШƣőĲШƖĲŉĲƖĲŰĦĲШƻŔĤƖċƣŔŸŰШũĲƻĲũШŔŰШŔŰоƚĲĦ
?ШӀШƣőĲШĬŔƚƣċŰĦĲШŉƖŸůШƣőĲШĲƕƨŔƓůĲŰƣШƣŸШƣőĲШƖĲĦĲŔƻĲƖ
ÉŸƨƖĦĲаШ[ĲĬĲƖċũШÑƖċŰƚŔƣШ ĬůŔŰŔƚƣƖċƣŔŸŰЯШÑƖċŰƚŔƣШ ŸŔƚĲШċŰĬШéŔĤƖċƣŔŸŰШfůƓċĦƣШ ƚƚĲƚƚůĲŰƣШ~ċŰƨċũЯШÑċĤũĲШΤрΠЯШΞΜΝΥ
ΟЮШ[ĲĬĲƖċũШÑƖċŰƚŔƣШ ĬůŔŰŔƚƣƖċƣŔŸŰЯШÑƖċŰƚŔƣШ ŸŔƚĲШċŰĬШéŔĤƖċƣŔŸŰШfůƓċĦƣШ ƚƚĲƚƚůĲŰƣШ~ċŰƨċũЯШΞΜΝΥЮ
ΠЮШ9ċũŔŉŸƖŰŔċШ?ĲƓċƖƣůĲŰƣШŸŉШÑƖċŰƚƓŸƖƣċƣŔŸŰЯШÑƖċŰƚƓŸƖƣċƣŔŸŰШċŰĬШ9ŸŰƚƣƖƨĦƣŔŸŰШéŔĤƖċƣŔŸŰШ]ƨŔĬċŰĦĲШ~ċŰƨċũЯШΞΜΞΜЮ
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